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1. Executive Summary 

The Vadose Zone Monitoring and Remedial Progress Report, Fourth Quarter of 2013, 
documents remedial activities conducted for cleanup of the on-Terminal and off-Terminal 

light non-aqueous phase liquid (LNAPL) zones at Mission Valley Terminal (“the Terminal”), 
located at 9950 and 9966 San Diego Mission Road, San Diego, California (“the Site”). Activities 
for the fourth quarter of 2013 included the continued operation and monitoring of the soil vapor 

extraction and treatment systems (SVETS) for the northwestern off-Terminal LNAPL zone 
(“northwest LNAPL zone”), routine monitoring and sampling of the individual soil vapor 
extraction (SVE) wells and soil vapor monitoring (SVM) probes, and continued operation and 

monitoring of the groundwater extraction and treatment system (GWETS) for dewatering 
purposes. Groundwater monitoring and remedial progress is reported under separate cover. 

The remedial strategy for the northwest LNAPL zone is removal of residual LNAPL from 
subsurface soil to the extent technically practicable. Until December 31, 2013, this remedial 
strategy was implemented through SVE supported by dewatering. On December 31, 2013, 

SVE was discontinued and a soil vapor rebound test was initiated. Dewatering was continued 
through January 28, 2014 to provide a consistent vadose zone depth interval during active 
SVE and soil vapor rebound testing.  

Performance metrics, including SVETS uptime and extraction flow rate, dewatering 
effectiveness, SVE influence, and SVE mass extraction and bioventing, are used to 

demonstrate the effective operation of the remedial system.  

SVETS No. 2 effectively removed contaminant mass and aerobically biodegraded contaminant 

mass during the fourth quarter of 2013. SVETS No. 2 operated near target capacity at 2,158 

standard cubic feet per minute (scfm) and above target uptime at 94 percent (%) of planned 
operation. Target flow rates were maintained at the majority of the SVE well locations.  

The northwest LNAPL zone is currently being dewatered to expose the vertical extent of the 
smear zone to SVE influence throughout the area. In October/November 2013, dewatering 

exposed 100% of the northwest LNAPL zone footprint completely above the water table and 
99.6% of the footprint at least 3 feet above the water table. Groundwater elevations in the 
northwest LNAPL zone continued to decrease and are monitored on a biweekly basis 

(ARCADIS U.S., Inc. [ARCADIS] 2014). 

SVE effectively influenced the northwest LNAPL zone, with detectable vacuum (average of 5.6 

inches of water column [in. w.c.]) and oxygen-rich conditions (>10% volume/volume [v/v]) 
observed at all SVM probes. 
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During this reporting period: 

• Concentrations of total petroleum hydrocarbons (TPH) in field samples of soil vapor 
generally decreased to:  

– Below 100 parts per million by volume (ppmv) in 77 of the 78 vapor monitoring points in the 
northwest LNAPL zone 

– Below 30 ppmv in 76 out of 78 vapor monitoring points 

– Below 10 ppmv in 75 out of 78 vapor monitoring points. 

• Concentrations of TPH in analytical samples of soil vapor generally decreased to:  

– Below 10 ppmv in four out of five sampled vapor monitoring points 

– Below reporting limits (<2.0 ppmv) in two out of five sampled vapor monitoring points. 

• Concentrations of <C8 hydrocarbon (HC) fraction in soil vapor generally decreased to:  

– Below 5 ppmv in four out of five sampled vapor monitoring points. 

– Below reporting limits (<1.0 ppmv) in two out of five sampled vapor monitoring points. 

The average mass extraction rate by SVE during this reporting period is consistent with 
expectations for this stage of remediation, and is comparable to the rate of volatile hydrocarbon 
extraction observed as the primary LNAPL zone reached the end of remediation. 

Oxygen and carbon dioxide concentration measurements and biodegradation rate estimates at 
SVE wells and SVM probes indicate that SVE sufficiently vented the vadose zone to support 

aerobic biodegradation in the exposed smear zone. The rate of mass destruction by 
biodegradation estimated for the fourth quarter of 2013 is comparable to the upper portion of 
the range observed during remediation of the primary LNAPL zone (see Section 3.1). 

Additional non-petroleum carbon sources may be present in the northwest LNAPL zone, which 
may bias the biodegradation estimate in the northwest LNAPL zone higher than what was 
observed in the primary LNAPL zone (Section 5.3.4.2). 

Remedial progress in the northwest LNAPL zone through the fourth quarter of 2013 was 
evaluated through multiple lines of evidence, which collectively support that remediation of the 

northwest LNAPL zone was successfully achieved prior to December 31, 2013. 

On December 31, 2013, all SVE wells and both SVETS at the site were shut down, in 

accordance with procedures outlined in a Work Plan for Rebound Testing in the Northwest 
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Portion of the Off-Terminal LNAPL Zone submitted to the California Regional Water Quality 

Control Board, San Diego Region (RWQCB) on October 25, 2013 (ARCADIS 2013c). A soil 
vapor rebound study was conducted from December 31, 2013 to January 28, 2014. The results 
of the rebound study, including a final evaluation of remedial compliance in the off-terminal 

LNAPL zone, will be submitted to the RWQCB in a northwest LNAPL zone compliance 
evaluation report no later than March 28, 2014. On January 28, the proximal groundwater 
extraction (GWE) wells were shut down, and, following that, SVE and dewatering are not 

planned to be resumed in the northwest LNAPL zone. 
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2. Introduction 

This report presents the results of monitoring and evaluation of remedial activities associated 
with cleanup of the on-Terminal and off-Terminal LNAPL zones for the fourth quarter of 2013 at 

the Terminal, which is located at 9950 and 9966 San Diego Mission Road, San Diego, 
California (Figure 1). ARCADIS has prepared this report on behalf of SFPP, L.P., an operating 
partnership of Kinder Morgan Energy Partners, L.P. (Kinder Morgan). 

In conjunction with the Groundwater Monitoring and Remedial Progress Report, Fourth Quarter 
of 2013 (submitted under separate cover), this report documents monitoring and remediation 

activities conducted at the Site during the September 17, 2013 through December 16, 2013 
reporting period in accordance with Cleanup and Abatement Order (CAO) No. 92-01, which 
was issued by the RWQCB on January 3, 1992 and amended on April 6, 1992, May 9, 1994, 

August 27, 1999, February 19, 2002, March 20, 2002, April 13, 2005, January 19, 2010, and 
December 20, 2011. Specifically, this report focuses on remedial performance and progress in 
the vadose zone portion of the off-Terminal LNAPL zone, and documents the findings of SVM 

and sampling activities and vadose zone remediation monitoring activities conducted at the 
Site in accordance with the Monitoring and Reporting Program (MRP) included as 
Attachment 1 of Addendum No. 7 to the CAO.  
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3. Background 

3.1 Site Description 

The Site is comprised of two areas in and around the Terminal: the on-Terminal area and the 
off-Terminal area (Figure 1). The on-Terminal area is a 67-acre property located in Murphy 
Canyon, and includes 10.5 acres of aboveground storage tank facilities (Figure 2). The 

on-Terminal area is oriented north/south and opens into the larger Mission Valley at its 
southern end. Murphy Canyon and Mission Valley are at the bottom of steep slopes from the 
surrounding mesa. The off-Terminal area is downgradient from the Terminal, south of and 

including San Diego Mission Road, and includes the Qualcomm Stadium (“stadium”) property 
and areas near the San Diego River to the south and west of the stadium. 

The Terminal has been in operation since 1962 and is owned by Kinder Morgan. Portions of 
the Site have historically been leased to Texaco, Shell, ExxonMobil, and CENCO-Powerine. 
Petroleum products are delivered to the Terminal through a pipeline that receives product from 

the Los Angeles Basin. Petroleum products currently or historically stored at the Terminal 
include leaded and unleaded gasoline, gasoline additives, jet fuel, diesel, ethanol, and transmix 
(a mixture of the various refined petroleum products). Petroleum hydrocarbons have historically 

been released in the Terminal area and have migrated as LNAPL in the subsurface to the 
northeastern Qualcomm Stadium parking lot. Dissolved petroleum constituents have migrated 
to downgradient areas in the vicinity of the stadium and near the San Diego River on the 

southern side of the stadium.  

LNAPL has historically been observed from the southwestern end of the northern tank farm 

through the manifold area, in a relatively narrow band south into the northern parking area of 
the stadium, and from the southern tank farm into the northern parking area of the stadium, 
collectively referred to as the “Main LNAPL Zone” (Figure 2). A separate LNAPL zone is 

located in the northern portion of the main tank farm, in the vicinity of groundwater monitoring 
wells M-6, S-1, S-3, S-5, S-7, S-10, and S-16, and is referred to as the “Northern LNAPL 
Zone.” Investigative efforts to characterize the affected area are ongoing. 

The Main LNAPL Zone is divided along the Terminal’s southern boundary into the “on-Terminal 
LNAPL zone” to the north and the “off-Terminal LNAPL zone” to the south. The off-Terminal 

LNAPL zone is the area of historical residual LNAPL in soil located south and southwest of the 
Terminal’s southern boundaries, and is depicted on the attached figures as the area bounded 
by the “Estimated Extent of Residual LNAPL” line and the Terminal’s southern property 

boundary.  
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The off-Terminal LNAPL zone is further divided into two subareas or portions – the primary 

LNAPL zone and the northwest LNAPL zone – which are depicted on Figure 2. The portion of 
the off-Terminal LNAPL zone overlain by much of San Diego Mission Road and the Qualcomm 
Stadium parking lot is the “primary LNAPL zone.” The portion that underlies the intersection of 

Mission Village Drive, Friars Road, and San Diego Mission Road is the “northwest LNAPL 
zone”; this area had a contiguous historical release that was undelineated until late 2008, when 
it became apparent in monitoring data from SVE wells newly installed adjacent to that area. 

Subsequent characterization of the extent of the northwest LNAPL zone conducted through 
mid 2009 (LFR Inc. [LFR] 2009a) showed that the interface between the northwest LNAPL 
zone and the primary LNAPL zone includes SVE wells RW-38 through RW-40, RW-75, and 

RW-89 through RW-92, and SVM probes SV-21 through SV-22, SV-36, SV-52, and SV-59 
through SV-62. A plan for remediation of the northwest LNAPL zone (LFR 2009b) was 
submitted to the RWQCB in late 2009, and construction of SVETS No. 2 to serve this area was 

completed on October 15, 2010. The system commenced continuous operation on December 
29, 2010. 

Remediation of the primary LNAPL zone to comply with Directive No. 2 of Addendum No. 5 to 
CAO No. 92-01 was completed by December 31, 2010, as demonstrated in the Post 2010 
Remedial Compliance Evaluation – Off-Terminal LNAPL Zone (ARCADIS 2011b). The 

RWQCB concurred with this conclusion (RWQCB 2011a). RWQCB restated this in Addendum 
No. 7 to CAO No. 92-01 (RWQCB 2011b). 

Detailed site descriptions and discussions of Terminal operations are presented in the Site 
Conceptual Model and On-Terminal Corrective Action Plan (LFR 2005a), the Site Conceptual 
Model and Off-Terminal Corrective Action Plan (LFR 2005b), and the Groundwater Monitoring 

and Remedial Progress Report, Fourth Quarter of 2013 (ARCADIS 2014). 

3.2 Vadose Zone Remedial Strategy  

The objective of the remedial strategy is to remove residual LNAPL from subsurface soil to the 
extent technically practicable. The remedial strategy has been implemented through SVE 

supported by water table lowering.  

Dewatering is performed to lower the water table and expose the off-Terminal LNAPL zone to 

SVE influence. Groundwater extraction and groundwater monitoring activities are documented 
under separate cover in the quarterly groundwater monitoring and remedial progress reports 
for the Site.  
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3.3 Vadose Zone Remediation Systems 

Remediation systems include vapor extraction wells located throughout the off-Terminal 
LNAPL zone. These extraction wells have been connected to one of two SVETS. Eight wells 

in the northwest LNAPL zone, 85 wells in the primary LNAPL zone, and four wells in the 
on-Terminal LNAPL zone have been connected to SVETS No. 1, which is comprised of 
two parallel positive displacement blowers with operational capacities of 1,000 scfm and 

2,000 scfm at design applied vacuum levels, feeding a regenerative thermal oxidizer. Only the 
2,000-scfm blower was operated during the reporting period due to lower bioventing flow rate 
demands from the majority of wells connected to the system. The other 51 wells in the 

northwest LNAPL zone have been connected to SVETS No. 2, which is comprised of a single 
3,000-scfm positive displacement blower feeding a separate regenerative thermal oxidizer. The 
two SVETS are operated independently, and each has a nominal extraction and treatment 

capacity of 3,000 scfm. Both SVETS are permitted under Air Pollution Control District (APCD) 
Permit to Operate No. 974060-V2, which limits treated emissions to a combined maximum flow 
rate of 5,000 scfm. SVE in the off-Terminal area was discontinued on December 3, 2013.  

Each SVE well in the off-Terminal LNAPL zone is mechanically configured to function as either 
an active extraction well or a passive venting well. When operated in passive venting mode, 

a well is opened to the atmosphere and ambient air is drawn into the well by the vacuum 
influence in the subsurface during active SVE. Table 2 presents data indicating when a well is 
being operated as either an extraction well or a passive venting well. 

A network of SVM probes is installed throughout the off-Terminal LNAPL zone to collect data 
for evaluation of remedial performance and progress. Each probe cluster consists of one or two 

depth-discrete probes spanning the vertical extent of the LNAPL smear zone.  

Site remediation also includes activities focused on cleanup of affected groundwater. Complete 

details on hydraulic containment, the GWETS, and GWE monitoring are included in the 

Groundwater Monitoring and Remedial Progress Report, Fourth Quarter of 2013 
(ARCADIS 2014).  

Figure 2 depicts the locations of the SVE wells, SVM probes, and GWE wells and their 
positions relative to the site subareas. Appendix A includes further details of the remedial 

infrastructure. 
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3.3.1 On-Terminal LNAPL Zone  

The on-Terminal SVE system currently consists of four SVE wells (one single-nested SVE well 
(RW-1A) and three combination SVE/GWE wells (RW-35 through RW-37). RW-1A and RW-35 

through RW-37 are shown on Figure 2. Installation of 93 SVE wells (RW-501 through RW-593) 
and associated infrastructure, including underground and aboveground conveyance systems, 
for treatment of the on-Terminal LNAPL zone was completed in 2013. 

3.3.2 Northwest Off-Terminal LNAPL Zone  

The northwest LNAPL zone includes 67 discrete vapor extraction wells at 59 locations (eight 
dual-completion SVE wells and 51 single-completion SVE wells). This includes RW-38 through 
RW-40, RW-75, and RW-89 through RW-92, which are connected to SVETS No. 1, and 

RW-201 through RW-251, which are connected to SVETS No. 2.  

The northwest LNAPL zone has an SVM probe network consisting of 31 discrete SVM probes 

in 19 probe clusters. This includes SVM probes SV-21, SV-22, SV-36, SV-52, SV-59 through 
SV-62, and SV-201 through SV-211, as shown on Figure 2. Twenty-eight of these probes are 
located below the top of the smear zone or data have been observed that suggest they were in 

close connection to the smear zone (e.g., relatively high TPH concentrations). 
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4. Vadose Zone Remedial Monitoring Activities 

Monitoring is performed to evaluate the performance of remedial operations and to evaluate 
remedial progress. Soil vapor data collected during the last two weeks of the previous calendar 

quarter are included in this monitoring report. Data collected during the last two weeks of this 
calendar quarter will be included in the northwest LNAPL zone compliance evaluation. Data 
presented for the fourth quarter of 2013 include all data collected between September 17, 2013 

and December 16, 2013 (herein referred to as “the reporting period”). Remedial operation data 
collected after December 16, 2013 will be presented in the northwest LNAPL zone compliance 
evaluation. 

4.1 Soil Vapor Extraction and Treatment System Monitoring Activities  

SVETS No. 2 was operated for 94% of the time during the reporting period except for brief 
periods during routine system maintenance activities. 

Field monitoring was performed at SVETS No. 2 on an almost daily basis during periods of 
operation. Field monitoring includes daily collection of totalized flow, vacuum, and hour meter 
readings from onboard system instrumentation, and weekly measurement of TPH 

concentrations from the combined influent of each SVETS using a flame ionization detector 
(FID). The diluted influent of SVETS No. 2 is sampled for laboratory analysis on a monthly 
basis. Samples are analyzed for TPH; HC fraction (i.e., C4-C5, C6-C7, C8-C10, C11-C14) 

composition; benzene, toluene, ethylbenzene, and total xylenes (collectively BTEX); and 
methyl tertiary-butyl ether (MTBE) using gas chromatography-mass spectroscopy (GC-MS) by 
U.S. Environmental Protection Agency (USEPA) Method TO-14. 

4.1.1 Quality Assurance and Quality Control 

Standard field and laboratory quality assurance/quality control (QA/QC) procedures were 
followed during this reporting period. Field instruments for flow rate and vacuum measurements 
are periodically maintained and calibrated in accordance with manufacturer recommendations. 

FIDs are calibrated daily before each use. The analytical laboratories perform standard QA/QC.  

Field monitoring and sample collection results covering the reporting period for SVETS No. 2 

are presented in Table 1. Appendix B includes additional details on monitoring activities and 
associated QA/QC measures. Appendix B.i discusses SVETS monitoring and sampling 
procedures. Field monitoring forms are presented in Appendix B.ii. Analytical laboratory QA/QC 

results are presented with the analytical laboratory reports included in Appendix B.iii.  
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4.2 Soil Vapor Extraction Well and Soil Vapor Monitoring Probe Monitoring Activities 

Field monitoring is performed on a routine basis at all operational SVE wells and SVM probes 
during periods of active extraction. 

Under the MRP contained in Addendum No. 7 to CAO No. 92-01 (RWQCB 2011b), field 
measurements of vacuum, flow rate, oxygen, carbon dioxide, and TPH concentrations have 

been collected from each operational SVE well on a biweekly basis. Furthermore, field 
measurements of static vacuum and oxygen, carbon dioxide, and TPH concentrations have 
been collected on a biweekly basis from the SVM probes located near or below the inferred top 

of the LNAPL zone (30 discrete probes). 

Samples for laboratory analysis have been collected from select SVE wells meeting certain 

conditions during every other monitoring event, or approximately once a month, and from 
select SVM probes meeting the same conditions during every fourth monitoring event, or 
approximately once every two months. Samples have been analyzed in the laboratory for TPH, 

HC fraction composition, BTEX, and MTBE by USEPA Method TO-14 using GC-MS.  

Consistent with Addendum No. 7, by the end of the reporting period samples for laboratory 

analysis were not collected from 73 of 78 vapor monitoring points because it has been 
observed in at least two consecutive laboratory samples that benzene is below 50 parts per 
billion by volume (ppbv), the C4-C6 HC fraction is below 500 ppbv, the C6-C8 HC fraction is 

below 500 ppbv, and TPH is below 20 ppmv.  

Additional details on the monitoring and sampling program, including the criteria for inclusion in 

the laboratory reporting program and monitoring points sampled for laboratory analysis, are 
provided in Appendices C and D.  

4.2.1 On-Terminal SVE Wells 

Field measurements of vacuum and flow rate have been typically collected from each 

operational on-Terminal SVE well on a monthly basis. Field measurements of oxygen, carbon 
dioxide, and TPH concentrations have been collected from each SVE well location during the 
monthly sampling events. Samples are collected from each on-Terminal SVE well on a 

quarterly basis for laboratory analysis of TPH, HC fraction composition, BTEX, and MTBE by 
USEPA Method TO-14 using GC-MS. 
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Three SVE wells (RW-1A, RW-35, and RW-36) were not operated or monitored during this 

reporting period due to construction activities relating to the installation of RW-501 through 
RW-593 in the on-Terminal area.  

4.2.2 Quality Assurance and Quality Control 

Standard field and laboratory QA/QC procedures were followed during this reporting period. 

Field instruments for flow rate and vacuum measurements are periodically maintained and 
calibrated in accordance with manufacturer recommendations. Multi-gas meters and FIDs are 
calibrated daily, with multiple daily calibration checks and recalibration as necessary. The 

analytical laboratory performs standard QA/QC. QA/QC measures indicate ongoing high 
data quality; QA/QC is further discussed in Appendices C and D.  

Table 2 summarizes SVE well field monitoring and sample collection results for the reporting 
period. Appendix C presents additional details of SVE well monitoring, sample collection 
activities, and associated QA/QC measures. Appendix C.i discusses SVE well sampling 

procedures. Appendix C.ii presents copies of the field monitoring data collection forms. 
Analytical laboratory QA/QC results are included with the analytical laboratory reports in 
Appendix C.iii.  

Table 3 summarizes SVM probe field monitoring and sample collection results for the reporting 
period. Appendix D presents additional details of SVM probe monitoring, sample collection 

activities, and associated QA/QC measures. Appendix D.i discusses soil vapor sampling 
procedures used during this reporting period. Appendix D.ii includes copies of the field 
monitoring data collection forms. Appendices D.iii and D.iv present helium gas tracer leak 

testing field monitoring data collection forms and procedures, respectively. Analytical laboratory 
QA/QC results are presented with the analytical laboratory reports in Appendix D.v.  
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5. Vadose Zone Remedial Performance 

ARCADIS uses monitoring data to continually evaluate the performance of remedial 
operations. Monitoring data are evaluated with respect to metrics to provide multiple lines of 

evidence to demonstrate compliance with Addendum No. 7. The performance evaluation 
focuses on whether and how to modify ongoing remedial operations to continue to meet design 
operational parameters and to continue to produce the intended effect within the zone of 

remediation. 

5.1 SVETS Operational Performance 

SVETS No. 2 performed very effectively during this reporting period. Effective performance is 
achieved by minimizing unplanned system downtime, maintaining the combined extraction flow 

rate near the design system capacity and permitted discharge flow rate, and managing water 
entrained with extracted vapor such that no disruption of performance is experienced in vapor 
conveyance systems. SVETS No. 2 is able to extract, treat, and discharge at a flow rate of up to 

3,000 scfm at the design applied vacuum. 

The operational extraction (influent) flow rate can vary above or below the design maximum 

flow rate as a consequence of constantly changing soil and atmospheric conditions and 
individual SVE well settings, which affect the induced vacuum levels and achievable flow rate. 
The flow rate and operational vacuum level at SVETS No. 2 are monitored and adjusted during 

routine daily operations and maintenance events to maintain a combined extraction rate as 
near the system target as possible, within the design operating vacuum range. Operational 
performance data collected at the SVETS influent and from associated SVE wells include 

measurements for vacuum, flow rate, and system operational runtime. Operational data for 
SVETS No. 2 and SVE wells are presented in Tables 1 and 2, respectively, and summarized in 
the following table: 
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SVETS No. 2 Operation 

September 17, 2013 through December 16, 2013 

System Runtime (hours) 1,981 System Uptime † (%) 94 

Measurement 
Observed Value 

Minimum Average Maximum 

System Flow Rate (scfm) 2,124 10/1/13 2,158* 2,191 10/14/13 

Sum of SVE Wells (scfm) 1,842 12/4/13 2,188 2,404 
10/24-
25/13 

Notes:  
in. w.c.  =  inches of water column *  =  time-weighted average 
scfm  =  standard cubic feet per minute **  =  average of discreet monitoring events 
SVE  =  soil vapor extraction  SVETS  =  soil vapor extraction and treatment system 
†  =  percentage of planned uptime (i.e., does not include planned shutdowns)  

SVETS No. 2 was operated continuously with two unplanned shutdowns for system 

maintenance. SVETS No. 2 was shut down for:  

• 46 hours from September 18 to September 20 for planned annual maintenance. 

• 14 hours from October 6 to October 7 due to an electrical malfunction. 

• 23 hours from November 19 to November 20 for routine testing of emergency failsafes. 

• 96 hours between December 10 and December 16 due to electrical malfunctions. 

In the event of unplanned shutdowns, system operators are automatically notified for 

immediate response to assess and correct the situation.  

The average influent flow rate during periods of operation during this reporting period was 

approximately 2,158 scfm, which is consistent with expectations for effective operation and the 
APCD permit. The sum of SVE well flow rates during this reporting period was 2,188 scfm. In 
limited cases, moisture present in SVE well conveyance piping prevented collection of accurate 

flow rate measurements from a number of SVE wells. Therefore, the sum of SVE well flow 
rates may underestimate the total flow rate through the SVE wells. Flow rates observed at 
individual SVE wells are provided in Table 2. Table 1 summarizes flow rate and operational 
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data for SVETS No. 2. Appendix B includes a detailed list of planned and unplanned 

shutdowns. 

The range of TPH concentrations observed at the influent to SVETS No. 2 is summarized 

below: 

SVETS No. 2 Influent Monitoring Results – September 17, 2013 through December 16, 2013 

Measurement 
Observed Value (ppmv) 

Minimum Average Maximum 

SVETS No. 2 

TPH by FID 
0.0 Multiple 0.69 5.0 11/18/13 

SVETS No. 2  

TPH by GC-MS 
<2.0 All <2.0 <2.0 All 

Notes: 
FID  =  flame ionization detector 
GC-MS  = gas chromatograph-mass spectroscopy 
ppmv  =  parts per million by volume 
SVETS  =  soil vapor extraction and treatment system 
TPH  =  total petroleum hydrocarbons 

5.2 On-Terminal LNAPL Zone Remedial Performance 

SVE vacuum and flow have been effectively maintained at the single on-Terminal LNAPL zone 
well (RW-37) operated during the reporting period. RW-37 is extracting soil vapor at the 
intended flow rate, which is equal to or greater than the design flow rate. 

On-terminal SVE well operational data are presented in Table 2. 

5.3 Northwest Off-Terminal LNAPL Zone Remedial Performance 

5.3.1 Dewatering Performance 

Groundwater extraction to facilitate SVE in the northwest LNAPL zone commenced on 
November 3, 2010 with the startup of GWE wells RW-107 and RW-108. Dewatering 

performance has been monitored as groundwater table elevations have gradually decreased. 
Dewatering has been successfully exposing the LNAPL-affected soil as shown through multiple 
lines of evidence. First, water table elevation contours are compared to the interpreted bottom 

elevation contours of the LNAPL-affected soil to estimate the separation between them. 
Second, concentrations of hydrocarbons (total petroleum hydrocarbons as gasoline and diesel 
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[TPHg and TPHd, respectively] and BTEX) observed in groundwater in and downgradient from 

the off-Terminal LNAPL zone are considered. Finally, impedance of vapor sample collection at 
SVM probes during routine monitoring is evaluated for the possible presence of saturated soil 
at the probe location. 

One line of evidence of sufficient dewatering is the interpreted vertical separation between the 
water table, interpreted for October/November 2013 (ARCADIS 2014), and the inferred bottom 

elevation of the LNAPL-affected soil. Water table elevations observed in October/November 
2013 are below the bottom elevation of LNAPL occurrence at every groundwater monitoring 
well in the off-Terminal LNAPL zone. As depicted on the isopach map shown on Figure 3, 

vertical separation between the water table and the bottom of the LNAPL zone is interpreted to 
extend throughout the northwest LNAPL zone during the fourth quarter of 2013 and is more 
than 14 feet in some areas. The observed water table elevation is interpreted to be at least 3 

feet below the bottom elevation of LNAPL across greater than 99% of the LNAPL footprint. The 
observed water table elevation in the remaining less than 1% of the northwest LNAPL zone is 
interpreted to be below, but less than 3 feet below, the bottom elevation of LNAPL. This area is 

located in the far west of the northwest LNAPL zone, adjacent to the location where the Friars 
bedrock contact rises above the water table. The interpretation of the water table across this 
unconformity may depict saturated conditions shallower than they actually occur in the alluvium 

very close to the bedrock, which in turn influences a conservative interpretation of less 
freeboard between the water table and the bottom of the LNAPL zone than may actually exist. 
Groundwater extraction rates in this area were maintained at current levels until the end of the 

soil vapor rebound test on January 28, 2014. 

A second line of evidence of dewatering below the bottom of LNAPL occurrence is the absence 

or very low concentrations of hydrocarbons (TPHg, TPHd, and BTEX) observed above the 
reporting limit in groundwater within and downgradient from the off-Terminal LNAPL zone 
(ARCADIS 2014). This demonstrates both that groundwater has not been in contact with 

LNAPL-affected soil and that sufficient vapor flow has existed to intercept volatile hydrocarbons 
(e.g., benzene) prior to migration as vapors to groundwater throughout the majority of the 
northwest LNAPL zone.  

The final line of evidence of sufficient dewatering is demonstration that a successful connection 
to the soil matrix pore space exists for the deepest SVM probes, which are positioned at the 

bottom of the vertical extent of LNAPL. Successful connection to the soil matrix pore space is 
demonstrated through observations such as historically stable vacuum measurements, 
comparison of SVM probe vacuums to nearby SVE well vacuums, and correlation of vacuum 

measurements and analyte concentrations with other probes within a multi-depth cluster.  



Jan302014_MVT 4Q13 Vadose Zone Report.doc 16 

Vadose Zone Monitoring and 

Remedial Progress Report, 

Fourth Quarter of 2013 

Mission Valley Terminal 
San Diego, California 

 

A sample could be drawn from every deep probe during at least half of the monitoring events 

during this reporting period. Inability to draw a sample could indicate that the probe is close to 
the capillary fringe, the probe’s installation was deficient, the probe is installed in tight soil 
formations, and/or water infiltration from the surface (e.g., from excessive landscape irrigation 

or rainfall) is obstructing the probe’s connection with the soil pore space. SV-210AD, which is 
located on the far western edge of the northwest LNAPL zone and from which a sample could 
be drawn in only three of seven monitoring events during the previous reporting period, was 

able to be sampled in only four out of six monitoring events during the current reporting period. 

5.3.2 SVE Influence 

SVE vacuum and flow influence have been effectively maintained throughout the northwest 
LNAPL zone during the reporting period. In general, all SVE wells have been extracting soil 

vapor at intended flow rates near the design flow rate. Observations at SVM probes show 
effective vacuum influence and effective soil vapor flushing. 

5.3.2.1 SVE Well Vacuum and Flow 

Operational performance data collected from the SVE wells include vacuum and flow rate 

measurements. SVE well operational data are presented in Table 2 and summarized in the 
following table: 

Northwest Off-Terminal LNAPL Zone SVE Well Operation – September 17, 2013 through 
December 16, 2013 

Measurement 

Observed Value 

Minimum  Average* Maximum 

Flow Rate 
(scfm) 

1.4 Multiple 44.3 127 
RW-237 
10/25/13 

Vacuum 
(in. w.c.) 

9.9 
RW-39A 
12/4/13 

41.6 55.8 
RW-233 
10/28/13 

Notes:  
scfm  =  standard cubic feet per minute  
in. w.c.  =  inches of water column 
*  =  average of individual SVE well quarterly averages  
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The SVE system is designed for effective remedial performance by operating each SVE well 

location (a dual-completion well is a single location) at a design flow rate of approximately 
40 scfm. Target flow rates were generally maintained in the northwest LNAPL zone.  

5.3.2.2 Vacuum and Flow Influence 

Monitoring data collected from the SVM probes include measurements of vacuum, oxygen, 

and carbon dioxide concentrations. SVM probe monitoring data are presented in Table 3 and 
summarized in the following table:  

Northwest Off-Terminal LNAPL Zone SVM Probe Monitoring Results – September 17, 2013 
through December 16, 2013 

Measurement 
Observed Value 

Minimum Average* Maximum 

Vacuum** 
(in. w.c.) 

0.1 
SV-210AD 

12/4/13 
5.6 12.7 

SV-21AD-R 
12/4/13 

Oxygen 
(%) 

19.1 
SV-62AD 
12/4/13 

20.7 20.9 Multiple 

Carbon Dioxide 
(%) 

0.0 Multiple 0.1 1.4 
SV-61AD 
12/4/13 

Notes: 
in. w.c.  =  inches of water column 
%  =  percent 
*  =  average of individual SVM probe quarterly averages 
**  =  readings taken when the SVETS was shut down, or when a sample could not be collected, are 
excluded 

Detectable vacuum was observed at every SVM probe during every monitoring event during 

this reporting period.  

The average concentration of oxygen was greater than or equal to 19.7% at all SVM probes 

(Table 3). This is indicative of effective flow and soil vapor flushing due to SVE influence. In 
addition to removing volatile hydrocarbons, SVE draws atmospheric air into the subsurface 
where oxygen may be consumed as part of aerobic biodegradation of hydrocarbons.  

5.3.2.3 SV-21AD 

Historical and ongoing soil gas data from SV-21AD are not consistent with those from 
neighboring monitoring locations. Monitoring data from neighboring probes and wells suggest 
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that remedial goals have generally been achieved in this area; however, the SV-21AD probe 

has been characterized by persistently high concentrations of TPH and <C8 HC. 

On June 27, 2012, a new deep SVM probe, designated SV-21AD-R, was installed adjacent to 

the existing SV-21 SVM probe cluster at approximately the same depth as SV-21AD 
(ARCADIS 2012). The current and historical data collected from probe SV-21AD-R are 
consistent with data and remedial progress indicators observed in neighboring probes and 

wells. Data from SV-21AD-R showing low TPH and <C8 HC fraction concentrations and 
atmospheric oxygen and carbon dioxide concentrations are consistent with data from 
neighboring probes and wells, including RW-39B, RW-91B, RW-92B, RW-202, RW-203, 

SV-60AMD, SV-60AD, and SV-61AD. This suggests that the SV-21AD probe is not 
representative of general subsurface conditions in the surrounding area. The TPH and <C8 HC 
fraction concentrations observed in SV-21AMD, installed about 6 feet above SV-21AD, are 

slightly higher than those in the neighboring probes and wells, and may reflect biased 
conditions similar to those observed at SV-21AD, but to a much smaller degree. 

During the first quarter of 2013, helium tracer testing was performed to evaluate the 
connectivity of SV-21AD and SV-21AD-R to neighboring probes and wells. These tests suggest 
that both SV-21AD and SV-21AD-R are in communication with surrounding soil, though 

communication with SV-21AD may be more limited when compared to SV-21AD-R (ARCADIS 
2013a). 

The routine data collected, along with the results of the investigations described above, indicate 
that SV-21AD-R is more representative of general surrounding vadose zone soil gas conditions 
than SV-21AD. Therefore, SV-21AD has been replaced with SV-21AD-R for evaluation of local 

remedial performance and progress. SV-21AD may be connected to a highly localized low-
permeability zone of soil. Monitoring data demonstrate that remedial activities in the vicinity of 
the probe are removing mass, but at a slower rate than has been observed in other areas of 

the Site. Both SV-21AD and SV-21AD-R have continued to be regularly monitored and 
sampled in accordance with monitoring protocols. 

5.3.3 SVE Effectiveness 

Removal of volatile hydrocarbons by SVE and destruction by biodegradation were effective 

during the reporting period. In general, TPH and hydrocarbon constituent concentrations and 
the mass removal rates observed at each monitoring location (SVETS, SVE wells, and SVM 
probes) during this reporting period met the performance expectation of values that are 

declining or below reporting limit.  
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5.3.3.1 TPH and HC Fraction Concentration 

Field monitoring and sampling for laboratory analysis were conducted at SVETS No. 2, SVE 
wells, and SVM probes during the reporting period and include field measurements of TPH and 

analytical results for TPH, hydrocarbon ranges, BTEX, and MTBE. Monitoring data for SVETS 
No. 2, SVE wells, and SVM probes are presented in Tables 1, 2, and 3, respectively, and 
summarized in the following table: 

Northwest Off-Terminal LNAPL Zone Soil Vapor Monitoring Results – September 17, 2013 
through December 16, 2013 

Analyte 
or HC Fraction 

Observed Concentration (ppmv) 

Minimum Average* Maximum 

SVETS No. 2 Influent 

TPH by FID 0.0 Multiple 0.69 5.0 11/18/13 

TPH by Laboratory <2.0 All <2.0 <2.0 All 

Northwest Off-Terminal LNAPL Zone SVE Wells** 

Field TPH 0.0 Multiple 2.2 14.4 RW-91B 9/24/13 

Northwest Off-Terminal LNAPL Zone SVM Probes 

Field TPH 0.0 Multiple 10.1 419 SV-207AD 12/4/13 

TPH <2.0 Multiple 5.0 23 SV-210AD 9/24/13 

C4-C5 <0.50 All <0.50 <0.50 All 

C6-C7 <0.50 Multiple 2.1 10 SV-210AD 9/24/13 

C8-C10 <0.50 Multiple 2.3 13 SV-210AD 9/24/13 

C11-C14 <0.50 Multiple 0.79 3.1 SV-210AD 9/24/13 

Benzene <0.050 Multiple 0.050 0.051 SV-210AD 9/24/13 

MTBE <0.050 All <0.050 <0.050 All 

Notes: 
*  =  average of individual SVE well and SVM probe quarterly averages 
** = No analytical samples were collected from SVE wells during the reporting period. 
FID  =  flame ionization detector 
HC  =  hydrocarbon 
LNAPL  =  light non-aqueous phase liquid SVE  =  soil vapor extraction 
MTBE  =  methyl tertiary-butyl ether SVM  =  soil vapor monitoring 
ppmv  =  parts per million by volume TPH  =  total petroleum hydrocarbons 
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Maps depicting the average concentrations of laboratory and field analyzed TPH (Figures 4 

and 5, respectively) and lighter HC fraction (<C8 HC fraction; Figure 6) at each SVE well and 
SVM probe during the reporting period indicate that the TPH and <C8 HC fraction 
concentrations are consistent with expectations for low concentrations as remediation nears 

completion. Across the northwest LNAPL zone, TPH and <C8 HC concentrations have 
decreased significantly compared to concentrations during the baseline monitoring performed 
during the fourth quarter of 2010 (ARCADIS 2011a). 

5.3.3.2 Mass Removal by Volatilization 

Extraction operations have effectively removed contaminant mass from the northwest LNAPL 
zone. Mass removal rates observed at SVETS No. 2 and at the individual SVE wells are 
consistent with expectations for performance as remediation nears completion. Mass removal by 

volatilization is estimated from the SVETS data (Table 1) as discussed in Appendix F. The results 
of this estimate are summarized in the following table: 

SVE Mass Removal Estimates by SVE – September 17, 2013 through December 16, 2013 

 
SVETS 
Influent 

Sum of Northwest  
Off-Terminal LNAPL Zone 

SVE Wells 

Total Hydrocarbon 
Mass Removed 

(lb) 
29 115 

Total Mass Extraction Rate 
(lb/day) 

0.32 1.3 

Total Extraction Rate –  
Soil Mass Unit Normalized  

(mg/kg-day) 
0.0093 0.038 

Notes: 
lb  =  pounds 
lb/day  =  pounds per day  
LNAPL  =  light non-aqueous phase liquid 
mg/kg-day  =  milligrams of TPH per kilogram of soil per day 
SVE  =  soil vapor extraction 
SVETS  =  soil vapor extraction and treatment system 
TPH = total petroleum hydrocarbons 

Figure 7 summarizes the cumulative total hydrocarbon mass removed/destroyed and mass 
removal/destruction rates from the Site and the northwest LNAPL zone. 
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5.3.4 Support of Aerobic Biodegradation 

Extraction operations effectively ventilated the vadose zone to support aerobic biodegradation 
during the reporting period. In general, the concentration of oxygen observed in all vapor 

monitoring points in this area (SVE wells and SVM probes) has been adequate to support 
ongoing aerobic biodegradation of hydrocarbons. The generally low concentrations of carbon 
dioxide provide a second line of evidence for the sufficiency of SVE support for aerobic 

biodegradation. 

5.3.4.1 Oxygen Concentration 

Extraction operations are designed to maintain a minimum oxygen concentration of 10% at 
every vapor monitoring point to support the aerobic degradation of petroleum hydrocarbons. 

However, the literature reports that oxygen levels as low as 2% to 5% have been found to 
support ongoing aerobic biodegradation (Hinchee and Ong 1992). The oxygen concentrations 
measured at each SVE well and SVM probe indicate that average oxygen concentrations 

greater than or equal to 18.1% were achieved in all SVM points in the northwest LNAPL zone. 
Similarly, the carbon dioxide concentrations support the interpretation that sufficient pore 
volume exchanges have been occurring to support aerobic biodegradation in the northwest 

LNAPL zone.  

Slightly depressed oxygen concentrations, and concurrent slightly elevated carbon dioxide 

concentrations, were observed during this reporting period at certain monitoring points near the 
Qualcomm Stadium entrance (RW-222 and RW-232). Low to non-detect volatile organic 
compound (VOC) concentrations observed near the stadium entrance suggest that depressed 

oxygen and increased carbon dioxide concentrations in this area are likely due to non-
petroleum carbon sources. An abandoned sewer line is present beneath Mission Village Road, 
and a tanker truck overturned in the Qualcomm Stadium entrance on April 7, 2013, releasing 

approximately 8,000 gallons of ethanol (NRC Environmental 2013). Both of these non-
petroleum carbon sources could cause local oxygen concentrations to decrease. The extent of 
the area where concentrations deviate from near atmospheric has decreased since the third 

quarter of 2013 when it was first noted. 

Maps of the average oxygen concentration and average carbon dioxide concentration over 

the reporting period at each SVE well and SVM probe are included as Figures 8 and 9, 
respectively. These figures indicate that concentrations significantly divergent from 
atmospheric conditions are not present within the extent of the northwest LNAPL zone. 
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5.3.4.2 Mass Destruction by Biodegradation 

Induced aerobic biodegradation effectively destroyed hydrocarbons during this reporting 
period. Estimated biodegradation rates are consistent with expectations for effective 

performance. Mass destroyed by biodegradation is estimated from SVE well fixed gas 
monitoring data collected during active SVE operation (Table 2). Appendix E presents time-
series graphs depicting the trend of select field measurements, including oxygen and carbon 

dioxide concentrations over time for each SVE well and SVM probe in the northwest LNAPL 
zone.  

Total biodegradation rates and mass destruction are summarized in the following table: 

Biodegradation Estimates – September 17, 2013 through December 16, 2013 

Total 
Hydrocarbon 

Mass Destroyed  
(lb) 

Total 
Biodegradation 

Rate  
(lb/day) 

Soil Mass Unit 
Normalized 

Biodegradation Rate 
(mg/kg-day) 

9,459 104 3.3 

Notes: 
lb  =  pounds 
lb/day  =  pounds per day 
mg/kg-day  =  milligrams of TPH destroyed per kilogram of soil per day 
TPH  =  total petroleum hydrocarbons 

As noted in Section 5.3.4.1, other potential non-petroleum carbon sources are present in the 
northwest LNAPL zone. Elevated biodegradation rate estimates are primarily observed in wells 

near these potential sources, which may artificially increase the estimated biodegradation rates 
of petroleum hydrocarbons.  

The biodegradation rate for each SVE well is provided in Table 2. Calculation details are 
provided in Appendix F. 
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6. Vadose Zone Remedial Progress 

ARCADIS uses monitoring data to evaluate the progress of remediation in the northwest 
LNAPL zone. These data are continuously evaluated with respect to multiple metrics that 

provide lines of evidence to demonstrate progress toward meeting the cleanup criteria set forth 
in Directive No. 1 of Addendum No. 7 to CAO No. 92-01 and to demonstrate where those 
criteria have been met. 

The sections that follow draw on data presented in this report and in reports submitted under 
separate cover. Previous experience suggests that, when the remedial strategy has been 

operated to the extent practicable, it is reasonable to expect that: 

• TPHg in soil should be about 100 milligrams per kilogram (mg/kg) or less. 

• Remaining TPHg in soil should be composed of >C8 HC fractions. 

• TPH in soil vapor should be about 10 ppmv to 100 ppmv. 

• <C8 HC in soil vapor should be about 1 ppmv (the reporting limit) and should be less than 
1% of TPH concentrations in soil vapor. 

• Oxygen and carbon dioxide concentrations should be at about atmospheric levels (above 
about 18.9% and below about 1.2%, respectively). 

No single metric provides a complete assessment of progress, and each metric evaluated 
provides a unique perspective on progress relative to the cleanup criteria. For instance, while 
laboratory analysis of soil samples provides direct evidence of the residual LNAPL 

concentrations in soil, these data are representative of a small volume. On the other hand, 
in situ soil vapor data, while only an indirect indication of residual LNAPL concentration, 
provide information that is representative of a much larger region. Therefore, multiple lines of 

evidence are considered when evaluating remedial progress. 

Data from SV-21AD are not considered in the following discussion of remedial progress. 

Conditions at SV-21AD are discussed separately in Section 5.3.2.3. 

The remedial progress evaluation is documented in the reports for the second and fourth 

quarters of each year. Remedial operations and, when warranted, the remedial system have 
been optimized and modified to best achieve progress priorities. At several points, monitoring 
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is performed at two depths. Performance and progress are evaluated using the least favorable 

data from the multi-depth points. 

6.1 Northwest Off-Terminal LNAPL Zone Remedial Progress 

6.1.1 TPH Vapor Concentration 

TPH concentrations in extracted and in situ soil vapor have been steadily declining and in 
many cases have been reduced below detection limits as vapor is extracted and the volatile 
HC fraction is removed. As remediation has neared completion and LNAPL has been removed 

to the extent practicable, analytical TPH vapor concentrations during SVE operation decreased 
to below 100 ppmv across the northwest LNAPL zone, and were below about 10 ppmv in all 
but one location (SV-210AD).  

Consistent with Addendum No. 7, samples for laboratory analysis were not collected from 73 of 
78 vapor monitoring points because it has been observed in at least two consecutive laboratory 

samples that benzene is below 50 ppbv, the C4-C6 hydrocarbon fraction is below 500 ppbv, the 
C6-C8 hydrocarbon fraction is below 500 ppbv, and TPH is below 20 ppmv. These are indicated 
on Figures 4 and 6 as “not sampled” for laboratory analysis.  

By the fourth quarter of 2013, remediation had reduced the average analytical TPH 
concentration (measured in samples for laboratory analysis only) in soil vapor to:  

• Below 10 ppmv in four out of five sampled vapor monitoring points in the northwest LNAPL 
zone.  

• Below reporting limits (<2.0 ppmv) in two out of five sampled vapor monitoring points in the 
northwest LNAPL zone. 

This is illustrated on Figure 4 with the blue and open symbols, respectively. Analytical TPH 
concentrations remained below 10 ppmv in all vapor monitoring points during the fourth quarter 
of 2013 with the exception of a single detection above this level that was observed in 

SV-210AD during one monitoring event during the reporting period. However, previous and 
subsequent monitoring suggests that typical TPH values at this location are below 10 ppmv 
and near reporting limits.  

While this metric is an indirect observation of TPH concentration in LNAPL-affected soil, it is an 
observation that integrates TPH concentration in LNAPL-affected soil over a large region 

around a well or probe.  
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TPH concentrations by FID are collected at every vapor monitoring point during every 

monitoring event, regardless of whether an analytical sample is collected. Therefore, there is 
greater temporal and spatial resolution in the TPH by FID data. Figure 5 presents a map 
showing the average TPH concentration by FID during the reporting period. In the northwest 

LNAPL zone, TPH by FID concentrations have been reduced to:  

• Below 100 ppmv in 77 out of 78 vapor monitoring points 

• Below 30 ppmv in 76 out of 78 vapor monitoring points 

• Below 10 ppmv in 75 out of 78 vapor monitoring points.  

This is illustrated on Figure 5 with the light green, dark green, and blue symbols, respectively. 
General, long-term trends in the TPH by FID data for each vapor monitoring point parallel the 

trends in analytical samples, as shown in the time-series graphs in Appendix E. Only 
SV-207AD had average TPH by FID concentrations above 100 ppmv.  

Since the start of SVE in the northwest LNAPL zone, TPH by FID concentrations at SV-207AD 
have exhibited a high degree of variability, with concentrations ranging from below 10 ppmv to 
above 900 ppmv without a discernibly decreasing trend. This is not reflected in the laboratory 

analytical data collected concurrently with the FID readings, which have been near reporting 
limits since the third quarter of 2012. This indicates the presence of flammable VOCs outside 
the range of the laboratory analytical method. Slightly non-atmospheric oxygen and carbon 

dioxide concentrations are often observed concurrent with the highest TPH by FID 
concentrations at SV-207AD. This suggests that the unknown compound periodically observed 
is readily biodegradable. Further investigations conducted during the first and third quarters of 

2013 did not reveal any new information to explain the elevated TPH by FID concentrations 
(ARCADIS 2013d). All other performance and progress metrics support that this zone is at the 
same end-of-remediation stage as the area that surrounds it. Possible non-petroleum LNAPL 

sources of VOCs near SV-207 are an abandoned 8-inch-diameter vitrified clay sewer line and 
a natural gas line present in the center of the intersection. 

6.1.2 Light HC Fraction Vapor Concentration 

The concentration of <C8 HC in extracted and in situ soil vapor has been steadily declining as 

vapor is extracted over time and the volatile hydrocarbon fraction is removed. As remediation 
has neared completion and LNAPL has been removed to the extent practicable, concentrations 
of <C8 HC during SVE operation have decreased to less than about 1 ppmv and approached 

the reporting limits at all but three locations. By the fourth quarter of 2013, remediation had 
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reduced the average <C8 HC concentration, measured in samples for laboratory analysis 

during SVE operation, in soil vapor in the northwest LNAPL zone to:  

• Below 3 ppmv in four out of five sampled vapor monitoring points. 

• Below reporting limits (<1.0 ppmv) in two out of five sampled vapor monitoring points. 

This is illustrated on Figure 4 with the open and dark green symbols. Slightly elevated <C8 HC 

concentrations were observed in SV-210AD during one monitoring event during the reporting 
period. However, previous and subsequent monitoring suggests that typical <C8 HC values at 
this location are near reporting limits.  

As with TPH vapor concentrations, this metric is an indirect observation of TPH concentration 
in LNAPL-affected soil that integrates TPH concentration in LNAPL-affected soil over a large 

region around the well or probe.  

6.1.3 Oxygen and Carbon Dioxide Concentrations 

As remediation has neared completion and residual LNAPL has been removed to the extent 
practicable, oxygen and carbon dioxide concentrations in the subsurface during SVE operation 

approached atmospheric levels (greater than about 18.9% oxygen and less than about 1.2% 
carbon dioxide) at all but two locations in the northwest LNAPL zone. Oxygen and carbon 
dioxide concentrations are monitored during routine SVE wellhead and SVM probe sampling 

events. Figures 8 and 9 present maps depicting average oxygen and carbon dioxide values 
over the reporting period. 

By the fourth quarter of 2013, oxygen concentrations above 18.9% had been achieved in 
76 out of 78 vapor monitoring points. Carbon dioxide concentrations below 1.2% had been 
achieved in 76 out of 78 vapor monitoring points. Concentrations of oxygen and carbon dioxide 

approaching atmospheric conditions are illustrated on Figures 8 and 9 by the light and dark 
blue symbols. 

Concentrations that were slightly below levels considered approaching atmospheric conditions 
were observed in SVE wells RW-222 and RW-232. Concentrations at these monitoring points 
were within 0.3% or less of being considered approaching atmospheric conditions.  
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6.1.4 Periodic Soil Sampling 

ARCADIS performs periodic soil sampling on a regular basis to characterize fuel hydrocarbons 
in soil in the off-Terminal area. The tenth periodic soil sampling event was completed on 

December 6, 2013.  

One existing location (LNSB-19) in the northwest LNAPL zone was sampled during the Event 

10 periodic soil sampling event. The tenth soil sampling event was the third major soil sampling 
event in the northwest LNAPL zone since SVETS No. 2 and SVE wells RW-201 through 
RW-251 began operation in 2010. 

Further details of the periodic soil sampling, including sampling methodology, are presented in 
the report on the ninth periodic soil investigation (ARCADIS 2013b), and the Work Plan for 

Rebound Testing in the Northwest Portion of the Off-Terminal LNAPL Zone (ARCADIS 
2013c). The results of the tenth periodic sampling will be submitted to the RWQCB under 
separate cover in the first quarter of 2014. 

6.1.5 Rates of Hydrocarbon Mass Removal 

As a measure of progress toward reaching remedial goals, the rates of mass removal by 
volatilization and mass destruction by biodegradation observed in the northwest LNAPL zone 
can be compared to those observed in the primary LNAPL zone when remediation was near 

completion. The rate of mass removal by volatilization estimated from wellhead data for the 
northwest LNAPL zone in the fourth quarter of 2013, 0.038 mg/kg-day (Section 5.3.3.2), is 
comparable to but higher than that estimated for the primary LNAPL zone in the fourth quarter 

of 2010, 0.011 mg/kg-day (ARCADIS 2011a). However, the estimate of the rate from the 
influent to the treatment system in the fourth quarter of 2013, 0.0093 mg/kg-day (Section 
5.3.3.2) is much lower than that estimated for the primary LNAPL zone in the fourth quarter of 

2010, 0.18 mg/kg-day (ARCADIS 2011a). The estimated rates of mass removal by 
volatilization for the northwest LNAPL zone in the fourth quarter of 2013 are comparable to or 
lower than those observed for the primary LNAPL zone as remediation was nearing 

completion. The rate of mass removal by volatilization from the northwest LNAPL zone 
decreased by more than an order of magnitude from the peak, similar to decreases observed 
during remediation of the primary LNAPL zone.  

The rate of mass destruction by biodegradation estimated from wellhead data for the northwest 
LNAPL zone in the fourth quarter of 2013, 3.3 mg/kg-day (Section 5.3.4.2), remains higher than 

the range estimated for the primary zone as remediation neared completion. The highest mass 
destruction rates observed in the northwest LNAPL zone are from SVE wells (RW-222, 
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RW-231 through RW-235, and RW-239) near an abandoned 8-inch-diameter vitrified clay 

sewer line and a natural gas line within the intersection of San Diego Mission Road and 
Mission Village Drive. Interference from these sources could be artificially increasing the 
estimate of mass destruction by biodegradation in the northwest LNAPL zone. 

In the primary LNAPL zone, the estimated rate of mass destruction by biodegradation, shown 
on Figure 7, was estimated to vary between about a minimum of 0.6 mg/kg-day (ARCADIS 

2010) and a maximum of 3.7 mg/kg-day (LFR 2006). Soil normalized values have been 
adjusted to account for the transition of wells from the primary to northwest LNAPL zones in 
2010. The rate of mass destruction by biodegradation for the northwest LNAPL zone in the 

fourth quarter of 2013 is comparable to the upper portion of the range observed for the primary 
LNAPL zone as shown on Figure 7. 

6.1.6 Integrated Evaluation of Remedial Progress  

Integration of the lines of evidence presented above (Sections 6.1.1 through 6.1.5) allows 

evaluation of the remedial progress status in the northwest LNAPL zone. Using these metrics, 
an integrated evaluation of the multiple lines of evidence supports that remediation is complete 
across the entire northwest LNAPL zone. Table 4 shows which metrics described above have 

been met at the SVE and SVM locations in the northwest LNAPL zone.  
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7. Status Report 

7.1 Fourth Quarter of 2013 

Characterization and remediation activities of note that occurred during the fourth quarter of 
2013 included the following: 

• Operation and monitoring of the SVE systems serving the residual northwest LNAPL zone 
continued. 

• A pumping test was performed from October 14, 2013 to October 18, 2013 at on-Terminal 
GWE wells RW-301 and RW-302 to determine the pump selection for each well.  

• A Work Plan for Rebound Testing in the Northwest Portion of the Off-Terminal LNAPL 

Zone was submitted to the RWQCB on October 25, 2013. 

• The Periodic Event 10 soil sampling was performed on December 6, 2013. 

7.2 First Quarter of 2014 

Characterization, reporting, and remediation activities conducted and/or planned for the first 

quarter of 2014 include: 

• Baseline readings for a soil vapor rebound study were collected on December 23, 2013.  

• SVE systems were shut down, and the northwest LNAPL zone soil vapor rebound study 
was initiated on December 31, 2013 and performed through January 28, 2014. 

• Proximal GWE wells for dewatering the northwest LNAPL zone have been shut down at 
the conclusion of the northwest LNAPL zone soil vapor rebound study on January 28, 
2014, and recovery of groundwater levels will be monitored. 

• Full-scale remediation of the on-Terminal residual LNAPL zone will begin in February 2014 
with the start of SVE operations. 

• The off-Terminal northwest LNAPL zone soil vapor rebound study results report will be 
submitted to the RWQCB on March 28, 2014. 
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8. Conclusions 

During the fourth quarter of 2013, remediation of the northwest LNAPL zone continued to meet 
or exceed performance and progress metrics. 

The SVETS performed near capabilities at 94% uptime and an average flow rate of 2,158 scfm 
during this reporting period. 

The entire vertical extent of the northwest LNAPL smear zone appears to be exposed to SVE 
influence as evidenced by multiple lines of evidence, including groundwater elevation data, 

ability to draw a sample from vapor probes near the base of the LNAPL zone, and low to non-
detectable hydrocarbon concentrations in groundwater.  

Monitoring data collected from SVE wells and SVM probes, both direct observation of vacuum 
and flow and near atmospheric oxygen and carbon dioxide concentrations, indicate that 
sufficient flow and vacuum influence are being maintained throughout the northwest LNAPL 

zone. 

Oxygen and carbon dioxide concentration measurements and biodegradation rate estimates at 

SVE wells and SVM probes indicate that SVE is sufficiently venting the vadose zone to support 
aerobic biodegradation in the exposed smear zone. The rate of mass destruction by 
biodegradation estimated for the fourth quarter of 2013 is comparable to the upper portion of 

the range observed during remediation of the primary LNAPL zone but may reflect significant 
biodegradation of a carbon source other than petroleum hydrocarbons. 

The range of TPH concentrations observed in SVE wells and SVM probes, and the mass 
extraction rates observed in SVE wells, were consistent with expectations for remediation 
nearing and/or at completion, and are comparable to the concentrations and rates observed 

when remediation of the primary LNAPL zone was complete.  

Remedial progress in the northwest LNAPL zone through the fourth quarter of 2013 was 

evaluated through multiple lines of evidence, which collectively support that remediation of the 
northwest LNAPL zone was successfully achieved prior to December 31, 2013. On December 
31, 2013, all SVE wells and both SVETS at the Site were shut down, and a rebound study was 

conducted in the northwest LNAPL zone from December 31, 2013 to January 28, 2014. The 
results of the rebound study, including a final evaluation of remedial compliance in the off-
terminal LNAPL zone, will be submitted to the RWQCB in a northwest LNAPL zone compliance 

evaluation no later than March 28, 2014. On January 28, the proximal GWE wells were shut 
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down, and, following that, SVE and dewatering are not planned to be resumed in the northwest 

LNAPL zone. 
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9. Certification 

All engineering information, conclusions, and recommendations in this document have been 
prepared under the supervision of and reviewed by the undersigned ARCADIS California 

Professional Engineer.  

 

 

 

 January 30, 2014 
C. Fredrik Ahlers, P.E.             Date 
Principal Civil Engineer 

California Professional Engineer # C-66471 

 

* A professional engineer’s or professional geologist’s certification of conditions comprises a declaration 
of his or her professional judgment. It does not constitute a warranty or guarantee, expressed or 
implied, nor does it relieve any other party of its responsibility to abide by contract documents, 
applicable codes, standards, regulations, and ordinances. 
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10. Limitations Statement 

The opinions and recommendations presented in this report are based upon the scope of 
services, information obtained through the performance of the services, and the schedule as 

agreed upon by ARCADIS and the party for whom this report was originally prepared. This 
report is an instrument of professional service and was prepared in accordance with the 
generally accepted standards and level of skill and care under similar conditions and 

circumstances established by the environmental consulting industry. No representation, 
warranty or guarantee, express or implied, is intended or given. To the extent that ARCADIS 
relied upon any information prepared by other parties not under contract to ARCADIS, 

ARCADIS makes no representation as to the accuracy or completeness of such information. 
This report is expressly for the sole and exclusive use of the party for whom this report was 
originally prepared for a particular purpose. Only the party for whom this report was originally 

prepared and/or other specifically named parties have the right to make use of and rely upon 
this report. Reuse of this report or any portion thereof for other than its intended purpose, or if 
modified, or if used by third parties, shall be at the user’s sole risk. 

Results of any investigations or testing and any findings presented in this report apply solely to 
conditions existing at the time when ARCADIS’ investigative work was performed. It must be 

recognized that any such investigative or testing activities are inherently limited and do not 
represent a conclusive or complete characterization. Conditions in other parts of the project site 
may vary from those at the locations where data were collected. ARCADIS’ ability to interpret 

investigation results is related to the availability of the data and the extent of the investigation 
activities. As such, 100% confidence in environmental investigation conclusions cannot 
reasonably be achieved. 

ARCADIS, therefore, does not provide any guarantees, certifications or warranties regarding 
any conclusions regarding environmental contamination of any such property. Furthermore, 

nothing contained in this document shall relieve any other party of its responsibility to abide by 
contract documents and applicable laws, codes, regulations, or standards.  
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Table 1

SVETS No. 2 Influent Monitoring Data and Mass Extraction Estimates, Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Field Monitoring Laboratory Analysis
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(hours) (ppmv) (pounds) (lbs/day) (pounds)(1,000 ft3) (SCFM) (ppmv) (ppmv) (ppmv)

 10  4810/01/2012  2,142 1.4 171 TO-14 <0.004 <0.004 7  14,667.2622,093

System shut down from 10/1 to 10/2 for 14 hours due 

to an overheating blower drive.

 2  1110/08/2012  2,230 -- 144 -- -- -- 2  14,677.8019,388

 5  2310/15/2012  2,222 -- 167 -- -- -- 3  14,700.5122,278

 1  610/22/2012  2,218 -- 168 -- -- -- 1  14,706.0822,357

System shut down from 10/27 to 10/28 for 26 hours 

due to an overheating blower drive.

 2  1110/31/2012  1,940 -- 191 -- -- -- 1  14,717.1722,256

 4  1411/05/2012  2,279 0.5 118 TO-14 <0.004 <0.004 3  14,730.8016,258

 3  2111/14/2012  2,264 -- 209 -- -- -- 2  14,752.1028,486

 2  711/19/2012  2,294 -- 120 -- -- -- 1  14,759.5816,517

 2  1111/26/2012  2,244 -- 162 -- -- -- 2  14,770.9421,812

 2  812/03/2012  2,246 2.7 138 TO-14 <0.004 <0.004 1  14,778.9918,691

 2  912/10/2012  2,238 -- 166 -- -- -- 1  14,788.1222,398

 2  912/17/2012  2,255 -- 146 -- -- -- 1  14,796.6619,849

 3  1712/26/2012  2,207 -- 213 -- -- -- 2  14,813.9628,285

 2  1401/03/2013  2,198 -- 190 -- -- -- 2  14,827.6325,150

 4  1201/07/2013  2,231 <2  95 TO-14 <0.05 <0.05 3  14,839.4612,730

 3  1501/14/2013  2,187 -- 164 -- -- -- 2  14,854.6321,612

 8  4701/22/2013  2,146 -- 193 -- -- -- 6  14,901.5524,954

 2  801/28/2013  2,232 -- 143 -- -- -- 1  14,909.8319,231

 8  3602/04/2013  2,159 <2 164 TO-14 <0.05 <0.05 5  14,946.0521,322

 9  4302/11/2013  2,136 -- 167 -- -- -- 6  14,989.2521,428

 6  3102/18/2013  2,174 -- 167 -- -- -- 4  15,019.9821,875

 4  1902/25/2013  2,187 -- 167 -- -- -- 3  15,039.4121,992

 4  2003/04/2013  2,197 <0.43 167 TO-14 <0.0068 <0.0068 3  15,058.9622,133

 9  4503/11/2013  2,154 -- 165 -- -- -- 6  15,103.5321,389

System shut down for 20 hours on 3/12 to replace air 

filter.

 8  3603/18/2013  2,168 -- 148 -- -- -- 5  15,139.7319,252

 7  3703/25/2013  2,226 -- 167 -- -- -- 5  15,176.2622,398

 7  3304/01/2013  2,111 8.3 161 TO-14 <0.004 <0.004 5  15,209.6720,481

 11  5304/08/2013  2,109 -- 169 -- -- -- 8  15,263.0521,423

 8  3904/15/2013  2,170 -- 170 -- -- -- 5  15,301.7022,160

 7  3404/22/2013  2,150 -- 165 -- -- -- 5  15,336.0021,324

 0  004/29/2013  2,083 -- 167 -- -- -- 0  15,336.0020,984
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SVETS No. 2 Influent Monitoring Data and Mass Extraction Estimates, Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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 1  705/06/2013  2,178 1.2 168 TO-14 <0.004 <0.004 1  15,342.9922,059

 7  3505/13/2013  2,103 -- 166 -- -- -- 5  15,377.6320,946

 7  3105/20/2013  2,121 -- 167 -- -- -- 4  15,408.9221,252

 5  2405/28/2013  2,067 -- 193 -- -- -- 3  15,433.3623,973

 5  3206/06/2013  2,091 <2 214 TO-14 <0.05 <0.05 4  15,465.6126,861

 5  1306/10/2013  2,138 --  94 -- -- -- 3  15,478.8212,148

 5  2406/17/2013  2,172 -- 167 -- -- -- 3  15,502.4921,776

 2  806/24/2013  2,112 -- 168 -- -- -- 1  15,510.7121,327

 0  007/01/2013  2,147 -- 173 -- -- -- 0  15,510.7122,337

 0  007/10/2013  2,150 <2 215 TO-14 <0.05 <0.05 0  15,510.7127,812

 1  407/15/2013  2,151 -- 116 -- -- -- 1  15,515.1315,023

 0  107/22/2013  2,140 -- 173 -- -- -- 0  15,516.1422,277

 3  1207/29/2013  2,168 -- 161 -- -- -- 2  15,528.0020,943

 0  008/05/2013  2,173 <2 169 TO-14 <0.05 <0.05 0  15,528.0022,086

 0  008/12/2013  2,170 -- 169 -- -- -- 0  15,528.0022,004

System shut down for 27 hours from 8/19 to 8/20 to 

tie in additional SVE wells to conveyance piping.

 3  1408/20/2013  2,195 -- 167 -- -- -- 2  15,542.0222,099

 3  1308/26/2013  2,147 -- 138 -- -- -- 2  15,554.5217,803

 1  509/04/2013  2,124 -- 214 -- -- -- 1  15,559.4727,310

 1  409/09/2013  2,175 <2 121 TO-14 <0.05 <0.05 1  15,563.7715,830

 2  1009/16/2013  2,173 -- 163 -- -- -- 1  15,573.9221,330

System shut down for 46 hours from 9/18 to 9/20 for 

annual maintenance.

 0  009/23/2013  2,130 -- 122 -- -- -- 0  15,573.9215,707

 0  010/01/2013  2,124 -- 191 -- -- -- 0  15,573.9224,430

System shut down for 14 hours from 10/6 to 10/7 due 

to an electrical malfunction.

 2  710/07/2013  2,177 <2 130 TO-14 <0.05 <0.05 1  15,580.4616,981

 0  010/14/2013  2,191 -- 168 -- -- -- 0  15,580.4622,112

 0  010/21/2013  2,140 -- 168 -- -- -- 0  15,580.4621,571

 0  010/28/2013  2,156 -- 168 -- -- -- 0  15,580.4621,823

 0  011/05/2013  2,146 <2 192 TO-14 <0.05 <0.05 0  15,580.4624,812

 0  011/12/2013  2,173 -- 230 -- -- -- 0  15,580.4630,013

 5  1311/18/2013  2,152 --  80 -- -- -- 2  15,593.0010,446

NULLSystem shut down for 23 hours from 11/19 to 

11/20 for routine testing.

 0  011/25/2013  2,186 -- 144 -- -- -- 0  15,593.0018,966
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Table 1

SVETS No. 2 Influent Monitoring Data and Mass Extraction Estimates, Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Field Monitoring Laboratory Analysis

Date

Notes

TPH 

Extraction 

Rate

This Period 

TPH Extracted

TPH Influent 

Concentration

Cumulative 

TPH Extracted

Blower  Hours 

in Operation

This Period 

Totalized Flow

Diluted Flow 

Rate
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(hours) (ppmv) (pounds) (lbs/day) (pounds)(1,000 ft3) (SCFM) (ppmv) (ppmv) (ppmv)

 0  012/04/2013  2,140 <2 216 TO-14 <0.05 <0.05 0  15,593.0027,811

SVE System was shut down for approximately 96 

hours from 12/10 to 12/13 due to sensor 

malfunctions.

 0  012/10/2013  2,170 -- 143 -- -- -- 0  15,593.0018,710

Notes:

%LEL = Percent of the Lower Explosive Limit

SCFM = Standard Cubic Feet per Minute

 ft3 = Cubic Feet

ppmv = Parts per million by volume

lbs = Pounds

-- = Data not recorded                   

TPH = Total Petroleum Hydrocarbons

TO-14 = EPA Method TO-14
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RW-1A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-1A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well remained shut down through the reporting 

period.

C --

RW-35 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-35 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well remained shut down through the reporting 

period.

C --

RW-36 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --
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RW-36 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-36 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 0 -- -- -- -- -- -- -- -- -- -- Well remained shut down through the reporting 

period.

E --

RW-37 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 773 -- -- -- -- -- -- -- -- -- -- Unable to access well due to construction 

activities.

E --

RW-37 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,000 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.C --

RW-37 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 588 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction activities.E --

RW-37 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 2,464 -- -- -- -- -- -- -- -- -- -- Unable to access well due to construction 

activities.

E --

RW-37 04/24/13 TO-14 52 8.0 40 7.5 <0.50 <0.050 0.27 <0.050 0.30 1.1 1.4 <0.050 667 15 44 3.8 18.8 14 72 14 ND 31 0.055E 0

RW-37 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 41 38 440 18.8 -- -- -- -- 27 5.5E 2.4

RW-37 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 669 3.1 38 27 19.0 -- -- -- -- 24 0.33E 2.2

RW-37 07/18/13 TO-14 2.3 <0.50 1.9 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 674 37 68 20 19.8 ND 100 ND ND 24 0.42E 1.8

RW-37 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 841 2.4 33 29 19.2 -- -- -- -- 19 0.32E 2.4

RW-37 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 2.5 24 14 19.6 -- -- -- -- 10 0.10E 2.2

RW-37 11/04/13 TO-14 15 18 110 29 0.88 1.6 0.98 2.0 3.0 7.2 10 0.31 1,113 34 34 1,814 18.2 11 70 18 <1 27 17E 4.0

RW-37 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 865 9.3 -- 199 18.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 3.2

RW-38A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 50 1.7 20.8 -- -- -- -- 1.7 0.028E 0

RW-38A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 8.4 5.9 20.9 -- -- -- -- 0 0.015E 0

RW-38A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 34 -- -- -- -- -- -- -- --V --

RW-38A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 22 -- -- -- -- -- -- -- --E --

RW-38A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-38A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-38A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- --  Well not monitored due to SVETS 1 shut down.E --

RW-38A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-38A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 23 31 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-38A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 48 -- -- -- -- -- -- -- --E --

RW-38A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 25 -- -- -- -- -- -- -- --V --

RW-38A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 20 0 20.9 -- -- -- -- 0 0E 0

RW-38A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 22 0 20.9 -- -- -- -- 0 0E 0.1

RW-38A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 19 5.6 20.9 -- -- -- -- 0 0.032E 0

RW-38A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 21 0 20.9 -- -- -- -- 0 0E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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RW-38A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 24 0 20.9 -- -- -- -- 0 0E 0

RW-38A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 38 -- -- -- -- -- -- -- --V --

RW-38A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 39 -- -- -- -- -- -- -- --V --

RW-38A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 36 -- -- -- -- -- -- -- --V --

RW-38A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 27 3.1 20.9 -- -- -- -- 0 0.028E 0

RW-38A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 30 6.6 20.9 -- -- -- -- 0 0.060E 0

RW-38A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 25 1.2 20.9 -- -- -- -- 0 0.0099E 0

RW-38A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 26 3.1 20.9 -- -- -- -- 0 0.028E 0

RW-38A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 7.2 0 20.9 -- -- -- -- 0 0E 0

RW-38A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 30 1.9 20.9 -- -- -- -- 0 0.020E 0

RW-38A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 16 4.9 20.9 -- -- -- -- 0 0.023E 0

RW-38A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 3.5 3.0 20.6 -- -- -- -- 0.30 0.0029E 0

RW-38A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 17 0 20.9 -- -- -- -- 0 0E 0.1

RW-38A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 22 3.9 20.9 -- -- -- -- 0 0.018E 0

RW-38A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 22 3.5 20.9 -- -- -- -- 0 0.033E 0

RW-38A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 17 1.2 20.9 -- -- -- -- 0 0.0073E 0

RW-38B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 11 2.9 20.9 -- -- -- -- 0 0.010E 0

RW-38B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 47 5.4 20.9 -- -- -- -- 0 0.078E 0

RW-38B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 39 -- -- -- -- -- -- -- --V --

RW-38B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 36 -- -- -- -- -- -- -- --E --

RW-38B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-38B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-38B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-38B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-38B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 23 59 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-38B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 30 -- -- -- -- -- -- -- --E --

RW-38B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 38 -- -- -- -- -- -- -- --V --

RW-38B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 32 0 20.9 -- -- -- -- 0 0E 0

RW-38B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 15 39 0 20.9 -- -- -- -- 0 0E 0

RW-38B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 15 37 4.1 20.9 -- -- -- -- 0 0.047E 0

RW-38B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 40 0 20.9 -- -- -- -- 0 0E 0

RW-38B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 41 2.6 20.9 -- -- -- -- 0 0.033E 0
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RW-38B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 58 -- -- -- -- -- -- -- --V --

RW-38B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 57 -- -- -- -- -- -- -- --V --

RW-38B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 46 -- -- -- -- -- -- -- --V --

RW-38B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 41 2.7 20.9 -- -- -- -- 0 0.037E 0

RW-38B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 36 6.0 20.9 -- -- -- -- 0 0.066E 0

RW-38B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 42 1.2 20.9 -- -- -- -- 0 0.017E 0

RW-38B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 15 38 2.7 20.9 -- -- -- -- 0 0.036E 0

RW-38B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 10 0 20.9 -- -- -- -- 0 0E 0

RW-38B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 54 1.5 20.9 -- -- -- -- 0 0.028E 0

RW-38B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 29 2.3 20.9 -- -- -- -- 0 0.020E 0

RW-38B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 4.2 0.90 20.8 -- -- -- -- 0.12 0.0010E 0

RW-38B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 33 0 20.9 -- -- -- -- 0 0E 0

RW-38B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 41 0.60 20.9 -- -- -- -- 0 0.0051E 0

RW-38B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 43 0 20.9 -- -- -- -- 0 0E 0

RW-38B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 31 0.10 20.9 -- -- -- -- 0 0.0011E 0

RW-39A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 57 2.8 20.9 -- -- -- -- 0 0.052E 0

RW-39A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 54 5.5 20.9 -- -- -- -- 0 0.090E 0

RW-39A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 10 1.9 20.9 -- -- -- -- 0 0.0080E 0

RW-39A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 15 41 1.3 20.9 -- -- -- -- 0 0.025E 0

RW-39A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-39A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-39A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-39A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-39A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 24 2.9 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-39A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 66 4.3 20.9 -- -- -- -- 0 0.085E 0

RW-39A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-39A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 25 0 20.9 -- -- -- -- 0 0E 0

RW-39A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 15 49 0 20.9 -- -- -- -- 0 0E 0

RW-39A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 15 45 4.6 20.9 -- -- -- -- 0 0.064E 0

RW-39A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 49 0 20.9 -- -- -- -- 0 0E 0

RW-39A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 50 0 20.9 -- -- -- -- 0 0E 0

RW-39A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 18 53 0 20.9 -- -- -- -- 0 0E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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RW-39A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 19 60 0 20.9 -- -- -- -- 0 0E 0

RW-39A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 62 5.0 20.9 -- -- -- -- 0 0.15E 0

RW-39A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 47 2.2 20.9 -- -- -- -- 0 0.035E 0

RW-39A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 15 51 5.8 20.9 -- -- -- -- 0 0.089E 0

RW-39A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 47 0.80 20.9 -- -- -- -- 0 0.012E 0

RW-39A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- 47 -- -- -- -- -- -- -- --V --

RW-39A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 -- 6.5 -- -- -- -- -- -- -- --V --

RW-39A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 49 -- -- -- -- -- -- -- --V --

RW-39A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 43 2.5 20.9 -- -- -- -- 0 0.033E 0

RW-39A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 13 9.8 1.7 20.8 -- -- -- -- 0.28 0.0046E 0

RW-39A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 42 0 20.9 -- -- -- -- 0 0E 0

RW-39A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 50 0.90 20.9 -- -- -- -- 0 0.0094E 0

RW-39A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 52 2.8 20.9 -- -- -- -- 0 0.062E 0

RW-39A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 9.9 40 0 20.9 -- -- -- -- 0 0E 0

RW-39B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 15 3.7 20.8 -- -- -- -- 0.50 0.018E 0

RW-39B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 15 9.4 20.9 -- -- -- -- 0 0.041E 0

RW-39B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 8.7 4.4 20.9 -- -- -- -- 0 0.016E 0

RW-39B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 15 -- 1.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-39B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-39B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-39B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-39B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-39B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 24 3.3 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-39B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 32 5.2 20.9 -- -- -- -- 0 0.051E 0

RW-39B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-39B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 33 0 20.9 -- -- -- -- 0 0E 0

RW-39B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 34 0 20.9 -- -- -- -- 0 0E 0

RW-39B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 -- 5.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-39B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 20 0 20.9 -- -- -- -- 0 0E 0

RW-39B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 24 1.5 20.9 -- -- -- -- 0 0.011E 0

RW-39B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 21 0.20 20.9 -- -- -- -- 0 0.0015E 0

RW-39B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 20 23 1.5 20.9 -- -- -- -- 0 0.012E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-39B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 24 6.6 20.9 -- -- -- -- 0 0.079E 0

RW-39B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 18 3.4 20.9 -- -- -- -- 0 0.020E 0

RW-39B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 15 8.5 20.9 -- -- -- -- 0 0.038E 0

RW-39B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 16 1.2 20.9 -- -- -- -- 0 0.0062E 0

RW-39B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- 18 -- -- -- -- -- -- -- --V --

RW-39B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 -- 2.3 -- -- -- -- -- -- -- --V --

RW-39B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 22 -- -- -- -- -- -- -- --V --

RW-39B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 18 3.0 20.9 -- -- -- -- 0 0.016E 0

RW-39B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 6.3 1.9 20.7 -- -- -- -- 0.36 0.0033E 0

RW-39B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 17 0 20.9 -- -- -- -- 0 0E 0

RW-39B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 29 1.3 20.9 -- -- -- -- 0 0.0079E 0

RW-39B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 23 1.2 20.9 -- -- -- -- 0 0.012E 0

RW-39B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-40A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 14 61 2.5 20.9 -- -- -- -- 0 0.050E 0

RW-40A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 13 78 5.6 20.9 -- -- -- -- 0 0.13E 0

RW-40A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 32 -- -- -- -- -- -- -- --V --

RW-40A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 33 -- -- -- -- -- -- -- --E --

RW-40A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-40A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-40A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-40A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-40A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 18 57 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-40A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 53 -- -- -- -- -- -- -- --E --

RW-40A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 40 -- -- -- -- -- -- -- --V --

RW-40A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 21 -- -- -- -- -- -- -- --V --

RW-40A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 65 -- -- -- -- -- -- -- --E --

RW-40A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 74 1.8 20.9 -- -- -- -- 0 0.041E 6.0

RW-40A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 69 0 20.9 -- -- -- -- 0 0E 0

RW-40A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 67 0 20.9 -- -- -- -- 0 0E 0

RW-40A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 17 69 0.70 20.9 -- -- -- -- 0 0.017E 0

RW-40A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 17 76 0 20.9 -- -- -- -- 0 0E 0

RW-40A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 16 32 2.6 20.9 -- -- -- -- 0 0.041E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-40A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 17 29 0 20.9 -- -- -- -- 0 0E 0

RW-40A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 71 7.5 20.9 -- -- -- -- 0 0.16E 0

RW-40A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 73 1.9 20.9 -- -- -- -- 0 0.045E 0

RW-40A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 14 69 0.70 20.9 -- -- -- -- 0 0.017E 0

RW-40A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 15 6.3 0 20.9 -- -- -- -- 0 0E 0

RW-40A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 15 95 3.7 20.9 -- -- -- -- 0 0.12E 0

RW-40A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 41 -- -- -- -- -- -- -- --V --

RW-40A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 6.8 -- -- -- -- -- -- -- --V --

RW-40A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 42 -- -- -- -- -- -- -- --V --

RW-40A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 74 0.10 20.9 -- -- -- -- 0 0.0015E 0

RW-40A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 15 77 0 20.9 -- -- -- -- 0 0E 0

RW-40A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 16 76 0 20.9 -- -- -- -- 0 0E 0

RW-40B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 14 21 2.6 20.9 -- -- -- -- 0 0.018E 0

RW-40B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 13 23 5.8 20.9 -- -- -- -- 0 0.041E 0

RW-40B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 7.9 -- -- -- -- -- -- -- --V --

RW-40B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 12 -- -- -- -- -- -- -- --E --

RW-40B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-40B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-40B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-40B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-40B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 18 23 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-40B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 22 22 -- -- -- -- -- -- -- --E --

RW-40B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 14 -- -- -- -- -- -- -- --V --

RW-40B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 20 -- -- -- -- -- -- -- --V --

RW-40B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 22 -- -- -- -- -- -- -- --E --

RW-40B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 15 35 2.1 20.9 -- -- -- -- 0 0.023E 0

RW-40B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 30 0 20.9 -- -- -- -- 0 0E 0

RW-40B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 29 0.80 20.9 -- -- -- -- 0 0.0070E 0

RW-40B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 17 17 2.0 20.9 -- -- -- -- 0 0.012E 0

RW-40B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 18 33 0 20.9 -- -- -- -- 0 0E 0

RW-40B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 17 32 2.1 20.9 -- -- -- -- 0 0.033E 0

RW-40B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 69 0 20.9 -- -- -- -- 0 0E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-40B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 17 32 7.0 20.9 -- -- -- -- 0 0.067E 0

RW-40B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 27 2.1 20.9 -- -- -- -- 0 0.018E 0

RW-40B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 15 76 0.60 20.9 -- -- -- -- 0 0.016E 0

RW-40B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 16 2.2 0 20.9 -- -- -- -- 0 0E 0

RW-40B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 36 3.1 20.9 -- -- -- -- 0 0.040E 0

RW-40B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 15 -- -- -- -- -- -- -- --V --

RW-40B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 1.2 -- -- -- -- -- -- -- --V --

RW-40B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 17 -- -- -- -- -- -- -- --V --

RW-40B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 15 31 1.8 20.9 -- -- -- -- 0 0.012E 0

RW-40B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 16 35 3.6 20.9 -- -- -- -- 0 0.054E 0

RW-40B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 17 33 3.2 20.9 -- -- -- -- 0 0.038E 0

RW-75A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 9.8 -- -- -- -- -- -- -- --V --

RW-75A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 11 -- -- -- -- -- -- -- --V --

RW-75A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium event.E --

RW-75A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-75A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-75A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-75A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-75A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-75A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 11 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-75A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 32 36 3.8 20.9 -- -- -- -- 0 0.041E 0

RW-75A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 32 32 0 20.7 -- -- -- -- 2.2 0E 0

RW-75A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium event.E --

RW-75A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 29 25 0 20.9 -- -- -- -- 0 0E 0

RW-75A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 12 -- -- -- -- -- -- -- --V --

RW-75A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- -- -- -- -- -- -- -- -- -- Well not monitored due to stadium event.E --

RW-75A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium event.E --

RW-75A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 6.3 -- -- -- -- -- -- -- --V --

RW-75A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 30 25 0 20.9 -- -- -- -- 0 0E 0

RW-75A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 28 28 3.1 20.9 -- -- -- -- 0 0.043E 0

RW-75A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 28 30 0 20.9 -- -- -- -- 0 0E 0

RW-75A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 28 29 0 20.9 -- -- -- -- 0 0E 0
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RW-75A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 27 22 2.6 20.9 -- -- -- -- 0 0.020E 0

RW-75A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 27 11 0 20.9 -- -- -- -- 0 0E 0

RW-75A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium event.E --

RW-75A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 23 24 4.6 20.9 -- -- -- -- 0 0.033E 0

RW-75A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 28 8.1 1.4 20.9 -- -- -- -- 0 0.0031E 0

RW-75A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 26 24 0 20.9 -- -- -- -- 0 0E 0

RW-75A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 14 -- -- -- -- -- -- -- --V --

RW-75A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 12 -- -- -- -- -- -- -- --V --

RW-75A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 14 -- -- -- -- -- -- -- --V --

RW-75B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 0.90 -- -- -- -- -- -- -- --V --

RW-75B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 1.1 -- -- -- -- -- -- -- --V --

RW-75B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium event.E --

RW-75B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-75B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-75B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-75B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-75B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-75B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 1.3 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-75B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 32 10 3.7 20.9 -- -- -- -- 0 0.011E 0

RW-75B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 32 7.7 0 20.7 -- -- -- -- 0.52 0E 0

RW-75B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium event.E --

RW-75B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 29 11 0 20.9 -- -- -- -- 0 0E 0

RW-75B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 11 -- -- -- -- -- -- -- --V --

RW-75B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- -- -- -- -- -- -- -- -- -- Well not monitored due to stadium event.E --

RW-75B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium event.E --

RW-75B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 6.4 -- -- -- -- -- -- -- --V --

RW-75B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 30 2.9 0 20.9 -- -- -- -- 0 0E 0

RW-75B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 28 2.8 3.2 20.9 -- -- -- -- 0 0.0045E 0

RW-75B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 28 3.9 0 20.9 -- -- -- -- 0 0E 0

RW-75B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 28 3.3 0 20.9 -- -- -- -- 0 0E 0

RW-75B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 27 4.2 2.7 20.9 -- -- -- -- 0 0.0039E 0

RW-75B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 27 4.3 0 20.9 -- -- -- -- 0 0E 0
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RW-75B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium event.E --

RW-75B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 23 3.1 4.5 20.9 -- -- -- -- 0 0.0042E 0

RW-75B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 28 4.6 2.1 20.9 -- -- -- -- 0 0.0026E 0

RW-75B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 26 3.2 0 20.9 -- -- -- -- 0 0E 0

RW-75B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 1.3 -- -- -- -- -- -- -- --V --

RW-75B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 1.1 -- -- -- -- -- -- -- --V --

RW-75B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 1.3 -- -- -- -- -- -- -- --V --

RW-89A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 30 2.6 20.8 -- -- -- -- 1.0 0.025E 0

RW-89A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 27 5.5 20.9 -- -- -- -- 0 0.046E 0

RW-89A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 23 -- -- -- -- -- -- -- --V --

RW-89A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 27 -- -- -- -- -- -- -- --E --

RW-89A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-89A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-89A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-89A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-89A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 24 35 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-89A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 30 -- -- -- -- -- -- -- --E --

RW-89A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 32 -- -- -- -- -- -- -- --V --

RW-89A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 21 0 20.9 -- -- -- -- 0 0E 0

RW-89A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 23 0 20.9 -- -- -- -- 0 0E 0

RW-89A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 26 3.9 20.9 -- -- -- -- 0 0.031E 0

RW-89A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 26 0 20.9 -- -- -- -- 0 0E 0

RW-89A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 27 0 20.9 -- -- -- -- 0 0E 0

RW-89A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 31 0.10 20.9 -- -- -- -- 0 0.0011 Flow rate not monitored due to water in line.E 0

RW-89A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 19 34 0 20.9 -- -- -- -- 0 0E 0

RW-89A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 35 5.3 20.9 -- -- -- -- 0 0.092E 0

RW-89A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 28 2.0 20.9 -- -- -- -- 0 0.018E 0

RW-89A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 29 6.8 20.9 -- -- -- -- 0 0.060E 0

RW-89A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 16 0.70 20.9 -- -- -- -- 0 0.0036E 0

RW-89A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- 29 -- -- -- -- -- -- -- --V --

RW-89A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 -- 2.7 -- -- -- -- -- -- -- --V --

RW-89A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 31 -- -- -- -- -- -- -- --V --
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Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
 R

a
te

m
, p

-X
yl

en
es

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

Comments

C
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-89A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 20 2.4 20.9 -- -- -- -- 0 0.014E 0

RW-89A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 5.5 1.0 20.8 -- -- -- -- 0.16 0.0015E 0

RW-89A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 21 0 20.9 -- -- -- -- 0 0E 0

RW-89A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 27 0.80 20.9 -- -- -- -- 0 0.0045E 0

RW-89A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 29 4.6 20.9 -- -- -- -- 0 0.056E 0

RW-89A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 18 0 20.9 -- -- -- -- 0 0E 0

RW-89B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 14 3.0 20.9 -- -- -- -- 0 0.014E 0

RW-89B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 10 7.2 20.9 -- -- -- -- 0 0.022E 0

RW-89B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 11 -- -- -- -- -- -- -- --V --

RW-89B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 15 -- -- -- -- -- -- -- --E --

RW-89B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-89B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-89B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-89B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-89B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 24 27 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-89B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 22 -- -- -- -- -- -- -- --E --

RW-89B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 24 -- -- -- -- -- -- -- --V --

RW-89B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 12 0 20.9 -- -- -- -- 0 0E 0

RW-89B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 14 0 20.9 -- -- -- -- 0 0E 0

RW-89B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 17 4.0 20.9 -- -- -- -- 0 0.022E 0

RW-89B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 17 0 20.9 -- -- -- -- 0 0E 0

RW-89B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 19 0 20.9 -- -- -- -- 0 0E 0

RW-89B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 21 0.30 20.9 -- -- -- -- 0 0.0022E 0

RW-89B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 20 24 0 20.9 -- -- -- -- 0 0E 0

RW-89B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 24 5.2 20.9 -- -- -- -- 0 0.063E 0

RW-89B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 19 1.8 20.9 -- -- -- -- 0 0.011E 0

RW-89B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 18 7.0 20.9 -- -- -- -- 0 0.038E 0

RW-89B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 19 1.0 20.9 -- -- -- -- 0 0.0060E 0

RW-89B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- 22 -- -- -- -- -- -- -- --V --

RW-89B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 -- 3.5 -- -- -- -- -- -- -- --V --

RW-89B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 28 -- -- -- -- -- -- -- --V --

RW-89B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 13 2.6 20.9 -- -- -- -- 0 0.010E 0
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RW-89B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 2.9 1.9 20.8 -- -- -- -- 0.082 0.0015E 0

RW-89B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 16 0 20.9 -- -- -- -- 0 0E 0

RW-89B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 22 0.60 20.9 -- -- -- -- 0 0.0027E 0

RW-89B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 22 5.6 20.9 -- -- -- -- 0 0.052E 0

RW-89B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 13 0 20.9 -- -- -- -- 0 0E 0

RW-90A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 34 -- -- -- -- -- -- -- --V --

RW-90A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 31 -- -- -- -- -- -- -- --V --

RW-90A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 26 1.5 20.9 -- -- -- -- 0 0.016E 0

RW-90A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 14 31 2.7 20.9 -- -- -- -- 0 0.039E 0

RW-90A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-90A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-90A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-90A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-90A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 36 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-90A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 42 5.4 20.9 -- -- -- -- 0 0.068E 0

RW-90A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 29 72 0 20.9 -- -- -- -- 0 0E 0

RW-90A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 30 0 20.9 -- -- -- -- 0 0E 0

RW-90A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 28 0 20.9 -- -- -- -- 0 0E 0

RW-90A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 40 4.2 20.9 -- -- -- -- 0 0.052E 0

RW-90A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 33 0 20.9 -- -- -- -- 0 0E 0

RW-90A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 34 4.1 20.9 -- -- -- -- 0 0.042E 0

RW-90A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 36 0.10 20.9 -- -- -- -- 0 0.0012E 0

RW-90A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 19 38 0 20.9 -- -- -- -- 0 0E 0

RW-90A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 37 4.9 20.9 -- -- -- -- 0 0.090E 0

RW-90A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 44 -- -- -- -- -- -- -- --V --

RW-90A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 44 -- -- -- -- -- -- -- --V --

RW-90A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 45 -- -- -- -- -- -- -- --V --

RW-90A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 15 3.1 20.9 -- -- -- -- 0 0.016E 0

RW-90A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 5.4 0 20.9 -- -- -- -- 0 0E 0

RW-90A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 26 3.3 20.9 -- -- -- -- 0 0.030E 0

RW-90A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 24 3.0 20.9 -- -- -- -- 0 0.022E 0

RW-90A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 4.3 3.8 20.8 -- -- -- -- 0.12 0.0045E 0
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RW-90A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 21 0 20.9 -- -- -- -- 0 0E 0

RW-90A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 32 0 20.9 -- -- -- -- 0 0E 0

RW-90A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 33 0.90 20.9 -- -- -- -- 0 0.013E 0

RW-90A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 9.9 21 0 20.9 -- -- -- -- 0 0E 0

RW-90B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 26 -- -- -- -- -- -- -- --V --

RW-90B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 26 -- -- -- -- -- -- -- --V --

RW-90B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 25 4.3 20.9 -- -- -- -- 0 0.044E 0

RW-90B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 53 2.1 20.9 -- -- -- -- 0 0.052E 0

RW-90B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-90B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-90B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-90B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-90B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 14 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-90B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 -- 4.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-90B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 30 54 0 20.9 -- -- -- -- 0 0E 0

RW-90B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 30 0 20.9 -- -- -- -- 0 0E 0

RW-90B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-90B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 1.5 3.9 20.9 -- -- -- -- 0 0.0018E 0

RW-90B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 -- -- -- -- -- -- -- -- -- Well not monitored due to water in line.E --

RW-90B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 1.2 4.7 20.9 -- -- -- -- 0 0.0017E 0

RW-90B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 10 0.20 20.9 -- -- -- -- 0 0.00072E 0

RW-90B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 20 20 0 20.9 -- -- -- -- 0 0E 0

RW-90B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 25 5.6 20.9 -- -- -- -- 0 0.070E 0

RW-90B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 37 -- -- -- -- -- -- -- --V --

RW-90B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 39 -- -- -- -- -- -- -- --V --

RW-90B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 39 -- -- -- -- -- -- -- --V --

RW-90B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 21 2.8 20.9 -- -- -- -- 0 0.020E 0

RW-90B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 3.5 0 20.9 -- -- -- -- 0 0E 0

RW-90B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 30 5.4 20.9 -- -- -- -- 0 0.056E 0

RW-90B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 19 2.0 20.9 -- -- -- -- 0 0.012E 0

RW-90B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 4.0 2.7 20.8 -- -- -- -- 0.11 0.0030E 0

RW-90B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 19 0 20.9 -- -- -- -- 0 0E 0
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RW-90B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 25 0.30 20.9 -- -- -- -- 0 0.0015E 0

RW-90B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 67 2.1 20.9 -- -- -- -- 0 0.060E 0

RW-90B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 1.4 0 20.9 -- -- -- -- 0 0E 0

RW-91A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 51 2.0 20.8 -- -- -- -- 1.7 0.033E 0.1

RW-91A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 53 4.0 20.9 -- -- -- -- 0 0.064E 0

RW-91A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 30 0.50 20.9 -- -- -- -- 0 0.0060E 0.1

RW-91A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 14 31 1.5 20.9 -- -- -- -- 0 0.022E 0

RW-91A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-91A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-91A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-91A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-91A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 19 69 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-91A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 18 50 3.9 20.9 -- -- -- -- 0 0.059E 0

RW-91A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-91A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 35 0 20.9 -- -- -- -- 0 0E 0

RW-91A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 35 0 20.9 -- -- -- -- 0 0E 0

RW-91A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 53 -- -- -- -- -- -- -- --V --

RW-91A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 50 -- -- -- -- -- -- -- --V --

RW-91A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 62 -- -- -- -- -- -- -- --V --

RW-91A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 18 55 0 20.9 -- -- -- -- 0 0E 0

RW-91A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 19 57 0 20.9 -- -- -- -- 0 0E 0

RW-91A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 55 3.7 20.9 -- -- -- -- 0 0.10E 0

RW-91A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 15 43 2.2 20.9 -- -- -- -- 0 0.031E 0

RW-91A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 40 5.6 20.9 -- -- -- -- 0 0.067E 0

RW-91A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 40 0.20 20.9 -- -- -- -- 0 0.0026E 0

RW-91A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 15 52 1.8 20.9 -- -- -- -- 0 0.032E 0

RW-91A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 12 0 20.9 -- -- -- -- 0 0E 0

RW-91A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 57 2.3 20.9 -- -- -- -- 0 0.046E 0

RW-91A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 29 0.50 20.9 -- -- -- -- 0 0.0044E 0

RW-91A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 4.4 2.8 20.9 -- -- -- -- 0 0.0034E 0

RW-91A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 29 0 20.9 -- -- -- -- 0 0E 0

RW-91A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 48 -- -- -- -- -- -- -- --V --
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RW-91A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 40 -- -- -- -- -- -- -- --V --

RW-91A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 32 -- -- -- -- -- -- -- --V --

RW-91B 10/05/12 TO-14 7.9 <0.50 <0.50 <0.50 6.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 16 15 7.6 20.8 ND ND ND 100 0.51 0.038E 0.1

RW-91B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 14 25 20.9 -- -- -- -- 0 0.10E 0

RW-91B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 18 20 20.9 -- -- -- -- 0 0.14E 0.1

RW-91B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 14 11 4.5 20.9 -- -- -- -- 0 0.023E 0

RW-91B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-91B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-91B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-91B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-91B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-91B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 17 17 20.9 -- -- -- -- 0 0.087E 0

RW-91B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-91B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 12 7.8 20.9 -- -- -- -- 0 0.027E 0

RW-91B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 11 12 20.9 -- -- -- -- 0 0.049E 0

RW-91B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 20 -- -- -- -- -- -- -- --V --

RW-91B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 17 -- -- -- -- -- -- -- --V --

RW-91B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 20 -- -- -- -- -- -- -- --V --

RW-91B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 19 0.30 20.9 -- -- -- -- 0 0.0019E 0

RW-91B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 20 19 3.2 20.9 -- -- -- -- 0 0.022E 0

RW-91B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 19 11 20.9 -- -- -- -- 0 0.10E 0

RW-91B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 14 8.4 20.9 -- -- -- -- 0 0.038E 0

RW-91B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 14 17 20.9 -- -- -- -- 0 0.071E 0

RW-91B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 13 2.7 20.9 -- -- -- -- 0 0.011E 0

RW-91B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 8.2 6.0 20.9 -- -- -- -- 0 0.017E 0

RW-91B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 4.2 1.3 20.9 -- -- -- -- 0 0.0013E 0

RW-91B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 18 3.5 20.9 -- -- -- -- 0 0.022E 0

RW-91B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 8.5 14 20.9 -- -- -- -- 0 0.037E 0

RW-91B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 3.1 11 20.8 -- -- -- -- 0.087 0.0090E 0

RW-91B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 9.4 0 20.9 -- -- -- -- 0 0E 0

RW-91B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 15 -- -- -- -- -- -- -- --V --

RW-91B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 13 -- -- -- -- -- -- -- --V --
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RW-91B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 13 -- -- -- -- -- -- -- --V --

RW-92A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 31 -- -- -- -- -- -- -- --V --

RW-92A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 29 -- -- -- -- -- -- -- --V --

RW-92A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 12 38 1.9 20.9 -- -- -- -- 0 0.029E 0

RW-92A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 14 32 1.5 20.9 -- -- -- -- 0 0.023E 0

RW-92A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-92A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-92A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-92A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-92A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 33 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-92A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 18 48 3.3 20.9 -- -- -- -- 0 0.047E 0

RW-92A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-92A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 34 0 20.9 -- -- -- -- 0 0E 0

RW-92A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 32 0 20.9 -- -- -- -- 0 0E 0

RW-92A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 34 3.2 20.9 -- -- -- -- 0 0.034E 0

RW-92A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 29 0 20.9 -- -- -- -- 0 0E 0

RW-92A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 30 0 20.9 -- -- -- -- 0 0E 0

RW-92A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 49 -- -- -- -- -- -- -- --V --

RW-92A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 44 -- -- -- -- -- -- -- --V --

RW-92A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 92 -- -- -- -- -- -- -- --V --

RW-92A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 15 45 2.7 20.9 -- -- -- -- 0 0.040E 0

RW-92A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 43 7.8 20.9 -- -- -- -- 0 0.10E 0

RW-92A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 41 1.9 20.9 -- -- -- -- 0 0.025E 0

RW-92A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 15 37 2.6 20.9 -- -- -- -- 0 0.033E 0

RW-92A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 7.5 0 20.9 -- -- -- -- 0 0E 0

RW-92A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 64 15 20.9 -- -- -- -- 0 0.34E 0

RW-92A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 31 2.4 20.9 -- -- -- -- 0 0.022E 0

RW-92A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 1.4 2.5 20.9 -- -- -- -- 0 0.00096E 0

RW-92A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 26 0 20.9 -- -- -- -- 0 0E 0

RW-92A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 32 1.1 20.9 -- -- -- -- 0 0.0074E 0

RW-92A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 33 0.90 20.9 -- -- -- -- 0 0.013E 0

RW-92A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 -- 0 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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RW-92B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 12 -- -- -- -- -- -- -- --V --

RW-92B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 9.2 -- -- -- -- -- -- -- --V --

RW-92B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 12 1.4 20.9 -- -- -- -- 0 0.0070E 0

RW-92B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 15 14 1.3 20.9 -- -- -- -- 0 0.0085E 0

RW-92B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS No. 1 

shut down.

E --

RW-92B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-92B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-92B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut down.E --

RW-92B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 15 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-92B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 24 3.4 20.9 -- -- -- -- 0 0.024E 0

RW-92B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-92B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 24 0 20.9 -- -- -- -- 0 0E 0

RW-92B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 23 0 20.9 -- -- -- -- 0 0E 0

RW-92B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 25 3.8 20.9 -- -- -- -- 0 0.029E 0

RW-92B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 24 0 20.9 -- -- -- -- 0 0E 0

RW-92B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 22 0 20.9 -- -- -- -- 0 0E 0

RW-92B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 20 -- -- -- -- -- -- -- --V --

RW-92B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 17 -- -- -- -- -- -- -- --V --

RW-92B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 15 -- -- -- -- -- -- -- --V --

RW-92B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 19 2.6 20.9 -- -- -- -- 0 0.016E 0

RW-92B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 20 9.4 20.9 -- -- -- -- 0 0.057E 0

RW-92B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 18 1.6 20.9 -- -- -- -- 0 0.0095E 0

RW-92B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 15 3.0 20.9 -- -- -- -- 0 0.016E 0

RW-92B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 2.4 0 20.9 -- -- -- -- 0 0E 0

RW-92B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 27 4.6 20.9 -- -- -- -- 0 0.044E 0

RW-92B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 18 2.6 20.9 -- -- -- -- 0 0.014E 0

RW-92B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 3.7 2.2 20.8 -- -- -- -- 0.10 0.0022E 0

RW-92B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 13 4.1 20.9 -- -- -- -- 0 0.017E 0

RW-92B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 21 0.50 20.9 -- -- -- -- 0 0.0022E 0

RW-92B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 18 1.8 20.9 -- -- -- -- 0 0.014E 0

RW-92B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 -- 0.70 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-201 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 21 39 3.9 20.9 -- -- -- -- 0 0.049E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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RW-201 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 23 27 0.70 20.9 -- -- -- -- 0 0.0057E 0

RW-201 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 20 16 5.5 20.9 -- -- -- -- 0 0.036 Water in line.E 0.1

RW-201 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 38 55 0 20.9 -- -- -- -- 0 0E 0

RW-201 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 3.1 -- -- -- -- -- -- -- --V --

RW-201 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 3.8 -- -- -- -- -- -- -- --E --

RW-201 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 1.0 -- -- -- -- -- -- -- --E --

RW-201 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 56 0 20.0 -- -- -- -- 19 0E 0.1

RW-201 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 65 140 0 19.9 -- -- -- -- 43 0E 0

RW-201 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-201 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 60 64 1.0 20.9 -- -- -- -- 0 0.019E 0

RW-201 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-201 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 62 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-201 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 36 0.70 20.9 -- -- -- -- 0 0.0090E 0

RW-201 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 6.7 -- -- -- -- -- -- -- --V --

RW-201 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 9.9 -- -- -- -- -- -- -- --V --

RW-201 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 8.8 -- -- -- -- -- -- -- --V --

RW-201 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 7.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-201 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 34 0 20.9 -- -- -- -- 0 0E 0

RW-201 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 34 0.20 20.9 -- -- -- -- 0 0.0034E 0

RW-201 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 44 0 20.9 -- -- -- -- 0 0E 0

RW-201 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 35 2.4 20.9 -- -- -- -- 0 0.025E 0.1

RW-201 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 8.2 10 20.9 -- -- -- -- 0 0.027E 0

RW-201 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 42 0 20.9 -- -- -- -- 0 0E 0

RW-201 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 48 0 20.9 -- -- -- -- 0 0E 0

RW-201 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 36 3.6 20.9 -- -- -- -- 0 0.042E 0

RW-201 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 44 0 20.9 -- -- -- -- 0 0E 0

RW-201 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 40 1.3 20.9 -- -- -- -- 0 0.014E 0

RW-201 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 40 7.0 20.9 -- -- -- -- 0 0.085E 0

RW-201 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 8.5 -- -- -- -- -- -- -- --V --

RW-201 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 1.4 -- -- -- -- -- -- -- --V --

RW-201 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 8.9 -- -- -- -- -- -- -- --V --

RW-202 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 22 24 3.8 20.9 -- -- -- -- 0 0.030E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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RW-202 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 34 46 1.2 20.9 -- -- -- -- 0 0.017E 0

RW-202 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 6.2 -- -- -- -- -- -- -- --V --

RW-202 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 28 -- -- -- -- -- -- -- --E --

RW-202 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 66 88 2.8 20.6 -- -- -- -- 7.0 0.063E 0

RW-202 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 21 31 0.80 20.9 -- -- -- -- 0 0.0073E 0

RW-202 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 30 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-202 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 58 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-202 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 66 -- 0 20.3 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-202 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-202 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 6.9 -- -- -- -- -- -- -- --E --

RW-202 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-202 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-202 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 22 0.90 20.9 -- -- -- -- 0 0.0069E 0

RW-202 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 80 0 20.9 -- -- -- -- 0 0E 0

RW-202 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 82 0 20.9 -- -- -- -- 0 0E 0

RW-202 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 37 2.1 20.9 -- -- -- -- 0 0.024E 0

RW-202 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 9.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-202 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 31 0 20.9 -- -- -- -- 0 0E 0

RW-202 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 33 0.50 20.9 -- -- -- -- 0 0.0083E 0

RW-202 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 12 -- -- -- -- -- -- -- --V --

RW-202 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 11 -- -- -- -- -- -- -- --V --

RW-202 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 7.3 -- -- -- -- -- -- -- --V --

RW-202 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 56 0 20.9 -- -- -- -- 0 0E 0

RW-202 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 59 0 20.9 -- -- -- -- 0 0E 0

RW-202 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 36 2.4 20.9 -- -- -- -- 0 0.028E 0

RW-202 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 45 0 20.9 -- -- -- -- 0 0E 0.1

RW-202 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 48 3.8 20.8 -- -- -- -- 1.4 0.050E 0

RW-202 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 48 3.4 20.9 -- -- -- -- 0 0.050E 0

RW-202 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 38 0.60 20.9 -- -- -- -- 0 0.0052E 0

RW-202 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 39 0.70 20.9 -- -- -- -- 0 0.012E 0

RW-202 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 43 1.7 20.9 -- -- -- -- 0 0.026E 0

RW-203 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 14 -- -- -- -- -- -- -- --V --
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RW-203 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 13 -- -- -- -- -- -- -- --V --

RW-203 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 48 64 5.0 20.9 -- -- -- -- 0 0.13E 0.1

RW-203 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 64 0.50 20.9 -- -- -- -- 0 0.015E 0

RW-203 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 9.5 -- 2.7 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-203 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 69 1.0 20.9 -- -- -- -- 0 0.020 Water in line.E 0.1

RW-203 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 63 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-203 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 3.7 -- -- -- -- -- -- -- --V --

RW-203 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 3.9 -- -- -- -- -- -- -- --E --

RW-203 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.7 -- -- -- -- -- -- -- --E --

RW-203 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 -- 0.90 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-203 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 3.0 -- -- -- -- -- -- -- --V --

RW-203 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 21 -- -- -- -- -- -- -- --V --

RW-203 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 21 -- -- -- -- -- -- -- --E --

RW-203 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 69 0 20.9 -- -- -- -- 0 0E 0

RW-203 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 60 0 20.9 -- -- -- -- 0 0E 0

RW-203 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 64 2.0 20.9 -- -- -- -- 0 0.039E 0

RW-203 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 9.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-203 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 52 0 20.9 -- -- -- -- 0 0E 0.1

RW-203 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 54 0 20.9 -- -- -- -- 0 0E 0

RW-203 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 59 0 20.9 -- -- -- -- 0 0E 0

RW-203 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 51 57 2.5 20.9 -- -- -- -- 0 0.043E 0

RW-203 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 50 59 9.7 20.9 -- -- -- -- 0 0.19E 0

RW-203 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 51 83 0 20.9 -- -- -- -- 0 0E 0

RW-203 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 78 0 20.9 -- -- -- -- 0 0E 0

RW-203 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 55 2.3 20.9 -- -- -- -- 0 0.041E 0

RW-203 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 14 -- -- -- -- -- -- -- --V --

RW-203 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 17 -- -- -- -- -- -- -- --V --

RW-203 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 15 -- -- -- -- -- -- -- --V --

RW-203 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 60 0.50 20.9 -- -- -- -- 0 0.0068E 0

RW-203 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 37 63 1.4 20.9 -- -- -- -- 0 0.038E 0

RW-203 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 51 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-204 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 67 40 5.4 20.9 -- -- -- -- 0 0.070E 0
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Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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RW-204 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 35 3.0 20.9 -- -- -- -- 0 0.032E 0

RW-204 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 33 5.8 20.9 -- -- -- -- 0 0.078E 0.1

RW-204 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 47 1.3 20.9 -- -- -- -- 0 0.029E 0

RW-204 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 1.8 -- -- -- -- -- -- -- --V --

RW-204 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 3.6 -- -- -- -- -- -- -- --E --

RW-204 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 1.7 -- -- -- -- -- -- -- --E --

RW-204 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 -- 0 20.0 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-204 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 66 -- 0 19.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-204 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0.70 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-204 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 1.4 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-204 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-204 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 -- 0 19.8 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-204 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 30 0.60 20.9 -- -- -- -- 0 0.0065E 0

RW-204 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-204 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 87 0 20.9 -- -- -- -- 0 0E 0.1

RW-204 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 46 0.60 20.8 -- -- -- -- 1.4 0.0084E 0

RW-204 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 10 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-204 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 24 0 20.9 -- -- -- -- 0 0E 0.1

RW-204 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 23 1.0 20.9 -- -- -- -- 0 0.012E 0.1

RW-204 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 44 0 20.9 -- -- -- -- 0 0E 0

RW-204 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 27 5.4 20.9 -- -- -- -- 0 0.044E 0

RW-204 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 35 7.8 20.9 -- -- -- -- 0 0.088E 0

RW-204 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 7.4 -- -- -- -- -- -- -- --V --

RW-204 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 9.8 -- -- -- -- -- -- -- --V --

RW-204 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 13 -- -- -- -- -- -- -- --V --

RW-204 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 52 78 0 20.9 -- -- -- -- 0 0E 0.1

RW-204 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 32 1.2 20.8 -- -- -- -- 0.90 0.010E 0.1

RW-204 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 75 1.2 20.9 -- -- -- -- 0 0.027E 0.1

RW-204 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 35 1.3 20.9 -- -- -- -- 0 0.011E 0.1

RW-204 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 32 3.0 20.9 -- -- -- -- 0 0.042E 0.1

RW-204 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 52 48 1.3 20.9 -- -- -- -- 0 0.022E 0

RW-205 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 15 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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RW-205 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 16 -- -- -- -- -- -- -- --V --

RW-205 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 48 68 3.6 20.9 -- -- -- -- 0 0.10E 0.1

RW-205 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 55 71 0 20.9 -- -- -- -- 0 0E 0.1

RW-205 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 62 89 2.3 20.6 -- -- -- -- 7.0 0.052E 0

RW-205 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 81 1.0 20.9 -- -- -- -- 0 0.024E 0

RW-205 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 62 104 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-205 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 11 -- -- -- -- -- -- -- --V --

RW-205 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 12 -- -- -- -- -- -- -- --E --

RW-205 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 14 -- -- -- -- -- -- -- --E --

RW-205 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 57 -- 0.30 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-205 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 20 -- -- -- -- -- -- -- --V --

RW-205 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 30 -- -- -- -- -- -- -- --V --

RW-205 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 30 -- -- -- -- -- -- -- --E --

RW-205 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 86 0 20.9 -- -- -- -- 0 0E 0

RW-205 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 69 0 20.9 -- -- -- -- 0 0E 0

RW-205 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 48 85 0.60 20.9 -- -- -- -- 0 0.016E 0

RW-205 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 9.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-205 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 45 57 0 20.9 -- -- -- -- 0 0E 0.1

RW-205 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 60 0 20.9 -- -- -- -- 0 0E 0

RW-205 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 50 66 0 20.9 -- -- -- -- 0 0E 0

RW-205 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 49 67 2.5 20.9 -- -- -- -- 0 0.050E 0

RW-205 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 49 74 9.0 20.9 -- -- -- -- 0 0.22E 0

RW-205 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 49 94 0 20.9 -- -- -- -- 0 0E 0

RW-205 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 91 0 20.9 -- -- -- -- 0 0E 0

RW-205 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 62 2.1 20.9 -- -- -- -- 0 0.042E 0

RW-205 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 23 -- -- -- -- -- -- -- --V --

RW-205 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 31 -- -- -- -- -- -- -- --V --

RW-205 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 28 -- -- -- -- -- -- -- --V --

RW-205 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 44 74 0.80 20.9 -- -- -- -- 0 0.014E 0

RW-205 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 45 85 1.1 20.9 -- -- -- -- 0 0.040E 0

RW-205 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 49 83 1.4 20.9 -- -- -- -- 0 0.041E 0

RW-206 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 64 3.3 20.9 -- -- -- -- 0 0.069E 0.1
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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RW-206 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 65 64 1.0 20.9 -- -- -- -- 0 0.019E 0.1

RW-206 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 48 6.4 20.9 -- -- -- -- 0 0.13E 0.1

RW-206 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 57 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line..E 0.1

RW-206 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 7.8 -- -- -- -- -- -- -- --V --

RW-206 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 7.1 -- -- -- -- -- -- -- --E --

RW-206 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 6.2 -- -- -- -- -- -- -- --E --

RW-206 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 56 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-206 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 63 -- 0 20.3 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-206 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 62 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-206 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 42 0.80 20.9 -- -- -- -- 0 0.010E 0.1

RW-206 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 27 0 20.9 -- -- -- -- 0 0E 0

RW-206 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 34 0 20.9 -- -- -- -- 0 0E 0

RW-206 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 23 1.1 20.9 -- -- -- -- 0 0.0092E 0

RW-206 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 15 -- -- -- -- -- -- -- --V --

RW-206 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 19 -- -- -- -- -- -- -- --V --

RW-206 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 18 -- -- -- -- -- -- -- --V --

RW-206 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 6.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-206 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 43 0 20.9 -- -- -- -- 0 0E 0.1

RW-206 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 43 0 20.9 -- -- -- -- 0 0E 0

RW-206 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 52 0 20.9 -- -- -- -- 0 0E 0

RW-206 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 50 58 1.3 20.9 -- -- -- -- 0 0.023E 0.1

RW-206 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 49 71 10 20.9 -- -- -- -- 0 0.23E 0

RW-206 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 71 4.8 20.9 -- -- -- -- 0 0.11E 0

RW-206 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 70 0 20.9 -- -- -- -- 0 0E 0

RW-206 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 55 3.6 20.9 -- -- -- -- 0 0.064E 0.1

RW-206 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 49 68 0 20.9 -- -- -- -- 0 0E 0.1

RW-206 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 51 62 0.70 20.8 -- -- -- -- 1.7 0.012E 0.1

RW-206 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 74 5.4 20.9 -- -- -- -- 0 0.12E 0

RW-206 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 21 -- -- -- -- -- -- -- --V --

RW-206 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 10 -- -- -- -- -- -- -- --V --

RW-206 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 25 -- -- -- -- -- -- -- --V --

RW-207 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 27 5.5 20.9 -- -- -- -- 0 0.049E 0.1
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Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-207 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 26 2.7 20.9 -- -- -- -- 0 0.021E 0.0

RW-207 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 1.7 -- -- -- -- -- -- -- --V --

RW-207 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 3.6 -- -- -- -- -- -- -- --E --

RW-207 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 68 64 1.7 20.3 -- -- -- -- 10 0.028E 0.1

RW-207 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 15 0.60 20.8 -- -- -- -- 0.45 0.0026E 0.2

RW-207 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 20 0 20.9 -- -- -- -- 0 0E 0

RW-207 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 56 0 20.8 -- -- -- -- 2.1 0E 0.1

RW-207 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 16 0 20.4 -- -- -- -- 2.5 0E 0

RW-207 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-207 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 4.3 -- -- -- -- -- -- -- --E --

RW-207 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 22 0 20.9 -- -- -- -- 0 0E 0

RW-207 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 13 0 20.9 -- -- -- -- 0 0E 0

RW-207 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 11 1.1 20.8 -- -- -- -- 0.42 0.0045E 0.1

RW-207 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 39 0 20.9 -- -- -- -- 0 0E 0

RW-207 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 11 0 20.9 -- -- -- -- 0 0E 0

RW-207 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 48 1.3 20.5 -- -- -- -- 6.0 0.019E 0

RW-207 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-207 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 5.9 -- -- -- -- -- -- -- --V --

RW-207 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 5.5 -- -- -- -- -- -- -- --V --

RW-207 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 42 0 20.9 -- -- -- -- 0 0E 0.1

RW-207 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 13 1.5 20.9 -- -- -- -- 0 0.0058E 0.1

RW-207 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 13 10 20.9 -- -- -- -- 0 0.043E 0

RW-207 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 31 7.5 20.9 -- -- -- -- 0 0.077E 0

RW-207 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 14 0 20.9 -- -- -- -- 0 0E 0

RW-207 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 29 3.7 20.9 -- -- -- -- 0 0.034E 0.1

RW-207 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 30 0 20.9 -- -- -- -- 0 0E 0.1

RW-207 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 33 0.60 20.8 -- -- -- -- 0.94 0.0055E 0

RW-207 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 19 5.8 20.9 -- -- -- -- 0 0.034E 0.1

RW-207 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 20 34 0 20.9 -- -- -- -- 0 0E 0.1

RW-207 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 19 0 20.9 -- -- -- -- 0 0E 0.1

RW-207 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 54 6.2 1.9 20.9 -- -- -- -- 0 0.0041E 0.1

RW-208 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 21 31 3.1 20.9 -- -- -- -- 0 0.031E 0.1
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-208 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 22 25 0.50 20.9 -- -- -- -- 0 0.0037E 0.1

RW-208 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 16 20 3.4 20.9 -- -- -- -- 0 0.028 Water in line.E 0.1

RW-208 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 33 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-208 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 12 -- -- -- -- -- -- -- --V --

RW-208 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 13 -- -- -- -- -- -- -- --E --

RW-208 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 12 -- -- -- -- -- -- -- --E --

RW-208 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 56 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-208 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 -- 0 20.4 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-208 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 61 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-208 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-208 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-208 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 81 0 20.9 -- -- -- -- 0 0E 0

RW-208 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 60 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-208 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 51 12 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-208 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 62 0 20.9 -- -- -- -- 0 0E 0

RW-208 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 71 0 20.9 -- -- -- -- 0 0E 0

RW-208 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-208 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 54 0 20.9 -- -- -- -- 0 0E 0.1

RW-208 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 57 0 20.9 -- -- -- -- 0 0E 0.1

RW-208 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 25 -- -- -- -- -- -- -- --V --

RW-208 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 23 -- -- -- -- -- -- -- --V --

RW-208 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 18 -- -- -- -- -- -- -- --V --

RW-208 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 96 0 20.9 -- -- -- -- 0 0E 0

RW-208 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 73 0 20.9 -- -- -- -- 0 0E 0

RW-208 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 62 1.6 20.9 -- -- -- -- 0 0.032E 0

RW-208 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 69 0 20.9 -- -- -- -- 0 0E 0

RW-208 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 64 1.1 20.8 -- -- -- -- 1.8 0.019E 0

RW-208 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 80 0.80 20.9 -- -- -- -- 0 0.019E 0

RW-208 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 62 1.6 20.9 -- -- -- -- 0 0.023E 0

RW-208 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 8.8 2.7 20.9 -- -- -- -- 0 0.010E 0

RW-208 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-209 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 85 2.6 20.9 -- -- -- -- 0 0.072E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-209 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 68 0.10 20.9 -- -- -- -- 0 0.0020E 0

RW-209 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 49 55 3.2 20.9 -- -- -- -- 0 0.072E 0

RW-209 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 55 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-209 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 16 -- -- -- -- -- -- -- --V --

RW-209 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 18 -- -- -- -- -- -- -- --E --

RW-209 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 19 -- -- -- -- -- -- -- --E --

RW-209 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 53 103 0 20.7 -- -- -- -- 7.8 0E 0

RW-209 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 59 125 0 20.3 -- -- -- -- 23 0E 0

RW-209 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 58 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-209 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 -- 0.40 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-209 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 61 108 0 20.9 -- -- -- -- 0 0E 0

RW-209 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 110 0 20.9 -- -- -- -- 0 0E 0

RW-209 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 57 87 0 20.9 -- -- -- -- 0 0E 0

RW-209 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 49 90 0 20.9 -- -- -- -- 0 0E 0

RW-209 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 87 0 20.9 -- -- -- -- 0 0E 0

RW-209 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 47 88 0.20 20.9 -- -- -- -- 0 0.0054E 0

RW-209 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 44 -- 9.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-209 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 54 -- -- -- -- -- -- -- --V --

RW-209 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 54 -- -- -- -- -- -- -- --V --

RW-209 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 46 100 0 20.9 -- -- -- -- 0 0E 0

RW-209 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 46 94 3.7 20.9 -- -- -- -- 0 0.10E 0

RW-209 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 46 98 7.1 20.9 -- -- -- -- 0 0.23E 0

RW-209 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 46 142 0 20.9 -- -- -- -- 0 0E 0

RW-209 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 47 102 0 20.9 -- -- -- -- 0 0E 0

RW-209 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 92 2.0 20.9 -- -- -- -- 0 0.060E 0

RW-209 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 47 100 0 20.9 -- -- -- -- 0 0E 0

RW-209 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 48 92 0.80 20.9 -- -- -- -- 0 0.020E 0

RW-209 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 48 119 2.2 20.9 -- -- -- -- 0 0.080E 0

RW-209 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 43 91 1.5 20.9 -- -- -- -- 0 0.031E 0

RW-209 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 43 10 1.2 20.9 -- -- -- -- 0 0.0051E 0

RW-209 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 46 111 0.60 20.9 -- -- -- -- 0 0.023E 0

RW-210 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 67 5.3 20.9 -- -- -- -- 0 0.11E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-210 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 54 0.70 20.9 -- -- -- -- 0 0.011E 0

RW-210 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 53 7.4 20.9 -- -- -- -- 0 0.16E 0.1

RW-210 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 52 0 20.9 -- -- -- -- 0 0E 0

RW-210 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 6.2 -- -- -- -- -- -- -- --V --

RW-210 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 8.5 -- -- -- -- -- -- -- --E --

RW-210 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 7.0 -- -- -- -- -- -- -- -- Flow rate not monitored due to water in line.E --

RW-210 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 57 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-210 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 -- 0 20.6 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-210 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 62 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-210 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 -- 1.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-210 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 9.6 -- -- -- -- -- -- -- --V --

RW-210 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 61 -- -- -- -- -- -- -- --V --

RW-210 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 17 -- -- -- -- -- -- -- --E --

RW-210 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 64 0 20.9 -- -- -- -- 0 0E 0

RW-210 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 49 66 0 20.9 -- -- -- -- 0 0E 0

RW-210 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 49 73 2.5 20.7 -- -- -- -- 4.6 0.056E 0

RW-210 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 6.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-210 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 45 0 20.9 -- -- -- -- 0 0E 0

RW-210 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 45 0 20.9 -- -- -- -- 0 0E 0

RW-210 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 50 52 0 20.9 -- -- -- -- 0 0E 0

RW-210 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 50 62 2.3 20.9 -- -- -- -- 0 0.043E 0

RW-210 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 49 64 12 20.9 -- -- -- -- 0 0.26E 0

RW-210 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 73 0.10 20.9 -- -- -- -- 0 0.0024E 0

RW-210 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 69 0.20 20.9 -- -- -- -- 0 0.0041E 0

RW-210 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 51 3.6 20.9 -- -- -- -- 0 0.060E 0

RW-210 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 14 -- -- -- -- -- -- -- --V --

RW-210 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 17 -- -- -- -- -- -- -- --V --

RW-210 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 17 -- -- -- -- -- -- -- --V --

RW-210 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 45 72 1.1 20.9 -- -- -- -- 0 0.018E 0

RW-210 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 45 79 0.30 20.9 -- -- -- -- 0 0.010E 0

RW-210 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 47 84 2.7 20.9 -- -- -- -- 0 0.080E 0

RW-211 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 53 3.3 20.5 -- -- -- -- 7.1 0.057E 0.5
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157
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RW-211 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 65 49 0.10 20.9 -- -- -- -- 0 0.0015E 0.4

RW-211 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 6.3 -- -- -- -- -- -- -- --V --

RW-211 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 15 -- -- -- -- -- -- -- --E --

RW-211 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 64 52 1.8 20.5 -- -- -- -- 5.5 0.024E 0.2

RW-211 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 66 -- 3.7 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-211 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.2

RW-211 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 -- 0 19.3 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.5

RW-211 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 65 -- 0 19.1 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.5

RW-211 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 63 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.4

RW-211 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 7.8 -- -- -- -- -- -- -- --E --

RW-211 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-211 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 58 0 20.3 -- -- -- -- 10 0E 0.2

RW-211 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 60 63 0.90 20.3 -- -- -- -- 14 0.020E 0.3

RW-211 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 6.2 -- -- -- -- -- -- -- --V --

RW-211 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 11 -- -- -- -- -- -- -- --E --

RW-211 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 11 -- -- -- -- -- -- -- --V --

RW-211 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 5.8 20.5 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.5

RW-211 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 33 0 20.5 -- -- -- -- 5.0 0E 0.5

RW-211 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 32 0 20.9 -- -- -- -- 0 0E 0.5

RW-211 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 40 0 19.6 -- -- -- -- 18 0E 0.6

RW-211 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 51 47 0.90 19.4 -- -- -- -- 22 0.013E 0.7

RW-211 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 51 51 12 19.8 -- -- -- -- 19 0.19E 0.5

RW-211 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 58 6.8 20.9 -- -- -- -- 0 0.13E 0

RW-211 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 47 0 20.4 -- -- -- -- 7.2 0E 0.4

RW-211 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 38 2.8 20.1 -- -- -- -- 10 0.035E 0.5

RW-211 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 51 58 0 20.9 -- -- -- -- 0 0E 0.3

RW-211 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 51 0.20 20.4 -- -- -- -- 7.1 0.0028E 0.3

RW-211 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 57 5.1 20.6 -- -- -- -- 5.3 0.088E 0.3

RW-211 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 9.8 -- -- -- -- -- -- -- --V --

RW-211 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 6.0 -- -- -- -- -- -- -- --V --

RW-211 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 8.4 -- -- -- -- -- -- -- --V --

RW-212 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 26 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157
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RW-212 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 32 -- -- -- -- -- -- -- --V --

RW-212 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 43 99 4.0 20.9 -- -- -- -- 0 0.16E 0.1

RW-212 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 23 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-212 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 52 99 2.1 20.7 -- -- -- -- 5.2 0.053E 0

RW-212 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 60 81 0.10 20.9 -- -- -- -- 0 0.0024E 0

RW-212 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 59 89 0 20.9 -- -- -- -- 0 0E 0.1

RW-212 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 26 -- -- -- -- -- -- -- --V --

RW-212 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 36 -- -- -- -- -- -- -- --E --

RW-212 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 40 -- -- -- -- -- -- -- --E --

RW-212 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 151 3.1 20.9 -- -- -- -- 0 0.14E 0

RW-212 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 60 98 0.40 20.9 -- -- -- -- 0 0.013E 0

RW-212 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 116 7.4 20.5 -- -- -- -- 14 0.24E 0

RW-212 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 57 85 0 20.9 -- -- -- -- 0 0E 0

RW-212 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 48 92 0 20.9 -- -- -- -- 0 0E 0

RW-212 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 73 0 20.9 -- -- -- -- 0 0E 0

RW-212 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 47 80 5.5 20.9 -- -- -- -- 0 0.13E 0

RW-212 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 44 -- 9.4 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-212 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 45 65 0 20.9 -- -- -- -- 0 0E 0

RW-212 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 46 64 0 20.9 -- -- -- -- 0 0E 0

RW-212 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 49 72 0 20.9 -- -- -- -- 0 0E 0

RW-212 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 49 69 3.0 20.9 -- -- -- -- 0 0.062E 0

RW-212 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 48 71 13 20.9 -- -- -- -- 0 0.29E 0

RW-212 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 44 -- -- -- -- -- -- -- --V --

RW-212 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 39 -- -- -- -- -- -- -- --V --

RW-212 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 45 -- -- -- -- -- -- -- --V --

RW-212 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 45 97 0.20 20.9 -- -- -- -- 0 0.0063E 0

RW-212 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 47 92 1.1 20.8 -- -- -- -- 2.6 0.028E 0

RW-212 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 48 106 9.9 20.9 -- -- -- -- 0 0.32E 0

RW-212 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 43 87 3.2 20.9 -- -- -- -- 0 0.064E 0

RW-212 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 44 90 2.1 20.9 -- -- -- -- 0 0.081E 0

RW-212 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 46 100 5.1 20.9 -- -- -- -- 0 0.18E 0

RW-213 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 25 36 4.8 20.9 -- -- -- -- 0 0.057E 0.2
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-213 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 25 35 1.5 20.9 -- -- -- -- 0 0.016E 0

RW-213 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 22 -- -- -- -- -- -- -- --V --

RW-213 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 37 -- -- -- -- -- -- -- --E --

RW-213 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 56 101 2.7 20.8 -- -- -- -- 2.7 0.070E 0

RW-213 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 18 -- 0.70 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.V 0

RW-213 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 57 91 0.40 20.9 -- -- -- -- 0 0.012V 0

RW-213 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 52 112 0 20.9 -- -- -- -- 0 0E 0

RW-213 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 57 123 0 20.5 -- -- -- -- 15 0E 0

RW-213 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 57 87 0 20.9 -- -- -- -- 0 0E 0

RW-213 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 52 -- -- -- -- -- -- -- --E --

RW-213 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 57 133 0 20.9 -- -- -- -- 0 0E 0

RW-213 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 55 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-213 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 55 97 0 20.9 -- -- -- -- 0 0E 0

RW-213 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 42 -- -- -- -- -- -- -- --V --

RW-213 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 57 -- -- -- -- -- -- -- --V --

RW-213 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 53 -- -- -- -- -- -- -- --V --

RW-213 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 40 -- 9.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-213 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 41 78 0 20.9 -- -- -- -- 0 0E 0

RW-213 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 42 73 0.20 20.9 -- -- -- -- 0 0.0072E 0.1

RW-213 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 45 86 0 20.9 -- -- -- -- 0 0E 0

RW-213 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 45 90 3.9 20.9 -- -- -- -- 0 0.11E 0.1

RW-213 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 45 100 8.0 20.9 -- -- -- -- 0 0.26E 0

RW-213 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 45 112 0 20.9 -- -- -- -- 0 0E 0

RW-213 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 46 92 0 20.9 -- -- -- -- 0 0E 0

RW-213 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 46 25 2.1 20.9 -- -- -- -- 0 0.017E 0

RW-213 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 46 92 0 20.9 -- -- -- -- 0 0E 0

RW-213 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 48 82 1.5 20.9 -- -- -- -- 0 0.034E 0

RW-213 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 48 91 3.0 20.9 -- -- -- -- 0 0.083E 0

RW-213 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 46 -- -- -- -- -- -- -- --V --

RW-213 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 40 -- -- -- -- -- -- -- --V --

RW-213 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 49 -- -- -- -- -- -- -- --V --

RW-214 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 11 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-214 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 12 -- -- -- -- -- -- -- --V --

RW-214 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 49 56 6.4 20.9 -- -- -- -- 0 0.15E 0.1

RW-214 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-214 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 64 70 2.4 20.5 -- -- -- -- 7.4 0.043E 0

RW-214 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 59 0.20 20.9 -- -- -- -- 0 0.0035E 0

RW-214 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 64 71 0.70 20.9 -- -- -- -- 0 0.016E 0

RW-214 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 8.4 -- -- -- -- -- -- -- --V --

RW-214 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 12 -- -- -- -- -- -- -- --E --

RW-214 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 11 -- -- -- -- -- -- -- --E --

RW-214 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 -- 1.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-214 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 -- 0.80 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-214 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 60 76 0 20.9 -- -- -- -- 0 0E 0

RW-214 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 50 97 3.6 20.8 -- -- -- -- 3.6 0.13E 0

RW-214 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 62 0 20.9 -- -- -- -- 0 0E 0

RW-214 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 53 0 20.9 -- -- -- -- 0 0E 0

RW-214 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 64 2.4 20.7 -- -- -- -- 4.0 0.047E 0

RW-214 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 5.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-214 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 53 0 20.9 -- -- -- -- 0 0E 0

RW-214 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 48 0.70 20.9 -- -- -- -- 0 0.017E 0

RW-214 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 56 0 20.8 -- -- -- -- 1.9 0E 0

RW-214 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 51 58 1.1 20.9 -- -- -- -- 0 0.019E 0

RW-214 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 50 63 12 20.9 -- -- -- -- 0 0.25E 0

RW-214 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 15 -- -- -- -- -- -- -- --V --

RW-214 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 19 -- -- -- -- -- -- -- --V --

RW-214 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 18 -- -- -- -- -- -- -- --V --

RW-214 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 66 0 20.9 -- -- -- -- 0 0E 0

RW-214 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 60 1.5 20.9 -- -- -- -- 0 0.024E 0.1

RW-214 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 70 5.9 20.9 -- -- -- -- 0 0.13E 0

RW-214 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 57 1.3 20.9 -- -- -- -- 0 0.017E 0

RW-214 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 48 57 0.20 20.9 -- -- -- -- 0 0.0049E 0

RW-214 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 61 3.7 20.9 -- -- -- -- 0 0.079E 0

RW-215 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 64 3.4 20.9 -- -- -- -- 0 0.071E 0.1
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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RW-215 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 57 2.3 20.9 -- -- -- -- 0 0.040E 0.1

RW-215 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 53 8.2 20.9 -- -- -- -- 0 0.18E 0.1

RW-215 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 57 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-215 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 4.8 -- -- -- -- -- -- -- --V --

RW-215 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 11 -- -- -- -- -- -- -- --E --

RW-215 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 9.2 -- -- -- -- -- -- -- --E --

RW-215 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 55 53 1.1 20.9 -- -- -- -- 0 0.021E 0

RW-215 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 -- 0 20.3 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-215 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 61 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-215 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 57 -- 1.7 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-215 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-215 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 59 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-215 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 59 96 1.7 20.9 -- -- -- -- 0 0.058E 0

RW-215 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 63 0 20.9 -- -- -- -- 0 0E 0

RW-215 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 61 0 20.9 -- -- -- -- 0 0E 0

RW-215 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 58 1.1 20.7 -- -- -- -- 3.6 0.019E 0

RW-215 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 5.9 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-215 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 44 0 20.9 -- -- -- -- 0 0E 0.1

RW-215 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 47 0 20.9 -- -- -- -- 0 0E 0

RW-215 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 14 -- -- -- -- -- -- -- --V --

RW-215 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 13 -- -- -- -- -- -- -- --V --

RW-215 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 10 -- -- -- -- -- -- -- --V --

RW-215 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 49 73 2.6 20.9 -- -- -- -- 0 0.062E 0

RW-215 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 67 0.80 20.9 -- -- -- -- 0 0.016E 0

RW-215 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 54 3.2 20.9 -- -- -- -- 0 0.056E 0.1

RW-215 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 65 0 20.9 -- -- -- -- 0 0E 0

RW-215 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 51 57 0.20 20.8 -- -- -- -- 1.6 0.0031E 0.1

RW-215 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 67 5.8 20.9 -- -- -- -- 0 0.12E 0

RW-215 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 49 1.3 20.9 -- -- -- -- 0 0.015E 0

RW-215 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 48 62 1.7 20.9 -- -- -- -- 0 0.045E 0.1

RW-215 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 -- 5.2 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-216 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 2.2 -- -- -- -- -- -- -- --V --
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RW-216 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 3.2 -- -- -- -- -- -- -- --V --

RW-216 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 28 11 20.9 -- -- -- -- 0 0.12E 0.1

RW-216 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 46 0 20.9 -- -- -- -- 0 0E 0

RW-216 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 68 28 1.4 20.6 -- -- -- -- 2.2 0.0099 Water in line.E 0

RW-216 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 9.9 0.40 20.9 -- -- -- -- 0 0.0012E 0.1

RW-216 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 67 24 1.9 20.9 -- -- -- -- 0 0.015E 0

RW-216 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 0.80 -- -- -- -- -- -- -- --V --

RW-216 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 0.17 -- -- -- -- -- -- -- --E --

RW-216 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 0.50 -- -- -- -- -- -- -- --E --

RW-216 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 37 1.1 20.9 -- -- -- -- 0 0.012E 0

RW-216 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 19 0 20.9 -- -- -- -- 0 0E 0

RW-216 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 17 0 20.9 -- -- -- -- 0 0E 0

RW-216 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 15 1.4 20.9 -- -- -- -- 0 0.0074E 0

RW-216 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 36 0 20.9 -- -- -- -- 0 0E 0

RW-216 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 21 0 20.9 -- -- -- -- 0 0E 0

RW-216 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 15 0.70 20.8 -- -- -- -- 0.46 0.0031E 0

RW-216 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 5.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-216 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 26 0 20.9 -- -- -- -- 0 0E 0.1

RW-216 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 11 0 20.9 -- -- -- -- 0 0E 0

RW-216 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 18 0 20.9 -- -- -- -- 0 0E 0.1

RW-216 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 21 0.90 20.9 -- -- -- -- 0 0.0057E 0.1

RW-216 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 24 11 20.9 -- -- -- -- 0 0.088E 0

RW-216 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 3.0 -- -- -- -- -- -- -- --V --

RW-216 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 3.0 -- -- -- -- -- -- -- --V --

RW-216 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 4.6 -- -- -- -- -- -- -- --V --

RW-216 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 33 0 20.9 -- -- -- -- 0 0E 0

RW-216 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 39 0.10 20.9 -- -- -- -- 0 0.0011E 0

RW-216 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 30 4.8 20.9 -- -- -- -- 0 0.044E 0

RW-216 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 14 1.7 20.9 -- -- -- -- 0 0.0054E 0

RW-216 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 23 2.8 20.9 -- -- -- -- 0 0.028E 0

RW-216 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 54 25 7.5 20.9 -- -- -- -- 0 0.066E 0

RW-217 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 63 93 2.8 20.9 -- -- -- -- 0 0.085E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157
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RW-217 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 63 70 1.5 20.9 -- -- -- -- 0 0.032E 0

RW-217 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 8.6 -- -- -- -- -- -- -- --V --

RW-217 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 9.3 -- -- -- -- -- -- -- --E --

RW-217 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 62 106 1.6 20.7 -- -- -- -- 5.6 0.043E 0

RW-217 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 63 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-217 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 62 120 2.2 20.9 -- -- -- -- 0 0.088E 0

RW-217 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 56 -- 1.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-217 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in lineE 0

RW-217 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 61 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-217 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 12 -- -- -- -- -- -- -- --E --

RW-217 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 14 -- -- -- -- -- -- -- --V --

RW-217 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 17 -- -- -- -- -- -- -- --V --

RW-217 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 18 -- -- -- -- -- -- -- --E --

RW-217 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 82 0 20.9 -- -- -- -- 0 0E 0

RW-217 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 49 76 0 20.9 -- -- -- -- 0 0E 0

RW-217 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 49 73 2.9 20.7 -- -- -- -- 4.6 0.064E 0

RW-217 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 5.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-217 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 58 0 20.9 -- -- -- -- 0 0E 0

RW-217 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 58 1.3 20.9 -- -- -- -- 0 0.037E 0

RW-217 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 30 66 0 20.9 -- -- -- -- 0 0E 0

RW-217 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 49 7.0 1.1 20.9 -- -- -- -- 0 0.0023E 0

RW-217 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 49 79 13 20.9 -- -- -- -- 0 0.33E 0

RW-217 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 77 2.1 20.9 -- -- -- -- 0 0.053E 0

RW-217 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 2.0 1.0 20.9 -- -- -- -- 0 0.00060E 0.2

RW-217 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 64 2.8 20.9 -- -- -- -- 0 0.059E 0

RW-217 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 13 -- -- -- -- -- -- -- --V --

RW-217 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 16 -- -- -- -- -- -- -- --V --

RW-217 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 15 -- -- -- -- -- -- -- --V --

RW-217 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 45 17 1.2 20.9 -- -- -- -- 0 0.0045E 0

RW-217 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 46 74 0.60 20.9 -- -- -- -- 0 0.019E 0

RW-217 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 49 85 4.5 20.9 -- -- -- -- 0 0.13E 0

RW-218 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 56 5.8 20.9 -- -- -- -- 0 0.11E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-218 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 24 2.9 20.9 -- -- -- -- 0 0.021E 0

RW-218 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 7.7 -- -- -- -- -- -- -- --V --

RW-218 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 11 -- -- -- -- -- -- -- --E --

RW-218 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 67 -- 3.3 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-218 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 34 2.0 20.9 -- -- -- -- 0 0.020E 0

RW-218 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 66 -- 1.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-218 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 -- 1.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-218 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 61 65 0 20.7 -- -- -- -- 4.0 0E 0

RW-218 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-218 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 16 -- -- -- -- -- -- -- --E --

RW-218 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 66 65 0.70 20.9 -- -- -- -- 0 0.015E 0

RW-218 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 66 0 20.9 -- -- -- -- 0 0E 0

RW-218 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 61 52 1.1 20.9 -- -- -- -- 0 0.020E 0

RW-218 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 14 -- -- -- -- -- -- -- --V --

RW-218 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 16 -- -- -- -- -- -- -- --V --

RW-218 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 14 -- -- -- -- -- -- -- --V --

RW-218 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 7.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-218 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 52 0 20.9 -- -- -- -- 0 0E 0

RW-218 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 49 0 20.9 -- -- -- -- 0 0E 0

RW-218 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 58 0 20.9 -- -- -- -- 0 0E 0

RW-218 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 50 58 2.2 20.9 -- -- -- -- 0 0.038E 0

RW-218 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 50 59 11 20.9 -- -- -- -- 0 0.20E 0

RW-218 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 67 0 20.9 -- -- -- -- 0 0E 0

RW-218 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 83 0.40 20.9 -- -- -- -- 0 0.0098E 0

RW-218 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 60 4.0 20.9 -- -- -- -- 0 0.078E 0

RW-218 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 68 0 20.9 -- -- -- -- 0 0E 0

RW-218 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 65 0.80 20.9 -- -- -- -- 0 0.014E 0

RW-218 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 82 6.1 20.9 -- -- -- -- 0 0.15E 0

RW-218 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 14 -- -- -- -- -- -- -- --V --

RW-218 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 11 -- -- -- -- -- -- -- --V --

RW-218 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 13 -- -- -- -- -- -- -- --V --

RW-219 10/05/12 TO-14 5.0 <0.50 <0.50 <0.50 4.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 64 78 13 20.9 ND ND ND 100 0 0.33E 0.1
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Mission Valley Terminal, San Diego, CA
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RW-219 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 80 9.9 20.9 -- -- -- -- 0 0.24E 0

RW-219 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 50 14 20.9 -- -- -- -- 0 0.29E 0.1

RW-219 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 58 5.8 20.9 -- -- -- -- 0 0.16E 0

RW-219 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.66 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 64 66 5.9 20.7 ND ND ND 100 3.5 0.10E 0

RW-219-

DUP

11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.56 <0.050 <0.050 0.15 0.10 0.29 0.39 <0.050 282 64 66 5.9 20.7 ND ND ND 100 3.5 0.10E 0

RW-219 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 5.8 0.80 20.9 -- -- -- -- 0 0.0014E 0

RW-219 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.64 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 63 49 3.1 20.9 ND ND ND 100 0 0.051E 0

RW-219 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 57 70 3.2 20.9 -- -- -- -- 0 0.082E 0.1

RW-219 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 63 69 2.0 20.3 ND ND ND 100 13 0.041E 0

RW-219 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 62 58 0 20.9 -- -- -- -- 0 0E 0

RW-219 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 61 3.8 20.9 -- -- -- -- 0 0.069E 0

RW-219 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 75 2.1 20.9 -- -- -- -- 0 0.051E 0

RW-219 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 71 1.9 20.9 -- -- -- -- 0 0.038E 0

RW-219 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 60 53 2.3 20.9 -- -- -- -- 0 0.043E 0

RW-219 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 63 0 20.9 -- -- -- -- 0 0E 0

RW-219 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 51 56 0 20.9 -- -- -- -- 0 0E 0

RW-219 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 56 5.8 20.8 -- -- -- -- 1.7 0.098E 0

RW-219 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 47 -- 8.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-219 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 47 0 20.9 -- -- -- -- 0 0E 0

RW-219 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 44 1.2 20.9 -- -- -- -- 0 0.026E 0

RW-219 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 22 -- -- -- -- -- -- -- --V --

RW-219 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 21 -- -- -- -- -- -- -- --V --

RW-219 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 20 -- -- -- -- -- -- -- --V --

RW-219 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 51 71 0 20.9 -- -- -- -- 0 0E 0

RW-219 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 34 0.50 20.9 -- -- -- -- 0 0.0051E 0

RW-219 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 55 3.6 20.9 -- -- -- -- 0 0.064E 0

RW-219 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 51 57 0.40 20.9 -- -- -- -- 0 0.0074E 0

RW-219 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 53 51 1.4 20.8 -- -- -- -- 1.4 0.020E 0

RW-219 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 52 9.1 20.9 -- -- -- -- 0 0.14E 0

RW-219 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 47 3.2 20.9 -- -- -- -- 0 0.035E 0

RW-219 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 48 52 3.0 20.9 -- -- -- -- 0 0.067E 0

RW-219 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 51 54 6.0 20.9 -- -- -- -- 0 0.11E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157
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RW-220 10/05/12 TO-14 22 <0.50 <0.50 1.2 18 <0.050 <0.050 <0.050 0.052 0.068 0.12 <0.050 335 68 61 40 20.9 ND ND 6.3 94 0 0.78E 0.2

RW-220-

DUP

10/05/12 TO-14 25 <0.50 <0.50 0.67 22 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 61 40 20.9 ND ND 6.3 97 0 0.78E 0.2

RW-220 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 41 31 20.9 -- -- -- -- 0 0.38E 0.1

RW-220 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 51 5.6 20.9 -- -- -- -- 0 0.12E 0

RW-220 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 2.6 17 20.9 -- -- -- -- 0 0.021 Water in line.E 0.1

RW-220 11/30/12 TO-14 3.7 <0.50 <0.50 <0.50 3.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 -- 22 20.5 ND ND ND 100 -- -- Flow rate not monitored due to water in line.E 0.1

RW-220 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 17 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-220 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 3.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 14 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in line.E 0

RW-220 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 -- 17 20.4 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-220 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 67 35 3.9 20.3 ND ND ND ND 6.4 0.040E 0

RW-220 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-220 02/13/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 332 62 -- 7.3 20.7 ND ND ND 100 -- -- Flow rate not monitored due to water in line.E 0.1

RW-220 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 17 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-220 03/15/13 TO-14 4.7 <0.50 <0.50 0.62 4.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 62 28 17 20.6 ND ND 13 87 2.5 0.14E 0

RW-220 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 -- 9.8 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-220 04/18/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 501 55 -- 0 20.8 ND ND ND 100 -- -- Flow rate not monitored due to water in line.E 0.1

RW-220 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-220 05/09/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 337 53 37 8.6 20.5 ND ND ND ND 4.7 0.098E 0.1

RW-220-

DUP

05/09/13 TO-14 4.0 <0.50 <0.50 <0.50 3.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 337 53 37 8.6 20.5 ND ND ND ND 4.7 0.098E 0.1

RW-220 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 12 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-220 06/06/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 0.051 0.051 <0.050 407 49 30 3.9 20.9 ND ND ND 100 0 0.043E 0.1

RW-220-

DUP

06/06/13 TO-14 2.8 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 407 49 30 3.9 20.9 ND ND ND 100 0 0.043E 0.1

RW-220 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 13 0 20.9 -- -- -- -- 0 0E 0.1

RW-220 07/03/13 TO-14 2.6 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 342 54 28 2.4 20.4 ND ND ND 100 4.8 0.022E 0.1

RW-220 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 12 4.5 20.5 -- -- -- -- 1.5 0.017E 0.2

RW-220 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 12 18 20.8 -- -- -- -- 0.41 0.072E 0.2

RW-220 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 27 0 20.9 -- -- -- -- 0 0E 0

RW-220 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 13 2.4 20.9 -- -- -- -- 0 0.0091E 0.1

RW-220 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 32 5.4 20.7 -- -- -- -- 2.1 0.056E 0.1

RW-220 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 19 2.4 20.9 -- -- -- -- 0 0.015E 0.1
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-220 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 34 2.9 20.8 -- -- -- -- 0.97 0.027E 0.1

RW-220 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 20 14 20.8 -- -- -- -- 0.64 0.084E 0.1

RW-220 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 -- 1.5 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-220 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 -- 2.7 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.2

RW-220 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 5.9 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-221 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 7.6 -- -- -- -- -- -- -- --V --

RW-221 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 9.9 -- -- -- -- -- -- -- --V --

RW-221 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 46 6.4 20.9 -- -- -- -- 0 0.12E 0.4

RW-221 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 57 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.4

RW-221 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 66 43 0.50 19.7 -- -- -- -- 13 0.0055E 0.5

RW-221 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 -- 0 19.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.7

RW-221 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 67 -- 0 20.2 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.5

RW-221 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 4.2 -- -- -- -- -- -- -- --V --

RW-221 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 7.5 -- -- -- -- -- -- -- --E --

RW-221 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 8.0 -- -- -- -- -- -- -- --E --

RW-221 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 59 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.2

RW-221 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 6.6 -- -- -- -- -- -- -- --V --

RW-221 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 11 -- -- -- -- -- -- -- --V --

RW-221 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 11 -- -- -- -- -- -- -- --E --

RW-221 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 55 2.2 20.7 -- -- -- -- 3.5 0.037E 0.3

RW-221 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 52 46 0 20.7 -- -- -- -- 3.5 0E 0.3

RW-221 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 51 46 0.50 20.1 -- -- -- -- 12 0.0070E 0.2

RW-221 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 47 -- 4.0 20.6 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.4

RW-221 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 34 0 20.8 -- -- -- -- 1.3 0E 0.4

RW-221 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 32 0 20.7 -- -- -- -- 3.3 0E 0.3

RW-221 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 52 39 0 19.2 -- -- -- -- 23 0E 0.7

RW-221 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 42 0 19.2 -- -- -- -- 22 0E 0.7

RW-221 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 44 10 19.4 -- -- -- -- 22 0.14E 0.7

RW-221 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 52 42 8.7 20.4 -- -- -- -- 7.2 0.12E 0.3

RW-221 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 100 0 20.4 -- -- -- -- 15 0E 0.4

RW-221 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 37 2.1 20.3 -- -- -- -- 7.4 0.025E 0.4

RW-221 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 9.2 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-221 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 10 -- -- -- -- -- -- -- --V --

RW-221 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 8.9 -- -- -- -- -- -- -- --V --

RW-221 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 50 0.20 20.6 -- -- -- -- 3.6 0.0023E 0.4

RW-221 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 46 0 20.7 -- -- -- -- 4.1 0E 0.4

RW-221 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 52 -- 1.8 20.6 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.3

RW-222 10/05/12 TO-14 5.6 <0.50 <0.50 <0.50 5.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 38 16 18.6 ND ND ND 100 30 0.20E 1.6

RW-222 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 27 6.2 18.7 -- -- -- -- 19 0.051E 1.5

RW-222 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 28 8.3 18.9 -- -- -- -- 24 0.095E 1.4

RW-222 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 -- 3.3 18.6 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 1.5

RW-222 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.76 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 66 -- 3.9 18.4 ND ND ND 100 -- -- Flow rate not monitored due to water in line.E 1.3

RW-222 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 1.7 18.6 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 1.3

RW-222 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 31 0.80 18.2 ND ND ND ND 29 0.0082E 1.6

RW-222 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 1.7 16.9 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 2.1

RW-222 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 67 -- 0 17.5 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 1.5

RW-222 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 17.4 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 2.4

RW-222 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 -- 1.1 17.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 1.9

RW-222 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 60 0.50 18.2 -- -- -- -- 54 0.0097E 1.7

RW-222 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 36 31 17.6 -- -- -- -- 35 0.31E 1.7

RW-222 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 4.3 2.4 17.2 -- -- -- -- 5.9 0.0037E 2.0

RW-222 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 38 0 18.1 -- -- -- -- 34 0E 1.7

RW-222 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 26 0 18.2 -- -- -- -- 27 0E 1.7

RW-222 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 -- 0.20 17.7 -- -- -- -- -- -- Well not monitored due to stadium event.E 1.1

RW-222 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 4.0 18.1 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 1.8

RW-222 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 17 0 18.5 -- -- -- -- 16 0E 1.6

RW-222 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 13 0.60 18.6 -- -- -- -- 16 0.0040E 1.4

RW-222 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 4.8 -- -- -- -- -- -- -- --V --

RW-222 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 5.0 -- -- -- -- -- -- -- --V --

RW-222 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.5 -- -- -- -- -- -- -- --V --

RW-222 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 33 18 19.2 -- -- -- -- 19 0.19E 1.0

RW-222 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 29 0 19.3 -- -- -- -- 14 0E 0.7

RW-222 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 22 1.6 19.2 -- -- -- -- 13 0.012E 0.8

RW-222 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 16 0 19.1 -- -- -- -- 9.8 0E 1.2
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157
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RW-222 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 81 0.80 19.1 -- -- -- -- 41 0.018E 0.8

RW-222 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 26 7.2 18.4 -- -- -- -- 20 0.057E 1.3

RW-222 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 26 0 18.1 -- -- -- -- 17 0E 1.6

RW-222 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 35 0 18.5 -- -- -- -- 37 0E 1.6

RW-222 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 54 2.2 18.3 -- -- -- -- 50 0.041E 1.5

RW-223 10/05/12 TO-14 2.2 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 40 13 20.9 ND ND ND 100 0 0.17E 0.2

RW-223 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 40 5.6 20.9 -- -- -- -- 0 0.068E 0.2

RW-223 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 51 10 20.9 -- -- -- -- 0 0.21E 0.2

RW-223 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 -- -- -- -- -- -- -- -- -- Flow rate not monitored due to water in line.E --

RW-223 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 -- 3.5 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0.1

RW-223 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- -- -- -- -- -- -- -- -- Well not monitored due to water in line.E --

RW-223 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 1.6 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in line.E 0

RW-223 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 -- -- -- -- -- -- -- -- -- Unable to monitor due to water in line.V --

RW-223 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 67 -- 0 20.1 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0.2

RW-223 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.4 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-223 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 -- -- -- -- -- -- -- -- -- Unable to monitor due to water in line.E --

RW-223 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 2.9 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-223 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 65 -- 27 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-223 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 -- 0.70 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.9

RW-223 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 -- 1.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-223 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-223 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 21 5.2 20.5 -- -- -- -- 2.7 0.034E 0.1

RW-223 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-223 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 1.5 -- -- -- -- -- -- -- --V --

RW-223 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 2.3 -- -- -- -- -- -- -- --V --

RW-223 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 24 0 20.4 -- -- -- -- 4.1 0E 0.1

RW-223 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 9.6 1.6 20.5 -- -- -- -- 1.2 0.0046E 0.2

RW-223 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 54 14 14 20.8 -- -- -- -- 0.47 0.061E 0.2

RW-223 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 4.2 -- -- -- -- -- -- -- --V --

RW-223 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 56 -- -- -- -- -- -- -- --V --

RW-223 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 5.4 -- -- -- -- -- -- -- --V --

RW-223 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 33 0 20.9 -- -- -- -- 0 0E 0.1
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
 R

a
te

m
, p

-X
yl

en
es

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

Comments

C
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-223 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 45 0.60 20.6 -- -- -- -- 3.8 0.0073E 0.1

RW-223 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 -- 9.8 20.6 -- -- -- -- -- --E 0.2

RW-223 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 -- 0 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-223 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in line.E --

RW-223 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 3.8 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.1

RW-224 10/05/12 TO-14 7.3 <0.50 <0.50 0.95 5.2 <0.050 <0.050 <0.050 0.18 0.42 0.60 <0.050 335 68 33 25 20.9 ND ND 15 85 0 0.27E 0

RW-224 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 23 23 20.9 -- -- -- -- 0 0.16E 0

RW-224 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 20 20 20.9 -- -- -- -- 0 0.17E 0.1

RW-224 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 -- 14 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-224 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.60 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 31 11 20.6 ND ND ND 100 2.4 0.083E 0

RW-224 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 50 13 20.9 -- -- -- -- 0 0.20E 0

RW-224 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 11 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in line.E 0

RW-224 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 5.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-224 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 -- 3.2 20.5 ND ND ND 100 -- -- Flow rate not monitored due to water in line.E 0

RW-224 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-224 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 6.4 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-224 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 7.5 -- -- -- -- -- -- -- --V --

RW-224 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 8.4 -- -- -- -- -- -- -- --V --

RW-224 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 12 -- -- -- -- -- -- -- --E --

RW-224 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 53 45 1.8 20.9 -- -- -- -- 0 0.025E 0

RW-224 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 52 42 0 20.9 -- -- -- -- 0 0E 0

RW-224 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 51 45 3.1 20.6 -- -- -- -- 4.2 0.042E 0

RW-224 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 47 -- 10 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-224 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 36 0 20.9 -- -- -- -- 0 0E 0

RW-224 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 40 34 5.5 20.9 -- -- -- -- 0 0.094E 0

RW-224 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 50 1.2 20.8 -- -- -- -- 1.7 0.020E 0

RW-224 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 43 2.6 20.9 -- -- -- -- 0 0.034E 0

RW-224 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 47 14 20.9 -- -- -- -- 0 0.22E 0

RW-224 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 52 52 0 20.9 -- -- -- -- 0 0E 0

RW-224 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 52 46 2.6 20.9 -- -- -- -- 0 0.036E 0

RW-224 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 42 4.0 20.8 -- -- -- -- 1.4 0.055E 0

RW-224 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 12 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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Laboratory Analyses Field Monitoring Calculations
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RW-224 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 12 -- -- -- -- -- -- -- --V --

RW-224 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 11 -- -- -- -- -- -- -- --V --

RW-224 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 49 0.90 20.9 -- -- -- -- 0 0.010E 0

RW-224 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 46 1.3 20.9 -- -- -- -- 0 0.026E 0

RW-224 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 51 44 5.6 20.9 -- -- -- -- 0 0.087E 0

RW-225 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 72 4.1 20.9 -- -- -- -- 0 0.097E 0

RW-225 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 63 84 2.4 20.9 -- -- -- -- 0 0.061E 0

RW-225 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 48 60 3.0 20.9 -- -- -- -- 0 0.073E 0

RW-225 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 55 75 0.50 20.9 -- -- -- -- 0 0.018E 0

RW-225 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 11 -- -- -- -- -- -- -- --V --

RW-225 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 16 -- -- -- -- -- -- -- --E --

RW-225 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 14 -- -- -- -- -- -- -- --E --

RW-225 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 50 78 0.10 20.7 -- -- -- -- 5.9 0.0029E 0

RW-225 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 55 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-225 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 57 97 0 20.9 -- -- -- -- 0 0E 0

RW-225 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 87 1.2 20.9 -- -- -- -- 0 0.031E 0

RW-225 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 60 93 7.0 20.9 -- -- -- -- 0 0.21E 0

RW-225 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 56 11 0 20.9 -- -- -- -- 0 0E 0

RW-225 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 55 86 4.7 20.5 -- -- -- -- 13 0.14E 0

RW-225 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 45 20 0 20.9 -- -- -- -- 0 0E 0

RW-225 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 47 78 0 20.9 -- -- -- -- 0 0E 0

RW-225 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 84 3.4 20.7 -- -- -- -- 5.3 0.087E 0

RW-225 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-225 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 21 -- -- -- -- -- -- -- --V --

RW-225 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 1.8 -- -- -- -- -- -- -- --V --

RW-225 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 40 85 0 20.8 -- -- -- -- 2.9 0E 0

RW-225 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 46 85 1.1 20.9 -- -- -- -- 0 0.028E 0

RW-225 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 46 87 12 20.9 -- -- -- -- 0 0.35E 0

RW-225 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 14 -- -- -- -- -- -- -- --V --

RW-225 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 13 -- -- -- -- -- -- -- --V --

RW-225 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 16 -- -- -- -- -- -- -- --V --

RW-225 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 45 82 0 20.9 -- -- -- -- 0 0E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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RW-225 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 47 87 3.0 20.6 -- -- -- -- 7.3 0.071E 0.1

RW-225 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 112 10 20.8 -- -- -- -- 3.5 0.35E 0

RW-225 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 43 84 0 20.9 -- -- -- -- 0 0E 0

RW-225 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 43 85 0.80 20.9 -- -- -- -- 0 0.029E 0

RW-225 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 46 69 4.5 20.9 -- -- -- -- 0 0.11E 0

RW-226 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 12 -- -- -- -- -- -- -- --V --

RW-226 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 12 -- -- -- -- -- -- -- --V --

RW-226 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 45 80 6.2 20.9 -- -- -- -- 0 0.20E 0

RW-226 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 52 92 0.20 20.9 -- -- -- -- 0 0.0087 Water in line.E 0

RW-226 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 59 101 2.2 20.7 -- -- -- -- 5.3 0.057E 0

RW-226 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 60 83 0 20.9 -- -- -- -- 0 0E 0

RW-226 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 59 110 0.50 20.9 -- -- -- -- 0 0.018E 0

RW-226 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 7.7 -- -- -- -- -- -- -- --V --

RW-226 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 12 -- -- -- -- -- -- -- --E --

RW-226 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 12 -- -- -- -- -- -- -- --E --

RW-226 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 -- 1.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-226 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 60 -- 2.4 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-226 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 114 0 20.9 -- -- -- -- 0 0E 0

RW-226 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 56 14 1.7 20.9 -- -- -- -- 0 0.0082E 0

RW-226 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 46 91 0 20.9 -- -- -- -- 0 0E 0

RW-226 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 47 73 0 20.9 -- -- -- -- 0 0E 0

RW-226 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 47 83 3.2 20.8 -- -- -- -- 2.6 0.081E 0

RW-226 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 43 -- 6.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-226 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 44 71 0 20.9 -- -- -- -- 0 0E 0

RW-226 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 45 67 1.0 20.9 -- -- -- -- 0 0.033E 0

RW-226 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 16 -- -- -- -- -- -- -- --V --

RW-226 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 14 -- -- -- -- -- -- -- --V --

RW-226 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 12 -- -- -- -- -- -- -- --V --

RW-226 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 1.0 0 20.9 -- -- -- -- 0 0E 0

RW-226 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 2.2 23 20.9 -- -- -- -- 0 0.015E 0.4

RW-226 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 46 81 3.1 20.9 -- -- -- -- 0 0.082E 0

RW-226 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 47 92 0 20.9 -- -- -- -- 0 0E 0
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RW-226 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 49 81 0.20 20.9 -- -- -- -- 0 0.0044E 0

RW-226 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 101 6.8 20.9 -- -- -- -- 0 0.21E 0

RW-226 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 44 77 0.70 20.9 -- -- -- -- 0 0.012E 0

RW-226 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 45 81 0.10 20.9 -- -- -- -- 0 0.0035E 0

RW-226 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 47 78 3.9 20.9 -- -- -- -- 0 0.11E 0

RW-227 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 67 35 3.2 20.9 -- -- -- -- 0 0.036E 0

RW-227 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 23 1.3 20.9 -- -- -- -- 0 0.0089E 0

RW-227 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 25 5.6 20.9 -- -- -- -- 0 0.057E 0

RW-227 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 59 0 20.9 -- -- -- -- 0 0E 0

RW-227 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 1.0 -- -- -- -- -- -- -- --V --

RW-227 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 4.3 -- -- -- -- -- -- -- --E --

RW-227 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 2.4 -- -- -- -- -- -- -- --E --

RW-227 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-227 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 67 25 0 20.7 -- -- -- -- 1.5 0E 0

RW-227 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-227 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 34 0.40 20.9 -- -- -- -- 0 0.0041E 0

RW-227 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 18 1.3 20.9 -- -- -- -- 0 0.0078E 0

RW-227 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 16 0 20.9 -- -- -- -- 0 0E 0

RW-227 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 17 2.6 20.9 -- -- -- -- 0 0.016E 0

RW-227 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 28 0 20.9 -- -- -- -- 0 0E 0

RW-227 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 28 0 20.9 -- -- -- -- 0 0E 0

RW-227 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 43 2.2 20.7 -- -- -- -- 2.7 0.029E 0

RW-227 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-227 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 2.9 -- -- -- -- -- -- -- --V --

RW-227 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 3.1 -- -- -- -- -- -- -- --V --

RW-227 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 52 0 20.8 -- -- -- -- 1.8 0E 0

RW-227 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 22 0.10 20.9 -- -- -- -- 0 0.00066E 0

RW-227 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 19 12 20.9 -- -- -- -- 0 0.073E 0

RW-227 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 30 9.3 20.9 -- -- -- -- 0 0.091E 0

RW-227 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 6.0 0 20.9 -- -- -- -- 0 0E 0

RW-227 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 13 1.8 20.9 -- -- -- -- 0 0.0074E 0

RW-227 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 15 0 20.9 -- -- -- -- 0 0E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-227 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 49 0.20 20.9 -- -- -- -- 0 0.0027E 0.1

RW-227 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 12 5.0 20.9 -- -- -- -- 0 0.018E 0

RW-227 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 16 0.30 20.9 -- -- -- -- 0 0.0011E 0

RW-227 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 12 0 20.9 -- -- -- -- 0 0E 0

RW-227 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 54 8.5 2.2 20.9 -- -- -- -- 0 0.0066E 0

RW-228 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 38 5.5 20.9 ND ND ND ND 0 0.069E 0

RW-228 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 22 2.1 20.9 -- -- -- -- 0 0.014E 0

RW-228 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 25 2.8 20.9 -- -- -- -- 0 0.029E 0

RW-228 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-228 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 66 -- 2.3 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-228 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-228 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 -- 1.9 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in line.E 0

RW-228 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 0 20.7 -- -- -- -- -- --E 0

RW-228 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 63 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-228 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-228 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- -- -- -- -- -- -- -- -- Unable to monitor due to water in line.E --

RW-228 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 -- 6.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-228 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 26 2.7 20.9 -- -- -- -- 0 0.020E 0

RW-228 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 28 4.5 20.5 -- -- -- -- 4.2 0.046E 0

RW-228 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 3.5 -- -- -- -- -- -- -- --V --

RW-228 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 5.5 -- -- -- -- -- -- -- --V --

RW-228 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.5 -- -- -- -- -- -- -- -- Well not monitored due to stadium event.V --

RW-228 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 6.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-228 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 19 0 20.9 -- -- -- -- 0 0E 0

RW-228 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 21 1.6 20.9 -- -- -- -- 0 0.017E 0

RW-228 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 23 0 20.8 -- -- -- -- 0.80 0E 0

RW-228 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 23 0.90 20.9 -- -- -- -- 0 0.0063E 0

RW-228 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 25 12 20.9 -- -- -- -- 0 0.099E 0

RW-228 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 25 9.4 20.9 -- -- -- -- 0 0.078E 0

RW-228 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 26 1.6 20.9 -- -- -- -- 0 0.012E 0

RW-228 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 79 2.2 20.9 -- -- -- -- 0 0.057E 0

RW-228 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 40 0 20.9 -- -- -- -- 0 0E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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RW-228 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 61 3.3 20.7 -- -- -- -- 3.4 0.055E 0.2

RW-228 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 32 13 20.8 -- -- -- -- 1.0 0.12E 0

RW-228 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 4.9 -- -- -- -- -- -- -- --V --

RW-228 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 4.0 -- -- -- -- -- -- -- --V --

RW-228 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 3.9 -- -- -- -- -- -- -- --V --

RW-229 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 56 13 20.9 ND ND ND 100 0 0.23E 0.1

RW-229 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 66 33 3.4 20.9 -- -- -- -- 0 0.034E 0.1

RW-229 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 -- 10 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-229 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 -- 2.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-229 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 -- 4.7 20.5 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0.1

RW-229 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 0.70 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.2

RW-229 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 -- 2.0 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in line.E 0

RW-229-

DUP

12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.74 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 -- 2.0 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in line.E 0

RW-229 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 5.1 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-229 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 67 -- 0 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-229 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-229 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 2.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-229 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.3 -- -- -- -- -- -- -- --V --

RW-229 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 7.8 -- -- -- -- -- -- -- --V --

RW-229 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 9.0 -- -- -- -- -- -- -- --E --

RW-229 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-229 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 52 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-229 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 33 3.2 20.5 -- -- -- -- 4.2 0.032E 0.1

RW-229 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 6.7 20.8 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.2

RW-229 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 24 0 20.8 -- -- -- -- 0.92 0E 0.3

RW-229 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 20 1.3 20.9 -- -- -- -- 0 0.013E 0

RW-229 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 26 0 20.4 -- -- -- -- 4.4 0E 0.3

RW-229 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 29 2.8 20.4 -- -- -- -- 4.4 0.024E 0.3

RW-229 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 33 12 20.6 -- -- -- -- 3.3 0.13E 0.2

RW-229 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 34 0 20.8 -- -- -- -- 1.1 0E 0.1

RW-229 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 29 0.40 20.8 -- -- -- -- 0.89 0.0035E 0.1
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RW-229 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 23 4.1 20.7 -- -- -- -- 1.6 0.031E 0.2

RW-229 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 8.2 -- -- -- -- -- -- -- --V --

RW-229 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 11 -- -- -- -- -- -- -- --V --

RW-229 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 12 -- -- -- -- -- -- -- --V --

RW-229 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 55 0 20.9 -- -- -- -- 0 0E 0.1

RW-229 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 43 1.2 20.9 -- -- -- -- 0 0.022E 0.1

RW-229 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 2.9 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.1

RW-230 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.0 -- -- -- -- -- -- -- --V --

RW-230 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 5.8 -- -- -- -- -- -- -- --V --

RW-230 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 21 5.5 20.9 -- -- -- -- 0 0.046E 0.2

RW-230 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 51 0 20.9 -- -- -- -- 0 0E 0.2

RW-230 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 67 31 0 20.3 -- -- -- -- 4.9 0E 0.2

RW-230 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.3

RW-230 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.2

RW-230 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 6.8 -- -- -- -- -- -- -- --V --

RW-230 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 3.0 -- -- -- -- -- -- -- --E --

RW-230 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.5 -- -- -- -- -- -- -- --E --

RW-230 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 60 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.2

RW-230 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 93 0 20.9 -- -- -- -- 0 0E 0.1

RW-230 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 32 20 20.3 -- -- -- -- 5.6 0.18E 0.1

RW-230 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 23 0.30 20.5 -- -- -- -- 3.3 0.0024E 0.2

RW-230 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 3.6 -- -- -- -- -- -- -- --V --

RW-230 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 3.9 -- -- -- -- -- -- -- --V --

RW-230 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.5 -- -- -- -- -- -- -- --V --

RW-230 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 3.7 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.3

RW-230 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 15 0 20.9 -- -- -- -- 0 0E 0.3

RW-230 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 15 0 20.9 -- -- -- -- 0 0E 0

RW-230 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 19 0 19.3 -- -- -- -- 10 0E 0.7

RW-230 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 20 1.3 19.2 -- -- -- -- 11 0.0079E 0.7

RW-230 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 22 9.5 19.4 -- -- -- -- 11 0.068E 0.7

RW-230 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 23 14 20.6 -- -- -- -- 2.3 0.10E 0.3

RW-230 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 22 0 20.8 -- -- -- -- 0.68 0E 0.2
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RW-230 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 24 1.5 20.6 -- -- -- -- 2.4 0.012E 0.3

RW-230 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 24 0 20.9 -- -- -- -- 0 0E 0.3

RW-230 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 72 0 20.5 -- -- -- -- 8.1 0E 0.4

RW-230 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 26 9.1 20.6 -- -- -- -- 2.5 0.073E 0.3

RW-230 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 4.2 -- -- -- -- -- -- -- --V --

RW-230 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 3.4 -- -- -- -- -- -- -- --V --

RW-230 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 2.9 -- -- -- -- -- -- -- --V --

RW-231 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 27 11 20.6 -- -- -- -- 2.8 0.10E 0.4

RW-231 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 10 0 20.9 -- -- -- -- 0 0E 0.3

RW-231 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 2.1 -- -- -- -- -- -- -- --V --

RW-231 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 2.6 -- -- -- -- -- -- -- --E --

RW-231 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 68 -- 0 19.4 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.6

RW-231 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0 20.2 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.4

RW-231 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 45 0 20.5 -- -- -- -- 6.2 0E 0.3

RW-231 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 16 0.90 19.9 -- -- -- -- 6.2 0.0054E 0.3

RW-231 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 67 27 0 19.7 -- -- -- -- 10.0 0E 0.2

RW-231 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.1 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.3

RW-231 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 1.5 -- -- -- -- -- -- -- --E --

RW-231 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 1.4 -- -- -- -- -- -- -- --V --

RW-231 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 2.1 -- -- -- -- -- -- -- --V --

RW-231 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 2.3 -- -- -- -- -- -- -- --E --

RW-231 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 37 0 20.1 -- -- -- -- 9.5 0E 0

RW-231 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 27 0 20.9 -- -- -- -- 0 0E 0.5

RW-231 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 27 0 19.3 -- -- -- -- 14 0E 0.6

RW-231 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 49 -- 2.8 19.4 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.9

RW-231 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 7.8 0 19.4 -- -- -- -- 4.5 0E 0.9

RW-231 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 19 0 20.9 -- -- -- -- 0 0E 0.8

RW-231 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 39 0 19.6 -- -- -- -- 17 0E 0.5

RW-231 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 37 0 19.8 -- -- -- -- 13 0E 0.5

RW-231 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 25 9.9 20.0 -- -- -- -- 7.4 0.079E 0.5

RW-231 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 17 26 19.2 -- -- -- -- 9.5 0.14E 0.9

RW-231 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 13 0 19.3 -- -- -- -- 6.4 0E 0.7
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Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-231 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 32 0 19.2 -- -- -- -- 19 0E 0.9

RW-231 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 1.6 -- -- -- -- -- -- -- --V --

RW-231 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 2.4 -- -- -- -- -- -- -- --V --

RW-231 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 1.9 -- -- -- -- -- -- -- --V --

RW-231 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 40 -- 0 19.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.7

RW-231 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 13 0 20.1 -- -- -- -- 4.6 0E 0.7

RW-231 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 0.10 20.1 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.5

RW-232 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 70 9.5 19.2 -- -- -- -- 40 0.22E 1.1

RW-232 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 57 1.4 19.3 -- -- -- -- 28 0.024E 0.9

RW-232 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 57 5.5 19.7 -- -- -- -- 28 0.13E 0.9

RW-232 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 58 0 19.4 -- -- -- -- 42 0 Water in line.E 0.8

RW-232 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 5.8 -- -- -- -- -- -- -- --V --

RW-232 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 7.7 -- -- -- -- -- -- -- --E --

RW-232 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 4.7 -- -- -- -- -- -- -- --E --

RW-232 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 56 67 -- -- -- -- -- -- -- -- Unable to monitor due to water in line.V --

RW-232 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 59 -- 0 18.3 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 1.1

RW-232 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 63 62 0 19.4 -- -- -- -- 34 0E 0.4

RW-232 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 59 88 -- -- -- -- -- -- -- -- Unable to monitor due to water in line.E --

RW-232 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 66 57 0.40 19.7 -- -- -- -- 23 0.0074E 0.6

RW-232 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 62 24 18.6 -- -- -- -- 41 0.42E 0.8

RW-232 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 61 57 0.30 20.9 -- -- -- -- 0 0.0061E 0

RW-232 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 53 46 0 20.9 -- -- -- -- 0 0E 1.0

RW-232 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 49 45 0 18.8 -- -- -- -- 36 0E 0.7

RW-232 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 65 3.5 18.5 -- -- -- -- 49 0.069E 0.9

RW-232 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 7.6 18.3 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 1.4

RW-232 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 41 0.70 18.3 -- -- -- -- 40 0.011E 1.5

RW-232 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 39 6.5 18.2 -- -- -- -- 54 0.13E 1.3

RW-232 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 5.7 -- -- -- -- -- -- -- --V --

RW-232 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 5.5 -- -- -- -- -- -- -- --V --

RW-232 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.2 -- -- -- -- -- -- -- --V --

RW-232 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 51 55 23 18.0 -- -- -- -- 54 0.41E 1.6

RW-232 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 52 19 0 18.3 -- -- -- -- 15 0E 1.4
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-232 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 50 44 0.60 18.3 -- -- -- -- 38 0.0086E 1.4

RW-232 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 51 54 0 19.1 -- -- -- -- 33 0E 1.2

RW-232 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 53 49 0 18.6 -- -- -- -- 32 0E 1.1

RW-232 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 46 9.6 18.4 -- -- -- -- 36 0.14E 1.3

RW-232 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 -- 0 18.5 -- -- -- -- -- -- Flow rate not collected due to water in line.E 1.4

RW-232 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 -- -- -- -- -- -- -- -- -- Flow rate not collected due to water in line.E --

RW-232 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 51 38 -- -- -- -- -- -- -- -- Field readings not collected due to water in line.E --

RW-233 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 12 6.6 19.3 -- -- -- -- 6.3 0.025E 1.0

RW-233 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 27 0 19.6 -- -- -- -- 11 0E 0.8

RW-233 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 0.90 -- -- -- -- -- -- -- --V --

RW-233 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 2.2 -- -- -- -- -- -- -- --E --

RW-233 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 68 21 0 19.8 -- -- -- -- 6.1 0E 0.5

RW-233 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 6.3 0.80 20.8 -- -- -- -- 0.19 0.0015 Water in line.E 0.1

RW-233 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 16 0 20.6 -- -- -- -- 1.7 0E 0.3

RW-233 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 7.2 1.7 18.0 -- -- -- -- 7.9 0.0045E 1.2

RW-233 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 67 -- 0 19.6 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.3

RW-233 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 12 0 18.2 -- -- -- -- 12 0E 1.2

RW-233 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 0.30 -- -- -- -- -- -- -- --E --

RW-233 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 0 18.8 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 1.1

RW-233 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 22 20 17.3 -- -- -- -- 23 0.12E 1.8

RW-233 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-233 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 59 38 0 18.0 -- -- -- -- 35 0E 1.7

RW-233 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 15 0 18.4 -- -- -- -- 14 0E 1.5

RW-233 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 22 0.10 18.1 -- -- -- -- 20 0.00068E 1.5

RW-233 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 49 -- 2.5 18.4 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 1.6

RW-233 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 1.3 -- -- -- -- -- -- -- --V --

RW-233 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 1.4 -- -- -- -- -- -- -- --V --

RW-233 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 22 0 19.2 -- -- -- -- 13 0E 0.7

RW-233 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 17 0 19.3 -- -- -- -- 8.6 0E 0.6

RW-233 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 54 12 7.9 19.8 -- -- -- -- 4.4 0.031E 0.6

RW-233 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 15 27 19.4 -- -- -- -- 7.4 0.13E 0.8

RW-233 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 15 0 19.6 -- -- -- -- 6.0 0E 0.6
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Mission Valley Terminal, San Diego, CA
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RW-233 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 12 0 19.4 -- -- -- -- 6.0 0E 0.7

RW-233 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 16 0 20.5 -- -- -- -- 2.1 0E 0.6

RW-233 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 27 0 19.4 -- -- -- -- 11 0E 0.6

RW-233 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 7.5 6.5 19.4 -- -- -- -- 3.5 0.015E 0.6

RW-233 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 11 0 19.4 -- -- -- -- 4.0 0E 0.7

RW-233 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 8.5 0 19.3 -- -- -- -- 6.0 0E 0.8

RW-233 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 54 15 -- -- -- -- -- -- -- -- Field readings not collected due to water in line.E --

RW-234 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 65 55 7.6 20.6 ND ND ND ND 5.6 0.14E 0.4

RW-234 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 65 49 3.5 20.9 -- -- -- -- 0 0.052E 0.4

RW-234 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 50 3.2 20.4 -- -- -- -- 11 0.065E 0.7

RW-234 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-234 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 64 61 2.4 19.2 ND ND ND ND 27 0.037E 0.8

RW-234 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 66 -- 1.4 19.4 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.8

RW-234 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 65 -- 1.5 19.8 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0.6

RW-234 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 -- 0 19.2 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.6

RW-234 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 62 -- 0 19.0 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0.7

RW-234 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 64 -- 0 19.4 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 1.0

RW-234 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 59 -- 0 18.8 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 1.1

RW-234 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 -- 4.6 19.4 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.9

RW-234 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 60 69 0 18.9 -- -- -- -- 40 0E 0.9

RW-234 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 59 60 3.9 18.6 -- -- -- -- 51 0.083E 1.0

RW-234 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 49 67 0 19.1 -- -- -- -- 38 0E 1.0

RW-234 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 51 52 0 19.1 -- -- -- -- 36 0E 1.1

RW-234 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 58 0 18.8 -- -- -- -- 38 0E 1.0

RW-234 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 5.0 19.1 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 1.2

RW-234 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 45 0 19.3 -- -- -- -- 28 0E 1.1

RW-234 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 43 1.8 19.2 -- -- -- -- 37 0.038E 1.0

RW-234 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 11 -- -- -- -- -- -- -- --V --

RW-234 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 11 -- -- -- -- -- -- -- --V --

RW-234 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 10 -- -- -- -- -- -- -- --V --

RW-234 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 58 15 19.8 -- -- -- -- 22 0.29E 0.6

RW-234 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 62 0.90 19.8 -- -- -- -- 21 0.016E 0.5
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157
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RW-234 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 54 1.8 19.6 -- -- -- -- 24 0.032E 0.6

RW-234 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 46 0 20.5 -- -- -- -- 6.2 0E 0

RW-234 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 56 1.2 19.3 -- -- -- -- 25 0.018E 0.6

RW-234 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 74 7.8 19.4 -- -- -- -- 35 0.18E 0.6

RW-234 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 46 58 0 19.3 -- -- -- -- 22 0E 0.9

RW-234 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 57 0 19.6 -- -- -- -- 33 0E 0.9

RW-234 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 -- 2.9 19.2 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-235 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 18 3.7 20.9 -- -- -- -- 0 0.022E 0

RW-235 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 21 2.5 20.9 -- -- -- -- 0 0.016E 0

RW-235 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 3.6 -- -- -- -- -- -- -- --V --

RW-235 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 2.2 -- -- -- -- -- -- -- --E --

RW-235 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 67 30 2.5 20.7 -- -- -- -- 1.6 0.019E 0

RW-235 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 18 0.10 20.9 -- -- -- -- 0 0.00054E 0

RW-235 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 -- 1.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-235 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-235 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 64 -- 0 20.6 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-235 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-235 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 1.6 -- -- -- -- -- -- -- --E --

RW-235 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 -- 3.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-235 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 59 0 20.7 -- -- -- -- 3.5 0E 0

RW-235 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 25 4.2 17.8 -- -- -- -- 28 0.037E 1.6

RW-235 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 44 0 20.9 -- -- -- -- 0 0E 0

RW-235 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 24 0 20.9 -- -- -- -- 0 0E 0

RW-235 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 23 4.0 20.9 -- -- -- -- 0 0.029E 0

RW-235 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-235 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 4.1 -- -- -- -- -- -- -- --V --

RW-235 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 34 -- -- -- -- -- -- -- --V --

RW-235 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 19 0 20.7 -- -- -- -- 1.3 0E 0.1

RW-235 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 19 0.60 20.9 -- -- -- -- 0 0.0034E 0

RW-235 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 22 12 20.9 -- -- -- -- 0 0.088E 0

RW-235 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 23 11 20.9 -- -- -- -- 0 0.085E 0

RW-235 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 21 0.50 20.9 -- -- -- -- 0 0.0031E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-235 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 33 2.4 20.8 -- -- -- -- 1.1 0.026E 0

RW-235 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 36 0 20.9 -- -- -- -- 0 0E 0

RW-235 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 68 1.2 20.2 -- -- -- -- 13 0.022E 0.6

RW-235 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 25 7.0 20.8 -- -- -- -- 0.78 0.053E 0

RW-235 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 44 0 20.9 -- -- -- -- 0 0E 0.1

RW-235 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 19 0 20.9 -- -- -- -- 0 0E 0

RW-235 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 20 4.2 20.9 -- -- -- -- 0 0.029E 0

RW-236 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 4.1 -- -- -- -- -- -- -- --V --

RW-236 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 6.2 -- -- -- -- -- -- -- --V --

RW-236 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 49 56 2.4 20.9 -- -- -- -- 0 0.055E 0

RW-236 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 47 0 20.9 -- -- -- -- 0 0E 0

RW-236 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 32 30 2.0 20.7 -- -- -- -- 1.6 0.015E 0

RW-236 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 48 0 20.9 -- -- -- -- 0 0E 0

RW-236 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 64 49 1.6 20.9 -- -- -- -- 0 0.026E 0

RW-236 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 6.8 -- -- -- -- -- -- -- --V --

RW-236 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 597 -- 6.4 -- -- -- -- -- -- -- --E --

RW-236 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 57 69 0.30 20.9 -- -- -- -- 0 0.0062E 0

RW-236 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 63 74 5.8 20.9 -- -- -- -- 0 0.14E 0

RW-236 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 53 71 0 20.7 -- -- -- -- 4.2 0E 0

RW-236 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 59 71 5.2 20.5 -- -- -- -- 10 0.13E 0

RW-236 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 3.9 -- -- -- -- -- -- -- --V --

RW-236 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 7.1 -- -- -- -- -- -- -- --V --

RW-236 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 6.1 -- -- -- -- -- -- -- -- Well not monitored due to stadium event.V --

RW-236 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 6.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-236 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 51 0 20.9 -- -- -- -- 0 0E 0

RW-236 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 43 2.4 20.9 -- -- -- -- 0 0.052E 0

RW-236 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 50 57 0 20.8 -- -- -- -- 1.9 0E 0

RW-236 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 50 56 0.90 20.9 -- -- -- -- 0 0.015E 0

RW-236 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 50 59 13 20.9 -- -- -- -- 0 0.24E 0

RW-236 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 65 8.9 20.9 -- -- -- -- 0 0.19E 0

RW-236 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 60 1.5 20.9 -- -- -- -- 0 0.027E 0

RW-236 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 46 2.5 20.9 -- -- -- -- 0 0.038E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-236 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 50 0 20.9 -- -- -- -- 0 0E 0

RW-236 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 51 59 3.3 20.7 -- -- -- -- 3.3 0.053E 0

RW-236 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 72 10 20.8 -- -- -- -- 2.2 0.23E 0

RW-236 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 5.5 -- -- -- -- -- -- -- --V --

RW-236 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 4.9 -- -- -- -- -- -- -- --V --

RW-236 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 4.4 -- -- -- -- -- -- -- --V --

RW-237 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 56 115 3.4 20.9 ND ND ND ND 0 0.13E 0

RW-237 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 56 99 1.5 20.9 -- -- -- -- 0 0.045E 0

RW-237 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 44 96 1.9 20.9 -- -- -- -- 0 0.074E 0

RW-237 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 50 96 0 20.9 -- -- -- -- 0 0E 0

RW-237 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 24 56 2.2 20.7 ND ND ND ND 3.0 0.032E 0

RW-237 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 58 91 0 20.9 -- -- -- -- 0 0E 0

RW-237 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 57 95 0.60 20.9 ND ND ND ND 0 0.019E 0

RW-237 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 106 0 20.7 -- -- -- -- 8.0 0E 0

RW-237 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 54 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-237 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 56 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-237 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 -- 0.30 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-237 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 57 122 5.5 20.9 -- -- -- -- 0 0.22E 0

RW-237 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 53 13 0 20.9 -- -- -- -- 0 0E 0

RW-237 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 53 107 4.6 20.5 -- -- -- -- 16 0.18E 0

RW-237 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 46 111 0 20.9 -- -- -- -- 0 0E 0

RW-237 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 45 93 0 20.9 -- -- -- -- 0 0E 0

RW-237 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 94 0 20.9 -- -- -- -- 0 0E 0

RW-237 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 41 -- 6.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-237 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 42 80 0 20.9 -- -- -- -- 0 0E 0

RW-237 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 43 69 2.6 20.9 -- -- -- -- 0 0.089E 0

RW-237 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 45 80 0 20.7 -- -- -- -- 5.5 0E 0

RW-237 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 45 90 0.40 20.9 -- -- -- -- 0 0.011E 0

RW-237 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 45 92 12 20.9 -- -- -- -- 0 0.35E 0

RW-237 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 18 -- -- -- -- -- -- -- --V --

RW-237 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 16 -- -- -- -- -- -- -- --V --

RW-237 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 18 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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RW-237 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 44 69 0 20.9 -- -- -- -- 0 0E 0

RW-237 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 46 98 2.1 20.7 -- -- -- -- 5.5 0.056E 0

RW-237 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 46 127 10 20.7 -- -- -- -- 8.0 0.39E 0

RW-237 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 42 89 0.20 20.9 -- -- -- -- 0 0.0041E 0

RW-237 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 42 89 0 20.9 -- -- -- -- 0 0E 0

RW-237 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 45 74 3.4 20.9 -- -- -- -- 0 0.088E 0

RW-238 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 28 3.4 20.9 ND ND ND ND 0 0.031E 0

RW-238 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 23 1.4 20.9 -- -- -- -- 0 0.0099E 0.1

RW-238 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 24 1.8 20.9 -- -- -- -- 0 0.017E 0.1

RW-238 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 26 0 20.9 -- -- -- -- 0 0E 0

RW-238 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.69 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 33 1.9 20.5 ND ND ND 100 3.5 0.016E 0

RW-238 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 43 0 20.9 -- -- -- -- 0 0E 0

RW-238 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 66 42 1.5 20.9 ND ND ND ND 0 0.021E 0

RW-238 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 50 0 20.5 -- -- -- -- 7.5 0E 0.5

RW-238 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 62 -- 0 20.6 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-238 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 64 40 0 20.9 -- -- -- -- 0 0E 0

RW-238 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 60 55 0.10 20.9 -- -- -- -- 0 0.0017E 0

RW-238 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 67 47 5.3 20.9 -- -- -- -- 0 0.081E 0

RW-238 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 62 51 0 20.9 -- -- -- -- 0 0E 0

RW-238 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 44 4.9 20.5 -- -- -- -- 6.5 0.077E 0

RW-238 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 2.4 -- -- -- -- -- -- -- --V --

RW-238 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 3.9 -- -- -- -- -- -- -- --V --

RW-238 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 3.8 -- -- -- -- -- -- -- --V --

RW-238 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 47 -- 6.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-238 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 29 0 20.9 -- -- -- -- 0 0E 0

RW-238 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 28 2.7 20.9 -- -- -- -- 0 0.038E 0

RW-238 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 52 71 0 20.3 -- -- -- -- 14 0E 0.1

RW-238 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 31 0 20.4 -- -- -- -- 4.8 0E 0.2

RW-238 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 35 11 20.7 -- -- -- -- 2.4 0.13E 0.2

RW-238 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 39 12 20.9 -- -- -- -- 0 0.15E 0

RW-238 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 37 0.80 20.9 -- -- -- -- 0 0.0087E 0

RW-238 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 47 2.4 20.9 -- -- -- -- 0 0.037E 0

012814BRS_Mission Valley Terminal\Tables\RP\Table 3 Mod Page 55 of 70



Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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RW-238 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 52 20 0 20.9 -- -- -- -- 0 0E 0

RW-238 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 36 2.4 20.6 -- -- -- -- 3.1 0.024E 0

RW-238 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 46 10 20.8 -- -- -- -- 1.4 0.14E 0

RW-238 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 3.6 -- -- -- -- -- -- -- --V --

RW-238 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 3.2 -- -- -- -- -- -- -- --V --

RW-238 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 2.3 -- -- -- -- -- -- -- --V --

RW-239 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 63 3.2 20.4 ND ND ND ND 11 0.065E 0.6

RW-239 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 66 42 0.70 20.3 -- -- -- -- 7.8 0.0088E 0.6

RW-239 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 45 1.8 20.4 -- -- -- -- 9.3 0.033E 0.6

RW-239 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 41 0 20.1 -- -- -- -- 16 0E 0.5

RW-239 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 66 43 0.50 19.1 ND ND ND ND 20 0.0055E 0.8

RW-239 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 63 0 19.4 -- -- -- -- 29 0E 0.8

RW-239 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 45 0.30 19.8 ND ND ND ND 17 0.0045E 0.5

RW-239 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 59 0 20.3 -- -- -- -- 13 0E 0.2

RW-239 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 -- 0 19.5 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0.4

RW-239 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 37 0 20.9 -- -- -- -- 0 0E 0.2

RW-239 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 45 0.40 20.5 -- -- -- -- 5.6 0.0055E 0.2

RW-239 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 3.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-239 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 41 0 20.3 -- -- -- -- 7.1 0E 0.3

RW-239 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 24 3.8 19.8 -- -- -- -- 9.6 0.032E 0.3

RW-239 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 48 0 20.3 -- -- -- -- 9.2 0E 0.4

RW-239 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 24 0 20.4 -- -- -- -- 4.6 0E 0.4

RW-239 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 47 3.3 19.8 -- -- -- -- 16 0.047E 0.3

RW-239 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 6.1 20.7 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.3

RW-239 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 20 0 20.8 -- -- -- -- 0.78 0E 0.3

RW-239 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 21 1.6 20.6 -- -- -- -- 3.2 0.016E 0.3

RW-239 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 53 0 19.0 -- -- -- -- 34 0E 0.8

RW-239 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 25 0 19.0 -- -- -- -- 15 0E 0.9

RW-239 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 30 9.9 19.2 -- -- -- -- 17 0.097E 0.8

RW-239 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 25 -- -- -- -- -- -- -- --V --

RW-239 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 5.3 -- -- -- -- -- -- -- --V --

RW-239 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 5.6 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-239 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 19 0 20.7 -- -- -- -- 1.3 0E 0.4

RW-239 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 53 56 1.7 19.9 -- -- -- -- 16 0.026E 0.3

RW-239 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 38 7.6 20.0 -- -- -- -- 11 0.087E 0.3

RW-239 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 26 0 20.4 -- -- -- -- 3.1 0E 0.4

RW-239 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 29 0 20.5 -- -- -- -- 5.0 0E 0.3

RW-239 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 38 3.6 20.4 -- -- -- -- 6.9 0.048E 0.3

RW-240 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 2.4 -- -- -- -- -- -- -- --V --

RW-240 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 4.5 -- -- -- -- -- -- -- --V --

RW-240 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 37 2.0 20.9 -- -- -- -- 0 0.030E 0.2

RW-240 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 34 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 2.5 -- -- -- -- -- -- -- --V --

RW-240 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 8.0 -- -- -- -- -- -- -- --E --

RW-240 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 4.1 -- -- -- -- -- -- -- --E --

RW-240 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 2.1 -- -- -- -- -- -- -- --V --

RW-240 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to water in line.E --

RW-240 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 3.6 -- -- -- -- -- -- -- --E --

RW-240 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 63 0 20.6 -- -- -- -- 5.8 0E 0.1

RW-240 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 31 3.4 20.9 -- -- -- -- 0 0.034E 0.1

RW-240 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 34 0 20.9 -- -- -- -- 0 0E 0.3

RW-240 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 25 3.3 20.2 -- -- -- -- 6.6 0.030E 0.2

RW-240 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 53 38 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 21 0 20.9 -- -- -- -- 0 0E 0

RW-240 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 51 4.0 20.4 -- -- -- -- 8.0 0.062E 0.1

RW-240 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-240 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 5.3 -- -- -- -- -- -- -- --V --

RW-240 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 5.2 -- -- -- -- -- -- -- --V --

RW-240 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 83 0 20.3 -- -- -- -- 17 0E 0.1

RW-240 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 23 0 20.5 -- -- -- -- 2.9 0E 0.2

RW-240 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 41 11 20.8 -- -- -- -- 1.4 0.15E 0.2

RW-240 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 24 15 20.9 -- -- -- -- 0 0.12E 0.1

RW-240 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 26 0.20 20.9 -- -- -- -- 0 0.0015E 0

RW-240 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 21 1.7 20.6 -- -- -- -- 2.1 0.012E 0.2
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-240 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 18 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 62 1.5 20.4 -- -- -- -- 8.7 0.025E 0.1

RW-240 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 27 7.7 20.5 -- -- -- -- 3.4 0.064E 0.1

RW-240 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 19 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 20 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 27 3.9 20.9 -- -- -- -- 0 0.036E 0

RW-241 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 36 10 20.9 ND ND ND 100 0 0.12E 0.1

RW-241 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 28 7.0 20.9 -- -- -- -- 0 0.060E 0.1

RW-241 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 33 6.0 20.9 -- -- -- -- 0 0.080E 0.2

RW-241 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 29 1.6 20.9 -- -- -- -- 0 0.022E 0.1

RW-241 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 66 36 2.6 20.3 ND ND ND ND 5.7 0.024E 0.1

RW-241 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 39 1.6 20.7 -- -- -- -- 2.4 0.019E 0.1

RW-241 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 77 3.4 20.9 ND ND ND ND 0 0.087E 0

RW-241 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 47 0 20.3 -- -- -- -- 11 0E 0.1

RW-241 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 63 -- 0 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-241-

DUP

01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 63 -- 0 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-241 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 33 0 20.9 -- -- -- -- 0 0E 0.3

RW-241 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.2

RW-241 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 1.8 -- -- -- -- -- -- -- --V --

RW-241 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 2.0 -- -- -- -- -- -- -- --V --

RW-241 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 2.8 -- -- -- -- -- -- -- --E --

RW-241 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 52 0 20.9 -- -- -- -- 0 0E 0

RW-241 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 27 0 20.9 -- -- -- -- 0 0E 0.1

RW-241 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 29 0 20.3 -- -- -- -- 5.4 0E 1.0

RW-241 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 5.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.2

RW-241 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 21 0 20.9 -- -- -- -- 0 0E 0.2

RW-241 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 19 3.3 20.9 -- -- -- -- 0 0.031E 0

RW-241 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 65 0 20.6 -- -- -- -- 6.7 0E 0.1

RW-241 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 27 0 20.7 -- -- -- -- 1.7 0E 0.1

RW-241 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 51 32 12 20.9 -- -- -- -- 0 0.12E 0

RW-241 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 41 14 20.9 -- -- -- -- 0 0.19E 0.1
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Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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RW-241 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 31 0.80 20.9 -- -- -- -- 0 0.0075E 0

RW-241 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 23 2.1 20.6 -- -- -- -- 2.3 0.016E 0.2

RW-241 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 3.7 -- -- -- -- -- -- -- --V --

RW-241 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 5.5 -- -- -- -- -- -- -- --V --

RW-241 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 4.8 -- -- -- -- -- -- -- --V --

RW-241 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 35 0 20.9 -- -- -- -- 0 0E 0.2

RW-241 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 40 0.90 20.9 -- -- -- -- 0 0.016E 0.1

RW-241 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 52 62 3.5 20.9 -- -- -- -- 0 0.076E 0.1

RW-242 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 61 84 3.5 20.9 ND ND ND ND 0 0.096E 0

RW-242 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 61 74 1.8 20.9 -- -- -- -- 0 0.041E 0.9

RW-242 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 47 74 2.1 20.9 -- -- -- -- 0 0.063E 0

RW-242 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 54 73 0 20.9 -- -- -- -- 0 0E 0

RW-242 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 61 77 2.0 20.7 ND ND ND ND 4.1 0.039E 0

RW-242 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 62 69 0 20.9 -- -- -- -- 0 0E 0

RW-242 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 61 68 1.5 20.9 ND ND ND ND 0 0.034E 0

RW-242 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 55 77 0 20.7 -- -- -- -- 5.8 0E 0

RW-242 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 58 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-242 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 60 72 0 20.9 -- -- -- -- 0 0E 0

RW-242 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 56 80 0.20 20.9 -- -- -- -- 0 0.0048E 0

RW-242 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 7.1 -- -- -- -- -- -- -- --E --

RW-242 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 8.4 -- -- -- -- -- -- -- --V --

RW-242 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 10 -- -- -- -- -- -- -- --E --

RW-242 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 49 93 0 20.9 -- -- -- -- 0 0E 0

RW-242 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 47 89 0 20.9 -- -- -- -- 0 0E 0

RW-242 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 47 80 4.5 20.7 -- -- -- -- 5.0 0.11E 0

RW-242 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 44 -- 6.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-242 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 44 63 0 20.9 -- -- -- -- 0 0E 0

RW-242 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 46 58 2.8 20.9 -- -- -- -- 0 0.080E 0

RW-242 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 48 69 0 20.7 -- -- -- -- 4.7 0E 0

RW-242 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 48 70 0.50 20.9 -- -- -- -- 0 0.011E 0

RW-242 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 48 78 12 20.9 -- -- -- -- 0 0.31E 0

RW-242 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 49 82 11 20.9 -- -- -- -- 0 0.29E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-242 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 78 1.1 20.9 -- -- -- -- 0 0.026E 0

RW-242 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 61 2.3 20.9 -- -- -- -- 0 0.045E 0

RW-242 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 1.4 -- -- -- -- -- -- -- --V --

RW-242 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 10 -- -- -- -- -- -- -- --V --

RW-242 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 9.4 -- -- -- -- -- -- -- --V --

RW-242 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 44 79 0 20.9 -- -- -- -- 0 0E 0

RW-242 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 45 78 0 20.9 -- -- -- -- 0 0E 0

RW-242 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 48 66 3.6 20.9 -- -- -- -- 0 0.083E 0

RW-243 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 61 79 2.9 20.9 -- -- -- -- 0 0.074E 0

RW-243 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 61 65 1.7 20.9 -- -- -- -- 0 0.033E 0

RW-243 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 3.5 -- -- -- -- -- -- -- --V --

RW-243 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 3.9 -- -- -- -- -- -- -- --E --

RW-243 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 3.9 -- -- -- -- -- -- -- --V --

RW-243 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 6.6 -- -- -- -- -- -- -- --E --

RW-243 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 9.8 -- -- -- -- -- -- -- --E --

RW-243 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 54 84 0 20.7 -- -- -- -- 6.3 0E 0

RW-243 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 67 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-243 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 59 67 0 20.9 -- -- -- -- 0 0E 0

RW-243 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 3.7 -- -- -- -- -- -- -- --E --

RW-243 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 61 101 3.1 20.9 -- -- -- -- 0 0.10E 0

RW-243 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 79 0 20.9 -- -- -- -- 0 0E 0

RW-243 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 56 86 14 20.7 -- -- -- -- 6.3 0.44E 0

RW-243 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 58 0 20.9 -- -- -- -- 0 0E 0

RW-243 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 69 0 20.9 -- -- -- -- 0 0E 0

RW-243 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 48 73 4.0 20.7 -- -- -- -- 4.6 0.089E 0

RW-243 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-243 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 5.8 -- -- -- -- -- -- -- --V --

RW-243 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 5.3 -- -- -- -- -- -- -- --V --

RW-243 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 48 62 0 20.7 -- -- -- -- 4.2 0E 0

RW-243 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 48 70 0.20 20.9 -- -- -- -- 0 0.0042E 0

RW-243 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 48 84 12 20.9 -- -- -- -- 0 0.33E 0

RW-243 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 48 79 14 20.9 -- -- -- -- 0 0.37E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-243 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 49 71 0 20.9 -- -- -- -- 0 0E 0

RW-243 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 60 2.0 20.9 -- -- -- -- 0 0.039E 0

RW-243 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 48 25 0 20.9 -- -- -- -- 0 0E 0

RW-243 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 50 66 3.1 20.8 -- -- -- -- 1.8 0.056E 0

RW-243 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 50 78 7.1 20.8 -- -- -- -- 2.5 0.17E 0

RW-243 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 46 54 0.10 20.9 -- -- -- -- 0 0.0012E 0

RW-243 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 46 59 0 20.9 -- -- -- -- 0 0E 0

RW-243 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 48 83 4.0 20.9 -- -- -- -- 0 0.12E 0

RW-244 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 3.4 -- -- -- -- -- -- -- --V --

RW-244 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 4.5 -- -- -- -- -- -- -- --V --

RW-244 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 48 71 5.0 20.9 -- -- -- -- 0 0.14E 0.1

RW-244 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 54 64 0.90 20.9 -- -- -- -- 0 0.027E 0

RW-244 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 62 70 1.9 20.7 -- -- -- -- 3.7 0.034E 0

RW-244 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 63 0 20.9 -- -- -- -- 0 0E 0

RW-244 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 63 76 0.80 20.9 -- -- -- -- 0 0.020E 0

RW-244 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 2.3 -- -- -- -- -- -- -- --V --

RW-244 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 2.2 -- -- -- -- -- -- -- --E --

RW-244 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.6 -- -- -- -- -- -- -- --E --

RW-244 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 57 -- 1.3 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-244 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 63 85 3.1 20.9 -- -- -- -- 0 0.085E 0

RW-244 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 58 89 0 20.9 -- -- -- -- 0 0E 0

RW-244 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 58 76 3.7 20.5 -- -- -- -- 11 0.10E 0

RW-244 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 51 68 0 20.9 -- -- -- -- 0 0E 0

RW-244 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 51 0 20.9 -- -- -- -- 0 0E 0

RW-244 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 49 63 4.1 20.9 -- -- -- -- 0 0.078E 0

RW-244 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 5.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-244 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 57 0 20.9 -- -- -- -- 0 0E 0

RW-244 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 49 2.1 20.9 -- -- -- -- 0 0.051E 0.1

RW-244 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 3.8 -- -- -- -- -- -- -- --V --

RW-244 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 3.8 -- -- -- -- -- -- -- --V --

RW-244 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 3.6 -- -- -- -- -- -- -- --V --

RW-244 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 66 14 20.9 -- -- -- -- 0 0.29E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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Laboratory Analyses Field Monitoring Calculations
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RW-244 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 71 0 20.9 -- -- -- -- 0 0E 0

RW-244 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 56 2.1 20.8 -- -- -- -- 1.9 0.038E 0

RW-244 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 20 0 20.9 -- -- -- -- 0 0E 0

RW-244 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 51 70 2.2 20.7 -- -- -- -- 3.9 0.042E 0.1

RW-244 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 83 6.7 20.8 -- -- -- -- 2.6 0.17E 0

RW-244 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 46 48 0.70 20.9 -- -- -- -- 0 0.0077E 0

RW-244 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 57 0 20.9 -- -- -- -- 0 0E 0

RW-244 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 57 4.4 20.9 -- -- -- -- 0 0.087E 0

RW-245 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 61 81 10 20.9 ND ND ND ND 0 0.27E 0

RW-245 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 61 74 8.5 20.9 -- -- -- -- 0 0.19E 0

RW-245 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 47 76 7.3 20.9 -- -- -- -- 0 0.23E 0.1

RW-245 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 53 68 3.2 20.9 -- -- -- -- 0 0.10E 0

RW-245 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 61 80 4.4 20.5 ND ND ND ND 8.5 0.090E 0

RW-245 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 62 67 4.6 20.9 -- -- -- -- 0 0.092E 0

RW-245 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 61 75 5.2 20.9 ND ND ND ND 0 0.13E 0

RW-245 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 55 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-245 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 68 -- 0 20.6 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-245 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 60 82 0 20.9 -- -- -- -- 0 0E 0

RW-245 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 56 81 1.5 20.8 -- -- -- -- 2.5 0.036E 0

RW-245 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 92 9.3 20.9 -- -- -- -- 0 0.28E 0

RW-245 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 58 35 0 20.9 -- -- -- -- 0 0E 0

RW-245 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 57 91 5.4 20.9 -- -- -- -- 0 0.18E 0.1

RW-245 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 8.0 0 20.9 -- -- -- -- 0 0E 0

RW-245 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 27 0 20.9 -- -- -- -- 0 0E 0

RW-245 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 48 83 0 20.6 -- -- -- -- 7.8 0E 0

RW-245 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 44 -- 6.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-245 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 45 63 0 20.9 -- -- -- -- 0 0E 0

RW-245 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 46 52 2.0 20.9 -- -- -- -- 0 0.052E 0

RW-245 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 49 64 0 20.6 -- -- -- -- 6.6 0E 0

RW-245 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 49 72 1.0 20.8 -- -- -- -- 2.2 0.022E 0

RW-245 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 48 83 12 20.9 -- -- -- -- 0 0.33E 0

RW-245 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 8.0 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-245 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 7.3 -- -- -- -- -- -- -- --V --

RW-245 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 7.2 -- -- -- -- -- -- -- --V --

RW-245 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 48 58 0 20.9 -- -- -- -- 0 0E 0

RW-245 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 50 73 1.9 20.6 -- -- -- -- 6.2 0.038E 0.2

RW-245 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 50 79 8.4 20.6 -- -- -- -- 7.5 0.20E 0

RW-245 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 45 68 1.0 20.9 -- -- -- -- 0 0.016E 0

RW-245 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 46 79 0.20 20.9 -- -- -- -- 0 0.0067E 0.1

RW-245 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 49 70 4.8 20.9 -- -- -- -- 0 0.12E 0

RW-246 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 23 3.4 20.9 ND ND ND ND 0 0.026E 0

RW-246 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 24 1.4 20.9 -- -- -- -- 0 0.010E 0

RW-246 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 27 2.5 20.9 -- -- -- -- 0 0.027E 0

RW-246 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 19 0.20 20.9 -- -- -- -- 0 0.0018E 0

RW-246 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 68 -- 2.0 20.6 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-246 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-246 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 1.6 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in line.E 0

RW-246 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 43 0 20.7 -- -- -- -- 3.3 0E 0

RW-246 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-246 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 67 27 0 20.9 -- -- -- -- 0 0E 0

RW-246 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 15 0.70 20.9 -- -- -- -- 0 0.0032E 0.6

RW-246 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 4.5 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-246 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 32 0 20.9 -- -- -- -- 0 0E 0

RW-246 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 15 4.1 20.5 -- -- -- -- 2.1 0.021E 0

RW-246 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 20 0 20.9 -- -- -- -- 0 0E 0

RW-246 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 20 0 20.9 -- -- -- -- 0 0E 0

RW-246 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 20 4.6 20.7 -- -- -- -- 1.3 0.028E 0

RW-246 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 49 -- 6.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-246 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 20 0 20.9 -- -- -- -- 0 0E 0

RW-246 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 15 2.4 20.9 -- -- -- -- 0 0.018E 0

RW-246 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 1.0 -- -- -- -- -- -- -- --V --

RW-246 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 1.0 -- -- -- -- -- -- -- --V --

RW-246 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 1.5 -- -- -- -- -- -- -- --V --

RW-246 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 23 10 20.9 -- -- -- -- 0 0.078E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-246 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 15 0.20 20.9 -- -- -- -- 0 0.00090E 0

RW-246 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 22 2.2 20.9 -- -- -- -- 0 0.016E 0

RW-246 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 38 0 20.9 -- -- -- -- 0 0E 0

RW-246 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 21 2.1 20.6 -- -- -- -- 1.8 0.012E 0.1

RW-246 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 12 10 20.7 -- -- -- -- 0.78 0.038E 0

RW-246 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 23 0 20.9 -- -- -- -- 0 0E 0

RW-246 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 18 0.10 20.9 -- -- -- -- 0 0.00075E 0

RW-246 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 4.8 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-247 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 34 5.8 19.5 ND ND ND ND 16 0.065E 1.1

RW-247 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 63 37 2.0 19.7 -- -- -- -- 14 0.023E 1.0

RW-247 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 16 3.4 19.8 -- -- -- -- 7.3 0.022E 1.1

RW-247 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 51 0.30 19.8 -- -- -- -- 27 0.0072E 1.0

RW-247 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 68 24 1.8 19.1 ND ND ND ND 11 0.011 Water in line.E 1.0

RW-247 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0 19.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 1.0

RW-247 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 58 1.0 20.1 ND ND ND ND 16 0.019E 0.7

RW-247 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 38 0 19.3 -- -- -- -- 23 0E 0.7

RW-247 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 17 0 19.4 ND ND ND ND 7.7 0E 0.6

RW-247 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 67 90 0 20.3 -- -- -- -- 20 0E 0.8

RW-247 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 0.80 19.9 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.6

RW-247 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 57 3.0 20.6 -- -- -- -- 5.7 0.055E 0.5

RW-247 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 62 21 0 19.7 -- -- -- -- 7.3 0E 0.5

RW-247 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 19 3.5 19.6 -- -- -- -- 9.0 0.024E 0.5

RW-247 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 43 0 20.3 -- -- -- -- 8.3 0E 0.6

RW-247 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 28 0 20.4 -- -- -- -- 5.4 0E 0.4

RW-247 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 28 3.7 19.8 -- -- -- -- 9.7 0.032E 0.5

RW-247 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 5.4 20.5 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.5

RW-247 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 38 0 20.6 -- -- -- -- 4.3 0E 0.5

RW-247 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 49 0 20.4 -- -- -- -- 13 0E 0.5

RW-247 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 77 0 19.5 -- -- -- -- 37 0E 0.5

RW-247 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 19 0.20 19.8 -- -- -- -- 6.4 0.0011E 0.5

RW-247 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 20 12 20.2 -- -- -- -- 4.7 0.076E 0.4

RW-247 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 0.70 -- -- -- -- -- -- -- --V --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-247 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 0.70 -- -- -- -- -- -- -- --V --

RW-247 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 0.40 -- -- -- -- -- -- -- --V --

RW-247 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 11 0 20.7 -- -- -- -- 0.73 0E 0.7

RW-247 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 70 5.0 19.8 -- -- -- -- 22 0.095E 0.5

RW-247 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 24 9.4 19.8 -- -- -- -- 8.3 0.069E 0.6

RW-247 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 39 0 20.2 -- -- -- -- 6.4 0E 0.6

RW-247 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 41 0 20.3 -- -- -- -- 11 0E 0.7

RW-247 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 4.8 20.2 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.6

RW-248 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 23 2.9 20.9 ND ND ND 100 0 0.022E 0.2

RW-248 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 20 1.4 20.9 -- -- -- -- 0 0.0083E 0.2

RW-248 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 21 4.0 20.9 -- -- -- -- 0 0.034E 0.2

RW-248 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 59 0.70 20.9 -- -- -- -- 0 0.019E 0.1

RW-248 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 28 1.7 20.3 ND ND ND ND 4.5 0.012E 0.2

RW-248 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 44 0 20.7 -- -- -- -- 2.7 0E 0.1

RW-248 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 -- 1.1 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in line.E 0

RW-248 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-248 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 63 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-248 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.2

RW-248 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 1.0 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0.1

RW-248 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 -- 2.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0

RW-248 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 36 0 20.5 -- -- -- -- 4.2 0E 0

RW-248 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 7.9 3.6 20.3 -- -- -- -- 1.8 0.010E 0

RW-248 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 53 10 0 20.9 -- -- -- -- 0 0E 0

RW-248 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 24 0 20.9 -- -- -- -- 0 0E 0.1

RW-248 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 25 3.5 20.5 -- -- -- -- 3.1 0.026E 0

RW-248 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-248 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 2.6 -- -- -- -- -- -- -- --V --

RW-248 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 2.2 -- -- -- -- -- -- -- --V --

RW-248 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 44 0 20.5 -- -- -- -- 6.1 0E 0.1

RW-248 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 23 0 20.6 -- -- -- -- 2.2 0E 0.1

RW-248 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 58 12 20.9 -- -- -- -- 0 0.22E 0.1

RW-248 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 27 15 20.8 -- -- -- -- 0.90 0.13E 0.1
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-248 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 26 0 20.9 -- -- -- -- 0 0E 0.1

RW-248 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 22 1.7 20.6 -- -- -- -- 2.3 0.012E 0.2

RW-248 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 39 0 20.9 -- -- -- -- 0 0E 0.1

RW-248 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 25 1.6 20.6 -- -- -- -- 2.1 0.011E 0

RW-248 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 28 6.9 20.5 -- -- -- -- 3.5 0.058E 0.1

RW-248 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 21 0 20.8 -- -- -- -- 0.49 0E 0.1

RW-248 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 24 0 20.9 -- -- -- -- 0 0E 0.2

RW-248 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 4.7 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.1

RW-249 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 56 116 4.8 20.9 ND ND ND 100 0 0.18E 0

RW-249 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 56 91 3.0 20.9 -- -- -- -- 0 0.083E 0

RW-249 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 44 91 5.6 20.9 -- -- -- -- 0 0.21E 0

RW-249 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 49 96 0.80 20.9 -- -- -- -- 0 0.036E 0

RW-249 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 56 111 2.6 20.7 ND ND ND 100 5.8 0.074E 0

RW-249 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 58 85 0.30 20.9 -- -- -- -- 0 0.0075E 0

RW-249 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 57 92 1.6 20.9 ND ND ND ND 0 0.049E 0

RW-249 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 51 99 0 20.7 -- -- -- -- 7.5 0E 0

RW-249 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 53 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-249 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 55 86 0 20.9 -- -- -- -- 0 0E 0

RW-249 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 94 1.6 20.9 -- -- -- -- 0 0.045E 0

RW-249 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.2 -- -- -- -- -- -- -- --V --

RW-249 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 7.4 -- -- -- -- -- -- -- --V --

RW-249 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 8.6 -- -- -- -- -- -- -- --E --

RW-249 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 45 102 0 20.9 -- -- -- -- 0 0E 0

RW-249 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 44 106 0 20.9 -- -- -- -- 0 0E 0

RW-249 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 96 4.3 20.8 -- -- -- -- 3.0 0.13E 0

RW-249 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 40 -- 6.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-249 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 41 72 0 20.9 -- -- -- -- 0 0E 0

RW-249 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 42 67 2.1 20.9 -- -- -- -- 0 0.070E 0.1

RW-249 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 45 79 0 20.8 -- -- -- -- 2.7 0E 0

RW-249 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 45 97 0.30 20.9 -- -- -- -- 0 0.0087E 0

RW-249 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 44 109 12 20.9 -- -- -- -- 0 0.43E 0

RW-249 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 45 101 13 20.9 -- -- -- -- 0 0.44E 0
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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RW-249 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 45 95 0.10 20.9 -- -- -- -- 0 0.0028E 0

RW-249 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 44 84 2.1 20.9 -- -- -- -- 0 0.058E 0

RW-249 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 0.20 -- -- -- -- -- -- -- --V --

RW-249 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 7.6 -- -- -- -- -- -- -- --V --

RW-249 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 7.1 -- -- -- -- -- -- -- --V --

RW-249 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 41 85 0 20.9 -- -- -- -- 0 0E 0

RW-249 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 42 59 0 20.9 -- -- -- -- 0 0E 0

RW-249 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 45 81 4.5 20.9 -- -- -- -- 0 0.13E 0

RW-250 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 9.5 2.1 20.9 ND ND ND ND 0 0.0065E 0.3

RW-250 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 26 0.60 20.9 -- -- -- -- 0 0.0048E 0.2

RW-250 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 24 1.1 20.9 -- -- -- -- 0 0.011E 0.2

RW-250 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 22 0 20.9 -- -- -- -- 0 0E 0.1

RW-250 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 68 10 0.20 20.3 ND ND ND ND 1.6 0.00051E 0.2

RW-250 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 11 0 20.7 -- -- -- -- 0.64 0E 0.2

RW-250 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 19 0.80 20.9 ND ND ND ND 0 0.0050E 0

RW-250 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 11 0 20.3 -- -- -- -- 2.5 0E 0.1

RW-250 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 -- 0 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-250 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 27 0 20.9 -- -- -- -- 0 0E 0.2

RW-250 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 23 0 20.5 -- -- -- -- 2.9 0E 0.2

RW-250 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 21 4.9 20.9 -- -- -- -- 0 0.033E 0

RW-250 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 14 0 20.1 -- -- -- -- 3.2 0E 0.2

RW-250 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 11 3.1 20.1 -- -- -- -- 3.1 0.012E 0.2

RW-250 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 0.70 -- -- -- -- -- -- -- --V --

RW-250 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 0.40 -- -- -- -- -- -- -- --V --

RW-250 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 0.30 -- -- -- -- -- -- -- --V --

RW-250 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 4.2 20.7 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.3

RW-250 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 13 0 20.9 -- -- -- -- 0 0E 0.3

RW-250 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 11 0.80 20.6 -- -- -- -- 1.7 0.0045E 0.3

RW-250 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 0 -- -- -- -- -- -- -- --V --

RW-250 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 0.20 -- -- -- -- -- -- -- --V --

RW-250 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 0.30 -- -- -- -- -- -- -- --V --

RW-250 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 20 18 20.6 -- -- -- -- 2.1 0.12E 0.3
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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RW-250 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 13 0 20.8 -- -- -- -- 0.40 0E 0.1

RW-250 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 22 1.1 20.4 -- -- -- -- 3.6 0.0077E 0.3

RW-250 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 11 0 20.9 -- -- -- -- 0 0E 0.3

RW-250 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 19 0.60 20.4 -- -- -- -- 2.6 0.0031E 0.3

RW-250 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 7.8 6.7 20.4 -- -- -- -- 1.2 0.016E 0.2

RW-250 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 0.10 -- -- -- -- -- -- -- --V --

RW-250 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 0 -- -- -- -- -- -- -- --V --

RW-250 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 1.0 -- -- -- -- -- -- -- --V --

RW-251 10/05/12 TO-14 12 <0.50 <0.50 0.60 11 <0.050 <0.050 <0.050 <0.050 0.068 0.068 <0.050 335 68 26 28 20.9 ND ND 5.2 95 0 0.24E 0.2

RW-251 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 33 9.7 20.9 -- -- -- -- 0 0.096E 0.2

RW-251 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 24 6.9 20.9 -- -- -- -- 0 0.067E 0.2

RW-251 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 32 1.5 20.9 -- -- -- -- 0 0.023E 0

RW-251 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 68 -- 3.1 20.4 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0.1

RW-251 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in line.E 0.1

RW-251 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 1.6 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in line.E 0

RW-251 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in line.E 0

RW-251 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 8.1 0 20.5 ND ND ND ND 0.98 0E 0

RW-251 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 13 0 20.9 -- -- -- -- 0 0E 0

RW-251 02/13/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 332 62 -- 1.0 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in line.E 0

RW-251 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 81 3.4 20.9 -- -- -- -- 0 0.090E 0

RW-251 03/15/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 64 -- 0 20.5 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-251-

DUP

03/15/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 64 -- 0 20.5 ND ND ND ND -- -- Flow rate not monitored due to water in line.E 0

RW-251 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 7.4 4.0 20.5 -- -- -- -- 1.1 0.011E 0

RW-251 04/18/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 501 55 12 0 20.9 ND ND ND ND 0 0E 0

RW-251-

DUP

04/18/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 501 55 12 0 20.9 ND ND ND ND 0 0E 0

RW-251 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 19 0 20.9 -- -- -- -- 0 0E 0

RW-251 05/09/13 TO-14 4.7 <0.50 <0.50 <0.50 4.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 337 53 18 4.8 20.7 ND ND ND 100 1.1 0.026E 0

RW-251 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 49 -- 6.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-251 06/06/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 407 49 18 0 20.9 ND ND ND ND 0 0E 0

RW-251 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 13 0 20.9 -- -- -- -- 0 0E 0

RW-251 07/03/13 TO-14 <2.0 <0.50 <0.50 0.57 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 342 54 19 0 20.8 ND ND 100 ND 0.65 0E 0
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Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-251-

DUP

07/03/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 342 54 19 0 20.8 ND ND ND ND 0.65 0E 0

RW-251 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 14 0.40 20.8 -- -- -- -- 0.43 0.0017E 0

RW-251 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 54 15 12 20.9 -- -- -- -- 0 0.057E 0

RW-251 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 7.6 15 20.8 -- -- -- -- 0.26 0.038E 0.1

RW-251 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 14 0 20.9 -- -- -- -- 0 0E 0

RW-251 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 20 2.2 20.9 -- -- -- -- 0 0.014E 0

RW-251 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 26 0 20.9 -- -- -- -- 0 0E 0

RW-251 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 19 2.6 20.7 -- -- -- -- 1.1 0.014E 0

RW-251 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 7.5 9.5 20.7 -- -- -- -- 0.47 0.022E 0

RW-251 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 15 0 20.9 -- -- -- -- 0 0E 0

RW-251 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 12 0 20.9 -- -- -- -- 0 0E 0

RW-251 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 14 4.9 20.9 -- -- -- -- 0 0.024E 0

Equipmen

t Blank

10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

02/13/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

03/15/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

04/18/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

05/09/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

06/06/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

07/03/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --
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Table 2

Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates for Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157
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Notes: 

DIL1 = VOC concentration obtained via field dilution.

SCH1 = Sample not collected due to scheduling conflicts.

SMP1 = Soil moisture probe reading out of range.

ND = Not Detected Above Laboratory Reporting Limits

NA = Not Analyzed

< = Not Detected Above Laboratory Reporting Limit Indicated; Calculated value based on detection above laboratory reporting limit but below indicated threshold

ppmv = parts per million by volume

lbs = pounds

CG = Calibration gas unavailable; field measurements of fixed gases not taken.

MTBE = Methyl tert-butyl ether

R = Results reported by the laboratory to be unusable; likely due to insufficient sample volume.

Method = Analytical Method

in. wc = inches of water column

TO-14 = EPA TO-14

E = Well in Extraction Mode

V = Well in Venting Mode

C = Well Closed
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Table 3

Soil Vapor Monitoring Field Data and Analytical Results, Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)

TO-1410/04/12 20.8 0.25.5 13.0SV-21AMD -- --4.0 <0.50 2.9 1.3 <0.50 <0.050 0.058 <0.050 0.26 <0.050 <0.050 -- -- -- ND 69 31 ND

--10/16/12 20.8 0.15.4 39.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.15.9 32.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.15.6 8.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-21AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.11.3 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.00.5 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.8 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.08.6 28.6SV-21AMD -- --<2.0 <0.50 1.7 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND 100 ND ND

--02/26/13 20.9 0.16.9 6.3SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.08.2 35.9SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.7 0.29.8 30.6SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.9 0.08.1 8.3SV-21AMD -- --<2.0 <0.50 <0.50 0.85 <0.50 <0.050 0.69 0.15 0.34 0.95 <0.050 -- -- -- ND ND 100 ND

--05/02/13 20.9 0.18.1 5.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.08.5 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.09.4 23.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.18.9 28.1SV-21AMD -- --4.3 <0.50 3.0 1.7 <0.50 0.093 <0.050 <0.050 0.43 <0.050 <0.050 -- -- -- ND 64 36 ND

--06/19/13 20.8 0.09.7 44.8SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.49.0 36.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.7 0.19.1 23.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 20.9 0.04.6 42.2SV-21AMD -- --3.3 <0.50 0.93 2.3 <0.50 0.095 0.50 0.23 2.8 0.18 <0.050 -- -- -- ND 29 71 ND

--08/15/13 20.9 0.02.7 1.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.06.5 3.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 2.25.9 79.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.7 0.16.5 33.1SV-21AMD -- --5.5 <0.50 3.9 1.7 <0.50 <0.050 <0.050 <0.050 0.075 <0.050 <0.050 -- -- -- ND 70 30 ND

TO-1409/24/13 20.7 0.16.5 33.1SV-21AMD-DU

P

-- --6.5 <0.50 4.7 2.4 <0.50 <0.050 <0.050 <0.050 0.11 <0.050 <0.050 -- -- -- ND 66 34 ND

--10/10/13 20.8 0.27.2 25.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.06.8 124SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.06.9 3.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/21/13 20.9 0.05.6 1.4SV-21AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--12/04/13 20.9 0.07.4 3.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 9.0 7.35.7 988SV-21AD DIL1-- --120 1.2 48 76 0.82 4.7 82 22 30 68 <0.050 -- -- -- <1 38 60 <1

--10/16/12 11.2 6.55.3 21.1SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 13.6 4.85.7 1,665SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 14.5 4.65.8 520SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-21AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 6.7 10.61.4 728SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 8.1 9.10.6 5,300SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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Table 3

Soil Vapor Monitoring Field Data and Analytical Results, Most Recent Five Quarters

Mission Valley Terminal, San Diego, CA
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)

--01/29/13 13.0 6.78.9 1,764SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 18.1 2.18.4 644SV-21AD -- --78 <0.50 37 55 0.52 2.4 55 15 18 41 <0.050 -- -- -- ND 40 59 <1

--02/26/13 18.0 2.36.7 828SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 18.2 1.78.7 5.4SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 17.9 2.39.8 57.8SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 17.5 2.28.0 646SV-21AD -- --53 0.60 28 36 <0.50 1.1 31 6.6 8.5 22 <0.050 -- -- -- <1 43 56 ND

--05/02/13 17.4 0.58.2 92.8SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 17.7 2.18.3 700SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 19.4 1.39.2 589SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 19.0 1.18.6 473SV-21AD -- --91 <0.50 28 78 1.6 1.3 53 22 30 65 <0.050 -- -- -- ND 26 72 1.5

--06/19/13 9.1 0.89.4 42.4SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 18.4 1.38.7 503SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 18.8 1.19.0 511SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 20.9 0.04.7 9.7SV-21AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.078 <0.050 0.077 <0.050 <0.050 -- -- -- ND ND ND ND

--08/15/13 16.7 1.14.5 3.8SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 17.2 1.86.6 50.7SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 17.1 0.06.1 2.9SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 19.4 0.96.7 225SV-21AD -- --57 0.65 30 42 0.65 0.96 52 9.8 11 31 <0.050 -- -- -- <1 41 57 <1

--10/10/13 20.2 0.57.0 140SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.1 0.56.7 0.0SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.16.6 93.4SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/21/13 19.4 0.85.5 240SV-21AD -- --44 <0.50 26 28 <0.50 0.65 29 4.4 7.7 18 <0.050 -- -- -- ND 48 52 ND

TO-1411/21/13 19.4 0.85.5 240SV-21AD-DUP -- --99 <0.50 40 82 0.93 0.73 70 20 29 73 <0.050 -- -- -- ND 33 67 <1

--12/04/13 19.1 1.17.2 501SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 20.8 0.16.1 2.5SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 1.6 <0.050 0.17 <0.050 0.060 0.18 <0.050 -- -- -- ND ND ND 100

--10/16/12 20.6 0.25.8 9.5SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.06.1 3.3SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.25.7 2.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-21AD-R Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.31.3 7.1SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.20.6 14.9SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.7 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.09.1 5.8SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1402/13/13 20.9 0.09.1 5.8SV-21AD-R-DU

P

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--02/26/13 20.9 0.07.2 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.08.0 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.7 0.110.2 6.2SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.6 0.08.4 4.7SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.18.4 17.4SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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Table 3

Soil Vapor Monitoring Field Data and Analytical Results, Most Recent Five Quarters
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ASTM D1946-90
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--05/09/13 20.9 0.09.0 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.09.9 29.4SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.7 0.09.4 22.9SV-21AD-R -- --<2.0 <0.50 <0.50 1.4 <0.50 <0.050 0.54 0.32 0.72 1.6 <0.050 -- -- -- ND ND 100 ND

--06/19/13 20.8 0.010.1 3.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.09.5 15.8SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.09.5 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 20.9 0.04.7 7.9SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/15/13 20.9 0.04.5 3.2SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.06.3 2.7SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.05.7 2.9SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.9 0.17.1 2.7SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.054 <0.050 -- -- -- ND ND ND ND

--10/10/13 20.6 0.07.6 4.1SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.2 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.07.1 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/21/13 20.9 0.05.8 0.0SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--12/04/13 20.9 0.012.7 0.3SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 -- --0.8 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 -- --0.7 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 -- --1.5 --SV-22AMD-R Unable to draw sample..-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 -- --1.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-22AMD-R Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 -- --1.5 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 -- --0.7 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 -- --0.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 -- --0.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 -- --0.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- --0.1 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- --1.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 -- --1.7 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 -- --5.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- --5.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 -- --2.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 -- --0.9 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 -- --3.1 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 -- --3.6 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- --1.9 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 -- --0.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 -- --0.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 -- --0.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--09/24/13 -- --0.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 -- --0.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 -- --2.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 -- --1.9 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 -- --2.0 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 -- --1.5 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.05.6 2.5SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.04.9 4.9SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.02.9 1.2SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.06.7 1.6SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-22AD-R Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.01.0 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.01.1 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.010.2 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.1 3.4SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.03.8 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.04.2 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.09.1 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.6 0.08.0 21.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.07.8 1.8SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.07.7 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.08.6 2.2SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.08.0 1.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.09.2 3.2SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.08.7 0.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.08.8 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.06.3 6.6SV-22AD-R Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.06.1 3.3SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.47.7 5.6SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.07.3 2.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.13.2 2.7SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.03.3 0.3SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.2 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.06.6 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.06.1 1.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.06.8 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.03.8 2.6SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.03.8 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.9 3.1SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.04.2 2.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--11/30/12 -- ---- --SV-36AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.02.0 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.01.8 1.9SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.05.2 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.5 6.6SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.5 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- ---- --SV-36AMD Unable to draw sample due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.8 0.14.3 5.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-36AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.05.9 10.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.05.9 3.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.05.5 2.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.05.8 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.05.0 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.05.0 4.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.03.9 2.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.3 2.1SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.03.6 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.03.6 0.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.03.3 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.03.7 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.04.1 2.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.04.1 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.04.2 3.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.04.5 1.9SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-36AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.02.0 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.02.2 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--01/29/13 20.0 0.05.5 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.7 5.7SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.8 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- ---- --SV-36AD Unable to draw sample due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.04.6 4.7SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-36AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.06.3 9.7SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.06.2 3.1SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.05.8 3.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.06.1 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.05.3 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.05.3 1.5SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.04.1 2.2SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.6 1.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.03.7 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.03.9 0.2SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.03.5 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.01.9 0.5SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 -- --33.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 -- --39.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 -- --50.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 -- --68.4 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-52AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 -- --6.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 -- --73.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 -- --32.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 -- --37.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 -- --34.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- --4.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--03/27/13 -- --33.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- --55.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 -- --56.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 -- --55.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- --2.9 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 -- --34.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 -- --5.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 -- --11.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 -- --27.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- --23.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.8 0.00.4 13.2SV-52AMD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 -- --0.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.01.0 0.4SV-52AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 -- --1.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 -- --0.4 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 -- --95.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 -- --29.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 -- --37.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 -- --37.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 19.2 0.37.0 4.1SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 -- --7.6 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 19.4 0.38.8 4.1SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 -- --9.7 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-52AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.3 0.127.1 0.7SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 19.4 0.173.5 0.0SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 -- --8.7 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 19.0 0.310.1 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 -- --9.6 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- --11.5 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 19.4 0.211.1 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- --3.9 --SV-52AD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 -- --20.3 --SV-52AD unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 19.4 0.19.9 5.8SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 18.1 0.79.6 18.9SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.0 0.311.2 12.4SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 -- --9.5 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 19.8 0.210.5 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--07/18/13 20.2 0.211.9 3.4SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.0 0.210.7 12.7SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.4 0.26.9 4.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 19.4 0.28.0 4.2SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.2 0.27.1 3.5SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.3 0.38.5 3.9SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 19.8 0.38.3 3.9SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.4 0.26.7 0.6SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.4 0.27.8 0.8SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.7 0.17.0 1.3SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 -- --9.9 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.05.5 3.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.8 0.05.2 0.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.06.2 2.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.07.9 2.3SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-59AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.03.0 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.02.5 5.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.5 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.07.8 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.06.6 0.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 1.13.1 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.010.0 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.08.5 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.08.3 6.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.08.9 5.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.09.8 9.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.7 0.09.0 10.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.08.7 3.1SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.38.7 0.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.08.8 4.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.04.8 6.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.05.2 5.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.6 0.08.2 5.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.07.5 5.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.8 0.07.2 1.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.08.4 2.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.5 0.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.07.4 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.05.6 0.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--12/04/13 20.9 0.07.6 1.1SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.05.9 3.3SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.8 0.05.6 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.06.7 2.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.08.3 2.3SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-59AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.13.4 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.02.7 4.1SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.7 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.08.3 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.07.2 0.4SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.09.1 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.09.9 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.08.7 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.08.4 6.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.09.3 3.4SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.010.3 5.4SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.7 0.09.4 10.2SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.09.5 4.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.09.2 1.7SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.09.1 2.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.05.5 6.2SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.04.9 4.5SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.08.2 4.6SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.07.6 3.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.08.1 0.9SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.08.9 4.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.8 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.07.5 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.05.9 0.5SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.08.2 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 20.9 0.06.2 1.9SV-60AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/16/12 20.6 0.16.0 4.4SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.05.9 1.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.18.1 2.3SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-60AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 19.3 1.32.3 5.1SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.4 0.51.6 13.5SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.49.7 0.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--02/13/13 20.7 0.36.6 13.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.36.7 3.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.09.5 17.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.4 0.310.3 26.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.08.2 0.4SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.07.8 7.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.09.2 15.7SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.09.6 10.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.7 0.08.7 10.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.09.2 3.4SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.09.3 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.09.3 8.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.04.6 2.3SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.04.9 4.5SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.38.3 3.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.07.5 2.1SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.6 0.07.3 1.1SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.08.5 2.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.1 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.06.3 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.05.6 0.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.08.0 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 19.8 0.66.4 4.2SV-60AD -- --<2.0 <0.50 <0.50 0.68 <0.50 <0.050 <0.050 <0.050 0.71 0.22 <0.050 -- -- -- ND ND 100 ND

--10/16/12 19.9 0.511.3 10.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.1 0.66.1 17.5SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.1 0.77.7 5.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-60AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 18.5 0.91.8 13.1SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 19.5 0.91.4 13.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.3 0.89.1 2.3SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 19.8 0.28.3 19.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.6 0.86.9 14.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.1 0.68.9 8.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 19.8 0.610.3 31.4SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.6 0.48.5 8.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.2 0.58.4 13.4SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.59.6 16.1SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.5 0.59.9 10.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 19.6 0.58.9 18.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 19.8 0.59.5 9.4SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

012814HMT Mission Valley Terminal\Tables\RP\Table 4 Page 10 of 25
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--07/03/13 19.6 0.59.3 6.4SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 19.9 0.59.8 12.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.8 0.45.7 8.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.6 0.44.8 13.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.0 0.18.3 8.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.5 0.47.6 8.0SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 19.6 0.37.4 4.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.1 0.37.9 5.3SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.4 0.47.3 4.8SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.56.6 4.0SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.45.6 4.3SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.8 0.38.1 7.5SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 17.8 2.85.1 2.4SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 19.1 2.05.0 4.9SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.7 1.25.9 1.6SV-61AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.46.0 1.7SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-61AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 19.1 1.02.2 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 19.9 0.92.0 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 19.7 1.17.4 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.8 0.76.6 3.7SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 19.9 1.35.3 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 1.16.3 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.1 0.78.5 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 19.3 0.76.5 23.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.1 0.18.4 3.6SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.7 0.58.4 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.5 0.96.9 1.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.8 0.311.1 1.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.07.9 2.9SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.013.6 2.2SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.014.5 4.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.012.3 2.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.6 0.74.2 0.8SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 19.8 0.31.2 2.9SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.41.6 2.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 19.8 0.89.2 0.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.2 0.85.4 2.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.6 0.611.2 1.8SV-61AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.4 0.83.2 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--11/21/13 20.0 1.04.6 1.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 19.3 1.45.3 1.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.05.1 0.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.04.4 0.5SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.3 1.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.05.5 1.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-62AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.00.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.02.1 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.7 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.9 3.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.04.6 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-62AMD Unable to locate probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.7 0.07.0 15.4SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.06.4 0.8SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.06.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.07.9 1.6SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.07.4 1.5SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.08.2 2.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.07.7 3.6SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.07.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.05.7 1.9SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.05.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.06.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.06.2 1.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.03.6 1.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.0 0.8SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.05.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.8 0.35.4 6.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.05.0 1.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.09.4 3.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 18.0 1.55.1 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 18.5 1.34.4 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 19.2 1.33.4 0.2SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 19.7 0.95.6 0.4SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-62AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 19.9 1.10.5 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.0 0.71.0 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--01/29/13 19.0 0.88.5 0.0SV-62AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.1 0.54.9 2.8SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.64.4 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 18.8 1.14.6 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-62AD Unable to locate probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 18.1 0.87.0 15.1SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 18.6 1.16.5 3.8SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 18.7 0.96.4 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 19.2 1.07.9 13.6SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 19.0 0.97.3 7.9SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 19.1 0.78.3 8.6SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.27.9 5.9SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 19.4 0.57.5 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.2 0.55.8 1.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.2 0.55.6 1.8SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 19.8 0.36.6 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.26.3 0.9SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.0 0.53.7 1.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.0 0.53.9 0.7SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.4 0.46.0 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 19.4 0.55.5 4.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 19.2 0.65.0 10.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 19.1 0.75.4 31.3SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.07.0 2.7SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.06.6 7.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.07.3 3.9SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.07.5 2.3SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.06.1 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.09.3 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.09.0 1.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.011.1 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.010.5 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.013.0 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.014.7 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.014.0 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.09.2 1.5SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.010.1 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.010.7 0.5SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.111.8 4.3SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.011.2 1.6SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.011.0 3.2SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--07/03/13 20.9 0.110.8 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.010.7 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.8 0.08.8 4.6SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.09.1 3.3SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.09.3 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.00.2 1.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.011.1 3.6SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.011.3 2.0SV-201AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.010.5 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.08.3 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.07.5 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.08.2 1.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.04.5 6.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.04.4 8.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.15.0 8.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.14.9 3.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.05.3 3.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.7 0.65.2 1.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.5 0.35.0 3.6SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.5 0.46.1 0.2SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.16.6 4.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.7 0.18.1 0.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.6 0.19.2 10.9SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.013.3 0.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.7 0.46.5 3.9SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.7 0.57.2 4.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.2 0.47.6 0.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-202AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.28.1 7.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.7 0.17.8 5.2SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.16.7 5.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.07.0 14.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.8 0.06.4 11.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.15.4 4.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.05.5 0.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.15.5 1.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.07.2 6.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.8 0.07.4 7.4SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.06.7 0.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.05.6 1.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--11/20/13 20.9 0.15.1 1.3SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.05.4 4.6SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.03.2 3.4SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-203AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/16/12 20.9 0.03.0 1.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.4 4.6SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.03.1 2.6SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.08.8 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.04.4 0.0SV-203AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--01/04/13 20.9 0.03.8 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.03.5 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.04.2 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.0 0.2SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.7 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.05.4 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.05.1 11.8SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.05.0 6.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.03.1 6.9SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.05.3 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-203AMD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.05.2 2.8SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.05.0 5.4SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.14.0 2.7SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.03.9 3.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.03.7 7.1SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.03.4 4.2SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.03.3 1.2SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.03.1 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.04.1 5.9SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.3 3.4SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.03.4 0.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.03.8 0.3SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.03.5 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.03.6 1.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.03.2 2.6SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.03.1 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.4 2.7SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.03.2 2.1SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.03.9 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.03.9 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--01/16/13 20.9 0.03.6 0.4SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.04.3 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.0 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.7 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.05.4 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.05.1 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.05.2 1.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.03.4 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.05.5 5.5SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-203AD Unable to draw sample fue to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.05.3 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.05.1 0.4SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.04.3 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.04.0 0.5SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.03.8 3.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.04.8 0.6SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.03.4 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.03.2 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.04.2 1.1SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.4 1.2SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.03.5 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.03.9 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.03.7 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.03.7 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.03.7 3.2SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-204AMD -- --<2.0 <0.50 <0.50 <0.50 0.51 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--10/16/12 20.9 0.03.3 7.5SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.7 4.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.03.6 2.6SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.03.8 0.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.04.2 4.3SV-204AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.078 <0.050 0.085 0.21 <0.050 -- -- -- ND ND ND ND

--01/04/13 20.9 0.04.2 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.04.0 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.04.5 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.5 0.7SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.05.5 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.06.3 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.05.9 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.04.9 1.6SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.03.1 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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Soil Vapor Monitoring Field Data and Analytical Results, Most Recent Five Quarters
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--05/09/13 20.9 0.05.1 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-204AMD Unable to draw due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.04.8 1.3SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.05.0 1.3SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.05.0 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.04.8 0.8SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.04.6 3.7SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 1.23.8 0.3SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.03.8 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.03.7 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.05.0 2.5SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.05.2 1.1SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.04.6 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.04.1 0.8SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.03.7 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.03.7 1.8SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 -- --17.3 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 -- --10.4 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 -- --15.5 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 -- --12.5 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.5 0.57.7 53.8SV-204AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 19.5 0.67.7 55.2SV-204AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 0.11 -- -- -- ND ND ND ND

--01/04/13 20.9 0.37.0 5.7SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.16.4 2.7SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.37.1 2.3SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.26.9 4.2SV-204AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.051 <0.050 -- -- -- ND ND ND ND

--02/26/13 20.9 0.08.2 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.06.5 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.18.3 1.5SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.9 0.17.8 3.4SV-204AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1404/19/13 20.9 0.17.8 3.4SV-204AD-DUP -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.15.5 0.7SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.08.0 1.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-204AD Unable to draw due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.16.2 5.4SV-204AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--06/19/13 20.9 0.05.8 3.9SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.07.5 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.07.1 4.5SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.06.9 5.3SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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Table 3
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--08/15/13 20.9 0.011.4 0.6SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.04.7 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.04.7 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.17.4 2.7SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.07.7 1.5SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.0 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.06.1 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.05.8 0.2SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.05.9 0.1SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.116.0 11.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-205AD -- --5.6 <0.50 <0.50 0.90 4.4 <0.050 <0.050 <0.050 0.17 0.10 <0.050 -- -- -- ND ND 17 83

--10/16/12 20.9 0.011.3 18.9SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.7 0.110.5 16.5SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.111.8 5.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.8 0.111.5 5.5SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/14/12 -- --82.3 --SV-205AD Unable to draw due to water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.19.1 1.3SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.017.0 4.6SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.115.9 0.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.13.0 6.3SV-205AD -- --<2.0 <0.50 <0.50 <0.50 0.63 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--02/26/13 20.7 0.19.0 3.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.04.3 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- --23.1 --SV-205AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.9 0.122.9 8.5SV-205AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.017.0 2.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.07.3 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.18.6 2.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.18.2 4.2SV-205AD -- --<2.0 <0.50 <0.50 <0.50 0.53 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--06/19/13 20.9 0.08.3 0.6SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.08.5 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.08.3 4.6SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.17.9 4.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.07.3 5.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.07.1 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.8 0.07.2 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.06.6 3.4SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.8 0.06.4 2.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.05.9 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.16.8 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.06.3 0.1SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.06.0 1.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--10/04/12 20.9 0.08.9 5.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.17.8 8.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.19.1 5.3SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.09.5 2.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.5 0.211.7 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/14/12 20.7 0.211.2 1.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.37.3 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.08.0 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.07.7 0.0SV-206AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.09.1 3.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.09.2 2.6SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.010.5 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.7 0.21.3 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.09.2 6.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.08.1 0.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.09.3 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.5 0.512.5 2.2SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.8 0.312.0 3.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.6 0.211.9 1.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 18.4 0.211.8 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 18.6 1.411.6 3.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 18.2 1.511.2 9.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.6 0.010.1 5.7SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.310.2 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.8 0.310.7 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.08.0 4.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.08.0 2.7SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.06.9 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.07.5 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.07.6 0.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.07.2 3.2SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.110.9 68.2SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-207AD -- --<2.0 <0.50 <0.50 0.55 <0.50 <0.050 <0.050 0.079 0.24 0.24 <0.050 -- -- -- ND ND 100 ND

--10/16/12 19.1 0.910.1 181SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.7 0.18.5 64.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.18.9 24.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 19.9 0.79.2 631SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 19.3 1.19.6 963SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.079 0.064 <0.050 -- -- -- ND ND ND ND

--01/04/13 20.9 0.07.1 7.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.07.3 160SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.07.5 34.1SV-207AD 28.6 w/filter.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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TO-1402/13/13 20.5 0.57.2 444SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.10 0.12 <0.050 -- -- -- ND ND ND ND

--02/26/13 20.3 0.15.5 37.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.06.4 10.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.6 0.26.0 45.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.9 0.06.9 34.6SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.06.3 8.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.7 0.17.2 37.9SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 19.4 1.38.9 924SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.8 0.58.5 320SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.11 0.086 <0.050 -- -- -- ND ND ND ND

--06/19/13 20.9 0.08.6 14.3SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.07.7 11.6SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 19.8 0.47.9 115SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 19.8 0.97.6 647SV-207AD -- --<2.0 <0.50 <0.50 0.70 <0.50 <0.050 <0.050 0.074 0.21 0.13 <0.050 -- -- -- ND ND 100 ND

TO-1408/15/13 20.6 0.48.0 5.4SV-207AD -- --2.3 <0.50 <0.50 1.6 0.55 <0.050 <0.050 0.096 0.30 0.16 <0.050 -- -- -- ND ND 74 26

--08/29/13 20.9 0.07.9 10.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.6 0.27.8 48.5SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.9 0.05.8 23.7SV-207AD -- --<2.0 <0.50 <0.50 0.85 <0.50 <0.050 0.15 0.25 0.37 0.28 <0.050 -- -- -- ND ND 100 ND

--10/10/13 20.8 0.15.8 48.1SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.8 0.25.7 121SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.17.2 18.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/20/13 20.9 0.16.3 69.2SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--12/04/13 20.9 0.36.1 419SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 19.9 1.211.1 12.1SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-208AD -- --7.5 <0.50 <0.50 <0.50 6.8 <0.050 <0.050 <0.050 <0.050 0.052 <0.050 -- -- -- ND ND ND 100

--10/16/12 20.7 0.910.8 7.6SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 19.0 1.09.3 17.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 19.2 1.49.6 6.9SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 19.3 1.29.1 2.4SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 19.1 1.58.9 1.6SV-208AD -- --<2.0 <0.50 <0.50 <0.50 0.61 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

TO-1412/14/12 19.1 1.58.9 1.6SV-208AD-DUP -- --<2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--01/04/13 20.3 1.16.8 2.8SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 18.5 1.25.8 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 19.8 0.96.2 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 19.3 0.36.2 5.5SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 19.0 1.16.0 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 19.4 0.87.7 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 19.4 0.87.0 6.7SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 19.5 0.37.1 14.4SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 19.9 0.76.6 1.7SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.1 0.68.7 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--05/22/13 -- ---- --SV-208AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.76.8 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.4 0.47.4 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 16.2 3.84.4 1.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 17.2 1.94.7 5.5SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 16.7 2.34.5 6.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.06.7 60.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.6 0.66.4 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 19.8 0.86.3 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 19.4 1.07.1 6.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 19.6 0.07.2 2.1SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 19.6 0.47.0 1.3SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.2 1.16.5 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 19.8 1.36.3 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.15.9 22.6SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.24.7 102SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-209AMD -- --54 <0.50 7.6 11 33 0.084 0.63 0.69 2.4 3.5 <0.050 -- -- -- ND 15 21 64

--10/16/12 20.9 0.08.7 6.7SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.6 0.14.5 92.1SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.14.7 25.8SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.7 0.14.0 84.5SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.15.3 57.7SV-209AMD -- --9.6 <0.50 3.6 5.1 1.5 <0.050 0.14 0.15 0.44 0.84 <0.050 -- -- -- ND 35 50 15

--01/04/13 20.9 0.04.4 42.1SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.04.2 13.0SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.13.7 58.5SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.13.9 48.7SV-209AMD -- --14 <0.50 3.5 3.5 5.6 <0.050 0.12 0.16 0.28 0.79 <0.050 -- -- -- ND 28 28 44

--02/26/13 -- --0.3 --SV-209AMD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/06/13 20.9 0.02.6 2.8SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.03.3 24.5SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.7 0.02.9 35.9SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.7 0.03.9 11.2SV-209AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.13.9 26.5SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.7 0.14.1 18.3SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-209AMD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.23.4 15.4SV-209AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--06/19/13 20.8 0.14.1 19.0SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.23.9 44.2SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.6 0.33.9 46.3SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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TO-1408/01/13 20.8 0.33.9 58.5SV-209AMD -- --9.9 <0.50 4.1 4.9 1.7 <0.050 0.078 0.18 0.30 0.77 <0.050 -- -- -- ND 38 46 16

TO-1408/01/13 20.8 0.33.9 58.5SV-209AMD-DU

P

-- --13 <0.50 4.2 5.7 3.8 <0.050 0.099 0.28 0.42 1.4 <0.050 -- -- -- ND 31 42 28

--08/15/13 20.8 0.23.1 33.8SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.6 0.22.9 25.9SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.7 0.23.0 23.2SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.9 0.02.9 13.7SV-209AMD -- --3.4 <0.50 1.1 1.7 0.76 <0.050 0.089 0.63 0.35 0.74 <0.050 -- -- -- ND 31 48 21

--10/10/13 20.9 0.02.7 25.1SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.02.9 7.4SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.23.7 37.2SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/20/13 20.9 0.23.6 26.0SV-209AMD -- --6.1 <0.50 3.2 2.8 <0.50 <0.050 0.090 0.16 0.29 0.83 <0.050 -- -- -- ND 53 47 ND

--12/04/13 20.9 0.13.5 22.6SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.04.8 9.1SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-209AD -- --<2.0 <0.50 <0.50 0.60 <0.50 <0.050 0.42 0.13 0.31 0.86 <0.050 -- -- -- ND ND 100 ND

--10/16/12 20.9 0.08.9 6.7SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.04.3 3.4SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.14.6 1.9SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.04.2 2.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.05.1 2.1SV-209AD -- --2.4 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--01/04/13 20.9 0.14.3 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.04.1 1.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.03.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.03.9 1.9SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.00.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.03.3 0.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.02.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.7 0.03.9 5.5SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.03.9 0.1SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.04.1 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-209AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.03.7 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.04.1 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.23.9 44.2SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.6 0.33.9 1.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.04.0 5.4SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.03.1 1.3SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.22.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.5 0.32.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.02.8 4.1SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.02.7 1.7SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--10/24/13 20.9 0.02.8 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.23.7 37.2SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.23.6 26.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.13.5 1.9SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.1 2.12.1 24.3SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-210AD -- --3.2 <0.50 0.73 2.0 0.52 <0.050 0.43 0.69 1.1 1.7 <0.050 -- -- -- ND 22 62 16

--10/16/12 20.9 0.01.4 16.2SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.7 0.02.7 23.1SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.12.4 6.5SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.8 0.12.4 25.1SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.03.4 2.8SV-210AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--01/04/13 20.9 0.11.3 4.9SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.01.2 4.6SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.11.2 5.7SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.11.3 16.2SV-210AD -- --<2.0 <0.50 <0.50 0.56 <0.50 <0.050 0.091 0.16 0.32 0.49 <0.050 -- -- -- ND ND 100 ND

--02/26/13 20.0 0.91.1 28.3SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 19.4 0.04.2 120SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- --1.1 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.7 0.02.3 12.6SV-210AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 0.096 0.16 0.23 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.41.7 6.7SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.8 0.12.1 6.6SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-210AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.11.7 53.8SV-210AD -- --2.4 <0.50 <0.50 2.0 <0.50 <0.050 0.099 0.33 0.62 0.65 <0.050 -- -- -- ND ND 100 ND

--06/19/13 -- --1.7 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.11.7 10.6SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.01.5 42.5SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- --0.4 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 -- --2.7 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 -- --0.2 --SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.11.4 0.0SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.9 0.24.2 96.6SV-210AD Difficult to draw sample.-- --23 <0.50 10 13 3.1 0.051 3.0 2.2 4.6 6.0 <0.050 -- -- -- ND 38 50 12

--10/10/13 -- --6.0 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 -- --1.2 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.14.7 36.1SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/20/13 20.9 0.13.3 36.2SV-210AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.094 0.11 0.25 0.32 <0.050 -- -- -- ND ND ND ND

--12/04/13 20.9 0.00.1 9.3SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 3.03.0 7.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-211AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/16/12 20.9 0.03.1 4.4SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.02.8 6.5SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--11/15/12 20.9 0.13.0 3.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.03.0 3.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 -- ---- --SV-211AD -- --<2.0 <0.50 <0.50 0.61 <0.50 <0.050 0.17 0.20 0.38 0.59 <0.050 -- -- -- ND ND 100 ND

--01/04/13 20.9 0.02.8 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.00.5 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.02.7 0.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.02.9 4.3SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.01.8 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.02.4 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.02.0 10.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.7 0.02.8 8.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.02.7 1.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.02.9 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-211AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.02.5 3.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.02.5 1.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.02.5 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.02.6 8.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.02.6 7.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.01.9 2.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 -- ---- --SV-211AD Unable to access probe due to 

damaged well box.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.01.6 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.01.9 13.3SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.01.8 1.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.02.1 1.3SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.02.4 1.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.02.4 3.4SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.02.4 1.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1404/19/13 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1408/01/13 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

GC FID08/01/13 -- ---- --Equipment 

Blank-T

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1409/24/13 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND
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ASTM D1946-90
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TO-1411/21/13 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.092 <0.050 <0.050 0.12 <0.050 -- -- -- ND ND ND ND

Notes: 

Soil vapor probes have a 6-inch screen length and are centered within filter pack interval.

DIL1 = VOC concentration obtained via field dilution.

SCH1 = Unable to collect sample due to scheduling conflicts.

SMP = Soil moisture probe reading out of range.

in. wc = inches of water column

ppmv = parts per million by volume

°F = Degrees Fahrenheit

-- = Not Analyzed

< = Not detected above laboratory reporting limit indicated; detected above laboratory reporting limit but calculated value below indicated threshold

MTBE = Methyl tert-butyl ether

CO2 = Carbon Dioxide; O2 = Oxygen; N2 = Nitrogen

VOC = Volatile Organic Compounds

ND = Not detected above laboratory reporting limits

% = Percent by volume
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RW-201 X X X X X
RW-202 X X X X X
RW-203 X X X X X
RW-204 X X X X X
RW-205 X X X X X
RW-206 X X X X X
RW-207 X X X X X
RW-208 X X X X X
RW-209 X X X X X
RW-210 X X X X X
RW-211 X X X X X
RW-212 X X X X X
RW-213 X X X X X

Lab TPH <30 
ppmv

<C8 HC 

Fraction <1.0 
ppmv

O2 >18.9% CO2 <1.2%

Table 4

Remedial Progress Summary December 2013
Mission Valley Terminal, San Diego, CA
ARCADIS CM010143.0157

Well
Field TPH 
<30 ppmv

RW-214 X X X X X
RW-215 X X X X X
RW-216 X X X X X
RW-217 X X X X X
RW-218 X X X X X
RW-219 X X X X X
RW-220 X X X X X
RW-221 X X X X X
RW-222 X X X
RW-223 X X X X X
RW-224 X X X X X
RW-225 X X X X X
RW-226 X X X X X
RW-227 X X X X X
RW-228 X X X X X
RW-229 X X X X X
RW-230 X X X X X
RW-231 X X X X X
RW-232 X X X



Lab TPH <30 
ppmv

<C8 HC 

Fraction <1.0 
ppmv

O2 >18.9% CO2 <1.2%

Table 4

Remedial Progress Summary December 2013
Mission Valley Terminal, San Diego, CA
ARCADIS CM010143.0157

Well
Field TPH 
<30 ppmv

RW-233 X X X X X
RW-234 X X X X X
RW-235 X X X X X
RW-236 X X X X X
RW-237 X X X X X
RW-238 X X X X X
RW-239 X X X X X
RW-240 X X X X X
RW-241 X X X X X
RW-242 X X X X X
RW-243 X X X X X
RW-244 X X X X X
RW-245 X X X X X
RW-246 X X X X X
RW-247 X X X X X
RW-248 X X X X X
RW-249 X X X X X
RW-250 X X X X X
RW-251 X X X X X
RW-38 X X X X X
RW-39 X X X X X
RW-40 X X X X X
RW-75 X X X X X
RW-89 X X X X X
RW-90 X X X X X
RW-91 X X X X X
RW-92 X X X X X
SV-201 X X X X X
SV-202 X X X X X
SV-203 X X X X X
SV-204 X X X X X
SV-205 X X X X X



Lab TPH <30 
ppmv

<C8 HC 

Fraction <1.0 
ppmv

O2 >18.9% CO2 <1.2%

Table 4

Remedial Progress Summary December 2013
Mission Valley Terminal, San Diego, CA
ARCADIS CM010143.0157

Well
Field TPH 
<30 ppmv

SV-206 X X X X X
SV-207 X X X X
SV-208 X X X X X
SV-209 X X X X
SV-210 X X X
SV-211 X X X X X
SV-21 X X X
SV-21-R X X X X X
SV-22 X X X X X
SV-36 X X X X X
SV-52 X X X X X
SV-59 X X X X X
SV-60 X X X X X
SV-61 X X X X X
SV-62 X X X X X

Notes:
ppmv = parts per million by volume
HC = hydrocarbon fraction
TPH = total petroleum hydrocarbons
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NOTES

!

· Analytical results expressed in parts per million by volume (ppmv).
· If parameter is detected at multiple depths in one boring, only the highest concentration is displayed.
· All displayed results represent the average concentrations over the monitoring period of September 2013 - December 2013.
· TPH = total petroleum hydrocarbons.
· LNAPL = light non-aqueous phase liquid.
· NS = not sampled.
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NOTES

!

· Field measurements expressed in parts per million by volume (ppmv).
· If parameter is detected at multiple depths in one boring, only the highest concentration is displayed.
· All displayed results represent the average concentrations over the monitoring period of September 2013 - December 2013.
· TPH = total petroleum hydrocarbons.
· LNAPL = light non-aqueous phase liquid.
· NM = not measured.

Estimated extent of residual LNAPL
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LEGEND

NOTES

!

· Analytical results expressed in parts per million by volume (ppmv).
· If parameter is detected at multiple depths in one boring, only the highest concentration is displayed.
· All displayed results represent the average concentrations over the monitoring period of September 2013 - December 2013.
· <C8 = hydrocarbons more volatile than octane.
· LNAPL = light non-aqueous phase liquid.
· NS = not sampled.

Estimated extent of residual LNAPL
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LEGEND

NOTES

!

· Field measurements expressed in percent (%).
· If parameter is detected at multiple depths in one boring, only the lowest percentage is displayed.
· All displayed results represent the average concentrations over the monitoring period of September 2013 - December 2013.
· O2 = oxygen.
· LNAPL = light non-aqueous phase liquid.
· NM = not measured.

Estimated extent of residual LNAPL
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· Field measurements expressed in percent (%).
· If parameter is detected at multiple depths in one boring, only the highest percentage is displayed.
· All displayed results represent the average concentrations over the monitoring period of September 2013 - December 2013.
· CO2 = carbon dioxide.
· LNAPL = light non-aqueous phase liquid.
· NM = not measured.

Estimated extent of residual LNAPL
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Description of Remediation and Monitoring Systems 

On-Terminal LNAPL Zone 

The soil vapor extraction (SVE) system affecting the on-Terminal residual light non-aqueous 
phase liquid (LNAPL) zone consists of 97 well locations: 

• One single-completion SVE well (RW-1A) connected to soil vapor extraction and treatment 
system (SVETS) No. 1 

• Three single-completion, combination groundwater extraction (GWE)/SVE wells (RW-35 
through RW-37) connected to SVETS No. 1 

• Ninety-three single-completion SVE wells (RW-501 through RW-593) that can be 

connected to either SVETS No. 1 or SVETS No. 2. 

RW-1A is screened at the top of the smear zone, RW-35 through RW-37 are screened from 

the top of the smear zone into the water table, and RW-501 through RW-593 are screened 
from the top of the smear zone to the water table..  

Northwestern Off-Terminal LNAPL Zone 

The SVE system affecting the northwestern off-Terminal LNAPL zone (northwest LNAPL zone) 

consists of 67 well locations in the northwest LNAPL zone (Figure 2):  

• Eight dual-completion SVE wells (RW-38 through RW-40, RW-75, and RW-89 through 
RW-92) connected to SVETS No. 1 

• Fifty-one single-completion SVE wells (RW-201 through RW-251) connected to SVETS 
No. 2 

• Ten multi-level soil vapor monitoring (SVM) probe clusters (SV-21, SV-22, SV-36, SV-52, 
SV-59 through SV-60, SV-62, SV-203 through SV-204, and SV-209)  

• Nine single-level SVM probes (SV-61, SV-201 through SV-202, SV-205 through SV-208, 
and SV-210 through SV-211) installed in volumes of LNAPL-affected soil considered to be 
part of the northwest LNAPL zone. 
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Single-completion SVE wells are screened through the smear zone. The dual-completion 

nested SVE wells are designated as “A” and “B” wells. The “A” well is a 5-foot to 10-foot 
screened interval located above the LNAPL smear zone, whereas the “B” well is a 1-foot to 
8-foot screened interval located within the LNAPL smear zone. 

The SVE wells affecting the northwest LNAPL zone are designed to allow each SVE well to 
operate as either an active SVE well or a passive venting well.  

In Situ Soil Vapor Monitoring  

Individual SVM probes within each cluster have been named to identify their relative position 
and are, from shallowest to deepest at any one SVM probe cluster, AS, AMS, AM, AMD, AD, 
and ADD. Not all probe designations are present at any one probe cluster, and these 

designations do not signify position with respect to any specific stratigraphic or residual LNAPL 
occurrence zone. One probe cluster, SV-209, was incorrectly labeled after installation. In this 
probe cluster, and this probe cluster only, the AMD probe is deeper than the AD probe. 

Based on interpretations of the depth interval of the smear zone and confirmed by flame 
ionization detector readings collected during probe installation, probe clusters SV-21, SV-36, 

SV-52, SV-59 through SV-65, and SV-201 through SV-211 are all located in the smear zone. In 
addition, SV-21AMD is included in this group of probes due to its proximity to the smear zone 
and consistently high total petroleum hydrocarbon concentrations at the time of selection. The 

probes focused on the LNAPL smear zone are listed below: 

Smear Zone SVM Probes 

SV-21AMD, SV-21AD & 
SV-21AD-R 

SV-62AMD & SV-62AD SV-206AD 

SV-36AMD & SV-36AD SV-201AD SV-207AD 

SV-52AMD & SV-52AD SV-202AD SV-208AD 

SV-59AMD & SV-59AD SV-203AMD & SV-203AD SV-209AD & SV-209AMD 

SV-60AMD & SV-60AD SV-204AMD & SV-204AD SV-210AD 

SV-61AD SV-205AD SV-211AD 

Dewatering System 

Water table suppression for the purpose of dewatering LNAPL-affected soils to expose them 
to the influence of SVE is achieved through groundwater extraction in the vicinity of the 

off-Terminal LNAPL zone. Three GWE wells (RW-35, RW-36, and RW-37) in the on-Terminal 
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area and three GWE wells (RW-8, RW-107, and RW-108) in the northwest LNAPL zone are 

used to dewater the off-Terminal LNAPL zone (Figure 2). Extracted groundwater is treated and 
discharged to nearby surface waters at a maximum permitted discharge flow rate of 
850 gallons per minute in accordance with National Pollutant Discharge Elimination System 

discharge permit R9-2008-0002. Reporting on the operation of the groundwater extraction 
system is presented under separate cover in the Quarterly Groundwater Monitoring and 
Remedial Progress Report, Fourth Quarter of 2013 (ARCADIS 2014). 

Soil-Moisture Content and Temperature Sensors 

Soil-moisture and temperature sensors (thermistors) were installed in dedicated borings 
parallel and directly adjacent to the borings for SVM probes in the northwest LNAPL zone 
(SV-36, SV-59, and SV-60). The soil-moisture sensors were installed at the same elevation as 

the lowest SVM probe in native soil at the bottom of the boring. The thermistors were installed 
just above the soil-moisture probe in the same filter pack. Field monitoring of the soil-moisture 
and temperature sensors was discontinued in the fourth quarter of 2010 due to potential 

damage to the in situ probes.  
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Discussion of Soil Vapor Extraction and Treatment System Operations 

SVETS No. 2 Run Time 

The second soil vapor extraction and treatment system (SVETS No. 2) operated as planned 
during the entire reporting period. 

SVETS No. 2 Monitoring 

SVETS No. 2 field monitoring is performed on a weekly basis. SVETS No. 2 is monitored for 

the following parameters (detailed monitoring procedures, including instrument calibration, are 
attached in Appendix B.i): 

• Static vacuum at the extraction blower inlet inches of mercury (in. Hg) measured with a 
vacuum gauge with a resolution of 0.1 in. Hg 

• Flow rate of the influent recorded in standard cubic feet per minute (scfm) from onboard 
chart recorder flow sensing device with a resolution of 1 scfm 

• Temperature at multiple points in the extraction and abatement system in degrees 

Fahrenheit (°F) measured with onboard temperature gauges with a resolution of 1°F 

• Total petroleum hydrocarbon (TPH) concentration in parts per million (ppm) measured with 
a flame ionization detector (FID; Photovac MicroFID or similar) calibrated to 100 parts per 

million by volume (ppmv) and/or 4,400 ppmv hexane standards. 

Samples collected for laboratory analysis were collected in passivated stainless steel canisters 

on a monthly basis from the SVETS influent, and were submitted to TestAmerica Laboratories 
or Sunstar Laboratories to be analyzed for the following parameters (detailed monitoring 
procedures, including instrument calibration, are attached in Appendix B.i): 

• TPH and hydrocarbon fraction composition (i.e., C4-C5, C6-C7, C8-C10, C11-C14) using gas 
chromatography-mass spectroscopy (GC-MS) by U.S. Environmental Protection Agency 

(USEPA) Method TO-14, targeted to a reporting limit of approximately 500 parts per billion 
by volume (ppbv) or 0.5 percent of the TPH concentration 

• Benzene, toluene, ethylbenzene, total xylenes, and methyl tertiary-butyl ether using 
GC-MS by USEPA Method TO-14, targeted to a reporting limit of approximately 5.0 ppbv. 
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 Form:  LFR-MVT-14A 

 Monitoring Event Description:  Routine weekly field monitoring and sample collection of soil 
vapor extraction and treatment system (SVETS). 

 Laboratory Sample Analysis:  TO-14 (Carbon Chain Ranges [C4 - C14], BTEX, MTBE) 

 Monitoring Event Location:  Soil vapor extraction and treatment system pad 

Procedure 

1. Calibrate and inspect vapor sampling equipment. Perform Field Calibration of flame 
ionization detector (FID) in accordance with manufacturer recommendations. Readings should 
be +/- 10% of the VOC standard. If readings are outside of this range, the monitor should be 
calibrated again. Note the model of field monitoring devices and calibration gas used on the 
field sheet. Inspect vapor sampling equipment to ensure it is free of defect or damage that may 
cause sample leakage.  

2. Collect Vapor Extraction and Treatment System Operating Data. 

a. Collect gas meter reading. The gas meter is located south of the south side access 
gate. Record the meter totalizer reading and the last visit date and time on the field 
sheet. 

b. Document blower operational status. Document whether the 1,000 scfm and 2,000 
scfm blowers are operating. For each blower, obtain field readings of the hour meters 
(on the blower control panels), vacuums at the blower inlets, and document the valve 
position for the dilution valves, process valves, and recirculation valves. These 
readings should also be verified upon departure. 

c. Monitor Regenerative Thermal Oxidizer (RTO). Observe and record the system flow 
rate from the RTO chart recorder. The maximum permitted flow rate is 3,000 scfm; if 
the reading is higher notify the LFR project engineer. Read the RTO flow totalizer and 
record it on the field sheet along with the previous visit’s reading and time. 
 
Next, collect VOC readings from the RTO influent using the FID. Open the sample 
port and allow it to purge for several seconds. Connect an empty Tedlar bag to the 
sample port and allow the bag to fill. Connect the Tedlar bag containing the vapor 
sample to the FID. Ensure the FID is flat and level and collect a stable measurement. 

i. If the RTO effluent VOC reading is above 20 ppmv as Hexane (read from the 
FID), contact the project engineer. The maximum permitted concentration is 
241 ppmv as Hexane. If the VOC reading is over 1,000 ppm, recalibrate the 
FID with 4,400 ppm Hexane and measure the VOCs again. Record the 
measurement on the field sheet as “VOC Concentration - [diluted/undiluted] -
(Meas. ppmv as Hexane).” and record in “Notes” that 4,400 ppm Hexane was 
used. 
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ii. If the system is running with the dilution valves open (rare), close the dilution 
valves and repeat the above procedure for influent. Record the measurement 
on the field sheet for “VOC Concentration – Uniluted – (Meas. ppmv as 
Hexane)”. 

Next, collect VOC concentrations from the RTO effluent, again using the FID. To 
collect the effluent sample, connect the pump inlet to the sample port using Tygon-
type tubing. Purge the line for at least 15 seconds before drawing a sample. Attach a 
Tedlar bag to the pump outlet and draw a sample into the Tedlar bag. Connect the 
Tedlar bag containing the vapor sample to the FID, ensure the FID is flat and level, 
and collect a stable measurement. Follow the same calibration procedure as in 2c(i) if 
the VOC concentration is above 1,000 ppmv as Hexane. 

Convert the effluent VOC as hexane concentrations to VOC as methane by dividing 
the recorded VOC as hexane concentration by 1.6. Record the result on the field sheet 
as “Effluent VOC (VOC as Hexane ÷ 1.6) (Calc. ppmv as Methane). 

Finally, observe and record the combustion chamber temperature and RTO inlet and 
exit temperatures displayed on the RTO control screen next to the chart recorder. 

3. Collect grab samples of RTO effluent and influent process air using summa canisters – 
Monthly Once per month during weekly SVETS monitoring, grab samples of the RTO 
effluent and influent process air should be collected. To begin, connect the Tygon® tubing of 
the summa sampling train to the RTO effluent sample port and open the sample port valve. 
The summa sampling train consists of a short in-line manifold with connections for a vacuum 
sampler (e.g., desiccator, Vac-U-Chamber), a summa canister, and a vacuum gauge. The 
vacuum sampler and the summa canister connections should each have an isolation valve to 
control sample flow throughout the sampling procedures.  Ensure that both valves are 
closed before attaching a summa canister. Attach a summa canister to the summa canister 
connection. If the initial vacuum reading is less than 25 inches of mercury, discard the 
canister and use another. Open the sample valve to the summa canister slowly, allowing the 
evacuated canister to fill with the sample. Monitor the vacuum gauge to control the speed of 
sampling. Close the valve with approximately 5 inches of mercury vacuum remaining in the 
canister. If the undiluted effluent VOC reading measured earlier with the FID was greater 
than 10 ppmv as Hexane, remove and replace the Tygon® tubing on the sample train when 
finished sampling the RTO effluent. This is essential because residual VOCs can remain in the 
tubing and cross-contaminate the next sample. Fill out all sample collections sheets and chain 
of custody forms, noting the starting and finish vacuum readings in the canister. Be sure to 
note the time that the sample is collected. Repeat this procedure at the RTO influent sample 
port. 

4. Collect extraction flow rate measurements. Collect vacuum readings from the Magnehelic 
gauge cluster. Read the differential pressure and static vacuum readings from the 10-inch and 
12-inch gauges. To maximize precision, differential pressure should be read from low range 
gauge if the pressure is less than 1.0 inches of water column (inwc), and from the high range 
gauge if the pressure is greater than 1.0 inwc.  Read the temperature gauges on the 10-inch 
and 12-inch lines and record as degrees Fahrenheit. With these readings, use the laminated 
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tables to extrapolate the estimated flow rate in scfm for both inlet lines, and record on the 
field sheet. 

5. Complete monitoring event for the day. If any valve or other adjustments were made, 
observe and record departure readings for all applicable categories on the field sheet. Note 
any routine or non-routine maintenance or system alarms on the field sheet. Ensure that 
summa canister IDs match the summa canister numbers recorded on the field sheets. 

 



























25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: SVE1 Influent Sampling (Monthly)

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 10/09/13 13:51. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

18 October 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

10/18/13 14:27Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

SV1-INF T132165-01 Air 10/07/13 13:25 10/09/13 13:51

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

10/18/13 14:27Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV1-INF
T132165-01 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/10/13 10/10/13 ppb(v) 31010131.84Methyl tert-butyl ether 50
ND "" "" ""Benzene 50

"77 " " "" "Toluene 50
ND "" "" ""Ethylbenzene 50

"190 " " "" "m,p-Xylene 50
"73 " " "" "o-Xylene 50

ND "" "" ""C4-C5 500
"2000 " " "" "C6-C7 500

ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500

"2800 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

10/18/13 14:27Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3101013 - EPA 5030 GCMS

Blank (3101013-BLK1) Prepared & Analyzed: 10/10/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3101013-DUP1) Prepared & Analyzed: 10/10/13 Source: T132165-01
Methyl tert-butyl ether ppb(v)ND 50 ND 20
Benzene "48.0 50 47.4 201.43
Toluene "78.7 50 76.6 202.63
Ethylbenzene "23.1 50 22.5 202.83
m,p-Xylene "176 50 186 205.40
o-Xylene "75.1 50 73.1 202.71
C4-C5 "405 500 423 204.44
C6-C7 "1950 500 1990 201.87
C8-C10 "386 500 386 200.00
C11-C14 "110 500 129 2015.4
Total VOC C4-C14 "2700 2000 2800 203.34

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

10/18/13 14:27Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: SVE1 Influent Sampling (Monthly)

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 11/08/13 13:56. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

19 November 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

11/19/13 14:16Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

SV1-INF T132412-01 Air 11/05/13 12:20 11/08/13 13:56

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

11/19/13 14:16Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV1-INF
T132412-01 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/11/13 11/11/13 ppb(v) 31111121.8Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50

"91 " " "" "m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500

"1900 " " "" "C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500

"2600 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

11/19/13 14:16Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3111112 - EPA 5030 GCMS

Blank (3111112-BLK1) Prepared & Analyzed: 11/11/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3111112-DUP1) Prepared & Analyzed: 11/11/13 Source: T132412-01
Methyl tert-butyl ether ppb(v)ND 50 ND 20
Benzene "43.2 50 46.2 206.60
Toluene "39.1 50 38.3 202.09
Ethylbenzene "17.1 50 15.9 207.41
m,p-Xylene "97.1 50 90.7 206.81
o-Xylene "31.5 50 32.3 202.31
C4-C5 "468 500 468 200.00
C6-C7 "1850 500 1890 201.92
C8-C10 "288 500 288 200.00
C11-C14 "54.0 500 54.0 200.00
Total VOC C4-C14 "2540 2000 2560 200.707

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

11/19/13 14:16Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: SVE1 Influent Sampling (Monthly)

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 12/05/13 15:32. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

16 December 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

12/16/13 14:04Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

SV1-INF T132584-01 Air 12/04/13 08:15 12/05/13 15:32

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

12/16/13 14:04Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV1-INF
T132584-01 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1412/06/13 12/06/13 ppb(v) 31206121.76Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500

"1200 " " "" "C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

12/16/13 14:04Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3120612 - EPA 5030 GCMS

Blank (3120612-BLK1) Prepared & Analyzed: 12/06/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3120612-DUP1) Prepared & Analyzed: 12/06/13 Source: T132584-01
Methyl tert-butyl ether ppb(v)ND 50 ND 20
Benzene "26.5 50 27.1 202.36
Toluene "10.2 50 10.0 201.91
Ethylbenzene "ND 50 ND 20
m,p-Xylene "17.2 50 14.9 2014.6
o-Xylene "10.9 50 10.2 206.52
C4-C5 "246 500 264 206.90
C6-C7 "1200 500 1180 201.48
C8-C10 "106 500 106 200.00
C11-C14 "17.6 500 17.6 200.00
Total VOC C4-C14 "1620 2000 1670 203.21

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.

Page 3 of 4



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE1 Influent Sampling (Monthly)

12/16/13 14:04Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: SVE2 Influent Sampling (Monthly)

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 10/09/13 13:51. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

18 October 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

10/18/13 14:28Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

SV2-INF T132166-01 Air 10/07/13 13:20 10/09/13 13:51

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

10/18/13 14:28Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV2-INF
T132166-01 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/10/13 10/10/13 ppb(v) 31010141.88Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

10/18/13 14:28Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3101014 - EPA 5030 GCMS

Blank (3101014-BLK1) Prepared & Analyzed: 10/10/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3101014-DUP1) Prepared & Analyzed: 10/10/13 Source: T132166-01
Methyl tert-butyl ether ppb(v)ND 50 ND 20
Benzene "ND 50 ND 20
Toluene "ND 50 ND 20
Ethylbenzene "ND 50 ND 20
m,p-Xylene "ND 50 ND 20
o-Xylene "ND 50 ND 20
C4-C5 "56.4 500 56.4 200.00
C6-C7 "18.8 500 18.8 200.00
C8-C10 "37.6 500 37.6 200.00
C11-C14 "56.4 500 56.4 200.00
Total VOC C4-C14 "169 2000 188 2010.5

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

10/18/13 14:28Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: SVE2 Influent Sampling (Monthly)

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 11/08/13 13:56. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

19 November 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

11/19/13 14:18Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

SV2-INF T132414-01 Air 11/05/13 12:14 11/08/13 13:56

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

11/19/13 14:18Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV2-INF
T132414-01 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/11/13 11/11/13 ppb(v) 31111141.8Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

11/19/13 14:18Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3111114 - EPA 5030 GCMS

Blank (3111114-BLK1) Prepared & Analyzed: 11/11/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3111114-DUP1) Prepared & Analyzed: 11/11/13 Source: T132414-01
Methyl tert-butyl ether ppb(v)ND 50 ND 20
Benzene "ND 50 ND 20
Toluene "ND 50 ND 20
Ethylbenzene "ND 50 ND 20
m,p-Xylene "ND 50 ND 20
o-Xylene "ND 50 ND 20
C4-C5 "72.0 500 72.0 200.00
C6-C7 "18.0 500 36.0 2066.7
C8-C10 "90.0 500 90.0 200.00
C11-C14 "18.0 500 18.0 200.00
Total VOC C4-C14 "216 2000 216 200.00

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.

Page 3 of 4



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

11/19/13 14:18Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: SVE2 Influent Sampling (Monthly)

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 12/05/13 15:32. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

16 December 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

12/16/13 14:08Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

SV2-INF T132587-01 Air 12/04/13 08:05 12/05/13 15:32

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

12/16/13 14:08Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV2-INF
T132587-01 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1412/06/13 12/06/13 ppb(v) 31206151.8Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

12/16/13 14:08Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3120615 - EPA 5030 GCMS

Blank (3120615-BLK1) Prepared & Analyzed: 12/06/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3120615-DUP1) Prepared & Analyzed: 12/06/13 Source: T132587-01
Methyl tert-butyl ether ppb(v)ND 50 ND 20
Benzene "ND 50 ND 20
Toluene "ND 50 ND 20
Ethylbenzene "ND 50 ND 20
m,p-Xylene "ND 50 ND 20
o-Xylene "ND 50 ND 20
C4-C5 "ND 500 ND 20
C6-C7 "ND 500 ND 20
C8-C10 "ND 500 ND 20
C11-C14 "ND 500 ND 20
Total VOC C4-C14 "90.0 2000 90.0 200.00

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

SVE2 Influent Sampling (Monthly)

12/16/13 14:08Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Discussion of Soil Vapor Extraction 

Well Monitoring, Procedures, Field 

Monitoring Forms, and Laboratory 

Reports and Chain-of-Custody Forms 

 



 

Jan302014_MVT 4Q13 Vadose Zone Report.doc C-1 

Vadose Zone Monitoring and 

Remedial Progress Report, 

Fourth Quarter of 2013 

Mission Valley Terminal 
San Diego, California 

Contents 

Discussion of Soil Vapor Extraction (SVE) Well Monitoring 

Attachments (provided in CD format at the end of this document): 

C.i SVE Wellhead Field Monitoring and Sample Collection Procedure 

C.ii Weekly SVE Well Field Monitoring and Sample Collection Forms 

C.iii SVE Well Analytical Laboratory Reports and Chain-of-Custody Forms 

 

 



 

Jan302014_MVT 4Q13 Vadose Zone Report.doc C-2 

Vadose Zone Monitoring and 

Remedial Progress Report, 

Fourth Quarter of 2013 

Mission Valley Terminal 
San Diego, California 

Discussion of Soil Vapor Extraction Well Monitoring 

Soil vapor field monitoring is performed as access to the northeastern parking lot of Qualcomm 
Stadium permits. Any field monitoring events that conflicted with commercial events in the 

northeastern parking lot of Qualcomm Stadium were advanced or delayed, as necessary. 
Access to the northeastern parking lot was not available during this reporting period during the 
following times: 

• October 4 – San Diego State University Game 

• October 17 through October 20 – Used Car Sale 

• October 30 – Soccer Game 

• November 14 through November 17 – Used Car Sale 

During routine weekly soil vapor extraction (SVE) well monitoring events, wells are monitored 
for the following parameters (detailed monitoring procedures, including instrument calibration, 

are attached in Appendix C.i): 

• Static vacuum in inches of water column (in. w.c.) measured with a handheld digital 

manometer (Dwyer Series 475 Mark III or similar) with a resolution of 0.1 in. w.c. 

• Flow rate in standard cubic feet per minute (scfm) measured with a handheld flow meter 
(TSI VelociCalc Series 9555 or similar) with a resolution of 0.01 scfm 

• Concentration of total petroleum hydrocarbons (TPH) in parts per million by volume (ppmv) 
measured with a flame ionization detector (FID; PhotoVac MicroFID or similar) calibrated to 

100 ppmv and/or 4,400 ppmv hexane standard 

• Concentration of oxygen in percent (%) measured with a portable gas detection monitor 
(GasTech GT Series or similar) equipped with an oxygen sensor with a range of zero to 

30.0% and a resolution of 0.1% 

• Concentration of carbon dioxide in % measured with a portable gas detection monitor 

(GasTech GT Series or similar) equipped with a carbon dioxide sensor with a range of zero 
to 20.0% and a resolution of 0.1%. 



 

Jan302014_MVT 4Q13 Vadose Zone Report.doc C-3 

Vadose Zone Monitoring and 

Remedial Progress Report, 

Fourth Quarter of 2013 

Mission Valley Terminal 
San Diego, California 

On December 20, 2011, the California Regional Water Quality Control Board, San Diego 

Region (RWQCB) issued Addendum No. 7 (RWQCB 2011b), approving the implementation of 
the recommended modifications to the monitoring and reporting program, which is currently 
applied to SVE wells in the northwest off-Terminal LNAPL zone (northwest LNAPL zone). The 

SVE wells will be sampled for laboratory analysis during every other biweekly monitoring event, 
resulting in every SVE well being sampled for laboratory analysis at least once a month. 
However, if an SVE well meets the following conditions for two consecutive monitoring events, 

sample collection for laboratory analysis can be discontinued: 

• The benzene concentration is below 50 parts per billion by volume (ppbv), 

• The C4-C6 hydrocarbon (HC) fraction concentration is below 500 ppbv, 

• The C6-C8 HC fraction concentration is below 500 ppbv, and  

• The TPH concentration is below 20 ppmv. 

No laboratory samples were collected from the SVE wells during this reporting period. 

SVE Well Operations 

Each northwest LNAPL zone SVE well location is operated at a design flow rate of 
approximately 40 scfm to achieve the design zone of remediation. Additional flow may be 
added for the target flow rate assigned to each SVE well if a well is located in an area where 

relatively high TPH or <C8 HC concentrations were observed. 

Minor changes to target flow rates in the northwest LNAPL zone were made throughout the 

reporting period based on remedial performance and progress data. In general, the SVE wells 
met their targets. In the majority of locations where target flow rates were not met, the isolation 
valves on the wells are 100% open and the flow limiting factor appears to be the permeability 

of the soil being treated. While target flow rates were not achieved at these locations, they 
generally met the design flow rate. 

The specific target flow rates for each monitoring event are included on the Weekly SVE 
Wellhead Field Monitoring and Sample Collection field sheets (included in Appendix C.ii). 
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 Form:  LFR-MVT-14B through LFR-MVT-14E 

 Monitoring Event Description:  Routine field monitoring and sample collection of soil vapor 
extraction (SVE) wells. 

 Laboratory Sample Analysis:  TO-14 (Carbon Chain Ranges [C4 - C14], BTEX, MTBE) 

 Monitoring Event Location:  SVE Manifold Vault Nos. 1 through 16 and Individual 
Wellheads at RW-3,RW-4, RW-5A, RW-6, and RW-7A 

Procedure 

1. IMPORTANT: Always collect a set of runtime data (i.e., date, time, hour meter) at the SVE 
system when performing this procedure, even if routine SVE system O&M is not performed. 

2. Calibrate all field monitoring equipment and inspect vapor sampling equipment. Perform 
Beginning of Day Field Calibration of all photo-ionization detectors (PID) flame ionization 
detectors (FID) and multi-gas meters in accordance with manufacturer recommendations. 
Readings should be +/- 2.0% of standard being measured for oxygen and +/- 10% of the 
VOC standard. If readings are outside of this range, the monitor should be calibrated again. 
Vacuum gauges should be zeroed against atmospheric conditions prior to collection of 
measurements at each probe. Ensure that veloci-calcs are set to measure flowrate, and the 
pipe diameter is set to 2.0 inches (unless measuring RW-3, in which case the pipe diameter 
should be set to 4.0 inches). Note the model of field monitoring devices and calibration gas 
used on the field sheet. Inspect vapor sampling equipment to ensure it is free of defect or 
damage that may cause sample leakage.  

3. Traffic Control. When sampling vaults 6, 14 and 15. Position the truck as far as possible out 
of the path of oncoming traffic. Turn the hazard indicators on, and place a cone behind the 
truck. Both technicians must be wearing traffic safety vests for these three vaults. 

4. Air monitoring. Continuous air monitoring must be performed when inside of any vault. 
RAE EntryRAE meters which measure VOCs, carbon dioxide, oxygen, LEL and hydrogen 
sulfide must be used at all times. If levels of any measured compound are outside of the 
ranges specified in the health and safety plan, stop work until levels are safe. Refer to the 
current MVT health and safety plan for more detailed instructions.  

5. Collect vacuum measurement. Collect measurement using a handheld manometer. Connect 
Tygon tubing from the manometer to the sample port, then open the ball valve. Note the 
measurement on the field sheet as the “Vacuum, Arrival.” Note: If measured as a pressure 
reading, the manometer will return a negative value. Record it as a positive value. 

6. Collect flow rate measurement. Collect flow rate measurements using a handheld veloci-
calc. Unscrew the cap from the veloci-calc port. Insert the veloci-calc probe so that the tip of 
the probe is in the center of the well, with the stagnation pressure probe oriented into the 
flow. Ensure that the probe is sealed against the port. Note the flow rate on the field sheet as 
the “Flow Rate, Arrival.”  
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7. Adjust Flow Rates. Compare the flow rate measurement to the "Target Flow Rates" for each 
well provided on field sheet. Adjust flow rates at any wells that are significantly (i.e., greater 
than 25%) outside of the target value by manipulating the globe valve. Note the final flow rate 
on the field sheet as the “Flow Rate, Departure,” and the initial and final positions of the 
valve as the “Valve Position, Arrival/Departure.” If the position of the valve cannot be 
determined, record it as “Partial (P).”  

8. Collect field measurements. The following steps should be completed at each vapor 
extraction well before moving on to the next. Always check sample tubing for contamination 
before each sample is collected. This is especially important after collecting a sample from a 
high-concentration location: 

a. Setup for sample collection. Connect the pump inlet to the sample port using Tygon-
type tubing. Purge the line and well for at least 15 seconds before drawing a sample. 
Attach a Tedlar bag to the pump outlet and draw a sample into the Tedlar bag. If 
water starts to come up the line towards the pump, immediately shut the pump off and 
purge the line by disconnecting from the well, and connecting the inlet line to the 
pump outlet. Run the pump until the water has been removed from the line. It is up to 
the technician’s judgment as to whether a sample can be drawn without drawing water 
through the pump. Do not get water inside the pump. When not connected to a well, 
keep the pump inlet line away from anything that could get drawn up the line and 
damage the pump. 

b. Measure oxygen concentration with a multi-gas meter. 

i. Connect the Tedlar bag containing the vapor sample to the multi-gas meter. 
Collect a stable measurement and note as “Oxygen” on the field sheet.  

ii. If the sample has less than 10% oxygen, there is likely too little oxygen in the 
sample to support the FID’s flame. In these cases, perform an in-the-field 
dilution of the sample. Using a syringe, draw 50 mL of sample from the 
Tedlar bag. Purge the bag and refill it with approximately 1 liter of ambient 
air. Introduce the 50 mL of sample into the bag of ambient air (1:20 dilution). 
Measure the VOC concentration with the FID as described below. Note: Be 
sure the check the dilution box on the field sheet.  

c. Measure total VOC concentration with FID. Connect the Tedlar bag to an FID and 
measure the VOCs,.  

i. Connect the Tedlar bag containing the vapor sample to the FID. Collect a 
stable measurement and compare it to the field measurement collected during 
the previous monitoring event. 

1. If the value is within 25% of the previous value, note the measurement 
on the field sheet as “VOC Conc.” and proceed with Step 5-c.  

2. If the value differs by more than 25% from the previous value, empty 
the Tedlar bag and reconnect to vacuum sampler. Recalibrate the FID 
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using 100 ppm Hexane and check the sample again. Collect another 1-
liter sample and measure VOCs with FID. Repeat these steps until 
three successive readings are measured that are within approximately 
10% of each other. Note all measurements on field sheet. If this can 
not be achieved after five (5) samples, discontinue sampling of the 
probe and notify the project engineer. 

ii. If the VOC reading is over 1000 ppm, recalibrate the FID with 4400 ppm 
Hexane and measure the VOCs again. Record the measurement on the field 
sheet as “VOC Conc.” and record in “Notes” that 4400 ppm Hexane was 
used. 

d.  Collect grab samples of soil vapor using summa canisters. (The field sheets indicate 
which vapor extraction well locations must be sampled for each event.) Disconnect the 
pump and connect the summa sampling train to the sample port. The summa sampling 
train consists of a short in-line manifold with connections for a vacuum sampler (e.g., 
desiccator, Vac-U-Chamber), a summa canister, and a vacuum gauge. The vacuum 
sampler and the summa canister connections should each have an isolation valve to 
control sample flow throughout the sampling procedures.  Ensure that both valves 
are closed before attaching a summa canister. Attach a summa canister to the 
summa canister connection. If the initial vacuum reading is less than 25 inches of 
mercury, discard the canister and use another. Open the sample valve to the summa 
canister slowly, allowing the evacuated canister to fill with the sample. Monitor the 
vacuum gauge to control the speed of sampling. Close the valve with approximately 5 
inches of mercury vacuum remaining in the canister. Fill out all sample collections 
sheets and chain of custody forms, noting the starting and finish vacuum readings in 
the canister. Be sure to note the time that the sample is collected. 

9. Move to the next SVE well and repeat the procedure. 

10. Mid-Day Calibration Checks should be performed in accordance with Daily Calibration 
Procedures. 

11. Complete test event for the day.  Secure all SVE monitoring locations. Perform End of Day 
Field Calibration Check of all gas detection monitors used in accordance with Daily 
Calibration Procedures. Ensure that all summa canisters collect the summa canister numbers 
recorded on the field sheets. 

 











































25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: Quarterly On-Terminal SVE Wellhead Sampling

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 11/08/13 13:56. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

19 November 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

Quarterly On-Terminal SVE Wellhead Sampling

11/19/13 14:13Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

RW-37 T132411-01 Air 11/04/13 08:35 11/08/13 13:56

EB T132411-02 Air 11/04/13 14:30 11/08/13 13:56

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.

Page 1 of 5



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

Quarterly On-Terminal SVE Wellhead Sampling

11/19/13 14:13Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

RW-37
T132411-01 (Air)

SunStar Laboratories, Inc.

TO-14
TO-14310 3111111 11/11/13 11/11/13 ppb(v) 1.83Methyl tert-butyl ether 50

"1600 " " "" "Benzene 50
"2000 " " "" "Toluene 50
"980 " " "" "Ethylbenzene 50
"7200 " " "" "m,p-Xylene 50
"3000 " " "" "o-Xylene 50
"18000 " " "" "C4-C5 500
"110000 " " "" "C6-C7 500
"29000 " " "" "C8-C10 500
"880 " " "" "C11-C14 500
"15000 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.

Page 2 of 5



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

Quarterly On-Terminal SVE Wellhead Sampling

11/19/13 14:13Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

EB
T132411-02 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/11/13 11/11/13 ppb(v) 31111111.87Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.

Page 3 of 5



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

Quarterly On-Terminal SVE Wellhead Sampling

11/19/13 14:13Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3111111 - EPA 5030 GCMS

Blank (3111111-BLK1) Prepared & Analyzed: 11/11/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3111111-DUP1) Prepared & Analyzed: 11/11/13 Source: T132411-01
Methyl tert-butyl ether ppb(v)336 50 314 206.93
Benzene "1590 50 1580 200.904
Toluene "1770 50 2010 2012.6
Ethylbenzene "892 50 977 209.16
m,p-Xylene "6710 50 7180 206.87
o-Xylene "2750 50 2970 207.78
C4-C5 "16300 500 18000 2010.1
C6-C7 "105000 500 111000 205.95
C8-C10 "27000 500 28600 205.86
C11-C14 "805 500 878 208.70
Total VOC C4-C14 "13700 2000 14700 206.61

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.

Page 4 of 5



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

Quarterly On-Terminal SVE Wellhead Sampling

11/19/13 14:13Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.

Page 5 of 5
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Discussion of Soil Vapor Monitoring Probe Monitoring 

Field monitoring of soil vapor monitoring (SVM) probes in the northwest off-Terminal light 
non-aqueous phase liquid (LNAPL) zone (northwest LNAPL zone) is performed on a biweekly 

basis as access to the northeastern parking lot of Qualcomm Stadium permits. Any field 
monitoring events that conflicted with commercial events in the northeastern parking lot of 
Qualcomm Stadium as listed in Appendix C were either advanced or delayed, as necessary.  

During routine SVM probe monitoring events, probes are monitored for the 
following parameters: 

• static vacuum in inches of water column (in. w.c.) measured with a handheld digital 
manometer (Dwyer Series 475 Mark III or similar) with a resolution of 0.1 in. w.c. 

• concentration of total petroleum hydrocarbons (TPH) in parts per million by volume (ppmv) 
measured with a flame ionization detector (FID; PhotoVac MicroFID or similar) calibrated to 
100 ppmv and/or 4,400 ppmv hexane standard 

• concentration of oxygen in percent (%) measured with a portable gas detection monitor 
(GasTech GT Series or similar) equipped with an oxygen sensor with a range of zero to 

30.0% and a resolution of 0.1% 

• concentration of carbon dioxide in % measured with a portable gas detection monitor 
(GasTech GT Series or similar) equipped with a carbon dioxide sensor with a range of 

zero to 20.0% and a resolution of 0.1%. 

The SVM probe field monitoring includes procedures for in-field dilutions of samples that have 

insufficient oxygen and/or TPH concentrations that are too high to obtain a TPH measurement 
with the FID.  

On December 20, 2011, the California Regional Water Quality Control Board, San Diego 
Region (RWQCB) issued Addendum No. 7 (RWQCB 2011b), approving the implementation of 
the recommended modifications to the Monitoring and Reporting Program, which is currently 

applied to SVM probes in the northwest LNAPL zone. The SVM probes are sampled for 
laboratory analysis during every fourth biweekly monitoring event, resulting in every SVM probe 
being sampled for laboratory analysis at least once during each quarter. However, if an SVM 

probe meets the following conditions for two consecutive monitoring events, laboratory 
sampling at the probe can be discontinued: 
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• The benzene concentration is below 50 parts per billion by volume (ppbv). 

• The C4-C6 hydrocarbon (HC) fraction concentration is below 500 ppbv. 

• The C6-C8 HC fraction concentration is below 500 ppbv. 

• The TPH concentration is below 20 ppmv. 

Laboratory samples were collected from the following subset of SVM probes in the northwest 

LNAPL zone during this reporting period: 

Subsets of SVM Probes for Laboratory Analysis 

 

 

Samples collected for routine laboratory analysis are collected in passivated stainless steel 
canisters and analyzed by SunStar Laboratories (SunStar) of Tustin, California, for the 

following parameters: 

• TPH and HC fraction composition (i.e., C4-C5, C6-C7, C8-C10, C11-C14) using gas 
chromatography-mass spectrometry (GC-MS) by U.S. Environmental Protection Agency 

(USEPA) Method TO-14, targeted to a reporting limit of approximately 500 ppbv 

• Benzene, toluene, ethylbenzene, total xylenes, and methyl tertiary-butyl ether using 

GC-MS by USEPA Method TO-14, targeted to a reporting limit of approximately 50 ppbv. 

Soil Moisture and Temperature Sensor Monitoring  

Field monitoring of the soil moisture and temperature sensors was discontinued in the fourth 
quarter of 2010 due to potential damage to the in situ probes.  

Quality Assurance and Quality Control 

Quality assurance/quality control (QA/QC) is performed to continually evaluate the accuracy of 
the monitoring data collected. Data QC measures include helium tracer leak testing, collection 
of equipment blank and duplicate samples, evaluation of analytical laboratory QC data, and 

comparisons of laboratory analytical and field monitoring data. 

SV-21AMD  SV-207AD  

SV-21AD SV-209AMD  

SV-21AD-R SV-210AD  
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Analytical Laboratory QA/QC 

Analytical laboratory QA/QC data were evaluated for the samples collected during the reporting 
period. SunStar analyzed the samples from northwest LNAPL zone SVM probes. 

SunStar’s laboratory QA/QC procedures include analyzing internal standards, blank samples, 
and laboratory control duplicate samples. Data are deemed acceptable primarily based on 

internal standards and laboratory blank samples, with laboratory duplicates used as a 
secondary line of evidence. The analytical laboratory results for the reporting period were 
within the QA/QC criteria for laboratory blank samples (non-detect relative to reporting limit), 

and largely within the QA/QC criteria for laboratory duplicate samples (20% relative percent 
difference [RPD]). The ethylbenzene collected on September 24, 2013 had a 44.3% RPD. All 
samples in the lab report match historical trends, and the data appear to be acceptable. 

Vapor Equipment Blank and Duplicate Samples 

A vapor sampling equipment blank sample and a duplicate sample are collected for each 
monitoring event. The vapor sampling equipment blank is collected by drawing a sample of 
helium through the vapor sampling equipment and into the Summa canister. The equipment 

blank sample then follows the Summa canisters being used to collect vapor samples and is 
submitted to the analytical laboratory under chain-of-custody protocol along with the vapor 
samples. Detections near the reporting limit of toluene and m,p-xylenes were observed in the 

equipment blank collected on November 21, 2013. 

A blind duplicate sample is collected from one randomly selected SVM probe during each 

monitoring event. In one of the two duplicate samples (SV-21AD-DUP on November 21, 2013) 
collected during this reporting period, the Total volatile organic compound (VOC), C6-C7, C8-
C10, toluene, ethylbenzene, o-xylene, and m,p-xylene concentrations fell outside the range of 

the laboratory QC for duplicate samples. However, data from SV-21AD are not included in the 
evaluation of remedial performance and progress. In general, the field data and laboratory 
results appear to be acceptable. 

Comparison of TPH Concentrations by Field vs. Laboratory Analysis 

Historical observations have indicated that field measurements of TPH have not correlated well 
with laboratory analytical results. This has raised concerns about field and/or laboratory data 
quality. The poor correlation can be attributable to many factors, including analytical 

instrumentation (FID vs. mass spectrometer), environment (field vs. laboratory), sample 
container, and time between collection and analysis. It is not uncommon for field and laboratory 
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methods to yield different results for vapor mixtures (e.g., gasoline vapor). However, while 

good correlation between individual field and laboratory samples has not been observed, 
similar data trends are observed in the two data sets.  

Helium Tracer Leak Testing 

The helium tracer test is a means to qualitatively assess whether the sample has been diluted 

by atmospheric air and to assess the integrity of the probe surface seal, surface valves and 
tubing, and sampling equipment. This testing can also provide a semi-quantitative estimate of 
the degree of unintended dilution when tracer is detected.  

This test was conducted on October 24, 2013. Only SVM probes located in the northwest 
LNAPL zone were tested during this reporting period. Sample equipment is tested for leaks by 

evacuating the sampling equipment without opening the valve at the probe. If a sample cannot 
be collected, the sampling equipment is inspected and repaired until sample collection is 
possible. If all inspection and repairs do not yield any improvement, then the probe may be 

suspected to be blocked. 

The New York State Department of Health soil vapor intrusion guidance identifies a leakage 

percentage of 10% or more as “high concentrations” indicative of significant intrusion of 
atmospheric air in samples (New York State Department of Health 2006). As a conservative 
measure, corrective actions are immediately attempted at probes exhibiting helium 

percentages significantly greater than 1.0%. Two samples exhibited helium percentages 
greater than 1.0% on their first sampling attempt, SV-21AD (2.5%) and SV-204AD (1.6%). The 
fittings at SV-204AD were tightened, and subsequent testing resulted in a helium percentage of 

0.18%. Subsequent testing at SV-21AD resulted in helium concentrations of 6.9% and 3.8% 
after the fittings were tightened. The probe was accepted based on decreasing helium 
concentrations in subsequent testing. No additional action was taken at SV-21AD because the 

helium concentrations at these probes were near 1.0%. 

These results suggest that the incidence of atmospheric intrusion through the aboveground 

sampling equipment is low. In the future, semi-annual helium testing of each SVM probe will 
continue to be performed to identify and eliminate potential sources of leakage during 
sampling. Field notes and sampling procedures from the test are included in Appendices D.iv 

and D.v, respectively. 
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 Form:  LFR-MVT-15A (Biweekly) and LFR-MVT-15B (Quarterly) 

 Monitoring Event Description:  Routine field monitoring and sample collection of soil vapor 
monitoring (SVM) probes. 

 Field Monitoring Parameters:  Static Vacuum, Total VOC by FID, Oxygen and Carbon 
Dioxide by Multi-gas Monitor 

 Laboratory Sample Analysis:  TO-14 (Total VOC, Carbon Chain Ranges [C4 - C14], 
BTEX, MTBE) 

 Monitoring Event Location:  SVM Probes SV-1, SV-8 through SV-15, SV-18 through SV-
23, and SV-30 through SV-65 - Northeast Parking Lot, 
Qualcomm Stadium and North of San Diego Mission Road 

Procedure 

1. IMPORTANT: These field monitoring and sample collection procedures are designed for 
SVM probes that are under the influence of an actively operating soil vapor extraction 
system. It is imperative that these procedures be followed as written so as to not 
compromise the state of soil vapors at each SVM probe. Any mistake in procedure that 
exposes the SVM probe to atmospheric influence, even for a few seconds, will change the 
conditions of soil vapor and will provide inaccurate results. 

2. Calibrate all field monitoring equipment and inspect vapor sampling equipment. 
Perform Beginning of Day Field Calibration of all flame ionization detectors (FID) and 
multi-gas monitors in accordance with manufacturer recommendations. Readings should be 
+/- 10% of the VOC, carbon dioxide, and oxygen standards. If readings are outside of this 
range, the monitor should be calibrated again. Vacuum gauges should be zeroed against 
atmospheric conditions prior to collection of measurements at each probe. Note the model 
of field monitoring devices and calibration gas used on the field sheet. Inspect vapor 
sampling equipment to ensure it is free of defects or damage that may cause sample 
leakage. All materials that come in contact with sample gases must be stainless steel (SS), 
Teflon®, or polypropylene (PP). Flexible Tygon-type tubing should not be used except 
between the sampling manifold and the vacuum sampler.  High concentrations of VOCs 
can be adsorbed on to the flexible Tygon-tubing and released into samples with lower 
concentrations, altering the field measurements. Follow the procedure outlined in step 
5.c.iii when high concentrations of VOCs are encountered. 

3. Inspect the SVM probe sample port. All sample ports at an SVM probe cluster must be 
inspected before performing monitoring or vapor sampling. Inspect the sample port, valve, 
and all connections (Figure 1). If there is any indication of a leak (e.g., cracked valve, 
loose connection with tubing, valve mistakenly left open, etc.), the condition should be 
corrected before monitoring or sampling the affected SVM probe cluster.  Provide a 
description of the condition on the field sheet.  
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Figure 1 – SVM Probe Cluster and Isolation Valve 

 

4. Collect vacuum measurement at all depths. Vacuum measurements are collected at all 
depths of a SVM probe cluster before vapor sampling is performed. Collect measurement 
using a handheld device (i.e., digital manometer) with a resolution of at least 0.01 inches 
water column, zeroed to atmospheric conditions. Securely connect gauge to sample port, 
open the sample port, and allow the vacuum reading to stabilize (Figure 2). This should 
occur very quickly. Once measurement is collected and noted on the field sheet, close the 
sample port and carefully disconnect the gauge. Collect vacuum measurements at all probe 
depths of an SVM probe cluster before proceeding with vapor sampling. 

 

Figure 2 – SVM Probe Connected to Digital Manometer 

 

5. Purge vapor probe and collect field measurements. The following steps should be 
completed at each SVM probe before collection vapor samples from other probes within a 
cluster. Vapor samples must be collected at the most shallow probe location first and then 
at successively deeper probe locations. Each probe is labeled according Table 1: 
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Table 1 - SVM Depth Labeling 

Green AS Shallow 

Blue AMS Medium Shallow 

Yellow AMD Medium Deep 

Red AD Deep 

Red ADD Deeper 

 

a. Setup for 1-liter purge and sample collection. First, ensure that all valves are 
closed. Connect the vapor sampling equipment to the sample port ensuring that all 
connections are secure. The sampling equipment shall consist of an in-line manifold 
with connections for a vacuum sampler, a summa canister, and vacuum gauges 
(Figure 3). The vacuum sampler and the summa canister connections should each 
have a needle valve to control flow rate and vacuum during sample collection 
(Figure 4).   

 

Figure 3 – SVM Probe Connected to Vapor Sampling Equipment 
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i. With all valves closed, connect a 1-liter Tedlar bag in the vacuum sampler 
and seal the chamber.  

 

Figure 4 – Inline Manifold Connected to SVM Probe and Summa Canister 

 

ii. Open the sample port valve.  

iii. Apply vacuum to the vacuum sampler. Open the vacuum sampler stopcock 
(Valve B), then slowly open the vacuum sampler needle valve (Valve C) 
allowing vapor to be drawn into the Tedlar bag. Close the vacuum sampler 
stopcock (Valve B) when the Tedlar bag is near full. 

1. If the Tedlar bag stops filling, there may be a blockage in the SVM 
probe preventing a true sample from being drawn. Discontinue 
sampling the probe and note the result on the field sheet.  

iv. Open the vacuum sampler, disconnect and empty the Tedlar bag, and 
reconnect and seal the vacuum sampler. 

v. Repeat the procedure to fill the Tedlar bag with the vapor sample. Close the 
vacuum sampler stopcock (Valve B) and needle valve (Valve C). 

b. Measure oxygen and carbon dioxide concentration with multi-gas meter. 

Needle Valves 

Vacuum Gauges 

Summa Canister 
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i. Connect the Tedlar bag containing the undiluted vapor sample to the multi-
gas meter. Collect a stable measurement and note on field sheet. If the 
oxygen reading is below 17%, dilute the sample as detailed below before 
measuring VOCs with FID. 

c. Measure total VOC concentration with FID.  

i. Connect the Tedlar bag containing the vapor sample to the FID. Collect a 
stable measurement. 

ii. If the sample contained less than 10% oxygen, dilute the sample before 
measuring with the FID. Using a syringe, draw 50 mL of sample from the 
Tedlar bag. Fill a second bag with approximately 1 liter of ambient air 
using the vacuum pump. Introduce the 50 mL of sample into the bag of 
ambient air (1:20 dilution). Measure VOC concentration with FID as 
described above. Note the dilution and the VOC measurement on the field 
sheet.  

   ** Do not use diluted samples in the multi-gas meter.  

iii. If the measured VOC concentration exceeds 100 parts per million, replace 
the flexible tygon-type tubing connecting the sampling manifold to the 
vacuum sampler prior to additional sample collection. 

d. Collect sample of soil vapor for laboratory analysis using summa canisters. The 
field sheets indicate which discreet probe locations must be sampled for laboratory 
analysis during each event.  

i. Ensure the canister sample needle valve (Valve D) is fully closed. Connect 
the summa canister to the quick disconnect port. The high range vacuum 
gauge (Gauge 2) will measure the vacuum level present in the evacuated 
Summa canister upon arrival. The level should be 25 inches of mercury 
(Hg) or greater. If the vacuum level is less than 25 inches of Hg, do not use 
the Summa canister in question. 

ii. Slowly open the Summa canister needle valve (Valve D), allowing a soil 
vapor sample to be drawn by the evacuated canister. Continue to draw the 
vapor sample into the Summa canister until the vacuum level at the canister 
reaches approximately 5 inches Hg as noted on the high range vacuum 
gauge (Gauge 2), then close the needle valve (Valve D).  

iii. Fill out all sample collections sheets and chain of custody forms, noting the 
starting and finish vacuum readings of the Summa canister. 

6. Collect Temperature and Moisture Readings. If temperature and moisture probes are 
present, two large, insulated wires will be present in the well. 
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a. Measure the underground temperature using the temperature probe.  

i. Locate the large insulated wire that contains a black, white, and ground 
wire. Measure the resistance between the black and white wires using an 
ohmmeter. Record the resistance, which should be approximately 10 kΩ, on 
the field sheet. A correlation table will be used by the project engineer to 
calculate temperature from the measured resistance.    

ii. If a resistance outside of the expected range is encountered, or if the probe 
wires have become frayed or otherwise damaged, cut off the damaged ends 
of the wires (length permitting) and expose a new section of the wire for 
use in subsequent measurements. 

b. Measure the underground moisture using the moisture probe.  

i. Locate the large insulated wire that contains a red, white, and bare (ground) 
wire surrounded by metal shielding (loosely braided wire).** 

ii. Connect the moisture probe wires to their corresponding leads on the HH2 
moisture meter—red to red, white to white, and black to the bare ground 
wire. 

iii. Press “Esc” to turn on the moisture meter. Press “Read” to collect a 
reading. Record the % moisture and the voltage reading, which can be 
found by pressing the down arrow on the meter, on the field sheet. Press 
“Esc” to turn off the meter. 

iv. If abnormal readings are found, inspect the wires for corrosion and ensure a 
proper connection between test leads and the probe wires. If corrosion is 
found, trim off the damaged portion (length permitting) and strip the wires 
to expose an undamaged section of the wire, and take a reading from a non-
corroded section. 

7. Secure SVM probe and proceed to next monitoring location.  

a. Close the SVM probe sample port. Disconnect the sample equipment from the 
sample port. 

b. When all probes for a given cluster have been completed, clear the well box of any 
debris, clean and reseat the gasket, and clean bolt holes before closing and properly 
securing well box cover with bolts. 

c. Complete Well Inspection Checklist for the well. 

d. Proceed to next monitoring location and repeat procedure.  
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8. Mid-Day Calibration Checks should be performed in accordance with Daily Calibration 
Procedures. 

9. Complete test event for the day.  Secure all SVM Probe locations. Perform End of Day 
Field Calibration Check of all gas detection monitors used in accordance with Daily 
Calibration Procedures. 































 Form:  LFR-MVT-15A (Biweekly), LFR-MVT-He 

 Monitoring Event Description: Quality control field monitoring and sample collection of 
soil vapor monitoring (SVM) probes 

 Field Monitoring Parameters:  Static Vacuum, Total VOC by FID, Oxygen and Carbon 
Dioxide by Multi-gas Monitor, Helium by MGD-2002  

 Laboratory Sample Analysis:  TO-14  

 Monitoring Event Location:  SVM Probes SV-1, SV-8 through SV-15, SV-18 through SV- 
823, and SV-30 through SV-35 - Northeast Parking Lot, 
Qualcomm Stadium 

Procedure 

1. IMPORTANT: These field monitoring and sample collection procedures are designed for 
SVM probes that are under the influence of an actively operating soil vapor extraction 
system. It is imperative that these procedures be followed as written so as to not 
compromise the state of soil vapors at each SVM probe. Any mistake in procedure that 
exposes the SVM probe to atmospheric influence, even for a few seconds, will change the 
conditions of soil vapor and will provide inaccurate results. 

2. Calibrate all field monitoring equipment and inspect vapor sampling equipment. 
Perform Beginning of Day Field Calibration of all flame ionization detectors (FID), multi-
gas monitors, and Radiodetection MGD-2002 Multi-Gas Leak Locators (MGD-2002) in 
accordance with manufacturer recommendations. Readings should be +/- 0.3% of standard 
being measured for oxygen and carbon dioxide and +/- 10% of the VOC standard. If 
readings are outside of this range, the monitor should be calibrated again. Vacuum gauges 
should zeroed against atmospheric conditions prior to collection of measurements at each 
probe. The MGD-2002 should come pre-calibrated, but to ensure proper operation of the 
device, turn the device on and allow it to self-test, then place the probe tip into a helium-
rich mixture of air and ensure that it detects the helium. Note the model of field monitoring 
devices and calibration gas used on the field sheet. Inspect vapor sampling equipment to 
ensure it is free of defect or damage that may cause sample leakage. All materials that 
come in contact with sample gases must be stainless steel (SS), Teflon®, or polypropylene 
(PP). Do not use flexible Tygon-type tubing. 

3. Sampling Equipment Seal Quality Control. Prior to sampling, connect sample collection 
equipment as described below (Step 6) away from any SVM wells. Instead of connecting 
the sample probe isolation valve to a SVM probe, connect the sample train to a spare 
isolation valve attached to a long piece of spare clean tubing. Shroud the equipment in the 
helium hood as described below, ensuring that the free end of the spare tubing is kept 
outside of the shroud and away from the influence of the helium. Collect a Tedlar bag 
sample using the same procedure as described below. If possible, restrict the air flow on the 
spare tubing during sampling to imitate the resistance encountered during actual SVM 
sample collection. Test the sample for the presence of helium. If helium is detected above 
30%, check for leaks along the sample train and repeat if necessary. If the source of the 



helium is not immediately apparent, contact the project engineer before proceeding 
with actual SVM sample collection. 

4. Inspect the SVM probe sample port. All sample ports at an SVM probe cluster must be 
inspected before performing monitoring or vapor sampling. Inspect the sample port, valve, 
and all connections (Figure 1). If there is any indication of a leak (e.g., cracked valve, loose 
connection with tubing, valve mistakenly left open, etc.), then the condition should be 
corrected and the affected SVM probe cluster must not be monitored or sampled for at least 
72 hours. Provide a description of the condition on the field sheet. 

 

 

Figure 1 – SVM Probe Cluster and Isolation Valve 

5. Collect vacuum measurement at all depths. Vacuum measurements are collected at all 
depths of a SVM probe cluster before vapor sampling is performed. Collect measurement 
using a handheld device (i.e., digital manometer) with a resolution of at least 0.01 inches 
water column, zeroed to atmospheric conditions. Securely connect gauge to sample port, 
open the sample port, and allow the vacuum reading to stabilize (Figure 2). This should 
occur very quickly. Once, measurement is collected and noted on the field sheet, close the 
sample port and carefully disconnect the gauge. Collect vacuum measurements at all probe 
depths of an SVM probe cluster before proceeding with vapor sampling. 

 

Figure 2 – SVM Probe Connected to Digital Manometer 



6. Purge vapor probe and collect field measurements. The following steps should be 
completed at each SVM probe before collecting vapor samples from other probes within a 
cluster. Vapor samples must be collected at the most shallow probe location first and then 
at successively deeper probe locations: 

a. Setup for 1-liter purge and sample collection. First, ensure that all valves are 
closed. Connect the vapor sampling equipment to the sample port ensuring that all 
connections are secure. The sampling equipment shall consist of an in-line manifold 
with connections for a vacuum sampler, a summa canister, and vacuum gauges 
(Figure 3). The vacuum sampler and the summa canister connections should each 
have a needle valve to control flow rate and vacuum during sample collection (Figure 
4). 

  

Figure 3 – SVM Probe Connected to Vapor Sampling Equipment 

b. Sampling Equipment and Vapor Probe Seal Quality Control - SVM Probes SV-
8ADD, 9ADD, 21AD, and 32AD. Helium will be used as a tracer gas to verify the 
integrity of the sampling equipment and the soil vapor probe seal and the quality of 
the samples collected.  

 

Figure 4 – Inline Manifold Connected to SVM Probe and Summa Canister 



i. With all valves closed, connect a 1-liter Tedlar bag in the vacuum sampler 
and seal the chamber. 

ii. Place a plastic shroud over the entire sampling equipment (Figure 5). Fill 
the shroud with helium and measure the concentration with a MGD-2002. 
A minimum helium concentration of 30% by volume shall be 
maintained during purging and sampling. Care should be taken to prevent 
pressure build-up in the enclosure.  

 

 

Figure 5 – Plastic Shroud Placed Over SVM Probe and Sampling Equipment 

iii. Open the sample port valve, then open the low range vacuum gauge ball 
valve (Valve A) and read the detected vacuum at the SVM probe (Gauge 1) 
to confirm the manifold is properly connected to the probe. The vacuum 
applied during sampling shall never be greater than 40 inches of water 
column. 

iv. Apply vacuum to the vacuum sampler. Open the vacuum sampler stopcock 
(Valve B), then slowly open the vacuum sampler needle valve (Valve C) 
allowing vapor to be drawn into the Tedlar bag. The operator must regulate 
the valve to maintain the applied vacuum below the limits discussed above. 
Close the vacuum sampler stopcock (Valve B) when the Tedlar bag is near 
full. 

1. If the applied vacuum continues to rise and/or if the Tedlar bag 
stops filling, then there may be a blockage in the SVM probe (e.g., 



water at the probe) preventing a true sample from being drawn. 
Discontinue sampling the probe and contact the project 
engineer. 

iv. Remove the vacuum sampler from the plastic shroud. Open the vacuum 
sampler, disconnect and empty the Tedlar bag, and reconnect and seal the 
vacuum sampler. This step must be executed outside the helium-
enriched atmosphere.  

v. Place the vacuum sampler inside the plastic shroud and measure the helium 
concentration. The operator must regulate the helium flow to maintain the 
concentration over the limit discussed above. Repeat the procedure to fill 
the Tedlar bag with the vapor sample. Close the vacuum sampler stopcock 
(Valve B) and needle valve (Valve C). 

c. Vapor Probe Seal Quality Control – One probe from each SVM cluster where 
laboratory samples are collected.  

i. Place a plastic shroud over the vapor probe seal (Figure 6). Fill the shroud 
with helium and measure the concentration with a MGD-2002. The 
operator must regulate the helium flow to maintain the concentration over 
the limit discussed above and to prevent pressure build-up in the enclosure. 

ii. Follow the procedure for 1-liter purge and sample collection outlined in 
Step 5-b.  

 
GeoSyntec - Soil Vapor Report - Appendix A 

Figure 6 – Plastic Shroud Placed Over SVM Probe 

d. Sampling Equipment Quality Control. 



i. Place a plastic shroud over the sampling equipment (Figure 7). Do not 
connect the sampling equipment to the sample port. Fill the shroud with 
helium and measure the concentration with a MGD-2002. The operator 
must regulate the helium flow to maintain the concentration over the limit 
discussed above and to prevent pressure build-up in the enclosure. 

ii. Follow the procedure for 1-liter purge and sample collection outlined in 
Step 5-b. 

 

Figure 7 – Plastic Shroud Placed Over Sampling Equipment 

e. Measure Helium concentration with MGD-2002. 

i. Connect the Tedlar bag containing the vapor sample to the MGD-2002 and 
collect a stable measurement. 

1. If the helium concentration inside the Tedlar bag is less than 10% 
by volume, note the measurement on the field sheet and proceed 
with Step 5-e.  

2. If the helium concentration is larger than 10% by volume, empty the 
Tedlar bag and reconnect to vacuum sampler. Retighten the fittings 
and connect another 1-liter sample and measure the helium 
concentration with a MGD-2002. Repeat these steps until the 
helium concentration inside the Tedlar bag is less than 10% by 
volume. If this can not be achieved after five (5) samples, 
discontinue sampling of the probe and notify the project engineer. 



f. Measure total VOC concentration with FID. 

i. Connect the Tedlar bag containing the vapor sample to the FID. Collect a 
stable measurement and note on field sheet.  

ii. If the sample causes a “flame-out” there is likely too little oxygen in the 
sample to support the detectors flame. In these cases, perform an in-the-
field dilution of the sample. Using a syringe, draw 50 mL of sample from 
the Tedlar bag. Fill a second bag with approximately 1 liter of ambient air. 
Introduce the 50 mL of sample into the bag of ambient air (1:20 dilution). 
Measure VOC concentration with FID as described above. Note the dilution 
and the VOC measurement on the field sheet. 

** Oxygen measurements should not be collected from diluted samples. 

g. Measure oxygen and carbon dioxide concentration with multi-gas meter. 

i. Connect the Tedlar bag containing the undiluted vapor sample to the 
multigas meter. Collect a stable measurement and note on field sheet. 

h. Collect sample of soil vapor for laboratory analysis using summa canisters. The 
field sheets indicate which discreet probe locations must be sampled for laboratory 
analysis during each event. The sample must be collected inside the helium-enriched 
atmosphere. 

i. Ensure the canister sample needle valve (Valve D) is fully closed. Connect 
the summa canister to the quick disconnect port. The high range vacuum 
gauge (Gauge 2) will measure the vacuum level present in the evacuated 
Summa canister upon arrival. The level should be 28 inches of mercury 
(Hg) or greater. If the vacuum level is less than 28 inches of Hg, do not use 
the Summa canister in question. 

ii. Slowly open the Summa canister needle valve (Valve D), allowing a soil 
vapor sample to be drawn by the evacuated canister. The operator must 
regulate the valve to maintain the applied vacuum, as noted on the low 
range vacuum gauge (Gauge 1), below the limits discussed above. Continue 
to draw the vapor sample into the Summa canister until the vacuum level at 
the canister reaches approximately 5 inches Hg as noted on the high range 
vacuum gauge (Gauge 2), then close the needle valve (Valve D). 

iii. Fill out all sample collections sheets and chain of custody forms, noting the 
starting and finish vacuum readings of the Summa canister. 

7. Secure SVM probe and proceed to next monitoring location. 

a. Close the SVM probe sample port. Disconnect the sample equipment from the sample 
port. 



b. When all probes for a given cluster have been completed, clear the well box of any 
debris, clean and reseat the gasket, and clean bolt holes before closing and properly 
securing well box cover with bolts. 

c. Proceed to next monitoring location and repeat procedure. If the Tedlar bag is to be 
reused on the next SVM probe, it should first be purged with fresh air at least twice. 

8. Mid-Day Calibration Checks should be performed in accordance with Daily Calibration 
Procedures. 

9. Complete test event for the day. Secure all SVM Probe locations. Perform End of Day 
Field Calibration Check of all gas detection monitors used in accordance with Daily 
Calibration Procedures. 

 

 

References 

FINAL. Guidance for Evaluating Soil Vapor Intrusion in the State of New York. October 
2006. Prepared by: NEW YORK STATE DEPARTMENT OF HEALTH. Center for 
Environmental Health Bureau of Environmental Exposure Investigation 

Because minor leakage around the probe seal should not materially affect the usability of the soil 
vapor sampling results, the mere presence of the tracer gas in the sample should not be a cause for 
alarm. Consequently, portable field monitoring devices with detection limits in the low ppm range 
are more than adequate for screening samples for the tracer. If high concentrations (> 10%) of 
tracer gas are observed in a sample, the probe seal should be enhanced to reduce the infiltration of 
outdoor air. 

At a minimum, tracer gas samples should be collected with at least 10% of the soil vapor samples 
collected in subsequent sampling rounds. (1) 





25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: NW Area SVM Sampling

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 10/01/13 11:43. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

10 October 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

SV-207AD T132108-01 Air 09/24/13 11:20 10/01/13 11:43

SV-209AMD T132108-02 Air 09/24/13 11:48 10/01/13 11:43

SV-210AD T132108-03 Air 09/24/13 12:02 10/01/13 11:43

SV-21AD T132108-04 Air 09/24/13 10:07 10/01/13 11:43

SV-21AMD T132108-05 Air 09/24/13 10:05 10/01/13 11:43

SV-21AD-R T132108-06 Air 09/24/13 10:03 10/01/13 11:43

EB T132108-07 Air 09/24/13 15:37 10/01/13 11:43

DUP T132108-08 Air 09/24/13 00:00 10/01/13 11:43

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-207AD
T132108-01 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/01/13 10/02/13 ppb(v) 31001361.93Methyl tert-butyl ether 50
ND "" "" ""Benzene 50

"150 " " "" "Toluene 50
"250 " " "" "Ethylbenzene 50
"280 " " "" "m,p-Xylene 50
"370 " " "" "o-Xylene 50

ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500

"850 " " "" "C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-209AMD
T132108-02 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/01/13 10/02/13 ppb(v) 31001361.94Methyl tert-butyl ether 50
ND "" "" ""Benzene 50

"89 " " "" "Toluene 50
"630 " " "" "Ethylbenzene 50
"740 " " "" "m,p-Xylene 50
"350 " " "" "o-Xylene 50

ND "" "" ""C4-C5 500
"1100 " " "" "C6-C7 500
"1700 " " "" "C8-C10 500
"760 " " "" "C11-C14 500
"3400 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-210AD
T132108-03 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/01/13 10/02/13 ppb(v) 31001361.92Methyl tert-butyl ether 50

"51 " " "" "Benzene 50
"3000 " " "" "Toluene 50
"2200 " " "" "Ethylbenzene 50
"6000 " " "" "m,p-Xylene 50
"4600 " " "" "o-Xylene 50

ND "" "" ""C4-C5 500
"10000 " " "" "C6-C7 500
"13000 " " "" "C8-C10 500
"3100 " " "" "C11-C14 500
"23000 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-21AD
T132108-04 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/01/13 10/02/13 ppb(v) 31001361.91Methyl tert-butyl ether 50

"960 " " "" "Benzene 50
"52000 " " "" "Toluene 50
"9800 " " "" "Ethylbenzene 50
"31000 " " "" "m,p-Xylene 50
"11000 " " "" "o-Xylene 50
"650 " " "" "C4-C5 500
"30000 " " "" "C6-C7 500
"42000 " " "" "C8-C10 500
"650 " " "" "C11-C14 500
"57000 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-21AMD
T132108-05 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/01/13 10/02/13 ppb(v) 31001361.9Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50

"75 " " "" "o-Xylene 50
ND "" "" ""C4-C5 500

"3900 " " "" "C6-C7 500
"1700 " " "" "C8-C10 500

ND "" "" ""C11-C14 500
"5500 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-21AD-R
T132108-06 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/01/13 10/02/13 ppb(v) 31001361.92Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50

"54 " " "" "m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

EB
T132108-07 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/01/13 10/02/13 ppb(v) 31001361.92Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

DUP
T132108-08 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1410/01/13 10/02/13 ppb(v) 31001361.88Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50

"110 " " "" "o-Xylene 50
ND "" "" ""C4-C5 500

"4700 " " "" "C6-C7 500
"2400 " " "" "C8-C10 500

ND "" "" ""C11-C14 500
"6500 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3100136 - EPA 5030 GCMS

Blank (3100136-BLK1) Prepared: 10/01/13  Analyzed: 10/02/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3100136-DUP1) Prepared: 10/01/13  Analyzed: 10/02/13 Source: T132108-01
Methyl tert-butyl ether ppb(v)ND 50 ND 20
Benzene "ND 50 ND 20
Toluene "129 50 147 2012.7
Ethylbenzene "158 50 248 20 DUP-0144.3
m,p-Xylene "282 50 277 201.71
o-Xylene "332 50 368 2010.4
C4-C5 "96.5 500 116 2018.2
C6-C7 "174 500 193 2010.5
C8-C10 "849 500 849 200.00
C11-C14 "212 500 232 208.70
Total VOC C4-C14 "1290 2000 1330 202.94

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

10/10/13 15:11Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

DUP-01 The RPD result exceeded the QC control limits for this analyte; sample results for the QC batch were accepted based on percent 
recoveries and completeness of QC data.

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ARCADIS -- Irvine

RE: NW Area SVM Sampling

Irvine, CA 92602

320 Commerce, Suite 200

Ben Stanphill

Daniel Chavez

Project Manager

Enclosed are the results of analyses for samples received by the laboratory on 11/22/13 13:32. If you have 
any questions concerning this report, please feel free to contact me.

Sincerely, 

05 December 2013



Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

SV-207AD T132522-01 Air 11/20/13 16:11 11/22/13 13:32

SV-209AMD T132522-02 Air 11/20/13 16:44 11/22/13 13:32

SV-210AD T132522-03 Air 11/20/13 10:30 11/22/13 13:32

SV-21AMD T132522-04 Air 11/21/13 14:50 11/22/13 13:32

SV-21AD T132522-05 Air 11/21/13 14:55 11/22/13 13:32

SV-21AD-R T132522-06 Air 11/21/13 14:48 11/22/13 13:32

EB T132522-07 Air 11/21/13 16:05 11/22/13 13:32

DUP T132522-08 Air 11/21/13 16:05 11/22/13 13:32

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-207AD
T132522-01 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/22/13 11/23/13 ppb(v) 31122521.73Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-209AMD
T132522-02 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/22/13 11/23/13 ppb(v) 31122521.78Methyl tert-butyl ether 50
ND "" "" ""Benzene 50

"90 " " "" "Toluene 50
"160 " " "" "Ethylbenzene 50
"830 " " "" "m,p-Xylene 50
"290 " " "" "o-Xylene 50

ND "" "" ""C4-C5 500
"3200 " " "" "C6-C7 500
"2800 " " "" "C8-C10 500

ND "" "" ""C11-C14 500
"6100 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-210AD
T132522-03 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/22/13 11/23/13 ppb(v) 31122521.73Methyl tert-butyl ether 50
ND "" "" ""Benzene 50

"94 " " "" "Toluene 50
"110 " " "" "Ethylbenzene 50
"320 " " "" "m,p-Xylene 50
"250 " " "" "o-Xylene 50

ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-21AMD
T132522-04 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/22/13 11/23/13 ppb(v) 31122521.86Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-21AD
T132522-05 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/22/13 11/23/13 ppb(v) 31122521.8Methyl tert-butyl ether 50

"650 " " "" "Benzene 50
"29000 " " "" "Toluene 50
"4400 " " "" "Ethylbenzene 50
"18000 " " "" "m,p-Xylene 50
"7700 " " "" "o-Xylene 50

ND "" "" ""C4-C5 500
"26000 " " "" "C6-C7 500
"28000 " " "" "C8-C10 500

ND "" "" ""C11-C14 500
"44000 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

SV-21AD-R
T132522-06 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/22/13 11/23/13 ppb(v) 31122521.8Methyl tert-butyl ether 50
ND "" "" ""Benzene 50
ND "" "" ""Toluene 50
ND "" "" ""Ethylbenzene 50
ND "" "" ""m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

EB
T132522-07 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/22/13 11/23/13 ppb(v) 31122521.81Methyl tert-butyl ether 50
ND "" "" ""Benzene 50

"92 " " "" "Toluene 50
ND "" "" ""Ethylbenzene 50

"120 " " "" "m,p-Xylene 50
ND "" "" ""o-Xylene 50
ND "" "" ""C4-C5 500
ND "" "" ""C6-C7 500
ND "" "" ""C8-C10 500
ND "" "" ""C11-C14 500
ND "" "" ""Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

ResultAnalyte Limit Batch
Reporting

Prepared Analyzed Method Notes DilutionUnits

DUP
T132522-08 (Air)

SunStar Laboratories, Inc.

TO-14
ND TO-1411/22/13 11/23/13 ppb(v) 31122521.79Methyl tert-butyl ether 50

"730 " " "" "Benzene 50
"70000 " " "" "Toluene 50
"20000 " " "" "Ethylbenzene 50
"73000 " " "" "m,p-Xylene 50
"29000 " " "" "o-Xylene 50

ND "" "" ""C4-C5 500
"40000 " " "" "C6-C7 500
"82000 " " "" "C8-C10 500
"930 " " "" "C11-C14 500
"99000 " " "" "Total VOC C4-C14 2000

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Result Limit
Reporting

Units Level
Spike

Result
Source

%REC
%REC
Limits RPD

RPD
Limit Notes  Analyte

TO-14 - Quality Control
SunStar Laboratories, Inc.

Batch 3112252 - EPA 5030 GCMS

Blank (3112252-BLK1) Prepared: 11/22/13  Analyzed: 11/23/13 
Methyl tert-butyl ether ppb(v)ND 50
Benzene "ND 50
Toluene "ND 50
Ethylbenzene "ND 50
m,p-Xylene "ND 50
o-Xylene "ND 50
C4-C5 "ND 500
C6-C7 "ND 500
C8-C10 "ND 500
C11-C14 "ND 500
Total VOC C4-C14 "ND 2000

Duplicate (3112252-DUP1) Prepared: 11/22/13  Analyzed: 11/23/13 Source: T132522-01
Methyl tert-butyl ether ppb(v)ND 50 ND 20
Benzene "ND 50 ND 20
Toluene "ND 50 ND 20
Ethylbenzene "ND 50 ND 20
m,p-Xylene "ND 50 ND 20
o-Xylene "ND 50 ND 20
C4-C5 "17.3 500 34.6 20 QR-466.7
C6-C7 "34.6 500 34.6 200.00
C8-C10 "51.9 500 69.2 20 QR-428.6
C11-C14 "17.3 500 17.3 200.00
Total VOC C4-C14 "104 2000 104 200.00

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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Project:
Project Number:

Project Manager:
Reported:

ARCADIS -- Irvine
320 Commerce, Suite 200 CM010143.0157

Ben Stanphill

NW Area SVM Sampling

12/05/13 16:53Irvine CA, 92602

25712 Commercentre Drive
Lake Forest, California 92630

949.297.5020 Phone
949.297.5027 Fax

Notes and Definitions 

QR-4 Due to the low levels of analyte in the sample, the duplicate RPD calculation does not provide useful information.

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Daniel Chavez, Project Manager

SunStar Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of 
custody document. This analytical report must be reproduced in its entirety.
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 Field Measurements    ---●---  VOC by FID      ---▲---  Vacuum      ---▲---  Flowrate --■-- Oxygen --■-- Carbon Dioxide

Soil Vapor Extraction Well - RW-39B
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NOTES: 

-FID Flameouts not plotted

-Empty marker denotes ND

 Field Measurements    ---●---  VOC by FID      ---▲---  Vacuum      ---▲---  Flowrate --■-- Oxygen --■-- Carbon Dioxide

Soil Vapor Extraction Well - RW-40B

Hydrocarbon Fraction, VOC, Oxygen, Carbon Dioxide, Vacuum, Water Content, Vacuum,

and Flowrate vs. Time

Mission Valley Terminal
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-FID Flameouts not plotted
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-FID Flameouts not plotted

-Empty marker denotes ND
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NOTES: 

-FID Flameouts not plotted

-Empty marker denotes ND
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NOTES: 

-FID Flameouts not plotted

-Empty marker denotes ND
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Discussion of Soil Vapor Mass Removal and Destruction Estimates 

Mass Removal by Volatilization 

Mass removal by volatilization is estimated from soil vapor extraction and treatment system 
(SVETS) data and from individual soil vapor extraction (SVE) well data. The total SVETS 
estimate can be prepared using two independently collected data sets. First, it can be 

calculated using the combined SVETS influent total petroleum hydrocarbon (TPH) 
concentration and flow rate. Second, it can be calculated using the TPH concentration and flow 
rate from each SVE well, which is then summed for a site-wide total. The mass removal 

estimates were also calculated on a soil mass unit-normalized basis using the estimated 
volume of soil in the off-Terminal light non-aqueous phase liquid (LNAPL) zone, and the 
estimated volume of soil for each SVE well. Normalizing by soil mass unit provides a 

standardized metric for comparison of mass removal rates across the off-Terminal area.  

Mass Removal Estimate Based on the Combined SVETS Influent 

The mass of hydrocarbons extracted by SVE is estimated, assuming ideal gas behavior, using 
the following equation.  

tMW
T
P

R
QC

M
vapor

atmV
SVE 

hour
60min

454g
lb1

1ft
28.31L

10 36
 (F.1) 

Where: 

MSVE = measured mass extraction by SVE (pounds [lb] of TPH) 
CV = concentration of TPH, vapor phase (parts per million by volume [ppmv]) 
Q = volumetric flow rate (standard cubic feet per minute [scfm]) 
R = ideal gas constant (0.0820578 L-atm/mol-°K) 
Patm = atmospheric pressure (atm) 
Tvapor = vapor temperature (°K) 
MW = molecular weight of calibration gas (grams per mole [g/mole]) 
t = time of system operation (hours) 

Mass extraction rates are calculated by dividing the mass extracted in a given period by the 

number of days in that period. A soil mass unit-normalized mass extraction rate is also 
calculated based on an estimated soil volume influenced by each SVE well. These soil 
volumes are calculated using the estimated LNAPL thickness at each well, based on 

photoionization detector (PID) TPH measurements over 500 ppmv from the boring logs 
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completed when each well was installed. The total lateral area of the off-Terminal source zone 

soil is based on the estimated extent of residual LNAPL. Assuming a soil bulk density of 
1,470 kilograms per cubic meter, the soil mass unit-normalized mass extraction rate is 
calculated using the following equation. 

soilsoil
SVESVE

V
MM 11

1kg
453,592lb





 (F.2) 

Where: 

SVEM


 = soil volume unit-normalized mass extraction rate by SVE (mg-TPH/kg-soil/day) 

MSVE = measured mass extraction by SVE (lb of TPH) 

soil  = soil bulk density (kilogram per cubic meter) 

soilV  = volume of LNAPL-affected soil influenced by individual SVE (cubic meters) 

Mass Removal Estimate Based on the Sum of SVE Wellheads 

Mass extraction estimates based on individual SVE wells rely on flow rate measurements from 

the individual SVE wells. This method may overestimate the mass extraction rate and system 
time-weighted flow rate due to artifacts introduced by the field procedure for flow rate 
measurement. The flow rate at each SVE wellhead is measured and then immediately adjusted 

to its target flow rate before proceeding to the next well. Between monitoring events, flow rates 
tend to increase as the applied SVE vacuum induces greater air flow. When the flow rate at a 
given well is typically adjusted downward to meet its target flow rate, the other SVE wells in the 

network are affected, and the net result is that subsequent flow rates at the other SVE wells 
tend to be higher than before the measurement event. The combined effect of this sequential 
flow rate measurement and adjustment is a systematic overestimation of the total system flow 

rate. Other methods of measurement and adjustment (such as measuring flow rates after 
adjustment) have been considered; however, recording the flow rate prior to adjustment is 
preferred because it is believed to better represent the flow rate during the preceding 

monitoring period as compared to a post-adjustment flow rate measurement.  

Mass Destruction by Biodegradation 

Biodegradation mass destruction is estimated using SVE well monitoring data and soil vapor 
monitoring (SVM) probe monitoring data. The flow rate and oxygen concentration collected 

during field monitoring at the SVE wells are used to stoichiometrically calculate TPH 
destruction based on the deficit of oxygen relative to atmospheric levels.  
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Mass Destroyed Based on SVE Wells 

The estimation of the mass of hydrocarbons (HC) destroyed by biodegradation in the vadose 
zone was initiated in April 2004. The mass of HC destroyed by biodegradation in the vadose 

zone is estimated using a stoichiometric relationship, as shown in the following equation (U.S. 
Environmental Protection Agency [USEPA] 1995): 

 












i
OORi

iObkgdO
BIO tMWCQ

CC
M

hour
min60

1ft
28.31L

54g4
1lb

100 3
,,

22

22   (F.3) 

Where: 

MBIO = measured mass destruction by biodegradation (lb of HC) 
CO2,bkgd = concentration of oxygen, background (20.9%) 
CO2,i = concentration of oxygen in extracted vapor (%) 
Qi = volumetric flow rate (scfm)  
CR = mass ratio of HC to O2 degraded (1/3.5) 
O2 = density of oxygen gas (0.042 mole/L) 
MWO2 = molecular weight of oxygen gas (32 g/mole) 
t = time of system operation (hours) 
i = SVE well (or treatment system)  

The estimate of mass destroyed by biodegradation may not be conservative because of other 
processes that consume oxygen; all oxygen consumption is assumed to be due to biological 

HC destruction. However, processes other than the biological destruction of HC are not likely to 
contribute significantly to the consumption of oxygen over the long-term operation of the SVE 
system, so that, while this estimate of HC destruction is acknowledged to be non-conservative, 

it is not likely to be significantly non-conservative.  
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Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-1A 10/27/05 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 2.4 5.4 -- 0.600 -- -- -- -- -- --E --

RW-1A 11/01/05 -- -- -- -- -- -- -- -- -- -- -- -- -- 116 1.5 5.8 -- 1.50 -- -- -- -- 37 21E --

RW-1A 11/15/05 TO-14 14,000 670 10,000 2,300 8.2 200 74 310 170 600 770 <0.050 311 1.4 6.5 -- 0.800 5.2 77 18 <1 41 23E --

RW-1A 12/20/05 TO-14 13,000 620 10,000 2,300 6.4 190 76 290 150 580 730 <0.050 311 1.2 4.5 -- -- 4.8 77 18 <1 -- -- System restarted after upgradesE --

RW-1A 01/10/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 866 1.2 5.1 -- -- -- -- -- -- -- -- Unable to sample due to water in lines.E --

RW-1A 02/06/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 666 11 -- -- -- -- -- -- -- -- -- Unable to sample due to water in lines.E --

RW-1A 03/03/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 551 0.70 -- -- -- -- -- -- -- -- -- Unable to sample due to water in lines.E --

RW-1A 04/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 819 0.70 -- -- -- -- -- -- -- -- -- Unable to sample due to water in lines.E --

RW-1A 06/21/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,370 0.70 4.4 13,580 1.90 -- -- -- -- 22 16 DIL1E --

RW-1A 07/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 479 1.3 4.9 18,340 4.10 -- -- -- -- 28 29 DIL1E --

RW-1A 08/08/06 TO-14 15,000 68 11,000 3,600 14 26 71 140 150 470 620 <0.050 658 9.6 5.4 412 3.70 <1 75 25 <1 31 0.71E --

RW-1A 09/13/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 805 5.9 4.7 11,220 9.70 -- -- -- -- 9.3 16 DIL1E --

RW-1A 10/18/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 564 2.4 4.6 11,846 8.30 -- -- -- -- 13 12 DIL1E --

RW-1A 11/07/06 TO-14 380 22 250 86 <0.10 1.5 2.0 3.3 4.3 15 19 <0.050 477 13 4.7 6,260 11.1 6.1 70 24 ND 15 9.5 DIL1E --

RW-1A 12/12/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 5.0 6.5 -- -- -- -- -- -- -- --E --

RW-1A 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 536 2.0 8.9 -- -- -- -- -- -- -- --E --

RW-1A 02/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 772 2.0 -- -- -- -- -- -- -- -- -- Unable to sample due to water in lines.E --

RW-1A 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 525 0 5.1 7,200 2.70 -- -- -- -- 25 9.7 DIL1E --

RW-1A 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 694 1.0 5.0 3,492 7.90 -- -- -- -- 22 5.7 DIL1E --

RW-1A 05/08/07 TO-14 4,900 240 2,900 1,400 29 4.6 15 15 47 140 187 <0.050 644 0.80 3.4 4,620 10.9 5.3 63 31 <1 11 5.1 DIL1E --

RW-1A 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 833 2.3 7.1 7,220 7.90 -- -- -- -- 29 16 DIL1E --

RW-1A 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 819 1.3 3.8 3,580 10.9 -- -- -- -- 17 5.8 Hour meter broken; replaced.E --

RW-1A 08/06/07 TO-14 2,900 130 1,800 900 21 5.1 16 12 59 200 259 0.14 640 1.5 5.9 6,126 6.00 4.6 63 32 <1 29 12 DIL1E --

RW-1A 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 686 -- -- -- -- -- -- -- -- -- --E --

RW-1A 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 1.7 4.9 2,192 8.50 -- -- -- -- 21 3.6 DIL1E --

RW-1A 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 697 2.1 3.0 8,312 8.70 -- -- -- -- 12 7.6E --

RW-1A 11/15/07 TO-14 2,300 11 1,400 740 31 4.6 14 8.5 47 120 167 0.12 783 2.7 5.9 2,272 10.1 <1 64 34 1.4 20 4.1E --

RW-1A 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 663 80 10 1,206 14.4 -- -- -- -- 21 3.8 DIL1, Water in line.E --

RW-1A 01/09/08 TO-14 2,100 8.1 1,300 560 6.5 5.1 12 5.6 38 130 168 0.12 619 1.0 5.0 1,874 7.60 <1 69 30 <1 22 3.0 DIL1E --

RW-1A 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 727 0.90 4.6 4,192 5.40 -- -- -- -- 21 5.5 DIL1E --

RW-1A 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 640 0.80 5.0 4,612 6.50 -- -- -- -- 24 7.4 DIL1E --

RW-1A 04/10/08 TO-14 2,600 57 1,600 960 13 5.6 18 5.0 77 240 317 <0.050 720 1.7 4.8 3,404 6.70 2.2 61 37 <1 23 5.3 DIL1E --

RW-1A 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 0.80 4.9 2,414 6.50 -- -- -- -- 22 3.6 DIL1E --
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RW-1A 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 715 0.70 4.1 4,032 6.00 -- -- -- -- 19 5.0 DIL1E --

RW-1A 07/07/08 TO-14 6.4 0.82 0.86 3.4 1.1 <0.050 0.14 0.18 0.28 0.57 0.85 <0.050 840 0.60 1.0 7,032 6.30 13 14 55 18 4.9 2.3 DIL1E --

RW-1A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 5.7 17 3,086 10.1 -- -- -- -- 5.9 1.6 DIL1E --

RW-1A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 5.6 13 2,132 11.7 -- -- -- -- 7.3 1.6 DIL1E --

RW-1A 10/08/08 TO-14 720 27 400 250 5.8 3.7 13 3.5 37 120 157 0.10 74 18 53 2,152 14.1 4.0 59 37 <1 11 3.3 DIL1E --

RW-1A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-1A 12/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 1.7 5.6 -- -- -- -- -- -- -- -- VOC and oxygen data not collected.E --

RW-1A 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 9.0 24 262 14.0 -- -- -- -- 41 1.5 VOC field measurement collected from 

undiluted sample.

E --

RW-1A 01/07/09 TO-14 3.0 <0.50 <0.50 1.9 <0.50 <0.050 <0.050 <0.050 0.25 0.48 0.73 <0.050 166 4.1 27 490 9.90 ND ND 100 ND 27 1.1 DIL1, Water in line.E --

RW-1A 02/02/09 TO-14 690 46 250 370 22 6.7 10 1.2 39 110 149 0.075 170 10 31 608 13.5 6.7 36 54 3.2 21 1.7 DIL1E --

RW-1A 03/02/09 TO-14 740 15 290 400 26 7.6 12 1.2 38 120 158 0.11 173 1.3 5.2 105 8.20 2.1 40 55 3.6 5.7 0.046E --

RW-1A 04/02/09 TO-14 380 10 180 180 9.3 4.8 7.4 0.71 26 62 88 <0.050 190 1.6 0.40 163 8.90 2.6 47 47 2.5 0.41 0.0054E --

RW-1A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 3.7 -- 1,808 10.9 -- -- -- -- -- -- DIL1, Flow rate not measured.E --

RW-1A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 1.1 6.8 1,384 20.3 -- -- -- -- 0.36 0.80 DIL1E --

RW-1A 07/24/09 TO-14 410 5.8 180 220 6.0 3.7 8.0 0.33 27 71 98 0.069 191 2.8 2.5 241 10.3 1.4 44 53 1.5 1.8 0.040E --

RW-1A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 2.3 5.1 1,968 7.70 -- -- -- -- 5.2 0.76 DIL1E --

RW-1A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 2.2 1.4 2,404 9.00 -- -- -- -- 2.1 0.42 DIL1E --

RW-1A 10/14/09 TO-14 680 <97 350 330 <97 2.1 5.8 1.2 16 43 59 <0.39 169 9.5 7.9 1,733 14.7 ND -- -- ND 3.3 0.90E --

RW-1A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 9.5 15 2,686 14.2 -- -- -- -- 6.6 2.6E --

RW-1A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 4.0 4.3 1,290 10.0 -- -- -- -- 5.6 0.64 DIL1, Water in line.E --

RW-1A 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 12 31 0 13.6 -- -- -- -- 13 0 Water in line.E 10.4

RW-1A 01/29/10 TO-14 510 11 260 250 <31 1.2 2.7 <0.12 11 23 34 <0.12 -- -- -- -- -- -- -- -- ND -- --E --

RW-1A 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-1A 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 4.1 8.3 2,460 11.0 -- -- -- -- 3.9 0.95 DIL1E 12.4

RW-1A 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 70 36 -- -- -- -- -- -- -- --E --

RW-1A 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 77 124 55 18.1 -- -- -- -- 120 2.3E 5.2

RW-1A 07/07/10 TO-14 480 3.0 190 290 <19 0.32 7.9 0.097 5.4 12 17 <0.078 190 0 0.10 25 8.50 -- -- -- ND 0.036 0.000070E 12.6

RW-1A 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-1A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-1A 10/05/10 TO-14 480 1.9 150 300 25 <0.11 1.5 <0.075 6.6 12 19 <0.075 190 12 37 762 16.5 -- -- -- -- 16 2.7E 6.4

RW-1A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 12 26 877 14.7 -- -- -- -- 17 2.4E 8.2
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-1A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 19 35 375 -- -- -- -- -- -- 0.91 Fixed gas concentrations not measured 

due to equipment malfunction.

E --

RW-1A 01/11/11 TO-14 330 1.9 110 200 22 0.090 0.35 <0.050 2.5 3.6 6.1 <0.050 233 24 42 221 16.9 -- -- -- -- 19 1.0E 5.6

RW-1A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 419 20 45 0 20.9 -- -- -- -- 0 0E 0.8

RW-1A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 574 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-1A 05/19/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

120 <1.7 53 68 <7.4 0.12 0.20 0.33 1.0 1.7 2.7 <0.050 471 38 51 139 15.6 ND -- -- ND 21 0.52E 7.4

RW-1A 06/02/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

120 <2.6 28 81 13 <0.050 0.12 <0.050 1.5 1.7 3.2 <0.050 411 23 11 92 18.3 ND 23 66 11 12 0.40E 5.2

RW-1A 07/22/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

120 <1.3 34 73 15 0.051 <0.050 <0.050 0.78 0.61 1.4 <0.050 1,325 43 84 143 18.7 ND 28 60 12 69 4.3E 4.8

RW-1A 08/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 833 12 26 91 17.5 -- -- -- -- 32 0.83E 5.0

RW-1A 09/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 358 -- -- -- -- -- -- -- -- -- -- SVE system taken offline.E --

RW-1A 12/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,662 -- 28 -- -- -- -- -- -- -- -- Well turned on at indicated flow rate.E --

RW-1A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 586 27 46 130 18.7 -- -- -- -- 29 1.7E 4.0

RW-1A 02/01/12 TO-14 22 <0.50 3.7 7.3 4.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 193 15 29 61 17.7 ND 24 46 30 9.2 0.17E 5.2

RW-1A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 629 22 16 55 18.4 -- -- -- -- 12 0.26E 4.2

RW-1A 04/19/12 TO-14 34 <0.50 5.2 11 10 <0.050 <0.050 <0.050 0.054 0.076 0.13 <0.050 614 37 100 59 19.3 ND 20 42 38 28 1.0E 2.4

RW-1A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 8.4 5.6 29 18.1 -- -- -- -- 5.7 0.058E 4.0
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-1A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 989 34 16 39 19.5 -- -- -- -- 7.8 0.21E 2.8

RW-1A 07/11/12 TO-14 11 <0.50 0.94 3.4 3.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 840 32 15 34 19.2 ND 11 41 47 10 0.19E 2.4

RW-1A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 15 30 31 19.4 -- -- -- -- 15 0.31E 3.6

RW-1A 08/28/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 29 31 0 19.0 -- -- -- -- 21 0E 2.4

RW-1A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 773 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,000 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 588 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 2,464 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 667 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 669 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 674 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 841 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-1A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,978 -- -- -- -- -- -- -- -- -- -- Well remained shut down through the 

reporting period.

C --

RW-35 10/27/05 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 1.8 5.3 -- 2.50 -- -- -- -- -- --E --

RW-35 11/01/05 -- -- -- -- -- -- -- -- -- -- -- -- -- 116 1.4 5.7 -- 10.5 -- -- -- -- 19 36E --

RW-35 11/15/05 TO-14 20,000 43 15,000 4,700 2.4 82 10 850 340 1,200 1,540 6.0 311 2.5 5.5 -- 12.1 <1 76 24 <1 15 33E --

RW-35 12/20/05 TO-14 19,000 57 14,000 4,600 3.7 130 93 840 340 1,200 1,540 3.9 0.000000101.4 4.3 -- 11.0 <1 75 25 <10.0000000012 -- System restarted after upgradesE --

RW-35 01/10/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 866 2.6 6.3 400 10.6 -- -- -- -- 38 1.4E --

RW-35 02/06/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 666 13 6.2 2,440 20.4 -- -- -- -- 1.1 5.1 DIL1E --

RW-35 03/03/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 551 4.4 6.2 520 19.9 -- -- -- -- 1.9 0.97E --
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-35 04/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 819 3.5 6.2 1,200 9.70 -- -- -- -- 20 2.1E --

RW-35 06/21/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,370 3.2 5.6 1,580 9.30 -- -- -- -- 17 2.3 DIL1E --

RW-35 07/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 479 1.9 4.6 5,600 9.60 -- -- -- -- 17 8.2 DIL1E --

RW-35 08/08/06 TO-14 830 <0.10 98 730 18 <0.050 <0.050 0.25 7.1 2.3 9.4 <0.050 658 1.6 3.9 112 16.1 ND 12 86 2.1 6.2 0.14E --

RW-35 09/13/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 805 1.4 4.5 176 15.3 -- -- -- -- 4.4 0.24E --

RW-35 10/18/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 564 1.3 3.8 916 11.2 -- -- -- -- 8.4 0.76 DIL1E --

RW-35 11/07/06 TO-14 64 8.6 26 29 <0.10 0.13 0.096 0.24 0.56 0.80 1.4 <0.050 477 13 7.8 192 14.2 14 41 46 ND 17 0.48 DIL1E --

RW-35 12/12/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 3.2 5.8 75 19.2 -- -- -- -- 0.41 0.15E --

RW-35 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 536 2.6 6.1 860 16.0 -- -- -- -- 8.0 1.4 DIL1E --

RW-35 02/14/07 TO-14 80 <0.50 3.3 54 15 <0.050 0.098 0.088 2.2 2.8 5.0 <0.050 772 99 15 9.0 15.2 ND 4.5 74 21 26 0.040E --

RW-35 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 525 19 5.8 156 19.9 -- -- -- -- 1.6 0.24E --

RW-35 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 694 101 23 267 18.7 -- -- -- -- 17 2.0E --

RW-35 05/08/07 TO-14 37 2.6 19 13 2.5 <0.050 <0.050 <0.050 0.066 0.14 0.21 <0.050 644 0.80 3.4 11 19.4 7.0 51 35 6.7 1.7 0.012E --

RW-35 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 833 105 9.9 28 20.8 -- -- -- -- 0.31 0.085E --

RW-35 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 819 86 0.60 94 20.3 -- -- -- -- 0.16 0.024 Hour meter broken; replaced.E --

RW-35 08/06/07 TO-14 27 2.6 15 8.6 3.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 640 89 5.8 3,246 5.10 8.9 51 29 11 30 6.1 DIL1E --

RW-35 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 686 -- -- -- -- -- -- -- -- -- --E --

RW-35 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 97 6.6 14 20.9 -- -- -- -- 0 0.030E --

RW-35 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 697 104 5.7 96 20.5 -- -- -- -- 0.72 0.17E --

RW-35 11/15/07 TO-14 94 <0.50 38 37 13 0.15 0.34 0.58 3.2 5.1 8.3 <0.050 783 108 12 187 19.6 ND 43 42 15 4.9 0.68E --

RW-35 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 663 131 16 81 19.2 -- -- -- -- 8.8 0.41E --

RW-35 01/09/08 TO-14 9.0 <0.50 3.8 2.4 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 619 143 10 413 17.7 ND 51 32 17 11 1.3E --

RW-35 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 727 130 10 298 18.5 -- -- -- -- 7.1 0.85E --

RW-35 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 640 126 11 76 20.9 -- -- -- -- 0 0.28E --

RW-35 04/10/08 TO-14 13 2.0 8.4 2.7 <0.50 <0.050 <0.050 <0.050 0.061 0.14 0.20 <0.050 720 1.8 6.6 54 14.0 15 64 21 ND 15 0.12 DIL1E --

RW-35 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 0.30 5.0 92 14.3 -- -- -- -- 10 0.14 DIL1E --

RW-35 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 715 0.50 4.9 272 14.8 -- -- -- -- 9.4 0.41 DIL1E --

RW-35 07/07/08 TO-14 6.2 <0.50 1.8 3.1 0.87 <0.050 0.18 0.29 0.28 0.73 1.0 <0.050 840 0.10 4.9 74 15.9 ND 31 54 15 8.2 0.12 DIL1E --

RW-35 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 0.60 5.0 2.0 16.4 -- -- -- -- 0.74 0.00032 DIL1E --

RW-35 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 0 1.7 119 17.2 -- -- -- -- 0.37 0.011E --

RW-35 10/08/08 TO-14 9.6 0.83 3.7 3.1 0.90 0.050 <0.050 <0.050 0.089 0.082 0.17 <0.050 74 0.50 6.8 6.5 19.3 9.7 43 36 11 0.32 0.0013E --

RW-35 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitoredE --

RW-35 12/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 1.1 5.0 -- -- -- -- -- -- -- -- VOC and oxygen data not collected.E --
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RW-35 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 1.4 1.8 21 19.2 -- -- -- -- 0.76 0.0092E --

RW-35 01/07/09 TO-14 5.8 <0.50 <0.50 3.3 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 166 4.5 11 0.60 19.2 ND ND 67 33 1.7 0.00058E --

RW-35 02/02/09 TO-14 18 <0.50 0.59 15 2.7 <0.050 0.10 <0.050 2.0 3.4 5.4 <0.050 170 2.0 13 3.0 20.8 ND 3.2 82 15 0.12 0.0036E --

RW-35 03/02/09 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 173 0 4.5 0 20.9 ND ND ND ND 0 0E --

RW-35 04/02/09 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 190 0 4.1 0 20.0 ND ND ND ND 0.32 0E --

RW-35 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 0.60 4.8 1.2 20.5 -- -- -- -- 0.13 0.00037E --

RW-35 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 1.1 4.5 0 20.7 -- -- -- -- 0.078 0E --

RW-35 07/24/09 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 191 0.70 5.3 0 19.2 ND ND ND ND 0.62 0E --

RW-35 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 1.2 4.7 0 19.0 -- -- -- -- 0.70 0E --

RW-35 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 1.2 5.2 0 19.2 -- -- -- -- 1.1 0E --

RW-35 10/14/09 TO-14 <0.50 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 0.80 4.1 0 20.9 ND ND ND ND 0 0E --

RW-35 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 0 0 0 20.6 -- -- -- -- 0 0E --

RW-35 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 1.6 6.5 0 19.0 -- -- -- -- 1.5 0E --

RW-35 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 2.9 10 0 20.1 -- -- -- -- 0.46 0E 1.0

RW-35 01/29/10 TO-14 40 <0.34 8.0 28 3.5 <0.050 0.19 <0.050 0.99 1.9 2.9 <0.050 -- -- -- -- -- ND -- -- -- -- --E --

RW-35 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-35 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 2.0 12 0 20.5 -- -- -- -- 0.22 0E 1.0

RW-35 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 69 153 -- -- -- -- -- -- -- --E --

RW-35 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 12 36 6.4 20.8 -- -- -- -- 1.2 0.077E 0.8

RW-35 07/07/10 TO-14 0.10 <0.050 <0.10 0.10 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 190 0 0.30 2.3 20.9 ND ND -- ND 0 0.000020E 0.2

RW-35 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-35 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-35 10/05/10 TO-14 2.2 <0.050 <0.099 1.5 0.71 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 190 8.4 29 0 20.9 ND ND -- -- 0 0E 0

RW-35 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 10 26 0 20.2 -- -- -- -- 1.9 0E 0.4

RW-35 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 11 34 5.0 -- -- -- -- -- -- 0.012 Fixed gas concentrations not measured 

due to equipment malfunction.

E --

RW-35 01/11/11 TO-14 2.7 0.20 0.93 1.2 <0.79 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 233 19 32 2.4 20.9 -- -- -- ND 0 0.0083E 0

RW-35 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 419 21 43 0.50 20.9 -- -- -- -- 0 0.0058E 0.8

RW-35 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 574 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --
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RW-35 05/19/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

16 0.30 8.0 7.3 <1.1 0.087 0.065 0.28 0.12 0.42 0.54 <0.050 471 17 47 0 20.4 -- -- -- ND 1.8 0E 1.2

RW-35 06/02/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

<0.10 <0.25 <0.12 <0.10 <1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 411 13 34 0 20.9 ND ND ND ND 0 0E 0.4

RW-35 07/22/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

1.0 <0.26 0.15 0.86 <1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 1,325 43 9.4 2.4 20.8 ND 15 85 ND 0.35 0.0081E 0.8

RW-35 08/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 833 34 67 0.60 20.5 -- -- -- -- 9.8 0.014E 0.4

RW-35 09/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 358 -- -- -- -- -- -- -- -- -- -- SVE system taken offline.E --

RW-35 12/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,662 -- 30 -- -- -- -- -- -- -- -- Well turned on at indicated flow rate.E --

RW-35 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 586 5.7 24 0.60 20.9 -- -- -- -- 0 0.0041E 0.6

RW-35 02/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 193 4.0 30 2.6 20.6 ND ND ND ND 0.89 0.0075E 0.4

RW-35 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 629 21 39 0 20.8 -- -- -- -- 1.2 0E 0.4

RW-35 04/19/12 TO-14 2.2 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 614 6.3 42 0 20.9 ND ND ND 100 0 0E 0

RW-35 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 4.7 30 0 20.9 -- -- -- -- 0 0E 0

RW-35 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 989 5.5 28 0 20.9 -- -- -- -- 0 0E 0.4

RW-35 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 840 4.3 27 0 20.8 ND ND ND ND 1.1 0E 0.2

RW-35 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 28 4.4 2.0 20.5 -- -- -- -- 0.59 0.0029E 0.4

RW-35 08/28/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 1.0 31 7.8 20.9 -- -- -- -- 0 0.084E 0

RW-35 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 773 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --
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RW-35 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,000 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 588 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 2,464 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 667 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 669 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 674 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 841 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-35 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,978 -- -- -- -- -- -- -- -- -- -- Well remained shut down through the 

reporting period.

C --

RW-36 10/27/05 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 0.70 5.2 906 17.4 -- -- -- -- -- --E --

RW-36 11/01/05 -- -- -- -- -- -- -- -- -- -- -- -- -- 116 0.50 5.7 4,059 17.5 -- -- -- -- 6.3 7.3E --

RW-36 11/15/05 TO-14 3,600 73 2,900 610 3.8 30 4.5 26 23 69 92 <0.050 311 0.40 7.0 2,728 18.7 2.0 81 17 <1 4.8 5.8E --

RW-36 12/20/05 TO-14 1,800 52 1,600 180 4.6 10 0.19 0.56 2.3 3.7 6.0 <0.050 311 0.30 5.3 1,273 18.9 2.8 87 9.8 <1 -- -- System restarted after upgradesE --

RW-36 01/10/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 866 0.30 4.7 2,458 18.3 -- -- -- -- 7.1 6.5E --

RW-36 02/06/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 666 10 5.0 2,154 17.5 -- -- -- -- 5.9 3.6E --

RW-36 03/03/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 551 0.50 5.0 3,400 17.5 -- -- -- -- 5.3 5.1E --

RW-36 04/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 819 0.50 5.8 660 17.2 -- -- -- -- 6.3 1.1E --

RW-36 06/21/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,370 0 5.7 1,040 16.6 -- -- -- -- 6.6 1.6 DIL1E --

RW-36 07/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 479 0.50 4.9 1,452 17.0 -- -- -- -- 6.4 2.3E --

RW-36 08/08/06 TO-14 1,300 21 1,100 200 7.6 1.0 0.21 0.11 0.40 0.47 0.87 <0.050 658 0.10 5.0 527 16.9 1.6 83 15 <1 6.6 0.84E --

RW-36 09/13/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 805 0.30 5.0 896 17.1 -- -- -- -- 3.4 1.4E --

RW-36 10/18/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 564 0.10 4.8 3,996 7.30 -- -- -- -- 15 4.2 DIL1E --
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Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates
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RW-36 11/07/06 TO-14 600 42 430 140 <0.10 0.99 0.36 0.28 0.82 1.1 1.9 <0.050 477 -- 8.4 850 16.5 6.9 70 23 ND 12 2.3E --

RW-36 12/12/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 1.4 7.6 2,580 14.8 -- -- -- -- 1.9 1.3E --

RW-36 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 536 1.1 9.3 660 16.2 -- -- -- -- 12 1.6 DIL1E --

RW-36 02/14/07 TO-14 100 <0.50 4.6 97 1.4 <0.050 0.094 0.10 5.6 7.7 13 <0.050 772 1.2 5.5 155 5.50 ND 4.4 94 1.4 25 0.25E --

RW-36 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 525 0.10 6.1 1,538 17.0 -- -- -- -- 6.5 2.5E --

RW-36 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 694 0.90 6.1 514 16.5 -- -- -- -- 9.0 1.0 DIL1E --

RW-36 05/08/07 TO-14 470 76 310 80 <0.50 0.68 0.61 0.76 0.63 2.2 2.8 <0.050 644 0.80 7.7 296 18.3 16 66 17 ND 6.7 0.74E --

RW-36 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 833 1.1 8.2 608 17.2 -- -- -- -- 9.6 1.5E --

RW-36 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 819 0.40 5.5 1,180 16.3 -- -- -- -- 11 2.8 Hour meter broken; replaced.E --

RW-36 08/06/07 TO-14 270 17 210 62 6.1 0.26 0.092 <0.050 <0.050 <0.050 <0.10 <0.050 640 0.50 1.0 702 16.0 5.8 71 21 2.1 1.6 0.23 DIL1E --

RW-36 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 686 -- -- -- -- -- -- -- -- -- --E --

RW-36 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 0.10 6.2 71 20.1 -- -- -- -- 1.7 0.14E --

RW-36 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 697 0.20 3.1 199 20.1 -- -- -- -- 0.78 0.19E --

RW-36 11/15/07 TO-14 98 1.5 56 35 4.4 <0.050 0.21 0.38 2.1 3.5 5.6 <0.050 783 0 0 169 19.7 1.5 58 36 4.5 0 0E --

RW-36 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 663 0 7.1 108 18.8 -- -- -- -- 4.8 0.24E --

RW-36 01/09/08 TO-14 170 0.60 120 40 2.4 0.13 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 619 0.50 1.0 603 17.1 <1 74 25 1.5 1.3 0.20E --

RW-36 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 727 5.0 33 380 18.0 -- -- -- -- 28 3.6E --

RW-36 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 640 5.8 7.7 502 17.8 -- -- -- -- 7.9 1.2E --

RW-36 04/10/08 TO-14 270 14 220 54 3.3 0.68 0.16 <0.050 0.088 0.22 0.31 <0.050 720 8.6 11 502 16.6 4.8 76 19 1.1 15 1.7 DIL1E --

RW-36 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 8.3 30 404 15.9 -- -- -- -- 48 3.8 DIL1E --

RW-36 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 715 10 5.7 458 16.3 -- -- -- -- 8.2 0.79 DIL1E --

RW-36 07/07/08 TO-14 13 0.66 3.0 5.8 1.1 0.063 0.42 0.84 0.65 1.6 2.3 <0.050 840 15 28 1,002 14.1 6.3 28 55 10 63 9.0 DIL1E --

RW-36 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 9.5 30 1.1 20.9 -- -- -- -- 0 0.0011E --

RW-36 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 11 13 2,448 15.1 -- -- -- -- 4.4 1.8 DIL1E --

RW-36 10/08/08 TO-14 100 5.1 84 16 1.1 0.59 0.13 <0.050 0.080 0.12 0.20 0.23 74 1.5 5.0 362 11.1 4.8 79 15 1.0 1.4 0.052 DIL1E --

RW-36 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-36 12/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 1.4 5.1 -- -- -- -- -- -- -- -- VOC and oxygen data not collected.E --

RW-36 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 0 2.9 736 11.3 -- -- -- -- 6.9 0.52 DIL1E --

RW-36 01/07/09 TO-14 150 9.2 91 39 8.0 1.2 0.68 <0.050 <0.050 0.12 0.12 0.58 166 18 31 84 14.1 6.3 62 26 5.4 19 0.23 DIL1E --

RW-36 02/02/09 TO-14 24 <0.50 3.6 17 3.2 <0.050 0.14 <0.050 2.2 3.8 6.0 <0.050 170 4.0 32 4.8 20.9 ND 15 71 13 0 0.014E --

RW-36 02/12/09 TO-14 <2.0 <0.50 0.51 <0.50 <0.50 0.14 <0.050 0.40 <0.050 0.059 0.059 <0.050 101 0 5.2 0 20.9 ND 100 ND ND 0 0E --

RW-36 03/02/09 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 173 0 10 0 20.9 ND ND ND ND 0 0E --

RW-36 04/02/09 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.073 0.073 <0.050 190 0 6.4 0 19.8 ND ND ND ND 0.60 0E --
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-36 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 0 6.5 0 20.1 -- -- -- -- 0.34 0E --

RW-36 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 1.1 6.0 0 19.7 -- -- -- -- 0.62 0E --

RW-36 07/24/09 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 191 0 7.3 0 20.4 ND ND ND ND 0.25 0E --

RW-36 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 0 7.0 4.0 18.6 -- -- -- -- 1.3 0.0021E --

RW-36 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 0 5.4 0 20.9 -- -- -- -- 0 0E --

RW-36 10/14/09 TO-14 <0.50 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 0 4.5 1.4 20.9 ND ND ND ND 0 0.00042E --

RW-36 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 0 0 0.60 20.7 -- -- -- -- 0 0E --

RW-36 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 0 3.4 24 9.60 -- -- -- -- 4.6 0.0095 DIL1E --

RW-36 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 2.7 7.2 0 13.9 -- -- -- -- 2.8 0E 10.4

RW-36 01/29/10 TO-14 110 1.3 56 48 6.6 0.052 0.075 <0.050 0.38 0.75 1.1 0.081 -- -- -- -- -- -- -- -- -- -- --E --

RW-36 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-36 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 0 6.4 0 19.6 -- -- -- -- 0.40 0E 1.6

RW-36 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 68 115 -- -- -- -- -- -- -- --E --

RW-36 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 15 38 37 18.7 -- -- -- -- 28 0.47E 3.8

RW-36 07/07/10 TO-14 0.19 <0.050 <0.10 0.19 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 190 1.4 0.40 1.8 20.9 ND ND -- ND 0 0.000020E 0

RW-36 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-36 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-36 10/05/10 TO-14 1.2 <0.050 <0.10 0.63 0.55 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 190 55 19 0 20.9 ND ND -- -- 0 0E 0

RW-36 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 57 9.9 0.80 20.4 -- -- -- -- 0.53 0.00083E 0.2

RW-36 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 59 15 8.1 20.9 -- -- -- -- 0 0.0084E 0

RW-36 01/11/11 TO-14 4.4 1.1 2.3 0.89 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 233 81 10 7.2 20.9 -- -- -- ND 0 0.0082E 0.2

RW-36 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 419 84 19 0.50 20.9 -- -- -- -- 0 0.0026E 0.4

RW-36 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 574 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-36 05/19/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

26 0.78 13 12 <1.1 0.16 0.10 0.42 0.20 0.68 0.88 <0.050 471 57 20 4.6 20.9 -- -- -- ND 0 0.0068E 0.4
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RW-36 06/02/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

<0.12 <0.30 <0.14 <0.12 <1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 411 62 23 0 20.9 ND ND ND ND 0 0E 0.2

RW-36 07/22/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

2.3 0.35 1.4 0.55 <1.1 <0.050 <0.050 <0.050 <0.050 0.052 0.052 <0.050 1,325 43 8.1 2.2 20.8 15 61 24 ND 0.30 0.0064E 0.8

RW-36 08/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 833 33 13 0.40 20.7 -- -- -- -- 0.94 0.0018E 0.4

RW-36 09/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 358 -- -- -- -- -- -- -- -- -- -- SVE system taken offline.E --

RW-36 12/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,662 -- 32 -- -- -- -- -- -- -- -- Well turned on at indicated flow rate.E --

RW-36 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 586 0.70 5.9 0.40 17.1 -- -- -- -- 6.6 0.00067E 6.4

RW-36 02/01/12 TO-14 5.0 <0.50 2.2 1.9 <0.50 <0.050 <0.050 <0.050 <0.050 0.054 0.054 <0.050 193 8.1 28 25 18.4 ND 54 46 ND 6.9 0.066E 4.0

RW-36 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 629 6.2 41 7.2 20.5 -- -- -- -- 5.0 0.087E 1.6

RW-36 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.55 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 614 7.2 43 0 20.2 ND ND ND 100 5.2 0E 0.2

RW-36 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 4.1 28 0 19.9 -- -- -- -- 10 0E 1.6

RW-36 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 989 4.6 27 0.10 20.9 -- -- -- -- 0 0.00092E 2.0

RW-36 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 840 4.3 24 0 19.8 ND ND ND ND 10 0E 1.6

RW-36 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 27 4.2 1.9 19.3 -- -- -- -- 2.3 0.0026E 2.4

RW-36 08/28/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 4.0 29 4.7 19.4 -- -- -- -- 15 0.047E 2.0

RW-36 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 773 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,000 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 588 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 2,464 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --
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RW-36 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 667 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 669 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 674 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 841 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-36 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,978 -- -- -- -- -- -- -- -- -- -- Well remained shut down through the 

reporting period.

E --

RW-37 10/27/05 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 2.6 5.5 -- 1.50 -- -- -- -- -- --E --

RW-37 11/01/05 -- -- -- -- -- -- -- -- -- -- -- -- -- 116 120 14 -- 10.6 -- -- -- -- 47 110E --

RW-37 11/15/05 TO-14 25,000 2,400 18,000 4,200 9.0 330 180 500 260 980 1,240 9.5 311 134 21 -- 5.20 9.8 73 17 <1 102 158E --

RW-37 12/20/05 TO-14 17,000 1,600 11,000 3,800 11 170 120 300 210 750 960 <0.050 311 79 46 -- 11.2 9.7 67 23 <10.000000013 -- System restarted after upgradesE --

RW-37 01/10/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 866 -- -- -- -- -- -- -- -- -- -- Unable to access (fresh concrete)E --

RW-37 02/06/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 666 134 -- -- -- -- -- -- -- -- -- Unable to sample due to water in lines.E --

RW-37 03/03/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 551 85 -- 10,160 10.1 -- -- -- -- -- -- DIL1E --

RW-37 04/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 819 96 51 880 20.2 -- -- -- -- 10 13E --

RW-37 06/21/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,370 117 11 2,480 12.8 -- -- -- -- 25 7.3 DIL1E --

RW-37 07/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 479 83 14 5,040 14.7 -- -- -- -- 29 22 DIL1E --

RW-37 08/08/06 TO-14 1,300 21 1,100 200 7.6 1.0 0.21 0.11 0.40 0.47 0.87 <0.050 658 73 6.5 43 13.9 1.6 83 15 <1 15 0.089E --

RW-37 09/13/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 805 78 11 5,080 14.1 -- -- -- -- 14 18 DIL1E --

RW-37 10/18/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 564 51 20 745 18.0 -- -- -- -- 13 3.2E --

RW-37 11/07/06 TO-14 50 4.6 26 18 <0.10 0.17 0.38 0.50 0.95 3.0 4.0 <0.050 477 134 65 2,472 11.2 9.4 53 37 ND 211 52 DIL1E --

RW-37 12/12/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 121 19 561 19.9 -- -- -- -- 0.81 0.70E --

RW-37 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 536 94 14 600 15.0 -- -- -- -- 21 2.1 DIL1E --

RW-37 02/14/07 TO-14 470 100 290 90 15 <0.050 0.21 0.12 2.4 3.3 5.7 <0.050 772 106 8.8 290 8.80 20 59 18 3.0 32 0.75E --

RW-37 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 525 87 10 74 19.7 -- -- -- -- 3.4 0.20E --

RW-37 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 694 102 31 289 19.2 -- -- -- -- 18 2.9E --
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RW-37 05/08/07 TO-14 870 210 540 130 6.1 1.7 1.1 <0.050 0.61 3.8 4.4 <0.050 644 82 3.0 238 18.7 24 61 15 <1 2.2 0.23E --

RW-37 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 833 105 11 220 20.0 -- -- -- -- 3.0 0.71E --

RW-37 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 819 107 15 65 20.5 -- -- -- -- 2.7 0.42 Hour meter broken; replaced.E --

RW-37 08/06/07 TO-14 72 17 41 12 3.9 <0.050 <0.050 <0.050 0.079 0.15 0.23 <0.050 640 90 6.3 33 20.8 23 55 16 5.3 0.21 0.066E --

RW-37 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 686 -- -- -- -- -- -- -- -- -- --E --

RW-37 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 97 12 6.7 20.9 -- -- -- -- 0 0.026E --

RW-37 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 697 105 24 22 20.9 -- -- -- -- 0 0.16E --

RW-37 11/15/07 TO-14 140 1.4 69 60 10 0.24 1.1 0.74 4.6 11 16 <0.050 783 108 7.0 2.9 20.6 <1 49 43 7.1 0.66 0.0062E --

RW-37 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 663 138 9.5 1.6 20.9 -- -- -- -- 0 0.0047E --

RW-37 01/09/08 TO-14 97 7.0 67 8.7 1.5 0.059 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 619 145 3.0 162 13.5 8.3 80 10 1.8 7.4 0.16 DIL1E --

RW-37 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 727 131 14 1,293 15.7 -- -- -- -- 21 5.0E --

RW-37 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 640 126 5.6 843 16.5 -- -- -- -- 8.2 1.5E --

RW-37 04/10/08 TO-14 690 160 500 70 <0.50 5.2 1.4 1.8 4.1 10 14 0.42 720 28 5.1 962 15.3 22 68 9.6 ND 9.6 1.6 DIL1E --

RW-37 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 118 6.8 632 16.0 -- -- -- -- 11 1.3 DIL1E --

RW-37 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 715 117 39 1,048 15.5 -- -- -- -- 65 12 DIL1E --

RW-37 07/07/08 TO-14 21 <0.50 6.2 8.5 1.2 0.15 0.60 1.5 0.92 2.3 3.2 <0.050 840 122 7.0 1,572 15.9 ND 39 53 7.5 12 3.6 DIL1E --

RW-37 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 79 20 500 17.6 -- -- -- -- 2.2 0.32E --

RW-37 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 82 5.8 840 11.2 -- -- -- -- 3.4 0.28 DIL1E --

RW-37 10/08/08 TO-14 65 16 42 4.7 1.1 0.067 <0.050 <0.050 0.18 0.23 0.41 <0.050 74 89 12 402 9.40 25 66 7.4 1.7 4.0 0.14 DIL1E --

RW-37 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to damaged vault 

lid.

E --

RW-37 10/14/09 TO-14 32 8.5 20 3.5 <0.98 0.20 0.081 <0.050 <0.050 0.34 0.34 <0.050 205 72 65 183 20.3 -- -- -- ND 0.35 0.10E --

RW-37 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 67 5.8 20 18.3 -- -- -- -- 1.0 0.0077E --

RW-37 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 85 24 13 14.4 -- -- -- -- 19 0.036E --

RW-37 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 3.4 6.4 0 10.7 -- -- -- -- 3.7 0E 11.6

RW-37 01/29/10 TO-14 4.3 1.2 2.6 0.48 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- -- -- -- ND -- --E --

RW-37 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-37 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 84 15 615 15.6 -- -- -- -- 3.7 0.42E 6.8

RW-37 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 72 360 -- -- -- -- -- -- -- --E --

RW-37 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 84 31 67 18.7 -- -- -- -- 23 0.68E 3.8

RW-37 07/07/10 TO-14 20 1.2 7.6 11 0.93 <0.050 <0.050 <0.050 0.15 0.30 0.45 <0.050 190 63 11 748 9.60 -- -- -- -- 3.7 0.24 DIL1E 15.2

RW-37 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 50 32 811 18.2 -- -- -- -- 10 3.0E 5.0

RW-37 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --
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RW-37 10/05/10 TO-14 340 68 220 51 <7.7 1.4 0.56 0.28 1.5 4.0 5.5 <0.050 190 4.9 28 683 18.7 -- -- -- ND 6.0 1.8E 0

RW-37 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 64 33 1,098 17.4 -- -- -- -- 12 3.8E 0.8

RW-37 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 70 -- 759 18.6 -- -- -- -- -- -- Flow rate not measured due to equipment 

failure

E 40.0

RW-37 01/11/11 TO-14 790 200 520 70 <22 2.9 0.71 0.87 1.7 5.1 6.8 0.26 233 91 22 1,484 18.0 -- -- -- ND 7.2 3.6E 3.4

RW-37 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 419 93 38 0.10 20.8 -- -- -- -- 1.1 0.0010E 1.2

RW-37 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 574 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-37 05/19/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

220 44 150 29 <21 1.8 0.55 0.45 0.78 2.9 3.7 0.093 471 51 52 36 19.9 -- -- -- ND 4.0 0.14E 4.0

RW-37 06/02/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

200 42 140 17 <12 1.5 0.38 0.12 0.81 2.7 3.5 0.075 411 66 31 149 19.8 21 70 8.5 ND 14 1.9E 2.4

RW-37 07/22/11 Volatile 

Organi

c 

Compo

unds 

by 

GC/MS

260 43 190 24 <11 1.6 0.86 0.19 1.1 4.0 5.1 0.12 1,325 4.9 19 545 19.0 17 74 9.3 ND 14 3.8E 4.4

RW-37 08/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 833 37 23 459 19.2 -- -- -- -- 14 3.7E 3.2

RW-37 09/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 358 -- -- -- -- -- -- -- -- -- -- SVE system taken offline.E --

RW-37 12/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,662 -- 30 -- -- -- -- -- -- -- -- Well turned on at indicated flow rate.E --

RW-37 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 586 8.2 40 512 20.1 -- -- -- -- 9.4 5.8E 2.8

RW-37 02/01/12 TO-14 59 7.6 41 14 0.86 1.2 1.1 0.18 1.1 5.4 6.5 0.088 193 5.2 29 422 19.2 12 65 22 1.4 5.0 1.2E 30.0

RW-37 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 629 47 62 335 19.5 -- -- -- -- 27 6.2E 2.0
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RW-37 04/19/12 TO-14 50 7.3 37 9.6 0.66 0.94 0.53 0.072 0.57 2.6 3.2 0.050 614 42 40 418 19.9 13 68 18 1.2 6.9 2.8E 1.8

RW-37 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 42 57 262 19.9 -- -- -- -- 21 5.2E 1.6

RW-37 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 989 1.9 17 186 20.9 -- -- -- -- 0 1.1E 2.6

RW-37 07/11/12 TO-14 17 2.0 11 3.6 <0.50 0.29 0.21 <0.050 0.083 0.96 1.0 <0.050 840 34 44 185 19.8 12 66 22 ND 19 3.1E 1.8

RW-37 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 33 31 102 19.4 -- -- -- -- 16 1.0E 2.0

RW-37 08/28/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- -- -- -- -- -- -- -- -- -- Unable to access well due to construction 

activities.

E --

RW-37 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 773 -- -- -- -- -- -- -- -- -- -- Unable to access well due to construction 

activities.

E --

RW-37 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,000 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

C --

RW-37 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 588 -- -- -- -- -- -- -- -- -- -- Well shut down due to construction 

activities.

E --

RW-37 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 2,464 -- -- -- -- -- -- -- -- -- -- Unable to access well due to construction 

activities.

E --

RW-37 04/24/13 TO-14 52 8.0 40 7.5 <0.50 <0.050 0.27 <0.050 0.30 1.1 1.4 <0.050 667 15 44 3.8 18.8 14 72 14 ND 31 0.055E 0

RW-37 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 670 41 38 440 18.8 -- -- -- -- 27 5.5E 2.4

RW-37 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 669 3.1 38 27 19.0 -- -- -- -- 24 0.33E 2.2

RW-37 07/18/13 TO-14 2.3 <0.50 1.9 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 674 37 68 20 19.8 ND 100 ND ND 24 0.42E 1.8

RW-37 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 841 2.4 33 29 19.2 -- -- -- -- 19 0.32E 2.4

RW-37 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 474 2.5 24 14 19.6 -- -- -- -- 10 0.10E 2.2

RW-37 11/04/13 TO-14 15 18 110 29 0.88 1.6 0.98 2.0 3.0 7.2 10 0.31 1,113 34 34 1,814 18.2 11 70 18 <1 27 17E 4.0

RW-37 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 865 9.3 -- 199 18.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 3.2

RW-38A 10/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 37 44 3,676 -- -- -- -- -- -- -- Start of remedial operations at this well.E --

RW-38A 10/24/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 35 45 1,453 17.5 -- -- -- -- 24 21E --

RW-38A 11/01/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 36 43 1,792 17.5 -- -- -- -- 49 25E --

RW-38A 11/28/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 420 98 12 36 20.5 -- -- -- -- 1.0 0.11E --

RW-38A 12/05/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 130 11 48 20.1 -- -- -- -- 3.0 0.18E --

RW-38A 12/20/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 117 19 36 19.2 -- -- -- -- 4.1 0.15E --

RW-38A 01/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 94 11 44 18.7 -- -- -- -- 7.5 0.15E --

RW-38A 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 92 8.3 24 19.6 -- -- -- -- 2.1 0.037E --

RW-38A 01/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 181 103 12 120 20.1 -- -- -- -- 2.9 0.43E --

RW-38A 01/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 127 98 28 48 20.4 -- -- -- -- 3.5 0.33E --
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RW-38A 01/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 171 68 8.2 42 20.5 -- -- -- -- 1.1 0.11E --

RW-38A 02/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 292 91 8.9 143 20.0 -- -- -- -- 2.3 0.36E --

RW-38A 02/20/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 129 101 10 144 20.5 -- -- -- -- 1.2 0.42E --

RW-38A 02/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 103 9.7 46 20.2 -- -- -- -- 2.3 0.14E --

RW-38A 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 91 8.0 63 17.2 -- -- -- -- 6.5 0.11E --

RW-38A 04/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 88 10 21 18.9 -- -- -- -- 6.9 0.070E --

RW-38A 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 100 14 23 19.1 -- -- -- -- 8.4 0.10E --

RW-38A 04/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 107 19 26 19.0 -- -- -- -- 12 0.16E --

RW-38A 04/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 100 19 21 18.7 -- -- -- -- 14 0.13E --

RW-38A 04/30/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 103 20 17 19.0 -- -- -- -- 13 0.11E --

RW-38A 05/08/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 78 15 8.0 20.0 -- -- -- -- 4.4 0.038E --

RW-38A 05/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 90 20 21 19.0 -- -- -- -- 13 0.14E --

RW-38A 05/23/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 109 16 59 18.9 -- -- -- -- 7.6 0.22E --

RW-38A 05/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 106 11 4.6 18.7 -- -- -- -- 8.1 0.016E --

RW-38A 06/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 108 18 18 18.3 -- -- -- -- 16 0.11E --

RW-38A 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 107 20 20 18.0 -- -- -- -- 19 0.13E --

RW-38A 06/19/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 91 55 74 20.7 -- -- -- -- 3.7 1.3E --

RW-38A 07/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 385 105 16 47 18.1 -- -- -- -- 15 0.24E --

RW-38A 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 105 19 30 18.8 -- -- -- -- 13 0.18 Hour meter broken, replaced.E --

RW-38A 07/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 97 23 3.2 18.9 -- -- -- -- 15 0.023E --

RW-38A 07/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 93 20 39 20.3 -- -- -- -- 4.0 0.25E --

RW-38A 08/01/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 87 6.1 10 17.7 -- -- -- -- 6.6 0.020E --

RW-38A 08/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 88 18 19 17.7 -- -- -- -- 20 0.12E --

RW-38A 08/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 94 17 7.3 18.4 -- -- -- -- 9.4 0.027E --

RW-38A 08/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 264 91 16 31 19.2 -- -- -- -- 9.2 0.16E --

RW-38A 08/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 98 95 20 6.1 19.4 -- -- -- -- 10 0.041E --

RW-38A 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 211 110 18 8.1 18.5 -- -- -- -- 14 0.046E --

RW-38A 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 95 18 23 18.6 -- -- -- -- 14 0.14E --

RW-38A 09/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 314 90 16 20 18.4 -- -- -- -- 11 0.091 Only field measurements collected during 

flow rate optimization.

E --

RW-38A 10/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 98 19 36 19.7 -- -- -- -- 7.5 0.22E --

RW-38A 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 194 101 17 56 19.9 -- -- -- -- 5.8 0.32E --

RW-38A 10/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 96 18 41 20.1 -- -- -- -- 4.9 0.25E --
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RW-38A 10/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 100 19 22 20.0 -- -- -- -- 5.7 0.14E --

RW-38A 11/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 106 19 9.7 19.6 -- -- -- -- 6.2 0.045E --

RW-38A 11/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 137 105 18 13 20.9 -- -- -- -- 0 0.073E --

RW-38A 11/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 319 109 18 6.9 20.4 -- -- -- -- 3.1 0.041E --

RW-38A 12/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 136 16 9.3 20.7 -- -- -- -- 0.88 0.040E --

RW-38A 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 133 4.6 13 19.5 -- -- -- -- 2.1 0.019 Water in line.E --

RW-38A 12/21/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 136 51 4.7 20.9 -- -- -- -- 0 0.077E --

RW-38A 01/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 313 136 10 2.8 20.9 -- -- -- -- 0 0.0092 Water in line.E --

RW-38A 01/09/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 141 139 15 8.5 20.9 -- -- -- -- 0 0.040E --

RW-38A 01/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 301 136 25 19 20.9 -- -- -- -- 0 0.13E --

RW-38A 01/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 135 7.9 10 20.3 -- -- -- -- 1.6 0.026 Water in line.E --

RW-38A 02/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 135 18 17 20.7 -- -- -- -- 1.2 0.096E --

RW-38A 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 126 23 19 20.2 -- -- -- -- 3.8 0.10E --

RW-38A 02/20/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 125 25 16 20.4 -- -- -- -- 4.2 0.12E --

RW-38A 02/25/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 128 24 1.9 20.7 -- -- -- -- 1.6 0.015E --

RW-38A 03/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 122 21 10 19.9 -- -- -- -- 7.1 0.070E --

RW-38A 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 118 22 13 20.9 -- -- -- -- 0 0.094E --

RW-38A 04/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 528 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-38A 04/10/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-38A 04/21/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- No access to vault due to construction.E --

RW-38A 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 05/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 05/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 05/22/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 240 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 05/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 130 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 06/17/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 360 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 07/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 07/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 28 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 35 33 93 19.0 -- -- -- -- 7.8 0.37E --

RW-38A 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 34 25 172 20.2 -- -- -- -- 4.1 0.98E --

RW-38A 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 19 933 19.7 -- -- -- -- 7.8 5.9E --
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RW-38A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 42 24 490 20.0 -- -- -- -- 1.7 0.91E --

RW-38A 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 23 26 20.9 -- -- -- -- 0 0.12E --

RW-38A 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 38 21 501 19.8 -- -- -- -- 2.3 1.00E --

RW-38A 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 27 380 20.6 -- -- -- -- 0.65 0.80E --

RW-38A 10/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 24 51 10 -- -- -- -- -- -- -- -- Flow rate adjusted. Sample not collected.E --

RW-38A 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 27 162 20.1 -- -- -- -- 3.6 0.71E --

RW-38A 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 40 26 133 20.7 -- -- -- -- 0.70 0.46E --

RW-38A 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 35 725 20.6 -- -- -- -- 1.0 2.4E --

RW-38A 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 50 314 20.0 -- -- -- -- 15 5.0E --

RW-38A 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 10 411 20.0 -- -- -- -- 0.83 0.37E --

RW-38A 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 36 20 1,500 20.5 -- -- -- -- 1.3 4.8E --

RW-38A 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 15 251 20.5 -- -- -- -- 1.5 0.90E --

RW-38A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 33 24 834 20.4 -- -- -- -- 3.5 5.7E --

RW-38A 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 19 160 20.5 -- -- -- -- 2.9 1.1E --

RW-38A 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 8.5 144 20.3 -- -- -- -- 0.95 0.22E --

RW-38A 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 14 15 20.1 -- -- -- -- 3.3 0.057E --

RW-38A 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 7.1 185 20.3 -- -- -- -- 1.1 0.34E --

RW-38A 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 42 9.9 67 19.4 -- -- -- -- 2.5 0.11E --

RW-38A 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 50 29 479 19.4 -- -- -- -- 11 3.4E --

RW-38A 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 11 60 20.9 -- -- -- -- 0 0.20E --

RW-38A 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 54 15 380 20.0 -- -- -- -- 3.4 1.4E --

RW-38A 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 14 21 20.0 -- -- -- -- 6.1 0.14E --

RW-38A 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 60 32 429 20.0 -- -- -- -- 4.1 1.9E --

RW-38A 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-38A 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 15 198 20.6 -- -- -- -- 0.79 0.50E --

RW-38A 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 7.9 1,504 18.3 -- -- -- -- 16 9.0 DIL1E --

RW-38A 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 35 187 20.2 -- -- -- -- 4.3 1.1E --

RW-38A 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 61 24 133 20.9 -- -- -- -- 0 1.4E --

RW-38A 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 27 0 20.9 -- -- -- -- 0 0E --

RW-38A 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 8.4 711 19.1 -- -- -- -- 5.0 1.9E --

RW-38A 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 57 12 128 19.4 -- -- -- -- 5.9 0.48E --

RW-38A 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 60 9.6 0 19.8 -- -- -- -- 5.0 0E --
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RW-38A 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 60 10 657 20.4 -- -- -- -- 1.7 2.2E --

RW-38A 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 6.7 213 19.6 -- -- -- -- 3.4 0.53 Hour meter reading unavailable.E --

RW-38A 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 16 505 19.7 -- -- -- -- 5.3 2.1E --

RW-38A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 53 4.6 316 19.8 -- -- -- -- 2.0 0.56E --

RW-38A 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 17 125 20.3 -- -- -- -- 2.1 0.42E --

RW-38A 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 22 26 20.5 -- -- -- -- 1.3 0.083E --

RW-38A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 44 22 30 20.2 -- -- -- -- 10 0.44E --

RW-38A 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 27 104 20.8 -- -- -- -- 0.90 0.91E --

RW-38A 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 15 30 20.0 -- -- -- -- 4.4 0.14E --

RW-38A 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 20 76 20.1 -- -- -- -- 2.4 0.22E --

RW-38A 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 21 29 20.4 -- -- -- -- 2.1 0.12E --

RW-38A 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 24 21 20.7 -- -- -- -- 1.6 0.16E --

RW-38A 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 24 27 20.1 -- -- -- -- 6.5 0.22E --

RW-38A 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 26 5.9 20.9 -- -- -- -- 0 0.035E --

RW-38A 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38A 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 43 18 20.5 -- -- -- -- 5.7 0.25E --

RW-38A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 33 21 20.9 -- -- -- -- 0 0.25E --

RW-38A 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 42 36 20.6 -- -- -- -- 1.4 0.17E --

RW-38A 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 29 23 20.8 -- -- -- -- 0.77 0.17E --

RW-38A 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 38 30 26 20.9 -- -- -- -- 0 0.26E --

RW-38A 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 30 86 20.9 -- -- -- -- 0 0.83 Water in line.E --

RW-38A 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 43 43 20.8 -- -- -- -- 1.0 0.43E --

RW-38A 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 29 26 20.7 -- -- -- -- 2.8 0.35E --

RW-38A 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38A 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 7.7 16 20.9 -- -- -- -- 0 0.045E --

RW-38A 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 17 37 19.8 -- -- -- -- 3.5 0.11E --

RW-38A 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 18 16 20.9 -- -- -- -- 0 0.11E --

RW-38A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 30 31 20.2 -- -- -- -- 6.6 0.28E --

RW-38A 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 34 8.5 20.9 -- -- -- -- 0 --E --

RW-38A 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38A 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 21 2.2 20.9 -- -- -- -- 0 0.018E --
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RW-38A 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 23 16 0 20.2 -- -- -- -- 2.9 0E --

RW-38A 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 44 24 0 20.5 -- -- -- -- 5.3 0E 0.4

RW-38A 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38A 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 58 38 18 20.7 -- -- -- -- 2.3 0.20E 0.2

RW-38A 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 34 11 20.7 -- -- -- -- 2.3 0.12E 0.2

RW-38A 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 51 37 0 20.9 -- -- -- -- 0 0E 0

RW-38A 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 52 0 20.4 -- -- -- -- 7.6 0 MRP updated to Addendum 6 of the CAO.E 0.3

RW-38A 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 48 39 11 20.8 -- -- -- -- 1.3 0.14E 0.2

RW-38A 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 45 15 20.9 -- -- -- -- 0 0.21E 0

RW-38A 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 45 28 5.1 20.9 -- -- -- -- 0 0.045E 0.4

RW-38A 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 37 4.4 20.9 -- -- -- -- 0 0.029E 2.2

RW-38A 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 34 18 20.5 -- -- -- -- 7.7 0.33E 0.1

RW-38A 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 35 0 20.8 -- -- -- -- 1.2 0E 0.2

RW-38A 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 29 22 20.6 -- -- -- -- 3.0 0.21E 0.5

RW-38A 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 29 4.6 20.6 -- -- -- -- 3.2 0.047E 0.4

RW-38A 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 32 26 7.8 20.8 -- -- -- -- 0.86 0.065E 0.2

RW-38A 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 27 6.2 20.8 -- -- -- -- 0.76 0.046E 0.3

RW-38A 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-38A 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 22 6.6 20.8 -- -- -- -- 0.74 0.047E 0.2

RW-38A 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-38A 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 18 9.2 20.9 -- -- -- -- 0 0.060E 0.2

RW-38A 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 16 7.0 20.7 -- -- -- -- 1.5 0.050E 0.2

RW-38A 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 10 12 20.8 -- -- -- -- 0.28 0.033E 0.2

RW-38A 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-38A 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-38A 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 28 26 -- -- -- -- -- -- -- -- Field readings not collected due to 

construction equipment blocking access to 

vault.

E --

RW-38A 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 28 23 18 20.2 -- -- -- -- 6.3 0.16E 0.5

RW-38A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 21 0 -- -- -- -- -- -- 0 Oxygen and carbon dioxide readings not 

collected due to equipment failure.

E --
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RW-38A 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 20 10 20.7 -- -- -- -- 0.84 0.042E 0

RW-38A 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 24 20 20 20.7 -- -- -- -- 1.5 0.14E 0.2

RW-38A 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-38A 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 19 3.1 20.9 -- -- -- -- 0 0.021E 0.2

RW-38A 10/12/10 TO-14 28 <0.050 0.21 22 6.3 <0.050 <0.050 <0.050 0.13 0.077 0.21 <0.050 -- -- 25 10 20.5 ND -- -- -- -- -- Static vacuum reading not collected.E 0.4

RW-38A 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 68 58 20.5 -- -- -- -- 13 1.8E 0.6

RW-38A 10/26/10 TO-14 32 1.4 17 14 <5.0 0.13 0.20 0.46 0.45 0.23 0.68 <0.050 136 24 24 26 20.4 -- -- -- ND 3.3 0.17E 0.5

RW-38A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 25 22 38 20.5 -- -- -- -- 0.89 0.082E 0.1

RW-38A 11/09/10 TO-14 47 0.67 14 27 5.7 0.056 0.20 0.60 0.66 1.1 1.8 <0.050 156 26 56 24 -- -- -- -- -- -- 0.69 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction.

E --

RW-38A 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- 11 20.9 -- -- -- -- 0 -- Flow rate not measured due to equipment 

malfunction.

E 0.2

RW-38A 11/23/10 TO-14 24 0.072 1.3 19 3.8 <0.050 <0.050 <0.050 0.11 0.074 0.18 <0.050 113 26 17 159 20.8 -- -- -- -- 0.39 0.60E 0.7

RW-38A 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 15 13 20.8 -- -- -- -- 0.51 0.066E 0.4

RW-38A 12/07/10 TO-14 27 <0.087 0.98 21 4.7 <0.050 <0.050 <0.050 0.34 0.31 0.65 <0.050 195 26 15 7.9 20.9 ND -- -- -- 0 0.043 Water in line.E 0.5

RW-38A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 26 22 31 20.9 -- -- -- -- 0 0.20E 0

RW-38A 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-38A 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-38A 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 13 4.2 20.4 -- -- -- -- -- --E 0.2

RW-38A 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 40 -- 6.8 20.1 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.8

RW-38A 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 40 24 8.1 20.2 -- -- -- -- 2.3 0.026E 0.6

RW-38A 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 12 0 20.4 -- -- -- -- 1.7 0E 0.8

RW-38A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 42 11 0 20.4 -- -- -- -- 2.2 0E 0.2

RW-38A 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 41 37 0 20.9 -- -- -- -- 0 0E 0.2

RW-38A 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 41 31 1.6 20.4 -- -- -- -- 9.6 0.030E 0.6

RW-38A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-38A 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --
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RW-38A 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 17 1.4 20.9 -- -- -- -- 0 --E 0.2

RW-38A 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 13 2.3 20.9 -- -- -- -- 0 0.012 Water in line.E 0.2

RW-38A 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 15 9.1 20.9 -- -- -- -- 0 0.056E 0.1

RW-38A 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 24 0 20.9 -- -- -- -- 0 0E 0

RW-38A 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 9.1 0 20.9 -- -- -- -- 0 0E 0

RW-38A 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-38A 07/13/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 24 8.4 4.3 20.9 ND ND ND ND 0 0.012E 0.2

RW-38A 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 9.0 4.9 20.9 -- -- -- -- 0 0.012E 0

RW-38A 07/27/11 TO-14 9.8 <0.50 <0.50 <0.50 10 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 24 8.9 4.3 20.9 ND ND ND 100 0 0.014E 0

RW-38A 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 9.4 20 20.9 -- -- -- -- 0 0.060E 0

RW-38A 08/11/11 TO-14 17 <0.50 <0.50 0.73 18 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 24 2.6 3.9 20.9 ND ND 3.9 96 0 0.0028E 0

RW-38A 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 11 15 20.9 -- -- -- -- 0 0.060E 0

RW-38A 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 18 9.8 1.5 20.8 ND ND ND ND 0.33 0.0048E 0

RW-38A 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 10 7.6 20.5 -- -- -- -- 1.4 0.025E 0.4

RW-38A 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-38A 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 11 0 20.9 -- -- -- -- 0 0E 0

RW-38A 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 25 12 0.60 20.9 -- -- -- -- 0 0.0023E 0.2

RW-38A 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 15 4.9 20.9 -- -- -- -- 0 0.023E 0.1

RW-38A 10/07/11 TO-14 2.1 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 145 35 19 1.4 20.8 ND ND ND 100 0.43 0.0058E 0.2

RW-38A 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-38A 10/20/11 TO-14 9.0 <0.50 <0.50 <0.50 8.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 30 18 0 20.9 ND ND ND 100 0 0E 0

RW-38A 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-38A 11/01/11 TO-14 3.3 <0.50 <0.50 1.7 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 22 16 5.8 20.7 ND ND 50 50 1.5 0.043E 0.2

RW-38A 11/09/11 TO-14 10 <0.50 <0.50 2.4 7.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 13 17 0 20.9 ND ND 26 74 0 0E 0

RW-38A 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 22 18 11 20.8 -- -- -- -- 0.55 0.057E 0.2

RW-38A 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-38A 11/30/11 TO-14 5.0 <0.50 <0.50 0.98 3.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 23 17 2.8 20.7 ND ND 25 75 1.9 0.025E 0.4

RW-38A 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-38A 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- -- -- -- -- -- -- -- -- -- Well shut down.E --
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RW-38A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 424 17 9.4 12 20.7 -- -- -- -- 0.51 0.029E 0.1

RW-38A 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-38A 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 9.7 3.1 20.9 -- -- -- -- 0 0.0028E 0.2

RW-38A 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 8.6 2.2 20.9 -- -- -- -- 0 0.0056E 0

RW-38A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 22 9.3 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-38A 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 34 0 20.9 -- -- -- -- 0 --E 0

RW-38A 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 6.3 0 20.9 -- -- -- -- 0 0E 0.1

RW-38A 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 20 16 4.5 20.9 -- -- -- -- 0 0.022E 0

RW-38A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 9.1 0 20.9 -- -- -- -- 0 0E 0

RW-38A 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 11 10 20.7 -- -- -- -- 0.69 0.034E 0.2

RW-38A 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 35 0 20.9 -- -- -- -- 0 0E 0

RW-38A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 18 4.5 0 20.9 -- -- -- -- 0 0E 0.1

RW-38A 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 9.4 1.9 20.9 -- -- -- -- 0 0.0077E 0.3

RW-38A 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 7.2 1.8 20.9 -- -- -- -- 0 0.0042E 0.2

RW-38A 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 7.3 1.3 20.9 -- -- -- -- 0 0.0033E 0

RW-38A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 8.7 0.70 20.9 -- -- -- -- 0 0.0018E 0.2

RW-38A 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 15 0 20.9 -- -- -- -- 0 0E 0

RW-38A 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 16 6.9 0.80 20.9 -- -- -- -- 0 0.0019E 0.1

RW-38A 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 17 12 7.2 20.9 -- -- -- -- 0 0.017E 0

RW-38A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 50 1.7 20.8 -- -- -- -- 1.7 0.028E 0

RW-38A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 8.4 5.9 20.9 -- -- -- -- 0 0.015E 0

RW-38A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 34 -- -- -- -- -- -- -- --V --

RW-38A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 22 -- -- -- -- -- -- -- --E --

RW-38A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-38A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-38A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- --  Well not monitored due to SVETS 1 shut 

down.

E --

RW-38A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-38A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 23 31 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0
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RW-38A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 48 -- -- -- -- -- -- -- --E --

RW-38A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 25 -- -- -- -- -- -- -- --V --

RW-38A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 20 0 20.9 -- -- -- -- 0 0E 0

RW-38A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 22 0 20.9 -- -- -- -- 0 0E 0.1

RW-38A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 19 5.6 20.9 -- -- -- -- 0 0.032E 0

RW-38A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 21 0 20.9 -- -- -- -- 0 0E 0

RW-38A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 24 0 20.9 -- -- -- -- 0 0E 0

RW-38A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 38 -- -- -- -- -- -- -- --V --

RW-38A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 39 -- -- -- -- -- -- -- --V --

RW-38A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 36 -- -- -- -- -- -- -- --V --

RW-38A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 27 3.1 20.9 -- -- -- -- 0 0.028E 0

RW-38A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 30 6.6 20.9 -- -- -- -- 0 0.060E 0

RW-38A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 25 1.2 20.9 -- -- -- -- 0 0.0099E 0

RW-38A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 26 3.1 20.9 -- -- -- -- 0 0.028E 0

RW-38A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 7.2 0 20.9 -- -- -- -- 0 0E 0

RW-38A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 30 1.9 20.9 -- -- -- -- 0 0.020E 0

RW-38A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 16 4.9 20.9 -- -- -- -- 0 0.023E 0

RW-38A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 3.5 3.0 20.6 -- -- -- -- 0.30 0.0029E 0

RW-38A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 17 0 20.9 -- -- -- -- 0 0E 0.1

RW-38A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 22 3.9 20.9 -- -- -- -- 0 0.018E 0

RW-38A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 22 3.5 20.9 -- -- -- -- 0 0.033E 0

RW-38A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 17 1.2 20.9 -- -- -- -- 0 0.0073E 0

RW-38B 10/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 37 39 313 -- -- -- -- -- -- -- Start of remedial operations at this well.E --

RW-38B 10/24/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 36 5.3 48,120 8.30 -- -- -- -- 10 83 DIL1E --

RW-38B 11/01/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 36 6.7 32,660 9.90 -- -- -- -- 25 71 DIL1E --

RW-38B 01/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,344 94 27 3,320 16.3 -- -- -- -- 37 26 DIL1E --

RW-38B 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 91 23 1,323 17.4 -- -- -- -- 16 5.7E --

RW-38B 01/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 181 102 20 1,987 18.4 -- -- -- -- 16 12E --

RW-38B 01/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 127 98 24 2,517 17.0 -- -- -- -- 23 15E --

RW-38B 01/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 171 69 15 2,504 17.5 -- -- -- -- 17 12E --

RW-38B 02/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 292 91 7.4 1,214 17.4 -- -- -- -- 7.6 2.6E --

RW-38B 02/20/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 129 101 9.6 1,838 17.4 -- -- -- -- 10 5.2E --

RW-38B 02/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 104 9.7 2,080 14.2 -- -- -- -- 22 6.6 DIL1E --
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RW-38B 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 90 14 2,420 14.5 -- -- -- -- 20 7.3 DIL1E --

RW-38B 04/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 88 20 1,123 17.4 -- -- -- -- 23 7.2E --

RW-38B 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 100 22 653 17.7 -- -- -- -- 24 4.8E --

RW-38B 04/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 107 24 1,161 17.2 -- -- -- -- 30 9.2E --

RW-38B 04/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 100 16 782 17.7 -- -- -- -- 17 3.9E --

RW-38B 04/30/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 103 27 872 17.8 -- -- -- -- 28 7.7E --

RW-38B 05/08/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 79 14 357 19.2 -- -- -- -- 8.1 1.6E --

RW-38B 05/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 91 20 1,453 17.0 -- -- -- -- 26 9.4E --

RW-38B 05/23/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 110 22 1,487 17.0 -- -- -- -- 21 7.7E --

RW-38B 05/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 105 21 112 16.8 -- -- -- -- 28 0.76 DIL1E --

RW-38B 06/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 106 21 1,358 16.9 -- -- -- -- 29 9.6 DIL1E --

RW-38B 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 105 6.3 1,980 14.7 -- -- -- -- 13 4.1 DIL1E --

RW-38B 06/19/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 91 18 1,266 17.1 -- -- -- -- 23 7.5E --

RW-38B 07/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 385 106 11 1,062 15.4 -- -- -- -- 20 3.7 DIL1E --

RW-38B 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 105 18 1,203 16.9 -- -- -- -- 24 6.9 DIL1, Hour meter broken, replaced.E --

RW-38B 07/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 97 18 34 19.1 -- -- -- -- 10 0.18E --

RW-38B 07/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 93 19 268 16.4 -- -- -- -- 29 1.7 DIL1E --

RW-38B 08/01/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 83 17 792 15.6 -- -- -- -- 29 4.3 DIL1E --

RW-38B 08/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 87 18 1,032 15.4 -- -- -- -- 33 6.1 DIL1E --

RW-38B 08/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 93 14 612 16.6 -- -- -- -- 14 1.9 DIL1E --

RW-38B 08/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 264 94 18 1,921 17.1 -- -- -- -- 23 11E --

RW-38B 08/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 98 96 17 1,331 16.9 -- -- -- -- 24 7.6E --

RW-38B 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 211 111 18 194 16.6 -- -- -- -- 26 1.1E --

RW-38B 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 95 15 672 16.5 -- -- -- -- 22 3.2 DIL1E --

RW-38B 09/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 314 89 23 62 16.0 -- -- -- -- 33 0.41 Only field measurements collected during 

flow rate optimization.

E --

RW-38B 10/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 100 45 2,005 18.2 -- -- -- -- 41 29E --

RW-38B 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 194 103 40 132 18.4 -- -- -- -- 34 1.7E --

RW-38B 10/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 98 6.2 92 18.5 -- -- -- -- 5.0 0.19E --

RW-38B 10/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 99 79 933 18.9 -- -- -- -- 53 24E --

RW-38B 11/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 106 73 65 18.1 -- -- -- -- 52 1.2E --

RW-38B 11/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 137 106 26 734 18.1 -- -- -- -- 23 5.8E --

RW-38B 11/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 319 109 24 866 18.3 -- -- -- -- 21 6.8 Water in line.E --
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RW-38B 12/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 137 85 911 18.5 -- -- -- -- 56 21E --

RW-38B 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 134 72 1,112 17.5 -- -- -- -- 81 26 Water in line.E --

RW-38B 12/21/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 137 74 316 19.4 -- -- -- -- 37 7.5E --

RW-38B 01/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 313 137 84 364 18.7 -- -- -- -- 63 10E --

RW-38B 01/09/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 141 139 70 207 19.7 -- -- -- -- 28 4.6E --

RW-38B 01/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 301 136 30 537 19.3 -- -- -- -- 14 4.4E --

RW-38B 01/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 135 86 409 19.2 -- -- -- -- 50 12E --

RW-38B 02/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 135 135 366 19.5 -- -- -- -- 63 16E --

RW-38B 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 126 121 314 19.1 -- -- -- -- 53 8.9E --

RW-38B 02/20/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 125 76 362 19.2 -- -- -- -- 42 8.8E --

RW-38B 02/25/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 127 86 213 19.5 -- -- -- -- 40 6.0E --

RW-38B 03/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 122 88 313 19.1 -- -- -- -- 53 9.0E --

RW-38B 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 118 65 185 19.7 -- -- -- -- 25 3.8E --

RW-38B 04/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 528 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-38B 04/10/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-38B 04/21/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- No access to vault due to construction.E --

RW-38B 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 05/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 05/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 05/22/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 240 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 05/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 130 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 06/17/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 360 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 07/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 07/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 28 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-38B 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 34 62 14 19.7 -- -- -- -- 9.2 0.10E --

RW-38B 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 33 56 286 20.7 -- -- -- -- 2.7 3.7E --

RW-38B 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 66 248 20.8 -- -- -- -- 2.2 5.4 Summa canister leak suspected.E --

RW-38B 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 41 79 281 20.7 -- -- -- -- 1.2 1.7E --

RW-38B 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 39 15 30 20.9 -- -- -- -- 0 0.090E --

RW-38B 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 38 53 315 20.2 -- -- -- -- 3.6 1.6E --

RW-38B 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 46 70 179 20.9 -- -- -- -- 0 0.97E --
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RW-38B 10/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 24 50 8.1 -- -- -- -- -- -- -- -- Flow rate adjusted. Sample not collected.E --

RW-38B 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 39 83 66 20.9 -- -- -- -- 0 0.89E --

RW-38B 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 39 66 100 20.9 -- -- -- -- 0 0.87E --

RW-38B 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 40 73 329 20.9 -- -- -- -- 0 2.3E --

RW-38B 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 38 93 20.5 -- -- -- -- 5.0 1.1E --

RW-38B 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 53 92 20.6 -- -- -- -- 1.5 0.43E --

RW-38B 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 35 76 141 20.9 -- -- -- -- 0 1.7E --

RW-38B 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 63 78 20.9 -- -- -- -- 0 1.2E --

RW-38B 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 33 54 352 20.8 -- -- -- -- 1.6 5.3E --

RW-38B 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 47 86 20.9 -- -- -- -- 0 1.5E --

RW-38B 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 25 37 20.9 -- -- -- -- 0 0.17E --

RW-38B 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 28 12 20.9 -- -- -- -- 0 0.092E --

RW-38B 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 45 93 20.9 -- -- -- -- 0 1.1E --

RW-38B 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 41 75 18 20.9 -- -- -- -- 0 0.22E --

RW-38B 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 48 55 264 20.9 -- -- -- -- 0 3.6E --

RW-38B 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 50 93 1.2 20.8 -- -- -- -- 2.7 0.032E --

RW-38B 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 54 43 150 20.9 -- -- -- -- 0 1.6E --

RW-38B 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 47 14 20.9 -- -- -- -- 0 0.30E --

RW-38B 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 58 23 210 20.7 -- -- -- -- 0.65 0.66E --

RW-38B 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-38B 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 32 72 20.9 -- -- -- -- 0 0.39E --

RW-38B 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 42 33 237 20.6 -- -- -- -- 7.6 5.8E --

RW-38B 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 78 319 20.8 -- -- -- -- 1.4 4.3E --

RW-38B 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 61 35 6.0 20.9 -- -- -- -- 0 0.095E --

RW-38B 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 50 0 20.8 -- -- -- -- 1.3 0E --

RW-38B 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 57 33 136 20.9 -- -- -- -- 0 1.5E --

RW-38B 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 56 42 0 20.9 -- -- -- -- 0 0E --

RW-38B 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 59 9.4 0 20.9 -- -- -- -- 0 0E --

RW-38B 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 44 137 20.9 -- -- -- -- 0 2.0E --

RW-38B 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 48 14 20.9 -- -- -- -- 0 0.25 Hour meter reading unavailable.E --

RW-38B 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 53 28 20.9 -- -- -- -- 0 0.39E --

RW-38B 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 52 74 0 20.9 -- -- -- -- 0 0E --
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RW-38B 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 45 43 20.9 -- -- -- -- 0 0.39E --

RW-38B 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 36 74 0 20.9 -- -- -- -- 0 0E --

RW-38B 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 44 55 27 20.5 -- -- -- -- 15 0.94E --

RW-38B 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 50 65 5.2 20.9 -- -- -- -- 0 0.11E --

RW-38B 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 30 0 20.7 -- -- -- -- 2.0 0E --

RW-38B 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 29 70 0 20.9 -- -- -- -- 0 0E --

RW-38B 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 50 11 20.9 -- -- -- -- 0 0.11E --

RW-38B 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 55 0 20.9 -- -- -- -- 0 0E --

RW-38B 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 52 0 20.2 -- -- -- -- 12 0E --

RW-38B 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38B 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 43 56 8.4 20.5 -- -- -- -- 5.3 0.11E --

RW-38B 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38B 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 30 0 20.5 -- -- -- -- 3.9 0E --

RW-38B 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 27 13 20.9 -- -- -- -- 0 0.14E --

RW-38B 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 23 0.40 20.9 -- -- -- -- 0 0.0010E --

RW-38B 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 21 0 20.9 -- -- -- -- 0 0E --

RW-38B 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 38 31 0 20.9 -- -- -- -- 0 0E --

RW-38B 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 30 1.0 20.9 -- -- -- -- 0 0.0096 Water in line.E --

RW-38B 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 30 36 20.9 -- -- -- -- 0 0.25E --

RW-38B 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 37 0.70 20.9 -- -- -- -- 0 0.012E --

RW-38B 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38B 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38B 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 6.5 18 20.9 -- -- -- -- 0 0.042E --

RW-38B 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 30 60 17 20.2 -- -- -- -- 8.0 0.19E --

RW-38B 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 29 75 2.9 20.9 -- -- -- -- 0 0.085E --

RW-38B 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 36 92 27 20.7 -- -- -- -- 5.7 0.74E --

RW-38B 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 19 0 20.9 -- -- -- -- 0 --E --

RW-38B 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38B 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 28 0 20.9 -- -- -- -- 0 0E --

RW-38B 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 23 30 0 20.3 -- -- -- -- 4.6 0E --

RW-38B 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 42 103 0 20.7 -- -- -- -- 12 0E 0.2

RW-38B 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-38B 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 58 36 3.9 20.7 -- -- -- -- 2.2 0.042E 0.1
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RW-38B 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 42 9.2 20.8 -- -- -- -- 1.4 0.13E 0.1

RW-38B 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 52 20 0 20.9 -- -- -- -- 0 0E 0

RW-38B 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 59 10 -- -- -- -- -- -- -- -- MRP updated to Addendum 6 of the CAO.E --

RW-38B 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 48 7.0 -- -- -- -- -- -- -- --E --

RW-38B 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 37 9.5 20.9 -- -- -- -- 0 0.11E 0

RW-38B 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 45 26 0 20.9 -- -- -- -- 0 0E 0.2

RW-38B 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 43 -- -- -- -- -- -- -- --E --

RW-38B 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 46 42 -- -- -- -- -- -- -- --E --

RW-38B 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 35 -- -- -- -- -- -- -- --E --

RW-38B 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 41 10 20.7 -- -- -- -- 2.8 0.14E 0.4

RW-38B 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 38 52 -- -- -- -- -- -- -- --E --

RW-38B 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 44 -- -- -- -- -- -- -- --E --

RW-38B 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 30 64 -- -- -- -- -- -- -- --E --

RW-38B 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-38B 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 46 -- -- -- -- -- -- -- --E --

RW-38B 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-38B 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 50 -- -- -- -- -- -- -- --E --

RW-38B 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 47 -- -- -- -- -- -- -- --E --

RW-38B 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 5.2 -- -- -- -- -- -- -- --E --

RW-38B 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-38B 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-38B 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 27 72 -- -- -- -- -- -- -- --E --

RW-38B 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 28 52 -- -- -- -- -- -- -- --E --

RW-38B 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 49 -- -- -- -- -- -- -- --E --

RW-38B 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 43 -- -- -- -- -- -- -- --E --

RW-38B 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 23 55 -- -- -- -- -- -- -- --E --

RW-38B 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-38B 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 49 -- -- -- -- -- -- -- --E --

RW-38B 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- 56 -- -- -- -- -- -- -- -- Static vacuum reading not collected.E --
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RW-38B 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 -- -- -- -- -- -- -- -- -- Fflow rate not measured due to water in 

line.

E --

RW-38B 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 23 57 -- -- -- -- -- -- -- --E --

RW-38B 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 25 59 19 20.9 -- -- -- -- 0 0.11E 0

RW-38B 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 26 20 -- -- -- -- -- -- -- --E --

RW-38B 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E --

RW-38B 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 25 40 -- -- -- -- -- -- -- --E --

RW-38B 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 58 -- -- -- -- -- -- -- --E --

RW-38B 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 25 44 -- -- -- -- -- -- -- --E --

RW-38B 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 25 60 20 20.9 -- -- -- -- 0 0.36E 0

RW-38B 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-38B 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-38B 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 70 2.9 20.7 -- -- -- -- -- --E 0.2

RW-38B 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 62 -- -- -- -- -- -- -- --E --

RW-38B 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 60 -- -- -- -- -- -- -- --E --

RW-38B 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 37 67 -- -- -- -- -- -- -- --E --

RW-38B 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 41 70 0 20.6 -- -- -- -- 8.7 0E 0.2

RW-38B 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 41 72 -- -- -- -- -- -- -- --E --

RW-38B 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 40 62 -- -- -- -- -- -- -- --E --

RW-38B 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-38B 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-38B 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 56 1.4 20.9 -- -- -- -- 0 --E 0

RW-38B 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 49 1.7 20.9 -- -- -- -- 0 0.033E 0.1

RW-38B 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 49 11 20.9 -- -- -- -- 0 0.21E 0.2

RW-38B 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 46 0 20.9 -- -- -- -- 0 0E 0

RW-38B 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 50 0 20.9 -- -- -- -- 0 0E 0

RW-38B 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --
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RW-38B 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 42 0.60 20.9 -- -- -- -- 0 0.0083E 0

RW-38B 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 23 46 3.9 20.9 -- -- -- -- 0 0.049E 0

RW-38B 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 24 40 -- -- -- -- -- -- -- --E --

RW-38B 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 46 17 20.9 -- -- -- -- 0 0.25E 0

RW-38B 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 23 28 -- -- -- -- -- -- -- --E --

RW-38B 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 47 -- -- -- -- -- -- -- --E --

RW-38B 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 17 45 -- -- -- -- -- -- -- --E --

RW-38B 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 22 49 -- -- -- -- -- -- -- --E --

RW-38B 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-38B 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 23 51 -- -- -- -- -- -- -- --E --

RW-38B 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 24 55 0 20.9 -- -- -- -- 0 0E 0.1

RW-38B 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 56 -- -- -- -- -- -- -- --E --

RW-38B 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 34 72 0.10 20.9 -- -- -- -- 0 0.0016E 0

RW-38B 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-38B 10/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 31 54 -- -- -- -- -- -- -- --E --

RW-38B 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-38B 11/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 21 56 5.7 20.9 -- -- -- -- 0 0.15E 0

RW-38B 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 17 17 -- -- -- -- -- -- -- --E --

RW-38B 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 22 61 -- -- -- -- -- -- -- --E --

RW-38B 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-38B 11/30/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 320 23 47 -- -- -- -- -- -- -- --E --

RW-38B 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-38B 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- -- -- -- -- -- -- -- -- -- Well shut down.E --

RW-38B 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 424 17 40 14 20.7 -- -- -- -- 2.2 0.14E 0.2

RW-38B 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-38B 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 39 3.5 20.9 -- -- -- -- 0 0.013E 0

RW-38B 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 40 1.7 20.9 -- -- -- -- 0 0.020E 0

RW-38B 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 22 39 0 20.9 -- -- -- -- 0 0E 0

RW-38B 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 39 0 20.9 -- -- -- -- 0 --E 0
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RW-38B 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 16 37 0.50 20.9 -- -- -- -- 0 0.0052E 0

RW-38B 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 19 46 4.7 20.9 -- -- -- -- 0 0.068E 0

RW-38B 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 19 37 0 20.9 -- -- -- -- 0 0E 0

RW-38B 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 45 11 20.9 -- -- -- -- 0 0.15E 0.1

RW-38B 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 18 10 0.80 20.9 -- -- -- -- 0 0.0031E 0

RW-38B 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 17 18 0 20.9 -- -- -- -- 0 0E 0.2

RW-38B 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 17 45 1.6 20.9 -- -- -- -- 0 0.031E 0.3

RW-38B 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 43 1.6 20.9 -- -- -- -- 0 0.023E 0.1

RW-38B 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 41 1.4 20.9 -- -- -- -- 0 0.020E 0

RW-38B 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 42 1.3 20.9 -- -- -- -- 0 0.016E 0.2

RW-38B 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 38 0 20.9 -- -- -- -- 0 0E 0

RW-38B 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 15 37 0.30 20.9 -- -- -- -- 0 0.0039E 0.1

RW-38B 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 17 56 6.5 20.9 -- -- -- -- 0 0.076E 0

RW-38B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 11 2.9 20.9 -- -- -- -- 0 0.010E 0

RW-38B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 47 5.4 20.9 -- -- -- -- 0 0.078E 0

RW-38B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 39 -- -- -- -- -- -- -- --V --

RW-38B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 36 -- -- -- -- -- -- -- --E --

RW-38B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-38B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-38B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-38B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-38B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 23 59 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-38B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 30 -- -- -- -- -- -- -- --E --

RW-38B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 38 -- -- -- -- -- -- -- --V --

RW-38B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 32 0 20.9 -- -- -- -- 0 0E 0

RW-38B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 15 39 0 20.9 -- -- -- -- 0 0E 0

RW-38B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 15 37 4.1 20.9 -- -- -- -- 0 0.047E 0

RW-38B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 40 0 20.9 -- -- -- -- 0 0E 0

RW-38B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 41 2.6 20.9 -- -- -- -- 0 0.033E 0
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RW-38B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 58 -- -- -- -- -- -- -- --V --

RW-38B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 57 -- -- -- -- -- -- -- --V --

RW-38B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 46 -- -- -- -- -- -- -- --V --

RW-38B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 41 2.7 20.9 -- -- -- -- 0 0.037E 0

RW-38B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 36 6.0 20.9 -- -- -- -- 0 0.066E 0

RW-38B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 42 1.2 20.9 -- -- -- -- 0 0.017E 0

RW-38B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 15 38 2.7 20.9 -- -- -- -- 0 0.036E 0

RW-38B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 10 0 20.9 -- -- -- -- 0 0E 0

RW-38B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 54 1.5 20.9 -- -- -- -- 0 0.028E 0

RW-38B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 29 2.3 20.9 -- -- -- -- 0 0.020E 0

RW-38B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 4.2 0.90 20.8 -- -- -- -- 0.12 0.0010E 0

RW-38B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 33 0 20.9 -- -- -- -- 0 0E 0

RW-38B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 41 0.60 20.9 -- -- -- -- 0 0.0051E 0

RW-38B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 43 0 20.9 -- -- -- -- 0 0E 0

RW-38B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 31 0.10 20.9 -- -- -- -- 0 0.0011E 0

RW-39A 10/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 37 58 215 -- -- -- -- -- -- -- Start of remedial operations at this well.E --

RW-39A 10/24/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 36 63 528 20.1 -- -- -- -- 7.8 11E --

RW-39A 11/01/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 36 63 153 20.3 -- -- -- -- 13 3.1E --

RW-39A 11/28/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 420 98 9.4 51 20.9 -- -- -- -- 0 0.13E --

RW-39A 12/05/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 129 11 125 20.9 -- -- -- -- 0 0.46E --

RW-39A 12/20/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 118 9.4 30 20.5 -- -- -- -- 0.49 0.063E --

RW-39A 01/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 94 4.8 30 20.4 -- -- -- -- 0.76 0.044E --

RW-39A 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 91 14 24 20.9 -- -- -- -- 0 0.060E --

RW-39A 01/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 181 102 7.7 113 20.7 -- -- -- -- 0.49 0.27E --

RW-39A 01/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 127 99 10 79 20.9 -- -- -- -- 0 0.20E --

RW-39A 01/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 171 68 6.5 36 20.8 -- -- -- -- 0.22 0.078E --

RW-39A 02/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 292 92 5.3 282 20.3 -- -- -- -- 0.93 0.43E --

RW-39A 02/20/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 129 100 4.9 439 20.7 -- -- -- -- 0.30 0.63E --

RW-39A 02/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 104 8.5 251 20.7 -- -- -- -- 0.57 0.69E --

RW-39A 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 91 4.2 32 20.7 -- -- -- -- 0.19 0.029E --

RW-39A 04/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 88 37 28 20.4 -- -- -- -- 6.2 0.34E --

RW-39A 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 100 20 38 20.7 -- -- -- -- 1.4 0.25E --

RW-39A 04/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 107 22 47 20.5 -- -- -- -- 2.9 0.33E --
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RW-39A 04/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 100 13 21 20.9 -- -- -- -- 0 0.090E --

RW-39A 04/30/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 98 18 23 20.8 -- -- -- -- 0.60 0.13E --

RW-39A 05/08/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 79 15 14 20.9 -- -- -- -- 0 0.071E --

RW-39A 05/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 89 15 45 20.7 -- -- -- -- 1.00 0.22E --

RW-39A 05/23/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 110 23 58 20.9 -- -- -- -- 0 0.31E --

RW-39A 05/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 106 21 6.1 20.8 -- -- -- -- 0.69 0.041E --

RW-39A 06/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 108 14 33 20.9 -- -- -- -- 0 0.15E --

RW-39A 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 108 17 15 20.5 -- -- -- -- 2.3 0.085E --

RW-39A 06/19/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 91 18 5.1 20.9 -- -- -- -- 0 0.030E --

RW-39A 07/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 385 106 19 0 20.5 -- -- -- -- 2.6 0E --

RW-39A 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 105 19 47 20.6 -- -- -- -- 1.9 0.29 Hour meter broken, replaced.E --

RW-39A 07/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 93 9.2 6.1 20.5 -- -- -- -- 1.2 0.017E --

RW-39A 07/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 94 17 7.2 20.6 -- -- -- -- 1.7 0.039E --

RW-39A 08/01/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 84 18 10 20.3 -- -- -- -- 3.5 0.058E --

RW-39A 08/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 88 19 22 20.4 -- -- -- -- 3.1 0.14E --

RW-39A 08/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 94 13 12 20.4 -- -- -- -- 1.5 0.033E --

RW-39A 08/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 264 93 18 78 20.9 -- -- -- -- 0 0.46E --

RW-39A 08/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 98 96 18 21 20.8 -- -- -- -- 0.62 0.13E --

RW-39A 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 211 113 18 24 20.4 -- -- -- -- 2.9 0.13E --

RW-39A 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 97 18 16 20.9 -- -- -- -- 0 0.098E --

RW-39A 09/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 314 90 15 9.5 20.3 -- -- -- -- 2.7 0.042 Only field measurements collected during 

flow rate optimization.

E --

RW-39A 10/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 99 11 25 20.8 -- -- -- -- 0.35 0.086E --

RW-39A 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 194 102 18 27 20.8 -- -- -- -- 0.62 0.16E --

RW-39A 10/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 102 21 33 20.9 -- -- -- -- 0 0.22E --

RW-39A 10/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 103 9.6 23 20.7 -- -- -- -- 0.65 0.071E --

RW-39A 11/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 106 14 25 20.7 -- -- -- -- 0.70 0.085E --

RW-39A 11/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 137 106 19 20 20.9 -- -- -- -- 0 0.12E --

RW-39A 11/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 319 109 20 12 20.9 -- -- -- -- 0 0.082E --

RW-39A 12/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 137 20 23 20.5 -- -- -- -- 2.1 0.12E --

RW-39A 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 134 21 52 20.3 -- -- -- -- 4.1 0.34 Water in line.E --

RW-39A 12/21/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 136 13 9.6 20.7 -- -- -- -- 0.86 0.040E --

RW-39A 01/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 313 136 52 15 20.9 -- -- -- -- 0 0.26E --
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RW-39A 01/09/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 141 139 22 7.3 20.9 -- -- -- -- 0 0.050E --

RW-39A 01/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 301 136 26 21 20.8 -- -- -- -- 0.72 0.14E --

RW-39A 01/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 134 23 11 20.8 -- -- -- -- 0.79 0.086E --

RW-39A 02/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 135 20 9.6 20.9 -- -- -- -- 0 0.062E --

RW-39A 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 127 21 5.5 20.8 -- -- -- -- 0.50 0.027E --

RW-39A 02/20/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 125 27 6.8 20.9 -- -- -- -- 0 0.057E --

RW-39A 02/25/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 128 20 2.6 20.9 -- -- -- -- 0 0.017E --

RW-39A 03/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 122 16 1.9 20.3 -- -- -- -- 3.3 0.010E --

RW-39A 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 117 20 14 20.9 -- -- -- -- 0 0.089E --

RW-39A 04/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 528 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-39A 04/10/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-39A 04/21/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- No access to vault due to construction.E --

RW-39A 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 05/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 05/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 05/22/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 240 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 05/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 130 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 06/17/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 360 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 07/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 07/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 28 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 33 80 8.9 20.3 -- -- -- -- 6.0 0.086E --

RW-39A 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 32 69 275 20.9 -- -- -- -- 0 4.4E --

RW-39A 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 34 84 335 20.9 -- -- -- -- 0 9.2E --

RW-39A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 42 60 163 20.9 -- -- -- -- 0 0.75E --

RW-39A 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 19 27 20.9 -- -- -- -- 0 0.10E --

RW-39A 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 38 11 200 20.6 -- -- -- -- 0.31 0.20E --

RW-39A 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 35 217 20.9 -- -- -- -- 0 0.59E --

RW-39A 10/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 24 50 8.6 -- -- -- -- -- -- -- -- Flow rate adjusted. Sample not collected.E --

RW-39A 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 38 105 85 20.9 -- -- -- -- 0 1.5E --

RW-39A 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 39 79 117 20.9 -- -- -- -- 0 1.2E --

RW-39A 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 39 85 416 20.9 -- -- -- -- 0 3.3E --
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RW-39A 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 25 74 20.6 -- -- -- -- 2.5 0.59E --

RW-39A 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 51 96 20.7 -- -- -- -- 0.93 0.43E --

RW-39A 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 35 75 148 20.9 -- -- -- -- 0 1.8E --

RW-39A 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 35 71 83 20.9 -- -- -- -- 0 1.4E --

RW-39A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 32 61 412 20.9 -- -- -- -- 0 7.1E --

RW-39A 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 26 49 105 20.9 -- -- -- -- 0 1.9E --

RW-39A 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 32 18 20.9 -- -- -- -- 0 0.10E --

RW-39A 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 37 28 15 20.9 -- -- -- -- 0 0.12E --

RW-39A 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 40 45 79 20.9 -- -- -- -- 0 0.94E --

RW-39A 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 41 86 9.0 20.9 -- -- -- -- 0 0.13E --

RW-39A 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 49 52 203 20.9 -- -- -- -- 0 2.6E --

RW-39A 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 51 45 51 20.9 -- -- -- -- 0 0.65E --

RW-39A 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 54 35 349 20.9 -- -- -- -- 0 2.9E --

RW-39A 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 37 17 20.9 -- -- -- -- 0 0.29E --

RW-39A 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 59 18 120 20.9 -- -- -- -- 0 0.30E --

RW-39A 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-39A 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 42 47 32 20.9 -- -- -- -- 0 0.25E --

RW-39A 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 41 90 77 20.9 -- -- -- -- 0 5.3E --

RW-39A 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 40 62 104 20.9 -- -- -- -- 0 1.1E --

RW-39A 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 61 35 0 20.9 -- -- -- -- 0 0E --

RW-39A 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 35 0 20.8 -- -- -- -- 0.91 0E --

RW-39A 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 30 113 20.9 -- -- -- -- 0 1.1E --

RW-39A 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 56 29 0 20.9 -- -- -- -- 0 0E --

RW-39A 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 59 44 0 20.9 -- -- -- -- 0 0E --

RW-39A 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 39 47 20.8 -- -- -- -- 1.3 0.59E --

RW-39A 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 30 17 20.9 -- -- -- -- 0 0.19 Hour meter reading unavailable.E --

RW-39A 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 54 55 33 20.9 -- -- -- -- 0 0.48E --

RW-39A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 52 56 4.3 20.9 -- -- -- -- 0 0.092E --

RW-39A 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 31 11 20.9 -- -- -- -- 0 0.065E --

RW-39A 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 87 0 20.9 -- -- -- -- 0 0E --

RW-39A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 43 37 0 20.9 -- -- -- -- 0 0E --

RW-39A 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 39 0 20.9 -- -- -- -- 0 0E --
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RW-39A 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 26 0 20.7 -- -- -- -- 1.7 0E --

RW-39A 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 52 3.9 20.9 -- -- -- -- 0 0.031E --

RW-39A 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 34 4.0 20.9 -- -- -- -- 0 0.027E --

RW-39A 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 34 0 20.9 -- -- -- -- 0 0E --

RW-39A 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 35 6.6 20.9 -- -- -- -- 0 0.077E --

RW-39A 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 41 2.3 20.9 -- -- -- -- 0 0.022E --

RW-39A 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39A 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 61 5.0 20.9 -- -- -- -- 0 0.097E --

RW-39A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 48 9.8 20.9 -- -- -- -- 0 0.17E --

RW-39A 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 34 0 20.9 -- -- -- -- 0 0E --

RW-39A 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 42 1.0 20.9 -- -- -- -- 0 0.011E --

RW-39A 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 37 59 0 20.9 -- -- -- -- 0 0E --

RW-39A 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 39 50 1.0 20.9 -- -- -- -- 0 0.016E --

RW-39A 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 38 59 24 20.9 -- -- -- -- 0 0.33E --

RW-39A 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 61 0 20.9 -- -- -- -- 0 0E --

RW-39A 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39A 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 22 13 20.9 -- -- -- -- 0 0.11E --

RW-39A 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 29 60 15 20.3 -- -- -- -- 6.9 0.16E --

RW-39A 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 28 83 2.7 20.9 -- -- -- -- 0 0.087E --

RW-39A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 35 94 11 20.6 -- -- -- -- 8.8 0.32E --

RW-39A 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 46 45 0 20.9 -- -- -- -- 0 --E --

RW-39A 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39A 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 42 0 20.9 -- -- -- -- 0 0E --

RW-39A 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 23 41 0 20.5 -- -- -- -- 4.1 0E --

RW-39A 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 41 103 0 20.7 -- -- -- -- 12 0E 0

RW-39A 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39A 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 58 38 2.9 20.8 -- -- -- -- 1.2 0.033E 0

RW-39A 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 30 3.8 20.9 -- -- -- -- 0 0.037E 0

RW-39A 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 52 17 0 20.9 -- -- -- -- 0 0E 0

RW-39A 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 21 -- -- -- -- -- -- -- -- MRP updated to Addendum 6 of the CAO.E --

RW-39A 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 48 13 -- -- -- -- -- -- -- --E --
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RW-39A 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 18 8.4 20.9 -- -- -- -- 0 0.047E 0

RW-39A 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 45 40 0 20.9 -- -- -- -- 0 0E 0.1

RW-39A 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 42 -- -- -- -- -- -- -- --E --

RW-39A 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 46 40 -- -- -- -- -- -- -- --E --

RW-39A 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 44 34 -- -- -- -- -- -- -- --E --

RW-39A 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 45 12 20.7 -- -- -- -- 3.1 0.18E 0.3

RW-39A 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 38 54 -- -- -- -- -- -- -- --E --

RW-39A 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 46 -- -- -- -- -- -- -- --E --

RW-39A 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 48 -- -- -- -- -- -- -- --E --

RW-39A 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-39A 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 41 -- -- -- -- -- -- -- --E --

RW-39A 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-39A 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 51 -- -- -- -- -- -- -- --E --

RW-39A 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 21 55 -- -- -- -- -- -- -- --E --

RW-39A 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 18 65 -- -- -- -- -- -- -- --E --

RW-39A 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-39A 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-39A 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 26 82 -- -- -- -- -- -- -- --E --

RW-39A 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 27 60 -- -- -- -- -- -- -- --E --

RW-39A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 54 -- -- -- -- -- -- -- --E --

RW-39A 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 43 -- -- -- -- -- -- -- --E --

RW-39A 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 23 59 -- -- -- -- -- -- -- --E --

RW-39A 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-39A 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 57 -- -- -- -- -- -- -- --E --

RW-39A 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- 65 -- -- -- -- -- -- -- -- Static vacuum reading not collected.E --

RW-39A 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 -- -- -- -- -- -- -- -- -- Fflow rate not measured due to water in 

line.

E --

RW-39A 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 23 65 -- -- -- -- -- -- -- --E --

RW-39A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 24 70 51 20.9 -- -- -- -- 0 0.34E 0

RW-39A 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 26 66 -- -- -- -- -- -- -- --E --
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RW-39A 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E --

RW-39A 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 25 48 -- -- -- -- -- -- -- --E --

RW-39A 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 71 -- -- -- -- -- -- -- --E --

RW-39A 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 24 44 -- -- -- -- -- -- -- --E --

RW-39A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 25 73 37 20.9 -- -- -- -- 0 0.81E 0

RW-39A 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-39A 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-39A 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 48 80 2.7 20.8 -- -- -- -- -- --E 0.1

RW-39A 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 42 -- -- -- -- -- -- -- --E --

RW-39A 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 38 73 -- -- -- -- -- -- -- --E --

RW-39A 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 37 90 -- -- -- -- -- -- -- --E --

RW-39A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 40 82 0 20.0 -- -- -- -- 30 0E 0.6

RW-39A 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 41 51 -- -- -- -- -- -- -- --E --

RW-39A 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 39 73 -- -- -- -- -- -- -- --E --

RW-39A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-39A 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-39A 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 30 68 2.1 20.9 -- -- -- -- 0 --E 0

RW-39A 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 28 56 1.6 20.9 -- -- -- -- 0 0.036E 0

RW-39A 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 29 55 8.7 20.9 -- -- -- -- 0 0.19E 0

RW-39A 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 26 56 0 20.9 -- -- -- -- 0 0E 0

RW-39A 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 43 0 20.9 -- -- -- -- 0 0E 0

RW-39A 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-39A 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 52 0.80 20.9 -- -- -- -- 0 0.014E 0

RW-39A 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 23 55 4.2 20.9 -- -- -- -- 0 0.063E 0

RW-39A 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 23 47 -- -- -- -- -- -- -- --E --

RW-39A 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 20 54 19 20.9 -- -- -- -- 0 0.34E 0

RW-39A 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 23 26 -- -- -- -- -- -- -- --E --
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RW-39A 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 58 -- -- -- -- -- -- -- --E --

RW-39A 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 17 53 -- -- -- -- -- -- -- --E --

RW-39A 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 22 56 -- -- -- -- -- -- -- --E --

RW-39A 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-39A 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 23 58 -- -- -- -- -- -- -- --E --

RW-39A 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 24 62 0 20.9 -- -- -- -- 0 0E 0

RW-39A 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 64 -- -- -- -- -- -- -- --E --

RW-39A 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 34 86 0 20.9 -- -- -- -- 0 0E 0

RW-39A 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-39A 10/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 30 65 -- -- -- -- -- -- -- --E --

RW-39A 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-39A 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 18 48 -- -- -- -- -- -- -- -- Well shut down after monitoring.E --

RW-39A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,215 16 49 11 20.7 -- -- -- -- 3.0 0.16E 0.2

RW-39A 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-39A 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 42 3.9 20.9 -- -- -- -- 0 0.015E 0

RW-39A 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 49 2.2 20.9 -- -- -- -- 0 0.032E 0

RW-39A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 22 42 0 20.9 -- -- -- -- 0 0E 0

RW-39A 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 38 0 20.9 -- -- -- -- 0 --E 0

RW-39A 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 16 33 0 20.9 -- -- -- -- 0 0E 0

RW-39A 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 19 49 5.1 20.9 -- -- -- -- 0 0.079E 0

RW-39A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 19 33 0 20.9 -- -- -- -- 0 0E 0

RW-39A 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 47 12 20.8 -- -- -- -- 1.5 0.17E 0

RW-39A 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 39 7.0 20.9 -- -- -- -- 0 0.10E 0

RW-39A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 17 22 0.80 20.9 -- -- -- -- 0 0.011E 0.1

RW-39A 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 17 44 0.50 20.9 -- -- -- -- 0 0.0095E 0.3

RW-39A 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 50 1.6 20.9 -- -- -- -- 0 0.026E 0

RW-39A 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 49 1.1 20.9 -- -- -- -- 0 0.019E 0

RW-39A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 48 0.10 20.9 -- -- -- -- 0 0.0015E 0.1

RW-39A 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 46 0 20.9 -- -- -- -- 0 0E 0

RW-39A 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 15 43 0.90 20.9 -- -- -- -- 0 0.013E 0

RW-39A 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 16 65 7.2 20.9 -- -- -- -- 0 0.098E 0
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RW-39A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 57 2.8 20.9 -- -- -- -- 0 0.052E 0

RW-39A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 54 5.5 20.9 -- -- -- -- 0 0.090E 0

RW-39A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 10 1.9 20.9 -- -- -- -- 0 0.0080E 0

RW-39A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 15 41 1.3 20.9 -- -- -- -- 0 0.025E 0

RW-39A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-39A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-39A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-39A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-39A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 24 2.9 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-39A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 66 4.3 20.9 -- -- -- -- 0 0.085E 0

RW-39A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-39A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 25 0 20.9 -- -- -- -- 0 0E 0

RW-39A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 15 49 0 20.9 -- -- -- -- 0 0E 0

RW-39A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 15 45 4.6 20.9 -- -- -- -- 0 0.064E 0

RW-39A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 49 0 20.9 -- -- -- -- 0 0E 0

RW-39A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 50 0 20.9 -- -- -- -- 0 0E 0

RW-39A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 18 53 0 20.9 -- -- -- -- 0 0E 0

RW-39A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 19 60 0 20.9 -- -- -- -- 0 0E 0

RW-39A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 62 5.0 20.9 -- -- -- -- 0 0.15E 0

RW-39A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 47 2.2 20.9 -- -- -- -- 0 0.035E 0

RW-39A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 15 51 5.8 20.9 -- -- -- -- 0 0.089E 0

RW-39A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 47 0.80 20.9 -- -- -- -- 0 0.012E 0

RW-39A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- 47 -- -- -- -- -- -- -- --V --

RW-39A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 -- 6.5 -- -- -- -- -- -- -- --V --

RW-39A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 49 -- -- -- -- -- -- -- --V --

RW-39A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 43 2.5 20.9 -- -- -- -- 0 0.033E 0

RW-39A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 13 9.8 1.7 20.8 -- -- -- -- 0.28 0.0046E 0

RW-39A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 42 0 20.9 -- -- -- -- 0 0E 0

RW-39A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 50 0.90 20.9 -- -- -- -- 0 0.0094E 0
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RW-39A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 52 2.8 20.9 -- -- -- -- 0 0.062E 0

RW-39A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 9.9 40 0 20.9 -- -- -- -- 0 0E 0

RW-39B 10/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 37 64 491 -- -- -- -- -- -- -- Start of remedial operations at this well.E --

RW-39B 10/24/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 35 17 11,155 17.7 -- -- -- -- 8.7 63E --

RW-39B 11/01/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 36 18 13,585 18.3 -- -- -- -- 16 80E --

RW-39B 01/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,344 94 30 753 19.5 -- -- -- -- 12 6.5E --

RW-39B 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 91 33 447 19.9 -- -- -- -- 6.2 2.7E --

RW-39B 01/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 181 102 17 889 19.6 -- -- -- -- 7.0 4.6E --

RW-39B 01/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 127 98 28 911 20.2 -- -- -- -- 5.0 6.3E --

RW-39B 01/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 171 69 11 407 20.8 -- -- -- -- 0.37 1.5E --

RW-39B 02/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 292 91 8.6 239 20.4 -- -- -- -- 1.3 0.58E --

RW-39B 02/20/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 129 100 9.4 440 20.5 -- -- -- -- 1.1 1.2E --

RW-39B 02/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 104 6.7 382 20.4 -- -- -- -- 1.1 0.83E --

RW-39B 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 90 19 1,106 19.5 -- -- -- -- 5.8 4.4E --

RW-39B 04/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 88 4.8 1,762 19.4 -- -- -- -- 2.4 2.8E --

RW-39B 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 100 12 322 20.1 -- -- -- -- 3.2 1.2E --

RW-39B 04/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 98 16 383 20.1 -- -- -- -- 4.3 2.0E --

RW-39B 04/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 100 31 259 20.3 -- -- -- -- 6.2 2.6E --

RW-39B 04/30/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 99 5.3 702 19.7 -- -- -- -- 2.1 1.2E --

RW-39B 05/08/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 79 4.9 377 20.5 -- -- -- -- 0.66 0.61E --

RW-39B 05/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 92 17 641 20.1 -- -- -- -- 4.5 3.5E --

RW-39B 05/23/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 110 21 982 20.2 -- -- -- -- 3.5 4.7E --

RW-39B 05/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 105 19 18 20.1 -- -- -- -- 5.2 0.11E --

RW-39B 06/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 108 19 102 20.4 -- -- -- -- 3.3 0.64E --

RW-39B 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 106 19 688 19.5 -- -- -- -- 9.0 4.3E --

RW-39B 06/19/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 91 19 743 20.1 -- -- -- -- 5.0 4.5E --

RW-39B 07/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 385 106 26 533 19.6 -- -- -- -- 12 4.6E --

RW-39B 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 98 21 1,090 20.2 -- -- -- -- 4.9 7.4 Hour meter broken, replaced.E --

RW-39B 07/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 93 15 26 20.0 -- -- -- -- 4.2 0.12E --

RW-39B 07/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 94 183 463 19.6 -- -- -- -- 80 28E --

RW-39B 08/01/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 87 18 552 19.4 -- -- -- -- 9.2 3.3E --

RW-39B 08/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 89 18 565 19.2 -- -- -- -- 10 3.4E --

RW-39B 08/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 94 15 436 19.6 -- -- -- -- 4.3 1.4E --
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RW-39B 08/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 264 94 17 482 20.3 -- -- -- -- 3.5 2.7E --

RW-39B 08/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 98 93 18 462 19.8 -- -- -- -- 6.7 2.7E --

RW-39B 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 211 110 18 386 19.7 -- -- -- -- 7.0 2.2E --

RW-39B 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 95 15 332 20.1 -- -- -- -- 4.1 1.6E --

RW-39B 09/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 314 90 15 67 19.5 -- -- -- -- 6.2 0.29 Only field measurements collected during 

flow rate optimization.

E --

RW-39B 10/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 97 51 576 20.4 -- -- -- -- 8.5 9.5E --

RW-39B 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 194 99 51 381 20.5 -- -- -- -- 7.0 6.4E --

RW-39B 10/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 101 56 494 20.5 -- -- -- -- 7.6 9.1E --

RW-39B 10/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 102 82 332 20.5 -- -- -- -- 11 8.9E --

RW-39B 11/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 106 66 243 20.5 -- -- -- -- 6.8 4.0E --

RW-39B 11/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 137 106 50 251 20.5 -- -- -- -- 6.4 3.9E --

RW-39B 11/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 319 110 38 201 20.7 -- -- -- -- 2.6 2.6E --

RW-39B 12/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 137 70 432 20.2 -- -- -- -- 13 8.0E --

RW-39B 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 134 74 383 19.9 -- -- -- -- 24 9.1 Water in line.E --

RW-39B 12/21/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 136 86 122 20.5 -- -- -- -- 11 3.4E --

RW-39B 01/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 313 138 81 86 20.3 -- -- -- -- 16 2.3E --

RW-39B 01/09/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 141 139 78 89 20.7 -- -- -- -- 5.1 2.2E --

RW-39B 01/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 301 136 41 180 20.5 -- -- -- -- 4.6 2.0E --

RW-39B 01/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 135 34 147 20.6 -- -- -- -- 3.5 1.6 Water in line.E --

RW-39B 02/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 135 50 120 20.8 -- -- -- -- 1.7 1.9 Water in line.E --

RW-39B 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 126 85 42 20.7 -- -- -- -- 4.1 0.84E --

RW-39B 02/20/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 125 99 99 20.8 -- -- -- -- 3.3 3.1 Water in line.E --

RW-39B 02/25/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 128 133 23 20.8 -- -- -- -- 4.5 1.0E --

RW-39B 03/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 121 96 65 19.8 -- -- -- -- 36 2.0E --

RW-39B 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 117 80 67 20.9 -- -- -- -- 0 1.7E --

RW-39B 04/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 528 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-39B 04/10/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-39B 04/21/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- No access to vault due to construction.E --

RW-39B 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 05/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 05/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 05/22/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 240 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --
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RW-39B 05/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 130 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 06/17/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 360 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 07/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 07/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 28 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-39B 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 35 17 49 18.9 -- -- -- -- 4.3 0.10E --

RW-39B 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 33 28 1,420 20.6 -- -- -- -- 2.0 9.4E --

RW-39B 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 12 757 20.9 -- -- -- -- 0 3.0 Summa canister leak suspected.E --

RW-39B 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 42 25 243 20.9 -- -- -- -- 0 0.46E --

RW-39B 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 26 21 20.9 -- -- -- -- 0 0.11E --

RW-39B 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 38 29 214 20.3 -- -- -- -- 1.7 0.60E --

RW-39B 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 17 426 20.6 -- -- -- -- 0.42 0.58E --

RW-39B 10/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 24 46 2.8 -- -- -- -- -- -- -- -- Flow rate adjusted. Sample not collected.E --

RW-39B 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 23 4.6 214 20.9 -- -- -- -- 0 0.16E --

RW-39B 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 40 16 212 20.9 -- -- -- -- 0 0.44E --

RW-39B 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 26 715 20.9 -- -- -- -- 0 1.8E --

RW-39B 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 49 166 20.4 -- -- -- -- 8.0 2.6E --

RW-39B 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 23 251 20.4 -- -- -- -- 1.0 0.50E --

RW-39B 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 12 17 308 20.7 -- -- -- -- 0.56 0.83E --

RW-39B 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 25 290 20.7 -- -- -- -- 1.2 1.7E --

RW-39B 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 32 13 1,266 20.4 -- -- -- -- 1.8 4.5E --

RW-39B 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 24 81 20.9 -- -- -- -- 0 0.71E --

RW-39B 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 13 7.4 100 20.9 -- -- -- -- 0 0.13E --

RW-39B 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 28 26 20.8 -- -- -- -- 0.80 0.20E --

RW-39B 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 18 130 20.9 -- -- -- -- 0 0.62E --

RW-39B 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 42 35 29 20.9 -- -- -- -- 0 0.16E --

RW-39B 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 49 35 182 20.9 -- -- -- -- 0 1.6E --

RW-39B 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 22 100 20.9 -- -- -- -- 0 0.64E --

RW-39B 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 53 28 481 20.9 -- -- -- -- 0 3.2E --

RW-39B 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 24 26 20.7 -- -- -- -- 2.2 0.29E --

RW-39B 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 59 18 103 20.8 -- -- -- -- 0.26 0.26E --
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RW-39B 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-39B 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 28 60 20.9 -- -- -- -- 0 0.28E --

RW-39B 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 21 118 20.6 -- -- -- -- 4.9 1.9E --

RW-39B 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 26 149 20.9 -- -- -- -- 0 0.65E --

RW-39B 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 60 33 6.7 20.9 -- -- -- -- 0 0.10E --

RW-39B 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 36 0 20.9 -- -- -- -- 0 0E --

RW-39B 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 37 176 20.9 -- -- -- -- 0 2.1E --

RW-39B 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 57 27 0 20.9 -- -- -- -- 0 0E --

RW-39B 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 59 37 0 20.9 -- -- -- -- 0 0E --

RW-39B 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 40 136 20.6 -- -- -- -- 4.0 1.8E --

RW-39B 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 32 30 20.9 -- -- -- -- 0 0.36 Hour meter reading unavailable.E --

RW-39B 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 33 71 20.9 -- -- -- -- 0 0.61E --

RW-39B 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 52 33 19 20.9 -- -- -- -- 0 0.24E --

RW-39B 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 29 46 20.9 -- -- -- -- 0 0.27E --

RW-39B 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 26 3.9 20.9 -- -- -- -- 0 0.015E --

RW-39B 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 44 29 0 20.9 -- -- -- -- 0 0E --

RW-39B 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 30 0 20.8 -- -- -- -- 1.0 0E --

RW-39B 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 16 0 20.5 -- -- -- -- 2.2 0E --

RW-39B 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 23 6.4 20.7 -- -- -- -- 0.71 0.022E --

RW-39B 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 24 1.5 20.5 -- -- -- -- 1.9 0.0071E --

RW-39B 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 23 8.2 20.9 -- -- -- -- 0 0.061E --

RW-39B 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 25 16 20.5 -- -- -- -- 3.4 0.13E --

RW-39B 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39B 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 25 7.7 20.6 -- -- -- -- 1.8 0.044E --

RW-39B 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39B 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 50 7.1 20.7 -- -- -- -- 3.3 0.11E --

RW-39B 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 28 21 20.9 -- -- -- -- 0 0.22E --

RW-39B 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 30 23 20.6 -- -- -- -- 1.0 0.074E --

RW-39B 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 23 15 20.9 -- -- -- -- 0 0.089E --

RW-39B 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 38 28 17 20.9 -- -- -- -- 0 0.15E --

RW-39B 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 27 79 20.9 -- -- -- -- 0 0.67E --

RW-39B 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 25 19 19.7 -- -- -- -- 7.2 0.11E --
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RW-39B 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 28 21 20.9 -- -- -- -- 0 0.26E --

RW-39B 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39B 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39B 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 9.0 18 20.9 -- -- -- -- 0 0.060E --

RW-39B 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 22 24 20.0 -- -- -- -- 3.8 0.097E --

RW-39B 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 17 17 20.9 -- -- -- -- 0 0.11E --

RW-39B 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 22 34 20.5 -- -- -- -- 2.8 0.23E --

RW-39B 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 32 10 20.8 -- -- -- -- -- --E --

RW-39B 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39B 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 23 22 0 20.9 -- -- -- -- 0 0E --

RW-39B 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 22 0.50 20.2 -- -- -- -- 3.9 0.0027E --

RW-39B 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 44 27 0 20.7 -- -- -- -- 3.1 0E 0.2

RW-39B 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-39B 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 59 30 12 20.8 -- -- -- -- 0.92 0.11E 0

RW-39B 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 28 4.8 20.8 -- -- -- -- 0.94 0.044E 0

RW-39B 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 52 31 0 20.9 -- -- -- -- 0 0E 0

RW-39B 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 45 0 20.4 -- -- -- -- 6.5 0 MRP updated to Addendum 6 of the CAO.E 0.2

RW-39B 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 47 37 1.8 20.9 -- -- -- -- 0 0.021E 0

RW-39B 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 35 11 20.9 -- -- -- -- 0 0.12E 0

RW-39B 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 45 30 1.5 20.9 -- -- -- -- 0 0.014E 0.2

RW-39B 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 35 5.8 20.5 -- -- -- -- 2.5 0.035E 0.2

RW-39B 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 31 13 20.1 -- -- -- -- 14 0.21E 0.2

RW-39B 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 29 0 20.8 -- -- -- -- 0.96 0E 0.1

RW-39B 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 27 22 20.8 -- -- -- -- 0.92 0.19E 0.4

RW-39B 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 25 2.1 20.8 -- -- -- -- 0.92 0.019E 0.3

RW-39B 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 22 5.7 20.9 -- -- -- -- 0 0.042E 0

RW-39B 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 28 6.6 20.9 -- -- -- -- 0 0.052E 0.1

RW-39B 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-39B 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 28 17 4.8 20.8 -- -- -- -- 0.56 0.026E 0.1

RW-39B 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-39B 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 12 2.7 20.9 -- -- -- -- 0 0.012E 0

RW-39B 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 11 14 20.8 -- -- -- -- 0.50 0.067E 0.1
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RW-39B 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 9.3 20 20.9 -- -- -- -- 0 0.051E 0

RW-39B 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-39B 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-39B 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 28 15 -- -- -- -- -- -- -- -- Field readings not collected due to 

construction equipment blocking access to 

vault.

E --

RW-39B 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 28 13 15 20.3 -- -- -- -- 3.1 0.077E 0.2

RW-39B 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 50 0 -- -- -- -- -- -- 0 Oxygen and carbon dioxide readings not 

collected due to equipment failure.

E --

RW-39B 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 13 22 20.9 -- -- -- -- 0 0.057E 0.2

RW-39B 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 24 12 18 20.9 -- -- -- -- 0 0.079E 0

RW-39B 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-39B 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 9.7 18 20.9 -- -- -- -- 0 0.063E 0.1

RW-39B 10/12/10 TO-14 53 0.082 0.19 20 32 <0.050 0.078 <0.050 0.40 0.12 0.52 <0.050 -- -- 12 22 20.8 -- -- -- -- -- -- Static vacuum reading not collected.E 0.2

RW-39B 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 21 925 19.6 -- -- -- -- 13 8.8E 1.4

RW-39B 10/26/10 TO-14 550 28 280 240 <220 4.2 6.3 40 10 27 37 <0.88 136 24 17 608 19.8 -- -- -- ND 5.0 2.7E 1.0

RW-39B 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 26 16 511 19.8 -- -- -- -- 1.7 0.77E 0.2

RW-39B 11/09/10 TO-14 460 16 290 160 <100 2.1 4.2 21 9.6 25 35 <0.41 156 26 16 513 -- -- -- -- ND -- 4.3 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction.

E --

RW-39B 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- 350 19.8 -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E 0.8

RW-39B 11/23/10 TO-14 350 7.3 120 200 25 0.66 1.7 4.3 11 20 31 <0.094 113 26 13 1,000 20.7 -- -- -- -- 0.57 2.8E 0.2

RW-39B 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 30 42 19.9 -- -- -- -- 10 0.43E 0.8

RW-39B 12/07/10 TO-14 170 1.9 41 100 22 0.22 0.42 1.1 5.8 9.1 15 <0.050 195 25 13 34 20.1 -- -- -- -- 3.9 0.16E 1.0

RW-39B 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 26 16 201 19.8 -- -- -- -- 5.3 0.93E 1.0

RW-39B 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-39B 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-39B 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 50 12 2.6 20.8 -- -- -- -- -- --E 0.2
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RW-39B 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 -- 7.2 20.6 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-39B 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 25 9.7 20.8 -- -- -- -- 0.36 0.034E 0

RW-39B 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 18 0 20.9 -- -- -- -- 0 0E 0.2

RW-39B 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 42 20 0 20.4 -- -- -- -- 4.0 0E 0.2

RW-39B 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 41 44 0 20.9 -- -- -- -- 0 0E 0

RW-39B 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 41 21 0.80 20.9 -- -- -- -- 0 0.010E 0

RW-39B 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-39B 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-39B 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 13 2.3 20.9 -- -- -- -- 0 --E 0

RW-39B 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 -- 6.6 20.9 -- -- -- -- 0 -- Flow rate not measured due to water in 

line.

E 0.1

RW-39B 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 12 9.9 20.9 -- -- -- -- 0 0.046E 0

RW-39B 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 10 0 20.9 -- -- -- -- 0 0E 0

RW-39B 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 9.2 0 20.9 -- -- -- -- 0 0E 0

RW-39B 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-39B 07/13/11 TO-14 5.2 <0.50 <0.50 <0.50 4.8 <0.050 <0.050 <0.050 0.054 <0.050 0.054 <0.050 144 24 7.0 5.0 20.9 ND ND ND 100 0 0.011E 0.1

RW-39B 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 7.3 5.0 20.9 -- -- -- -- 0 0.010E 0

RW-39B 07/27/11 TO-14 3.4 <0.50 <0.50 <0.50 3.9 <0.050 <0.050 <0.050 <0.050 0.057 0.057 <0.050 165 24 6.4 6.5 20.9 ND ND ND 100 0 0.016E 0

RW-39B 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 8.0 22 20.9 -- -- -- -- 0 0.058E 0

RW-39B 08/11/11 TO-14 2.2 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 24 3.9 5.0 20.9 ND ND ND 100 0 0.0054E 0

RW-39B 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 8.5 18 20.9 -- -- -- -- 0 0.057E 0.2

RW-39B 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.058 0.065 0.12 <0.050 169 18 7.6 2.3 20.9 ND ND ND ND 0 0.0058E 0

RW-39B 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 9.2 6.4 20.6 -- -- -- -- 0.92 0.019E 0.2

RW-39B 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-39B 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 7.8 2.3 20.7 -- -- -- -- 0.40 0.0045E 0

RW-39B 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 25 9.2 0.70 20.8 -- -- -- -- 0.31 0.0021E 0.2

RW-39B 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 11 8.8 20.8 -- -- -- -- 0.36 0.031E 0.2

RW-39B 10/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 145 35 14 0.50 20.6 ND ND ND 100 0.94 0.0015E 0.2

RW-39B 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --
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RW-39B 10/20/11 TO-14 2.2 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 31 12 0 20.9 ND ND ND 100 0 0E 0

RW-39B 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-39B 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 18 8.6 0 20.9 -- -- -- -- 0 0 Well shut down after monitoring.E 0.1

RW-39B 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,215 17 22 9.0 20.8 -- -- -- -- 0.66 0.058E 0.1

RW-39B 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-39B 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 17 4.7 20.9 -- -- -- -- 0 0.0073E 0

RW-39B 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 20 3.3 20.9 -- -- -- -- 0 0.019E 0

RW-39B 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 23 30 6.0 20.9 -- -- -- -- 0 0.053 Water in line.E 0

RW-39B 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 17 0 20.9 -- -- -- -- 0 --E 0

RW-39B 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 67 6.6 20.9 -- -- -- -- 0 0.12E 0

RW-39B 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 20 43 14 20.9 -- -- -- -- 0 0.19E 0

RW-39B 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 19 0 20.9 -- -- -- -- 0 0E 0

RW-39B 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 15 18 20.8 -- -- -- -- 0.48 0.085E 0.2

RW-39B 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 11 6.1 20.9 -- -- -- -- 0 0.025E 0

RW-39B 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 18 9.3 2.6 20.9 -- -- -- -- 0 0.015E 0.1

RW-39B 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 13 7.1 20.9 -- -- -- -- 0 0.038E 0.4

RW-39B 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 13 5.3 20.9 -- -- -- -- 0 0.023E 0.1

RW-39B 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 12 5.2 20.9 -- -- -- -- 0 0.022E 0

RW-39B 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 13 2.9 20.9 -- -- -- -- 0 0.012E 0.1

RW-39B 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 18 2.7 20.9 -- -- -- -- 0 0.016E 0

RW-39B 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 16 13 1.6 20.9 -- -- -- -- 0 0.0070E 0

RW-39B 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 17 19 10 20.9 -- -- -- -- 0 0.041E 0

RW-39B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 15 3.7 20.8 -- -- -- -- 0.50 0.018E 0

RW-39B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 15 9.4 20.9 -- -- -- -- 0 0.041E 0

RW-39B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 8.7 4.4 20.9 -- -- -- -- 0 0.016E 0

RW-39B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 15 -- 1.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-39B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-39B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --
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RW-39B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-39B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-39B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 24 3.3 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-39B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 32 5.2 20.9 -- -- -- -- 0 0.051E 0

RW-39B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-39B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 33 0 20.9 -- -- -- -- 0 0E 0

RW-39B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 34 0 20.9 -- -- -- -- 0 0E 0

RW-39B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 -- 5.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-39B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 20 0 20.9 -- -- -- -- 0 0E 0

RW-39B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 24 1.5 20.9 -- -- -- -- 0 0.011E 0

RW-39B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 21 0.20 20.9 -- -- -- -- 0 0.0015E 0

RW-39B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 20 23 1.5 20.9 -- -- -- -- 0 0.012E 0

RW-39B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 24 6.6 20.9 -- -- -- -- 0 0.079E 0

RW-39B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 18 3.4 20.9 -- -- -- -- 0 0.020E 0

RW-39B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 15 8.5 20.9 -- -- -- -- 0 0.038E 0

RW-39B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 16 1.2 20.9 -- -- -- -- 0 0.0062E 0

RW-39B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- 18 -- -- -- -- -- -- -- --V --

RW-39B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 -- 2.3 -- -- -- -- -- -- -- --V --

RW-39B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 22 -- -- -- -- -- -- -- --V --

RW-39B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 18 3.0 20.9 -- -- -- -- 0 0.016E 0

RW-39B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 6.3 1.9 20.7 -- -- -- -- 0.36 0.0033E 0

RW-39B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 17 0 20.9 -- -- -- -- 0 0E 0

RW-39B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 29 1.3 20.9 -- -- -- -- 0 0.0079E 0

RW-39B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 23 1.2 20.9 -- -- -- -- 0 0.012E 0

RW-39B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-40A 10/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 37 39 505 -- -- -- -- -- -- -- Start of remedial operations at this well.E --

RW-40A 10/24/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 36 49 200 20.3 -- -- -- -- 4.5 3.1E --

RW-40A 11/01/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 36 50 216 20.6 -- -- -- -- 5.0 3.5E --

RW-40A 11/28/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 420 98 11 54 20.9 -- -- -- -- 0 0.16E --

RW-40A 12/05/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 130 12 76 20.9 -- -- -- -- 0 0.28E --
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RW-40A 12/20/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 118 12 42 20.7 -- -- -- -- 0.31 0.11E --

RW-40A 01/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 94 8.6 41 20.5 -- -- -- -- 1.1 0.11E --

RW-40A 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 91 10 51 20.9 -- -- -- -- 0 0.094E --

RW-40A 01/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 181 101 12 151 20.7 -- -- -- -- 0.77 0.56E --

RW-40A 01/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 127 98 13 61 20.9 -- -- -- -- 0 0.19E --

RW-40A 01/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 171 67 9.0 32 20.9 -- -- -- -- 0 0.096E --

RW-40A 02/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 292 92 11 85 20.7 -- -- -- -- 0.65 0.27E --

RW-40A 02/20/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 129 100 12 327 20.9 -- -- -- -- 0 1.1E --

RW-40A 02/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 104 6.0 68 20.9 -- -- -- -- 0 0.13E --

RW-40A 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 90 19 85 20.9 -- -- -- -- 0 0.35E --

RW-40A 04/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 88 16 116 20.6 -- -- -- -- 1.6 0.61E --

RW-40A 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 100 19 27 20.7 -- -- -- -- 1.3 0.16E --

RW-40A 04/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 107 20 17 20.8 -- -- -- -- 0.65 0.11E --

RW-40A 04/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 100 18 13 20.9 -- -- -- -- 0 0.076E --

RW-40A 04/30/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 103 18 32 20.8 -- -- -- -- 0.60 0.19E --

RW-40A 05/08/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 79 15 28 20.9 -- -- -- -- 0 0.14E --

RW-40A 05/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 91 15 43 20.8 -- -- -- -- 0.51 0.21E --

RW-40A 05/23/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 110 29 39 20.9 -- -- -- -- 0 0.26E --

RW-40A 05/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 105 19 1.1 20.8 -- -- -- -- 0.62 0.0067E --

RW-40A 06/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 108 20 45 20.9 -- -- -- -- 0 0.30E --

RW-40A 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 104 10 35 20.7 -- -- -- -- 0.68 0.12E --

RW-40A 06/19/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 91 19 19 20.9 -- -- -- -- 0 0.12E --

RW-40A 07/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 385 106 20 11 20.7 -- -- -- -- 1.4 0.076E --

RW-40A 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 102 18 64 20.9 -- -- -- -- 0 0.37 Hour meter broken, replaced.E --

RW-40A 07/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 93 17 3.2 20.9 -- -- -- -- 0 0.017E --

RW-40A 07/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 93 22 5.2 20.9 -- -- -- -- 0 0.037E --

RW-40A 08/01/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 94 18 7.1 20.7 -- -- -- -- 1.2 0.041E --

RW-40A 08/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 89 17 12 20.4 -- -- -- -- 2.9 0.067E --

RW-40A 08/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 93 18 11 20.7 -- -- -- -- 0.82 0.042E --

RW-40A 08/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 264 94 19 33 20.9 -- -- -- -- 0 0.21E --

RW-40A 08/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 98 95 21 16 20.9 -- -- -- -- 0 0.11E --

RW-40A 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 211 110 13 11 20.8 -- -- -- -- 0.43 0.048E --

RW-40A 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 97 18 13 20.9 -- -- -- -- 0 0.079E --
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RW-40A 09/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 314 90 17 23 20.6 -- -- -- -- 1.5 0.11 Only field measurements collected during 

flow rate optimization.

E --

RW-40A 10/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 98 19 21 20.9 -- -- -- -- 0 0.13E --

RW-40A 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 194 101 19 29 20.8 -- -- -- -- 0.65 0.18E --

RW-40A 10/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 98 23 23 20.9 -- -- -- -- 0 0.17E --

RW-40A 10/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 101 23 19 20.8 -- -- -- -- 0.79 0.14E --

RW-40A 11/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 106 21 19 20.9 -- -- -- -- 0 0.099E --

RW-40A 11/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 137 106 20 34 20.9 -- -- -- -- 0 0.21E --

RW-40A 11/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 319 109 18 6.6 20.9 -- -- -- -- 0 0.040E --

RW-40A 12/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 137 18 11 20.9 -- -- -- -- 0 0.054E --

RW-40A 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 134 33 12 20.5 -- -- -- -- 4.4 0.12 Water in line.E --

RW-40A 12/21/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 136 13 6.9 20.9 -- -- -- -- 0 0.029E --

RW-40A 01/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 313 136 10 11 20.9 -- -- -- -- 0 0.037E --

RW-40A 01/09/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 141 139 20 7.2 20.9 -- -- -- -- 0 0.046E --

RW-40A 01/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 301 137 20 14 20.9 -- -- -- -- 0 0.075E --

RW-40A 01/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 135 9.0 16 20.9 -- -- -- -- 0 0.046E --

RW-40A 02/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 135 7.6 6.1 20.9 -- -- -- -- 0 0.015E --

RW-40A 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 126 16 6.6 20.9 -- -- -- -- 0 0.025E --

RW-40A 02/20/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 125 14 2.3 20.9 -- -- -- -- 0 0.010E --

RW-40A 02/25/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 127 14 2.2 20.9 -- -- -- -- 0 0.0098E --

RW-40A 03/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 121 13 1.7 20.9 -- -- -- -- 0 0.0073E --

RW-40A 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 117 16 3.1 20.9 -- -- -- -- 0 0.016E --

RW-40A 04/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 528 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-40A 04/10/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-40A 04/21/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- No access to vault due to construction.E --

RW-40A 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 05/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 05/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 05/22/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 240 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 05/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 130 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 06/17/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 360 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 07/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --
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RW-40A 07/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 28 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 102 0.80 20.8 -- -- -- -- 1.3 0.0098E --

RW-40A 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 38 86 119 20.9 -- -- -- -- 0 2.4E --

RW-40A 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 41 77 91 20.8 -- -- -- -- 2.6 2.3E --

RW-40A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 50 50 44 20.9 -- -- -- -- 0 0.17E --

RW-40A 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 51 17 52 20.9 -- -- -- -- 0 0.17E --

RW-40A 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 48 1.5 13 20.9 -- -- -- -- 0 0.0018E --

RW-40A 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 70 29 10 20.9 -- -- -- -- 0 0.023E --

RW-40A 10/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 24 70 43 -- -- -- -- -- -- -- -- Flow rate adjusted. Sample not collected.E --

RW-40A 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 57 62 15 20.9 -- -- -- -- 0 0.15E --

RW-40A 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 66 48 5.6 20.9 -- -- -- -- 0 0.036E --

RW-40A 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 52 54 21 20.9 -- -- -- -- 0 0.11E --

RW-40A 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 49 114 13 20.9 -- -- -- -- 0 0.45E --

RW-40A 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 47 38 2.8 20.9 -- -- -- -- 0 0.0094E --

RW-40A 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 42 55 9.4 20.9 -- -- -- -- 0 0.085E --

RW-40A 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 43 62 3.7 20.9 -- -- -- -- 0 0.056E --

RW-40A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 45 52 65 20.9 -- -- -- -- 0 0.95E --

RW-40A 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 35 41 0.30 20.9 -- -- -- -- 0 0.0045E --

RW-40A 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 18 33 5.0 20.9 -- -- -- -- 0 0.030E --

RW-40A 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 46 4.4 0.30 20.6 -- -- -- -- 0.38 0.00037E --

RW-40A 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 50 74 19 20.0 -- -- -- -- 18 0.36E --

RW-40A 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 50 93 0.80 20.8 -- -- -- -- 1.5 0.012E --

RW-40A 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 51 48 319 20.4 -- -- -- -- 6.1 3.8E --

RW-40A 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 73 42 13 20.9 -- -- -- -- 0 0.15E --

RW-40A 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 67 32 3.1 20.9 -- -- -- -- 0 0.024E --

RW-40A 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 63 58 0.20 20.6 -- -- -- -- 8.2 0.0053E --

RW-40A 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 74 45 7.3 20.9 -- -- -- -- 0 0.046E --

RW-40A 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-40A 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 64 45 0 20.9 -- -- -- -- 0 0E --

RW-40A 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 63 48 0 20.9 -- -- -- -- 0 0E --

RW-40A 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 59 38 0 20.9 -- -- -- -- 0 0E --
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RW-40A 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 62 36 0 20.9 -- -- -- -- 0 0E --

RW-40A 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 52 41 0 20.9 -- -- -- -- 0 0E --

RW-40A 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 65 15 2.3 20.9 -- -- -- -- 0 0.011E --

RW-40A 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 67 41 0 20.9 -- -- -- -- 0 0E --

RW-40A 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 68 36 0 20.4 -- -- -- -- 8.5 0E --

RW-40A 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 27 23 0 20.9 -- -- -- -- 0 0E --

RW-40A 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 54 45 0 20.9 -- -- -- -- 0 0 Hour meter reading unavailable.E --

RW-40A 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 52 37 0.90 20.8 -- -- -- -- 1.0 0.0088E --

RW-40A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 60 40 0 20.9 -- -- -- -- 0 0E --

RW-40A 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 53 37 0 20.9 -- -- -- -- 0 0E --

RW-40A 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 98 0 20.9 -- -- -- -- 0 0E --

RW-40A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 43 27 20.9 -- -- -- -- 0 0.76E --

RW-40A 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 53 120 0 20.9 -- -- -- -- 0 0E --

RW-40A 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 46 35 0 20.5 -- -- -- -- 4.7 0E --

RW-40A 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 35 4.8 0 20.9 -- -- -- -- 0 0E --

RW-40A 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 35 35 0 20.9 -- -- -- -- 0 0E --

RW-40A 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 40 39 0.40 20.9 -- -- -- -- 0 0.0051E --

RW-40A 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 41 41 0 20.7 -- -- -- -- 2.8 0E --

RW-40A 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-40A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 45 39 0 20.9 -- -- -- -- 0 0E --

RW-40A 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-40A 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 43 38 0 20.9 -- -- -- -- 0 0E --

RW-40A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 54 51 2.2 20.9 -- -- -- -- 0 0.042E --

RW-40A 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 62 31 0 20.9 -- -- -- -- 0 0E --

RW-40A 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 58 29 0.60 20.9 -- -- -- -- 0 0.0045E --

RW-40A 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 30 0 20.9 -- -- -- -- 0 0E --

RW-40A 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 55 36 0 20.9 -- -- -- -- 0 0E --

RW-40A 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 54 37 1.2 20.9 -- -- -- -- 0 0.010E --

RW-40A 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 53 24 0 20.9 -- -- -- -- 0 0E --

RW-40A 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-40A 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-40A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 52 34 0 20.9 -- -- -- -- 0 0E --

RW-40A 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 54 35 6.2 20.8 -- -- -- -- 0.67 0.040E --
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RW-40A 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 51 30 0 20.9 -- -- -- -- 0 0E --

RW-40A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 63 55 1.7 20.6 -- -- -- -- 5.2 0.028 Well shut down to facilitate passive 

venting.

E --

RW-40A 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 -- 61 -- -- -- -- -- -- -- --V --

RW-40A 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 57 -- -- -- -- -- -- -- -- Well converted to passive vent well.V --

RW-40A 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Well remained shut down to facilitate 

passive venting.

E --

RW-40A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 57 0 -- -- -- -- -- -- -- --E --

RW-40A 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 41 6.2 -- -- -- -- -- -- -- --E --

RW-40A 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 40 68 -- -- -- -- -- -- -- --E --

RW-40A 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-40A 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 25 86 -- -- -- -- -- -- -- --E --

RW-40A 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- 99 -- -- -- -- -- -- -- -- Static vacuum reading not collected.E --

RW-40A 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 33 11 -- -- -- -- -- -- -- --E --

RW-40A 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 27 102 -- -- -- -- -- -- -- --E --

RW-40A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 30 117 37 20.3 -- -- -- -- 6.9 0.41E 0

RW-40A 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 37 52 169 -- -- -- -- -- -- 4.6 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction. 

Water in line.

E --

RW-40A 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 38 -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E --

RW-40A 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 31 87 -- -- -- -- -- -- -- --E --

RW-40A 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 32 118 -- -- -- -- -- -- -- --E --

RW-40A 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 32 19 -- -- -- -- -- -- -- --E --

RW-40A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 28 110 25 20.4 -- -- -- -- 17 0.82E 0

RW-40A 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-40A 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-40A 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 48 88 1.3 20.7 -- -- -- -- -- --E 0

RW-40A 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 62 85 -- -- -- -- -- -- -- --E --

RW-40A 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 53 88 -- -- -- -- -- -- -- --E --
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RW-40A 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 47 127 -- -- -- -- -- -- -- --E --

RW-40A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 47 13 0 20.9 -- -- -- -- 0 0E 0

RW-40A 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 66 65 -- -- -- -- -- -- -- --E --

RW-40A 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 52 -- -- -- -- -- -- -- -- -- Flow rate not recorded due to water in line.E --

RW-40A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-40A 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-40A 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 33 83 1.2 20.9 -- -- -- -- 0 --E 0

RW-40A 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 21 71 2.3 20.9 -- -- -- -- 0 0.065E 0

RW-40A 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 32 86 3.7 20.9 -- -- -- -- 0 0.13E 0

RW-40A 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 28 71 0 20.9 -- -- -- -- 0 0E 0

RW-40A 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 25 70 0 20.9 -- -- -- -- 0 0E 0

RW-40A 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-40A 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 26 66 0.70 20.9 -- -- -- -- 0 0.015E 0

RW-40A 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 25 66 0.90 20.9 -- -- -- -- 0 0.016E 0

RW-40A 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 26 67 -- -- -- -- -- -- -- --E --

RW-40A 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 23 78 12 20.9 -- -- -- -- 0 0.30E 0

RW-40A 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 26 68 -- -- -- -- -- -- -- --E --

RW-40A 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 26 72 -- -- -- -- -- -- -- --E --

RW-40A 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 18 61 -- -- -- -- -- -- -- --E --

RW-40A 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 26 -- -- -- -- -- -- -- --E --

RW-40A 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-40A 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 40 116 -- -- -- -- -- -- -- --E --

RW-40A 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 41 128 0 20.9 -- -- -- -- 0 0E 0

RW-40A 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 41 123 -- -- -- -- -- -- -- --E --

RW-40A 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 66 177 0 20.6 -- -- -- -- 12 0E 0

RW-40A 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-40A 10/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 56 131 -- -- -- -- -- -- -- --E --

RW-40A 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-40A 11/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 34 21 0 20.8 -- -- -- -- 1.0 0E 0
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RW-40A 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 25 118 -- -- -- -- -- -- -- --E --

RW-40A 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 34 119 -- -- -- -- -- -- -- --E --

RW-40A 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-40A 11/30/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 320 31 93 -- -- -- -- -- -- -- --E --

RW-40A 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-40A 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- -- -- -- -- -- -- -- -- -- Well shut down.E --

RW-40A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 424 19 69 1.8 20.9 -- -- -- -- 0 0.032E 0

RW-40A 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-40A 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 56 5.5 20.8 -- -- -- -- 0.54 0.029E 0

RW-40A 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 18 54 1.4 20.8 -- -- -- -- 1.7 0.022E 0

RW-40A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 45 67 1.1 20.9 -- -- -- -- 0 0.022E 0

RW-40A 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 20 75 0 20.8 -- -- -- -- -- --E 0

RW-40A 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 18 62 0 20.9 -- -- -- -- 0 0E 0

RW-40A 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 21 73 2.0 20.9 -- -- -- -- 0 0.046E 0

RW-40A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 21 65 0 20.9 -- -- -- -- 0 0E 0

RW-40A 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 20 69 5.6 20.9 -- -- -- -- 0 0.12E 0

RW-40A 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 19 69 0.50 20.9 -- -- -- -- 0 0.013E 0

RW-40A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 20 51 0 20.9 -- -- -- -- 0 0E 0

RW-40A 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 20 67 2.8 20.9 -- -- -- -- 0 0.081E 0.0

RW-40A 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 19 74 3.9 20.7 -- -- -- -- 5.0 0.095E 0.1

RW-40A 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 18 69 0 20.9 -- -- -- -- 0 0E 0

RW-40A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 18 77 0.50 20.9 -- -- -- -- 0 0.012E 0

RW-40A 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 18 65 0 20.9 -- -- -- -- 0 0E 0

RW-40A 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 18 69 0.80 20.9 -- -- -- -- 0 0.019E 0

RW-40A 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 17 78 3.4 20.9 -- -- -- -- 0 0.056E 0

RW-40A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 14 61 2.5 20.9 -- -- -- -- 0 0.050E 0

RW-40A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 13 78 5.6 20.9 -- -- -- -- 0 0.13E 0

RW-40A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 32 -- -- -- -- -- -- -- --V --

RW-40A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 33 -- -- -- -- -- -- -- --E --
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RW-40A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-40A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-40A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-40A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-40A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 18 57 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-40A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 53 -- -- -- -- -- -- -- --E --

RW-40A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 40 -- -- -- -- -- -- -- --V --

RW-40A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 21 -- -- -- -- -- -- -- --V --

RW-40A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 65 -- -- -- -- -- -- -- --E --

RW-40A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 74 1.8 20.9 -- -- -- -- 0 0.041E 6.0

RW-40A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 69 0 20.9 -- -- -- -- 0 0E 0

RW-40A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 67 0 20.9 -- -- -- -- 0 0E 0

RW-40A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 17 69 0.70 20.9 -- -- -- -- 0 0.017E 0

RW-40A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 17 76 0 20.9 -- -- -- -- 0 0E 0

RW-40A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 16 32 2.6 20.9 -- -- -- -- 0 0.041E 0

RW-40A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 17 29 0 20.9 -- -- -- -- 0 0E 0

RW-40A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 71 7.5 20.9 -- -- -- -- 0 0.16E 0

RW-40A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 73 1.9 20.9 -- -- -- -- 0 0.045E 0

RW-40A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 14 69 0.70 20.9 -- -- -- -- 0 0.017E 0

RW-40A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 15 6.3 0 20.9 -- -- -- -- 0 0E 0

RW-40A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 15 95 3.7 20.9 -- -- -- -- 0 0.12E 0

RW-40A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 41 -- -- -- -- -- -- -- --V --

RW-40A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 6.8 -- -- -- -- -- -- -- --V --

RW-40A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 42 -- -- -- -- -- -- -- --V --

RW-40A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 74 0.10 20.9 -- -- -- -- 0 0.0015E 0

RW-40A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 15 77 0 20.9 -- -- -- -- 0 0E 0

RW-40A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 16 76 0 20.9 -- -- -- -- 0 0E 0

RW-40B 10/11/06 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 37 41 2,790 -- -- -- -- -- -- -- Start of remedial operations at this well.E --

RW-40B 10/24/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 35 52 674 20.1 -- -- -- -- 6.5 11E --
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RW-40B 11/01/06 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 36 53 939 20.4 -- -- -- -- 8.8 16E --

RW-40B 01/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 1,344 94 22 615 20.1 -- -- -- -- 5.3 3.9E --

RW-40B 01/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 91 95 45 20.9 -- -- -- -- 0 0.78E --

RW-40B 01/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 181 101 9.2 570 19.8 -- -- -- -- 3.2 1.6E --

RW-40B 01/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 127 97 17 497 20.9 -- -- -- -- 0 2.1E --

RW-40B 01/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 171 69 20 315 20.6 -- -- -- -- 2.1 2.1E --

RW-40B 02/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 292 91 31 178 20.3 -- -- -- -- 5.4 1.6E --

RW-40B 02/20/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 129 100 29 364 20.5 -- -- -- -- 3.5 3.1E --

RW-40B 02/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 103 20 319 20.4 -- -- -- -- 3.4 2.1E --

RW-40B 03/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 90 38 629 20.5 -- -- -- -- 3.4 5.1E --

RW-40B 04/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 88 16 199 20.4 -- -- -- -- 2.7 1.0E --

RW-40B 04/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 100 21 47 20.7 -- -- -- -- 1.4 0.32E --

RW-40B 04/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 107 23 117 20.6 -- -- -- -- 2.3 0.86E --

RW-40B 04/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 100 22 236 20.8 -- -- -- -- 0.75 1.7E --

RW-40B 04/30/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 103 15 161 20.7 -- -- -- -- 1.00 0.78E --

RW-40B 05/08/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 79 15 122 20.9 -- -- -- -- 0 0.61E --

RW-40B 05/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 91 19 194 20.7 -- -- -- -- 1.2 1.2E --

RW-40B 05/23/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 109 27 184 20.9 -- -- -- -- 0 1.2E --

RW-40B 05/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 106 16 8.1 20.7 -- -- -- -- 1.1 0.043E --

RW-40B 06/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 109 15 211 20.8 -- -- -- -- 0.50 1.0E --

RW-40B 06/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 215 105 18 324 20.4 -- -- -- -- 3.0 1.9E --

RW-40B 06/19/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 91 18 171 20.7 -- -- -- -- 1.2 0.98E --

RW-40B 07/05/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 385 106 22 134 20.4 -- -- -- -- 3.6 0.95E --

RW-40B 07/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 105 18 290 20.5 -- -- -- -- 2.5 1.7 Hour meter broken, replaced.E --

RW-40B 07/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 95 18 18 2.70 -- -- -- -- 106 0.100E --

RW-40B 07/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 94 18 110 20.6 -- -- -- -- 1.8 0.63E --

RW-40B 08/01/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 94 18 182 20.3 -- -- -- -- 3.6 1.1E --

RW-40B 08/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 88 16 66 20.2 -- -- -- -- 3.8 0.35E --

RW-40B 08/13/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 94 18 104 20.4 -- -- -- -- 2.1 0.41E --

RW-40B 08/24/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 264 94 12 63 20.9 -- -- -- -- 0 0.25E --

RW-40B 08/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 98 97 23 127 20.6 -- -- -- -- 2.4 0.97E --

RW-40B 09/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 211 109 16 84 20.4 -- -- -- -- 2.6 0.43E --

RW-40B 09/10/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 97 95 18 115 20.8 -- -- -- -- 0.62 0.69E --
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RW-40B 09/25/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 314 92 14 178 20.2 -- -- -- -- 3.0 0.73 Only field measurements collected during 

flow rate optimization.

E --

RW-40B 10/03/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 95 50 269 20.7 -- -- -- -- 3.3 4.4E --

RW-40B 10/11/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 194 102 52 235 20.7 -- -- -- -- 3.5 4.0E --

RW-40B 10/17/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 101 67 214 20.8 -- -- -- -- 2.3 4.7E --

RW-40B 10/31/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 101 61 124 20.7 -- -- -- -- 4.1 2.5E --

RW-40B 11/09/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 106 48 84 20.7 -- -- -- -- 2.5 1.0E --

RW-40B 11/15/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 137 106 52 76 20.7 -- -- -- -- 3.3 1.2E --

RW-40B 11/28/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 319 109 56 53 20.9 -- -- -- -- 0 0.98E --

RW-40B 12/06/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 138 48 99 20.7 -- -- -- -- 2.6 1.3E --

RW-40B 12/14/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 133 66 125 20.2 -- -- -- -- 15 2.6 Water in line.E --

RW-40B 12/21/07 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 136 92 9.6 20.8 -- -- -- -- 3.0 0.28E --

RW-40B 01/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 313 136 71 27 20.5 -- -- -- -- 9.6 0.63E --

RW-40B 01/09/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 141 139 68 17 20.8 -- -- -- -- 2.2 0.37E --

RW-40B 01/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 301 136 70 52 20.7 -- -- -- -- 3.9 1.00E --

RW-40B 01/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 135 71 26 20.7 -- -- -- -- 4.8 0.61E --

RW-40B 02/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 134 70 30 20.9 -- -- -- -- 0 0.69E --

RW-40B 02/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 126 76 15 20.7 -- -- -- -- 3.7 0.28E --

RW-40B 02/20/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 125 53 21 20.9 -- -- -- -- 0 0.36E --

RW-40B 02/25/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 128 73 18 20.8 -- -- -- -- 2.4 0.43E --

RW-40B 03/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 121 53 16 20.9 -- -- -- -- 0 0.27E --

RW-40B 03/11/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 188 118 53 8.1 20.9 -- -- -- -- 0 0.14 Water in line.E --

RW-40B 04/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 528 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-40B 04/10/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to constructionE --

RW-40B 04/21/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- No access to vault due to construction.E --

RW-40B 05/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 237 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 05/05/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 05/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 05/22/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 240 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 05/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 130 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 06/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 81 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 06/17/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 360 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 07/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --
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RW-40B 07/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 28 -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-40B 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 36 0.90 20.6 -- -- -- -- 1.3 0.0039E --

RW-40B 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 59 367 20.9 -- -- -- -- 0 5.0E --

RW-40B 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 41 28 96 20.8 -- -- -- -- 0.94 0.87 Summa canister leak suspected.E --

RW-40B 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 49 16 69 20.9 -- -- -- -- 0 0.083E --

RW-40B 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 41 60 62 20.9 -- -- -- -- 0 0.74E --

RW-40B 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 48 62 4.5 20.9 -- -- -- -- 0 0.027E --

RW-40B 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 62 16 5.6 20.9 -- -- -- -- 0 0.0071E --

RW-40B 10/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 24 67 82 -- -- -- -- -- -- -- -- Flow rate adjusted. Sample not collected.E --

RW-40B 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 58 26 17 20.9 -- -- -- -- 0 0.072E --

RW-40B 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 66 109 2.0 20.9 -- -- -- -- 0 0.029E --

RW-40B 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 51 20 23 20.9 -- -- -- -- 0 0.042E --

RW-40B 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 51 36 20 20.9 -- -- -- -- 0 0.23E --

RW-40B 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 47 56 13 20.9 -- -- -- -- 0 0.066E --

RW-40B 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 45 11 26 20.9 -- -- -- -- 0 0.048E --

RW-40B 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 43 29 10 20.9 -- -- -- -- 0 0.073E --

RW-40B 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 45 8.9 91 20.9 -- -- -- -- 0 0.23E --

RW-40B 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 35 20 1.3 21.0 -- -- -- -- 0 0.0099E --

RW-40B 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 18 20 18 20.9 -- -- -- -- 0 0.066E --

RW-40B 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 46 3.6 1.5 20.6 -- -- -- -- 0.31 0.0015E --

RW-40B 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 51 26 4.7 20.9 -- -- -- -- 0 0.032E --

RW-40B 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 52 28 2.6 20.9 -- -- -- -- 0 0.012E --

RW-40B 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 50 32 18 20.9 -- -- -- -- 0 0.15E --

RW-40B 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 73 3.1 11 20.9 -- -- -- -- 0 0.0097E --

RW-40B 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 67 20 2.9 20.9 -- -- -- -- 0 0.014E --

RW-40B 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 64 38 0.40 20.6 -- -- -- -- 5.4 0.0070E --

RW-40B 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 74 39 11 20.7 -- -- -- -- 1.1 0.057E --

RW-40B 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-40B 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 65 29 0 20.9 -- -- -- -- 0 0E --

RW-40B 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 65 34 0 20.9 -- -- -- -- 0 0E --

RW-40B 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 59 8.2 0 20.9 -- -- -- -- 0 0E --
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RW-40B 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 61 53 0 20.9 -- -- -- -- 0 0E --

RW-40B 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 55 0 20.9 -- -- -- -- 0 0E --

RW-40B 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 64 75 3.2 20.9 -- -- -- -- 0 0.078E --

RW-40B 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 67 26 0 20.9 -- -- -- -- 0 0E --

RW-40B 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 68 60 0 20.4 -- -- -- -- 14 0E --

RW-40B 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 27 37 0 20.9 -- -- -- -- 0 0E --

RW-40B 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 54 51 0.70 20.9 -- -- -- -- 0 0.013 Hour meter reading unavailable.E --

RW-40B 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 52 62 0.70 20.7 -- -- -- -- 3.4 0.011E --

RW-40B 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 60 58 0 20.8 -- -- -- -- 2.3 0E --

RW-40B 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 53 55 0 20.9 -- -- -- -- 0 0E --

RW-40B 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 38 0 20.9 -- -- -- -- 0 0E --

RW-40B 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 38 0 20.9 -- -- -- -- 0 0E --

RW-40B 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 54 45 0 20.9 -- -- -- -- 0 0E --

RW-40B 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 46 65 0 20.5 -- -- -- -- 8.7 0E --

RW-40B 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 35 37 0 20.8 -- -- -- -- 0.58 0E --

RW-40B 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 35 41 0 20.9 -- -- -- -- 0 0E --

RW-40B 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 40 49 0.60 20.9 -- -- -- -- 0 0.0096E --

RW-40B 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 41 54 0 20.7 -- -- -- -- 3.6 0E --

RW-40B 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-40B 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 45 63 0 20.9 -- -- -- -- 0 0E --

RW-40B 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-40B 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 43 62 0 20.8 -- -- -- -- 2.0 0E --

RW-40B 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 54 87 1.0 20.9 -- -- -- -- 0 0.032E --

RW-40B 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 62 54 0 20.9 -- -- -- -- 0 0E --

RW-40B 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 58 47 1.8 20.9 -- -- -- -- 0 0.022E --

RW-40B 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 48 0 20.9 -- -- -- -- 0 0E --

RW-40B 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 56 62 2.3 20.9 -- -- -- -- 0 0.046E --

RW-40B 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 54 56 1.0 20.9 -- -- -- -- 0 0.013E --

RW-40B 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 53 74 0 20.9 -- -- -- -- 0 0E --

RW-40B 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-40B 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-40B 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 52 55 0 20.9 -- -- -- -- 0 0E --

RW-40B 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 54 54 5.3 20.8 -- -- -- -- 1.0 0.053E --
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RW-40B 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 51 45 0 20.9 -- -- -- -- 0 0E --

RW-40B 12/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 57 43 0 20.9 -- -- -- -- 0 0 Well converted to passive venting well.E --

RW-40B 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 -- 38 -- -- -- -- -- -- -- -- Field monitoring of venting wells initiated.V --

RW-40B 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- 27 -- -- -- -- -- -- -- --V --

RW-40B 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- 26 -- -- -- -- -- -- -- --V --

RW-40B 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 -- 21 -- -- -- -- -- -- -- --V --

RW-40B 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- 23 -- -- -- -- -- -- -- --V --

RW-40B 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 -- 4.1 -- -- -- -- -- -- -- --V --

RW-40B 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 -- 33 -- -- -- -- -- -- -- --V --

RW-40B 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- 6.7 -- -- -- -- -- -- -- --V --

RW-40B 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 -- 42 -- -- -- -- -- -- -- --V --

RW-40B 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- 30 -- -- -- -- -- -- -- --V --

RW-40B 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 -- 25 -- -- -- -- -- -- -- --V --

RW-40B 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 -- 27 -- -- -- -- -- -- -- --V --

RW-40B 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 23 -- -- -- -- -- -- -- --V --

RW-40B 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 -- 23 -- -- -- -- -- -- -- --V --

RW-40B 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- 17 -- -- -- -- -- -- -- -- Routine monitoring commences after RCE 

study.

V --

RW-40B 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 -- 22 -- -- -- -- -- -- -- --V --

RW-40B 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-40B 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 -- 19 -- -- -- -- -- -- -- --V --

RW-40B 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 -- 23 -- -- -- -- -- -- -- --V --

RW-40B 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 -- 3.1 -- -- -- -- -- -- -- --V --

RW-40B 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

V --

RW-40B 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-40B 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- 23 -- -- -- -- -- -- -- --V --

RW-40B 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- 27 -- -- -- -- -- -- -- --V --

RW-40B 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 57 22 0 -- -- -- -- -- -- 0 Oxygen and carbon dioxide readings not 

collected due to equipment failure.

E --

RW-40B 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 41 10 0 20.9 -- -- -- -- 0 0E 0

RW-40B 09/23/10 TO-14 0.79 <0.081 <0.16 0.79 <0.81 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 190 40 13 0.70 20.5 ND ND -- ND 2.0 0.0033E 0.3
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RW-40B 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-40B 10/05/10 TO-14 3.4 0.055 0.13 1.6 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 132 25 11 0 20.9 -- -- -- -- 0 0E 0

RW-40B 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- 12 0 20.9 -- -- -- -- 0 -- Static vacuum reading not collected.E 0

RW-40B 10/19/10 TO-14 960 50 640 270 <230 6.2 11 52 15 44 59 <0.92 239 33 15 1,177 19.9 -- -- -- ND 7.1 8.1E 0.8

RW-40B-

DUP

10/19/10 TO-14 980 53 660 270 <260 6.7 12 56 16 49 65 <1.1 239 33 15 1,177 19.9 -- -- -- ND 7.1 8.1E 0.8

RW-40B 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 29 15 380 19.9 -- -- -- -- 4.2 1.5E 0.8

RW-40B 11/05/10 TO-14 320 12 200 100 <52 1.7 3.1 16 7.3 18 25 <0.21 70 31 21 427 19.4 -- -- -- ND 3.1 0.86E 0.1

RW-40B 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 38 19 -- -- -- -- -- -- -- --E --

RW-40B 11/16/10 TO-14 190 3.5 69 120 <31 0.65 1.8 3.7 7.9 16 24 <0.12 156 38 -- 205 19.5 -- -- -- ND -- -- Flow rate not measured due to equipment 

malfunction.

E 0.8

RW-40B 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 32 -- 64 19.9 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.8

RW-40B 11/30/10 TO-14 160 3.2 49 97 9.5 0.30 0.84 2.1 5.5 9.7 15 <0.050 173 33 18 30 19.8 -- -- -- -- 6.9 0.18E 0.8

RW-40B 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 34 7.3 17 20.1 -- -- -- -- 2.3 0.047E 0.7

RW-40B 12/13/10 TO-14 190 5.9 77 110 <12 0.45 1.3 3.8 5.5 10 16 <0.050 132 29 25 192 19.4 -- -- -- ND 11 1.4 Water in line.E 1.1

RW-40B 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-40B 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-40B 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 50 28 2.4 20.6 -- -- -- -- -- --E 0

RW-40B 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 61 21 3.8 20.9 -- -- -- -- 0 0.035E 0

RW-40B 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 52 -- 0.70 20.9 -- -- -- -- 0 -- Flow rate not meausred due to water in 

line.

E 0

RW-40B 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 49 23 0 20.9 -- -- -- -- 0 0E 0.2

RW-40B 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 49 32 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-40B 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 67 40 0 20.9 -- -- -- -- 0 0E 0

RW-40B 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 55 22 0 20.9 -- -- -- -- 0 0E 0

RW-40B 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-40B 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-40B 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 34 34 1.7 20.9 -- -- -- -- 0 --E 0
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RW-40B 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 31 33 2.7 20.9 -- -- -- -- 0 0.036E 0.1

RW-40B 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 33 43 2.2 20.9 -- -- -- -- 0 0.037E 0

RW-40B 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 29 27 0 20.9 -- -- -- -- 0 0E 0.1

RW-40B 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 26 24 0 20.9 -- -- -- -- 0 0E 0

RW-40B 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-40B 07/13/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 26 21 1.4 20.9 ND ND ND 100 0 0.0098E 0.1

RW-40B 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 26 25 1.0 20.9 -- -- -- -- 0 0.0068E 0

RW-40B 07/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 27 28 1.7 20.9 ND ND ND 100 0 0.018E 0

RW-40B 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 23 38 12 20.9 -- -- -- -- 0 0.15E 0

RW-40B 08/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.60 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 27 24 2.3 20.9 ND ND ND 100 0 0.015E 0

RW-40B 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 27 28 8.2 20.9 -- -- -- -- 0 0.088E 0

RW-40B 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 18 21 0.20 20.9 ND ND ND ND 0 0.0014E 0

RW-40B 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 70 7.1 20.7 -- -- -- -- 4.7 0.16E 0.3

RW-40B 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-40B 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 42 48 0 20.6 -- -- -- -- 3.7 0E 0.2

RW-40B 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 43 53 0 20.9 -- -- -- -- 0 0E 0.1

RW-40B 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 49 1.0 20.9 -- -- -- -- 0 0.016E 0

RW-40B 10/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 145 69 81 0 20.7 ND ND ND ND 3.6 0E 0

RW-40B 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-40B 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.75 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 59 59 0 20.9 ND ND ND 100 0 0E 0

RW-40B 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-40B 11/01/11 TO-14 <2.0 <0.50 <0.50 0.51 0.90 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 36 15 0 20.5 ND ND 36 64 2.8 0E 0

RW-40B 11/09/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 26 47 0 22.3 ND ND ND 100 0 0E 0

RW-40B 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 35 53 3.5 20.5 -- -- -- -- 6.4 0.054E 0.2

RW-40B 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-40B 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 32 37 0 20.8 ND ND ND 100 2.1 0E 0.2

RW-40B 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-40B 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- -- -- -- -- -- -- -- -- -- Well shut down.E --

RW-40B 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 424 19 25 3.7 20.9 -- -- -- -- 0 0.024E 0
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RW-40B 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-40B 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 19 45 5.7 20.8 -- -- -- -- 0.43 0.024E 0.1

RW-40B 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 18 27 1.1 20.8 -- -- -- -- 0.84 0.0090E 0

RW-40B 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 46 24 0 20.9 -- -- -- -- 0 0E 0

RW-40B 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 21 22 0 20.8 -- -- -- -- -- --E 0

RW-40B 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 19 24 0.70 20.7 -- -- -- -- 1.4 0.0046E 0.2

RW-40B 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 22 32 4.7 20.9 -- -- -- -- 0 0.047 Water in line.E 0

RW-40B 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 21 27 0.10 20.9 -- -- -- -- 0 0.00094E 0.1

RW-40B 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 20 30 7.5 20.9 -- -- -- -- 0 0.070E 0

RW-40B 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 20 24 1.6 20.9 -- -- -- -- 0 0.014E 0

RW-40B 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 21 20 2.2 20.9 -- -- -- -- 0 0.028E 0.1

RW-40B 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 20 27 0.30 20.9 -- -- -- -- 0 0.0035E 0.0

RW-40B 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 20 71 5.4 20.9 -- -- -- -- 0 0.12E 0

RW-40B 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 19 21 0.30 20.9 -- -- -- -- 0 0.0023E 0.1

RW-40B 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 18 23 0.10 20.9 -- -- -- -- 0 0.00070E 0

RW-40B 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 18 20 0.70 20.9 -- -- -- -- 0 0.0046E 0

RW-40B 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 18 20 0.80 20.9 -- -- -- -- 0 0.0054E 0

RW-40B 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 18 26 3.9 20.9 -- -- -- -- 0 0.022E 0

RW-40B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 14 21 2.6 20.9 -- -- -- -- 0 0.018E 0

RW-40B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 13 23 5.8 20.9 -- -- -- -- 0 0.041E 0

RW-40B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 7.9 -- -- -- -- -- -- -- --V --

RW-40B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 12 -- -- -- -- -- -- -- --E --

RW-40B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-40B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-40B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-40B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-40B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 18 23 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-40B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 22 22 -- -- -- -- -- -- -- --E --
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RW-40B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 14 -- -- -- -- -- -- -- --V --

RW-40B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 20 -- -- -- -- -- -- -- --V --

RW-40B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 22 -- -- -- -- -- -- -- --E --

RW-40B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 15 35 2.1 20.9 -- -- -- -- 0 0.023E 0

RW-40B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 30 0 20.9 -- -- -- -- 0 0E 0

RW-40B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 29 0.80 20.9 -- -- -- -- 0 0.0070E 0

RW-40B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 17 17 2.0 20.9 -- -- -- -- 0 0.012E 0

RW-40B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 18 33 0 20.9 -- -- -- -- 0 0E 0

RW-40B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 17 32 2.1 20.9 -- -- -- -- 0 0.033E 0

RW-40B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 69 0 20.9 -- -- -- -- 0 0E 0

RW-40B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 17 32 7.0 20.9 -- -- -- -- 0 0.067E 0

RW-40B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 27 2.1 20.9 -- -- -- -- 0 0.018E 0

RW-40B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 15 76 0.60 20.9 -- -- -- -- 0 0.016E 0

RW-40B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 16 2.2 0 20.9 -- -- -- -- 0 0E 0

RW-40B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 36 3.1 20.9 -- -- -- -- 0 0.040E 0

RW-40B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 15 -- -- -- -- -- -- -- --V --

RW-40B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 1.2 -- -- -- -- -- -- -- --V --

RW-40B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 17 -- -- -- -- -- -- -- --V --

RW-40B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 15 31 1.8 20.9 -- -- -- -- 0 0.012E 0

RW-40B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 16 35 3.6 20.9 -- -- -- -- 0 0.054E 0

RW-40B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 17 33 3.2 20.9 -- -- -- -- 0 0.038E 0

RW-75A 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 41 30 522 13.5 -- -- -- -- -- -- DIL1E --

RW-75A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 58 32 112 18.0 -- -- -- -- 11 0.43E --

RW-75A 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 56 29 61 19.2 -- -- -- -- 12 0.41E --

RW-75A 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 67 34 127 18.6 -- -- -- -- 26 1.4E --

RW-75A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 98 62 219 18.7 -- -- -- -- 11 1.0E --

RW-75A 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 67 43 65 20.9 -- -- -- -- 0 0.56E --

RW-75A 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 71 27 81 18.3 -- -- -- -- 7.0 0.21E --

RW-75A 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 97 50 -- 18.2 -- -- -- -- 11 -- VOC concentration unavailable due to 

equipment failure.

E --

RW-75A 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 81 39 70 18.0 -- -- -- -- 16 0.38E --

RW-75A 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 79 36 84 18.7 -- -- -- -- 11 0.40E --

RW-75A 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 78 47 330 17.4 -- -- -- -- 16 1.4E --
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RW-75A 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 77 37 255 18.8 -- -- -- -- 25 3.0E --

RW-75A 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 66 30 255 18.9 -- -- -- -- 5.4 0.67E --

RW-75A 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 70 85 428 17.8 -- -- -- -- 45 6.0E --

RW-75A 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 73 43 157 18.4 -- -- -- -- 27 1.7E --

RW-75A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 57 27 194 19.3 -- -- -- -- 12 1.5E --

RW-75A 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 46 27 161 20.5 -- -- -- -- 4.2 1.6E --

RW-75A 12/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 48 24 57 19.1 -- -- -- -- 15 0.45E --

RW-75A 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 128 15 6.5 19.3 -- -- -- -- 4.5 0.018E --

RW-75A 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 71 31 44 19.8 -- -- -- -- 9.1 0.35E --

RW-75A 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 82 65 6.9 20.1 -- -- -- -- 8.7 0.073E --

RW-75A 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 88 37 119 18.6 -- -- -- -- 22 1.1E --

RW-75A 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 80 37 14 19.2 -- -- -- -- 18 0.15E --

RW-75A 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 78 35 136 18.5 -- -- -- -- 21 1.2E --

RW-75A 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 83 29 41 19.8 -- -- -- -- 15 0.55 Sample not collected.E --

RW-75A 02/05/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 -- -- 5.5 19.4 -- -- -- -- -- -- Vacuum and flow rate readings not 

recorded.

E --

RW-75A 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 83 42 14 19.5 -- -- -- -- 12 0.11E --

RW-75A 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-75A 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 77 25 23 18.5 -- -- -- -- 11 0.099E --

RW-75A 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 81 23 0 19.0 -- -- -- -- 35 0E --

RW-75A 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 84 39 0 18.6 -- -- -- -- 16 0E --

RW-75A 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 82 21 0 19.3 -- -- -- -- 16 0E --

RW-75A 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 80 19 3.6 19.3 -- -- -- -- 7.8 0.017E --

RW-75A 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 89 42 33 18.6 -- -- -- -- 32 0.46E --

RW-75A 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 81 31 0 18.6 -- -- -- -- 23 0E --

RW-75A 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 89 28 0 18.4 -- -- -- -- 33 0E --

RW-75A 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 82 52 55 20.9 -- -- -- -- 0 0.91E --

RW-75A 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 80 16 0 19.2 -- -- -- -- 10 0 Hour meter reading unavailable.E --

RW-75A 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 82 43 0 18.8 -- -- -- -- 24 0E --

RW-75A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 81 31 44 19.2 -- -- -- -- 21 0.52E --

RW-75A 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 75 27 21 18.7 -- -- -- -- 12 0.11E --

RW-75A 06/10/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 69 30 0 20.9 -- -- -- -- 0 0E --
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RW-75A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 79 42 18 19.1 -- -- -- -- 40 0.39E --

RW-75A 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 88 40 0 18.4 -- -- -- -- 33 0E --

RW-75A 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 59 24 0 18.5 -- -- -- -- 20 0E --

RW-75A 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 58 9.3 0 19.2 -- -- -- -- 2.5 0E --

RW-75A 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 55 27 0 18.6 -- -- -- -- 13 0E --

RW-75A 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 70 37 1.3 19.5 -- -- -- -- 17 0.016E --

RW-75A 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 66 36 28 19.8 -- -- -- -- 14 0.33E --

RW-75A 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-75A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 74 37 15 19.0 -- -- -- -- 17 0.13E --

RW-75A 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-75A 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 68 23 6.3 19.9 -- -- -- -- 7.5 0.046E --

RW-75A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 66 14 2.0 19.1 -- -- -- -- 9.9 0.011E --

RW-75A 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 68 55 0 19.0 -- -- -- -- 12 0E --

RW-75A 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 60 24 5.2 18.1 -- -- -- -- 18 0.033E --

RW-75A 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 66 12 1.0 19.0 -- -- -- -- 7.9 0.0041E --

RW-75A 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 61 22 0 19.4 -- -- -- -- 11 0E --

RW-75A 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 60 3.3 4.7 18.7 -- -- -- -- 1.8 0.0036E --

RW-75A 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 58 21 0 19.1 -- -- -- -- 18 0E --

RW-75A 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 56 31 5.4 18.7 -- -- -- -- 10 0.025E --

RW-75A 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 56 18 0 19.1 -- -- -- -- 13 0E --

RW-75A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 55 21 3.6 20.9 -- -- -- -- 0 0.027E --

RW-75A 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-75A 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 60 20 8.7 19.6 -- -- -- -- 10 0.066E --

RW-75A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 64 28 10 18.9 -- -- -- -- 17 0.085 Well shut down to facilitate passive 

venting.

E --

RW-75A 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 -- 48 -- -- -- -- -- -- -- -- Well converted to passive vent well.V --

RW-75A 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- 1.8 -- -- -- -- -- -- -- --V --

RW-75A 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 -- 4.4 -- -- -- -- -- -- -- --V --

RW-75A 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 -- 0.80 -- -- -- -- -- -- -- --V --

RW-75A 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

V --

RW-75A 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Well remained shut down to facilitate 

passive venting.

E --
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RW-75A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 53 1.0 -- -- -- -- -- -- -- --E --

RW-75A 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 46 30 -- -- -- -- -- -- -- --E --

RW-75A 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to excavation.E --

RW-75A 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-75A 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-75A 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to excavation.E --

RW-75A 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 54 37 -- -- -- -- -- -- -- --E --

RW-75A 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 45 28 -- -- -- -- -- -- -- --E --

RW-75A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 47 34 15 20.8 -- -- -- -- 0.33 0.047E 0

RW-75A 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 47 29 -- -- -- -- -- -- -- --E --

RW-75A 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 57 -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E --

RW-75A 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 -- -- -- -- -- -- -- -- -- -- Unable to access vault.E --

RW-75A 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 50 34 -- -- -- -- -- -- -- --E --

RW-75A 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 -- -- -- -- -- -- -- -- -- -- Vault inaccessible.E --

RW-75A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 50 40 0 20.5 -- -- -- -- 5.0 0E 0.1

RW-75A 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-75A 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-75A 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 76 39 0 20.9 -- -- -- -- 0 --E 0.1

RW-75A 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 68 33 -- -- -- -- -- -- -- --E --

RW-75A 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 64 42 -- -- -- -- -- -- -- --E --

RW-75A 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 64 43 -- -- -- -- -- -- -- --E --

RW-75A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 70 44 0 20.9 -- -- -- -- 0 0E 0

RW-75A 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 71 21 -- -- -- -- -- -- -- --E --

RW-75A 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 70 46 -- -- -- -- -- -- -- --E --

RW-75A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-75A 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-75A 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 37 0 20.9 -- -- -- -- 0 --E 0
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RW-75A 05/06/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 212 49 29 -- -- -- -- -- -- -- --E --

RW-75A 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 259 46 40 0 20.9 -- -- -- -- 0 0E 0.1

RW-75A 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 49 35 0 20.9 -- -- -- -- 0 0E 0

RW-75A 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 44 23 0 20.9 -- -- -- -- 0 0E 0

RW-75A 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 39 19 0 20.9 -- -- -- -- 0 0E 0

RW-75A 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-75A 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 40 23 1.7 20.9 -- -- -- -- 0 0.013E 0.1

RW-75A 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 39 20 3.8 20.9 -- -- -- -- 0 0.020E 0

RW-75A 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 40 18 -- -- -- -- -- -- -- --E --

RW-75A 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 34 25 0 20.9 -- -- -- -- 0 0E 0

RW-75A 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 41 24 -- -- -- -- -- -- -- --E --

RW-75A 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 42 27 -- -- -- -- -- -- -- --E --

RW-75A 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 29 6.9 -- -- -- -- -- -- -- --E --

RW-75A 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 39 22 -- -- -- -- -- -- -- --E --

RW-75A 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-75A 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 56 32 -- -- -- -- -- -- -- --E --

RW-75A 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 58 38 0 20.9 -- -- -- -- 0 0E 0

RW-75A 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 38 -- -- -- -- -- -- -- --E --

RW-75A 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 97 64 0 20.9 -- -- -- -- 0 0E 0

RW-75A 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-75A 10/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 81 50 -- -- -- -- -- -- -- --E --

RW-75A 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-75A 11/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 48 38 6.3 20.9 -- -- -- -- 0 0.11E 0

RW-75A 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 40 39 -- -- -- -- -- -- -- --E --

RW-75A 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 46 41 -- -- -- -- -- -- -- --E --

RW-75A 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-75A 11/30/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 320 51 41 -- -- -- -- -- -- -- --E --

RW-75A 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-75A 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- -- -- -- -- -- -- -- -- -- Well shut down.E --
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RW-75A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 424 29 20 4.5 20.9 -- -- -- -- 0 0.024E 0.2

RW-75A 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-75A 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 29 21 4.2 20.9 -- -- -- -- 0 0.0082E 0.1

RW-75A 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 27 18 0.10 20.9 -- -- -- -- 0 0.00055E 0

RW-75A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 37 20 0 20.9 -- -- -- -- 0 0E 0

RW-75A 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 29 20 0 20.9 -- -- -- -- 0 --E 0

RW-75A 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 28 19 0 20.9 -- -- -- -- 0 0E 0.2

RW-75A 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 -- -- -- -- -- -- -- -- -- -- Unable to access well due to a stadium 

event.

E --

RW-75A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 32 19 0 20.9 -- -- -- -- 0 0E 0.2

RW-75A 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 30 18 1.7 20.9 -- -- -- -- 0 0.0094E 0.5

RW-75A 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 29 21 0 20.9 -- -- -- -- 0 0E 0

RW-75A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 30 18 0 20.9 -- -- -- -- 0 0E 0.2

RW-75A 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 29 17 0 20.9 -- -- -- -- 0 0E 0

RW-75A 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 28 15 0.60 20.9 -- -- -- -- 0 0.0030E 0.2

RW-75A 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 27 18 0.80 20.9 -- -- -- -- 0 0.0052E 0.1

RW-75A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 27 18 0.70 20.9 -- -- -- -- 0 0.0038E 0.2

RW-75A 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 26 15 0 20.9 -- -- -- -- 0 0E 0

RW-75A 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 26 17 11 20.9 -- -- -- -- 0 0.066E 0.1

RW-75A 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 11 -- -- -- -- -- -- -- --V --

RW-75A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 9.8 -- -- -- -- -- -- -- --V --

RW-75A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 11 -- -- -- -- -- -- -- --V --

RW-75A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium 

event.

E --

RW-75A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-75A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-75A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-75A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --
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RW-75A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-75A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 11 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-75A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 32 36 3.8 20.9 -- -- -- -- 0 0.041E 0

RW-75A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 32 32 0 20.7 -- -- -- -- 2.2 0E 0

RW-75A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium 

event.

E --

RW-75A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 29 25 0 20.9 -- -- -- -- 0 0E 0

RW-75A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 12 -- -- -- -- -- -- -- --V --

RW-75A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- -- -- -- -- -- -- -- -- -- Well not monitored due to stadium event.E --

RW-75A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium 

event.

E --

RW-75A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 6.3 -- -- -- -- -- -- -- --V --

RW-75A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 30 25 0 20.9 -- -- -- -- 0 0E 0

RW-75A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 28 28 3.1 20.9 -- -- -- -- 0 0.043E 0

RW-75A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 28 30 0 20.9 -- -- -- -- 0 0E 0

RW-75A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 28 29 0 20.9 -- -- -- -- 0 0E 0

RW-75A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 27 22 2.6 20.9 -- -- -- -- 0 0.020E 0

RW-75A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 27 11 0 20.9 -- -- -- -- 0 0E 0

RW-75A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium 

event.

E --

RW-75A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 23 24 4.6 20.9 -- -- -- -- 0 0.033E 0

RW-75A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 28 8.1 1.4 20.9 -- -- -- -- 0 0.0031E 0

RW-75A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 26 24 0 20.9 -- -- -- -- 0 0E 0

RW-75A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 14 -- -- -- -- -- -- -- --V --

RW-75A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 12 -- -- -- -- -- -- -- --V --

RW-75A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 14 -- -- -- -- -- -- -- --V --

RW-75B 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 41 6.2 1,852 8.50 -- -- -- -- -- -- DIL1E --

RW-75B 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 58 3.0 3,002 15.0 -- -- -- -- 2.2 1.1 DIL1E --

RW-75B 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 57 1.9 486 18.7 -- -- -- -- 0.99 0.21E --

RW-75B 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 67 2.4 633 18.3 -- -- -- -- 2.1 0.49 Summa canister leak suspected.E --

RW-75B 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 99 3.3 7,642 14.1 -- -- -- -- 1.8 1.9 DIL1E --

RW-75B 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 68 8.7 1,285 17.0 -- -- -- -- 6.9 2.2E --
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RW-75B 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 72 5.5 889 17.1 -- -- -- -- 2.1 0.47E --

RW-75B 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 98 2.4 -- 18.2 -- -- -- -- 0.52 -- VOC concentration unavailable due to 

equipment failure.

E --

RW-75B 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 81 13 324 16.4 -- -- -- -- 8.6 0.60 DIL1E --

RW-75B 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 79 4.6 624 15.7 -- -- -- -- 3.3 0.38 DIL1E --

RW-75B 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 78 12 3,220 14.0 -- -- -- -- 8.2 3.7 DIL1E --

RW-75B 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 77 11 2,579 17.1 -- -- -- -- 13 8.7 Sample not collected.E --

RW-75B 10/28/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 30 76 -- 890 18.8 -- -- -- -- -- -- Flow rate not measured.E --

RW-75B 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 66 10 1,533 17.5 -- -- -- -- 3.4 1.5E --

RW-75B 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 70 21 1,966 17.7 -- -- -- -- 11 6.6E --

RW-75B 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 75 13 474 18.6 -- -- -- -- 7.4 1.5E --

RW-75B 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 57 11 258 20.1 -- -- -- -- 2.6 0.80E --

RW-75B 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 46 7.3 216 20.9 -- -- -- -- 0 0.59E --

RW-75B 12/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 48 5.4 138 19.5 -- -- -- -- 2.5 0.24E --

RW-75B 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 128 18 12 20.1 -- -- -- -- 2.7 0.039E --

RW-75B 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 71 29 37 20.9 -- -- -- -- 0 0.28E --

RW-75B 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 81 9.7 4.8 20.9 -- -- -- -- 0 0.0075E --

RW-75B 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 88 4.7 53 20.7 -- -- -- -- 0.24 0.062E --

RW-75B 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 80 4.4 16 20.2 -- -- -- -- 0.91 0.020E --

RW-75B 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 78 6.2 89 20.8 -- -- -- -- 0.16 0.13E --

RW-75B 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 84 6.3 31 20.9 -- -- -- -- 0 0.090 Sample not collected.E --

RW-75B 02/05/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 -- -- 15 20.7 -- -- -- -- -- -- Vacuum and flow rate readings not 

recorded.

E --

RW-75B 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 83 16 11 20.7 -- -- -- -- 0.66 0.034E --

RW-75B 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-75B 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 77 3.8 21 20.4 -- -- -- -- 0.34 0.014E --

RW-75B 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 81 16 10 20.9 -- -- -- -- 0 0.12E --

RW-75B 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 84 4.5 0 18.6 -- -- -- -- 1.8 0E --

RW-75B 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 81 3.8 0 20.9 -- -- -- -- 0 0E --

RW-75B 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 80 6.2 8.1 19.2 -- -- -- -- 2.8 0.013E --

RW-75B 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 90 7.2 29 18.8 -- -- -- -- 5.0 0.067E --

RW-75B 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 82 5.4 0 18.2 -- -- -- -- 4.9 0E --
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RW-75B 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 89 7.8 0 18.6 -- -- -- -- 8.4 0E --

RW-75B 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 83 11 31 19.9 -- -- -- -- 3.7 0.11E --

RW-75B 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 81 1.0 0 19.8 -- -- -- -- 0.42 0 Hour meter reading unavailable.E --

RW-75B 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 83 3.1 0 17.6 -- -- -- -- 2.8 0E --

RW-75B 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 82 2.2 55 18.2 -- -- -- -- 2.4 0.046E --

RW-75B 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 75 6.8 8.5 16.6 -- -- -- -- 6.0 0.012E --

RW-75B 06/10/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 69 10 0.40 20.9 -- -- -- -- 0 0.00067E --

RW-75B 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 79 25 52 17.5 -- -- -- -- 45 0.67E --

RW-75B 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 89 4.1 0 16.8 -- -- -- -- 5.6 0 DIL1E --

RW-75B 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 59 8.7 0 16.4 -- -- -- -- 13 0 Field dilution not performed.E --

RW-75B 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 58 6.5 90 16.3 -- -- -- -- 4.7 0.088 DIL1E --

RW-75B 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 55 34 0 16.6 -- -- -- -- 30 0 Field dilution not performed.E --

RW-75B 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 70 12 4.8 16.4 -- -- -- -- 17 0.018 Field dilution not performed.E --

RW-75B 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 66 6.3 38 17.7 -- -- -- -- 6.8 0.079E --

RW-75B 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-75B 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 75 15 130 17.0 -- -- -- -- 14 0.45 DIL1E --

RW-75B 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-75B 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 68 20 0 18.5 -- -- -- -- 16 0E --

RW-75B 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 67 9.5 15 15.9 -- -- -- -- 18 0.053 Field dilution not performed.E --

RW-75B 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 68 15 0 14.5 -- -- -- -- 11 0E --

RW-75B 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 60 13 29 13.9 -- -- -- -- 24 0.097E --

RW-75B 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 64 9.6 15 16.2 -- -- -- -- 15 0.046E --

RW-75B 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 61 17 12 15.0 -- -- -- -- 34 0.067E --

RW-75B 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 60 9.2 36 15.6 -- -- -- -- 12 0.078 DIL1E --

RW-75B 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 58 12 8.9 16.3 -- -- -- -- 26 0.049E --

RW-75B 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 57 3.1 24 15.6 -- -- -- -- 2.5 0.011E --

RW-75B 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 56 6.2 5.2 16.5 -- -- -- -- 11 0.012E --

RW-75B 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 55 7.7 13 17.3 -- -- -- -- 10 0.036E --

RW-75B 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-75B 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 60 18 130 17.6 -- -- -- -- 24 0.91 DIL1E --

RW-75B 12/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 67 14 8.1 17.1 -- -- -- -- 19 0.040 Well converted to passive venting well.E --

RW-75B 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 -- 2.1 -- -- -- -- -- -- -- -- Field monitoring of venting wells initiated.V --

RW-75B 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- 2.4 -- -- -- -- -- -- -- --V --
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RW-75B 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- 1.8 -- -- -- -- -- -- -- --V --

RW-75B 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 -- 2.0 -- -- -- -- -- -- -- --V --

RW-75B 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- 3.9 -- -- -- -- -- -- -- --V --

RW-75B 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 -- 0.90 -- -- -- -- -- -- -- --V --

RW-75B 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 -- 1.2 -- -- -- -- -- -- -- -- Well converted to passive venting well on 

03/04/2010.

V --

RW-75B 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- 3.5 -- -- -- -- -- -- -- --V --

RW-75B 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 -- 3.2 -- -- -- -- -- -- -- --V --

RW-75B 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- 1.6 -- -- -- -- -- -- -- --V --

RW-75B 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 -- 2.6 -- -- -- -- -- -- -- --V --

RW-75B 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 -- 1.8 -- -- -- -- -- -- -- --V --

RW-75B 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

V --

RW-75B 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 -- 1.6 -- -- -- -- -- -- -- --V --

RW-75B 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- 6.0 -- -- -- -- -- -- -- -- Routine monitoring commences after RCE 

study.

V --

RW-75B 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 -- 1.4 -- -- -- -- -- -- -- --V --

RW-75B 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-75B 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 -- 1.0 -- -- -- -- -- -- -- --V --

RW-75B 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 -- 1.0 -- -- -- -- -- -- -- --V --

RW-75B 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 -- 1.5 -- -- -- -- -- -- -- --V --

RW-75B 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

V --

RW-75B 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- 1.6 -- -- -- -- -- -- -- --V --

RW-75B 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- 1.9 -- -- -- -- -- -- -- --V --

RW-75B 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- 1.7 -- -- -- -- -- -- -- --V --

RW-75B 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 53 1.0 17 20.9 -- -- -- -- 0 0.0054E 0

RW-75B 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 46 5.0 5.0 20.5 -- -- -- -- 0.42 0.0051E 0.5

RW-75B 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to excavation.E --

RW-75B 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-75B 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --
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RW-75B 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to excavation.E --

RW-75B 10/19/10 TO-14 120 6.4 83 25 <6.9 0.11 0.14 0.70 0.37 0.33 0.70 <0.050 239 54 6.8 74 19.1 -- -- -- ND 5.9 0.23E 0.9

RW-75B 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 46 6.7 48 19.6 -- -- -- -- 2.4 0.084E 1.5

RW-75B 11/05/10 TO-14 84 3.2 64 14 2.6 <0.050 <0.050 0.054 <0.050 <0.050 <0.10 <0.050 70 47 5.6 89 19.6 -- -- -- -- 0.72 0.048E 0.2

RW-75B 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 48 9.2 33 -- -- -- -- -- -- 0.16 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction.

E --

RW-75B 11/16/10 TO-14 3.4 <0.050 <0.10 0.80 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 57 -- 5.0 19.1 ND ND -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E 1.8

RW-75B 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 -- -- -- -- -- -- -- -- -- -- Unable to access vault.E --

RW-75B 11/30/10 TO-14 7.4 <0.050 <0.10 2.1 5.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 173 50 6.1 3.2 18.4 ND ND -- -- 5.3 0.0066E 2.3

RW-75B 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 -- -- -- -- -- -- -- -- -- -- Vault inaccessible.E --

RW-75B 12/13/10 TO-14 7.1 <0.050 <0.10 1.8 5.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 132 50 5.4 0 20.1 ND ND -- -- 1.3 0E 0.8

RW-75B 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-75B 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-75B 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 76 1.8 0 20.9 -- -- -- -- 0 --E 0.3

RW-75B 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 68 1.5 0 20.9 -- -- -- -- 0 0E 0.2

RW-75B 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 65 18 0.10 20.9 -- -- -- -- 0 0.00025E 0

RW-75B 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 64 4.6 2.5 20.9 -- -- -- -- 0 0.0032E 0.4

RW-75B 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 70 22 0 20.9 -- -- -- -- 0 0E 0.2

RW-75B 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 71 18 0 20.9 -- -- -- -- 0 0E 0

RW-75B 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 70 55 1.7 20.4 -- -- -- -- 17 0.056E 0

RW-75B 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-75B 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-75B 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 11 0.80 20.9 -- -- -- -- 0 --E 0

RW-75B 05/06/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 212 49 6.1 0 20.9 -- -- -- -- 0 0E 0.3

RW-75B 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 259 46 5.6 0 20.9 -- -- -- -- 0 0E 0

RW-75B 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 49 4.1 0 20.9 -- -- -- -- 0 0E 0

RW-75B 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 44 4.9 0 20.9 -- -- -- -- 0 0E 0

RW-75B 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 39 7.7 0 20.9 -- -- -- -- 0 0E 0
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RW-75B 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-75B 07/13/11 TO-14 <2.0 <0.50 <0.50 <0.50 2.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 40 4.7 1.7 20.9 ND ND ND 100 0 0.0026E 0

RW-75B 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 39 5.1 4.1 20.9 -- -- -- -- 0 0.0057E 0

RW-75B 07/27/11 TO-14 9.6 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 40 2.0 2.7 20.9 ND ND ND 100 0 0.0020E 0

RW-75B 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 34 14 0 20.9 -- -- -- -- 0 0E 0

RW-75B 08/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 41 2.9 3.0 20.9 ND ND ND 100 0 0.0024E 0

RW-75B 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 42 6.7 3.5 20.9 -- -- -- -- 0 0.0089E 0.2

RW-75B 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 29 19 4.0 20.9 ND ND ND ND 0 0.025E 0

RW-75B 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 39 6.5 1.3 20.7 -- -- -- -- 0.44 0.0027E 0.2

RW-75B 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-75B 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 56 7.3 1.8 20.9 -- -- -- -- 0 0.0033E 0

RW-75B 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 58 6.1 0.10 20.9 -- -- -- -- 0 0.00020E 0.1

RW-75B 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 6.0 1.3 20.9 -- -- -- -- 0 0.0025E 0

RW-75B 10/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 145 98 9.1 0 20.8 ND ND ND ND 0.21 0E 0

RW-75B 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-75B 10/20/11 TO-14 2.1 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 82 12 0 20.9 ND ND ND 100 0 0E 0

RW-75B 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-75B 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.77 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 49 13 4.8 20.9 ND ND ND 100 0 0.030E 0

RW-75B 11/09/11 TO-14 2.7 <0.50 <0.50 <0.50 5.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 40 10 4.5 20.7 ND ND ND 100 0.89 0.019E 0.2

RW-75B 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 46 8.5 2.6 20.9 -- -- -- -- 0 0.0065E 0

RW-75B 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-75B 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.60 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 51 17 0 20.9 ND ND ND 100 0 0E 0.1

RW-75B 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-75B 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- -- -- -- -- -- -- -- -- -- Well shut down.E --

RW-75B 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 424 29 6.5 5.1 20.9 -- -- -- -- 0 0.0087E 0.2

RW-75B 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-75B 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 29 4.4 4.1 20.9 -- -- -- -- 0 0.0017E 0

RW-75B 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 27 5.6 0.20 20.9 -- -- -- -- 0 0.00033E 0
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RW-75B 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 36 5.2 0 20.9 -- -- -- -- 0 0E 0

RW-75B 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 29 4.1 0 20.9 -- -- -- -- 0 --E 0

RW-75B 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 28 6.9 0 20.9 -- -- -- -- 0 0E 0

RW-75B 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 -- -- -- -- -- -- -- -- -- -- Unable to access well due to a stadium 

event.

E --

RW-75B 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 32 5.1 0 20.9 -- -- -- -- 0 0E 0

RW-75B 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 30 5.2 20 20.9 -- -- -- -- 0 0.032E 0.2

RW-75B 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 29 6.2 0 20.9 -- -- -- -- 0 0E 0

RW-75B 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 30 7.8 0.30 20.9 -- -- -- -- 0 0.0015E 0.1

RW-75B 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 29 5.6 0 20.9 -- -- -- -- 0 0E 0

RW-75B 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 28 5.2 0.50 20.9 -- -- -- -- 0 0.00085E 0.2

RW-75B 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 27 5.7 1.5 20.9 -- -- -- -- 0 0.0030E 0

RW-75B 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 77 4.6 2.4 20.9 -- -- -- -- 0 0.0033E 0.1

RW-75B 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 26 11 0.20 20.9 -- -- -- -- 0 0.00071E 0

RW-75B 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 26 14 12 20.9 -- -- -- -- 0 0.055E 0

RW-75B 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 0.97 -- -- -- -- -- -- -- --V --

RW-75B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 0.90 -- -- -- -- -- -- -- --V --

RW-75B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 1.1 -- -- -- -- -- -- -- --V --

RW-75B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium 

event.

E --

RW-75B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-75B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-75B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-75B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-75B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-75B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 1.3 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-75B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 32 10 3.7 20.9 -- -- -- -- 0 0.011E 0

RW-75B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 32 7.7 0 20.7 -- -- -- -- 0.52 0E 0
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RW-75B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium 

event.

E --

RW-75B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 29 11 0 20.9 -- -- -- -- 0 0E 0

RW-75B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 11 -- -- -- -- -- -- -- --V --

RW-75B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- -- -- -- -- -- -- -- -- -- Well not monitored due to stadium event.E --

RW-75B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium 

event.

E --

RW-75B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 6.4 -- -- -- -- -- -- -- --V --

RW-75B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 30 2.9 0 20.9 -- -- -- -- 0 0E 0

RW-75B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 28 2.8 3.2 20.9 -- -- -- -- 0 0.0045E 0

RW-75B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 28 3.9 0 20.9 -- -- -- -- 0 0E 0

RW-75B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 28 3.3 0 20.9 -- -- -- -- 0 0E 0

RW-75B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 27 4.2 2.7 20.9 -- -- -- -- 0 0.0039E 0

RW-75B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 27 4.3 0 20.9 -- -- -- -- 0 0E 0

RW-75B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- -- -- -- -- -- -- -- -- -- Unable to access well due to stadium 

event.

E --

RW-75B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 23 3.1 4.5 20.9 -- -- -- -- 0 0.0042E 0

RW-75B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 28 4.6 2.1 20.9 -- -- -- -- 0 0.0026E 0

RW-75B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 26 3.2 0 20.9 -- -- -- -- 0 0E 0

RW-75B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 1.3 -- -- -- -- -- -- -- --V --

RW-75B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 1.1 -- -- -- -- -- -- -- --V --

RW-75B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 1.3 -- -- -- -- -- -- -- --V --

RW-89A 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-89A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 35 32 45 16.9 -- -- -- -- 16 0.17E --

RW-89A 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 33 15 1,615 19.5 -- -- -- -- 5.1 5.7E --

RW-89A 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 9.4 1,189 19.4 -- -- -- -- 4.7 3.6E --

RW-89A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 47 35 990 19.5 -- -- -- -- 3.9 2.6E --

RW-89A 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 39 9.6 20.4 -- -- -- -- 3.9 0.073E --

RW-89A 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 38 13 550 19.2 -- -- -- -- 2.2 0.68E --

RW-89A 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 31 419 20.2 -- -- -- -- 1.7 1.0E --

RW-89A 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 39 35 420 19.2 -- -- -- -- 8.7 2.1E --

RW-89A 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 40 24 361 20.1 -- -- -- -- 2.6 1.1E --

RW-89A 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 15 676 20.1 -- -- -- -- 1.2 0.97E --
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RW-89A 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 36 277 19.2 -- -- -- -- 20 3.1E --

RW-89A 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 28 388 19.3 -- -- -- -- 4.1 0.97E --

RW-89A 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 36 22 124 19.8 -- -- -- -- 4.1 0.45E --

RW-89A 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 21 209 19.9 -- -- -- -- 5.2 1.1E --

RW-89A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 32 22 256 20.4 -- -- -- -- 3.1 1.6E --

RW-89A 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 19 119 20.7 -- -- -- -- 1.4 0.83E --

RW-89A 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 8.4 82 19.9 -- -- -- -- 1.6 0.13E --

RW-89A 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 29 18 20.2 -- -- -- -- 5.9 0.15E --

RW-89A 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 21 178 20.5 -- -- -- -- 2.2 0.96E --

RW-89A 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 42 17 221 20.2 -- -- -- -- 1.9 0.59E --

RW-89A 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 49 21 330 20.0 -- -- -- -- 4.8 1.7E --

RW-89A 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 25 95 20.3 -- -- -- -- 4.4 0.68E --

RW-89A 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 54 20 530 20.0 -- -- -- -- 4.6 2.6E --

RW-89A 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 19 32 19.9 -- -- -- -- 9.2 0.28E --

RW-89A 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 60 16 247 20.1 -- -- -- -- 1.8 0.53E --

RW-89A 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-89A 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 12 6.9 20.1 -- -- -- -- 1.8 0.015E --

RW-89A 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 10 98 19.2 -- -- -- -- 13 0.75E --

RW-89A 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 33 108 19.9 -- -- -- -- 5.7 0.60E --

RW-89A 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 61 23 0 20.9 -- -- -- -- 0 0E --

RW-89A 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 25 146 -- -- -- -- -- -- 0.91 DIL1, Oxygen concentration not measured.E --

RW-89A 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 25 152 19.8 -- -- -- -- 9.3 1.2E --

RW-89A 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 57 21 0 20.4 -- -- -- -- 3.5 0E --

RW-89A 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 60 14 0 20.9 -- -- -- -- 0 0E --

RW-89A 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 9.1 400 20.4 -- -- -- -- 1.5 1.2E --

RW-89A 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 12 0 20.0 -- -- -- -- 4.2 0 Hour meter reading unavailable.E --

RW-89A 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 13 30 19.8 -- -- -- -- 3.9 0.10E --

RW-89A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 52 6.6 0 19.7 -- -- -- -- 3.1 0E --

RW-89A 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 7.2 2.8 19.1 -- -- -- -- 2.7 0.0040E --

RW-89A 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 10 0 19.0 -- -- -- -- 3.0 0E --

RW-89A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 44 12 0 19.1 -- -- -- -- 14 0E --

RW-89A 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 8.1 0 19.0 -- -- -- -- 5.1 0E --
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RW-89A 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 4.4 0 18.7 -- -- -- -- 3.2 0E --

RW-89A 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 14 0 18.7 -- -- -- -- 4.7 0E --

RW-89A 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 11 0 18.9 -- -- -- -- 4.3 0E --

RW-89A 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 38 13 3.2 19.5 -- -- -- -- 5.9 0.013E --

RW-89A 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 14 11 18.9 -- -- -- -- 9.5 0.049E --

RW-89A 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 14 12 19.2 -- -- -- -- 5.7 0.039E --

RW-89A 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89A 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 22 6.5 18.9 -- -- -- -- 15 0.046E --

RW-89A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 18 14 19.5 -- -- -- -- 9.9 0.098E --

RW-89A 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 41 24 0.30 19.3 -- -- -- -- 4.3 0.00078E --

RW-89A 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 16 2.5 19.5 -- -- -- -- 6.1 0.010E --

RW-89A 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 38 17 4.0 19.6 -- -- -- -- 7.6 0.023E --

RW-89A 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 27 15 19.7 -- -- -- -- 11 0.13E --

RW-89A 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 20 33 20.8 -- -- -- -- 0.48 0.15E --

RW-89A 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 19 1.0 19.5 -- -- -- -- 13 0.0087E --

RW-89A 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89A 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 16 11 20.1 -- -- -- -- 4.8 0.066E --

RW-89A 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 13 3.2 19.2 -- -- -- -- 4.3 0.0078E --

RW-89A 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 22 3.0 20.4 -- -- -- -- 4.4 0.026E --

RW-89A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 21 10 19.6 -- -- -- -- 8.7 0.066E --

RW-89A 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 20 0 20.2 -- -- -- -- -- --E --

RW-89A 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89A 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 23 0 20.1 -- -- -- -- 7.1 0E --

RW-89A 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 5.2 0 19.4 -- -- -- -- 2.0 0E --

RW-89A 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 44 9.1 0 20.2 -- -- -- -- 3.6 0E 0.6

RW-89A 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89A 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 59 19 33 20.2 -- -- -- -- 4.0 0.18E 0.1

RW-89A 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 16 3.5 20.2 -- -- -- -- 3.7 0.018E 0.4

RW-89A 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 52 22 0 20.6 -- -- -- -- 2.5 0E 0.5

RW-89A 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 29 0 19.7 -- -- -- -- 10 0 MRP updated to Addendum 6 of the CAO.E 0.6

RW-89A 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 47 15 0.10 20.2 -- -- -- -- 3.3 0.00046E 0.5
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RW-89A 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 35 5.6 20.9 -- -- -- -- 0 0.061E 0.2

RW-89A 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 46 22 0 20.5 -- -- -- -- 3.0 0E 0.8

RW-89A 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 30 4.7 19.8 -- -- -- -- 5.8 0.024E 0.8

RW-89A 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 27 0 20.1 -- -- -- -- 12 0E 0.8

RW-89A 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 31 0 20.2 -- -- -- -- 7.3 0E 0.6

RW-89A 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 24 16 20.2 -- -- -- -- 5.8 0.13E 1.0

RW-89A 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 26 0 20.5 -- -- -- -- 3.8 0E 0.6

RW-89A 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 22 1.9 20.5 -- -- -- -- 3.0 0.014E 0.6

RW-89A 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 25 0 20.5 -- -- -- -- 2.9 0E 0.6

RW-89A 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-89A 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 23 0 20.4 -- -- -- -- 3.8 0E 0.6

RW-89A 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-89A 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 19 2.3 20.7 -- -- -- -- 1.4 0.016E 0.5

RW-89A 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 17 0 20.4 -- -- -- -- 3.9 0E 0.6

RW-89A 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 19 10 20.4 -- -- -- -- 2.7 0.054E 0.5

RW-89A 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-89A 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-89A 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 28 27 -- -- -- -- -- -- -- -- Field readings not collected due to 

construction equipment blocking access to 

vault.

E --

RW-89A 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 28 26 0 19.9 -- -- -- -- 9.8 0E 0.6

RW-89A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 24 0 -- -- -- -- -- -- 0 Oxygen and carbon dioxide readings not 

collected due to equipment failure.

E --

RW-89A 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 21 5.3 20.6 -- -- -- -- 1.3 0.023E 0.4

RW-89A 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 24 22 0 20.7 -- -- -- -- 1.7 0E 0.2

RW-89A 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-89A 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 26 3.7 20.7 -- -- -- -- 1.9 0.035E 0.1

RW-89A 10/12/10 TO-14 3.5 <0.050 <0.10 2.1 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- 8.1 0.30 20.4 ND ND -- -- -- -- Static vacuum reading not collected.E 0.5

RW-89A-

DUP

10/12/10 TO-14 1.4 <0.050 <0.10 0.74 0.70 -- <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- 8.1 0.30 20.4 ND ND -- -- -- -- Static vacuum reading not collected.E 0.5

RW-89A 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 27 5.4 20.8 -- -- -- -- 1.3 0.067E 0.4
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RW-89A 10/26/10 TO-14 12 <0.42 5.1 6.9 <4.2 <0.050 0.14 0.37 0.52 0.56 1.1 <0.050 136 24 22 5.1 20.6 ND -- -- ND 1.8 0.029E 0.4

RW-89A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 25 24 30 20.4 -- -- -- -- 1.2 0.068E 0.3

RW-89A 11/09/10 TO-14 17 0.17 4.8 10 1.7 <0.050 0.16 0.47 0.52 1.0 1.5 <0.050 156 26 16 3.7 -- -- -- -- -- -- 0.031 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction.

E --

RW-89A 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- 0.40 20.6 -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E 0.6

RW-89A 11/23/10 TO-14 9.7 <0.062 0.34 6.1 3.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 113 26 15 0 20.8 ND -- -- -- 0.33 0E 0.7

RW-89A 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 18 12 20.5 -- -- -- -- 2.5 0.074E 0.4

RW-89A 12/07/10 TO-14 12 0.061 0.91 6.8 4.6 <0.050 <0.050 <0.050 0.33 0.42 0.75 <0.050 195 25 14 5.6 20.8 -- -- -- -- 0.54 0.029E 0.3

RW-89A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 26 26 27 20.9 -- -- -- -- 0 0.21E 0

RW-89A 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-89A 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-89A 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 24 1.2 20.6 -- -- -- -- -- --E 0.2

RW-89A 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 25 5.5 20.4 -- -- -- -- 5.8 0.062E 0.5

RW-89A 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 25 8.1 20.6 -- -- -- -- 1.0 0.027E 0.1

RW-89A 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 32 0 20.9 -- -- -- -- 0 0E 0.4

RW-89A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 41 20 0 20.6 -- -- -- -- 2.5 0E 0

RW-89A 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 41 40 0 20.9 -- -- -- -- 0 0E 0.2

RW-89A 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 41 24 0.70 20.9 -- -- -- -- 0 0.010E 0.2

RW-89A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-89A 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-89A 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 19 1.4 20.9 -- -- -- -- 0 --E 0.1

RW-89A 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 16 3.5 20.9 -- -- -- -- 0 0.022E 0.3

RW-89A 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 16 8.4 20.9 -- -- -- -- 0 0.054E 0.2

RW-89A 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 15 0 20.9 -- -- -- -- 0 0E 0

RW-89A 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 12 0 20.9 -- -- -- -- 0 0E 0

RW-89A 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-89A 07/13/11 TO-14 14 <0.50 <0.50 <0.50 15 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 24 13 2.3 20.9 ND ND ND 100 0 0.0097E 0.2
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RW-89A 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 11 3.3 20.9 -- -- -- -- 0 0.010E 0

RW-89A 07/27/11 TO-14 5.0 <0.50 <0.50 <0.50 5.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 24 12 4.4 20.9 ND ND ND 100 0 0.020E 0

RW-89A-

DUP

07/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 24 12 4.4 20.9 ND ND ND ND 0 0.020E 0

RW-89A 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 15 17 20.9 -- -- -- -- 0 0.085E 0.1

RW-89A 08/11/11 TO-14 3.7 <0.50 <0.50 <0.50 3.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 24 9.6 2.4 20.9 ND ND ND 100 0 0.0064E 0

RW-89A 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 81 16 20.9 -- -- -- -- 0 0.48E 0

RW-89A 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.89 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 18 13 4.3 20.8 ND ND ND 100 0.45 0.019E 0.4

RW-89A 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 15 4.2 20.5 -- -- -- -- 2.1 0.021E 0.4

RW-89A 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-89A 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 16 0.70 20.8 -- -- -- -- 0.42 0.0028E 0

RW-89A 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 24 19 0 20.9 -- -- -- -- 0 0E 0.2

RW-89A 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 19 1.6 20.9 -- -- -- -- 0 0.0098E 0

RW-89A 10/07/11 TO-14 4.7 <0.50 <0.50 <0.50 5.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 145 35 28 0 20.9 ND ND ND 100 0 0E 0.1

RW-89A 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-89A 10/20/11 TO-14 6.1 <0.50 <0.50 <0.50 6.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 31 21 0 20.9 ND ND ND 100 0 0E 0

RW-89A 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-89A 11/01/11 TO-14 3.0 <0.50 <0.50 0.96 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 22 22 5.3 20.9 ND ND 30 70 0 0.055E 0

RW-89A 11/09/11 TO-14 5.7 <0.50 <0.50 <0.50 6.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 18 21 0 20.9 ND ND ND 100 0 0E 0

RW-89A 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 22 24 2.6 20.9 -- -- -- -- 0 0.018E 0

RW-89A 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-89A 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 24 18 0 20.8 ND ND ND ND 0.99 0E 0.2

RW-89A 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-89A 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- -- -- -- -- -- -- -- -- -- Well shut down.E --

RW-89A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 424 17 14 5.2 20.7 -- -- -- -- 0.76 0.019E 0.2

RW-89A 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-89A 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 13 3.7 20.9 -- -- -- -- 0 0.0044E 0

RW-89A 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 17 1.4 20.9 -- -- -- -- 0 0.0070E 0

RW-89A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 22 17 0 20.9 -- -- -- -- 0 0E 0

RW-89A 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 15 0 20.9 -- -- -- -- 0 --E 0
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RW-89A 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 16 0.60 20.9 -- -- -- -- 0 0.0027E 0

RW-89A 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 19 34 6.1 20.9 -- -- -- -- 0 0.065E 0

RW-89A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 16 0 20.9 -- -- -- -- 0 0E 0

RW-89A 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 30 12 20.9 -- -- -- -- 0 0.11E 0.1

RW-89A 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 18 0 20.9 -- -- -- -- 0 0E 0

RW-89A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 18 9.7 0 20.9 -- -- -- -- 0 0E 0.1

RW-89A 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 21 0.50 20.9 -- -- -- -- 0 0.0044E 0.3

RW-89A 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 23 1.9 20.9 -- -- -- -- 0 0.014E 0.2

RW-89A 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 22 0 20.9 -- -- -- -- 0 0E 0

RW-89A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 23 0 20.9 -- -- -- -- 0 0E 0.1

RW-89A 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 23 0 20.9 -- -- -- -- 0 0E 0

RW-89A 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 16 20 0 20.9 -- -- -- -- 0 0E 0

RW-89A 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 17 32 5.8 20.9 -- -- -- -- 0 0.039E 0

RW-89A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 30 2.6 20.8 -- -- -- -- 1.0 0.025E 0

RW-89A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 27 5.5 20.9 -- -- -- -- 0 0.046E 0

RW-89A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 23 -- -- -- -- -- -- -- --V --

RW-89A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 27 -- -- -- -- -- -- -- --E --

RW-89A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-89A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-89A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-89A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-89A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 24 35 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-89A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 30 -- -- -- -- -- -- -- --E --

RW-89A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 32 -- -- -- -- -- -- -- --V --

RW-89A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 21 0 20.9 -- -- -- -- 0 0E 0

RW-89A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 23 0 20.9 -- -- -- -- 0 0E 0

RW-89A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 26 3.9 20.9 -- -- -- -- 0 0.031E 0

RW-89A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 26 0 20.9 -- -- -- -- 0 0E 0

RW-89A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 27 0 20.9 -- -- -- -- 0 0E 0
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RW-89A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 31 0.10 20.9 -- -- -- -- 0 0.0011 Flow rate not monitored due to water in 

line.

E 0

RW-89A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 19 34 0 20.9 -- -- -- -- 0 0E 0

RW-89A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 35 5.3 20.9 -- -- -- -- 0 0.092E 0

RW-89A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 28 2.0 20.9 -- -- -- -- 0 0.018E 0

RW-89A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 29 6.8 20.9 -- -- -- -- 0 0.060E 0

RW-89A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 16 0.70 20.9 -- -- -- -- 0 0.0036E 0

RW-89A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- 29 -- -- -- -- -- -- -- --V --

RW-89A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 -- 2.7 -- -- -- -- -- -- -- --V --

RW-89A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 31 -- -- -- -- -- -- -- --V --

RW-89A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 20 2.4 20.9 -- -- -- -- 0 0.014E 0

RW-89A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 5.5 1.0 20.8 -- -- -- -- 0.16 0.0015E 0

RW-89A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 21 0 20.9 -- -- -- -- 0 0E 0

RW-89A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 27 0.80 20.9 -- -- -- -- 0 0.0045E 0

RW-89A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 29 4.6 20.9 -- -- -- -- 0 0.056E 0

RW-89A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 18 0 20.9 -- -- -- -- 0 0E 0

RW-89B 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-89B 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 35 12 14,784 11.5 -- -- -- -- 13 20 DIL1E --

RW-89B 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 33 63 34,300 16.0 -- -- -- -- 73 499 DIL1E --

RW-89B 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 5.4 13,584 15.8 -- -- -- -- 9.3 24 DIL1, Summa canister leak suspected.E --

RW-89B 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 47 92 11,886 16.1 -- -- -- -- 35 84 DIL1E --

RW-89B 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 4.1 56 18.0 -- -- -- -- 2.4 0.045E --

RW-89B 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 3.3 761 15.9 -- -- -- -- 1.6 0.24E --

RW-89B 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 2.6 392 18.6 -- -- -- -- 0.47 0.078E --

RW-89B 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 11 991 17.1 -- -- -- -- 6.0 1.5E --

RW-89B 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 40 8.9 4,064 17.5 -- -- -- -- 4.1 4.8E --

RW-89B 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 26 13,368 16.9 -- -- -- -- 10 33 DIL1E --

RW-89B 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 11 276 16.3 -- -- -- -- 16 0.95E --

RW-89B 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 12 609 15.1 -- -- -- -- 6.3 0.64E --

RW-89B 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 36 7.2 8,636 16.0 -- -- -- -- 5.9 10 DIL1E --

RW-89B 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 12 6,320 16.6 -- -- -- -- 13 18 DIL1E --

RW-89B 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 32 14 991 20.9 -- -- -- -- 0 3.9E --

RW-89B 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 9.2 215 19.2 -- -- -- -- 6.0 0.74E --
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RW-89B 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 3.4 2,600 16.9 -- -- -- -- 2.5 1.6 DIL1E --

RW-89B 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 29 24 17.8 -- -- -- -- 26 0.19E --

RW-89B 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 16 2,943 17.4 -- -- -- -- 15 12E --

RW-89B 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 42 6.4 472 17.4 -- -- -- -- 3.7 0.49E --

RW-89B 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 49 18 4,276 17.2 -- -- -- -- 17 19E --

RW-89B 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 11 333 17.7 -- -- -- -- 10 1.0E --

RW-89B 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 54 15 929 17.3 -- -- -- -- 13 3.3E --

RW-89B 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 9.3 276 17.6 -- -- -- -- 15 1.2E --

RW-89B 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 60 19 399 18.2 -- -- -- -- 7.4 1.1 Field dilution used to obtain VOC reading 

within calibration range.

E --

RW-89B 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-89B 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 7.8 36 19.1 -- -- -- -- 2.5 0.048E --

RW-89B 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 5.2 1,930 16.7 -- -- -- -- 17 7.6 DIL1E --

RW-89B 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 29 203 18.1 -- -- -- -- 14 1.0E --

RW-89B 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 61 6.8 2,778 18.8 -- -- -- -- 6.8 8.7E --

RW-89B 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 15 0 20.9 -- -- -- -- 0 0E --

RW-89B 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 23 10,790 16.4 -- -- -- -- 34 79 DIL1E --

RW-89B 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 57 25 822 17.1 -- -- -- -- 32 6.6 DIL1E --

RW-89B 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 60 14 601 18.1 -- -- -- -- 18 3.8E --

RW-89B 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 31 3,439 19.0 -- -- -- -- 19 34E --

RW-89B 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 14 812 16.5 -- -- -- -- 23 4.1 DIL1, Hour meter reading unavailable.E --

RW-89B 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 13 4,796 16.8 -- -- -- -- 14 16 DIL1E --

RW-89B 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 53 6.2 2,912 16.0 -- -- -- -- 12 6.9 DIL1E --

RW-89B 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 2.9 7,564 15.1 -- -- -- -- 3.5 4.4 DIL1E --

RW-89B 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 20 1,610 15.4 -- -- -- -- 17 4.9 DIL1E --

RW-89B 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 44 7.5 168 20.1 -- -- -- -- 4.0 0.82E --

RW-89B 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 8.8 2,026 16.1 -- -- -- -- 14 5.8 DIL1E --

RW-89B 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 2.0 108 14.4 -- -- -- -- 4.3 0.070E --

RW-89B 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 11 448 14.0 -- -- -- -- 12 0.74 DIL1E --

RW-89B 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 5.6 656 13.9 -- -- -- -- 8.0 0.73 DIL1E --

RW-89B 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 38 3.5 330 14.2 -- -- -- -- 7.9 0.38 DIL1E --

RW-89B 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 34 1,604 14.4 -- -- -- -- 75 18 DIL1E --
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RW-89B 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89B 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 7.1 356 14.9 -- -- -- -- 10 0.58 DIL1E --

RW-89B 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89B 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 19 875 14.6 -- -- -- -- 40 5.4 Field dilution not performed.E --

RW-89B 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 11 561 15.6 -- -- -- -- 22 2.3E --

RW-89B 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 90 757 15.0 -- -- -- -- 61 7.6E --

RW-89B 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 3.2 728 15.1 -- -- -- -- 5.0 0.61E --

RW-89B 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 38 8.5 210 15.5 -- -- -- -- 16 0.59E --

RW-89B 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 22 1,502 15.9 -- -- -- -- 37 11E --

RW-89B 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 16 700 15.7 -- -- -- -- 20 2.7E --

RW-89B 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 9.5 857 15.7 -- -- -- -- 23 3.7E --

RW-89B 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89B 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89B 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 9.5 550 16.7 -- -- -- -- 15 1.9E --

RW-89B 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 6.3 358 15.7 -- -- -- -- 6.2 0.42E --

RW-89B 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 -- 328 17.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E --

RW-89B 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 13 535 16.1 -- -- -- -- 19 2.1E --

RW-89B 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 8.3 383 16.9 -- -- -- -- -- --E --

RW-89B 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89B 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 16 32 17.2 -- -- -- -- 22 0.19E --

RW-89B 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 5.6 27 16.2 -- -- -- -- 6.7 0.037E --

RW-89B 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 44 8.1 180 17.6 -- -- -- -- 15 0.80E 2.6

RW-89B 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-89B 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 59 17 521 18.2 -- -- -- -- 14 2.7E 2.3

RW-89B 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 9.2 294 17.2 -- -- -- -- 12 0.89E 2.6

RW-89B 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 52 11 343 17.4 -- -- -- -- 15 1.5E 2.6

RW-89B 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 15 220 16.5 -- -- -- -- 19 0.94 MRP updated to Addendum 6 of the CAO.E 2.6

RW-89B 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 47 11 86 16.9 -- -- -- -- 14 0.29E 1.8

RW-89B 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 48 15 82 17.1 -- -- -- -- 18 0.38E 3.0

RW-89B 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 46 9.1 104 17.6 -- -- -- -- 9.9 0.30E 2.6

RW-89B 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 41 5.0 105 17.5 -- -- -- -- 3.0 0.091E 2.8

RW-89B 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 5.3 218 16.6 -- -- -- -- 13 0.63E 3.9
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RW-89B 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 5.5 61 17.6 -- -- -- -- 6.1 0.11E 2.4

RW-89B 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 8.1 336 17.2 -- -- -- -- 10 0.91E 3.9

RW-89B 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 4.0 67 18.0 -- -- -- -- 4.3 0.096E 2.5

RW-89B 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 1.9 134 18.1 -- -- -- -- 1.8 0.084E 2.3

RW-89B 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 25 150 17.7 -- -- -- -- 23 1.1E 3.1

RW-89B 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-89B 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 3.3 60 18.9 -- -- -- -- 2.2 0.063E 1.8

RW-89B 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-89B 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 4.0 54 18.1 -- -- -- -- 4.2 0.078 Water in line.E 2.2

RW-89B 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 6.0 49 18.4 -- -- -- -- 6.9 0.13E 2.4

RW-89B 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 1.5 30 18.5 -- -- -- -- 1.0 0.012E 2.4

RW-89B 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-89B 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-89B 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 28 2.8 -- -- -- -- -- -- -- -- Field readings not collected due to 

construction equipment blocking access to 

vault.

E --

RW-89B 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 28 6.5 174 18.1 -- -- -- -- 7.0 0.42E 2.6

RW-89B 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 5.0 37 -- -- -- -- -- -- 0.060 Oxygen and carbon dioxide readings not 

collected due to equipment failure.

E --

RW-89B 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 3.0 110 19.1 -- -- -- -- 1.1 0.068E 1.0

RW-89B 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 24 3.6 102 18.8 -- -- -- -- 2.9 0.14E 0.8

RW-89B 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-89B 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 8.1 105 18.9 -- -- -- -- 6.0 0.30E 1.8

RW-89B 10/12/10 TO-14 98 <0.17 4.5 70 24 <0.050 <0.050 <0.050 0.42 0.20 0.62 <0.050 -- -- 25 36 19.9 ND -- -- -- -- -- Static vacuum reading not collected.E 0.8

RW-89B 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 -- 521 18.6 -- -- -- -- -- -- Fflow rate not measured due to water in 

line.

E 2.2

RW-89B 10/26/10 TO-14 240 9.4 140 94 <12 0.67 0.39 3.7 5.7 4.9 11 <0.050 136 24 61 224 18.9 -- -- -- ND 33 3.6E 1.8

RW-89B 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 26 4.3 240 18.2 -- -- -- -- 1.1 0.099E 1.8

RW-89B 11/09/10 TO-14 210 1.3 78 110 19 0.23 0.094 1.6 3.1 1.8 4.9 <0.050 156 26 4.1 146 -- -- -- -- -- -- 0.32 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction.

E --
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-89B-

DUP

11/09/10 TO-14 180 9.0 76 78 15 0.24 0.070 1.6 3.2 1.8 5.0 <0.050 156 26 4.1 146 -- -- -- -- -- -- 0.32 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction.

E --

RW-89B 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- 140 19.3 -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E 1.8

RW-89B 11/23/10 TO-14 97 <0.23 6.1 74 17 <0.050 <0.050 <0.050 0.19 0.15 0.34 <0.050 113 26 4.6 52 19.1 ND -- -- -- 1.9 0.052E 2.5

RW-89B 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 4.5 26 18.9 -- -- -- -- 3.1 0.039E 1.8

RW-89B 12/07/10 TO-14 89 <0.19 4.4 67 17 <0.050 <0.050 <0.050 0.34 0.33 0.67 <0.050 195 25 2.2 16 19.0 ND -- -- -- 1.6 0.013E 2.0

RW-89B 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 26 3.6 92 19.0 -- -- -- -- 2.1 0.099E 1.6

RW-89B 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-89B 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-89B 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 9.1 1.0 20.1 -- -- -- -- -- --E 0.7

RW-89B 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 42 -- 11 19.9 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 1.2

RW-89B 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 8.0 6.8 20.4 -- -- -- -- 0.56 0.0074E 0.2

RW-89B 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 10 0 20.1 -- -- -- -- 2.4 0E 0.8

RW-89B 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 41 9.8 0 20.4 -- -- -- -- 2.0 0E 0.2

RW-89B 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 42 34 0 20.9 -- -- -- -- 0 0E 0.4

RW-89B 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 40 20 0.80 20.9 -- -- -- -- 0 0.0096E 0.4

RW-89B 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-89B 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-89B 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 9.5 1.0 20.1 -- -- -- -- -- --E 0.8

RW-89B 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 4.7 2.7 20.7 -- -- -- -- 0.39 0.0051E 0.8

RW-89B 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 3.6 8.6 20.4 -- -- -- -- 0.74 0.012E 0.6

RW-89B 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 3.5 0 20.4 -- -- -- -- 0.95 0E 0.2

RW-89B 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 2.0 0 20.5 -- -- -- -- 0.27 0E 0.4

RW-89B 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-89B 07/13/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.51 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 24 4.1 3.0 20.7 ND ND ND 100 0.28 0.0040E 0.6

RW-89B 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 4.2 3.8 20.8 -- -- -- -- 0.12 0.0044E 0.4
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RW-89B 07/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.63 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 24 2.6 3.9 20.9 ND ND ND 100 0 0.0038E 0.2

RW-89B 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 2.7 14 20.9 -- -- -- -- 0 0.013E 0.1

RW-89B 08/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 24 2.3 1.8 20.9 ND ND ND 100 0 0.0012E 0

RW-89B 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 16 14 20.9 -- -- -- -- 0 0.088E 0

RW-89B 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 18 4.3 2.8 20.6 ND ND ND 100 0.44 0.0040E 0.6

RW-89B 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 5.8 6.3 20.3 -- -- -- -- 1.2 0.012E 0.6

RW-89B 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-89B 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 6.8 0.60 20.9 -- -- -- -- 0 0.0010E 0

RW-89B 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 25 4.7 0 20.8 -- -- -- -- 0.16 0E 0.2

RW-89B 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 5.6 0.90 20.8 -- -- -- -- 0.19 0.0016E 0.2

RW-89B 10/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 145 35 10 0 20.7 ND ND ND ND 0.46 0E 0.2

RW-89B 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-89B 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 31 7.3 0 20.9 ND ND ND 100 0 0E 0

RW-89B 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-89B 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 22 6.8 4.8 20.5 ND ND ND 100 1.3 0.016E 0.2

RW-89B 11/09/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 18 9.9 0 20.5 ND ND ND ND 1.7 0E 0.4

RW-89B 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 23 9.2 3.2 20.8 -- -- -- -- 0.28 0.0086E 0.2

RW-89B 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-89B 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 24 14 0 20.7 ND ND ND ND 1.6 0E 0.4

RW-89B 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-89B 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 -- -- -- -- -- -- -- -- -- -- Well shut down.E --

RW-89B 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 424 17 7.6 5.2 20.7 -- -- -- -- 0.41 0.010E 0.3

RW-89B 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-89B 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 11 3.7 20.9 -- -- -- -- 0 0.0036E 0.2

RW-89B 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 11 1.9 20.9 -- -- -- -- 0 0.0061E 0

RW-89B 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 23 9.8 0 20.9 -- -- -- -- 0 0E 0

RW-89B 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 6.4 0 20.9 -- -- -- -- 0 --E 0

RW-89B 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 10 0.20 20.9 -- -- -- -- 0 0.00057E 0

RW-89B 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 20 20 5.5 20.9 -- -- -- -- 0 0.034E 0

012014BRS Page 92 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-89B 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 7.5 0 20.9 -- -- -- -- 0 0E 0.2

RW-89B 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 8.5 12 20.8 -- -- -- -- 0.27 0.030E 0.2

RW-89B 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 18 9.8 0 20.9 -- -- -- -- 0 0E 0

RW-89B 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 18 5.4 0 20.9 -- -- -- -- 0 0E 0.2

RW-89B 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 8.6 0.50 20.9 -- -- -- -- 0 0.0018E 0.3

RW-89B 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 9.8 1.7 20.9 -- -- -- -- 0 0.0054E 0.1

RW-89B 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 8.1 0 20.9 -- -- -- -- 0 0E 0

RW-89B 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 9.9 0 20.9 -- -- -- -- 0 0E 0.2

RW-89B 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 22 0 20.9 -- -- -- -- 0 0E 0

RW-89B 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 16 11 0.30 20.9 -- -- -- -- 0 0.0012E 0

RW-89B 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 17 15 7.4 20.9 -- -- -- -- 0 0.023E 0

RW-89B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 14 3.0 20.9 -- -- -- -- 0 0.014E 0

RW-89B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 10 7.2 20.9 -- -- -- -- 0 0.022E 0

RW-89B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 11 -- -- -- -- -- -- -- --V --

RW-89B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 15 -- -- -- -- -- -- -- --E --

RW-89B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-89B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-89B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-89B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-89B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 24 27 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-89B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 22 -- -- -- -- -- -- -- --E --

RW-89B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 24 -- -- -- -- -- -- -- --V --

RW-89B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 12 0 20.9 -- -- -- -- 0 0E 0

RW-89B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 14 0 20.9 -- -- -- -- 0 0E 0

RW-89B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 17 4.0 20.9 -- -- -- -- 0 0.022E 0

RW-89B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 17 0 20.9 -- -- -- -- 0 0E 0

RW-89B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 19 0 20.9 -- -- -- -- 0 0E 0

RW-89B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 21 0.30 20.9 -- -- -- -- 0 0.0022E 0

RW-89B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 20 24 0 20.9 -- -- -- -- 0 0E 0
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RW-89B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 24 5.2 20.9 -- -- -- -- 0 0.063E 0

RW-89B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 19 1.8 20.9 -- -- -- -- 0 0.011E 0

RW-89B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 18 7.0 20.9 -- -- -- -- 0 0.038E 0

RW-89B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 19 1.0 20.9 -- -- -- -- 0 0.0060E 0

RW-89B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 -- 22 -- -- -- -- -- -- -- --V --

RW-89B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 -- 3.5 -- -- -- -- -- -- -- --V --

RW-89B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 28 -- -- -- -- -- -- -- --V --

RW-89B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 13 2.6 20.9 -- -- -- -- 0 0.010E 0

RW-89B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 2.9 1.9 20.8 -- -- -- -- 0.082 0.0015E 0

RW-89B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 16 0 20.9 -- -- -- -- 0 0E 0

RW-89B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 22 0.60 20.9 -- -- -- -- 0 0.0027E 0

RW-89B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 22 5.6 20.9 -- -- -- -- 0 0.052E 0

RW-89B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 13 0 20.9 -- -- -- -- 0 0E 0

RW-90A 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-90A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 35 18 564 15.9 -- -- -- -- 11 1.2 DIL1E --

RW-90A 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 33 51 3,757 18.0 -- -- -- -- 35 44E --

RW-90A 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 26 19 1,685 18.2 -- -- -- -- 17 10E --

RW-90A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 47 30 858 18.6 -- -- -- -- 5.5 2.0E --

RW-90A 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 31 51 20.3 -- -- -- -- 3.7 0.31E --

RW-90A 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 31 606 18.9 -- -- -- -- 6.0 1.8E --

RW-90A 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 42 1,033 19.2 -- -- -- -- 5.7 3.4E --

RW-90A 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 34 493 18.9 -- -- -- -- 10.0 2.4E --

RW-90A 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 38 32 143 20.2 -- -- -- -- 3.1 0.62E --

RW-90A 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 34 808 19.8 -- -- -- -- 3.6 2.6E --

RW-90A 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 35 515 19.3 -- -- -- -- 18 5.6E --

RW-90A 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 27 368 19.4 -- -- -- -- 3.7 0.87E --

RW-90A 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 36 26 189 19.4 -- -- -- -- 6.5 0.79E --

RW-90A 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 24 269 19.3 -- -- -- -- 9.5 1.6E --

RW-90A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 32 23 513 19.8 -- -- -- -- 7.3 3.3E --

RW-90A 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 21 95 20.3 -- -- -- -- 4.9 0.76E --

RW-90A 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 7.4 362 18.0 -- -- -- -- 4.0 0.48E --

RW-90A 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 19 148 20.9 -- -- -- -- 0 0.79E --

RW-90A 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 21 223 18.7 -- -- -- -- 12 1.2E --
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RW-90A 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 42 24 59 19.0 -- -- -- -- 7.6 0.23E --

RW-90A 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 49 28 508 18.9 -- -- -- -- 14 3.5E --

RW-90A 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 39 156 17.1 -- -- -- -- 44 1.7E --

RW-90A 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 53 42 215 19.4 -- -- -- -- 16 2.2E --

RW-90A 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 40 17 19.4 -- -- -- -- 28 0.30E --

RW-90A 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 59 18 205 19.6 -- -- -- -- 3.3 0.50E --

RW-90A 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-90A 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 12 172 19.8 -- -- -- -- 2.4 0.37E --

RW-90A 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 29 130 18.6 -- -- -- -- 53 2.9E --

RW-90A 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 44 33 7.9 20.6 -- -- -- -- 1.7 0.044E --

RW-90A 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 60 34 1,411 20.2 -- -- -- -- 11 22E --

RW-90A 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 41 65 20.1 -- -- -- -- 8.5 0.67E --

RW-90A 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 37 137 19.4 -- -- -- -- 18 1.6E --

RW-90A 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 57 37 0 20.1 -- -- -- -- 10.0 0E --

RW-90A 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 61 44 0 20.5 -- -- -- -- 8.3 0E --

RW-90A 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 47 26 20.5 -- -- -- -- 6.2 0.40E --

RW-90A 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 25 93 19.7 -- -- -- -- 11 0.86 Hour meter reading unavailable.E --

RW-90A 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 38 72 20.9 -- -- -- -- 0 0.71E --

RW-90A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 52 51 32 19.6 -- -- -- -- 26 0.62E --

RW-90A 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 47 41 70 19.7 -- -- -- -- 10.0 0.56E --

RW-90A 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 39 48 19.0 -- -- -- -- 11 0.28E --

RW-90A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 43 42 0 20.9 -- -- -- -- 0 0E --

RW-90A 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 43 52 19.4 -- -- -- -- 22 0.73E --

RW-90A 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 23 10 18.9 -- -- -- -- 15 0.076E --

RW-90A 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 33 6.0 18.9 -- -- -- -- 10 0.030E --

RW-90A 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 35 32 19.7 -- -- -- -- 8.6 0.22E --

RW-90A 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 44 18 20.2 -- -- -- -- 10 0.26E --

RW-90A 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 41 22 19.3 -- -- -- -- 22 0.29E --

RW-90A 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 45 14 20.1 -- -- -- -- 8.6 0.14E --

RW-90A 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90A 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 45 0 20.4 -- -- -- -- 7.5 0E --
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RW-90A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 32 11 20.9 -- -- -- -- 0 0.13E --

RW-90A 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 44 0 20.9 -- -- -- -- 0 0E --

RW-90A 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 39 1.5 20.8 -- -- -- -- 1.0 0.015E --

RW-90A 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 37 45 0 20.9 -- -- -- -- 0 0E --

RW-90A 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 39 48 2.0 20.9 -- -- -- -- 0 0.031E --

RW-90A 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 38 48 17 20.9 -- -- -- -- 0 0.19E --

RW-90A 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 45 0 20.9 -- -- -- -- 0 0E --

RW-90A 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90A 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 31 35 8.2 20.9 -- -- -- -- 0 0.11E --

RW-90A 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 46 13 20.4 -- -- -- -- 4.4 0.11E --

RW-90A 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 44 1.4 20.9 -- -- -- -- 0 0.024E --

RW-90A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 36 55 11 20.3 -- -- -- -- 10 0.18E --

RW-90A 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 52 0 20.9 -- -- -- -- 0 --E --

RW-90A 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90A 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 30 0 20.9 -- -- -- -- 0 0E --

RW-90A 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 36 1.5 20.0 -- -- -- -- 8.1 0.013E --

RW-90A 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 43 65 0 20.5 -- -- -- -- 15 0E 0.3

RW-90A 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90A 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 58 55 0 20.5 -- -- -- -- 6.7 0E 0.4

RW-90A 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 34 8.8 20.7 -- -- -- -- 2.3 0.099E 0.2

RW-90A 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 51 23 0 20.9 -- -- -- -- 0 0E 0.1

RW-90A 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 33 -- -- -- -- -- -- -- -- MRP updated to Addendum 6 of the CAO.E --

RW-90A 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 46 17 -- -- -- -- -- -- -- --E --

RW-90A 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 18 5.3 20.7 -- -- -- -- 1.1 0.029E 0.4

RW-90A 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 46 23 0 20.9 -- -- -- -- 0 0E 0.4

RW-90A 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 26 -- -- -- -- -- -- -- --E --

RW-90A 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 23 -- -- -- -- -- -- -- --E --

RW-90A 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 27 -- -- -- -- -- -- -- --E --

RW-90A 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 45 2.1 20.7 -- -- -- -- 3.1 0.032E 0.5

RW-90A 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 40 -- -- -- -- -- -- -- --E --

RW-90A 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 35 -- -- -- -- -- -- -- --E --

RW-90A 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 40 -- -- -- -- -- -- -- --E --
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RW-90A 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-90A 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 34 -- -- -- -- -- -- -- --E --

RW-90A 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-90A 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 30 -- -- -- -- -- -- -- --E --

RW-90A 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 28 -- -- -- -- -- -- -- --E --

RW-90A 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 33 -- -- -- -- -- -- -- --E --

RW-90A 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-90A 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-90A 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 27 44 -- -- -- -- -- -- -- --E --

RW-90A 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 27 44 -- -- -- -- -- -- -- --E --

RW-90A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 38 -- -- -- -- -- -- -- --E --

RW-90A 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 34 -- -- -- -- -- -- -- --E --

RW-90A 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 23 34 -- -- -- -- -- -- -- --E --

RW-90A 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-90A 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 25 -- -- -- -- -- -- -- --E --

RW-90A 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- 34 -- -- -- -- -- -- -- -- Static vacuum reading not collected.E --

RW-90A 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 41 -- -- -- -- -- -- -- --E --

RW-90A 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 24 36 -- -- -- -- -- -- -- --E --

RW-90A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 25 43 43 20.9 -- -- -- -- 0 0.18E 0

RW-90A 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 26 33 -- -- -- -- -- -- -- --E --

RW-90A 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E --

RW-90A 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 25 34 -- -- -- -- -- -- -- --E --

RW-90A 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 40 -- -- -- -- -- -- -- --E --

RW-90A 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 25 27 -- -- -- -- -- -- -- --E --

RW-90A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 26 41 71 20.9 -- -- -- -- 0 0.88E 0.1

RW-90A 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-90A 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --
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RW-90A 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 41 0.60 20.8 -- -- -- -- -- --E 0.1

RW-90A 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 46 -- -- -- -- -- -- -- --E --

RW-90A 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 40 -- -- -- -- -- -- -- --E --

RW-90A 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 46 -- -- -- -- -- -- -- --E --

RW-90A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 41 39 0 20.7 -- -- -- -- 3.2 0E 0

RW-90A 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 41 48 -- -- -- -- -- -- -- --E --

RW-90A 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 41 37 -- -- -- -- -- -- -- --E --

RW-90A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-90A 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-90A 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 39 2.9 20.9 -- -- -- -- 0 --E 0

RW-90A 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 36 4.5 20.9 -- -- -- -- 0 0.065E 0

RW-90A 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 37 7.9 20.9 -- -- -- -- 0 0.12E 0

RW-90A 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 32 0 20.9 -- -- -- -- 0 0E 0

RW-90A 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 27 0 20.9 -- -- -- -- 0 0E 0

RW-90A 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-90A 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 28 1.1 20.9 -- -- -- -- 0 0.0100E 0.1

RW-90A 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 28 5.4 20.9 -- -- -- -- 0 0.041E 0

RW-90A 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 24 23 -- -- -- -- -- -- -- --E --

RW-90A 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 31 17 20.9 -- -- -- -- 0 0.17E 0

RW-90A 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 24 10 -- -- -- -- -- -- -- --E --

RW-90A 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 44 -- -- -- -- -- -- -- --E --

RW-90A 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 18 28 -- -- -- -- -- -- -- --E --

RW-90A 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 30 -- -- -- -- -- -- -- --E --

RW-90A 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-90A 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 32 -- -- -- -- -- -- -- --E --

RW-90A 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 24 35 2.5 20.9 -- -- -- -- 0 0.028E 0

RW-90A 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 35 -- -- -- -- -- -- -- --E --

RW-90A 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 35 51 0 20.9 -- -- -- -- 0 0E 0

RW-90A 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-90A 10/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 31 38 -- -- -- -- -- -- -- --E --
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RW-90A 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-90A 11/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 22 41 6.7 20.9 -- -- -- -- 0 0.13E 0

RW-90A 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 17 21 -- -- -- -- -- -- -- --E --

RW-90A 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 21 44 -- -- -- -- -- -- -- --E --

RW-90A 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-90A 11/30/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 320 23 42 -- -- -- -- -- -- -- --E --

RW-90A 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-90A 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 17 26 -- -- -- -- -- -- -- --E --

RW-90A 12/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 21 39 0 20.8 -- -- -- -- 1.2 0 waterE 0.1

RW-90A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 16 37 14 20.6 -- -- -- -- 2.8 0.13E 0.1

RW-90A 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-90A 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 26 8.2 20.9 -- -- -- -- 0 0.020E 0

RW-90A 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 29 6.0 20.9 -- -- -- -- 0 0.051E 0

RW-90A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 23 26 0 20.9 -- -- -- -- 0 0E 0

RW-90A 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 27 0 20.8 -- -- -- -- -- --E 0

RW-90A 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 25 3.1 20.9 -- -- -- -- 0 0.022E 0

RW-90A 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 20 28 3.6 20.8 -- -- -- -- 0.90 0.031E 0

RW-90A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 27 0 20.9 -- -- -- -- 0 0E 0

RW-90A 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 31 14 20.9 -- -- -- -- 0 0.13E 0.1

RW-90A 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 30 5.1 20.9 -- -- -- -- 0 0.057E 0

RW-90A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 18 10 1.4 20.9 -- -- -- -- 0 0.0088E 0

RW-90A 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 32 3.9 20.9 -- -- -- -- 0 0.054E 0.3

RW-90A 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 29 2.6 20.9 -- -- -- -- 0 0.025E 0.1

RW-90A 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 28 0.10 20.9 -- -- -- -- 0 0.00099E 0

RW-90A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 29 0 20.9 -- -- -- -- 0 0E 0

RW-90A 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 25 1.0 20.9 -- -- -- -- 0 0.0084E 0

RW-90A 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 16 26 2.7 20.9 -- -- -- -- 0 0.024E 0

RW-90A 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 39 -- -- -- -- -- -- -- --V --

RW-90A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 34 -- -- -- -- -- -- -- --V --
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RW-90A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 31 -- -- -- -- -- -- -- --V --

RW-90A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 26 1.5 20.9 -- -- -- -- 0 0.016E 0

RW-90A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 14 31 2.7 20.9 -- -- -- -- 0 0.039E 0

RW-90A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-90A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-90A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-90A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-90A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 36 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-90A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 42 5.4 20.9 -- -- -- -- 0 0.068E 0

RW-90A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 29 72 0 20.9 -- -- -- -- 0 0E 0

RW-90A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 30 0 20.9 -- -- -- -- 0 0E 0

RW-90A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 28 0 20.9 -- -- -- -- 0 0E 0

RW-90A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 40 4.2 20.9 -- -- -- -- 0 0.052E 0

RW-90A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 33 0 20.9 -- -- -- -- 0 0E 0

RW-90A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 16 34 4.1 20.9 -- -- -- -- 0 0.042E 0

RW-90A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 36 0.10 20.9 -- -- -- -- 0 0.0012E 0

RW-90A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 19 38 0 20.9 -- -- -- -- 0 0E 0

RW-90A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 37 4.9 20.9 -- -- -- -- 0 0.090E 0

RW-90A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 44 -- -- -- -- -- -- -- --V --

RW-90A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 44 -- -- -- -- -- -- -- --V --

RW-90A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 45 -- -- -- -- -- -- -- --V --

RW-90A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 15 3.1 20.9 -- -- -- -- 0 0.016E 0

RW-90A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 5.4 0 20.9 -- -- -- -- 0 0E 0

RW-90A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 26 3.3 20.9 -- -- -- -- 0 0.030E 0

RW-90A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 24 3.0 20.9 -- -- -- -- 0 0.022E 0

RW-90A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 4.3 3.8 20.8 -- -- -- -- 0.12 0.0045E 0

RW-90A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 21 0 20.9 -- -- -- -- 0 0E 0

RW-90A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 32 0 20.9 -- -- -- -- 0 0E 0

RW-90A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 33 0.90 20.9 -- -- -- -- 0 0.013E 0
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RW-90A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 9.9 21 0 20.9 -- -- -- -- 0 0E 0

RW-90B 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-90B 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 34 14 14,008 4.20 -- -- -- -- 29 23 DIL1E --

RW-90B 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 34 30 49,600 13.4 -- -- -- -- 54 349 DIL1E --

RW-90B 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 4.4 6,442 13.4 -- -- -- -- 11 9.3 DIL1, Summa canister leak suspected.E --

RW-90B 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 47 2.9 8,250 15.6 -- -- -- -- 1.2 1.8 DIL1E --

RW-90B 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 3.0 460 19.0 -- -- -- -- 1.2 0.27E --

RW-90B 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 2.4 437 16.2 -- -- -- -- 1.1 0.10E --

RW-90B 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 2.4 5,206 17.8 -- -- -- -- 0.59 0.96 DIL1E --

RW-90B 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 3.6 3,854 15.3 -- -- -- -- 3.0 2.0 DIL1E --

RW-90B 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 40 59 1,344 17.5 -- -- -- -- 28 11E --

RW-90B 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 5.5 9,226 16.8 -- -- -- -- 2.2 4.8 DIL1E --

RW-90B 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 46 12 961 20.6 -- -- -- -- 1.2 3.8E --

RW-90B 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 15 232 16.5 -- -- -- -- 6.0 0.31E --

RW-90B 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 36 5.0 2,666 15.7 -- -- -- -- 4.4 2.2 DIL1E --

RW-90B 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 21 2,570 15.4 -- -- -- -- 29 13 DIL1E --

RW-90B 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 32 8.7 3,740 17.2 -- -- -- -- 9.3 9.2 DIL1E --

RW-90B 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 3.4 106 20.4 -- -- -- -- 0.66 0.14E --

RW-90B 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 3.7 51 20.5 -- -- -- -- 0.28 0.034E --

RW-90B 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 31 48 18.8 -- -- -- -- 19 0.41E --

RW-90B 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 13 898 18.0 -- -- -- -- 9.9 3.0E --

RW-90B 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 42 23 215 17.8 -- -- -- -- 12 0.79E --

RW-90B 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 49 8.6 813 18.0 -- -- -- -- 6.4 1.7E --

RW-90B 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 12 49 19.7 -- -- -- -- 4.3 0.17E --

RW-90B 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 53 6.6 1,301 18.5 -- -- -- -- 4.0 2.1E --

RW-90B 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 10 202 17.6 -- -- -- -- 16 0.94E --

RW-90B 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 59 11 158 18.0 -- -- -- -- 4.6 0.24 Field dilution used to obtain VOC reading 

within calibration range.

E --

RW-90B 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-90B 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 7.1 420 19.6 -- -- -- -- 1.6 0.51E --

RW-90B 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 78 300 16.3 -- -- -- -- 281 18 DIL1E --

RW-90B 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 50 56 17.3 -- -- -- -- 32 0.48E --
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RW-90B 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 60 3.4 2,119 18.2 -- -- -- -- 4.3 3.3E --

RW-90B 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 34 2,044 17.3 -- -- -- -- 32 18E --

RW-90B 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 8.8 4,482 -- -- -- -- -- -- 13 DIL1, Oxygen concentration not measured.E --

RW-90B 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 56 28 450 17.1 -- -- -- -- 36 4.1E --

RW-90B 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 61 13 152 17.9 -- -- -- -- 18 0.91E --

RW-90B 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 17 2,499 20.1 -- -- -- -- 4.6 14E --

RW-90B 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 7.7 8,370 15.5 -- -- -- -- 16 24 DIL1, Hour meter reading unavailable.E --

RW-90B 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 7.1 2,554 17.7 -- -- -- -- 6.1 4.8 DIL1E --

RW-90B 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 53 7.3 2,518 16.4 -- -- -- -- 13 7.1 DIL1E --

RW-90B 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 7.9 4,374 15.5 -- -- -- -- 8.8 6.9 DIL1E --

RW-90B 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 3.5 260 18.2 -- -- -- -- 1.5 0.14E --

RW-90B 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 44 9.3 23 20.5 -- -- -- -- 2.5 0.14E --

RW-90B 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 21 1,684 14.8 -- -- -- -- 42 11 DIL1E --

RW-90B 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 4.4 35 14.4 -- -- -- -- 9.6 0.050 Field dilution not performed.E --

RW-90B 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 7.6 0 10.0 -- -- -- -- 13 0 DIL1E --

RW-90B 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 4.8 932 9.10 -- -- -- -- 12 0.89 DIL1, Water in line.E --

RW-90B 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 38 7.9 300 13.3 -- -- -- -- 20 0.77 DIL1E --

RW-90B 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 -- 298 13.4 -- -- -- -- -- -- DIL1, Water in line.E --

RW-90B 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90B 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 14 208 14.4 -- -- -- -- 21 0.67 DIL1E --

RW-90B 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90B 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 8.2 292 18.3 -- -- -- -- 7.0 0.77E --

RW-90B 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 22 163 18.3 -- -- -- -- 21 1.3E --

RW-90B 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 13 251 18.0 -- -- -- -- 4.3 0.36E --

RW-90B 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 11 175 18.7 -- -- -- -- 6.6 0.50E --

RW-90B 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 37 9.1 135 19.1 -- -- -- -- 5.6 0.40E --

RW-90B 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 49 564 19.0 -- -- -- -- 31 8.9E --

RW-90B 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 30 97 19.2 -- -- -- -- 12 0.69 Water in line.E --

RW-90B 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 20 142 19.4 -- -- -- -- 14 1.3E --

RW-90B 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90B 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90B 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 14 144 19.3 -- -- -- -- 8.6 0.75E --

RW-90B 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 13 64 17.4 -- -- -- -- 8.9 0.16 Moisture in line.E --
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RW-90B 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 -- 40 18.6 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E --

RW-90B 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 -- 103 16.9 -- -- -- -- -- -- Flow rate not collected due to water in line.E --

RW-90B 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 21 40 18.9 -- -- -- -- -- -- Water in line.E --

RW-90B 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90B 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 16 26 17.2 -- -- -- -- 23 0.16E --

RW-90B 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 16 17 16.0 -- -- -- -- 19 0.064 Water in line.E --

RW-90B 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 45 34 34 18.2 -- -- -- -- 51 0.62E 2.2

RW-90B 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-90B 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 59 27 47 19.2 -- -- -- -- 14 0.38 Water in line.E 1.2

RW-90B 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 44 37 18.7 -- -- -- -- 33 0.54E 1.8

RW-90B 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 51 42 0 19.8 -- -- -- -- 18 0E 1.0

RW-90B 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 64 9.9 20.0 -- -- -- -- 17 0.18 MRP updated to Addendum 6 of the CAO.E 0.5

RW-90B 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 47 33 5.3 20.3 -- -- -- -- 6.3 0.054E 0.5

RW-90B 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 87 14 20.8 -- -- -- -- 2.8 0.37E 0.8

RW-90B 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 45 49 0.30 20.5 -- -- -- -- 6.5 0.0047E 0.6

RW-90B 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 33 8.6 20.4 -- -- -- -- 2.9 0.049E 0.6

RW-90B 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 43 0 20.2 -- -- -- -- 17 0E 0.5

RW-90B 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 34 0 20.2 -- -- -- -- 8.0 0E 0.4

RW-90B 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 -- 10 20.9 -- -- -- -- 0 -- Flow rate not measured due to water in 

line.

E 0.9

RW-90B 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 -- 7.2 20.4 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.8

RW-90B 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 52 5.6 20.0 -- -- -- -- 16 0.096 Water in line.E 0.6

RW-90B 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 -- 20 20.0 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.8

RW-90B 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-90B 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 18 3.5 20.5 -- -- -- -- 2.3 0.020E 0.5

RW-90B 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-90B 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 12 3.4 20.7 -- -- -- -- 0.90 0.015E 0.2

RW-90B 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 12 0 20.4 -- -- -- -- 2.7 0E 0.5

RW-90B 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 11 3.4 20.7 -- -- -- -- 0.61 0.010E 0.7
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RW-90B 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-90B 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-90B 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 28 14 -- -- -- -- -- -- -- -- Field readings not collected due to 

construction equipment blocking access to 

vault.

E --

RW-90B 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 28 15 31 19.7 -- -- -- -- 6.8 0.17E 0.8

RW-90B 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 14 6.7 -- -- -- -- -- -- 0.031 Oxygen and carbon dioxide readings not 

collected due to equipment failure.

E --

RW-90B 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 12 39 20.3 -- -- -- -- 1.5 0.095E 0.4

RW-90B 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 24 13 7.1 20.4 -- -- -- -- 2.5 0.035E 0.5

RW-90B 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-90B 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 12 17 20.5 -- -- -- -- 1.7 0.073E 0.1

RW-90B 10/12/10 TO-14 9.5 <0.053 <0.11 5.2 4.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- 15 8.3 20.7 ND ND -- -- -- -- Static vacuum reading not collected.E 0.4

RW-90B 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 -- 1,277 18.3 -- -- -- -- -- -- Fflow rate not measured due to water in 

line.

E 2.2

RW-90B 10/26/10 TO-14 590 28 380 170 <22 4.8 10 29 13 15 28 <0.089 136 24 -- 637 18.4 -- -- -- ND -- -- Flow rate not measured due to water in 

line.

E 1.8

RW-90B 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 26 25 719 18.8 -- -- -- -- 5.2 1.7 Water in line.E 1.4

RW-90B 11/09/10 TO-14 370 8.2 230 120 <52 1.9 5.2 18 12 7.4 19 <0.21 156 26 -- 478 -- -- -- -- ND -- -- Oxygen and carbon dioxide readings not 

collected due to equipment malfunction. 

Flow rate not measured due to water in 

line.

E --

RW-90B 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- 245 19.0 -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E 1.8

RW-90B 11/23/10 TO-14 140 3.8 61 72 <11 0.21 0.82 1.7 4.4 1.3 5.7 <0.050 113 25 -- 90 19.0 -- -- -- ND -- -- Flow rate not measured due to water in 

line.

E 1.6

RW-90B 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 -- 48 19.0 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 1.7

RW-90B 12/07/10 TO-14 75 1.9 30 42 <8.9 0.074 0.35 0.53 2.6 1.1 3.7 <0.050 195 26 7.3 19 19.5 -- -- -- ND 4.0 0.052E 1.7

RW-90B 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 26 28 138 19.2 -- -- -- -- 15 1.2E 2.2
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RW-90B 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-90B 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-90B 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 50 -- 0.60 20.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.2

RW-90B 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 -- 12 20.4 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.3

RW-90B 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 46 7.6 20.3 -- -- -- -- 3.9 0.048E 0.4

RW-90B 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 52 0 20.7 -- -- -- -- 2.9 0E 0.6

RW-90B 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 41 42 0 20.6 -- -- -- -- 5.2 0E 0

RW-90B 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 42 44 0 20.9 -- -- -- -- 0 0E 0

RW-90B 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 41 53 0 20.9 -- -- -- -- 0 0E 0.4

RW-90B 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-90B 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-90B 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 10 2.5 20.8 -- -- -- -- -- --E 0.5

RW-90B 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 14 2.6 20.9 -- -- -- -- 0 0.014 Water in line.E 0.4

RW-90B 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 31 26 6.1 20.9 -- -- -- -- 0 0.064E 0

RW-90B 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 9.2 0 20.9 -- -- -- -- 0 0E 0.2

RW-90B 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 6.5 0 20.9 -- -- -- -- 0 0E 0

RW-90B 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-90B 07/13/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 24 9.6 6.8 20.9 ND ND ND 100 0 0.021E 0.1

RW-90B 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 10 5.1 20.9 -- -- -- -- 0 0.014E 0

RW-90B 07/27/11 TO-14 2.0 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 24 11 5.5 20.9 ND ND ND 100 0 0.023E 0

RW-90B 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 13 19 20.9 -- -- -- -- 0 0.083E 0

RW-90B 08/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.88 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 24 8.3 2.4 20.9 ND ND ND 100 0 0.0055E 0

RW-90B 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 15 16 20.9 -- -- -- -- 0 0.094E 0

RW-90B 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.75 <0.050 <0.050 <0.050 0.060 0.10 0.16 <0.050 169 18 13 4.1 20.9 ND ND ND 100 0 0.018E 0

RW-90B 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 15 5.2 20.6 -- -- -- -- 1.5 0.026E 0.3

RW-90B 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --
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RW-90B 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 19 0.50 20.9 -- -- -- -- 0 0.0023E 0

RW-90B 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 25 20 1.4 20.9 -- -- -- -- 0 0.0093E 0.1

RW-90B 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 20 1.3 20.9 -- -- -- -- 0 0.0086E 0

RW-90B 10/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 145 35 26 0 20.9 ND ND ND ND 0 0E 0.1

RW-90B 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-90B 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.55 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 31 23 0 20.9 ND ND ND 100 0 0E 0

RW-90B 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-90B 11/01/11 TO-14 4.4 <0.50 <0.50 1.2 3.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 22 26 6.5 20.9 ND ND 26 74 0 0.081E 0

RW-90B 11/09/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.78 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 17 72 0.10 20.8 ND ND ND 100 3.1 0.0031E 0.1

RW-90B 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 22 78 9.6 20.8 -- -- -- -- 2.3 0.22E 0.1

RW-90B 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-90B 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 24 52 0 20.8 ND ND ND 100 2.9 0E 0.1

RW-90B 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-90B 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 18 51 0 20.9 -- -- -- -- 0 0E 0

RW-90B 12/21/11 TO-14 43 <0.50 <0.50 3.0 32 <0.050 <0.050 <0.050 0.12 0.065 0.19 <0.050 156 21 -- -- -- ND ND 8.6 91 -- --E --

RW-90B 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 17 10 13 20.6 -- -- -- -- 0.75 0.032E 0.1

RW-90B 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-90B 02/01/12 TO-14 2.4 <0.50 <0.50 <0.50 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 18 2.1 6.0 20.9 ND ND ND 100 0 0.0012E 0

RW-90B 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 14 4.1 20.9 -- -- -- -- 0 0.016E 0

RW-90B 03/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 322 23 22 0 20.9 ND ND ND ND 0 0E 0

RW-90B 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 18 5.3 0 20.8 ND ND ND ND -- --E 0

RW-90B 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 2.4 3.7 20.9 -- -- -- -- 0 0.0025E 0

RW-90B 04/19/12 TO-14 <2.0 <0.50 <0.50 0.80 0.80 <0.050 <0.050 <0.050 0.18 0.12 0.30 <0.050 326 20 25 3.9 20.8 ND ND 50 50 0.82 0.031E 0.1

RW-90B 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 1.8 0 20.9 -- -- -- -- 0 0E 0

RW-90B 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 18 2.0 16 20.8 ND ND ND ND 0.064 0.0098E 0.2

RW-90B 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 5.5 2.2 20.9 -- -- -- -- 0 0.0046E 0

RW-90B 06/11/12 TO-14 4.5 <0.50 <0.50 <0.50 4.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 18 1.8 1.2 20.9 ND ND ND 100 0 0.0013E 0.2

RW-90B 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 3.2 4.9 20.9 -- -- -- -- 0 0.0067E 0.4

RW-90B 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.058 0.058 <0.050 336 17 1.5 4.4 20.9 ND ND ND ND 0 0.0022E 0.2
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RW-90B 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 3.5 1.0 20.9 -- -- -- -- 0 0.0012E 0

RW-90B 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 16 1.2 0.20 20.9 ND ND ND ND 0 0.000073E 0.2

RW-90B 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 7.2 1.7 20.9 -- -- -- -- 0 0.0041E 0

RW-90B 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 16 4.4 2.2 20.9 -- -- -- -- 0 0.0033E 0

RW-90B 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 19 -- -- -- -- -- -- -- --V --

RW-90B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 26 -- -- -- -- -- -- -- --V --

RW-90B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 26 -- -- -- -- -- -- -- --V --

RW-90B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 25 4.3 20.9 -- -- -- -- 0 0.044E 0

RW-90B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 53 2.1 20.9 -- -- -- -- 0 0.052E 0

RW-90B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-90B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-90B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-90B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-90B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 14 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-90B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 -- 4.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-90B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 30 54 0 20.9 -- -- -- -- 0 0E 0

RW-90B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 30 0 20.9 -- -- -- -- 0 0E 0

RW-90B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-90B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 1.5 3.9 20.9 -- -- -- -- 0 0.0018E 0

RW-90B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 -- -- -- -- -- -- -- -- -- Well not monitored due to water in line.E --

RW-90B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 1.2 4.7 20.9 -- -- -- -- 0 0.0017E 0

RW-90B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 10 0.20 20.9 -- -- -- -- 0 0.00072E 0

RW-90B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 20 20 0 20.9 -- -- -- -- 0 0E 0

RW-90B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 25 5.6 20.9 -- -- -- -- 0 0.070E 0

RW-90B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 37 -- -- -- -- -- -- -- --V --

RW-90B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 39 -- -- -- -- -- -- -- --V --

RW-90B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 39 -- -- -- -- -- -- -- --V --
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RW-90B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 21 2.8 20.9 -- -- -- -- 0 0.020E 0

RW-90B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 3.5 0 20.9 -- -- -- -- 0 0E 0

RW-90B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 30 5.4 20.9 -- -- -- -- 0 0.056E 0

RW-90B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 19 2.0 20.9 -- -- -- -- 0 0.012E 0

RW-90B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 4.0 2.7 20.8 -- -- -- -- 0.11 0.0030E 0

RW-90B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 19 0 20.9 -- -- -- -- 0 0E 0

RW-90B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 25 0.30 20.9 -- -- -- -- 0 0.0015E 0

RW-90B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 67 2.1 20.9 -- -- -- -- 0 0.060E 0

RW-90B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 1.4 0 20.9 -- -- -- -- 0 0E 0

RW-91A 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-91A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 19 22 5.8 20.6 -- -- -- -- 0.83 0.015E --

RW-91A 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 33 28 150 20.9 -- -- -- -- 0 0.96E --

RW-91A 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 54 0.50 20.9 -- -- -- -- 0 0.0088E --

RW-91A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 41 11 6.0 20.9 -- -- -- -- 0 0.0051E --

RW-91A 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 39 76 16 20.9 -- -- -- -- 0 0.25E --

RW-91A 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 38 49 18 20.6 -- -- -- -- 1.5 0.083E --

RW-91A 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 46 37 2.7 20.7 -- -- -- -- 0.59 0.0077E --

RW-91A 10/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 24 45 45 -- -- -- -- -- -- -- -- Flow rate adjusted. Sample not collected.E --

RW-91A 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 39 58 5.7 20.9 -- -- -- -- 0 0.054E --

RW-91A 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 39 71 4.5 20.9 -- -- -- -- 0 0.043E --

RW-91A 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 40 58 3.5 20.9 -- -- -- -- 0 0.019E --

RW-91A 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 56 11 20.6 -- -- -- -- 5.5 0.20E --

RW-91A 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 4.1 1.2 20.7 -- -- -- -- 0.075 0.00043E --

RW-91A 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 35 59 8.2 20.8 -- -- -- -- 0.99 0.079E --

RW-91A 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 35 56 0 20.7 -- -- -- -- 2.8 0E --

RW-91A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 32 41 14 20.9 -- -- -- -- 0 0.16E --

RW-91A 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 26 8.0 2.9 20.9 -- -- -- -- 0 0.0087E --

RW-91A 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 26 3.2 20.9 -- -- -- -- 0 0.015E --

RW-91A 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 37 1.0 20.9 -- -- -- -- 0 0.010E --

RW-91A 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 36 1.4 20.8 -- -- -- -- 0.96 0.013E --

RW-91A 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 41 59 0.60 20.9 -- -- -- -- 0 0.0057E --

RW-91A 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 49 63 4.5 20.7 -- -- -- -- 3.2 0.070E --

RW-91A 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 51 47 0 20.9 -- -- -- -- 0 0E --
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RW-91A 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 53 49 1.5 20.9 -- -- -- -- 0 0.018E --

RW-91A 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 55 45 0 20.9 -- -- -- -- 0 0E --

RW-91A 02/05/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 -- -- 1.3 -- -- -- -- -- -- -- Vacuum, flow rate and oxygen readings not 

recorded.

E --

RW-91A 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 59 58 55 20.7 -- -- -- -- 2.4 0.63E --

RW-91A 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-91A 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 38 0 20.9 -- -- -- -- 0 0E --

RW-91A 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 42 69 0 20.9 -- -- -- -- 0 0E --

RW-91A 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 44 68 0 20.9 -- -- -- -- 0 0E --

RW-91A 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 60 23 0 20.9 -- -- -- -- 0 0E --

RW-91A 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 49 97 11 20.9 -- -- -- -- 0 0.26E --

RW-91A 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 35 0 20.9 -- -- -- -- 0 0E --

RW-91A 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 56 37 0 20.9 -- -- -- -- 0 0E --

RW-91A 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 60 34 0 20.9 -- -- -- -- 0 0E --

RW-91A 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 38 0 20.8 -- -- -- -- 1.3 0E --

RW-91A 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 26 1.3 20.9 -- -- -- -- 0 0.013 Hour meter reading unavailable.E --

RW-91A 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 38 9.8 20.9 -- -- -- -- 0 0.096E --

RW-91A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 52 32 0 20.8 -- -- -- -- 1.3 0E --

RW-91A 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 47 26 0 20.9 -- -- -- -- 0 0E --

RW-91A 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 36 72 0 20.9 -- -- -- -- 0 0E --

RW-91A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 43 49 0 20.9 -- -- -- -- 0 0E --

RW-91A 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 33 0 20.9 -- -- -- -- 0 0E --

RW-91A 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 26 0 20.5 -- -- -- -- 3.5 0E --

RW-91A 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 41 0 20.8 -- -- -- -- 0.64 0E --

RW-91A 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 33 0 20.9 -- -- -- -- 0 0E --

RW-91A 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 32 0 20.9 -- -- -- -- 0 0E --

RW-91A 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 38 0 20.5 -- -- -- -- 5.1 0E --

RW-91A 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 37 0 20.9 -- -- -- -- 0 0E --

RW-91A 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91A 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 15 0 20.9 -- -- -- -- 0 0E --

RW-91A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 6.5 1.6 20.9 -- -- -- -- 0 0.0039E --
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RW-91A 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 39 83 267 20.9 -- -- -- -- 0 2.4E --

RW-91A 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 11 0 20.9 -- -- -- -- 0 0E --

RW-91A 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 37 16 0 20.9 -- -- -- -- 0 0E --

RW-91A 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 16 0 20.9 -- -- -- -- 0 0E --

RW-91A 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 15 9.4 20.9 -- -- -- -- 0 0.033E --

RW-91A 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 14 0 20.9 -- -- -- -- 0 0E --

RW-91A 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91A 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 32 15 0 20.9 -- -- -- -- 0 0E --

RW-91A 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 12 7.8 20.6 -- -- -- -- 0.70 0.018E --

RW-91A 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 9.9 0 20.9 -- -- -- -- 0 0E --

RW-91A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 19 0 20.6 -- -- -- -- 1.8 0E --

RW-91A 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 17 0 20.9 -- -- -- -- 0 --E --

RW-91A 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91A 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 9.9 0 20.9 -- -- -- -- 0 0E --

RW-91A 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 16 0 20.6 -- -- -- -- 1.2 0E --

RW-91A 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 44 26 0 20.8 -- -- -- -- 1.5 0E 0

RW-91A 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91A 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 58 23 0 20.8 -- -- -- -- 0.70 0E 0

RW-91A 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 22 0 20.9 -- -- -- -- 0 0E 0

RW-91A 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 51 26 0 20.9 -- -- -- -- 0 0E 0

RW-91A 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 57 25 -- -- -- -- -- -- -- -- MRP updated to Addendum 6 of the CAO.E --

RW-91A 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 47 16 -- -- -- -- -- -- -- --E --

RW-91A 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 48 30 2.6 20.8 -- -- -- -- 0.94 0.024E 0.1

RW-91A 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 45 18 0 20.9 -- -- -- -- 0 0E 0

RW-91A 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 47 -- -- -- -- -- -- -- --E --

RW-91A 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 36 -- -- -- -- -- -- -- --E --

RW-91A 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 40 -- -- -- -- -- -- -- --E --

RW-91A 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 38 2.2 20.9 -- -- -- -- 0 0.028E 0.4

RW-91A 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 45 -- -- -- -- -- -- -- --E --

RW-91A 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 53 -- -- -- -- -- -- -- --E --

RW-91A 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 49 -- -- -- -- -- -- -- --E --

RW-91A 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --
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RW-91A 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 24 -- -- -- -- -- -- -- --E --

RW-91A 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-91A 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 50 -- -- -- -- -- -- -- --E --

RW-91A 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 49 -- -- -- -- -- -- -- --E --

RW-91A 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 18 45 -- -- -- -- -- -- -- --E --

RW-91A 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-91A 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-91A 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 27 71 -- -- -- -- -- -- -- --E --

RW-91A 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 27 64 -- -- -- -- -- -- -- --E --

RW-91A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 58 -- -- -- -- -- -- -- --E --

RW-91A 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 55 -- -- -- -- -- -- -- --E --

RW-91A 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 23 55 -- -- -- -- -- -- -- --E --

RW-91A 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-91A 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 50 -- -- -- -- -- -- -- --E --

RW-91A 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- 55 -- -- -- -- -- -- -- -- Static vacuum reading not collected.E --

RW-91A 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 58 -- -- -- -- -- -- -- --E --

RW-91A 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 23 52 -- -- -- -- -- -- -- --E --

RW-91A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 25 63 113 20.9 -- -- -- -- 0 0.68E 0.1

RW-91A 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 26 57 -- -- -- -- -- -- -- --E --

RW-91A 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E --

RW-91A 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 25 47 -- -- -- -- -- -- -- --E --

RW-91A 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 59 -- -- -- -- -- -- -- --E --

RW-91A 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 25 47 -- -- -- -- -- -- -- --E --

RW-91A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 25 54 21 20.9 -- -- -- -- 0 0.34E 0

RW-91A 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-91A 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-91A 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 55 0.40 20.7 -- -- -- -- -- --E 0.2
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RW-91A 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 40 65 -- -- -- -- -- -- -- --E --

RW-91A 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 38 60 -- -- -- -- -- -- -- --E --

RW-91A 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 37 69 -- -- -- -- -- -- -- --E --

RW-91A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 41 66 0 20.8 -- -- -- -- 2.7 0E 0

RW-91A 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 40 87 -- -- -- -- -- -- -- --E --

RW-91A 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 40 69 -- -- -- -- -- -- -- --E --

RW-91A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-91A 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-91A 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 61 1.1 20.9 -- -- -- -- 0 --E 0

RW-91A 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 46 1.7 20.9 -- -- -- -- 0 0.031E 0.1

RW-91A 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 57 0 20.9 -- -- -- -- 0 0E 0

RW-91A 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 26 44 0 20.9 -- -- -- -- 0 0E 0

RW-91A 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 41 0 20.9 -- -- -- -- 0 0E 0

RW-91A 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-91A 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 46 0.80 20.9 -- -- -- -- 0 0.012E 0.1

RW-91A 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 23 46 2.2 20.8 -- -- -- -- 1.3 0.027E 0

RW-91A 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 23 34 -- -- -- -- -- -- -- --E --

RW-91A 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 49 16 20.9 -- -- -- -- 0 0.26E 0

RW-91A 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 23 31 -- -- -- -- -- -- -- --E --

RW-91A 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 49 -- -- -- -- -- -- -- --E --

RW-91A 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 18 45 -- -- -- -- -- -- -- --E --

RW-91A 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 22 49 -- -- -- -- -- -- -- --E --

RW-91A 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-91A 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 23 51 -- -- -- -- -- -- -- --E --

RW-91A 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 24 56 0 20.9 -- -- -- -- 0 0E 0.1

RW-91A 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 56 -- -- -- -- -- -- -- --E --

RW-91A 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 34 71 0 20.9 -- -- -- -- 0 0E 0

RW-91A 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-91A 10/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 30 51 -- -- -- -- -- -- -- --E --
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RW-91A 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-91A 11/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 21 66 6.0 20.9 -- -- -- -- 0 0.19E 0.1

RW-91A 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 17 62 -- -- -- -- -- -- -- --E --

RW-91A 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 21 54 -- -- -- -- -- -- -- --E --

RW-91A 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-91A 11/30/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 320 23 60 -- -- -- -- -- -- -- --E --

RW-91A 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-91A 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 17 36 -- -- -- -- -- -- -- --E --

RW-91A 12/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 21 57 -- -- -- -- -- -- -- --E --

RW-91A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 17 36 12 20.6 -- -- -- -- 2.7 0.10E 0.1

RW-91A 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-91A 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 34 3.0 20.9 -- -- -- -- 0 0.0095E 0.1

RW-91A 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 33 1.5 20.9 -- -- -- -- 0 0.015E 0

RW-91A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 22 39 0 20.9 -- -- -- -- 0 0E 0

RW-91A 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 31 0 20.4 -- -- -- -- -- --E 0

RW-91A 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 35 2.3 20.9 -- -- -- -- 0 0.022E 0

RW-91A 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 20 43 6.2 20.9 -- -- -- -- 0 0.084E 0

RW-91A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 19 39 0 20.9 -- -- -- -- 0 0E 0.1

RW-91A 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 43 14 20.9 -- -- -- -- 0 0.19E 0.2

RW-91A 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 45 20 20.9 -- -- -- -- 0 0.34E 0

RW-91A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 17 30 0 20.9 -- -- -- -- 0 0E 0.1

RW-91A 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 42 4.5 20.9 -- -- -- -- 0 0.080E 0.3

RW-91A 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 45 3.3 20.9 -- -- -- -- 0 0.048E 0.1

RW-91A 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 39 0 20.9 -- -- -- -- 0 0E 0

RW-91A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 40 0 20.9 -- -- -- -- 0 0E 0.1

RW-91A 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 17 36 0 20.9 -- -- -- -- 0 0E 0

RW-91A 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 15 32 0 20.9 -- -- -- -- 0 0E 0.1

RW-91A 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 17 53 3.7 20.8 -- -- -- -- 1.1 0.041E 0

RW-91A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 15 51 2.0 20.8 -- -- -- -- 1.7 0.033E 0.1
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RW-91A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 53 4.0 20.9 -- -- -- -- 0 0.064E 0

RW-91A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 30 0.50 20.9 -- -- -- -- 0 0.0060E 0.1

RW-91A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 14 31 1.5 20.9 -- -- -- -- 0 0.022E 0

RW-91A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-91A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-91A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-91A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-91A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 19 69 0 20.9 -- -- -- -- 0 0 SVETS No. 1 restarted on 1/23.E 0

RW-91A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 18 50 3.9 20.9 -- -- -- -- 0 0.059E 0

RW-91A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-91A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 35 0 20.9 -- -- -- -- 0 0E 0

RW-91A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 35 0 20.9 -- -- -- -- 0 0E 0

RW-91A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 53 -- -- -- -- -- -- -- --V --

RW-91A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 50 -- -- -- -- -- -- -- --V --

RW-91A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 62 -- -- -- -- -- -- -- --V --

RW-91A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 18 55 0 20.9 -- -- -- -- 0 0E 0

RW-91A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 19 57 0 20.9 -- -- -- -- 0 0E 0

RW-91A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 55 3.7 20.9 -- -- -- -- 0 0.10E 0

RW-91A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 15 43 2.2 20.9 -- -- -- -- 0 0.031E 0

RW-91A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 40 5.6 20.9 -- -- -- -- 0 0.067E 0

RW-91A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 40 0.20 20.9 -- -- -- -- 0 0.0026E 0

RW-91A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 15 52 1.8 20.9 -- -- -- -- 0 0.032E 0

RW-91A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 12 0 20.9 -- -- -- -- 0 0E 0

RW-91A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 57 2.3 20.9 -- -- -- -- 0 0.046E 0

RW-91A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 29 0.50 20.9 -- -- -- -- 0 0.0044E 0

RW-91A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 4.4 2.8 20.9 -- -- -- -- 0 0.0034E 0

RW-91A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 29 0 20.9 -- -- -- -- 0 0E 0

RW-91A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 48 -- -- -- -- -- -- -- --V --

RW-91A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 40 -- -- -- -- -- -- -- --V --
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RW-91A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 32 -- -- -- -- -- -- -- --V --

RW-91B 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-91B 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 35 21 588 20.2 -- -- -- -- 1.8 1.5E --

RW-91B 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 34 26 3,360 20.6 -- -- -- -- 1.8 20E --

RW-91B 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 15 1,426 20.2 -- -- -- -- 3.4 6.8E --

RW-91B 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 42 23 415 20.5 -- -- -- -- 0.73 0.74E --

RW-91B 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 24 20 20.9 -- -- -- -- 0 0.095E --

RW-91B 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 39 22 307 20.0 -- -- -- -- 1.9 0.63E --

RW-91B 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 23 63 20.2 -- -- -- -- 1.3 0.11E --

RW-91B 10/02/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 24 47 8.3 -- -- -- -- -- -- -- -- Flow rate adjusted. Sample not collected.E --

RW-91B 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 29 296 20.1 -- -- -- -- 3.9 1.4E --

RW-91B 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 32 28 59 20.9 -- -- -- -- 0 0.22E --

RW-91B 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 33 466 20.7 -- -- -- -- 0.65 1.5E --

RW-91B 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 27 364 20.1 -- -- -- -- 7.0 3.1E --

RW-91B 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 24 325 20.2 -- -- -- -- 1.5 0.70E --

RW-91B 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 36 24 293 20.4 -- -- -- -- 2.0 1.1E --

RW-91B 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 8.1 241 20.3 -- -- -- -- 1.2 0.48E --

RW-91B 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 33 17 323 20.9 -- -- -- -- 0 1.5E --

RW-91B 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 13 104 20.9 -- -- -- -- 0 0.52E --

RW-91B 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 6.3 106 20.3 -- -- -- -- 0.70 0.12E --

RW-91B 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 35 37 20.9 -- -- -- -- 0 0.36E --

RW-91B 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 42 15 33 20.5 -- -- -- -- 1.6 0.13E --

RW-91B 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 42 15 34 20.9 -- -- -- -- 0 0.082E --

RW-91B 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 49 20 230 20.4 -- -- -- -- 2.5 1.1E --

RW-91B 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 27 11 20.8 -- -- -- -- 0.79 0.082E --

RW-91B 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 53 16 63 20.8 -- -- -- -- 0.41 0.25E --

RW-91B 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 23 9.4 20.6 -- -- -- -- 3.3 0.100E --

RW-91B 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 59 13 0 20.9 -- -- -- -- 0 0E --

RW-91B 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-91B 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 7.0 67 20.9 -- -- -- -- 0 0.080E --

RW-91B 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 28 11 20.4 -- -- -- -- 11 0.23E --

RW-91B 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 29 15 20.9 -- -- -- -- 0 0.075E --
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RW-91B 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 60 42 60 20.9 -- -- -- -- 0 1.2E --

RW-91B 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 42 0 20.9 -- -- -- -- 0 0E --

RW-91B 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 45 129 20.9 -- -- -- -- 0 1.9E --

RW-91B 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 56 34 0 20.9 -- -- -- -- 0 0E --

RW-91B 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 61 49 0 20.9 -- -- -- -- 0 0E --

RW-91B 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 56 31 20.6 -- -- -- -- 5.5 0.56E --

RW-91B 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 35 62 20.9 -- -- -- -- 0 0.82 Hour meter reading unavailable.E --

RW-91B 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 50 112 20.9 -- -- -- -- 0 1.4E --

RW-91B 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 52 47 16 20.6 -- -- -- -- 5.6 0.29E --

RW-91B 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 47 36 26 20.9 -- -- -- -- 0 0.18E --

RW-91B 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 32 0.50 20.9 -- -- -- -- 0 0.0024E --

RW-91B 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 43 35 0 20.9 -- -- -- -- 0 0E --

RW-91B 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 55 42 28 20.7 -- -- -- -- 2.8 0.38E --

RW-91B 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 26 7.3 20.3 -- -- -- -- 5.2 0.061E --

RW-91B 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 29 65 20.3 -- -- -- -- 2.7 0.29E --

RW-91B 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 29 23 20.8 -- -- -- -- 0.60 0.13E --

RW-91B 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 36 21 20.9 -- -- -- -- 0 0.24E --

RW-91B 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 35 12 20.1 -- -- -- -- 9.5 0.14E --

RW-91B 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91B 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 39 17 20.5 -- -- -- -- 3.7 0.15E --

RW-91B 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91B 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 45 20 20.6 -- -- -- -- 4.5 0.29E --

RW-91B 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 40 13 20.9 -- -- -- -- 0 0.20E --

RW-91B 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 45 31 20.7 -- -- -- -- 1.0 0.15E --

RW-91B 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 41 37 23 20.9 -- -- -- -- 0 0.22E --

RW-91B 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 37 41 22 20.9 -- -- -- -- 0 0.29E --

RW-91B 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 39 40 69 20.9 -- -- -- -- 0 0.88E --

RW-91B 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 41 22 20.9 -- -- -- -- 0 0.21E --

RW-91B 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 35 34 20.9 -- -- -- -- 0 0.55E --

RW-91B 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91B 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91B 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 44 21 20.9 -- -- -- -- 0 0.34E --

RW-91B 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 27 22 20.3 -- -- -- -- 3.1 0.11E --
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RW-91B 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 28 21 20.9 -- -- -- -- 0 0.22E --

RW-91B 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 46 64 20.3 -- -- -- -- 8.6 0.88E --

RW-91B 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 46 48 7.7 20.9 -- -- -- -- 0 --E --

RW-91B 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91B 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 24 0 20.9 -- -- -- -- 0 0E --

RW-91B 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 23 1.2 20.1 -- -- -- -- 4.6 0.0067E --

RW-91B 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 44 45 0 20.9 -- -- -- -- 0 0E 0

RW-91B 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-91B 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 58 48 21 20.7 -- -- -- -- 3.0 0.30E 0.1

RW-91B 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 32 13 20.9 -- -- -- -- 0 0.13E 0

RW-91B 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 52 44 0 20.9 -- -- -- -- 0 0E 0

RW-91B 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 64 26 20.7 -- -- -- -- 3.8 0.47 MRP updated to Addendum 6 of the CAO.E 0.1

RW-91B 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 47 52 9.1 20.9 -- -- -- -- 0 0.15E 0

RW-91B 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 50 20 20.8 -- -- -- -- 1.6 0.31E 0.1

RW-91B 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 45 38 13 20.9 -- -- -- -- 0 0.15E 0.1

RW-91B 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 48 19 20.9 -- -- -- -- 0 0.15E 2.1

RW-91B 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 46 45 31 20.6 -- -- -- -- 7.6 0.76E 0.2

RW-91B 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 47 5.2 20.4 -- -- -- -- 7.8 0.079E 0.3

RW-91B 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 38 3.2 20.8 -- -- -- -- 1.3 0.041E 0.3

RW-91B 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 35 0 20.8 -- -- -- -- 1.3 0E 0.3

RW-91B 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 30 23 20.5 -- -- -- -- 4.1 0.23E 0.2

RW-91B 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 30 14 20.8 -- -- -- -- 0.87 0.11E 0.4

RW-91B 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-91B 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 28 8.1 20.8 -- -- -- -- 0.92 0.073E 0.2

RW-91B 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-91B 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 19 8.9 20.9 -- -- -- -- 0 0.061E 0.2

RW-91B 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 17 7.2 20.6 -- -- -- -- 2.3 0.054E 0.3

RW-91B 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 20 21 20.7 -- -- -- -- 1.1 0.11E 0.2

RW-91B 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-91B 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --
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RW-91B 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 28 29 -- -- -- -- -- -- -- -- Field readings not collected due to 

construction equipment blocking access to 

vault.

E --

RW-91B 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 28 27 53 20.1 -- -- -- -- 8.4 0.54E 0.3

RW-91B 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 23 20 -- -- -- -- -- -- 0.15 Oxygen and carbon dioxide readings not 

collected due to equipment failure.

E --

RW-91B 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 18 48 20.8 -- -- -- -- 0.38 0.18E 0.4

RW-91B 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 24 21 6.7 20.9 -- -- -- -- 0 0.051E 0

RW-91B 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-91B 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 18 23 20.8 -- -- -- -- 0.65 0.14E 0.1

RW-91B 10/12/10 TO-14 47 0.080 0.15 27 20 <0.050 <0.050 <0.050 0.18 0.070 0.25 <0.050 -- -- 21 23 20.8 -- -- -- -- -- -- Static vacuum reading not collected.E 0.2

RW-91B 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 26 1,187 19.3 -- -- -- -- 20 14E 1.6

RW-91B 10/26/10 TO-14 670 30 410 240 <20 6.2 7.1 40 14 33 47 <0.079 136 24 65 669 19.6 -- -- -- ND 23 11E 1.0

RW-91B 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 26 25 673 20.1 -- -- -- -- 1.9 1.6E 0.1

RW-91B 11/09/10 TO-14 490 <10 300 190 <100 3.0 6.2 30 12 29 41 <0.42 156 26 22 659 -- ND -- -- ND -- 7.7 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction.

E --

RW-91B 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- 470 19.5 -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E 1.2

RW-91B 11/23/10 TO-14 280 7.5 100 170 <23 0.75 2.8 6.0 8.0 15 23 <0.092 113 26 -- 255 20.8 -- -- -- ND -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-91B 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 24 32 19.6 -- -- -- -- 11 0.25E 1.0

RW-91B 12/07/10 TO-14 190 2.9 59 110 19 0.41 1.5 2.1 7.0 11 18 <0.074 195 25 8.7 0.50 20.9 -- -- -- -- 0 0.0016E 0.2

RW-91B 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 26 36 262 20.9 -- -- -- -- 0 2.8E 0

RW-91B 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-91B 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-91B 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 50 21 0.60 20.7 -- -- -- -- -- --E 0.1

RW-91B 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 20 9.2 20.5 -- -- -- -- 3.8 0.084E 0.4

RW-91B 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 27 5.7 20.9 -- -- -- -- 0 0.021E 0

RW-91B 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 25 0 20.9 -- -- -- -- 0 0E 0

RW-91B 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 42 25 0 20.8 -- -- -- -- 1.0 0E 0
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RW-91B 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 41 33 0 20.9 -- -- -- -- 0 0E 0

RW-91B 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 41 20 0.10 20.9 -- -- -- -- 0 0.0012E 0

RW-91B 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-91B 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-91B 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 26 2.0 20.9 -- -- -- -- 0 --E 0

RW-91B 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 38 9.1 20.9 -- -- -- -- 0 0.14E 0.1

RW-91B 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 22 11 20.9 -- -- -- -- 0 0.093E 0

RW-91B 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 13 1.9 20.9 -- -- -- -- 0 0.013E 0

RW-91B 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 12 0 20.9 -- -- -- -- 0 0E 0

RW-91B 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-91B 07/13/11 TO-14 11 <0.50 <0.50 1.4 8.5 <0.050 <0.050 <0.050 0.15 0.086 0.24 <0.050 144 24 13 8.5 20.9 ND ND 14 86 0 0.036E 0.1

RW-91B 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 14 5.6 20.8 -- -- -- -- 0.40 0.022E 0.2

RW-91B 07/27/11 TO-14 7.1 <0.50 <0.50 0.71 7.4 <0.050 <0.050 <0.050 0.071 <0.050 0.071 <0.050 165 24 17 9.7 20.9 ND ND 8.8 91 0 0.063E 0

RW-91B 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 15 34 20.9 -- -- -- -- 0 0.17E 0

RW-91B 08/11/11 TO-14 3.4 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 24 3.9 9.5 20.9 ND ND ND 100 0 0.010E 0

RW-91B-

DUP

08/11/11 TO-14 3.0 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 24 3.9 9.5 20.9 ND ND ND 100 0 0.010E 0

RW-91B 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 16 23 20.9 -- -- -- -- 0 0.14E 0

RW-91B 08/24/11 TO-14 4.8 <0.50 <0.50 <0.50 4.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 18 14 3.7 20.9 ND ND ND 100 0 0.016E 0

RW-91B 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 15 5.6 20.6 -- -- -- -- 1.5 0.027E 0.3

RW-91B 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-91B 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 15 5.6 20.9 -- -- -- -- 0 0.021E 0

RW-91B 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 25 18 7.1 20.9 -- -- -- -- 0 0.042E 0.2

RW-91B 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 19 27 20.9 -- -- -- -- 0 0.16E 0.1

RW-91B 10/07/11 TO-14 4.4 <0.50 <0.50 1.2 3.3 <0.050 <0.050 <0.050 0.26 0.17 0.43 <0.050 145 35 28 3.4 20.9 ND ND 27 73 0 0.021E 0

RW-91B 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-91B 10/20/11 TO-14 5.1 <0.50 <0.50 1.2 4.1 <0.050 <0.050 <0.050 0.22 0.13 0.35 <0.050 68 31 21 2.3 20.9 ND ND 23 77 0 0.0063E 0.0

RW-91B 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-91B 11/01/11 TO-14 22 <0.50 <0.50 8.5 13 <0.050 <0.050 <0.050 0.44 0.26 0.70 <0.050 140 22 22 8.1 20.9 ND ND 40 60 0 0.085E 0.1

RW-91B 11/09/11 TO-14 22 <0.50 <0.50 6.6 19 <0.050 <0.050 <0.050 0.26 0.15 0.41 <0.050 250 17 20 42 20.7 ND ND 26 74 1.8 0.35E 0.2
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RW-91B 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 22 36 54 20.8 -- -- -- -- 1.1 0.56E 0

RW-91B 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-91B 11/30/11 TO-14 31 <0.50 <0.50 7.3 23 <0.050 <0.050 <0.050 0.28 0.16 0.44 <0.050 320 24 28 34 20.7 ND ND 24 76 3.1 0.51E 0.2

RW-91B 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-91B 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 18 68 6.6 20.9 -- -- -- -- 0 0.14E 0

RW-91B 12/21/11 TO-14 26 <0.50 <0.50 2.1 29 <0.050 <0.050 <0.050 0.11 0.070 0.18 <0.050 156 21 36 14 20.8 ND ND 6.8 93 1.1 0.16E 0

RW-91B 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 16 16 31 20.6 -- -- -- -- 1.2 0.12E 0.1

RW-91B 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-91B 02/01/12 TO-14 16 <0.50 <0.50 2.8 8.9 <0.050 <0.050 <0.050 0.056 <0.050 0.056 <0.050 96 18 25 12 20.9 ND ND 24 76 0 0.029E 0.1

RW-91B 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 18 14 7.2 20.9 -- -- -- -- 0 0.030E 0

RW-91B 03/01/12 TO-14 24 <0.50 <0.50 1.9 21 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 322 22 47 35 20.9 ND ND 8.3 92 0 0.48E 0

RW-91B 03/22/12 TO-14 17 <0.50 <0.50 1.3 12 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 18 20 0 20.4 ND ND 9.8 90 -- --E 0

RW-91B 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 14 29 20.9 -- -- -- -- 0 0.12E 0

RW-91B 04/19/12 TO-14 24 <0.50 <0.50 1.6 19 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 20 61 36 20.9 ND ND 7.8 92 0 0.69E 0

RW-91B 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 15 20 20.9 -- -- -- -- 0 0.10E 0

RW-91B 05/16/12 TO-14 30 <0.50 <0.50 1.8 26 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 18 10 36 20.7 ND ND 6.5 94 0.66 0.11E 0.2

RW-91B 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 18 12 0 20.9 -- -- -- -- 0 0E 0

RW-91B 06/11/12 TO-14 14 <0.50 <0.50 0.95 12 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 18 4.8 7.2 20.9 ND ND 7.3 93 0 0.022E 0

RW-91B 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 17 13 19 20.9 -- -- -- -- 0 0.11E 0.3

RW-91B 07/11/12 TO-14 8.8 <0.50 <0.50 <0.50 7.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 17 13 20 20.9 ND ND ND 100 0 0.083E 0.1

RW-91B 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 11 17 20.9 -- -- -- -- 0 0.063E 0

RW-91B 08/08/12 TO-14 8.3 <0.50 <0.50 <0.50 7.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 16 14 17 20.9 ND ND ND 100 0 0.072E 0.2

RW-91B 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 14 16 20.9 -- -- -- -- 0 0.073E 0

RW-91B 09/05/12 TO-14 16 <0.50 <0.50 0.95 14 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 16 9.8 9.8 20.9 ND ND 6.4 94 0 0.033E 0.1

RW-91B 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 17 17 28 20.9 -- -- -- -- 0 0.100E 0

RW-91B 10/05/12 TO-14 7.9 <0.50 <0.50 <0.50 6.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 16 15 7.6 20.8 ND ND ND 100 0.51 0.038E 0.1

RW-91B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 14 14 25 20.9 -- -- -- -- 0 0.10E 0

RW-91B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 18 20 20.9 -- -- -- -- 0 0.14E 0.1

RW-91B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 14 11 4.5 20.9 -- -- -- -- 0 0.023E 0
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RW-91B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-91B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-91B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-91B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-91B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-91B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 17 17 20.9 -- -- -- -- 0 0.087E 0

RW-91B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-91B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 12 7.8 20.9 -- -- -- -- 0 0.027E 0

RW-91B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 11 12 20.9 -- -- -- -- 0 0.049E 0

RW-91B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 20 -- -- -- -- -- -- -- --V --

RW-91B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 17 -- -- -- -- -- -- -- --V --

RW-91B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 20 -- -- -- -- -- -- -- --V --

RW-91B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 19 0.30 20.9 -- -- -- -- 0 0.0019E 0

RW-91B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 20 19 3.2 20.9 -- -- -- -- 0 0.022E 0

RW-91B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 18 19 11 20.9 -- -- -- -- 0 0.10E 0

RW-91B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 14 8.4 20.9 -- -- -- -- 0 0.038E 0

RW-91B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 14 17 20.9 -- -- -- -- 0 0.071E 0

RW-91B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 13 2.7 20.9 -- -- -- -- 0 0.011E 0

RW-91B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 8.2 6.0 20.9 -- -- -- -- 0 0.017E 0

RW-91B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 4.2 1.3 20.9 -- -- -- -- 0 0.0013E 0

RW-91B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 18 3.5 20.9 -- -- -- -- 0 0.022E 0

RW-91B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 8.5 14 20.9 -- -- -- -- 0 0.037E 0

RW-91B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 3.1 11 20.8 -- -- -- -- 0.087 0.0090E 0

RW-91B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 9.4 0 20.9 -- -- -- -- 0 0E 0

RW-91B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 15 -- -- -- -- -- -- -- --V --

RW-91B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 13 -- -- -- -- -- -- -- --V --

RW-91B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 13 -- -- -- -- -- -- -- --V --

RW-92A 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --
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RW-92A 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 35 19 18 20.7 -- -- -- -- 0.46 0.040E --

RW-92A 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 33 37 289 20.9 -- -- -- -- 0 2.5E --

RW-92A 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 16 1,259 20.4 -- -- -- -- 2.6 6.5E --

RW-92A 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 42 46 682 20.9 -- -- -- -- 0 2.4E --

RW-92A 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 57 101 20.9 -- -- -- -- 0 1.1E --

RW-92A 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 38 60 144 20.7 -- -- -- -- 1.2 0.82E --

RW-92A 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 46 85 255 20.9 -- -- -- -- 0 1.7E --

RW-92A 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 24 34 344 20.9 -- -- -- -- 0 1.7E --

RW-92A 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 40 37 115 20.7 -- -- -- -- 1.0 0.57E --

RW-92A 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 34 385 20.9 -- -- -- -- 0 1.2E --

RW-92A 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 46 62 96 20.6 -- -- -- -- 6.0 1.9E --

RW-92A 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 46 77 20.8 -- -- -- -- 0.42 0.31E --

RW-92A 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 36 46 117 20.9 -- -- -- -- 0 0.87E --

RW-92A 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 51 26 20.9 -- -- -- -- 0 0.33E --

RW-92A 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 31 43 302 20.8 -- -- -- -- 1.2 3.6E --

RW-92A 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 33 84 20.9 -- -- -- -- 0 1.0E --

RW-92A 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 17 12 20.9 -- -- -- -- 0 0.035E --

RW-92A 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 31 23 20.9 -- -- -- -- 0 0.19E --

RW-92A 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 38 210 20.7 -- -- -- -- 2.1 2.1E --

RW-92A 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 41 58 17 20.9 -- -- -- -- 0 0.16E --

RW-92A 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 48 38 157 20.9 -- -- -- -- 0 1.5E --

RW-92A 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 33 95 20.9 -- -- -- -- 0 0.90E --

RW-92A 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 54 27 130 20.9 -- -- -- -- 0 0.85E --

RW-92A 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 24 30 20.9 -- -- -- -- 0 0.34E --

RW-92A 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 59 12 97 20.9 -- -- -- -- 0 0.15E --

RW-92A 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-92A 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 24 105 20.9 -- -- -- -- 0 0.44E --

RW-92A 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 42 69 18 20.9 -- -- -- -- 0 0.91E --

RW-92A 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 52 34 20.9 -- -- -- -- 0 0.30E --

RW-92A 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 60 47 471 20.9 -- -- -- -- 0 10E --

RW-92A 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 34 296 20.7 -- -- -- -- 1.8 2.6E --

RW-92A 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 36 118 20.9 -- -- -- -- 0 1.4E --
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RW-92A 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 57 26 17 20.9 -- -- -- -- 0 0.14E --

RW-92A 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 61 21 86 20.9 -- -- -- -- 0 0.82E --

RW-92A 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 22 143 20.8 -- -- -- -- 0.74 1.0E --

RW-92A 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 23 197 20.9 -- -- -- -- 0 1.7 Hour meter reading unavailable.E --

RW-92A 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 36 12 20.9 -- -- -- -- 0 0.11E --

RW-92A 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 52 48 0 19.9 -- -- -- -- 19 0E --

RW-92A 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 45 13 20.9 -- -- -- -- 0 0.11E --

RW-92A 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 50 0 20.9 -- -- -- -- 0 0E --

RW-92A 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 44 45 10 20.9 -- -- -- -- 0 0.31E --

RW-92A 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 38 0 20.9 -- -- -- -- 0 0E --

RW-92A 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 23 0 20.7 -- -- -- -- 1.6 0E --

RW-92A 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 52 0 20.7 -- -- -- -- 1.6 0E --

RW-92A 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 33 4.8 20.9 -- -- -- -- 0 0.032E --

RW-92A 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 35 0 20.9 -- -- -- -- 0 0E --

RW-92A 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 39 45 0 20.9 -- -- -- -- 0 0E --

RW-92A 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92A 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 36 5.2 20.9 -- -- -- -- 0 0.043E --

RW-92A 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92A 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 53 76 5.2 20.9 -- -- -- -- 0 0.13E --

RW-92A 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 5.4 5.1 20.9 -- -- -- -- 0 0.010E --

RW-92A 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 34 60 0 20.9 -- -- -- -- 0 0E --

RW-92A 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 42 4.5 0 20.9 -- -- -- -- 0 0E --

RW-92A 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 38 5.0 0 20.9 -- -- -- -- 0 0E --

RW-92A 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 6.1 4.0 20.9 -- -- -- -- 0 0.0079E --

RW-92A 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 8.0 14 20.9 -- -- -- -- 0 0.026E --

RW-92A 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 25 0 20.9 -- -- -- -- 0 0E --

RW-92A 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92A 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92A 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 5.3 18 20.9 -- -- -- -- 0 0.034E --

RW-92A 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 6.1 1.4 20.6 -- -- -- -- 0.35 0.0016E --

RW-92A 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 8.7 2.3 20.9 -- -- -- -- 0 0.0078E --

RW-92A 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 3.1 10 20.8 -- -- -- -- 0.097 0.0095E --

RW-92A 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 6.1 0 20.9 -- -- -- -- 0 --E --
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RW-92A 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92A 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 6.5 0 20.9 -- -- -- -- 0 0E --

RW-92A 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 5.2 0 20.4 -- -- -- -- 0.66 0 Water in line.E --

RW-92A 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 45 16 0 20.8 -- -- -- -- 0.88 0E 0.1

RW-92A 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92A 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 59 19 10 20.8 -- -- -- -- 0.59 0.059 Water in line.E 0

RW-92A 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 26 2.5 20.9 -- -- -- -- 0 0.022E 0

RW-92A 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 51 60 0 20.9 -- -- -- -- 0 0E 0

RW-92A 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 29 -- -- -- -- -- -- -- -- MRP updated to Addendum 6 of the CAO.E --

RW-92A 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 45 25 -- -- -- -- -- -- -- --E --

RW-92A 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 52 4.7 20.8 -- -- -- -- 1.7 0.076E 0.2

RW-92A 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 46 6.3 0 20.9 -- -- -- -- 0 0E 0.1

RW-92A 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 7.5 -- -- -- -- -- -- -- --E --

RW-92A 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 28 -- -- -- -- -- -- -- --E --

RW-92A 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 28 -- -- -- -- -- -- -- --E --

RW-92A 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 40 1.0 20.8 -- -- -- -- 1.4 0.013E 0.3

RW-92A 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 56 -- -- -- -- -- -- -- --E --

RW-92A 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 54 -- -- -- -- -- -- -- --E --

RW-92A 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 62 -- -- -- -- -- -- -- --E --

RW-92A 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-92A 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 36 -- -- -- -- -- -- -- --E --

RW-92A 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-92A 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 47 -- -- -- -- -- -- -- --E --

RW-92A 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 50 -- -- -- -- -- -- -- --E --

RW-92A 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 42 -- -- -- -- -- -- -- --E --

RW-92A 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-92A 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-92A 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 27 68 -- -- -- -- -- -- -- --E --

RW-92A 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 27 69 -- -- -- -- -- -- -- --E --

RW-92A 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 62 -- -- -- -- -- -- -- --E --

RW-92A 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 52 -- -- -- -- -- -- -- --E --
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RW-92A 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 23 51 -- -- -- -- -- -- -- --E --

RW-92A 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-92A 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 47 -- -- -- -- -- -- -- --E --

RW-92A 10/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- 55 -- -- -- -- -- -- -- -- Static vacuum reading not collected.E --

RW-92A 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 54 -- -- -- -- -- -- -- --E --

RW-92A 10/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 136 23 48 -- -- -- -- -- -- -- --E --

RW-92A 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 25 52 19 20.9 -- -- -- -- 0 0.094E 0

RW-92A 11/09/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 26 45 -- -- -- -- -- -- -- --E --

RW-92A 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- -- -- -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E --

RW-92A 11/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 25 47 -- -- -- -- -- -- -- --E --

RW-92A 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 58 -- -- -- -- -- -- -- --E --

RW-92A 12/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 195 25 45 -- -- -- -- -- -- -- --E --

RW-92A 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 25 56 23 20.9 -- -- -- -- 0 0.39E 0

RW-92A 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-92A 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-92A 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 61 1.1 20.7 -- -- -- -- -- --E 0.2

RW-92A 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 52 -- -- -- -- -- -- -- --E --

RW-92A 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 57 -- -- -- -- -- -- -- --E --

RW-92A 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 37 66 -- -- -- -- -- -- -- --E --

RW-92A 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 41 55 0 20.2 -- -- -- -- 16 0E 0.4

RW-92A 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 40 72 -- -- -- -- -- -- -- --E --

RW-92A 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 40 63 -- -- -- -- -- -- -- --E --

RW-92A 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-92A 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-92A 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 44 2.3 20.9 -- -- -- -- 0 --E 0

RW-92A 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 38 2.4 20.9 -- -- -- -- 0 0.036E 0

RW-92A 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 51 6.5 20.9 -- -- -- -- 0 0.13E 0
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RW-92A 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 35 0 20.9 -- -- -- -- 0 0E 0

RW-92A 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 34 0 20.9 -- -- -- -- 0 0E 0

RW-92A 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-92A 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 34 0.60 20.9 -- -- -- -- 0 0.0066E 0

RW-92A 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 33 4.4 20.9 -- -- -- -- 0 0.040E 0

RW-92A 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 24 31 -- -- -- -- -- -- -- --E --

RW-92A 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 34 15 20.9 -- -- -- -- 0 0.17E 0

RW-92A 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 24 14 -- -- -- -- -- -- -- --E --

RW-92A 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 38 -- -- -- -- -- -- -- --E --

RW-92A 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 18 34 -- -- -- -- -- -- -- --E --

RW-92A 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 38 -- -- -- -- -- -- -- --E --

RW-92A 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-92A 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 45 -- -- -- -- -- -- -- --E --

RW-92A 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 24 44 0.20 20.9 -- -- -- -- 0 0.0029E 0

RW-92A 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 45 -- -- -- -- -- -- -- --E --

RW-92A 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 35 53 0 20.9 -- -- -- -- 0 0E 0

RW-92A 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-92A 10/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 68 31 50 -- -- -- -- -- -- -- --E --

RW-92A 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-92A 11/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 21 53 5.7 20.9 -- -- -- -- 0 0.14E 0

RW-92A 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 17 44 -- -- -- -- -- -- -- --E --

RW-92A 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 22 57 -- -- -- -- -- -- -- --E --

RW-92A 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-92A 11/30/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 320 23 43 -- -- -- -- -- -- -- --E --

RW-92A 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-92A 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 19 23 -- -- -- -- -- -- -- --E --

RW-92A 12/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 21 36 -- -- -- -- -- -- -- --E --

RW-92A 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 17 23 13 20.7 -- -- -- -- 1.1 0.073E 0
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RW-92A 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-92A 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 18 52 5.2 20.9 -- -- -- -- 0 0.026E 0

RW-92A 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 33 2.8 20.9 -- -- -- -- 0 0.027E 0

RW-92A 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 23 28 0 20.9 -- -- -- -- 0 0E 0

RW-92A 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 18 20 1.0 20.8 -- -- -- -- -- --E 0

RW-92A 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 23 0 20.9 -- -- -- -- 0 0E 0

RW-92A 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 20 31 2.4 20.8 -- -- -- -- 1.0 0.024E 0

RW-92A 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 24 0 20.9 -- -- -- -- 0 0E 0

RW-92A 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 29 12 20.9 -- -- -- -- 0 0.11E 0.1

RW-92A 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 31 0 20.9 -- -- -- -- 0 0E 0

RW-92A 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 18 11 0 20.9 -- -- -- -- 0 0E 0.1

RW-92A 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 36 2.3 20.9 -- -- -- -- 0 0.035E 0.3

RW-92A 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 35 1.8 20.9 -- -- -- -- 0 0.021E 0

RW-92A 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 30 0 20.9 -- -- -- -- 0 0E 0

RW-92A 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 35 0 20.9 -- -- -- -- 0 0E 0

RW-92A 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 33 0 20.9 -- -- -- -- 0 0E 0

RW-92A 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 16 30 1.4 20.9 -- -- -- -- 0 0.015E 0

RW-92A 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 33 -- -- -- -- -- -- -- --V --

RW-92A 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 31 -- -- -- -- -- -- -- --V --

RW-92A 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 29 -- -- -- -- -- -- -- --V --

RW-92A 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 12 38 1.9 20.9 -- -- -- -- 0 0.029E 0

RW-92A 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 14 32 1.5 20.9 -- -- -- -- 0 0.023E 0

RW-92A 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-92A 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-92A 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-92A 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-92A 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 33 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-92A 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 18 48 3.3 20.9 -- -- -- -- 0 0.047E 0
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RW-92A 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-92A 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 34 0 20.9 -- -- -- -- 0 0E 0

RW-92A 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 32 0 20.9 -- -- -- -- 0 0E 0

RW-92A 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 34 3.2 20.9 -- -- -- -- 0 0.034E 0

RW-92A 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 29 0 20.9 -- -- -- -- 0 0E 0

RW-92A 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 30 0 20.9 -- -- -- -- 0 0E 0

RW-92A 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 49 -- -- -- -- -- -- -- --V --

RW-92A 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 44 -- -- -- -- -- -- -- --V --

RW-92A 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 92 -- -- -- -- -- -- -- --V --

RW-92A 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 15 45 2.7 20.9 -- -- -- -- 0 0.040E 0

RW-92A 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 43 7.8 20.9 -- -- -- -- 0 0.10E 0

RW-92A 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 41 1.9 20.9 -- -- -- -- 0 0.025E 0

RW-92A 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 15 37 2.6 20.9 -- -- -- -- 0 0.033E 0

RW-92A 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 7.5 0 20.9 -- -- -- -- 0 0E 0

RW-92A 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 64 15 20.9 -- -- -- -- 0 0.34E 0

RW-92A 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 31 2.4 20.9 -- -- -- -- 0 0.022E 0

RW-92A 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 1.4 2.5 20.9 -- -- -- -- 0 0.00096E 0

RW-92A 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 26 0 20.9 -- -- -- -- 0 0E 0

RW-92A 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 32 1.1 20.9 -- -- -- -- 0 0.0074E 0

RW-92A 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 33 0.90 20.9 -- -- -- -- 0 0.013E 0

RW-92A 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 -- 0 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-92B 07/29/08 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- Well inaccessible due to construction.E --

RW-92B 08/06/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 19 29 664 20.3 -- -- -- -- 2.2 2.3E --

RW-92B 08/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 33 34 1,619 20.9 -- -- -- -- 0 13E --

RW-92B 08/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 35 6.2 549 20.9 -- -- -- -- 0 1.1E --

RW-92B 09/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 90 42 42 463 20.9 -- -- -- -- 0 1.5E --

RW-92B 09/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 42 53 20.9 -- -- -- -- 0 0.44E --

RW-92B 09/18/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 38 49 176 20.7 -- -- -- -- 0.97 0.83E --

RW-92B 10/01/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 74 47 56 275 20.7 -- -- -- -- 0.90 1.2E --

RW-92B 10/08/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 40 15 200 20.9 -- -- -- -- 0 0.41E --

RW-92B 10/15/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 69 40 39 57 20.9 -- -- -- -- 0 0.29E --

RW-92B 10/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 62 41 37 326 20.9 -- -- -- -- 0 1.1E --

RW-92B 10/27/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 45 47 74 20.6 -- -- -- -- 4.6 1.1E --
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RW-92B 11/07/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 71 40 45 97 20.7 -- -- -- -- 0.82 0.39E --

RW-92B 11/13/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 72 35 45 154 20.9 -- -- -- -- 0 1.1E --

RW-92B 11/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 36 40 40 20.9 -- -- -- -- 0 0.39E --

RW-92B 11/26/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 32 24 160 20.9 -- -- -- -- 0 1.1E --

RW-92B 12/03/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 27 26 110 20.9 -- -- -- -- 0 1.1E --

RW-92B 12/12/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 14 11 24 20.9 -- -- -- -- 0 0.045E --

RW-92B 12/19/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 30 14 20.9 -- -- -- -- 0 0.12E --

RW-92B 12/24/08 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 41 23 122 20.4 -- -- -- -- 3.2 0.75E --

RW-92B 01/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 42 28 13 20.9 -- -- -- -- 0 0.058E --

RW-92B 01/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 48 43 166 20.9 -- -- -- -- 0 1.8E --

RW-92B 01/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 126 52 48 61 20.9 -- -- -- -- 0 0.83E --

RW-92B 01/28/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 53 39 402 20.8 -- -- -- -- 0.97 3.8E --

RW-92B 02/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 56 37 31 20.6 -- -- -- -- 5.3 0.52E --

RW-92B 02/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 101 59 18 80 20.9 -- -- -- -- 0 0.20E --

RW-92B 02/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 -- -- -- -- -- -- -- -- -- -- Sample not collected due to inclement 

weather.

E --

RW-92B 02/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 44 20 102 20.9 -- -- -- -- 0 0.34E --

RW-92B 03/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 28 33 20.9 -- -- -- -- 0 0.69E --

RW-92B 03/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 113 45 17 38 20.9 -- -- -- -- 0 0.11E --

RW-92B 03/16/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 61 18 264 20.9 -- -- -- -- 0 2.2E --

RW-92B 03/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 51 51 161 20.9 -- -- -- -- 0 2.1E --

RW-92B 04/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 58 52 260 20.7 -- -- -- -- 3.4 4.3E --

RW-92B 04/08/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 56 34 0 20.9 -- -- -- -- 0 0E --

RW-92B 04/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 61 44 80 20.9 -- -- -- -- 0 1.6E --

RW-92B 04/20/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 59 31 66 20.8 -- -- -- -- 1.0 0.66E --

RW-92B 04/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 59 27 174 20.9 -- -- -- -- 0 1.8 Hour meter reading unavailable.E --

RW-92B 05/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 193 55 38 20 20.9 -- -- -- -- 0 0.20E --

RW-92B 05/13/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 63 42 0 20.8 -- -- -- -- 1.7 0E --

RW-92B 05/27/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 205 48 35 20 20.9 -- -- -- -- 0 0.14E --

RW-92B 06/11/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 37 33 0 20.9 -- -- -- -- 0 0E --

RW-92B 06/15/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 44 33 5.6 20.9 -- -- -- -- 0 0.12E --

RW-92B 06/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 51 41 12 20.9 -- -- -- -- 0 0.16E --

RW-92B 07/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 39 23 0 20.5 -- -- -- -- 3.1 0E --
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RW-92B 07/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 30 31 8.0 20.5 -- -- -- -- 2.0 0.038E --

RW-92B 07/24/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 146 34 32 9.5 20.8 -- -- -- -- 0.65 0.060E --

RW-92B 07/29/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 37 33 3.7 20.9 -- -- -- -- 0 0.040E --

RW-92B 08/04/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 38 36 6.6 20.5 -- -- -- -- 4.8 0.077E --

RW-92B 08/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92B 08/19/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 118 42 36 4.3 20.7 -- -- -- -- 1.7 0.035E --

RW-92B 08/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 119 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92B 09/02/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 54 65 2.0 20.9 -- -- -- -- 0 0.042E --

RW-92B 09/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 52 38 11 20.9 -- -- -- -- 0 0.16E --

RW-92B 09/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 114 40 49 0 20.9 -- -- -- -- 0 0E --

RW-92B 09/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 134 42 40 2.1 20.9 -- -- -- -- 0 0.022E --

RW-92B 10/07/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 38 40 0.50 20.9 -- -- -- -- 0 0.0066E --

RW-92B 10/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 166 40 33 9.5 20.9 -- -- -- -- 0 0.10E --

RW-92B 10/21/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 39 36 16 20.9 -- -- -- -- 0 0.13E --

RW-92B 10/26/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 36 40 2.9 20.9 -- -- -- -- 0 0.054E --

RW-92B 11/06/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 121 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92B 11/12/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92B 11/18/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 35 19 17 20.9 -- -- -- -- 0 0.12E --

RW-92B 11/25/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 95 31 24 2.2 20.4 -- -- -- -- 2.3 0.0098E --

RW-92B 12/01/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 172 30 45 2.7 20.9 -- -- -- -- 0 0.047E --

RW-92B 12/09/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 179 37 45 10 20.6 -- -- -- -- 4.2 0.14E --

RW-92B 12/14/09 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 47 47 0 20.9 -- -- -- -- 0 -- Water in line.E --

RW-92B 12/23/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92B 12/30/09 -- -- -- -- -- -- -- -- -- -- -- -- -- 192 24 24 0 20.9 -- -- -- -- 0 0E --

RW-92B 01/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 24 22 0 20.5 -- -- -- -- 2.3 0E --

RW-92B 01/11/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 44 39 0 20.6 -- -- -- -- 6.6 0E 0

RW-92B 01/18/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCH1E --

RW-92B 01/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 196 58 48 7.4 20.7 -- -- -- -- 2.9 0.11E 0.1

RW-92B 02/02/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 51 35 5.6 20.9 -- -- -- -- 0 0.063E 0

RW-92B 02/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 51 44 0 20.9 -- -- -- -- 0 0E 0

RW-92B 02/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 50 0 20.8 -- -- -- -- 1.5 0 MRP updated to Addendum 6 of the CAO.E 0

RW-92B 02/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 46 49 1.0 20.9 -- -- -- -- 0 0.015E 0

RW-92B 03/01/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 135 49 52 6.7 20.7 -- -- -- -- 3.3 0.11E 0.2
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RW-92B 03/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 45 35 0 20.9 -- -- -- -- 0 0E 0.1

RW-92B 03/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 40 43 3.6 20.9 -- -- -- -- 0 0.027E 0.1

RW-92B 03/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 160 47 43 0 20.8 -- -- -- -- 2.4 0E 0.1

RW-92B 03/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 45 44 0 20.7 -- -- -- -- 2.9 0E 0.1

RW-92B 04/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 221 39 34 3.1 20.8 -- -- -- -- 1.2 0.035E 0.4

RW-92B 04/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 158 39 29 0 20.8 -- -- -- -- 1.1 0E 0.2

RW-92B 04/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 33 29 2.2 20.9 -- -- -- -- 0 0.021E 0

RW-92B 04/26/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 123 31 26 2.0 20.9 -- -- -- -- 0 0.014E 0

RW-92B 06/29/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 170 -- -- -- -- -- -- -- -- -- -- Field readings not recorded.E --

RW-92B 07/07/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 29 30 1.6 20.9 -- -- -- -- 0 0.015E 0

RW-92B 07/15/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 140 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-92B 07/20/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 133 20 24 11 20.9 -- -- -- -- 0 0.097E 0

RW-92B 07/27/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 228 22 21 5.3 20.9 -- -- -- -- 0 0.049E 0

RW-92B 08/03/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 139 19 22 3.7 20.7 -- -- -- -- 1.2 0.022E 0.2

RW-92B 08/12/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-92B 08/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 92 -- -- -- -- -- -- -- -- -- -- Vault inaccessible due to construction.E --

RW-92B 08/24/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 28 33 -- -- -- -- -- -- -- -- Field readings not collected due to 

construction equipment blocking access to 

vault.

E --

RW-92B 08/31/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 28 26 27 20.1 -- -- -- -- 7.8 0.25E 0.2

RW-92B 09/08/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 25 9.0 18 -- -- -- -- -- -- 0.052 Oxygen and carbon dioxide readings not 

collected due to equipment failure.

E --

RW-92B 09/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 25 16 22 20.9 -- -- -- -- 0 0.071E 0.1

RW-92B 09/23/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 190 24 18 1.6 20.9 -- -- -- -- 0 0.011E 0

RW-92B 09/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 120 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-92B 10/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 22 15 11 20.9 -- -- -- -- 0 0.057E 0

RW-92B 10/12/10 TO-14 11 0.20 0.41 4.1 5.9 <0.050 <0.050 <0.050 0.070 <0.050 0.070 <0.050 -- -- 15 2.4 20.9 -- -- -- -- 0 -- Static vacuum reading not collected.E 0

RW-92B 10/19/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 239 26 22 453 20.2 -- -- -- -- 7.5 4.7E 0.6

RW-92B 10/26/10 TO-14 450 20 280 150 <23 3.8 5.9 25 11 26 37 <0.090 136 24 22 357 20.2 -- -- -- ND 4.2 2.1E 0.6

RW-92B 11/05/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 26 25 375 20.0 -- -- -- -- 2.2 0.88E 0.1

012014BRS Page 131 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e
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RW-92B 11/09/10 TO-14 360 5.7 200 150 <50 1.8 4.2 19 11 25 36 <0.20 156 26 21 311 -- -- -- -- ND -- 3.4 Oxygen and carbon dioxide readings not 

collected due to equipment malfunction.

E --

RW-92B 11/16/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 156 29 -- 229 20.1 -- -- -- -- -- -- Flow rate not measured due to equipment 

malfunction.

E 0.7

RW-92B 11/23/10 TO-14 170 4.3 57 97 14 0.31 0.62 1.7 5.6 9.0 15 <0.050 113 26 13 888 20.0 -- -- -- -- 2.7 2.6E 0.8

RW-92B 11/30/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 173 26 -- 30 20.1 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.8

RW-92B 12/07/10 TO-14 61 <0.89 19 43 <8.9 0.077 0.12 0.36 2.7 2.8 5.5 <0.050 195 26 8.5 15 20.6 ND -- -- ND 1.00 0.049 Water in line.E 0.3

RW-92B 12/13/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 132 26 15 92 20.2 -- -- -- -- 3.3 0.42E 0.7

RW-92B 12/21/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 162 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-92B 12/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- 128 -- -- -- -- -- -- -- -- -- -- Wells not monitored due to inclement 

weather.

E --

RW-92B 01/04/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 50 20 1.3 20.8 -- -- -- -- -- --E 0.1

RW-92B 01/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 233 41 19 12 20.5 -- -- -- -- 3.5 0.10E 0.3

RW-92B 01/18/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 25 7.7 20.9 -- -- -- -- 0 0.026E 0

RW-92B 01/25/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 143 38 26 0 20.9 -- -- -- -- 0 0E 0.2

RW-92B 02/01/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 206 42 13 0 20.4 -- -- -- -- 2.8 0E 0.2

RW-92B 02/08/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 46 42 32 0 20.9 -- -- -- -- 0 0E 0

RW-92B 02/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 41 16 0.90 20.9 -- -- -- -- 0 0.0087E 0

RW-92B 02/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 363 -- -- -- -- -- -- -- -- -- -- SVE system shut down to perform a 

rebound test.

E --

RW-92B 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-92B 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 31 25 1.6 20.9 -- -- -- -- 0 --E 0

RW-92B 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 29 26 1.0 20.9 -- -- -- -- 0 0.010E 0.2

RW-92B 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 30 25 8.0 20.9 -- -- -- -- 0 0.081E 0

RW-92B 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 27 24 0 20.9 -- -- -- -- 0 0E 0

RW-92B 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 24 17 0 20.9 -- -- -- -- 0 0E 0

RW-92B 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 being 

shut down.

E --

RW-92B 07/13/11 TO-14 20 <0.50 <0.50 <0.50 19 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 25 19 4.4 20.9 ND ND ND 100 0 0.028E 0

RW-92B 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 24 28 4.1 20.9 -- -- -- -- 0 0.032E 0
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RW-92B 07/27/11 TO-14 7.2 <0.50 <0.50 <0.50 10 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 24 18 3.6 20.9 ND ND ND 100 0 0.024E 0

RW-92B 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 21 21 16 20.9 -- -- -- -- 0 0.11E 0

RW-92B 08/11/11 TO-14 7.5 <0.50 <0.50 <0.50 7.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 24 9.5 4.2 20.9 ND ND ND 100 0 0.011E 0

RW-92B 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 23 20 20.9 -- -- -- -- 0 0.17E 0

RW-92B 08/24/11 TO-14 6.9 <0.50 <0.50 <0.50 9.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 18 18 4.2 20.9 ND ND ND 100 0 0.025E 0

RW-92B 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 23 21 3.3 20.7 -- -- -- -- 1.4 0.022E 0.2

RW-92B 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-92B 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 24 21 5.0 20.9 -- -- -- -- 0 0.026E 0

RW-92B 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 25 24 0 20.9 -- -- -- -- 0 0E 0.1

RW-92B 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 24 25 4.7 20.9 -- -- -- -- 0 0.038E 0

RW-92B 10/07/11 TO-14 11 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 145 35 35 0 20.9 ND ND ND 100 0 0E 0

RW-92B 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-92B 10/20/11 TO-14 9.3 <0.50 <0.50 <0.50 9.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 31 27 0 20.9 ND ND ND 100 0 0E 0

RW-92B 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shutting 

down.

E --

RW-92B 11/01/11 TO-14 3.3 <0.50 <0.50 0.52 2.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 22 27 5.9 20.8 ND ND 16 84 1.3 0.076E 0

RW-92B 11/09/11 TO-14 51 <0.50 <0.50 <0.50 53 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 17 28 8.2 21.8 ND ND ND 100 0 0.096E 0.2

RW-92B 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 22 33 5.7 20.9 -- -- -- -- 0 0.054E 0

RW-92B 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-92B 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 23 25 0 20.7 ND ND ND 100 2.8 0E 0.2

RW-92B 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 -- -- -- -- -- -- -- -- -- -- Well not monitored due to obstruction over 

vault.

E --

RW-92B 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 15 17 0 20.9 -- -- -- -- 0 0E 0

RW-92B 12/21/11 TO-14 26 <0.50 <0.50 <0.50 31 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 21 24 0 20.8 ND ND ND 100 0.74 0E 0

RW-92B 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 17 18 14 20.6 -- -- -- -- 1.3 0.059E 0.1

RW-92B 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-92B 02/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.87 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 18 17 5.5 20.9 ND ND ND 100 0 0.0088E 0

RW-92B 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 17 28 2.3 20.9 -- -- -- -- 0 0.019E 0

RW-92B 03/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 322 23 17 0 20.9 ND ND ND ND 0 0E 0

RW-92B 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 18 17 0 20.9 ND ND ND ND 0 --E 0

RW-92B 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 17 18 0.20 20.9 -- -- -- -- 0 0.0010E 0
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-92B 04/19/12 TO-14 5.4 <0.50 <0.50 1.0 3.9 <0.050 <0.050 <0.050 0.096 0.096 0.19 <0.050 326 20 42 3.0 20.8 ND ND 20 80 1.4 0.040E 0

RW-92B 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 20 18 0 20.9 -- -- -- -- 0 0E 0

RW-92B 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 18 22 12 20.8 ND ND ND ND 0.70 0.083E 0.2

RW-92B 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 17 36 0 20.9 -- -- -- -- 0 0E 0

RW-92B 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 18 11 0 20.9 ND ND ND ND 0 0E 0.2

RW-92B 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 18 20 2.9 20.9 -- -- -- -- 0 0.024E 0.4

RW-92B 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 17 18 1.8 20.9 ND ND ND ND 0 0.010E 0.2

RW-92B 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 10 0 20.9 -- -- -- -- 0 0E 0

RW-92B 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 16 20 0 20.9 ND ND ND ND 0 0E 0.2

RW-92B 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 17 0 20.9 -- -- -- -- 0 0E 0

RW-92B 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 16 16 0.90 20.9 -- -- -- -- 0 0.0050E 0

RW-92B 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 7.4 -- -- -- -- -- -- -- --V --

RW-92B 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 12 -- -- -- -- -- -- -- --V --

RW-92B 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 9.2 -- -- -- -- -- -- -- --V --

RW-92B 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 13 12 1.4 20.9 -- -- -- -- 0 0.0070E 0

RW-92B 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 15 14 1.3 20.9 -- -- -- -- 0 0.0085E 0

RW-92B 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- -- -- -- -- -- -- -- -- -- Well shut down on 11/27 due to SVETS 

No. 1 shut down.

E --

RW-92B 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 452 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-92B 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-92B 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Well not monitored due to SVETS 1 shut 

down.

E --

RW-92B 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 15 -- -- -- -- -- -- -- -- SVETS No. 1 restarted on 1/23.E --

RW-92B 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 19 24 3.4 20.9 -- -- -- -- 0 0.024E 0

RW-92B 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-92B 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 16 24 0 20.9 -- -- -- -- 0 0E 0

RW-92B 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 16 23 0 20.9 -- -- -- -- 0 0E 0

RW-92B 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 16 25 3.8 20.9 -- -- -- -- 0 0.029E 0

RW-92B 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 15 24 0 20.9 -- -- -- -- 0 0E 0

RW-92B 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 17 22 0 20.9 -- -- -- -- 0 0E 0

RW-92B 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 20 -- -- -- -- -- -- -- --V --
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RW-92B 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 17 -- -- -- -- -- -- -- --V --

RW-92B 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 15 -- -- -- -- -- -- -- --V --

RW-92B 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 16 19 2.6 20.9 -- -- -- -- 0 0.016E 0

RW-92B 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 16 20 9.4 20.9 -- -- -- -- 0 0.057E 0

RW-92B 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 16 18 1.6 20.9 -- -- -- -- 0 0.0095E 0

RW-92B 08/21/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 506 16 15 3.0 20.9 -- -- -- -- 0 0.016E 0

RW-92B 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 138 17 2.4 0 20.9 -- -- -- -- 0 0E 0

RW-92B 09/11/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 27 4.6 20.9 -- -- -- -- 0 0.044E 0

RW-92B 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 12 18 2.6 20.9 -- -- -- -- 0 0.014E 0

RW-92B 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 14 3.7 2.2 20.8 -- -- -- -- 0.10 0.0022E 0

RW-92B 10/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 13 13 4.1 20.9 -- -- -- -- 0 0.017E 0

RW-92B 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 14 21 0.50 20.9 -- -- -- -- 0 0.0022E 0

RW-92B 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 18 1.8 20.9 -- -- -- -- 0 0.014E 0

RW-92B 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 10 -- 0.70 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-201 10/28/10 TO-14 360 2.3 30 260 130 3.1 17 44 40 89 129 <0.050 -- 56 40 1,463 20.5 <1 7.1 62 31 -- --E 0.3

RW-201 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 105 47 173 20.8 -- -- -- -- 0.16 0.27E 0

RW-201 01/13/11 TO-14 56 <0.50 <0.50 29 20 <0.050 0.18 0.092 2.7 2.8 5.5 <0.050 167 69 -- 48 20.9 ND ND 59 41 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-201 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 38 28 206 20.9 -- -- -- -- 0 2.1E 0.2

RW-201 01/26/11 TO-14 <2.0 <0.50 4.3 130 60 <0.050 0.33 0.33 19 23 42 <0.050 256 39 -- 151 20.9 ND 2.2 67 31 0 --E 0.2

RW-201 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 76 24 92 20.9 -- -- -- -- 0 0.94E 0.1

RW-201 02/09/11 TO-14 120 <0.50 1.5 78 35 <0.050 2.1 1.2 13 19 32 <0.050 164 75 34 37 20.9 ND 1.3 68 31 0 0.48E 0

RW-201 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 71 22 208 20.9 -- -- -- -- 0 2.5E 0

RW-201 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-201 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-201 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 73 36 15 20.9 -- -- -- -- 0 --E 0

RW-201 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 90 40 13 20.9 -- -- -- -- 0 0.21E 0.1

RW-201 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 29 6.8 20.9 -- -- -- -- 0 0.078E 0

RW-201 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 85 65 14 20.9 -- -- -- -- 0 0.48E 0

RW-201 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 41 0 20.9 -- -- -- -- 0 0E 0

RW-201 07/07/11 TO-14 5.4 <0.50 <0.50 <0.50 5.0 <0.050 <0.050 <0.050 0.14 0.15 0.29 <0.050 186 79 55 17 20.5 ND ND ND 100 7.1 0.29E 0

RW-201 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 78 48 8.6 20.9 -- -- -- -- 0 0.14E 0.2
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RW-201 07/21/11 TO-14 6.4 <0.50 <0.50 1.6 5.5 <0.050 <0.050 <0.050 0.39 0.39 0.78 <0.050 161 77 42 17 20.9 ND ND 23 77 0 0.19E 0.4

RW-201 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 76 35 15 20.9 -- -- -- -- 0 0.20E 0

RW-201 08/03/11 TO-14 4.5 <0.50 <0.50 <0.50 4.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 80 42 2.8 20.9 ND ND ND 100 0 0.039E 0

RW-201 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 74 32 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-201 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 56 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-201 08/19/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 61 25 2.9 20.9 ND ND ND 100 0 --E 0

RW-201 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 75 42 12 20.9 -- -- -- -- 0 0.22E 0

RW-201 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 76 37 2.2 20.9 ND ND ND 100 0 0.026E 0

RW-201 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-201 09/14/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 76 42 1.2 20.9 ND ND ND 100 0 0.012E 0

RW-201 09/21/11 TO-14 2.0 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 72 78 4.1 20.9 ND ND ND 100 0 0.10E 0.4

RW-201 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 36 21 4.6 20.9 -- -- -- -- 0 0.032E 0.3

RW-201 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-201 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-201 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 68 40 0 20.9 ND ND ND 100 0 0E 0

RW-201 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 40 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-201 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 56 30 1.8 20.9 -- -- -- -- 0 --E 0.1

RW-201 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 58 36 0.60 20.7 ND ND ND ND 3.5 0.010E 0.2

RW-201 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 39 40 7.0 20.7 -- -- -- -- 3.5 0.12E 0.4

RW-201 11/16/11 TO-14 2.9 <0.50 <0.50 <0.50 4.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 23 21 4.2 20.9 ND ND ND 100 0 0.026 Water in line.E 0.4

RW-201 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-201 11/30/11 TO-14 4.2 <0.50 <0.50 <0.50 3.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 36 1.6 20.6 ND ND ND 100 6.0 0.031E 0.2

RW-201 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 60 61 2.1 20.9 -- -- -- -- 0 0.039 Water in line.E 0

RW-201 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 62 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-201 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 59 32 0 20.7 ND ND ND 100 2.0 0E 0.4

RW-201 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 64 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --
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RW-201 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-201 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 62 -- 79 20.7 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.1

RW-201 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 -- 4.2 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-201 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-201 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 44 24 4.0 20.9 -- -- -- -- 0 --E 0

RW-201 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 25 3.5 20.9 -- -- -- -- 0 0.024E 0.1

RW-201 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 47 93 12 20.9 -- -- -- -- 0 0.36E 0

RW-201 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 79 0 20.8 -- -- -- -- 2.9 0E 0.2

RW-201 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 47 36 2.4 20.9 -- -- -- -- 0 0.027E 0

RW-201 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 19 17 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-201 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 7.4 9.7 6.8 20.9 -- -- -- -- 0 0.041E 0

RW-201 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 14 20 2.1 20.9 -- -- -- -- 0 0.018E 0.2

RW-201 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 32 52 2.1 20.9 -- -- -- -- 0 0.035E 0

RW-201 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 31 30 0.20 20.9 -- -- -- -- 0 0.0021E 0.2

RW-201 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 34 31 1.4 -- -- -- -- -- -- 0.013 Field readings not collected due to 

equipment malfunction.

E --

RW-201 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 33 20 0.50 20.9 -- -- -- -- 0 0.0033E 0.1

RW-201 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 38 30 4.5 20.9 -- -- -- -- 0 0.047E 0.1

RW-201 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 44 32 1.8 20.9 -- -- -- -- 0 0.012E 0

RW-201 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 21 39 3.9 20.9 -- -- -- -- 0 0.049E 0

RW-201 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 23 27 0.70 20.9 -- -- -- -- 0 0.0057E 0

RW-201 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 20 16 5.5 20.9 -- -- -- -- 0 0.036 Water in line.E 0.1

RW-201 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 38 55 0 20.9 -- -- -- -- 0 0E 0

RW-201 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 3.1 -- -- -- -- -- -- -- --V --

RW-201 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 3.8 -- -- -- -- -- -- -- --E --

RW-201 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 1.0 -- -- -- -- -- -- -- --E --

RW-201 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 56 0 20.0 -- -- -- -- 19 0E 0.1

RW-201 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 65 140 0 19.9 -- -- -- -- 43 0E 0

RW-201 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-201 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 60 64 1.0 20.9 -- -- -- -- 0 0.019E 0
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RW-201 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-201 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 62 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-201 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 36 0.70 20.9 -- -- -- -- 0 0.0090E 0

RW-201 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 6.7 -- -- -- -- -- -- -- --V --

RW-201 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 9.9 -- -- -- -- -- -- -- --V --

RW-201 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 8.8 -- -- -- -- -- -- -- --V --

RW-201 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 7.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-201 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 34 0 20.9 -- -- -- -- 0 0E 0

RW-201 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 34 0.20 20.9 -- -- -- -- 0 0.0034E 0

RW-201 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 44 0 20.9 -- -- -- -- 0 0E 0

RW-201 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 35 2.4 20.9 -- -- -- -- 0 0.025E 0.1

RW-201 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 8.2 10 20.9 -- -- -- -- 0 0.027E 0

RW-201 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 42 0 20.9 -- -- -- -- 0 0E 0

RW-201 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 48 0 20.9 -- -- -- -- 0 0E 0

RW-201 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 36 3.6 20.9 -- -- -- -- 0 0.042E 0

RW-201 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 44 0 20.9 -- -- -- -- 0 0E 0

RW-201 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 40 1.3 20.9 -- -- -- -- 0 0.014E 0

RW-201 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 40 7.0 20.9 -- -- -- -- 0 0.085E 0

RW-201 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 8.5 -- -- -- -- -- -- -- --V --

RW-201 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 1.4 -- -- -- -- -- -- -- --V --

RW-201 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 8.9 -- -- -- -- -- -- -- --V --

RW-202 10/28/10 TO-14 250 1.9 20 150 45 2.7 10 27 24 48 72 <0.050 -- 56 42 776 20.9 <1 9.2 69 21 0 --E 0.1

RW-202 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 105 33 151 20.8 -- -- -- -- 0.11 0.16E 0

RW-202 01/13/11 TO-14 60 <0.50 <0.50 17 43 <0.050 0.10 0.057 1.4 1.3 2.7 <0.050 167 74 43 59 20.8 ND ND 28 72 1.7 0.95E 0

RW-202 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 41 29 173 20.9 -- -- -- -- 0 1.8E 0

RW-202 01/26/11 TO-14 <2.0 <0.50 20 170 35 0.18 5.4 3.2 50 36 86 <0.050 256 42 28 134 20.9 ND 8.9 76 16 0 2.2E 0.2

RW-202 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 80 43 75 20.9 -- -- -- -- 0 1.4E 0

RW-202 02/09/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 164 81 49 32 20.9 ND ND ND ND 0 0.59E 0

RW-202 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 74 24 155 20.9 -- -- -- -- 0 1.9E 0

RW-202 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --
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RW-202 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-202 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 83 47 19 20.9 -- -- -- -- 0 --E 0

RW-202 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 94 48 15 20.9 -- -- -- -- 0 0.29E 0.1

RW-202 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 93 33 10 20.9 -- -- -- -- 0 0.13E 0.1

RW-202 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 89 55 6.7 20.9 -- -- -- -- 0 0.19E 0

RW-202 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 83 53 0 20.9 -- -- -- -- 0 0E 0

RW-202 07/07/11 TO-14 7.1 <0.50 <0.50 <0.50 7.1 <0.050 <0.050 <0.050 0.15 0.10 0.25 <0.050 186 79 63 18 20.7 ND ND ND 100 4.1 0.35E 0

RW-202 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 78 43 9.4 20.9 -- -- -- -- 0 0.13E 0.1

RW-202 07/21/11 TO-14 5.4 <0.50 <0.50 0.88 5.4 <0.050 <0.050 <0.050 0.28 0.24 0.52 <0.050 161 77 40 10 20.9 ND ND 14 86 0 0.12E 0.4

RW-202 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 76 38 8.0 20.9 -- -- -- -- 0 0.12E 0

RW-202 08/03/11 TO-14 6.5 <0.50 <0.50 <0.50 6.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 79 45 3.3 20.9 ND ND ND 100 0 0.048E 0

RW-202 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 74 36 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-202 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 59 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-202 08/19/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 29 24 3.0 20.9 ND ND ND 100 0 --E 0

RW-202 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 37 23 12 20.9 -- -- -- -- 0 0.12E 0

RW-202 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.52 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 72 39 2.5 20.9 ND ND ND 100 0 0.032E 0

RW-202 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-202 09/14/11 TO-14 2.3 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 73 41 1.7 20.9 ND ND ND 100 0 0.017E 0

RW-202 09/21/11 TO-14 2.4 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 69 75 4.3 20.9 ND ND ND 100 0 0.10E 0.2

RW-202 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 46 27 5.1 20.9 -- -- -- -- 0 0.044E 0.2

RW-202 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-202 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-202 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 65 20 0 20.9 ND ND ND 100 0 0E 0

RW-202 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 51 46 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-202 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 53 44 2.1 20.8 -- -- -- -- -- -- Water in line.E 0.1

RW-202 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.53 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 55 35 1.9 20.9 ND ND ND 100 0 0.031E 0

RW-202 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 37 42 6.8 20.9 -- -- -- -- 0 0.12E 0

RW-202 11/16/11 TO-14 2.6 <0.50 <0.50 <0.50 3.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 29 33 3.1 20.9 ND ND ND 100 0 0.030 Water in line.E 0.1
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RW-202 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-202 11/30/11 TO-14 10 <0.50 <0.50 <0.50 5.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 -- 1.9 20.8 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0

RW-202 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 60 2.6 20.9 -- -- -- -- 0 0.049 Water in line.E 0

RW-202 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-202 12/21/11 TO-14 2.8 <0.50 <0.50 <0.50 4.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 61 51 0 20.8 ND ND ND 100 1.6 0E 0.4

RW-202 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-202 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-202 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 64 66 7.5 20.7 -- -- -- -- 1.3 0.047E 0

RW-202 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 66 -- 5.9 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-202 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-202 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 44 25 4.5 20.9 -- -- -- -- 0 --E 0

RW-202 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 27 4.0 20.9 -- -- -- -- 0 0.030E 0.4

RW-202 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 44 14 11 20.9 -- -- -- -- 0 0.050E 0

RW-202 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 40 53 0 20.9 -- -- -- -- 0 0E 0

RW-202 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 18 30 1.6 20.9 -- -- -- -- 0 0.015E 0

RW-202 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 16 29 0 20.9 -- -- -- -- 0 0E 0

RW-202 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 19 9.3 6.7 20.9 -- -- -- -- 0 0.039E 0

RW-202 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 109 2.1 20.9 -- -- -- -- 0 0.098E 0.2

RW-202 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 48 48 2.6 20.9 -- -- -- -- 0 0.041E 0

RW-202 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 23 0.90 20.9 -- -- -- -- 0 0.0074E 0.2

RW-202 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 21 18 1.5 -- -- -- -- -- -- 0.0080 Field readings not collected due to 

equipment malfunction.

E --

RW-202 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 16 20 0.10 20.9 -- -- -- -- 0 0.00065E 0

RW-202 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 22 23 4.0 20.9 -- -- -- -- 0 0.031E 0.1

RW-202 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 30 39 4.8 20.9 -- -- -- -- 0 0.040E 0

RW-202 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 22 24 3.8 20.9 -- -- -- -- 0 0.030E 0

RW-202 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 34 46 1.2 20.9 -- -- -- -- 0 0.017E 0
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RW-202 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 6.2 -- -- -- -- -- -- -- --V --

RW-202 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 28 -- -- -- -- -- -- -- --E --

RW-202 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 66 88 2.8 20.6 -- -- -- -- 7.0 0.063E 0

RW-202 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 21 31 0.80 20.9 -- -- -- -- 0 0.0073E 0

RW-202 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 30 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-202 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 58 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-202 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 66 -- 0 20.3 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-202 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-202 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 6.9 -- -- -- -- -- -- -- --E --

RW-202 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-202 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-202 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 22 0.90 20.9 -- -- -- -- 0 0.0069E 0

RW-202 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 80 0 20.9 -- -- -- -- 0 0E 0

RW-202 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 82 0 20.9 -- -- -- -- 0 0E 0

RW-202 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 37 2.1 20.9 -- -- -- -- 0 0.024E 0

RW-202 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 9.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-202 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 31 0 20.9 -- -- -- -- 0 0E 0

RW-202 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 33 0.50 20.9 -- -- -- -- 0 0.0083E 0

RW-202 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 12 -- -- -- -- -- -- -- --V --

RW-202 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 11 -- -- -- -- -- -- -- --V --

RW-202 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 7.3 -- -- -- -- -- -- -- --V --

RW-202 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 56 0 20.9 -- -- -- -- 0 0E 0

RW-202 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 59 0 20.9 -- -- -- -- 0 0E 0

RW-202 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 36 2.4 20.9 -- -- -- -- 0 0.028E 0

RW-202 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 45 0 20.9 -- -- -- -- 0 0E 0.1

RW-202 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 48 3.8 20.8 -- -- -- -- 1.4 0.050E 0

RW-202 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 48 3.4 20.9 -- -- -- -- 0 0.050E 0
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RW-202 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 38 0.60 20.9 -- -- -- -- 0 0.0052E 0

RW-202 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 39 0.70 20.9 -- -- -- -- 0 0.012E 0

RW-202 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 43 1.7 20.9 -- -- -- -- 0 0.026E 0

RW-203 10/28/10 TO-14 1,600 6.7 81 670 760 4.4 51 120 110 220 330 0.052 -- 54 65 1,203 20.7 <1 5.3 44 50 -- --E 0.3

RW-203 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 93 83 146 20.8 -- -- -- -- 0.28 0.39E 0

RW-203 01/13/11 TO-14 230 <0.50 <0.50 5.2 230 <0.050 0.060 <0.050 0.61 0.62 1.2 <0.050 167 65 -- 89 20.9 ND ND 2.2 98 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-203 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 35 40 136 20.9 -- -- -- -- 0 2.0E 0

RW-203 01/26/11 TO-14 <2.0 <0.50 0.63 17 8.9 <0.050 0.40 0.14 3.3 3.4 6.7 <0.050 256 41 21 121 20.9 ND 2.4 64 34 0 1.4E 0.2

RW-203 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 76 -- 43 20.9 -- -- -- -- 0 --E 0

RW-203 02/09/11 TO-14 87 <0.50 0.50 16 63 <0.050 0.29 0.15 2.2 2.3 4.5 <0.050 164 79 -- 22 20.9 ND <1 20 79 0 --E 0

RW-203 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 64 27 118 20.9 -- -- -- -- 0 1.6E 0

RW-203 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-203 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-203 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 76 75 19 20.9 -- -- -- -- 0 --E 0

RW-203 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 90 -- 20 20.9 -- -- -- -- 0 -- Water in line.E 0.2

RW-203 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 91 101 14 20.9 -- -- -- -- 0 0.55E 0.1

RW-203 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 82 90 17 20.9 -- -- -- -- 0 0.78E 0

RW-203 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 77 76 8.2 20.9 -- -- -- -- 0 0.20E 0

RW-203 07/07/11 TO-14 15 <0.50 <0.50 0.58 14 <0.050 <0.050 <0.050 0.18 0.18 0.36 <0.050 186 71 96 19 20.5 ND ND 4.0 96 12 0.56E 0.2

RW-203 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 72 63 9.7 20.9 -- -- -- -- 0 0.20E 0.2

RW-203 07/21/11 TO-14 2.8 <0.50 <0.50 <0.50 2.5 <0.050 <0.050 <0.050 0.12 0.10 0.22 <0.050 161 72 61 3.7 20.9 ND ND ND 100 0 0.062E 0

RW-203 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 77 56 6.0 20.9 -- -- -- -- 0 0.13E 0

RW-203 08/03/11 TO-14 7.4 <0.50 <0.50 <0.50 5.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 40 45 2.9 20.9 ND ND ND 100 0 0.042E 0.1

RW-203 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 46 39 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-203 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 48 61 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-203 08/19/11 TO-14 2.3 <0.50 <0.50 <0.50 2.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 31 25 2.8 20.9 ND ND ND 100 0 --E 0

RW-203 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 41 44 12 20.9 -- -- -- -- 0 0.24E 0

RW-203 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 43 46 2.6 20.9 ND ND ND 100 0 0.039E 0

RW-203 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --
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RW-203 09/14/11 TO-14 2.5 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 35 35 1.9 20.9 ND ND ND 100 0 0.017E 0

RW-203 09/21/11 TO-14 3.4 <0.50 <0.50 <0.50 3.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 35 51 4.8 20.9 ND ND ND 100 0 0.079E 0.4

RW-203 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 26 25 4.3 20.9 -- -- -- -- 0 0.035E 0.2

RW-203 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-203 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-203 10/20/11 TO-14 2.4 <0.50 <0.50 <0.50 3.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 34 27 0 20.9 ND ND ND 100 0 0E 0.1

RW-203 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 23 27 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-203 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 27 52 2.0 20.8 -- -- -- -- -- --E 0.2

RW-203 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.56 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 54 40 1.8 20.9 ND ND ND 100 0 0.034E 0

RW-203 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 30 42 3.1 20.6 -- -- -- -- 5.6 0.056E 0.3

RW-203 11/16/11 TO-14 3.9 <0.50 <0.50 <0.50 6.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 20 26 3.4 20.8 ND ND ND 100 0.77 0.026 Water in line.E 0.2

RW-203 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-203 11/30/11 TO-14 4.3 <0.50 <0.50 <0.50 3.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 53 67 1.9 20.8 ND ND ND 100 3.7 0.069E 0

RW-203 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 57 117 2.2 20.9 -- -- -- -- 0 0.079 Water in line.E 0

RW-203 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 58 105 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-203 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 56 -- 0 20.8 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-203 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 60 92 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-203 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-203 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 59 60 6.9 20.7 -- -- -- -- 1.2 0.039E 0.1

RW-203 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 60 66 4.9 20.9 -- -- -- -- 0 0.096E 0

RW-203 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-203 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 42 43 4.4 20.9 -- -- -- -- 0 --E 0

RW-203 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 35 47 4.2 20.9 -- -- -- -- 0 0.055E 0.3

RW-203 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 44 55 11 20.9 -- -- -- -- 0 0.19E 0

RW-203 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 -- 0 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0
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RW-203 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 38 12 1.9 20.9 -- -- -- -- 0 0.0069E 0

RW-203 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 13 29 0 20.9 -- -- -- -- 0 0E 0

RW-203 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 15 30 6.5 20.9 -- -- -- -- 0 0.12E 0

RW-203 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 16 40 2.1 20.9 -- -- -- -- 0 0.036E 0.3

RW-203 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 26 2.4 20.9 -- -- -- -- 0 0.020E 0

RW-203 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 16 21 1.1 20.9 -- -- -- -- 0 0.0081E 0.2

RW-203 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 22 30 1.3 -- -- -- -- -- -- 0.012 Field readings not collected due to 

equipment malfunction.

E --

RW-203 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 22 23 0 20.9 -- -- -- -- 0 0E 0

RW-203 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 27 41 3.2 20.9 -- -- -- -- 0 0.045E 0.1

RW-203 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 14 -- -- -- -- -- -- -- --V --

RW-203 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 14 -- -- -- -- -- -- -- --V --

RW-203 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 13 -- -- -- -- -- -- -- --V --

RW-203 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 48 64 5.0 20.9 -- -- -- -- 0 0.13E 0.1

RW-203 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 64 0.50 20.9 -- -- -- -- 0 0.015E 0

RW-203 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 9.5 -- 2.7 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-203 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 69 1.0 20.9 -- -- -- -- 0 0.020 Water in line.E 0.1

RW-203 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 63 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-203 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 3.7 -- -- -- -- -- -- -- --V --

RW-203 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 3.9 -- -- -- -- -- -- -- --E --

RW-203 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.7 -- -- -- -- -- -- -- --E --

RW-203 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 -- 0.90 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-203 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 3.0 -- -- -- -- -- -- -- --V --

RW-203 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 21 -- -- -- -- -- -- -- --V --

RW-203 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 21 -- -- -- -- -- -- -- --E --

RW-203 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 69 0 20.9 -- -- -- -- 0 0E 0

RW-203 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 60 0 20.9 -- -- -- -- 0 0E 0

RW-203 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 64 2.0 20.9 -- -- -- -- 0 0.039E 0

RW-203 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 9.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0
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RW-203 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 52 0 20.9 -- -- -- -- 0 0E 0.1

RW-203 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 54 0 20.9 -- -- -- -- 0 0E 0

RW-203 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 59 0 20.9 -- -- -- -- 0 0E 0

RW-203 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 51 57 2.5 20.9 -- -- -- -- 0 0.043E 0

RW-203 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 50 59 9.7 20.9 -- -- -- -- 0 0.19E 0

RW-203 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 51 83 0 20.9 -- -- -- -- 0 0E 0

RW-203 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 78 0 20.9 -- -- -- -- 0 0E 0

RW-203 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 55 2.3 20.9 -- -- -- -- 0 0.041E 0

RW-203 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 14 -- -- -- -- -- -- -- --V --

RW-203 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 17 -- -- -- -- -- -- -- --V --

RW-203 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 15 -- -- -- -- -- -- -- --V --

RW-203 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 60 0.50 20.9 -- -- -- -- 0 0.0068E 0

RW-203 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 37 63 1.4 20.9 -- -- -- -- 0 0.038E 0

RW-203 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 51 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-204 10/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 56 47 753 20.2 -- -- -- -- -- --E 2.0

RW-204 10/29/10 TO-14 150 0.64 38 110 22 3.2 8.1 25 22 31 53 0.072 -- -- -- -- -- <1 22 64 13 -- --E --

RW-204 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 101 -- 122 20.2 -- -- -- -- -- --E 0.1

RW-204 01/13/11 TO-14 60 <0.50 <0.50 9.7 49 <0.050 0.17 0.11 0.84 1.0 1.8 <0.050 167 73 -- 1.4 20.4 ND ND 17 83 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-204 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 42 -- 80 20.9 -- -- -- -- 0 -- Flow rate not meausred due to water in 

line.

E 0.4

RW-204 01/26/11 TO-14 <2.0 <0.50 77 970 210 1.6 43 45 220 340 560 <0.050 256 42 15 117 19.8 ND 6.1 77 17 10.0 1.0E 1.0

RW-204 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 67 -- 0 20.7 -- -- -- -- -- --E 0.6

RW-204 02/09/11 TO-14 67 <0.50 0.50 23 34 <0.050 0.35 0.11 3.4 4.1 7.5 <0.050 164 78 72 20 20.5 ND <1 40 59 11 0.52E 0.6

RW-204 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 73 22 62 20.3 -- -- -- -- 7.2 0.72E 0.6

RW-204 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-204 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-204 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 71 -- 28 20.9 -- -- -- -- 0 -- Water in line.E 0.1

RW-204 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 90 -- 0.20 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-204 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 27 1.3 20.9 -- -- -- -- 0 0.014E 0.3

RW-204 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 88 53 1.6 20.9 -- -- -- -- 0 0.044E 0.1

RW-204 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 30 0 20.8 -- -- -- -- 1.0 0E 0
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RW-204 07/07/11 TO-14 7.2 <0.50 <0.50 0.57 6.2 <0.050 <0.050 <0.050 0.17 0.22 0.39 <0.050 186 81 20 12 20.4 ND ND 8.4 92 3.3 0.076E 0.2

RW-204 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 80 37 1.8 20.9 -- -- -- -- 0 0.022E 0

RW-204 07/21/11 TO-14 65 <0.50 <0.50 0.93 61 <0.050 <0.050 <0.050 0.16 0.11 0.27 <0.050 161 79 43 18 20.7 ND ND 1.5 98 2.4 0.21E 0.2

RW-204 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 78 12 12 20.9 -- -- -- -- 0 0.053E 0.1

RW-204 08/03/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 82 48 1.5 20.9 ND ND ND 100 0 0.023E 0.2

RW-204 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 48 14 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-204 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 19 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-204 08/19/11 TO-14 11 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 91 11 2.2 20.9 ND ND ND 100 0 --E 0

RW-204 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 33 9.2 20.9 -- -- -- -- 0 0.14E 0

RW-204 08/31/11 TO-14 2.1 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 0.064 0.10 0.16 <0.050 167 77 31 0.70 20.8 ND ND ND 100 1.0 0.0071E 0.2

RW-204 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-204 09/14/11 TO-14 4.8 <0.50 <0.50 <0.50 4.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 24 4.0 20.8 ND ND ND 100 0.63 0.024E 0.2

RW-204 09/21/11 TO-14 2.3 <0.50 <0.50 <0.50 2.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 73 27 3.0 20.9 ND ND ND 100 0 0.027E 0.4

RW-204 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 23 4.0 20.8 -- -- -- -- 0.75 0.029E 0.3

RW-204 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-204 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-204 10/20/11 TO-14 4.1 <0.50 <0.50 <0.50 4.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 41 0 20.9 ND ND ND 100 0 0E 0.0

RW-204 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 28 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-204 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 71 0.70 20.9 -- -- -- -- 0 --E 0.2

RW-204 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 55 25 0.80 20.8 ND ND ND ND 1.2 0.0093E 0.2

RW-204 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 51 42 11 20.7 -- -- -- -- 3.7 0.20E 0.3

RW-204 11/16/11 TO-14 26 <0.50 <0.50 1.8 28 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 40 -- 6.2 20.5 ND ND 6.0 94 -- -- Flow rate not measured due to water in 

line.

E 0.4

RW-204 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-204 11/30/11 TO-14 5.5 <0.50 <0.50 <0.50 4.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 -- 3.5 20.7 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-204 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 62 -- 7.6 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.2
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RW-204 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 -- 2.1 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.3

RW-204 12/21/11 TO-14 50 <0.50 <0.50 <0.50 33 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 62 -- 0 20.8 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.5

RW-204 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 69 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-204 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-204 02/01/12 TO-14 3.3 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 64 -- 4.6 20.5 ND ND ND 100 -- -- Flow rate not collected due to water in line.E 0.4

RW-204 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 -- 0 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-204 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-204 03/22/12 TO-14 2.6 <0.50 <0.50 0.89 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 44 46 2.8 20.9 ND ND 37 63 0 --E 0.2

RW-204 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 29 5.6 20.9 -- -- -- -- 0 0.045E 0.4

RW-204 04/19/12 TO-14 3.9 <0.50 <0.50 <0.50 3.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 40 7.5 20.8 ND ND ND 100 1.3 0.096E 0

RW-204 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 61 1.9 20.8 -- -- -- -- 2.2 0.041E 0.2

RW-204 05/16/12 TO-14 4.8 <0.50 <0.50 <0.50 4.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 43 56 5.9 20.9 ND ND ND 100 0 0.10E 0.2

RW-204 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 42 52 0 20.9 -- -- -- -- 0 0E 0

RW-204 06/11/12 TO-14 5.7 <0.50 <0.50 <0.50 5.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 53 25 8.8 20.9 ND ND ND 100 0 0.14E 0

RW-204 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 82 9.4 20.9 -- -- -- -- 0 0.33E 0.2

RW-204 07/11/12 TO-14 2.7 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 29 6.2 20.9 ND ND ND 100 0 0.058E 0

RW-204 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 44 5.2 20.9 -- -- -- -- 0 0.080E 0.2

RW-204 08/08/12 TO-14 2.0 <0.50 <0.50 <0.50 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 44 4.4 -- ND ND ND 100 -- 0.059 Field readings not collected due to 

equipment malfunction.

E --

RW-204 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 78 3.6 20.9 -- -- -- -- 0 0.094E 0

RW-204 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 57 33 0 20.9 -- -- -- -- 0 0E 0.1

RW-204 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 69 40 3.2 20.9 -- -- -- -- 0 0.027E 0

RW-204 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 67 40 5.4 20.9 -- -- -- -- 0 0.070E 0

RW-204 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 35 3.0 20.9 -- -- -- -- 0 0.032E 0

RW-204 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 33 5.8 20.9 -- -- -- -- 0 0.078E 0.1

RW-204 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 47 1.3 20.9 -- -- -- -- 0 0.029E 0

RW-204 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 1.8 -- -- -- -- -- -- -- --V --

RW-204 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 3.6 -- -- -- -- -- -- -- --E --
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RW-204 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 1.7 -- -- -- -- -- -- -- --E --

RW-204 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 -- 0 20.0 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-204 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 66 -- 0 19.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-204 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0.70 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-204 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 1.4 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-204 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- -- -- -- -- -- -- -- -- -- Well not monitored.E --

RW-204 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 -- 0 19.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-204 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 30 0.60 20.9 -- -- -- -- 0 0.0065E 0

RW-204 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-204 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 87 0 20.9 -- -- -- -- 0 0E 0.1

RW-204 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 46 0.60 20.8 -- -- -- -- 1.4 0.0084E 0

RW-204 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 10 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-204 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 24 0 20.9 -- -- -- -- 0 0E 0.1

RW-204 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 23 1.0 20.9 -- -- -- -- 0 0.012E 0.1

RW-204 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 44 0 20.9 -- -- -- -- 0 0E 0

RW-204 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 27 5.4 20.9 -- -- -- -- 0 0.044E 0

RW-204 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 35 7.8 20.9 -- -- -- -- 0 0.088E 0

RW-204 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 7.4 -- -- -- -- -- -- -- --V --

RW-204 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 9.8 -- -- -- -- -- -- -- --V --

RW-204 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 13 -- -- -- -- -- -- -- --V --

RW-204 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 52 78 0 20.9 -- -- -- -- 0 0E 0.1

RW-204 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 32 1.2 20.8 -- -- -- -- 0.90 0.010E 0.1

RW-204 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 75 1.2 20.9 -- -- -- -- 0 0.027E 0.1

RW-204 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 35 1.3 20.9 -- -- -- -- 0 0.011E 0.1

RW-204 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 32 3.0 20.9 -- -- -- -- 0 0.042E 0.1

RW-204 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 52 48 1.3 20.9 -- -- -- -- 0 0.022E 0
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RW-205 10/28/10 TO-14 320 2.3 20 160 110 4.7 8.4 36 31 50 81 0.086 -- 58 5.6 1,176 17.9 <1 6.8 55 38 -- --E 3.6

RW-205 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 107 33 145 20.1 -- -- -- -- 0.88 0.16E 0.4

RW-205 01/13/11 TO-14 140 <0.50 0.74 76 46 <0.050 1.5 0.87 6.7 11 18 <0.050 167 69 29 123 20.2 ND <1 62 37 8.0 1.4E 0.4

RW-205 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 44 21 106 20.9 -- -- -- -- 0 0.79E 0.2

RW-205 01/26/11 TO-14 <2.0 <0.50 11 330 81 0.075 25 3.8 88 180 268 <0.050 256 42 6.9 117 19.9 ND 2.6 78 19 4.1 0.47E 1.0

RW-205 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 72 35 33 20.8 -- -- -- -- 1.5 0.49E 0.6

RW-205 02/09/11 TO-14 200 <0.50 1.2 42 110 <0.050 0.52 0.37 3.2 4.8 8.0 <0.050 164 78 22 20 20.5 ND <1 27 72 3.4 0.17E 0.6

RW-205 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 68 28 100 20.3 -- -- -- -- 9.1 1.5E 0.6

RW-205 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-205 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-205 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 80 26 21 20.9 -- -- -- -- 0 --E 0

RW-205 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 87 31 37 20.9 -- -- -- -- 0 0.45E 0.2

RW-205 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 98 9.9 31 20.9 -- -- -- -- 0 0.12E 0.4

RW-205 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 17 28 20.6 -- -- -- -- 2.7 0.24E 0.2

RW-205 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 14 15 20.7 -- -- -- -- 0.94 0.068E 0.2

RW-205 07/07/11 TO-14 10 <0.50 <0.50 1.6 6.4 <0.050 <0.050 <0.050 0.36 0.37 0.73 <0.050 186 82 17 31 20.4 ND ND 20 80 2.7 0.16E 0.4

RW-205 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 9.4 18 20.7 -- -- -- -- 0.64 0.057E 0.4

RW-205 07/21/11 TO-14 10 <0.50 <0.50 1.3 7.4 <0.050 <0.050 <0.050 0.089 0.10 0.19 <0.050 161 80 17 23 20.6 ND ND 15 85 1.5 0.11E 0.2

RW-205 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 19 7.3 20.9 -- -- -- -- 0 0.053E 0.1

RW-205 08/03/11 TO-14 6.8 <0.50 <0.50 0.85 5.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 82 27 2.5 20.9 ND ND 14 86 0 0.022E 0

RW-205 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 14 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-205 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 16 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-205 08/19/11 TO-14 2.9 <0.50 <0.50 <0.50 2.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 91 14 5.5 20.9 ND ND ND 100 0 --E 0

RW-205 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 24 14 20.9 -- -- -- -- 0 0.16E 0

RW-205 08/31/11 TO-14 2.9 <0.50 <0.50 <0.50 2.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 77 55 5.0 20.8 ND ND ND 100 1.8 0.090E 0.1

RW-205 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-205 09/14/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.060 0.12 0.18 <0.050 91 38 24 3.6 20.8 ND ND ND ND 0.62 0.022E 0.2

RW-205 09/21/11 TO-14 2.7 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 38 28 6.9 20.9 ND ND ND 100 0 0.064E 0.4

RW-205 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 49 20 6.0 20.8 -- -- -- -- 0.68 0.039E 0.3
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RW-205 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-205 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-205 10/20/11 TO-14 2.4 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 0.076 0.076 <0.050 68 43 43 0 20.9 ND ND ND 100 0 0E 0.0

RW-205 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 32 17 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-205 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 53 45 4.8 20.9 -- -- -- -- 0 -- Water in line.E 0.2

RW-205 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 55 41 9.1 20.9 ND ND ND 100 0 0.18E 0.2

RW-205 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 57 43 6.7 20.9 -- -- -- -- 0 0.12E 0

RW-205 11/16/11 TO-14 4.6 <0.50 <0.50 0.57 6.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 24 16 4.4 20.6 ND ND 8.3 92 1.4 0.020 Water in line.E 0.2

RW-205 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-205 11/30/11 TO-14 15 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 55 -- 2.1 20.6 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-205-

DUP

11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.84 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 55 -- 2.1 20.6 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-205 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 61 109 0.90 20.9 -- -- -- -- 0 0.030 Water in line.E 0.2

RW-205 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 61 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-205 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 59 41 0 20.7 ND ND ND 100 2.6 0E 0.5

RW-205 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 64 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-205 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-205 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 61 -- 7.5 20.4 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.3

RW-205 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 62 -- 3.5 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-205 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-205 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 31 3.4 20.9 -- -- -- -- 0 --E 0

RW-205 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 33 2.0 20.9 -- -- -- -- 0 0.019E 0.4

RW-205 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 42 76 7.7 20.9 -- -- -- -- 0 0.19 Water in line.E 0.1

RW-205 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 -- 0 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0
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RW-205 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 42 59 0 20.9 -- -- -- -- 0 0E 0.2

RW-205 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 41 0 20.9 -- -- -- -- 0 0E 0

RW-205 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 50 53 5.7 20.9 -- -- -- -- 0 0.19E 0

RW-205 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 53 64 2.5 20.9 -- -- -- -- 0 0.068E 0.2

RW-205 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 92 0.80 20.9 -- -- -- -- 0 0.024E 0

RW-205 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 68 0 20.9 -- -- -- -- 0 0E 0.3

RW-205 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 55 75 0 -- -- -- -- -- -- 0 Field readings not collected due to 

equipment malfunction.

E --

RW-205 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 56 55 0 20.9 -- -- -- -- 0 0E 0

RW-205 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 55 68 1.6 20.9 -- -- -- -- 0 0.037E 0.1

RW-205 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 15 -- -- -- -- -- -- -- --V --

RW-205 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 15 -- -- -- -- -- -- -- --V --

RW-205 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 16 -- -- -- -- -- -- -- --V --

RW-205 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 48 68 3.6 20.9 -- -- -- -- 0 0.10E 0.1

RW-205 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 55 71 0 20.9 -- -- -- -- 0 0E 0.1

RW-205 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 62 89 2.3 20.6 -- -- -- -- 7.0 0.052E 0

RW-205 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 81 1.0 20.9 -- -- -- -- 0 0.024E 0

RW-205 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 62 104 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-205 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 11 -- -- -- -- -- -- -- --V --

RW-205 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 12 -- -- -- -- -- -- -- --E --

RW-205 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 14 -- -- -- -- -- -- -- --E --

RW-205 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 57 -- 0.30 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-205 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 20 -- -- -- -- -- -- -- --V --

RW-205 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 30 -- -- -- -- -- -- -- --V --

RW-205 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 30 -- -- -- -- -- -- -- --E --

RW-205 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 86 0 20.9 -- -- -- -- 0 0E 0

RW-205 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 69 0 20.9 -- -- -- -- 0 0E 0

RW-205 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 48 85 0.60 20.9 -- -- -- -- 0 0.016E 0

RW-205 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 9.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-205 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 45 57 0 20.9 -- -- -- -- 0 0E 0.1

RW-205 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 60 0 20.9 -- -- -- -- 0 0E 0
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RW-205 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 50 66 0 20.9 -- -- -- -- 0 0E 0

RW-205 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 49 67 2.5 20.9 -- -- -- -- 0 0.050E 0

RW-205 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 49 74 9.0 20.9 -- -- -- -- 0 0.22E 0

RW-205 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 49 94 0 20.9 -- -- -- -- 0 0E 0

RW-205 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 91 0 20.9 -- -- -- -- 0 0E 0

RW-205 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 62 2.1 20.9 -- -- -- -- 0 0.042E 0

RW-205 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 23 -- -- -- -- -- -- -- --V --

RW-205 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 31 -- -- -- -- -- -- -- --V --

RW-205 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 28 -- -- -- -- -- -- -- --V --

RW-205 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 44 74 0.80 20.9 -- -- -- -- 0 0.014E 0

RW-205 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 45 85 1.1 20.9 -- -- -- -- 0 0.040E 0

RW-205 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 49 83 1.4 20.9 -- -- -- -- 0 0.041E 0

RW-206 10/28/10 TO-14 560 0.85 6.3 200 270 2.5 19 27 50 82 132 0.43 -- 57 24 1,168 18.9 <1 1.3 42 57 -- --E 2.6

RW-206 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 105 -- 153 20.4 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0.4

RW-206 01/13/11 TO-14 80 <0.50 <0.50 31 40 <0.050 0.69 0.20 2.3 4.3 6.6 <0.050 167 73 -- 98 20.7 ND ND 44 56 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-206 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 41 25 52 20.6 -- -- -- -- 2.7 0.46E 0.2

RW-206 01/26/11 TO-14 <2.0 <0.50 0.54 42 31 <0.050 0.64 0.27 6.7 6.6 13 <0.050 256 38 18 93 20.2 ND <1 57 42 7.3 0.95E 0.8

RW-206 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 73 -- 20 20.7 -- -- -- -- -- --E 0.6

RW-206 02/09/11 TO-14 73 <0.50 <0.50 18 37 <0.050 0.36 0.082 2.2 2.9 5.1 <0.050 164 71 -- 35 20.4 ND ND 33 67 -- --E 0.6

RW-206 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 70 21 30 20.3 -- -- -- -- 6.7 0.32E 0.6

RW-206 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-206 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-206 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 84 57 58 20.9 -- -- -- -- 0 --E 0

RW-206 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 86 37 30 20.7 -- -- -- -- 3.0 0.44 Water in line.E 0.4

RW-206 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 50 37 20.9 -- -- -- -- 0 0.74E 0.3

RW-206 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 87 49 41 20.8 -- -- -- -- 2.6 1.0E 0.2

RW-206 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 83 54 37 20.9 -- -- -- -- 0 0.64E 0

RW-206 07/07/11 TO-14 29 <0.50 <0.50 2.5 23 <0.050 <0.050 <0.050 0.68 0.62 1.3 <0.050 186 78 60 38 20.6 ND ND 9.8 90 5.9 0.72E 0.2

RW-206 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 78 54 18 20.7 -- -- -- -- 3.6 0.32E 0.4

RW-206 07/21/11 TO-14 8.5 <0.50 <0.50 <0.50 8.4 <0.050 <0.050 <0.050 0.11 0.16 0.27 <0.050 161 77 52 14 20.8 ND ND ND 100 1.5 0.19E 0.2
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RW-206 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 76 47 4.7 20.9 -- -- -- -- 0 0.084E 0

RW-206 08/03/11 TO-14 5.5 <0.50 <0.50 0.92 4.6 <0.050 <0.050 <0.050 0.067 0.057 0.12 <0.050 168 78 49 4.8 20.9 ND ND 17 83 0 0.078E 0.4

RW-206 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 57 28 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-206 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 60 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-206 08/19/11 TO-14 29 <0.50 <0.50 <0.50 28 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 57 29 25 20.9 ND ND ND 100 0 --E 0

RW-206 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 65 42 15 20.9 -- -- -- -- 0 0.29E 0

RW-206 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 66 38 4.5 20.9 ND ND ND 100 0 0.056E 0.1

RW-206 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-206 09/14/11 TO-14 15 <0.50 <0.50 <0.50 15 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 65 75 11 20.8 ND ND ND 100 1.9 0.20E 0.2

RW-206 09/21/11 TO-14 24 <0.50 <0.50 <0.50 26 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 61 66 7.9 20.9 ND ND ND 100 0 0.17E 0.5

RW-206 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 43 40 46 20.8 -- -- -- -- 1.3 0.59E 0.4

RW-206 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-206 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-206 10/20/11 TO-14 8.6 <0.50 <0.50 <0.50 8.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 60 34 3.1 20.9 ND ND ND 100 0 0.014E 0

RW-206 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 50 39 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-206 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 52 39 3.7 20.9 -- -- -- -- 0 -- Water in line.E 0.2

RW-206 11/01/11 TO-14 11 <0.50 <0.50 <0.50 10 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 54 40 2.3 20.8 ND ND ND 100 2.0 0.044E 0.2

RW-206 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 36 38 4.6 20.6 -- -- -- -- 5.0 0.075E 0

RW-206 11/16/11 TO-14 81 <0.50 <0.50 <0.50 82 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 19 29 2.9 20.5 ND ND ND 100 3.5 0.024E 0.4

RW-206 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-206 11/30/11 TO-14 52 <0.50 <0.50 <0.50 50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 -- 3.9 20.6 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0.3

RW-206 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 62 89 12 20.7 -- -- -- -- 5.7 0.34 Water in line.E 0.2

RW-206 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 -- 1.5 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-206 12/21/11 TO-14 21 <0.50 <0.50 <0.50 28 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 61 90 0 20.7 ND ND ND 100 5.7 0 Water in line.E 0.5

RW-206 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --
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RW-206 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-206 02/01/12 TO-14 3.1 <0.50 <0.50 <0.50 2.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 64 -- 12 20.4 ND ND ND 100 -- -- Flow rate not collected due to water in line.E 0.4

RW-206-

DUP

02/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.88 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 64 -- 12 20.4 ND ND ND 100 -- -- Flow rate not collected due to water in line.E 0.4

RW-206 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 -- 3.5 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-206 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-206 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 44 30 2.8 20.9 ND ND ND 100 0 --E 0

RW-206 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 20 2.6 20.9 -- -- -- -- 0 0.015E 0.1

RW-206 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 47 33 10 20.9 ND ND ND ND 0 0.11E 0.1

RW-206 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 84 8.1 20.9 -- -- -- -- 0 0.24E 0

RW-206 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 58 0 20.9 ND ND ND ND 0 0E 0.2

RW-206 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 19 0 20.9 -- -- -- -- 0 0E 0

RW-206 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 42 5.2 20.9 ND ND ND ND 0 0.14E 0

RW-206 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 78 0.60 20.9 -- -- -- -- 0 0.020E 0.3

RW-206 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 56 34 1.6 20.9 ND ND ND ND 0 0.018E 0.1

RW-206 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 54 0 20.9 -- -- -- -- 0 0E 0.3

RW-206 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.61 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 57 93 0 -- ND ND ND 100 -- 0 Field readings not collected due to 

equipment malfunction.

E --

RW-206 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 57 36 0 20.9 -- -- -- -- 0 0E 0

RW-206 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 56 58 0 20.9 -- -- -- -- 0 0E 0.2

RW-206 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 67 56 1.8 20.8 -- -- -- -- 1.2 0.021E 0.1

RW-206 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 64 3.3 20.9 -- -- -- -- 0 0.069E 0.1

RW-206 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 65 64 1.0 20.9 -- -- -- -- 0 0.019E 0.1

RW-206 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 48 6.4 20.9 -- -- -- -- 0 0.13E 0.1

RW-206 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 57 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line..

E 0.1

RW-206 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 7.8 -- -- -- -- -- -- -- --V --

RW-206 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 7.1 -- -- -- -- -- -- -- --E --

RW-206 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 6.2 -- -- -- -- -- -- -- --E --

RW-206 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 56 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1
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RW-206 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 63 -- 0 20.3 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-206 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 62 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-206 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 42 0.80 20.9 -- -- -- -- 0 0.010E 0.1

RW-206 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 27 0 20.9 -- -- -- -- 0 0E 0

RW-206 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 34 0 20.9 -- -- -- -- 0 0E 0

RW-206 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 23 1.1 20.9 -- -- -- -- 0 0.0092E 0

RW-206 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 15 -- -- -- -- -- -- -- --V --

RW-206 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 19 -- -- -- -- -- -- -- --V --

RW-206 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 18 -- -- -- -- -- -- -- --V --

RW-206 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 6.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-206 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 43 0 20.9 -- -- -- -- 0 0E 0.1

RW-206 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 43 0 20.9 -- -- -- -- 0 0E 0

RW-206 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 52 0 20.9 -- -- -- -- 0 0E 0

RW-206 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 50 58 1.3 20.9 -- -- -- -- 0 0.023E 0.1

RW-206 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 49 71 10 20.9 -- -- -- -- 0 0.23E 0

RW-206 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 71 4.8 20.9 -- -- -- -- 0 0.11E 0

RW-206 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 70 0 20.9 -- -- -- -- 0 0E 0

RW-206 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 55 3.6 20.9 -- -- -- -- 0 0.064E 0.1

RW-206 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 49 68 0 20.9 -- -- -- -- 0 0E 0.1

RW-206 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 51 62 0.70 20.8 -- -- -- -- 1.7 0.012E 0.1

RW-206 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 74 5.4 20.9 -- -- -- -- 0 0.12E 0

RW-206 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 21 -- -- -- -- -- -- -- --V --

RW-206 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 10 -- -- -- -- -- -- -- --V --

RW-206 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 25 -- -- -- -- -- -- -- --V --

RW-207 10/28/10 TO-14 360 0.55 23 150 160 1.2 8.4 16 18 36 54 0.073 -- 57 26 1,013 19.1 <1 6.9 45 48 -- --E 2.4

RW-207 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 102 71 171 20.2 -- -- -- -- 1.7 0.39E 0.4

RW-207 01/13/11 TO-14 200 <0.50 <0.50 36 130 <0.050 0.98 0.26 3.6 6.1 9.7 <0.050 167 75 -- 91 20.5 ND ND 22 78 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-207 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 36 24 47 20.5 -- -- -- -- 3.5 0.40E 0.4

RW-207 01/26/11 TO-14 <2.0 <0.50 0.74 58 59 <0.050 0.34 0.21 3.6 3.9 7.5 <0.050 256 40 23 92 20.8 ND <1 49 50 1.4 1.2E 0.2
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RW-207 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 68 45 31 20.5 -- -- -- -- 8.0 0.61E 0.6

RW-207 02/09/11 TO-14 170 <0.50 0.55 50 110 <0.050 0.61 0.12 4.8 5.8 11 <0.050 164 77 29 37 20.3 ND <1 31 69 6.7 0.40E 0.6

RW-207 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 68 28 32 20.3 -- -- -- -- 9.2 0.48E 0.6

RW-207 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-207 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-207 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 85 61 51 20.9 -- -- -- -- 0 --E 0.2

RW-207 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 -- 53 20.5 -- -- -- -- -- -- Water in line.E 0.6

RW-207 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 -- 111 20.5 -- -- -- -- -- -- Water in line.E 0.4

RW-207 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 22 21 20.8 -- -- -- -- 1.2 0.23E 0.3

RW-207 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 25 29 20.9 -- -- -- -- 0 0.23E 0

RW-207 07/07/11 TO-14 15 <0.50 <0.50 1.8 11 <0.050 <0.050 <0.050 0.40 0.40 0.80 <0.050 186 82 21 34 20.7 ND ND 14 86 1.4 0.23E 0.3

RW-207 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 20 21 20.7 -- -- -- -- 1.3 0.13E 0.4

RW-207 07/21/11 TO-14 11 <0.50 <0.50 0.97 9.8 <0.050 0.057 <0.050 0.21 0.30 0.51 <0.050 161 80 22 37 20.6 ND ND 9.0 91 1.8 0.22E 0.3

RW-207 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 18 11 20.7 -- -- -- -- 1.4 0.072E 0.2

RW-207 08/03/11 TO-14 12 <0.50 <0.50 1.0 10 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 82 23 10 20.9 ND ND 9.1 91 0 0.077E 0.4

RW-207 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 16 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-207 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 13 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-207 08/19/11 TO-14 2.4 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 91 25 23 20.9 ND ND ND 100 0 --E 0

RW-207 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 33 30 20.9 -- -- -- -- 0 0.45E 0

RW-207 08/31/11 TO-14 2.1 <0.50 <0.50 <0.50 2.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 78 34 8.8 20.7 ND ND ND 100 2.3 0.098E 0.4

RW-207 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-207 09/14/11 TO-14 4.7 <0.50 <0.50 <0.50 4.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 38 12 20.7 ND ND ND 100 2.0 0.11E 0.4

RW-207 09/21/11 TO-14 2.1 <0.50 <0.50 <0.50 3.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 74 42 11 20.9 ND ND ND 100 0 0.15E 0.6

RW-207 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 80 17 26 20.7 -- -- -- -- 1.1 0.14E 0.5

RW-207 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-207 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-207 10/20/11 TO-14 2.2 <0.50 <0.50 <0.50 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 70 37 5.2 20.5 ND ND ND 100 2.0 0.026E 0.5

RW-207 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 27 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --
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RW-207 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 43 4.5 20.7 -- -- -- -- -- --E 0.4

RW-207 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 18 4.4 20.7 ND ND ND ND 1.8 0.038E 0.4

RW-207 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 24 17 20.6 -- -- -- -- 3.1 0.17E 0.4

RW-207 11/16/11 TO-14 6.2 <0.50 <0.50 0.56 6.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 85 20 14 20.4 ND ND 7.6 92 3.0 0.085E 0.4

RW-207 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-207 11/30/11 TO-14 5.7 <0.50 <0.50 <0.50 4.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 21 5.4 20.5 ND ND ND 100 4.7 0.061E 0.4

RW-207 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 33 5.7 20.7 -- -- -- -- 2.1 0.057 Water in line.E 0.7

RW-207 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 45 6.0 20.9 -- -- -- -- 0 0.085 Water in line.E 0

RW-207 12/21/11 TO-14 7.5 <0.50 <0.50 3.5 5.6 <0.050 0.23 0.16 0.92 1.8 2.7 <0.050 156 63 21 2.8 20.5 ND ND 38 62 2.7 0.018E 0.8

RW-207 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-207 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-207 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 67 28 14 20.4 -- -- -- -- 1.3 0.035E 0.4

RW-207 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 25 12 20.9 -- -- -- -- 0 0.086E 0

RW-207 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-207 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 44 17 9.2 20.9 -- -- -- -- 0 --E 0

RW-207 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 16 9.8 20.9 -- -- -- -- 0 0.043E 0.2

RW-207 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 47 62 18 20.8 -- -- -- -- 2.0 0.34E 0.4

RW-207 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 32 1.8 20.8 -- -- -- -- 1.1 0.020E 0.4

RW-207 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 43 30 7.4 20.9 -- -- -- -- 0 0.068E 0.2

RW-207 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 20 3.5 20.9 -- -- -- -- 0 0.027E 0

RW-207 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 57 26 9.4 20.9 -- -- -- -- 0 0.15E 0

RW-207 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 31 6.2 20.9 -- -- -- -- 0 0.082E 0.3

RW-207 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 57 37 5.7 20.9 -- -- -- -- 0 0.068E 0.2

RW-207 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 32 3.5 20.9 -- -- -- -- 0 0.040E 0.4

RW-207 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 59 42 4.6 -- -- -- -- -- -- 0.058 Field readings not collected due to 

equipment malfunction.

E --

RW-207 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 60 33 2.8 20.9 -- -- -- -- 0 0.031E 0.1

RW-207 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 58 30 0.90 20.9 -- -- -- -- 0 0.0094E 0.2

RW-207 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 71 40 4.9 20.8 -- -- -- -- 0.87 0.041E 0.1
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RW-207 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 27 5.5 20.9 -- -- -- -- 0 0.049E 0.1

RW-207 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 26 2.7 20.9 -- -- -- -- 0 0.021E 0.0

RW-207 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 1.7 -- -- -- -- -- -- -- --V --

RW-207 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 3.6 -- -- -- -- -- -- -- --E --

RW-207 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 68 64 1.7 20.3 -- -- -- -- 10 0.028E 0.1

RW-207 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 15 0.60 20.8 -- -- -- -- 0.45 0.0026E 0.2

RW-207 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 20 0 20.9 -- -- -- -- 0 0E 0

RW-207 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 56 0 20.8 -- -- -- -- 2.1 0E 0.1

RW-207 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 16 0 20.4 -- -- -- -- 2.5 0E 0

RW-207 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-207 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 4.3 -- -- -- -- -- -- -- --E --

RW-207 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 22 0 20.9 -- -- -- -- 0 0E 0

RW-207 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 13 0 20.9 -- -- -- -- 0 0E 0

RW-207 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 11 1.1 20.8 -- -- -- -- 0.42 0.0045E 0.1

RW-207 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 39 0 20.9 -- -- -- -- 0 0E 0

RW-207 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 11 0 20.9 -- -- -- -- 0 0E 0

RW-207 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 48 1.3 20.5 -- -- -- -- 6.0 0.019E 0

RW-207 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-207 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 5.9 -- -- -- -- -- -- -- --V --

RW-207 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 5.5 -- -- -- -- -- -- -- --V --

RW-207 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 42 0 20.9 -- -- -- -- 0 0E 0.1

RW-207 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 13 1.5 20.9 -- -- -- -- 0 0.0058E 0.1

RW-207 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 13 10 20.9 -- -- -- -- 0 0.043E 0

RW-207 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 31 7.5 20.9 -- -- -- -- 0 0.077E 0

RW-207 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 14 0 20.9 -- -- -- -- 0 0E 0

RW-207 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 29 3.7 20.9 -- -- -- -- 0 0.034E 0.1

RW-207 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 30 0 20.9 -- -- -- -- 0 0E 0.1

RW-207 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 33 0.60 20.8 -- -- -- -- 0.94 0.0055E 0

RW-207 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 19 5.8 20.9 -- -- -- -- 0 0.034E 0.1

RW-207 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 20 34 0 20.9 -- -- -- -- 0 0E 0.1

RW-207 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 19 0 20.9 -- -- -- -- 0 0E 0.1
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RW-207 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 54 6.2 1.9 20.9 -- -- -- -- 0 0.0041E 0.1

RW-208 10/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 17 402 20.1 -- -- -- -- -- --E 1.4

RW-208 10/29/10 TO-14 170 <0.50 9.4 100 41 0.38 2.7 5.8 13 23 36 <0.050 -- -- -- -- -- ND 6.3 66 27 -- --E --

RW-208 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 103 -- 136 20.4 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0.6

RW-208 01/13/11 TO-14 94 <0.50 1.2 64 22 <0.050 0.58 0.27 6.9 9.1 16 <0.050 167 78 -- 2.0 20.3 ND 1.4 73 25 -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-208 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 39 -- 89 20.9 -- -- -- -- 0 -- Flow rate not meausred due to water in 

line.

E 0.4

RW-208 01/26/11 TO-14 <2.0 <0.50 3.5 120 38 <0.050 3.3 2.3 20 29 49 <0.050 256 36 -- 117 20.0 ND 2.2 74 24 -- --E 0.8

RW-208 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 80 -- 0 20.9 -- -- -- -- 0 --E 0.6

RW-208 02/09/11 TO-14 120 <0.50 2.0 72 41 <0.050 0.34 0.25 13 14 27 <0.050 164 76 48 21 20.6 ND 1.7 63 36 5.5 0.37E 0.2

RW-208 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 74 -- 71 20.4 -- -- -- -- -- -- Flow rate not recorded due to water in line.E 0.6

RW-208 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-208 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-208 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 84 26 30 20.9 -- -- -- -- 0 --E 0.1

RW-208 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 94 44 15 20.9 -- -- -- -- 0 0.26E 0.2

RW-208 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 18 11 20.8 -- -- -- -- 0.75 0.078E 0.4

RW-208 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 51 13 20.7 -- -- -- -- 5.5 0.34E 0.2

RW-208 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 34 5.5 20.7 -- -- -- -- 2.3 0.061E 0.2

RW-208 07/07/11 TO-14 19 <0.50 <0.50 4.0 13 <0.050 <0.050 <0.050 0.86 0.34 1.2 <0.050 186 81 21 34 20.5 ND ND 24 76 2.7 0.22E 0.3

RW-208 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 80 42 11 20.7 -- -- -- -- 2.8 0.16E 0.4

RW-208 07/21/11 TO-14 20 <0.50 <0.50 3.8 16 <0.050 <0.050 <0.050 0.81 0.30 1.1 <0.050 161 79 36 50 20.7 ND ND 19 81 2.0 0.49E 0.2

RW-208 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 78 37 16 20.9 -- -- -- -- 0 0.22E 0.1

RW-208 08/03/11 TO-14 17 <0.50 <0.50 3.8 8.5 <0.050 0.089 <0.050 0.43 0.11 0.54 <0.050 168 81 41 13 20.9 ND ND 31 69 0 0.18E 0.2

RW-208 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 16 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-208 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 57 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-208 08/19/11 TO-14 8.1 <0.50 <0.50 1.3 6.0 <0.050 <0.050 <0.050 0.25 0.057 0.31 <0.050 -- 91 49 12 20.9 ND ND 18 82 0 --E 0

RW-208 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 22 47 20.9 -- -- -- -- 0 0.48E 0

RW-208 08/31/11 TO-14 6.2 <0.50 <0.50 1.3 6.7 <0.050 <0.050 <0.050 0.17 <0.050 0.17 <0.050 167 77 27 0.50 20.9 ND ND 16 84 0 0.0044E 0
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RW-208 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-208 09/14/11 TO-14 5.4 <0.50 <0.50 0.56 4.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 47 1.2 20.9 ND ND 10 90 0 0.014E 0.2

RW-208 09/21/11 TO-14 5.9 <0.50 <0.50 0.52 5.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 73 59 6.0 20.9 ND ND 8.8 91 0 0.12E 0.4

RW-208 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 27 14 20.8 -- -- -- -- 0.89 0.12E 0.2

RW-208 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-208 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-208 10/20/11 TO-14 3.7 <0.50 <0.50 <0.50 3.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 38 1.4 20.8 ND ND ND 100 0.51 0.0070E 0.0

RW-208 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 34 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-208 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 31 1.1 20.9 -- -- -- -- 0 --E 0.2

RW-208 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 41 5.3 20.8 ND ND ND 100 2.0 0.10E 0.2

RW-208 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 57 41 21 20.4 -- -- -- -- 9.1 0.37E 0.5

RW-208 11/16/11 TO-14 10 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 28 -- 17 20.8 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-208 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-208 11/30/11 TO-14 9.2 <0.50 <0.50 <0.50 8.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 55 -- 6.2 20.7 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-208 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 62 63 15 20.9 -- -- -- -- 0 0.30 Water in line.E 0

RW-208 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 -- 5.8 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.2

RW-208 12/21/11 TO-14 16 <0.50 <0.50 <0.50 17 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 61 -- 1.2 20.7 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-208 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-208 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-208 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 63 61 6.8 20.7 -- -- -- -- 1.2 0.039E 0.1

RW-208 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 -- 12 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-208 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-208 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 49 3.5 20.7 -- -- -- -- -- --E 0.4
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RW-208 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 52 6.4 20.8 -- -- -- -- 1.5 0.093E 0.6

RW-208 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 47 46 9.7 20.8 -- -- -- -- 1.5 0.14E 0

RW-208 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 -- 0 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0.1

RW-208 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 34 58 3.1 20.9 -- -- -- -- 0 0.055E 0.1

RW-208 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 49 0 20.9 -- -- -- -- 0 0E 0

RW-208 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 17 24 55 20.9 -- -- -- -- 0 0.81 Water in line.E 0

RW-208 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 54 58 4.2 20.9 -- -- -- -- 0 0.11E 0.2

RW-208 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 20 40 1.4 20.9 -- -- -- -- 0 0.018E 0

RW-208 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 20 17 0.60 20.9 -- -- -- -- 0 0.0035E 0.3

RW-208 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 19 34 0.60 -- -- -- -- -- -- 0.0062 Field readings not collected due to 

equipment malfunction.

E --

RW-208 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 19 28 0 20.9 -- -- -- -- 0 0E 0

RW-208 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 19 25 0 20.9 -- -- -- -- 0 0E 0.2

RW-208 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 33 46 1.1 20.9 -- -- -- -- 0 0.011E 0

RW-208 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 21 31 3.1 20.9 -- -- -- -- 0 0.031E 0.1

RW-208 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 22 25 0.50 20.9 -- -- -- -- 0 0.0037E 0.1

RW-208 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 16 20 3.4 20.9 -- -- -- -- 0 0.028 Water in line.E 0.1

RW-208 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 33 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-208 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 12 -- -- -- -- -- -- -- --V --

RW-208 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 13 -- -- -- -- -- -- -- --E --

RW-208 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 12 -- -- -- -- -- -- -- --E --

RW-208 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 56 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-208 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 -- 0 20.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-208 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 61 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-208 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-208 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0
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RW-208 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 81 0 20.9 -- -- -- -- 0 0E 0

RW-208 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 60 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-208 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 51 12 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-208 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 62 0 20.9 -- -- -- -- 0 0E 0

RW-208 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 71 0 20.9 -- -- -- -- 0 0E 0

RW-208 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-208 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 54 0 20.9 -- -- -- -- 0 0E 0.1

RW-208 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 57 0 20.9 -- -- -- -- 0 0E 0.1

RW-208 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 25 -- -- -- -- -- -- -- --V --

RW-208 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 23 -- -- -- -- -- -- -- --V --

RW-208 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 18 -- -- -- -- -- -- -- --V --

RW-208 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 96 0 20.9 -- -- -- -- 0 0E 0

RW-208 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 73 0 20.9 -- -- -- -- 0 0E 0

RW-208 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 62 1.6 20.9 -- -- -- -- 0 0.032E 0

RW-208 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 69 0 20.9 -- -- -- -- 0 0E 0

RW-208 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 64 1.1 20.8 -- -- -- -- 1.8 0.019E 0

RW-208 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 80 0.80 20.9 -- -- -- -- 0 0.019E 0

RW-208 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 62 1.6 20.9 -- -- -- -- 0 0.023E 0

RW-208 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 8.8 2.7 20.9 -- -- -- -- 0 0.010E 0

RW-208 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-209 10/28/10 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 27 284 20.7 -- -- -- -- -- --E 0.5

RW-209 10/29/10 TO-14 44 <0.50 4.1 22 14 0.29 1.0 3.0 4.4 6.3 11 <0.050 -- -- -- -- -- ND 10 55 35 -- --E --

RW-209 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 107 39 141 20.4 -- -- -- -- 0.64 0.18 Unable to measure flow rate due to water in 

line.

E 0

RW-209 01/13/11 TO-14 97 <0.50 <0.50 14 74 <0.050 0.43 0.056 1.7 3.3 5.0 <0.050 167 67 -- 19 20.4 ND ND 16 84 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-209 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 37 -- 102 20.9 -- -- -- -- 0 -- Flow rate not meausred due to water in 

line.

E 0.4

RW-209 01/26/11 TO-14 <2.0 <0.50 1.7 54 22 <0.050 1.2 1.1 9.3 13 22 <0.050 256 42 30 123 20.5 ND 2.2 69 28 7.2 2.2E 0.6

RW-209 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 74 40 1.9 20.9 -- -- -- -- 0 0.033E 0.6

RW-209 02/09/11 TO-14 51 <0.50 0.65 24 20 <0.050 0.70 0.31 5.1 6.2 11 <0.050 164 67 -- 22 20.7 ND 1.5 54 45 -- --E 0.4

012014BRS Page 162 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-209 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 63 29 76 20.8 -- -- -- -- 1.6 1.1E 0.4

RW-209 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-209 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-209 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 83 56 26 20.9 -- -- -- -- 0 --E 0

RW-209 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 89 68 5.9 20.9 -- -- -- -- 0 0.16E 0

RW-209 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 91 23 16 20.9 -- -- -- -- 0 0.14E 0.1

RW-209 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 26 8.3 20.9 -- -- -- -- 0 0.11E 0

RW-209 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 85 25 12 20.9 -- -- -- -- 0 0.091E 0

RW-209 07/07/11 TO-14 26 <0.50 <0.50 0.61 24 <0.050 <0.050 <0.050 0.13 0.097 0.23 <0.050 186 81 34 21 20.7 ND ND 2.5 98 2.2 0.22E 0

RW-209 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 80 26 6.5 20.9 -- -- -- -- 0 0.056E 0

RW-209 07/21/11 TO-14 29 <0.50 <0.50 0.71 29 <0.050 <0.050 <0.050 0.23 0.18 0.41 <0.050 161 79 27 6.4 20.9 ND ND 2.4 98 0 0.047E 0

RW-209 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 77 24 5.7 20.9 -- -- -- -- 0 0.050E 0

RW-209 08/03/11 TO-14 24 <0.50 <0.50 <0.50 22 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 81 26 2.2 20.9 ND ND ND 100 0 0.019E 0.2

RW-209 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 75 25 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-209 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 36 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-209 08/19/11 TO-14 15 <0.50 <0.50 <0.50 16 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 90 22 2.6 20.9 ND ND ND 100 0 --E 0

RW-209 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 27 5.6 20.9 -- -- -- -- 0 0.070E 0

RW-209 08/31/11 TO-14 9.8 <0.50 <0.50 <0.50 12 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 77 35 0.70 20.9 ND ND ND 100 0 0.0079E 0

RW-209 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-209 09/14/11 TO-14 7.7 <0.50 <0.50 <0.50 8.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 77 44 1.6 20.9 ND ND ND 100 0 0.018E 0

RW-209 09/21/11 TO-14 9.4 <0.50 <0.50 0.57 13 <0.050 <0.050 <0.050 0.24 0.22 0.46 <0.050 168 73 49 8.6 20.9 ND ND 4.2 96 0 0.14E 0.2

RW-209 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 78 33 3.4 20.9 -- -- -- -- 0 0.036E 0.1

RW-209 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-209 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-209 10/20/11 TO-14 6.7 <0.50 <0.50 <0.50 7.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 68 41 0 20.9 ND ND ND 100 0 0E 0

RW-209 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 54 48 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-209 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 56 46 1.8 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-209 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 58 42 4.0 20.9 ND ND ND 100 0 0.080E 0
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RW-209 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 58 40 5.5 20.6 -- -- -- -- 5.3 0.094E 0.4

RW-209 11/16/11 TO-14 16 <0.50 <0.50 <0.50 19 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 34 -- 1.1 20.9 ND ND ND 100 0 -- Flow rate not measured due to water in 

line.

E 0

RW-209 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-209 11/30/11 TO-14 16 <0.50 <0.50 <0.50 18 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 56 46 1.3 20.9 ND ND ND 100 0 0.033E 0

RW-209 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 62 137 4.6 20.9 -- -- -- -- 0 0.20 Water in line.E 0

RW-209 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-209 12/21/11 TO-14 19 <0.50 <0.50 <0.50 16 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 60 -- 0 20.8 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-209 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 64 70 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-209 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-209 02/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 64 39 5.9 20.6 ND ND ND ND 1.1 0.021E 0

RW-209 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 66 41 2.1 20.9 -- -- -- -- 0 0.026E 0

RW-209 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-209 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 43 34 23 20.9 ND ND ND 100 0 --E 0.1

RW-209 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 34 1.8 20.9 -- -- -- -- 0 0.017E 0.3

RW-209 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 47 54 5.4 20.9 ND ND ND ND 0 0.093E 0

RW-209 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 37 131 0 20.9 -- -- -- -- 0 0E 0

RW-209 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.80 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 50 0 20.9 ND ND ND 100 0 0E 0

RW-209 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 37 52 0 20.9 -- -- -- -- 0 0E 0

RW-209 06/11/12 TO-14 3.8 <0.50 <0.50 0.66 2.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 48 5.0 20.9 ND ND 19 81 0 0.15E 0

RW-209 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 54 117 2.1 20.9 -- -- -- -- 0 0.10E 0.1

RW-209 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 55 71 0.60 20.9 ND ND ND ND 0 0.014E 0

RW-209 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 68 0 20.9 -- -- -- -- 0 0E 0

RW-209 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 56 68 0 -- ND ND ND ND -- 0 Field readings not collected due to 

equipment malfunction.

E --

RW-209 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 57 64 0 20.9 -- -- -- -- 0 0E 0

RW-209 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 55 64 0.40 20.9 -- -- -- -- 0 0.0088E 0
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RW-209 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 67 113 0.40 20.9 -- -- -- -- 0 0.0095E 0

RW-209 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 85 2.6 20.9 -- -- -- -- 0 0.072E 0

RW-209 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 68 0.10 20.9 -- -- -- -- 0 0.0020E 0

RW-209 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 49 55 3.2 20.9 -- -- -- -- 0 0.072E 0

RW-209 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 55 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-209 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 16 -- -- -- -- -- -- -- --V --

RW-209 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 18 -- -- -- -- -- -- -- --E --

RW-209 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 19 -- -- -- -- -- -- -- --E --

RW-209 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 53 103 0 20.7 -- -- -- -- 7.8 0E 0

RW-209 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 59 125 0 20.3 -- -- -- -- 23 0E 0

RW-209 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 58 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-209 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 -- 0.40 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-209 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 61 108 0 20.9 -- -- -- -- 0 0E 0

RW-209 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 110 0 20.9 -- -- -- -- 0 0E 0

RW-209 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 57 87 0 20.9 -- -- -- -- 0 0E 0

RW-209 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 49 90 0 20.9 -- -- -- -- 0 0E 0

RW-209 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 87 0 20.9 -- -- -- -- 0 0E 0

RW-209 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 47 88 0.20 20.9 -- -- -- -- 0 0.0054E 0

RW-209 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 44 -- 9.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-209 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 54 -- -- -- -- -- -- -- --V --

RW-209 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 54 -- -- -- -- -- -- -- --V --

RW-209 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 46 100 0 20.9 -- -- -- -- 0 0E 0

RW-209 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 46 94 3.7 20.9 -- -- -- -- 0 0.10E 0

RW-209 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 46 98 7.1 20.9 -- -- -- -- 0 0.23E 0

RW-209 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 46 142 0 20.9 -- -- -- -- 0 0E 0

RW-209 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 47 102 0 20.9 -- -- -- -- 0 0E 0

RW-209 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 92 2.0 20.9 -- -- -- -- 0 0.060E 0

RW-209 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 47 100 0 20.9 -- -- -- -- 0 0E 0

RW-209 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 48 92 0.80 20.9 -- -- -- -- 0 0.020E 0
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RW-209 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 48 119 2.2 20.9 -- -- -- -- 0 0.080E 0

RW-209 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 43 91 1.5 20.9 -- -- -- -- 0 0.031E 0

RW-209 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 43 10 1.2 20.9 -- -- -- -- 0 0.0051E 0

RW-209 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 46 111 0.60 20.9 -- -- -- -- 0 0.023E 0

RW-210 10/28/10 TO-14 92 <0.50 9.1 57 25 2.8 5.3 11 18 19 37 0.28 -- 58 7.0 1,033 13.5 ND 10.0 63 27 -- --E 6.0

RW-210 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 106 44 169 20.7 -- -- -- -- 0.29 0.24E 0

RW-210 01/13/11 TO-14 70 <0.50 <0.50 10 53 <0.050 0.69 0.21 2.0 3.5 5.5 <0.050 167 64 23 76 20.5 ND ND 16 84 3.6 0.66E 0.2

RW-210 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 39 22 130 20.5 -- -- -- -- 3.3 1.0E 0.4

RW-210 01/26/11 TO-14 <2.0 <0.50 <0.50 33 23 <0.050 0.86 0.25 4.2 7.3 12 <0.050 256 37 6.2 115 20.7 ND ND 59 41 0.74 0.42E 0.4

RW-210 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 73 25 4.5 20.9 -- -- -- -- 0 0.048E 0.4

RW-210 02/09/11 TO-14 60 <0.50 2.1 45 14 <0.050 2.6 0.93 9.1 15 24 <0.050 164 80 26 18 20.7 ND 3.4 74 23 2.0 0.18E 0.4

RW-210 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 76 19 60 20.7 -- -- -- -- 2.0 0.59E 0.4

RW-210 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-210 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-210 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 82 33 21 20.9 -- -- -- -- 0 --E 0.4

RW-210 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 86 12 8.3 20.8 -- -- -- -- 0.49 0.039E 0.2

RW-210 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 -- 20 20.9 -- -- -- -- 0 -- Water in line.E 0.1

RW-210 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 -- 54 20.9 -- -- -- -- 0 --E 0.2

RW-210 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 4.2 17 20.9 -- -- -- -- 0 0.024E 0

RW-210 07/07/11 TO-14 12 <0.50 <0.50 1.0 11 <0.050 0.10 0.053 0.35 0.54 0.89 <0.050 186 82 18 28 20.7 ND ND 8.3 92 1.2 0.16E 0

RW-210 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 17 -- -- -- -- -- -- -- --E --

RW-210 07/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 0.055 0.053 0.11 <0.050 161 80 29 0 20.8 ND ND ND 100 0.81 0E 0

RW-210 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 9.2 8.5 20.9 -- -- -- -- 0 0.029E 0

RW-210 08/03/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 82 8.1 4.3 20.9 ND ND ND 100 0 0.011E 0.2

RW-210 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 39 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-210 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 13 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-210 08/19/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 91 15 12 20.9 ND ND ND 100 0 --E 0

RW-210 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 15 15 20.9 -- -- -- -- 0 0.10E 0

RW-210 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.79 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 78 41 7.8 20.9 ND ND ND 100 0 0.10E 0

RW-210 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

012014BRS Page 166 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-210 09/14/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 42 1.8 20.9 ND ND ND 100 0 0.019E 0

RW-210 09/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 0.18 0.26 0.44 <0.050 168 74 37 0 20.9 ND ND ND 100 0 0E 0.3

RW-210 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 39 8.6 20.9 -- -- -- -- 0 0.11E 0.2

RW-210 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-210 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-210 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.52 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 70 40 0.90 20.9 ND ND ND 100 0 0.0048E 0.2

RW-210 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 25 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-210 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 32 2.5 20.9 -- -- -- -- 0 --E 0

RW-210 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 27 7.8 20.9 ND ND ND ND 0 0.099E 0

RW-210-

DUP

11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 27 7.8 20.9 ND ND ND ND 0 0.099E 0

RW-210 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 39 3.6 20.9 -- -- -- -- 0 0.060E 0

RW-210 11/16/11 TO-14 3.8 <0.50 <0.50 0.98 3.1 <0.050 <0.050 <0.050 0.18 0.26 0.44 <0.050 150 29 -- 1.5 20.9 ND ND 24 76 0 -- Flow rate not measured due to water in 

line.

E 0

RW-210 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-210 11/30/11 TO-14 2.1 <0.50 <0.50 0.54 1.1 <0.050 <0.050 <0.050 0.11 0.24 0.35 <0.050 320 57 -- 1.9 20.9 ND ND 33 67 0 -- Flow rate not measured due to water in 

line.

E 0

RW-210 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 63 88 0.70 20.9 -- -- -- -- 0 0.019 Water in line.E 0.2

RW-210 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 -- 2.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-210 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.87 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 60 -- 0 20.7 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-210 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-210 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-210 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 63 -- 12 20.7 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.1

RW-210 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 62 2.4 20.9 -- -- -- -- 0 0.044E 0

RW-210 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-210 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 42 45 1.4 20.9 -- -- -- -- 0 --E 0
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RW-210 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 26 5.6 20.9 -- -- -- -- 0 0.041E 0

RW-210 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 46 32 7.7 20.9 -- -- -- -- 0 0.077 Water in line.E 0.1

RW-210 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 41 77 0 20.9 -- -- -- -- 0 0E 0

RW-210 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 43 70 0 20.9 -- -- -- -- 0 0E 0

RW-210 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 39 34 0 20.9 -- -- -- -- 0 0E 0

RW-210 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 55 83 4.3 20.9 -- -- -- -- 0 0.22E 0

RW-210 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 54 65 0.60 20.9 -- -- -- -- 0 0.017E 0.3

RW-210 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 44 1.1 20.9 -- -- -- -- 0 0.016E 0

RW-210 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 38 0 20.9 -- -- -- -- 0 0E 0.2

RW-210 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 71 0.40 -- -- -- -- -- -- 0.0086 Field readings not collected due to 

equipment malfunction.

E --

RW-210 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 57 40 0 20.9 -- -- -- -- 0 0E 0

RW-210 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 56 50 2.3 20.9 -- -- -- -- 0 0.040E 0.6

RW-210 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 67 83 2.7 20.9 -- -- -- -- 0 0.047E 0

RW-210 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 67 5.3 20.9 -- -- -- -- 0 0.11E 0

RW-210 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 54 0.70 20.9 -- -- -- -- 0 0.011E 0

RW-210 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 53 7.4 20.9 -- -- -- -- 0 0.16E 0.1

RW-210 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 52 0 20.9 -- -- -- -- 0 0E 0

RW-210 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 6.2 -- -- -- -- -- -- -- --V --

RW-210 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 8.5 -- -- -- -- -- -- -- --E --

RW-210 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 7.0 -- -- -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E --

RW-210 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 57 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-210 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 -- 0 20.6 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-210 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 62 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-210 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 -- 1.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-210 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 9.6 -- -- -- -- -- -- -- --V --

RW-210 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 61 -- -- -- -- -- -- -- --V --

RW-210 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 17 -- -- -- -- -- -- -- --E --
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RW-210 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 64 0 20.9 -- -- -- -- 0 0E 0

RW-210 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 49 66 0 20.9 -- -- -- -- 0 0E 0

RW-210 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 49 73 2.5 20.7 -- -- -- -- 4.6 0.056E 0

RW-210 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 6.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-210 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 45 0 20.9 -- -- -- -- 0 0E 0

RW-210 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 45 0 20.9 -- -- -- -- 0 0E 0

RW-210 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 50 52 0 20.9 -- -- -- -- 0 0E 0

RW-210 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 50 62 2.3 20.9 -- -- -- -- 0 0.043E 0

RW-210 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 49 64 12 20.9 -- -- -- -- 0 0.26E 0

RW-210 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 73 0.10 20.9 -- -- -- -- 0 0.0024E 0

RW-210 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 69 0.20 20.9 -- -- -- -- 0 0.0041E 0

RW-210 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 51 3.6 20.9 -- -- -- -- 0 0.060E 0

RW-210 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 14 -- -- -- -- -- -- -- --V --

RW-210 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 17 -- -- -- -- -- -- -- --V --

RW-210 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 17 -- -- -- -- -- -- -- --V --

RW-210 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 45 72 1.1 20.9 -- -- -- -- 0 0.018E 0

RW-210 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 45 79 0.30 20.9 -- -- -- -- 0 0.010E 0

RW-210 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 47 84 2.7 20.9 -- -- -- -- 0 0.080E 0

RW-211 10/28/10 TO-14 160 0.54 22 130 28 0.54 0.47 2.7 33 56 89 0.41 -- 58 8.1 958 14.0 <1 12 72 16 -- --E 6.3

RW-211 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 105 -- 172 20.1 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 1.0

RW-211 01/13/11 TO-14 130 <0.50 <0.50 13 100 <0.050 0.45 0.23 2.5 4.1 6.6 <0.050 167 71 -- 40 20.9 ND ND 12 88 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-211 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 38 17 157 20.1 -- -- -- -- 4.9 0.93E 0.8

RW-211 01/26/11 TO-14 <2.0 <0.50 1.9 120 58 <0.050 4.2 1.3 18 32 50 0.052 256 36 12 160 19.7 ND 1.1 67 32 8.8 1.1E 1.2

RW-211 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 81 -- 1.6 20.3 -- -- -- -- -- --E 1.0

RW-211 02/09/11 TO-14 32 <0.50 <0.50 15 13 <0.050 0.56 0.19 2.3 3.9 6.2 <0.050 164 80 -- 17 20.1 ND ND 54 46 -- --E 1.2

RW-211 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 73 35 47 20.0 -- -- -- -- 17 0.87E 1.2

RW-211 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-211 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.SVE system restarted. 

Rebound/restart test concludes on 5/4.

E --
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RW-211 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 85 -- 19 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-211 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 94 -- 74 20.5 -- -- -- -- -- -- Water in line.E 0.6

RW-211 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 14 44 20.8 -- -- -- -- 0.56 0.23E 0.5

RW-211 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 29 107 20.8 -- -- -- -- 1.6 1.6E 0.4

RW-211 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 29 24 20.9 -- -- -- -- 0 0.22E 0

RW-211 07/07/11 TO-14 36 <0.50 <0.50 3.1 33 <0.050 0.38 0.23 1.2 2.0 3.2 <0.050 186 82 34 42 20.7 ND ND 8.6 91 2.2 0.45E 0.3

RW-211 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 10 8.7 20.7 -- -- -- -- 0.70 0.030E 0.4

RW-211 07/21/11 TO-14 24 <0.50 <0.50 <0.50 23 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 161 80 25 0 20.5 ND ND ND 100 2.9 0E 0.2

RW-211 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 10 7.3 20.8 -- -- -- -- 0.40 0.028E 0.1

RW-211 08/03/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.88 <0.050 <0.050 <0.050 0.14 0.25 0.39 <0.050 168 82 29 3.0 20.9 ND ND ND 100 0 0.028E 0.4

RW-211 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 9.8 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-211 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 16 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-211 08/19/11 TO-14 9.7 <0.50 <0.50 <0.50 10 <0.050 <0.050 <0.050 <0.050 0.092 0.092 <0.050 -- 91 26 20 20.7 ND ND ND 100 -- --E 0.4

RW-211 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 23 22 20.9 -- -- -- -- 0 0.23E 0

RW-211 08/31/11 TO-14 10 <0.50 <0.50 <0.50 12 <0.050 <0.050 <0.050 <0.050 0.079 0.079 <0.050 167 78 25 7.8 20.7 ND ND ND 100 1.7 0.063E 0.4

RW-211 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-211 09/14/11 TO-14 7.8 <0.50 <0.50 <0.50 8.2 <0.050 <0.050 <0.050 0.13 0.22 0.35 <0.050 91 78 30 0.50 20.9 ND ND ND 100 0 0.0038E 0.2

RW-211 09/21/11 TO-14 10 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 74 42 0 20.8 ND ND ND 100 1.4 0E 0.6

RW-211 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 37 14 20.7 -- -- -- -- 2.5 0.16E 0.4

RW-211 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-211 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-211 10/20/11 TO-14 8.3 <0.50 <0.50 <0.50 10 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 30 5.7 20.9 ND ND ND 100 0 0.023E 0.1

RW-211 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 25 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-211 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 23 2.9 20.8 -- -- -- -- -- --E 0.2

RW-211 11/01/11 TO-14 6.1 <0.50 <0.50 <0.50 6.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 24 8.6 20.7 ND ND ND 100 2.4 0.099E 0.4

RW-211 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 45 4.3 20.9 -- -- -- -- 0 0.082E 0

RW-211 11/16/11 TO-14 35 <0.50 <0.50 <0.50 30 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 37 -- 2.8 20.9 ND ND ND 100 0 -- Flow rate not measured due to water in 

line.

E 0.2
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RW-211 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-211 11/30/11 TO-14 35 <0.50 <0.50 <0.50 34 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 58 -- 3.9 20.8 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-211 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 63 79 0.80 20.9 -- -- -- -- 0 0.019 Water in line.E 0.4

RW-211 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 -- 2.5 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-211 12/21/11 TO-14 13 <0.50 <0.50 <0.50 14 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 62 -- 0 20.7 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-211 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-211 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-211 02/01/12 TO-14 2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 65 -- 21 20.3 ND ND ND 100 -- -- Flow rate not collected due to water in line.E 0.6

RW-211 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 4.2 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-211 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-211 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 43 46 0 20.5 ND ND ND ND -- --E 0.4

RW-211 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 22 6.6 20.8 -- -- -- -- 0.64 0.041E 0.4

RW-211 04/19/12 TO-14 4.4 <0.50 <0.50 1.8 1.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 41 27 11 20.5 ND ND 49 51 3.5 0.093E 0.4

RW-211 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 122 1.3 20.4 -- -- -- -- 22 0.056E 0.5

RW-211 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 44 88 0.80 20.7 ND ND ND ND 5.6 0.022E 0.5

RW-211 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 27 0 20.9 -- -- -- -- 0 0E 0

RW-211 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 28 6.2 20.9 ND ND ND 100 0 0.11E 0

RW-211 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 114 2.2 20.9 -- -- -- -- 0 0.11E 0.3

RW-211 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 56 37 1.4 20.4 ND ND ND ND 6.2 0.017E 0.4

RW-211 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 54 0 20.4 -- -- -- -- 9.8 0E 0.8

RW-211 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 57 39 0.90 -- ND ND ND ND -- 0.011 Field readings not collected due to 

equipment malfunction.

E --

RW-211 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 57 29 0 20.7 -- -- -- -- 2.0 0E 0.6

RW-211 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 56 37 1.1 20.1 -- -- -- -- 10 0.014E 0.6

RW-211 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 68 58 1.8 20.2 -- -- -- -- 8.8 0.022E 0.5

RW-211 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 53 3.3 20.5 -- -- -- -- 7.1 0.057E 0.5

012014BRS Page 171 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-211 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 65 49 0.10 20.9 -- -- -- -- 0 0.0015E 0.4

RW-211 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 6.3 -- -- -- -- -- -- -- --V --

RW-211 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 15 -- -- -- -- -- -- -- --E --

RW-211 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 64 52 1.8 20.5 -- -- -- -- 5.5 0.024E 0.2

RW-211 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 66 -- 3.7 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-211 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.2

RW-211 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 -- 0 19.3 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.5

RW-211 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 65 -- 0 19.1 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.5

RW-211 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 63 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-211 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 7.8 -- -- -- -- -- -- -- --E --

RW-211 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-211 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 58 0 20.3 -- -- -- -- 10 0E 0.2

RW-211 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 60 63 0.90 20.3 -- -- -- -- 14 0.020E 0.3

RW-211 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 6.2 -- -- -- -- -- -- -- --V --

RW-211 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 11 -- -- -- -- -- -- -- --E --

RW-211 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 11 -- -- -- -- -- -- -- --V --

RW-211 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 5.8 20.5 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.5

RW-211 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 33 0 20.5 -- -- -- -- 5.0 0E 0.5

RW-211 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 32 0 20.9 -- -- -- -- 0 0E 0.5

RW-211 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 40 0 19.6 -- -- -- -- 18 0E 0.6

RW-211 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 51 47 0.90 19.4 -- -- -- -- 22 0.013E 0.7

RW-211 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 51 51 12 19.8 -- -- -- -- 19 0.19E 0.5

RW-211 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 58 6.8 20.9 -- -- -- -- 0 0.13E 0

RW-211 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 47 0 20.4 -- -- -- -- 7.2 0E 0.4

RW-211 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 38 2.8 20.1 -- -- -- -- 10 0.035E 0.5

RW-211 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 51 58 0 20.9 -- -- -- -- 0 0E 0.3
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RW-211 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 51 0.20 20.4 -- -- -- -- 7.1 0.0028E 0.3

RW-211 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 57 5.1 20.6 -- -- -- -- 5.3 0.088E 0.3

RW-211 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 9.8 -- -- -- -- -- -- -- --V --

RW-211 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 6.0 -- -- -- -- -- -- -- --V --

RW-211 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 8.4 -- -- -- -- -- -- -- --V --

RW-212 10/28/10 TO-14 810 0.52 23 490 310 0.20 30 22 110 200 310 0.18 -- 57 27 1,641 19.8 <1 2.8 60 38 -- --E 2.2

RW-212 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 110 21 146 20.1 -- -- -- -- 0.55 0.097E 0.4

RW-212 01/13/11 TO-14 160 <0.50 3.1 110 41 <0.050 7.0 1.4 21 44 65 <0.050 167 73 38 151 20.4 ND 2.0 71 27 7.5 2.2E 0.3

RW-212 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 36 36 114 20.9 -- -- -- -- 0 1.5E 0.2

RW-212 01/26/11 TO-14 <2.0 <0.50 2.0 75 70 <0.050 0.90 0.75 7.0 10 17 <0.050 256 41 35 170 20.2 ND 1.4 51 48 14 3.4E 0.8

RW-212 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 77 27 41 20.6 -- -- -- -- 3.6 0.47E 0.8

RW-212 02/09/11 TO-14 270 <0.50 4.9 190 82 <0.050 14 2.0 53 110 163 <0.050 164 79 -- 20 20.7 ND 1.8 69 30 -- --E 0.6

RW-212 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 69 25 138 20.4 -- -- -- -- 6.8 1.8E 0.6

RW-212 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-212 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-212 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 78 54 20 20.9 -- -- -- -- 0 --E 0

RW-212 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 90 66 51 20.9 -- -- -- -- 0 1.3E 0.2

RW-212 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 88 65 64 20.9 -- -- -- -- 0 1.7E 0.2

RW-212 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 79 83 89 20.7 -- -- -- -- 9.0 3.9E 0.2

RW-212 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 79 74 324 20.8 -- -- -- -- 2.5 7.8E 0.1

RW-212 07/07/11 TO-14 15 <0.50 <0.50 6.1 7.0 <0.050 0.45 <0.050 3.7 4.3 8.0 <0.050 186 75 90 29 20.8 ND ND 47 53 2.9 0.81E 0.2

RW-212 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 75 61 23 20.8 -- -- -- -- 2.1 0.45E 0.2

RW-212 07/21/11 TO-14 14 <0.50 <0.50 4.4 7.1 <0.050 0.30 <0.050 2.6 2.8 5.4 <0.050 161 74 60 43 20.8 ND ND 38 62 1.7 0.70E 0

RW-212 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 73 54 16 20.9 -- -- -- -- 0 0.33E 0

RW-212 08/03/11 TO-14 13 <0.50 <0.50 4.6 7.6 <0.050 0.13 <0.050 1.7 1.5 3.2 <0.050 168 39 34 11 20.9 ND ND 38 62 0 0.12E 0.1

RW-212 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 48 38 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-212 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 49 60 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-212 08/19/11 TO-14 6.4 <0.50 <0.50 1.8 4.1 <0.050 0.051 <0.050 0.84 0.62 1.5 <0.050 -- 33 25 15 20.9 ND ND 31 69 0 --E 0

RW-212 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 45 42 31 20.9 -- -- -- -- 0 0.61E 0

RW-212 08/31/11 TO-14 5.7 <0.50 <0.50 2.0 3.7 <0.050 <0.050 <0.050 0.65 0.40 1.1 <0.050 167 44 48 8.5 20.9 ND ND 35 65 0 0.13E 0
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RW-212 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-212 09/14/11 TO-14 120 <0.50 <0.50 <0.50 110 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 35 28 4.3 20.9 ND ND ND 100 0 0.030E 0.2

RW-212 09/21/11 TO-14 5.1 <0.50 <0.50 0.95 4.2 <0.050 <0.050 <0.050 0.22 0.11 0.33 <0.050 168 41 60 8.1 20.9 ND ND 18 82 0 0.16E 0.3

RW-212 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 29 25 12 20.8 -- -- -- -- 0.85 0.095E 0.2

RW-212 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-212 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-212 10/20/11 TO-14 4.3 <0.50 <0.50 0.75 3.6 <0.050 <0.050 <0.050 0.078 <0.050 0.078 <0.050 68 67 25 1.6 20.8 ND ND 17 83 0.35 0.0054 Water in line.E 0.0

RW-212 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 54 38 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-212 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 55 141 7.7 20.9 -- -- -- -- 0 -- Water in line.E 0.1

RW-212 11/01/11 TO-14 2.5 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 0.061 <0.050 0.061 <0.050 140 57 80 13 20.9 ND ND ND 100 0 0.48E 0.1

RW-212 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 58 -- 17 20.8 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.1

RW-212 11/16/11 TO-14 8.4 <0.50 <0.50 2.2 5.3 <0.050 <0.050 <0.050 0.12 0.060 0.18 <0.050 150 80 68 13 20.8 ND ND 29 71 2.0 0.26E 0.2

RW-212 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-212 11/30/11 TO-14 11 <0.50 <0.50 0.90 9.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 55 45 3.1 20.7 ND ND 8.7 91 5.0 0.075 Water in line.E 0.2

RW-212 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 59 -- 2.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-212 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 61 -- 0.90 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-212 12/21/11 TO-14 6.2 <0.50 <0.50 <0.50 6.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 59 36 0 20.7 ND ND ND 100 2.2 0E 0.4

RW-212 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 26 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-212 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-212 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 63 32 12 20.4 -- -- -- -- 1.5 0.036E 0.2

RW-212 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 51 6.7 20.9 -- -- -- -- 0 0.10E 0

RW-212 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-212 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 22 6.5 20.9 -- -- -- -- 0 --E 0

RW-212 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 21 6.0 20.7 -- -- -- -- 1.2 0.036E 0.5
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RW-212 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 46 28 11 20.9 -- -- -- -- 0 0.096E 0.1

RW-212 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 101 8.1 20.9 -- -- -- -- 0 0.29E 0

RW-212 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 17 31 10 20.9 -- -- -- -- 0 0.096E 0.2

RW-212 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 16 16 3.5 20.9 -- -- -- -- 0 0.021 Water in line.E 0

RW-212 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 50 47 12 20.9 -- -- -- -- 0 0.34E 0

RW-212 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 30 45 6.2 20.9 -- -- -- -- 0 0.12E 0.2

RW-212 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 15 29 2.5 20.9 -- -- -- -- 0 0.024E 0

RW-212 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 15 23 2.0 20.9 -- -- -- -- 0 0.016E 0.2

RW-212 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 15 25 0.90 -- -- -- -- -- -- 0.0069 Field readings not collected due to 

equipment malfunction.

E --

RW-212 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 15 21 0 20.9 -- -- -- -- 0 0E 0

RW-212 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 30 48 2.6 20.9 -- -- -- -- 0 0.043E 0.1

RW-212 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 21 -- -- -- -- -- -- -- --V --

RW-212 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 26 -- -- -- -- -- -- -- --V --

RW-212 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 32 -- -- -- -- -- -- -- --V --

RW-212 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 43 99 4.0 20.9 -- -- -- -- 0 0.16E 0.1

RW-212 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 23 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-212 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 52 99 2.1 20.7 -- -- -- -- 5.2 0.053E 0

RW-212 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 60 81 0.10 20.9 -- -- -- -- 0 0.0024E 0

RW-212 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 59 89 0 20.9 -- -- -- -- 0 0E 0.1

RW-212 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 26 -- -- -- -- -- -- -- --V --

RW-212 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 36 -- -- -- -- -- -- -- --E --

RW-212 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 40 -- -- -- -- -- -- -- --E --

RW-212 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 151 3.1 20.9 -- -- -- -- 0 0.14E 0

RW-212 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 60 98 0.40 20.9 -- -- -- -- 0 0.013E 0

RW-212 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 116 7.4 20.5 -- -- -- -- 14 0.24E 0

RW-212 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 57 85 0 20.9 -- -- -- -- 0 0E 0

RW-212 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 48 92 0 20.9 -- -- -- -- 0 0E 0

RW-212 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 73 0 20.9 -- -- -- -- 0 0E 0

RW-212 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 47 80 5.5 20.9 -- -- -- -- 0 0.13E 0

RW-212 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 44 -- 9.4 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1
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RW-212 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 45 65 0 20.9 -- -- -- -- 0 0E 0

RW-212 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 46 64 0 20.9 -- -- -- -- 0 0E 0

RW-212 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 49 72 0 20.9 -- -- -- -- 0 0E 0

RW-212 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 49 69 3.0 20.9 -- -- -- -- 0 0.062E 0

RW-212 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 48 71 13 20.9 -- -- -- -- 0 0.29E 0

RW-212 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 44 -- -- -- -- -- -- -- --V --

RW-212 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 39 -- -- -- -- -- -- -- --V --

RW-212 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 45 -- -- -- -- -- -- -- --V --

RW-212 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 45 97 0.20 20.9 -- -- -- -- 0 0.0063E 0

RW-212 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 47 92 1.1 20.8 -- -- -- -- 2.6 0.028E 0

RW-212 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 48 106 9.9 20.9 -- -- -- -- 0 0.32E 0

RW-212 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 43 87 3.2 20.9 -- -- -- -- 0 0.064E 0

RW-212 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 44 90 2.1 20.9 -- -- -- -- 0 0.081E 0

RW-212 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 46 100 5.1 20.9 -- -- -- -- 0 0.18E 0

RW-213 10/28/10 TO-14 140 <0.50 8.8 100 26 <0.050 2.2 0.68 23 20 43 <0.050 -- 57 12 624 20.1 ND 6.5 74 19 -- --E 1.3

RW-213 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 108 -- 158 20.4 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-213 01/13/11 TO-14 78 <0.50 3.5 51 28 <0.050 1.7 0.88 12 10 22 <0.050 167 74 -- 25 20.5 ND 4.2 62 34 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-213 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 37 -- 96 20.9 -- -- -- -- 0 -- Flow rate not meausred due to water in 

line.

E 0.3

RW-213 01/26/11 TO-14 <2.0 <0.50 1.6 53 22 <0.050 2.1 1.2 9.5 16 26 <0.050 256 35 -- 141 20.2 ND 2.1 69 29 -- --E 0.6

RW-213 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 74 -- 34 20.9 -- -- -- -- 0 --E 0.6

RW-213 02/09/11 TO-14 200 <0.50 9.2 110 31 0.075 4.3 2.5 34 34 68 <0.050 164 80 -- 21 20.7 ND 6.1 73 21 -- --E 0.4

RW-213 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 70 -- 98 20.6 -- -- -- -- -- -- Flow rate not recorded due to water in line.E 0.4

RW-213 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-213 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-213 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 84 51 26 20.9 -- -- -- -- 0 --E 0

RW-213 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 31 29 20.8 -- -- -- -- 1.3 0.35E 0.4

RW-213 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 89 22 45 20.8 -- -- -- -- 0.91 0.39E 0.1

RW-213 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 15 21 20.9 -- -- -- -- 0 0.17E 0.2

RW-213 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 36 22 20.9 -- -- -- -- 0 0.25E 0
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RW-213 07/07/11 TO-14 17 <0.50 <0.50 6.4 8.2 <0.050 0.19 <0.050 3.2 2.6 5.8 <0.050 186 82 14 30 20.7 ND ND 44 56 0.91 0.13E 0.1

RW-213 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 13 17 20.8 -- -- -- -- 0.44 0.073E 0.2

RW-213 07/21/11 TO-14 14 <0.50 <0.50 6.6 5.2 <0.050 0.18 <0.050 3.0 2.4 5.4 <0.050 161 80 23 43 20.8 ND ND 56 44 0.66 0.27E 0

RW-213 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 78 9.5 23 20.9 -- -- -- -- 0 0.083E 0

RW-213 08/03/11 TO-14 15 <0.50 <0.50 5.9 9.2 <0.050 0.087 <0.050 1.7 1.2 2.9 <0.050 168 82 41 22 20.9 ND ND 39 61 0 0.30E 0.1

RW-213 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 13 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-213 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 21 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-213 08/19/11 TO-14 6.3 <0.50 <0.50 2.6 3.3 <0.050 <0.050 <0.050 0.90 0.67 1.6 <0.050 -- 91 21 13 20.9 ND ND 44 56 0 --E 0

RW-213 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 26 36 20.9 -- -- -- -- 0 0.44E 0

RW-213 08/31/11 TO-14 7.3 <0.50 <0.50 2.9 4.4 <0.050 <0.050 <0.050 0.72 0.57 1.3 <0.050 167 77 38 7.7 20.8 ND ND 40 60 1.3 0.095E 0.2

RW-213 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-213 09/14/11 TO-14 5.7 <0.50 <0.50 2.7 2.7 <0.050 <0.050 <0.050 0.69 0.49 1.2 <0.050 91 78 45 2.3 20.9 ND ND 50 50 0 0.026E 0.1

RW-213 09/21/11 TO-14 8.5 <0.50 <0.50 2.4 6.1 <0.050 <0.050 <0.050 1.0 0.70 1.7 <0.050 168 73 52 12 20.9 ND ND 28 72 0 0.21E 0.4

RW-213 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 78 28 23 20.9 -- -- -- -- 0 0.20E 0.3

RW-213 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-213 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-213 10/20/11 TO-14 4.7 <0.50 <0.50 2.7 2.4 <0.050 <0.050 <0.050 1.2 0.97 2.2 <0.050 68 65 32 8.6 20.8 ND ND 53 47 0.43 0.036E 0.0

RW-213 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 25 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-213 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 35 8.5 20.8 -- -- -- -- -- -- Water in line.E 0.2

RW-213 11/01/11 TO-14 2.2 <0.50 <0.50 0.91 1.2 <0.050 <0.050 <0.050 0.41 0.35 0.76 <0.050 140 58 34 15 20.9 ND ND 43 57 0 0.24E 0.2

RW-213 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 59 38 35 20.5 -- -- -- -- 6.6 0.56E 0.5

RW-213 11/16/11 TO-14 5.9 <0.50 <0.50 2.3 4.9 <0.050 <0.050 <0.050 0.15 0.071 0.22 <0.050 150 31 45 21 20.7 ND ND 32 68 2.7 0.27E 0.2

RW-213 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-213 11/30/11 TO-14 11 <0.50 <0.50 4.2 8.2 <0.050 <0.050 <0.050 0.32 0.098 0.42 <0.050 320 57 -- 11 20.7 ND ND 34 66 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-213 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 -- 17 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.2
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RW-213 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 -- 11 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-213 12/21/11 TO-14 11 <0.50 <0.50 2.0 8.5 <0.050 <0.050 <0.050 0.16 0.077 0.24 <0.050 156 62 30 2.9 20.7 ND ND 19 81 1.9 0.027E 0.4

RW-213 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-213 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-213 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 65 -- 13 20.5 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.4

RW-213 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 66 -- 21 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-213 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-213 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 44 17 8.3 20.9 -- -- -- -- 0 --E 0

RW-213 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 35 17 13 20.9 -- -- -- -- 0 0.062E 0.4

RW-213 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 43 31 20 20.9 -- -- -- -- 0 0.20E 0.1

RW-213 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 -- 13 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0.1

RW-213 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 19 70 14 20.9 -- -- -- -- 0 0.30E 0.2

RW-213 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 19 17 0 20.9 -- -- -- -- 0 0E 0

RW-213 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 54 37 14 20.9 -- -- -- -- 0 0.31E 0

RW-213 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 64 6.6 20.9 -- -- -- -- 0 0.18E 0.2

RW-213 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 36 4.2 20.9 -- -- -- -- 0 0.049E 0

RW-213 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 33 3.1 20.9 -- -- -- -- 0 0.036E 0.2

RW-213 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 17 20 2.7 -- -- -- -- -- -- 0.016 Field readings not collected due to 

equipment malfunction.

E --

RW-213 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 27 46 2.2 20.9 -- -- -- -- 0 0.034E 0

RW-213 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 22 22 2.5 20.9 -- -- -- -- 0 0.019E 0.2

RW-213 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 27 27 2.6 20.9 -- -- -- -- 0 0.015E 0

RW-213 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 25 36 4.8 20.9 -- -- -- -- 0 0.057E 0.2

RW-213 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 25 35 1.5 20.9 -- -- -- -- 0 0.016E 0

RW-213 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 22 -- -- -- -- -- -- -- --V --

RW-213 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 37 -- -- -- -- -- -- -- --E --

RW-213 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 56 101 2.7 20.8 -- -- -- -- 2.7 0.070E 0
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RW-213 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 18 -- 0.70 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

V 0

RW-213 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 57 91 0.40 20.9 -- -- -- -- 0 0.012V 0

RW-213 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 52 112 0 20.9 -- -- -- -- 0 0E 0

RW-213 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 57 123 0 20.5 -- -- -- -- 15 0E 0

RW-213 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 57 87 0 20.9 -- -- -- -- 0 0E 0

RW-213 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 52 -- -- -- -- -- -- -- --E --

RW-213 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 57 133 0 20.9 -- -- -- -- 0 0E 0

RW-213 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 55 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-213 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 55 97 0 20.9 -- -- -- -- 0 0E 0

RW-213 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 42 -- -- -- -- -- -- -- --V --

RW-213 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 57 -- -- -- -- -- -- -- --V --

RW-213 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 53 -- -- -- -- -- -- -- --V --

RW-213 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 40 -- 9.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-213 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 41 78 0 20.9 -- -- -- -- 0 0E 0

RW-213 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 42 73 0.20 20.9 -- -- -- -- 0 0.0072E 0.1

RW-213 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 45 86 0 20.9 -- -- -- -- 0 0E 0

RW-213 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 45 90 3.9 20.9 -- -- -- -- 0 0.11E 0.1

RW-213 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 45 100 8.0 20.9 -- -- -- -- 0 0.26E 0

RW-213 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 45 112 0 20.9 -- -- -- -- 0 0E 0

RW-213 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 46 92 0 20.9 -- -- -- -- 0 0E 0

RW-213 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 46 25 2.1 20.9 -- -- -- -- 0 0.017E 0

RW-213 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 46 92 0 20.9 -- -- -- -- 0 0E 0

RW-213 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 48 82 1.5 20.9 -- -- -- -- 0 0.034E 0

RW-213 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 48 91 3.0 20.9 -- -- -- -- 0 0.083E 0

RW-213 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 46 -- -- -- -- -- -- -- --V --

RW-213 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 40 -- -- -- -- -- -- -- --V --

RW-213 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 49 -- -- -- -- -- -- -- --V --

RW-214 10/28/10 TO-14 170 <0.50 5.4 160 7.3 <0.050 1.6 0.20 56 82 138 <0.050 -- 57 26 1,319 19.6 ND 3.1 93 4.2 -- --E 0.8

RW-214 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 107 25 222 20.5 -- -- -- -- 0.33 0.18E 0

RW-214 01/13/11 TO-14 140 <0.50 <0.50 67 5.1 <0.050 0.22 0.058 14 15 29 <0.050 167 73 37 78 20.4 ND ND 93 7.1 7.2 1.1E 0.2
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RW-214 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 39 25 26 20.5 -- -- -- -- 3.8 0.24E 0.6

RW-214 01/26/11 TO-14 <2.0 <0.50 <0.50 160 65 <0.050 0.28 <0.050 23 32 55 <0.050 256 35 27 81 20.6 ND ND 71 29 4.9 1.3E 0.4

RW-214 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 78 19 61 10.8 -- -- -- -- 83 0.48E 0.2

RW-214 02/09/11 TO-14 190 <0.50 <0.50 120 38 <0.050 0.33 <0.050 22 24 46 <0.050 164 79 23 48 20.7 ND ND 76 24 1.8 0.41E 0.4

RW-214-

DUP

02/09/11 TO-14 780 <0.50 <0.50 410 330 <0.050 0.35 <0.050 82 77 159 <0.050 164 79 23 48 20.7 ND ND 76 45 1.8 0.41E 0.4

RW-214 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 68 21 70 20.6 -- -- -- -- 3.3 0.75E 0.2

RW-214 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-214 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-214 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 70 30 70 20.8 -- -- -- -- -- --E 0

RW-214 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 92 30 49 20.7 -- -- -- -- 2.5 0.59E 0.4

RW-214 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 31 33 20.9 -- -- -- -- 0 0.40E 0.1

RW-214 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 49 32 20.9 -- -- -- -- 0 0.81E 0.2

RW-214 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 82 -- 14 20.9 -- -- -- -- 0 --E 0

RW-214 07/07/11 TO-14 13 <0.50 <0.50 3.4 7.2 <0.050 <0.050 <0.050 0.80 0.34 1.1 <0.050 186 78 -- 30 20.4 ND ND 32 68 -- -- waterE 0.2

RW-214 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 76 -- 11 20.8 -- -- -- -- -- --E 0.2

RW-214 07/21/11 TO-14 7.5 <0.50 <0.50 2.0 4.9 <0.050 <0.050 <0.050 0.40 0.14 0.54 <0.050 161 75 -- 52 20.8 ND ND 29 71 -- --E 0

RW-214 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 74 -- 20 20.9 -- -- -- -- 0 --E 0

RW-214 08/03/11 TO-14 4.9 <0.50 <0.50 1.7 3.0 <0.050 <0.050 <0.050 0.21 0.058 0.27 <0.050 168 77 -- 12 20.9 ND ND 36 64 0 --E 0.2

RW-214 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 73 -- -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication. Flow rate not 

measured due to water in line.

E --

RW-214 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 76 -- -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-214 08/19/11 TO-14 3.2 <0.50 <0.50 1.2 1.8 <0.050 <0.050 <0.050 0.050 <0.050 0.050 <0.050 -- 87 68 16 20.9 ND ND 40 60 0 --E 0

RW-214 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 38 35 20.9 -- -- -- -- 0 0.61E 0

RW-214 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.71 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 77 21 12 20.9 ND ND ND 100 0 0.078E 0

RW-214 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-214 09/14/11 TO-14 2.1 <0.50 <0.50 0.53 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 39 8.9 20.8 ND ND 26 74 1.0 0.087E 0.2

RW-214-

DUP

09/14/11 TO-14 <2.0 <0.50 <0.50 0.62 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 39 8.9 20.8 ND ND 36 74 1.0 0.087E 0.2

RW-214 09/21/11 TO-14 2.2 <0.50 <0.50 0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 74 49 0 20.9 ND ND 24 76 0 0E 0.4

RW-214 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 36 17 20.9 -- -- -- -- 0 0.20E 0.2
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RW-214 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-214 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-214 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.92 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 43 2.3 20.7 ND ND ND 100 1.2 0.013E 0.1

RW-214-

DUP

10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 43 2.3 20.7 ND ND ND 100 1.2 0.013E 0.1

RW-214 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 54 31 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-214 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 56 35 4.3 20.9 -- -- -- -- 0 --E 0.2

RW-214 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 58 33 9.2 20.9 ND ND ND ND 0 0.15E 0.2

RW-214 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 49 42 14 20.9 -- -- -- -- 0 0.26E 0

RW-214 11/16/11 TO-14 2.9 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 27 -- 8.3 20.9 ND ND ND 100 0 -- Flow rate not measured due to water in 

line.

E 0

RW-214 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-214 11/30/11 TO-14 2.5 <0.50 <0.50 <0.50 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 56 -- 5.0 20.8 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0

RW-214 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 62 116 4.4 20.9 -- -- -- -- 0 0.16 Water in line.E 0.4

RW-214 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 59 6.8 20.9 -- -- -- -- 0 0.13 Water in line.E 0

RW-214 12/21/11 TO-14 3.0 <0.50 <0.50 <0.50 2.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 60 57 2.2 20.8 ND ND ND 100 1.8 0.038E 0.4

RW-214 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 42 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-214 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-214 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 64 -- 11 20.6 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-214 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 46 5.8 20.9 -- -- -- -- 0 0.080E 0

RW-214 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-214 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 32 7.0 20.9 -- -- -- -- 0 --E 0

RW-214 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 26 10 20.9 -- -- -- -- 0 0.074E 0

RW-214 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 46 29 10 20.9 -- -- -- -- 0 0.093E 0

RW-214 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 42 105 0 20.9 -- -- -- -- 0 0E 0

RW-214 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 12 23 1.5 20.9 -- -- -- -- 0 0.011E 0

RW-214 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 13 21 0 20.9 -- -- -- -- 0 0E 0
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RW-214 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 17 9.9 4.3 20.9 -- -- -- -- 0 0.027E 0

RW-214 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 34 84 1.3 20.3 -- -- -- -- 22 0.047E 0.3

RW-214 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 17 16 1.4 20.9 -- -- -- -- 0 0.0072E 0

RW-214 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 35 40 0.10 20.9 -- -- -- -- 0 0.0014E 0.2

RW-214 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 31 34 0.90 -- -- -- -- -- -- 0.0094 Field readings not collected due to 

equipment malfunction.

E --

RW-214 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 32 55 0 20.9 -- -- -- -- 0 0E 0

RW-214 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 15 12 0 20.9 -- -- -- -- 0 0E 0.1

RW-214 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 9.7 -- -- -- -- -- -- -- --V --

RW-214 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 11 -- -- -- -- -- -- -- --V --

RW-214 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 12 -- -- -- -- -- -- -- --V --

RW-214 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 49 56 6.4 20.9 -- -- -- -- 0 0.15E 0.1

RW-214 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-214 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 64 70 2.4 20.5 -- -- -- -- 7.4 0.043E 0

RW-214 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 59 0.20 20.9 -- -- -- -- 0 0.0035E 0

RW-214 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 64 71 0.70 20.9 -- -- -- -- 0 0.016E 0

RW-214 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 8.4 -- -- -- -- -- -- -- --V --

RW-214 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 12 -- -- -- -- -- -- -- --E --

RW-214 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 11 -- -- -- -- -- -- -- --E --

RW-214 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 -- 1.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-214 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 -- 0.80 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-214 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 60 76 0 20.9 -- -- -- -- 0 0E 0

RW-214 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 50 97 3.6 20.8 -- -- -- -- 3.6 0.13E 0

RW-214 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 62 0 20.9 -- -- -- -- 0 0E 0

RW-214 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 53 0 20.9 -- -- -- -- 0 0E 0

RW-214 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 64 2.4 20.7 -- -- -- -- 4.0 0.047E 0

RW-214 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 5.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-214 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 53 0 20.9 -- -- -- -- 0 0E 0

RW-214 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 48 0.70 20.9 -- -- -- -- 0 0.017E 0
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RW-214 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 56 0 20.8 -- -- -- -- 1.9 0E 0

RW-214 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 51 58 1.1 20.9 -- -- -- -- 0 0.019E 0

RW-214 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 50 63 12 20.9 -- -- -- -- 0 0.25E 0

RW-214 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 15 -- -- -- -- -- -- -- --V --

RW-214 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 19 -- -- -- -- -- -- -- --V --

RW-214 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 18 -- -- -- -- -- -- -- --V --

RW-214 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 66 0 20.9 -- -- -- -- 0 0E 0

RW-214 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 60 1.5 20.9 -- -- -- -- 0 0.024E 0.1

RW-214 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 70 5.9 20.9 -- -- -- -- 0 0.13E 0

RW-214 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 57 1.3 20.9 -- -- -- -- 0 0.017E 0

RW-214 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 48 57 0.20 20.9 -- -- -- -- 0 0.0049E 0

RW-214 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 61 3.7 20.9 -- -- -- -- 0 0.079E 0

RW-215 10/28/10 TO-14 700 <0.50 7.1 170 510 0.20 5.2 3.9 29 32 61 <0.050 -- 58 6.8 1,781 18.6 ND 1.0 25 74 -- --E 2.0

RW-215 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 107 39 176 20.4 -- -- -- -- 0.65 0.22E 0.2

RW-215 01/13/11 TO-14 300 <0.50 1.8 120 220 <0.050 2.4 0.58 13 16 29 <0.050 167 78 27 86 20.7 ND <1 35 64 2.1 0.88E 0.3

RW-215 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 36 19 39 20.4 -- -- -- -- 3.5 0.26E 0.4

RW-215 01/26/11 TO-14 <2.0 <0.50 3.0 140 100 <0.050 0.17 <0.050 26 15 41 <0.050 256 38 7.0 98 20.4 ND 1.2 58 41 2.1 0.40E 0.6

RW-215 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 69 23 41 20.3 -- -- -- -- 6.1 0.41E 0.4

RW-215 02/09/11 TO-14 340 <0.50 2.6 150 160 <0.050 2.3 0.43 27 26 53 <0.050 164 77 33 45 20.5 ND <1 48 51 5.1 0.55E 0.6

RW-215 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 71 23 49 20.4 -- -- -- -- 6.2 0.59E 0.4

RW-215 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-215 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-215 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 78 46 49 20.9 -- -- -- -- 0 --E 0.3

RW-215 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 96 36 51 20.8 -- -- -- -- 1.5 0.72E 0.4

RW-215 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 92 11 54 20.7 -- -- -- -- 0.87 0.23E 0.3

RW-215 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 13 41 20.8 -- -- -- -- 0.71 0.29E 0.4

RW-215 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 12 23 20.9 -- -- -- -- 0 0.086E 0.2

RW-215 07/07/11 TO-14 27 <0.50 <0.50 2.9 24 <0.050 <0.050 <0.050 0.60 0.20 0.80 <0.050 186 82 10 43 20.3 ND ND 11 89 2.0 0.13E 0.3

RW-215 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 9.4 19 20.7 -- -- -- -- 0.64 0.060E 0.4

RW-215 07/21/11 TO-14 28 <0.50 <0.50 3.1 23 <0.050 0.16 0.082 0.77 0.89 1.7 <0.050 161 80 28 62 20.7 ND ND 12 88 1.6 0.47E 0.2

RW-215 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 24 18 20.8 -- -- -- -- 0.94 0.17E 0.2

RW-215 08/03/11 TO-14 37 <0.50 <0.50 2.8 17 <0.050 <0.050 <0.050 0.14 <0.050 0.14 <0.050 168 82 31 31 20.9 ND ND 14 86 0 0.31E 0.4
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RW-215 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 8.4 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-215 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 13 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-215 08/19/11 TO-14 8.8 <0.50 <0.50 0.81 8.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 91 24 34 20.7 ND ND 8.6 91 -- --E 0.2

RW-215 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 34 57 20.9 -- -- -- -- 0 0.88E 0

RW-215 08/31/11 TO-14 6.6 <0.50 <0.50 <0.50 8.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 77 51 17 20.7 ND ND ND 100 3.4 0.28E 0.2

RW-215 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-215 09/14/11 TO-14 7.1 <0.50 <0.50 0.61 8.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 60 13 20.8 ND ND 6.8 93 1.5 0.19E 0.2

RW-215 09/21/11 TO-14 7.2 <0.50 <0.50 <0.50 8.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 73 48 0.40 20.8 ND ND ND 100 1.6 0.0062E 0.6

RW-215 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 41 28 20.9 -- -- -- -- 0 0.37E 0.4

RW-215 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-215 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-215 10/20/11 TO-14 4.2 <0.50 <0.50 <0.50 7.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 32 7.4 20.9 ND ND ND 100 0 0.031E 0.2

RW-215 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 42 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-215 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 21 5.8 20.8 -- -- -- -- -- -- Water in line.E 0.4

RW-215 11/01/11 TO-14 3.7 <0.50 <0.50 <0.50 3.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 19 7.1 20.8 ND ND ND 100 0.92 0.063E 0.4

RW-215 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 42 14 20.9 -- -- -- -- 0 0.25E 0.1

RW-215 11/16/11 TO-14 12 <0.50 <0.50 0.68 18 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 44 -- 14 20.6 ND ND 3.6 96 -- -- Flow rate not measured due to water in 

line.

E 0.4

RW-215 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-215 11/30/11 TO-14 13 <0.50 <0.50 <0.50 12 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 56 29 5.9 20.7 ND ND ND 100 3.3 0.094E 0.2

RW-215 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 63 -- 7.3 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.7

RW-215 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 -- 8.4 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-215 12/21/11 TO-14 8.3 <0.50 <0.50 0.79 9.2 <0.050 <0.050 <0.050 0.066 0.068 0.13 <0.050 156 61 38 2.7 20.6 ND ND 7.9 92 3.6 0.032E 0.6

RW-215 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

012014BRS Page 184 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e
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RW-215 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-215 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 65 25 14 20.4 -- -- -- -- 1.2 0.033E 0.4

RW-215 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 40 9.0 20.9 -- -- -- -- 0 0.11E 0

RW-215 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-215 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 44 24 8.5 20.9 -- -- -- -- 0 --E 0

RW-215 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 22 8.5 20.9 -- -- -- -- 0 0.053E 0

RW-215 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 47 92 16 20.9 -- -- -- -- 0 0.47 Water in line.E 0.2

RW-215 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 113 0 20.8 -- -- -- -- 4.1 0E 0.2

RW-215 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 43 70 2.7 20.9 -- -- -- -- 0 0.059E 0.2

RW-215 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 38 36 0 20.9 -- -- -- -- 0 0E 0

RW-215 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 55 61 6.7 20.9 -- -- -- -- 0 0.25E 0

RW-215 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 54 57 3.1 20.9 -- -- -- -- 0 0.076E 0.4

RW-215 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 52 4.2 20.8 -- -- -- -- 1.7 0.071E 0

RW-215 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 47 0.10 20.9 -- -- -- -- 0 0.0017E 0.3

RW-215 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 56 96 1.8 -- -- -- -- -- -- 0.052 Field readings not collected due to 

equipment malfunction.

E --

RW-215 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 57 94 2.0 20.9 -- -- -- -- 0 0.063E 0

RW-215 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 55 54 1.1 20.9 -- -- -- -- 0 0.020E 0.2

RW-215 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 67 74 2.5 20.7 -- -- -- -- 3.2 0.039E 0.1

RW-215 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 64 3.4 20.9 -- -- -- -- 0 0.071E 0.1

RW-215 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 57 2.3 20.9 -- -- -- -- 0 0.040E 0.1

RW-215 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 53 8.2 20.9 -- -- -- -- 0 0.18E 0.1

RW-215 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 57 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-215 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 4.8 -- -- -- -- -- -- -- --V --

RW-215 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 11 -- -- -- -- -- -- -- --E --

RW-215 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 9.2 -- -- -- -- -- -- -- --E --

RW-215 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 55 53 1.1 20.9 -- -- -- -- 0 0.021E 0

RW-215 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 -- 0 20.3 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0
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RW-215 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 61 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-215 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 57 -- 1.7 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-215 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-215 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 59 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-215 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 59 96 1.7 20.9 -- -- -- -- 0 0.058E 0

RW-215 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 63 0 20.9 -- -- -- -- 0 0E 0

RW-215 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 61 0 20.9 -- -- -- -- 0 0E 0

RW-215 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 58 1.1 20.7 -- -- -- -- 3.6 0.019E 0

RW-215 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 5.9 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-215 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 44 0 20.9 -- -- -- -- 0 0E 0.1

RW-215 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 47 0 20.9 -- -- -- -- 0 0E 0

RW-215 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 14 -- -- -- -- -- -- -- --V --

RW-215 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 13 -- -- -- -- -- -- -- --V --

RW-215 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 10 -- -- -- -- -- -- -- --V --

RW-215 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 49 73 2.6 20.9 -- -- -- -- 0 0.062E 0

RW-215 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 67 0.80 20.9 -- -- -- -- 0 0.016E 0

RW-215 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 54 3.2 20.9 -- -- -- -- 0 0.056E 0.1

RW-215 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 65 0 20.9 -- -- -- -- 0 0E 0

RW-215 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 51 57 0.20 20.8 -- -- -- -- 1.6 0.0031E 0.1

RW-215 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 67 5.8 20.9 -- -- -- -- 0 0.12E 0

RW-215 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 49 1.3 20.9 -- -- -- -- 0 0.015E 0

RW-215 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 48 62 1.7 20.9 -- -- -- -- 0 0.045E 0.1

RW-215 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 -- 5.2 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-216 10/28/10 TO-14 45 <0.50 2.1 25 20 <0.050 0.45 0.34 4.1 5.8 9.9 <0.050 -- 58 5.0 339 20.1 ND 4.5 53 42 -- --E 0.9

RW-216 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 109 38 139 20.7 -- -- -- -- 0.25 0.17E 0

RW-216 01/13/11 TO-14 150 <0.50 <0.50 25 120 <0.050 0.47 0.17 1.6 3.1 4.7 <0.050 167 71 20 118 20.9 ND ND 17 83 0 0.88E 0.1

RW-216 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 37 27 59 20.8 -- -- -- -- 1.0 0.58E 0.3

RW-216 01/26/11 TO-14 <2.0 <0.50 <0.50 7.6 5.6 <0.050 0.11 0.072 0.99 1.3 2.3 <0.050 256 40 8.0 101 20.8 ND ND 58 42 0.48 0.47E 0.4

012014BRS Page 186 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-216 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 74 43 29 20.8 -- -- -- -- 1.9 0.54E 0.2

RW-216 02/09/11 TO-14 81 <0.50 1.6 43 29 <0.050 0.64 0.31 5.9 9.0 15 <0.050 164 71 34 42 20.7 ND 2.2 58 39 2.6 0.53E 0.4

RW-216 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 71 46 47 20.8 -- -- -- -- 2.5 1.1E 0.4

RW-216 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-216 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-216 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 75 53 50 20.9 -- -- -- -- 0 --E 0.1

RW-216 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 89 25 18 20.9 -- -- -- -- 0 0.18E 0.2

RW-216 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 90 31 91 20.7 -- -- -- -- 2.6 1.1E 0.2

RW-216 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 36 124 20.8 -- -- -- -- 2.0 2.4E 0

RW-216 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 53 56 20.9 -- -- -- -- 0 0.95E 0

RW-216 07/07/11 TO-14 23 <0.50 <0.50 8.0 14 <0.050 0.35 <0.050 4.9 5.3 10 <0.050 186 80 53 59 20.8 ND ND 36 64 1.7 0.98E 0.1

RW-216 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 79 53 24 20.9 -- -- -- -- 0 0.41E 0.2

RW-216 07/21/11 TO-14 24 <0.50 <0.50 5.8 17 <0.050 0.084 <0.050 2.7 2.3 5.0 <0.050 161 78 44 105 20.9 ND ND 25 75 0 1.3E 0

RW-216 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 76 39 37 20.9 -- -- -- -- 0 0.53E 0

RW-216 08/03/11 TO-14 31 <0.50 <0.50 5.7 24 <0.050 <0.050 <0.050 1.3 0.66 2.0 <0.050 168 79 43 17 20.9 ND ND 19 81 0 0.24E 0.2

RW-216 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 74 36 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-216 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 56 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-216 08/19/11 TO-14 15 <0.50 <0.50 1.7 13 <0.050 <0.050 <0.050 0.25 0.10 0.35 <0.050 -- 88 41 16 20.9 ND ND 12 88 0 --E 0

RW-216 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 74 50 36 20.9 -- -- -- -- 0 0.82E 0

RW-216 08/31/11 TO-14 9.4 <0.50 <0.50 0.75 9.2 <0.050 <0.050 <0.050 0.056 <0.050 0.056 <0.050 167 75 48 4.7 20.9 ND ND 7.5 92 0 0.074E 0

RW-216 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-216 09/14/11 TO-14 11 <0.50 <0.50 1.1 9.9 <0.050 <0.050 <0.050 0.18 0.15 0.33 <0.050 91 76 45 12 20.9 ND ND 10 90 0 0.14E 0

RW-216 09/21/11 TO-14 13 <0.50 <0.50 0.60 13 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 72 78 15 20.9 ND ND 4.4 96 0 0.38E 0.4

RW-216-

DUP

09/21/11 TO-14 2.0 <0.50 <0.50 0.52 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 72 78 15 20.9 ND ND 4.4 96 0 0.38E 0.4

RW-216 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 40 25 20.9 -- -- -- -- 0 0.33E 0.2

RW-216 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-216 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-216 10/20/11 TO-14 15 <0.50 <0.50 <0.50 16 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 31 4.2 20.8 ND ND ND 100 0.43 0.018E 0.2
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RW-216 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 22 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-216 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 23 15 20.9 -- -- -- -- 0 --E 0.2

RW-216 11/01/11 TO-14 6.9 <0.50 <0.50 <0.50 7.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 5.6 27 16 20.9 ND ND ND 100 0 0.20E 0.1

RW-216 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 42 16 20.8 -- -- -- -- 1.8 0.29E 0.1

RW-216 11/16/11 TO-14 31 <0.50 1.5 3.2 34 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 40 20 7.9 20.9 ND 3.9 8.3 88 0 0.046E 0.2

RW-216 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-216 11/30/11 TO-14 41 <0.50 <0.50 0.87 40 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 27 8.0 20.8 ND ND 2.1 98 1.5 0.12E 0.2

RW-216 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 33 5.4 20.9 -- -- -- -- 0 0.054 Water in line.E 0.1

RW-216 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 61 1.5 20.9 -- -- -- -- 0 0.029 Water in line.E 0

RW-216 12/21/11 TO-14 22 <0.50 <0.50 <0.50 21 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 28 0.60 20.8 ND ND ND 100 0.86 0.0050E 0.4

RW-216 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 38 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-216 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-216 02/01/12 TO-14 5.6 <0.50 <0.50 2.2 2.2 <0.050 0.067 0.059 0.32 0.65 0.97 <0.050 96 67 35 19 20.6 ND ND 50 50 1.0 0.060E 0.2

RW-216 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 38 6.0 20.9 -- -- -- -- 0 0.068E 0

RW-216 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-216 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.52 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 44 20 4.8 20.9 ND ND ND 100 0 --E 0

RW-216 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 22 5.8 20.9 -- -- -- -- 0 0.036E 0

RW-216 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 47 43 24 20.9 ND ND ND ND 0 0.33E 0.1

RW-216 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 43 0 20.9 -- -- -- -- 0 0E 0

RW-216 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 48 3.0 20.9 ND ND ND ND 0 0.045E 0

RW-216 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 17 0 20.9 -- -- -- -- 0 0E 0

RW-216 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 57 26 9.9 20.9 ND ND ND ND 0 0.16E 0

RW-216 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 42 6.3 20.9 -- -- -- -- 0 0.11E 0.3

RW-216 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 55 21 9.2 20.8 ND ND ND ND 0.69 0.062E 0.1

RW-216 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 22 2.5 20.9 -- -- -- -- 0 0.019E 0.2

RW-216 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 26 3.4 -- ND ND ND ND -- 0.027 Field readings not collected due to 

equipment malfunction.

E --

RW-216 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 34 3.5 20.9 -- -- -- -- 0 0.040E 0.1
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RW-216 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 57 29 1.6 20.9 -- -- -- -- 0 0.016E 0.2

RW-216 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 1.7 -- -- -- -- -- -- -- --V --

RW-216 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 2.2 -- -- -- -- -- -- -- --V --

RW-216 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 3.2 -- -- -- -- -- -- -- --V --

RW-216 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 28 11 20.9 -- -- -- -- 0 0.12E 0.1

RW-216 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 46 0 20.9 -- -- -- -- 0 0E 0

RW-216 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 68 28 1.4 20.6 -- -- -- -- 2.2 0.0099 Water in line.E 0

RW-216 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 9.9 0.40 20.9 -- -- -- -- 0 0.0012E 0.1

RW-216 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 67 24 1.9 20.9 -- -- -- -- 0 0.015E 0

RW-216 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 0.80 -- -- -- -- -- -- -- --V --

RW-216 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 0.17 -- -- -- -- -- -- -- --E --

RW-216 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 0.50 -- -- -- -- -- -- -- --E --

RW-216 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 37 1.1 20.9 -- -- -- -- 0 0.012E 0

RW-216 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 19 0 20.9 -- -- -- -- 0 0E 0

RW-216 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 17 0 20.9 -- -- -- -- 0 0E 0

RW-216 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 15 1.4 20.9 -- -- -- -- 0 0.0074E 0

RW-216 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 36 0 20.9 -- -- -- -- 0 0E 0

RW-216 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 21 0 20.9 -- -- -- -- 0 0E 0

RW-216 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 15 0.70 20.8 -- -- -- -- 0.46 0.0031E 0

RW-216 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 5.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-216 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 26 0 20.9 -- -- -- -- 0 0E 0.1

RW-216 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 11 0 20.9 -- -- -- -- 0 0E 0

RW-216 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 18 0 20.9 -- -- -- -- 0 0E 0.1

RW-216 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 21 0.90 20.9 -- -- -- -- 0 0.0057E 0.1

RW-216 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 24 11 20.9 -- -- -- -- 0 0.088E 0

RW-216 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 3.0 -- -- -- -- -- -- -- --V --

RW-216 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 3.0 -- -- -- -- -- -- -- --V --

RW-216 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 4.6 -- -- -- -- -- -- -- --V --

RW-216 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 33 0 20.9 -- -- -- -- 0 0E 0

RW-216 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 39 0.10 20.9 -- -- -- -- 0 0.0011E 0

RW-216 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 30 4.8 20.9 -- -- -- -- 0 0.044E 0

RW-216 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 14 1.7 20.9 -- -- -- -- 0 0.0054E 0
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RW-216 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 23 2.8 20.9 -- -- -- -- 0 0.028E 0

RW-216 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 54 25 7.5 20.9 -- -- -- -- 0 0.066E 0

RW-217 10/28/10 TO-14 2,200 <0.50 4.4 740 1,300 0.064 19 0.48 180 350 530 <0.050 -- 58 5.5 2,781 19.8 ND <1 36 64 -- --E 1.0

RW-217 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 99 55 253 20.4 -- -- -- -- 0.92 0.45E 0

RW-217 01/13/11 TO-14 430 <0.50 0.90 370 73 <0.050 4.1 0.50 61 100 161 <0.050 167 69 16 155 20.2 ND <1 83 16 4.4 0.95E 0.4

RW-217 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 36 19 57 20.9 -- -- -- -- 0 0.39E 0

RW-217 01/26/11 TO-14 <2.0 <0.50 2.2 240 72 <0.050 5.7 0.054 64 110 174 <0.050 256 36 6.8 117 20.6 ND <1 76 23 1.2 0.46E 0.6

RW-217 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 78 13 86 20.8 -- -- -- -- 0.57 0.47E 0.2

RW-217 02/09/11 TO-14 530 <0.50 6.1 450 94 <0.050 6.6 0.10 130 200 330 <0.050 164 80 24 45 20.7 ND 1.1 82 17 1.8 0.40E 0.4

RW-217 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 67 27 104 20.8 -- -- -- -- 1.5 1.5E 0.2

RW-217 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-217 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.SVE system restarted. 

Rebound/restart test concludes on 5/4.

E --

RW-217 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 81 -- 66 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-217 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 22 81 20.9 -- -- -- -- 0 0.71E 0

RW-217 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 93 8.5 133 20.9 -- -- -- -- 0 0.45E 0.2

RW-217 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 89 28 158 20.9 -- -- -- -- 0 2.3E 0.2

RW-217 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 20 28 20.9 -- -- -- -- 0 0.18E 0

RW-217 07/07/11 TO-14 55 <0.50 <0.50 26 18 <0.050 0.54 <0.050 12 16 28 <0.050 186 82 12 74 20.6 ND ND 59 41 1.1 0.27E 0.1

RW-217 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 80 20 43 20.8 -- -- -- -- 0.69 0.29E 0.2

RW-217 07/21/11 TO-14 48 <0.50 <0.50 20 19 <0.050 0.34 <0.050 7.7 11 19 <0.050 161 79 17 194 20.8 ND ND 51 49 0.49 0.92E 0

RW-217 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 78 21 111 20.8 -- -- -- -- 0.80 0.86E 0

RW-217 08/03/11 TO-14 38 <0.50 <0.50 18 21 <0.050 0.094 <0.050 5.1 5.8 11 <0.050 168 82 18 103 20.9 ND ND 46 54 0 0.61E 0.2

RW-217 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 13 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-217 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 23 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-217 08/19/11 TO-14 27 <0.50 <0.50 15 11 <0.050 <0.050 <0.050 2.6 2.4 5.0 <0.050 -- 91 8.1 54 20.9 ND ND 58 42 0 --E 0

RW-217 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 40 187 20.9 -- -- -- -- 0 3.4E 0

RW-217 08/31/11 TO-14 17 <0.50 <0.50 8.0 7.1 <0.050 0.050 <0.050 2.6 3.3 5.9 <0.050 167 77 30 45 20.9 ND ND 53 47 0 0.43E 0

RW-217 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-217 09/14/11 TO-14 20 <0.50 0.56 11 9.8 <0.050 0.15 0.050 2.8 3.3 6.1 <0.050 91 78 48 56 20.6 ND 2.6 51 46 3.7 0.66E 0.2
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RW-217 09/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 74 42 18 20.9 ND ND ND ND 0 0.25E 0.4

RW-217 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 26 85 20.9 -- -- -- -- 0 0.70E 0.2

RW-217 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-217 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-217 10/20/11 TO-14 8.1 <0.50 <0.50 3.2 5.1 <0.050 <0.050 <0.050 0.36 0.41 0.77 <0.050 68 70 43 19 20.9 ND ND 39 61 0 0.11E 0

RW-217 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 24 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-217 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 41 23 20.9 -- -- -- -- 0 -- Water in line.E 0.1

RW-217 11/01/11 TO-14 4.5 <0.50 <0.50 1.3 3.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 21 24 20.9 ND ND 30 70 0 0.23E 0.1

RW-217 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 76 50 20.9 -- -- -- -- 0 1.6E 0

RW-217 11/16/11 TO-14 26 <0.50 <0.50 4.8 20 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 83 24 56 20.8 ND ND 19 81 0.71 0.38E 0.2

RW-217 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-217 11/30/11 TO-14 15 <0.50 <0.50 1.2 12 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 56 26 20 20.8 ND ND 9.1 91 1.4 0.27E 0

RW-217 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 -- 26 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-217 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 32 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-217 12/21/11 TO-14 4.1 <0.50 <0.50 <0.50 4.5 <0.050 <0.050 <0.050 0.050 0.069 0.12 <0.050 156 63 40 11 20.7 ND ND ND 100 2.5 0.14 Water in line.E 0.4

RW-217 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-217 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-217 02/01/12 TO-14 15 <0.50 <0.50 0.70 13 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 66 74 10 20.7 ND ND 5.1 95 1.4 0.072E 0

RW-217 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 43 14 20.9 -- -- -- -- 0 0.18E 0

RW-217 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-217 03/22/12 TO-14 2.3 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 43 24 5.4 20.9 ND ND ND 100 0 --E 0

RW-217 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 32 23 9.0 20.9 -- -- -- -- 0 0.057E 0

RW-217 04/19/12 TO-14 2.0 <0.50 <0.50 <0.50 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 37 7.9 20.9 ND ND ND 100 0 0.092E 0

RW-217 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 75 0 20.9 -- -- -- -- 0 0E 0

RW-217 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.59 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 43 64 1.2 20.9 ND ND ND 100 0 0.024E 0
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RW-217 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 37 35 0 20.9 -- -- -- -- 0 0E 0

RW-217 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 54 44 5.0 20.9 ND ND ND ND 0 0.14E 0

RW-217 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 53 82 0.80 20.9 -- -- -- -- 0 0.028E 0.2

RW-217 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 54 66 1.3 20.9 ND ND ND ND 0 0.028E 0

RW-217 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 62 0 20.9 -- -- -- -- 0 0E 0.2

RW-217 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 55 75 0.80 -- ND ND ND ND -- 0.018 Field readings not collected due to 

equipment malfunction.

E --

RW-217 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 55 64 0 20.9 -- -- -- -- 0 0E 0

RW-217 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 54 65 0 20.8 -- -- -- -- 2.3 0E 0

RW-217 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 65 94 2.4 20.9 -- -- -- -- 0 0.048E 0

RW-217 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 63 93 2.8 20.9 -- -- -- -- 0 0.085E 0

RW-217 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 63 70 1.5 20.9 -- -- -- -- 0 0.032E 0

RW-217 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 8.6 -- -- -- -- -- -- -- --V --

RW-217 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 9.3 -- -- -- -- -- -- -- --E --

RW-217 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 62 106 1.6 20.7 -- -- -- -- 5.6 0.043E 0

RW-217 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 63 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-217 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 62 120 2.2 20.9 -- -- -- -- 0 0.088E 0

RW-217 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 56 -- 1.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-217 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 62 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in lineE 0

RW-217 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 61 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-217 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 12 -- -- -- -- -- -- -- --E --

RW-217 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 14 -- -- -- -- -- -- -- --V --

RW-217 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 17 -- -- -- -- -- -- -- --V --

RW-217 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 18 -- -- -- -- -- -- -- --E --

RW-217 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 82 0 20.9 -- -- -- -- 0 0E 0

RW-217 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 49 76 0 20.9 -- -- -- -- 0 0E 0

RW-217 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 49 73 2.9 20.7 -- -- -- -- 4.6 0.064E 0

RW-217 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 5.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-217 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 58 0 20.9 -- -- -- -- 0 0E 0

012014BRS Page 192 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-217 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 58 1.3 20.9 -- -- -- -- 0 0.037E 0

RW-217 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 30 66 0 20.9 -- -- -- -- 0 0E 0

RW-217 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 49 7.0 1.1 20.9 -- -- -- -- 0 0.0023E 0

RW-217 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 49 79 13 20.9 -- -- -- -- 0 0.33E 0

RW-217 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 77 2.1 20.9 -- -- -- -- 0 0.053E 0

RW-217 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 2.0 1.0 20.9 -- -- -- -- 0 0.00060E 0.2

RW-217 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 64 2.8 20.9 -- -- -- -- 0 0.059E 0

RW-217 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 13 -- -- -- -- -- -- -- --V --

RW-217 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 16 -- -- -- -- -- -- -- --V --

RW-217 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 15 -- -- -- -- -- -- -- --V --

RW-217 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 45 17 1.2 20.9 -- -- -- -- 0 0.0045E 0

RW-217 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 46 74 0.60 20.9 -- -- -- -- 0 0.019E 0

RW-217 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 49 85 4.5 20.9 -- -- -- -- 0 0.13E 0

RW-218 10/28/10 TO-14 860 <0.50 10 470 410 0.28 8.0 4.0 110 170 280 0.073 -- 58 14 1,494 19.8 ND 1.1 53 46 -- --E 0.6

RW-218 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 109 45 146 20.7 -- -- -- -- 0.30 0.21E 0

RW-218 01/13/11 TO-14 190 <0.50 1.7 160 42 <0.050 1.1 0.86 24 23 47 <0.050 167 75 40 112 20.9 ND <1 79 21 0 1.7E 0

RW-218 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 42 32 53 20.9 -- -- -- -- 0 0.61E 0

RW-218 01/26/11 TO-14 <2.0 <0.50 4.0 100 3.6 <0.050 1.7 2.0 47 29 76 <0.050 256 42 21 98 20.8 ND 3.7 93 3.3 1.2 1.2E 0.2

RW-218 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 76 41 23 20.9 -- -- -- -- 0 0.40E 0

RW-218 02/09/11 TO-14 350 <0.50 2.6 200 100 <0.050 1.9 1.3 34 32 66 <0.050 164 70 33 35 20.7 ND <1 66 33 2.5 0.43E 0.2

RW-218 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 66 -- 45 20.9 -- -- -- -- 0 -- Flow rate not recorded due to water in line.E 0

RW-218 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-218 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-218 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 77 43 46 20.9 -- -- -- -- 0 --E 0.1

RW-218 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 94 -- 46 20.9 -- -- -- -- 0 -- Water in line.E 0.2

RW-218 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 90 26 74 20.8 -- -- -- -- 1.1 0.76E 0.1

RW-218 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 89 25 58 20.9 -- -- -- -- 0 0.75E 0

RW-218 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 41 38 20.9 -- -- -- -- 0 0.50E 0

RW-218 07/07/11 TO-14 41 <0.50 <0.50 14 21 <0.050 0.27 0.096 4.4 4.7 9.1 <0.050 186 81 33 90 20.7 ND ND 40 60 2.1 0.93E 0

RW-218 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 18 30 20.8 -- -- -- -- 0.59 0.17E 0.2

RW-218 07/21/11 TO-14 51 <0.50 <0.50 20 28 <0.050 0.20 0.082 3.6 3.9 7.5 <0.050 161 80 22 155 20.9 ND ND 42 58 0 0.94E 0

RW-218 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 78 24 62 20.9 -- -- -- -- 0 0.56E 0
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RW-218 08/03/11 TO-14 45 <0.50 <0.50 20 34 <0.050 0.12 <0.050 2.5 2.6 5.1 <0.050 168 82 23 97 20.9 ND ND 37 63 0 0.72E 0.2

RW-218 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 17 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-218 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 28 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-218 08/19/11 TO-14 24 <0.50 <0.50 6.0 15 <0.050 0.051 <0.050 1.3 1.3 2.6 <0.050 -- 91 9.4 58 20.9 ND ND 29 71 0 --E 0

RW-218 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 29 163 20.9 -- -- -- -- 0 2.2E 0

RW-218 08/31/11 TO-14 15 <0.50 <0.50 3.6 11 <0.050 <0.050 <0.050 0.60 0.56 1.2 <0.050 167 78 43 21 20.8 ND ND 25 75 1.4 0.29E 0

RW-218 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-218 09/14/11 TO-14 13 <0.50 <0.50 3.7 10 <0.050 <0.050 <0.050 0.45 0.39 0.84 <0.050 91 78 37 8.4 20.9 ND ND 27 73 0 0.077E 0.1

RW-218 09/21/11 TO-14 13 <0.50 <0.50 2.4 11 <0.050 <0.050 <0.050 0.34 0.28 0.62 <0.050 168 73 47 10 20.9 ND ND 18 82 0 0.15E 0.3

RW-218 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 80 26 60 20.8 -- -- -- -- 0.87 0.51E 0.2

RW-218 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-218 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-218 10/20/11 TO-14 5.4 <0.50 <0.50 0.95 4.3 <0.050 <0.050 <0.050 0.15 0.14 0.29 <0.050 68 70 52 8.7 20.9 ND ND 18 82 0 0.060E 0.1

RW-218 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 37 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-218 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 39 11 20.9 -- -- -- -- 0 --E 0.2

RW-218 11/01/11 TO-14 3.5 <0.50 <0.50 0.53 2.9 <0.050 <0.050 <0.050 0.073 0.059 0.13 <0.050 140 59 44 15 20.9 ND ND 15 85 0 0.31 Water in line.E 0

RW-218 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 43 35 20.8 -- -- -- -- 1.9 0.63E 0.1

RW-218 11/16/11 TO-14 18 <0.50 <0.50 6.7 10 <0.050 <0.050 <0.050 0.18 0.13 0.31 <0.050 150 35 -- 46 20.8 ND ND 40 60 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-218 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-218 11/30/11 TO-14 57 <0.50 <0.50 1.8 53 <0.050 <0.050 <0.050 0.089 0.067 0.16 <0.050 320 58 67 18 20.8 ND ND 3.3 97 3.8 0.66E 0.1

RW-218 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 -- 16 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-218 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 122 15 20.8 -- -- -- -- 3.9 0.58 Water in line.E 0

RW-218 12/21/11 TO-14 10 <0.50 <0.50 1.0 7.1 <0.050 <0.050 <0.050 0.056 <0.050 0.056 <0.050 156 62 -- 7.2 20.7 ND ND 12 88 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-218 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --
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RW-218 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-218 02/01/12 TO-14 26 <0.50 <0.50 2.1 18 <0.050 <0.050 <0.050 0.067 0.074 0.14 <0.050 96 66 -- 14 20.7 ND ND 10 90 -- -- Flow rate not collected due to water in line.E 0.2

RW-218 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 70 24 20.9 -- -- -- -- 0 0.50E 0

RW-218 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-218 03/22/12 TO-14 11 <0.50 <0.50 1.2 8.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 43 97 18 20.9 ND ND 12 88 0 --E 0

RW-218 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 56 5.2 20.9 -- -- -- -- 0 0.081E 0

RW-218 04/19/12 TO-14 11 <0.50 <0.50 0.68 9.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 45 58 24 20.9 ND ND 6.6 93 0 0.44E 0

RW-218 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 117 7.8 20.9 -- -- -- -- 0 0.32E 0

RW-218 05/16/12 TO-14 6.1 <0.50 <0.50 <0.50 5.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 68 7.5 20.9 ND ND ND 100 0 0.16E 0

RW-218 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 37 32 5.0 20.9 -- -- -- -- 0 0.060E 0

RW-218 06/11/12 TO-14 2.8 <0.50 <0.50 <0.50 2.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 31 6.5 20.9 ND ND ND 100 0 0.13E 0

RW-218 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 79 4.2 20.9 -- -- -- -- 0 0.14E 0.2

RW-218 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.97 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 56 54 4.6 20.9 ND ND ND 100 0 0.080E 0

RW-218 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 37 1.5 20.9 -- -- -- -- 0 0.020E 0.2

RW-218 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.84 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 78 3.1 -- ND ND ND 100 -- 0.073 Field readings not collected due to 

equipment malfunction.

E --

RW-218 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 56 1.1 20.9 -- -- -- -- 0 0.021E 0

RW-218 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 57 47 0.30 20.9 -- -- -- -- 0 0.0048E 0.1

RW-218 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 84 4.8 20.9 -- -- -- -- 0 0.085E 0

RW-218 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 56 5.8 20.9 -- -- -- -- 0 0.11E 0

RW-218 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 24 2.9 20.9 -- -- -- -- 0 0.021E 0

RW-218 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 7.7 -- -- -- -- -- -- -- --V --

RW-218 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 11 -- -- -- -- -- -- -- --E --

RW-218 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 67 -- 3.3 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-218 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 34 2.0 20.9 -- -- -- -- 0 0.020E 0

RW-218 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 66 -- 1.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-218 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 -- 1.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-218 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 61 65 0 20.7 -- -- -- -- 4.0 0E 0
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RW-218 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-218 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 16 -- -- -- -- -- -- -- --E --

RW-218 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 66 65 0.70 20.9 -- -- -- -- 0 0.015E 0

RW-218 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 66 0 20.9 -- -- -- -- 0 0E 0

RW-218 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 61 52 1.1 20.9 -- -- -- -- 0 0.020E 0

RW-218 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 14 -- -- -- -- -- -- -- --V --

RW-218 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 16 -- -- -- -- -- -- -- --V --

RW-218 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 14 -- -- -- -- -- -- -- --V --

RW-218 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 7.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-218 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 52 0 20.9 -- -- -- -- 0 0E 0

RW-218 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 49 0 20.9 -- -- -- -- 0 0E 0

RW-218 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 51 58 0 20.9 -- -- -- -- 0 0E 0

RW-218 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 50 58 2.2 20.9 -- -- -- -- 0 0.038E 0

RW-218 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 50 59 11 20.9 -- -- -- -- 0 0.20E 0

RW-218 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 67 0 20.9 -- -- -- -- 0 0E 0

RW-218 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 83 0.40 20.9 -- -- -- -- 0 0.0098E 0

RW-218 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 60 4.0 20.9 -- -- -- -- 0 0.078E 0

RW-218 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 68 0 20.9 -- -- -- -- 0 0E 0

RW-218 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 65 0.80 20.9 -- -- -- -- 0 0.014E 0

RW-218 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 82 6.1 20.9 -- -- -- -- 0 0.15E 0

RW-218 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 14 -- -- -- -- -- -- -- --V --

RW-218 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 11 -- -- -- -- -- -- -- --V --

RW-218 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 13 -- -- -- -- -- -- -- --V --

RW-219 10/28/10 TO-14 5,200 15 180 3,300 950 3.1 170 170 700 1,100 1,800 0.051 -- 58 12 3,701 19.3 <1 4.0 74 21 -- --E 1.8

RW-219 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 108 52 208 20.5 -- -- -- -- 0.69 0.35E 0.4

RW-219 01/13/11 TO-14 540 0.55 13 280 210 0.58 13 12 60 98 158 <0.050 167 76 27 184 20.7 <1 2.6 56 42 2.1 1.9E 0.4

RW-219 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 33 18 47 20.9 -- -- -- -- 0 0.31E 0.2

RW-219 01/26/11 TO-14 <2.0 <0.50 1.9 35 18 <0.050 1.2 1.2 6.6 7.9 15 <0.050 256 41 11 123 20.7 ND 3.5 64 33 1.3 0.77E 0.4

RW-219 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 75 30 80 20.9 -- -- -- -- 0 1.0E 0.4

RW-219 02/09/11 TO-14 900 0.57 <0.50 660 170 0.81 1.5 1.5 150 230 380 <0.050 164 77 29 35 20.9 <1 ND 79 20 0 0.37E 0.2

RW-219 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 66 22 335 20.9 -- -- -- -- 0 3.9E 0.2
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RW-219 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-219 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-219 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 72 25 0 20.9 -- -- -- -- 0 --E 0

RW-219 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 94 -- 39 20.9 -- -- -- -- 0 -- Water in line.E 0.2

RW-219 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 95 34 131 20.9 -- -- -- -- 0 1.8E 0.2

RW-219 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 53 51 20.9 -- -- -- -- 0 1.4E 0

RW-219 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 57 27 20.9 -- -- -- -- 0 0.50E 0

RW-219 07/07/11 TO-14 37 <0.50 <0.50 19 14 <0.050 1.3 0.25 8.4 11 19 <0.050 186 80 52 96 20.7 ND ND 58 42 3.4 1.6E 0.1

RW-219 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 78 43 33 20.9 -- -- -- -- 0 0.47E 0.1

RW-219 07/21/11 TO-14 33 <0.50 <0.50 15 13 <0.050 0.90 0.19 6.6 7.2 14 <0.050 161 77 56 66 20.9 ND ND 54 46 0 1.0E 0.4

RW-219 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 76 44 46 20.9 -- -- -- -- 0 0.76E 0

RW-219 08/03/11 TO-14 42 <0.50 <0.50 21 23 <0.050 0.68 0.11 5.6 6.0 12 <0.050 168 79 58 47 20.9 ND ND 48 52 0 0.89E 0.2

RW-219 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 73 42 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-219 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 76 65 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-219 08/19/11 TO-14 18 <0.50 <0.50 7.6 9.2 <0.050 0.32 0.093 3.0 3.1 6.1 <0.050 -- 87 54 55 20.9 ND ND 45 55 0 --E 0

RW-219-

DUP

08/19/11 TO-14 18 <0.50 <0.50 7.4 9.0 <0.050 0.26 <0.050 2.7 2.6 5.3 <0.050 -- 87 54 55 20.9 ND ND 45 55 0 --E 0

RW-219 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 74 50 11 20.9 -- -- -- -- 0 0.26E 0

RW-219 08/31/11 TO-14 17 <0.50 <0.50 6.4 9.7 <0.050 0.18 <0.050 2.2 2.0 4.2 <0.050 167 75 43 14 20.9 ND ND 40 60 0 0.20E 0

RW-219 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-219 09/14/11 TO-14 13 <0.50 <0.50 5.3 8.1 <0.050 0.13 <0.050 1.9 1.9 3.8 <0.050 91 75 61 8.9 20.9 ND ND 40 60 0 0.13E 0.1

RW-219 09/21/11 TO-14 16 <0.50 <0.50 6.4 12 <0.050 0.11 <0.050 2.1 2.3 4.4 <0.050 168 71 86 15 20.9 ND ND 35 65 0 0.41E 0.4

RW-219 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 76 50 69 20.9 -- -- -- -- 0 1.1E 0.2

RW-219 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-219 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-219 10/20/11 TO-14 11 <0.50 <0.50 4.2 8.1 <0.050 <0.050 <0.050 0.79 0.78 1.6 <0.050 68 68 40 5.6 20.8 ND ND 34 66 0.55 0.030E 0.2

RW-219 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 37 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-219 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 50 38 19 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-219 11/01/11 TO-14 7.4 <0.50 <0.50 2.6 5.0 <0.050 <0.050 <0.050 0.89 0.99 1.9 <0.050 140 50 33 4.5 20.9 ND ND 34 66 0 0.071E 0.1
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RW-219 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 46 42 86 20.5 -- -- -- -- 7.4 1.5E 0.4

RW-219 11/16/11 TO-14 26 <0.50 <0.50 7.1 17 <0.050 <0.050 <0.050 0.54 0.41 0.95 <0.050 150 15 58 49 20.9 ND ND 29 71 0 0.83 Water in line.E 0.2

RW-219 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-219 11/30/11 TO-14 39 <0.50 <0.50 12 23 <0.050 <0.050 <0.050 1.5 1.6 3.1 <0.050 320 55 -- 38 20.8 ND ND 34 66 -- -- Flow rate not measured due to water in 

line.

E 0.1

RW-219 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 62 95 52 20.9 -- -- -- -- 0 1.5 Water in line.E 0

RW-219 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 62 62 53 20.9 -- -- -- -- 0 1.0 Water in line.E 0

RW-219 12/21/11 TO-14 28 <0.50 <0.50 7.9 21 <0.050 <0.050 <0.050 1.0 1.1 2.1 <0.050 156 61 -- 41 20.7 ND ND 27 73 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-219 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 64 80 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-219 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-219 02/01/12 TO-14 28 <0.50 <0.50 7.8 18 <0.050 <0.050 <0.050 0.18 0.20 0.38 <0.050 96 64 -- 21 20.5 ND ND 30 70 -- -- Flow rate not collected due to water in line.E 0.2

RW-219 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 66 52 20.9 -- -- -- -- 0 1.0E 0

RW-219 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-219 03/22/12 TO-14 18 <0.50 <0.50 4.3 11 <0.050 <0.050 <0.050 0.26 0.20 0.46 <0.050 -- 43 44 24 20.9 ND ND 28 72 0 --E 0

RW-219 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 39 22 20.9 -- -- -- -- 0 0.24E 0

RW-219 04/19/12 TO-14 22 <0.50 <0.50 1.9 16 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 39 52 32 20.9 ND ND 11 89 0 0.52E 0

RW-219 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 -- 18 20.8 -- -- -- -- -- -- Unable to collect flow rate due to water in 

line.

E 0.2

RW-219 05/16/12 TO-14 21 <0.50 <0.50 1.2 17 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 111 20 20.9 ND ND 6.6 93 0 0.68E 0

RW-219 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 37 14 20.9 -- -- -- -- 0 0.19E 0

RW-219 06/11/12 TO-14 13 <0.50 <0.50 0.75 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 50 46 16 20.9 ND ND 6.4 94 0 0.45E 0

RW-219 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 53 68 16 20.9 -- -- -- -- 0 0.45E 0.2

RW-219 07/11/12 TO-14 7.3 <0.50 <0.50 0.71 6.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 55 52 15 20.9 ND ND 10 90 0 0.25E 0

RW-219 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 69 14 20.9 -- -- -- -- 0 0.34E 0.1

RW-219 08/08/12 TO-14 5.1 <0.50 <0.50 <0.50 4.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 56 85 12 -- ND ND ND 100 -- 0.31 Field readings not collected due to 

equipment malfunction.

E --

RW-219 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 56 54 9.5 20.9 -- -- -- -- 0 0.17E 0

RW-219 09/05/12 TO-14 6.9 <0.50 <0.50 1.3 4.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 55 70 10 20.9 ND ND 21 79 0 0.25E 0.1
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RW-219 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 66 82 14 20.9 -- -- -- -- 0 0.24E 0

RW-219 10/05/12 TO-14 5.0 <0.50 <0.50 <0.50 4.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 64 78 13 20.9 ND ND ND 100 0 0.33E 0.1

RW-219 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 80 9.9 20.9 -- -- -- -- 0 0.24E 0

RW-219 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 50 14 20.9 -- -- -- -- 0 0.29E 0.1

RW-219 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 58 5.8 20.9 -- -- -- -- 0 0.16E 0

RW-219 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.66 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 64 66 5.9 20.7 ND ND ND 100 3.5 0.10E 0

RW-219-

DUP

11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.56 <0.050 <0.050 0.15 0.10 0.29 0.39 <0.050 282 64 66 5.9 20.7 ND ND ND 100 3.5 0.10E 0

RW-219 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 5.8 0.80 20.9 -- -- -- -- 0 0.0014E 0

RW-219 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.64 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 63 49 3.1 20.9 ND ND ND 100 0 0.051E 0

RW-219 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 57 70 3.2 20.9 -- -- -- -- 0 0.082E 0.1

RW-219 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 63 69 2.0 20.3 ND ND ND 100 13 0.041E 0

RW-219 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 62 58 0 20.9 -- -- -- -- 0 0E 0

RW-219 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 58 61 3.8 20.9 -- -- -- -- 0 0.069E 0

RW-219 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 75 2.1 20.9 -- -- -- -- 0 0.051E 0

RW-219 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 71 1.9 20.9 -- -- -- -- 0 0.038E 0

RW-219 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 60 53 2.3 20.9 -- -- -- -- 0 0.043E 0

RW-219 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 63 0 20.9 -- -- -- -- 0 0E 0

RW-219 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 51 56 0 20.9 -- -- -- -- 0 0E 0

RW-219 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 56 5.8 20.8 -- -- -- -- 1.7 0.098E 0

RW-219 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 47 -- 8.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-219 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 47 0 20.9 -- -- -- -- 0 0E 0

RW-219 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 44 1.2 20.9 -- -- -- -- 0 0.026E 0

RW-219 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 22 -- -- -- -- -- -- -- --V --

RW-219 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 21 -- -- -- -- -- -- -- --V --

RW-219 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 20 -- -- -- -- -- -- -- --V --

RW-219 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 51 71 0 20.9 -- -- -- -- 0 0E 0

RW-219 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 34 0.50 20.9 -- -- -- -- 0 0.0051E 0

RW-219 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 55 3.6 20.9 -- -- -- -- 0 0.064E 0

RW-219 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 51 57 0.40 20.9 -- -- -- -- 0 0.0074E 0

RW-219 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 53 51 1.4 20.8 -- -- -- -- 1.4 0.020E 0

RW-219 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 52 9.1 20.9 -- -- -- -- 0 0.14E 0

RW-219 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 47 3.2 20.9 -- -- -- -- 0 0.035E 0
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RW-219 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 48 52 3.0 20.9 -- -- -- -- 0 0.067E 0

RW-219 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 51 54 6.0 20.9 -- -- -- -- 0 0.11E 0

RW-220 10/28/10 TO-14 2,600 0.84 58 1,900 380 0.70 100 70 350 750 1,100 0.50 -- 58 7.5 6,462 10.4 <1 2.5 81 16 -- --E 5.7

RW-220 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 102 -- 257 20.1 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0.8

RW-220 01/13/11 TO-14 1,700 <0.50 4.3 570 990 <0.050 36 13 100 220 320 0.052 167 73 11 234 20.2 ND <1 36 63 3.0 0.98E 0.8

RW-220 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 38 17 88 20.7 -- -- -- -- 1.3 0.55E 0.4

RW-220 01/26/11 TO-14 <2.0 0.53 49 1,200 520 0.080 72 34 240 490 730 0.16 256 38 11 220 19.9 <1 2.8 68 29 6.6 1.4E 1.2

RW-220 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 72 20 124 20.3 -- -- -- -- 5.3 1.1E 0.8

RW-220 02/09/11 TO-14 1,300 <0.50 27 970 340 <0.050 56 19 190 400 590 0.10 164 70 20 74 20.3 ND 2.0 73 25 4.6 0.55E 1.0

RW-220 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 75 21 -- -- -- -- -- -- -- -- Unable to draw sample due to water in line.E --

RW-220 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-220 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.SVE system restarted. 

Rebound/restart test concludes on 5/4.

E --

RW-220 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 81 23 55 20.6 -- -- -- -- -- --E 0.3

RW-220 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 92 -- 157 20.9 -- -- -- -- 0 -- Water in line.E 0.1

RW-220 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 -- 310 20.8 -- -- -- -- -- -- Water in line.E 0.3

RW-220 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 28 206 20.7 -- -- -- -- 3.0 3.0E 0.4

RW-220 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 15 109 20.9 -- -- -- -- 0 0.52E 0

RW-220 07/07/11 TO-14 110 <0.50 <0.50 58 36 <0.050 4.8 0.18 34 43 77 <0.050 186 82 19 140 20.6 ND ND 62 38 1.8 0.82E 0.2

RW-220 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 25 115 20.7 -- -- -- -- 1.7 0.92E 0.3

RW-220 07/21/11 TO-14 90 <0.50 <0.50 47 35 <0.050 3.2 0.084 26 30 56 <0.050 161 80 16 343 20.6 ND ND 57 43 1.4 1.5E 0.2

RW-220 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 78 25 180 20.7 -- -- -- -- 2.0 1.7E 0.2

RW-220 08/03/11 TO-14 75 <0.50 <0.50 41 35 <0.050 2.3 0.050 22 24 46 <0.050 168 82 15 177 20.9 ND ND 54 46 0 0.84E 0.4

RW-220 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 4.6 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-220 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 17 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-220 08/19/11 TO-14 61 <0.50 <0.50 29 29 <0.050 1.2 <0.050 15 14 29 <0.050 -- 91 10 184 20.9 ND ND 50 50 0 --E 0

RW-220 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 40 280 20.9 -- -- -- -- 0 5.2E 0

RW-220 08/31/11 TO-14 9.8 <0.50 <0.50 4.8 5.0 <0.050 0.16 <0.050 2.4 2.2 4.6 <0.050 167 77 43 47 20.9 ND ND 49 51 0 0.66E 0.2

RW-220 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --
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RW-220 09/14/11 TO-14 48 <0.50 <0.50 22 23 <0.050 0.37 <0.050 10 6.7 17 <0.050 91 78 40 46 20.4 ND ND 49 51 5.1 0.46E 0.5

RW-220 09/21/11 TO-14 44 <0.50 <0.50 19 22 <0.050 0.26 <0.050 7.7 5.0 13 <0.050 168 74 62 29 20.9 ND ND 46 54 0 0.58E 0.8

RW-220 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 80 16 297 20.8 -- -- -- -- 0.54 1.6E 0.4

RW-220 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-220 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-220 10/20/11 TO-14 44 <0.50 <0.50 19 23 <0.050 0.11 <0.050 4.0 2.3 6.3 <0.050 68 70 41 79 20.4 ND ND 45 55 2.8 0.43E 0.4

RW-220 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 24 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-220 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 23 49 20.9 -- -- -- -- 0 --E 0.4

RW-220 11/01/11 TO-14 22 <0.50 <0.50 9.2 12 <0.050 <0.050 <0.050 1.5 0.89 2.4 <0.050 140 59 26 90 20.9 ND ND 43 57 0 1.1E 0.4

RW-220 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 -- 356 20.9 -- -- -- -- 0 -- Flow rate not measured due to water in 

line.

E 0

RW-220 11/16/11 TO-14 140 <0.50 <0.50 51 83 <0.050 <0.050 <0.050 2.4 1.6 4.0 <0.050 150 83 21 300 20.8 ND ND 38 62 0.64 1.9E 0.4

RW-220 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-220 11/30/11 TO-14 120 <0.50 <0.50 43 63 <0.050 <0.050 <0.050 0.91 0.45 1.4 <0.050 320 57 -- 154 20.7 ND ND 41 59 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-220 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 105 174 20.8 -- -- -- -- 3.3 5.6 Water in line.E 0.6

RW-220 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 62 145 20.9 -- -- -- -- 0 2.8 Water in line.E 0.3

RW-220 12/21/11 TO-14 6.6 <0.50 <0.50 1.2 6.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 62 61 50 20.8 ND ND 17 83 1.9 0.92 Water in line.E 0.4

RW-220 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-220 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-220 02/01/12 TO-14 93 <0.50 0.71 37 35 <0.050 0.10 0.18 0.67 1.3 2.0 <0.050 96 63 -- 75 20.4 ND <1 51 48 -- -- Flow rate not collected due to water in line.E 0.4

RW-220 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 24 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-220 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-220 03/22/12 TO-14 68 <0.50 <0.50 20 32 <0.050 <0.050 <0.050 0.35 0.19 0.54 <0.050 -- 43 32 150 20.9 ND ND 38 62 0 --E 0

RW-220 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 17 167 20.9 -- -- -- -- 0 0.82E 0.1

RW-220 04/19/12 TO-14 96 <0.50 <0.50 30 63 <0.050 <0.050 <0.050 0.29 0.31 0.60 <0.050 326 45 68 166 20.8 ND ND 32 68 2.2 3.6E 0.2
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RW-220 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 -- 150 20.8 -- -- -- -- -- -- Unable to collect flow rate due to water in 

line.

E 0.7

RW-220 05/16/12 TO-14 110 <0.50 <0.50 17 64 <0.050 <0.050 <0.050 0.23 0.13 0.36 <0.050 318 43 48 141 20.9 ND ND 21 79 0 2.1E 0.2

RW-220 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 24 130 20.9 -- -- -- -- 0 1.2E 0

RW-220 06/11/12 TO-14 88 <0.50 <0.50 11 59 <0.050 <0.050 <0.050 0.059 <0.050 0.059 <0.050 503 57 48 93 20.9 ND ND 16 84 0 2.8E 0

RW-220 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 -- 79 20.9 -- -- -- -- 0 -- wetE 0.3

RW-220 07/11/12 TO-14 28 <0.50 <0.50 3.5 25 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 50 68 20.9 ND ND 12 88 0 1.1E 0.1

RW-220 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 22 67 20.9 -- -- -- -- 0 0.52E 0.3

RW-220 08/08/12 TO-14 17 <0.50 <0.50 0.84 16 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 27 53 -- ND ND 5.0 95 -- 0.44 Field readings not collected due to 

equipment malfunction.

E --

RW-220 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 45 50 20.9 -- -- -- -- 0 0.75E 0.1

RW-220 09/05/12 TO-14 53 <0.50 <0.50 4.6 38 <0.050 <0.050 <0.050 <0.050 0.066 0.066 <0.050 354 58 24 0 20.9 ND ND 11 89 0 0E 0.2

RW-220 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 73 44 20.8 -- -- -- -- 1.6 0.67E 0.1

RW-220 10/05/12 TO-14 22 <0.50 <0.50 1.2 18 <0.050 <0.050 <0.050 0.052 0.068 0.12 <0.050 335 68 61 40 20.9 ND ND 6.3 94 0 0.78E 0.2

RW-220-

DUP

10/05/12 TO-14 25 <0.50 <0.50 0.67 22 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 61 40 20.9 ND ND 6.3 97 0 0.78E 0.2

RW-220 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 41 31 20.9 -- -- -- -- 0 0.38E 0.1

RW-220 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 51 5.6 20.9 -- -- -- -- 0 0.12E 0

RW-220 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 2.6 17 20.9 -- -- -- -- 0 0.021 Water in line.E 0.1

RW-220 11/30/12 TO-14 3.7 <0.50 <0.50 <0.50 3.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 -- 22 20.5 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-220 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 17 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-220 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 3.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 14 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-220 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 -- 17 20.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-220 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 67 35 3.9 20.3 ND ND ND ND 6.4 0.040E 0

RW-220 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-220 02/13/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 332 62 -- 7.3 20.7 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-220 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 17 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0
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RW-220 03/15/13 TO-14 4.7 <0.50 <0.50 0.62 4.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 62 28 17 20.6 ND ND 13 87 2.5 0.14E 0

RW-220 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 -- 9.8 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-220 04/18/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 501 55 -- 0 20.8 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-220 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-220 05/09/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 337 53 37 8.6 20.5 ND ND ND ND 4.7 0.098E 0.1

RW-220-

DUP

05/09/13 TO-14 4.0 <0.50 <0.50 <0.50 3.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 337 53 37 8.6 20.5 ND ND ND ND 4.7 0.098E 0.1

RW-220 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 12 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-220 06/06/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 0.051 0.051 <0.050 407 49 30 3.9 20.9 ND ND ND 100 0 0.043E 0.1

RW-220-

DUP

06/06/13 TO-14 2.8 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 407 49 30 3.9 20.9 ND ND ND 100 0 0.043E 0.1

RW-220 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 13 0 20.9 -- -- -- -- 0 0E 0.1

RW-220 07/03/13 TO-14 2.6 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 342 54 28 2.4 20.4 ND ND ND 100 4.8 0.022E 0.1

RW-220 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 12 4.5 20.5 -- -- -- -- 1.5 0.017E 0.2

RW-220 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 12 18 20.8 -- -- -- -- 0.41 0.072E 0.2

RW-220 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 27 0 20.9 -- -- -- -- 0 0E 0

RW-220 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 13 2.4 20.9 -- -- -- -- 0 0.0091E 0.1

RW-220 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 32 5.4 20.7 -- -- -- -- 2.1 0.056E 0.1

RW-220 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 19 2.4 20.9 -- -- -- -- 0 0.015E 0.1

RW-220 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 34 2.9 20.8 -- -- -- -- 0.97 0.027E 0.1

RW-220 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 20 14 20.8 -- -- -- -- 0.64 0.084E 0.1

RW-220 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 -- 1.5 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-220 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 -- 2.7 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.2

RW-220 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 5.9 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-221 10/28/10 TO-14 470 2.6 25 280 140 7.5 11 7.2 67 130 197 0.56 -- 58 7.4 3,069 12.3 <1 5.6 63 31 -- --E 9.5

RW-221 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 110 -- 224 19.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 2.2

RW-221 01/13/11 TO-14 27 <0.50 <0.50 12 11 <0.050 0.14 0.061 2.0 1.3 3.3 0.088 167 75 -- 52 19.4 ND ND 52 48 -- -- Flow rate not monitored due to water in 

line.

E 1.5

RW-221 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 44 11 94 19.9 -- -- -- -- 4.0 0.36E 1.2
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RW-221 01/26/11 TO-14 <2.0 <0.50 <0.50 14 13 <0.050 0.36 0.087 2.8 3.2 6.0 0.22 256 42 4.8 86 19.0 ND ND 52 48 5.5 0.24E 0.2

RW-221 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 73 -- 2.1 20.1 -- -- -- -- -- --E 1.4

RW-221 02/09/11 TO-14 31 <0.50 <0.50 10 18 <0.050 0.23 0.079 2.0 2.1 4.1 <0.050 164 68 -- 17 20.6 ND ND 36 64 -- --E 1.0

RW-221 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 67 22 53 19.7 -- -- -- -- 15 0.62E 1.6

RW-221 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-221 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-221 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 70 39 29 20.9 -- -- -- -- 0 --E 0.4

RW-221 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 92 30 16 20.8 -- -- -- -- 1.3 0.20E 0.8

RW-221 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 8.4 0 20.3 -- -- -- -- 2.1 0E 0.7

RW-221 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 88 13 11 20.4 -- -- -- -- 3.4 0.069E 0.6

RW-221 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 15 6.2 19.8 -- -- -- -- 5.7 0.031E 0.6

RW-221 07/07/11 TO-14 6.5 <0.50 <0.50 0.63 5.5 <0.050 <0.050 <0.050 0.22 0.30 0.52 <0.050 186 82 8.7 19 19.2 ND ND 10 90 4.8 0.053E 0.8

RW-221 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 8.5 5.4 19.2 -- -- -- -- 4.9 0.015E 0.8

RW-221 07/21/11 TO-14 2.4 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 0.087 0.078 0.17 <0.050 161 80 28 0 19.6 ND ND ND 100 10 0E 0.6

RW-221 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 6.8 9.3 19.5 -- -- -- -- 3.7 0.024E 0.8

RW-221 08/03/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 82 23 0.10 19.6 ND ND ND ND 10 0.00075E 1.5

RW-221 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 9.2 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-221 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 23 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-221 08/19/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.056 0.12 0.18 <0.050 -- 91 7.3 7.1 19.9 ND ND ND ND -- --E 1.2

RW-221 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 28 10 19.9 -- -- -- -- 13 0.13E 1.7

RW-221 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 78 49 5.4 20.4 ND ND ND ND 8.3 0.087E 0.8

RW-221 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-221 09/14/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 54 0.80 19.9 ND ND ND ND 14 0.011E 0.8

RW-221 09/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 74 52 0 19.6 ND ND ND ND 23 0E 1.8

RW-221 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 80 20 2.4 19.1 -- -- -- -- 12 0.016E 1.9

RW-221 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-221 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-221 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 70 56 0 19.2 ND ND ND ND 13 0E 2.2
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RW-221 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 47 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-221 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 18 1.2 19.3 -- -- -- -- -- --E 1.7

RW-221 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 44 2.7 19.4 ND ND ND ND 33 0.057E 1.6

RW-221 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 51 -- 2.8 19.6 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.5

RW-221 11/16/11 TO-14 2.3 <0.50 <0.50 <0.50 1.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 82 41 0 20.1 ND ND ND 100 9.9 0E 1.0

RW-221 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-221 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.73 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 -- 0 19.8 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 1.0

RW-221 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 147 0.50 20.2 -- -- -- -- 33 0.023 Water in line.E 1.0

RW-221 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 -- 4.8 19.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.4

RW-221 12/21/11 TO-14 3.3 <0.50 <0.50 0.86 2.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 -- 1.3 20.0 ND ND 27 73 -- -- Flow rate not monitored due to water in 

line.

E 1.6

RW-221 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-221 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-221 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 66 -- 10 19.9 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.8

RW-221 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 5.7 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-221 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-221 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 40 0.80 20.2 -- -- -- -- -- --E 0.5

RW-221 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 29 7.0 20.9 -- -- -- -- 0 0.057E 0.1

RW-221 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 48 35 6.9 20.5 -- -- -- -- 4.6 0.076E 0.4

RW-221 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 161 0 20.7 -- -- -- -- 12 0E 0.3

RW-221 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 31 -- 0 20.7 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.4

RW-221 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 36 0 20.9 -- -- -- -- 0 0E 0

RW-221 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 52 71 2.4 20.9 -- -- -- -- 0 0.11E 0

RW-221 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 25 31 0 20.7 -- -- -- -- 2.7 0E 0.8

RW-221 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 26 31 0 20.5 -- -- -- -- 4.2 0E 0.4
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RW-221 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 25 14 0 20.5 -- -- -- -- 2.0 0E 0.6

RW-221 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 28 40 0 -- -- -- -- -- -- 0 Field readings not collected due to 

equipment malfunction.

E --

RW-221 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 19 21 0 20.9 -- -- -- -- 0 0E 0.4

RW-221 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 36 25 4.9 20.1 -- -- -- -- 7.0 0.041E 0.6

RW-221 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 6.9 -- -- -- -- -- -- -- --V --

RW-221 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 7.6 -- -- -- -- -- -- -- --V --

RW-221 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 9.9 -- -- -- -- -- -- -- --V --

RW-221 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 46 6.4 20.9 -- -- -- -- 0 0.12E 0.4

RW-221 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 57 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-221 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 66 43 0.50 19.7 -- -- -- -- 13 0.0055E 0.5

RW-221 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 -- 0 19.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.7

RW-221 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 67 -- 0 20.2 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.5

RW-221 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 4.2 -- -- -- -- -- -- -- --V --

RW-221 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 7.5 -- -- -- -- -- -- -- --E --

RW-221 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 8.0 -- -- -- -- -- -- -- --E --

RW-221 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 59 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.2

RW-221 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 6.6 -- -- -- -- -- -- -- --V --

RW-221 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 11 -- -- -- -- -- -- -- --V --

RW-221 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 11 -- -- -- -- -- -- -- --E --

RW-221 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 52 55 2.2 20.7 -- -- -- -- 3.5 0.037E 0.3

RW-221 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 52 46 0 20.7 -- -- -- -- 3.5 0E 0.3

RW-221 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 51 46 0.50 20.1 -- -- -- -- 12 0.0070E 0.2

RW-221 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 47 -- 4.0 20.6 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.4

RW-221 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 34 0 20.8 -- -- -- -- 1.3 0E 0.4

RW-221 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 32 0 20.7 -- -- -- -- 3.3 0E 0.3

RW-221 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 52 39 0 19.2 -- -- -- -- 23 0E 0.7

RW-221 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 42 0 19.2 -- -- -- -- 22 0E 0.7
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RW-221 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 44 10 19.4 -- -- -- -- 22 0.14E 0.7

RW-221 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 52 42 8.7 20.4 -- -- -- -- 7.2 0.12E 0.3

RW-221 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 100 0 20.4 -- -- -- -- 15 0E 0.4

RW-221 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 37 2.1 20.3 -- -- -- -- 7.4 0.025E 0.4

RW-221 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 9.2 -- -- -- -- -- -- -- --V --

RW-221 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 10 -- -- -- -- -- -- -- --V --

RW-221 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 8.9 -- -- -- -- -- -- -- --V --

RW-221 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 50 0.20 20.6 -- -- -- -- 3.6 0.0023E 0.4

RW-221 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 46 0 20.7 -- -- -- -- 4.1 0E 0.4

RW-221 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 52 -- 1.8 20.6 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.3

RW-222 10/28/10 TO-14 1,900 12 350 1,300 370 42 150 280 160 470 630 0.41 -- 58 13 -- 2.40 <1 17 64 18 -- -- TPH not measured due to low oxygen 

levels.

E 16.8

RW-222 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 109 -- 293 18.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 3.1

RW-222 01/13/11 TO-14 230 <0.50 13 170 22 0.46 20 20 28 70 98 0.067 167 76 -- 246 18.9 ND 6.3 83 11 -- -- Flow rate not monitored due to water in 

line.

E 2.2

RW-222-

DUP

01/13/11 TO-14 210 <0.50 13 160 22 0.44 18 19 25 64 89 0.063 167 76 -- 246 18.9 ND 6.7 83 11 -- -- Flow rate not monitored due to water in 

line.

E 2.2

RW-222 01/20/11 TO-14 150 <0.50 7.4 120 35 0.24 13 11 21 54 75 0.058 186 44 13 260 19.4 ND 4.6 74 22 7.1 1.2E 1.8

RW-222 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 39 7.1 260 18.6 -- -- -- -- 9.8 1.1E 2.2

RW-222 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 79 -- 42 19.8 -- -- -- -- -- --E 1.4

RW-222 02/04/11 TO-14 400 1.1 26 340 63 0.17 31 17 62 140 202 0.11 -- -- -- -- -- <1 6.0 79 15 -- --E --

RW-222 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 75 -- 53 19.4 -- -- -- -- -- --E 1.6

RW-222 02/17/11 TO-14 190 <0.50 7.6 160 28 0.052 15 5.8 34 72 106 0.073 309 75 22 78 19.3 ND 3.9 82 14 19 0.91E 1.4

RW-222 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-222 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-222 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 84 -- 38 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-222 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 37 288 20.5 -- -- -- -- 6.1 4.2E 0.7

RW-222 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 10 591 20.1 -- -- -- -- 3.4 2.5E 0.8

RW-222 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 26 57 20.8 -- -- -- -- 1.4 0.78E 0.5

RW-222 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 13 137 20.5 -- -- -- -- 1.8 0.59E 0.5

RW-222 07/07/11 TO-14 55 <0.50 <0.50 39 12 <0.050 16 0.98 22 58 80 <0.050 186 82 19 296 19.9 ND ND 76 24 6.1 1.7E 0.6
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RW-222 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 22 109 20.1 -- -- -- -- 5.8 0.77E 0.8

RW-222 07/21/11 TO-14 52 <0.50 <0.50 32 22 <0.050 12 0.20 19 48 67 <0.050 161 80 24 220 20.9 ND ND 59 41 0 1.4E 0.5

RW-222 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 8.7 276 20.2 -- -- -- -- 2.4 0.90E 0.6

RW-222 08/03/11 TO-14 41 <0.50 <0.50 31 10 <0.050 11 0.062 19 47 66 <0.050 168 82 18 153 20.4 ND ND 76 24 3.0 0.88E 0.8

RW-222 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 11 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-222 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 23 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-222 08/19/11 TO-14 28 <0.50 <0.50 20 6.5 <0.050 5.7 <0.050 13 29 42 <0.050 -- 91 8.3 155 20.9 ND ND 75 25 0 --E 0

RW-222 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 40 230 20.9 -- -- -- -- 0 4.2E 0

RW-222 08/31/11 TO-14 29 <0.50 <0.50 22 7.2 <0.050 4.0 <0.050 13 25 38 <0.050 167 78 44 76 20.3 ND ND 75 25 8.9 1.1E 0.6

RW-222 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-222 09/14/11 TO-14 28 <0.50 <0.50 19 8.8 <0.050 3.0 <0.050 12 22 34 <0.050 91 79 53 43 20.0 ND ND 68 32 12 0.56E 0.8

RW-222 09/21/11 TO-14 26 <0.50 <0.50 17 7.6 <0.050 2.0 <0.050 11 17 28 <0.050 168 74 50 29 20.8 ND ND 69 31 1.7 0.47E 1.8

RW-222 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 27 161 20.2 -- -- -- -- 6.4 1.4E 0.8

RW-222 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-222 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-222 10/20/11 TO-14 25 <0.50 <0.50 15 8.5 <0.050 0.90 <0.050 6.6 7.5 14 <0.050 68 70 44 69 19.9 ND ND 64 36 6.1 0.40E 0.8

RW-222 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 28 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-222 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 29 100 19.8 -- -- -- -- -- --E 1.0

RW-222 11/01/11 TO-14 13 <0.50 <0.50 7.5 5.9 <0.050 0.32 <0.050 2.5 2.8 5.3 <0.050 140 59 36 48 19.7 ND ND 56 44 21 0.81 Water in line.E 1.2

RW-222 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 71 165 19.9 -- -- -- -- 31 5.0E 0.6

RW-222 11/16/11 TO-14 72 <0.50 <0.50 32 37 <0.050 0.24 <0.050 2.6 2.2 4.8 <0.050 150 83 19 159 19.8 ND ND 46 54 6.4 0.90E 1.4

RW-222-

DUP

11/16/11 TO-14 75 <0.50 <0.50 35 38 <0.050 0.26 <0.050 2.8 2.3 5.1 <0.050 150 83 19 159 19.8 ND ND 48 54 6.4 0.90E 1.4

RW-222 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-222 11/30/11 TO-14 71 <0.50 <0.50 31 33 <0.050 0.13 <0.050 1.5 1.2 2.7 <0.050 320 57 38 87 19.2 ND ND 48 52 36 1.8E 1.0

RW-222 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 -- 89 19.9 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.6

RW-222 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 43 108 20.0 -- -- -- -- 12 1.4 Water in line.E 1.4
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RW-222 12/21/11 TO-14 48 <0.50 <0.50 17 31 <0.050 <0.050 <0.050 0.57 0.37 0.94 <0.050 156 63 -- 81 19.0 ND ND 35 65 -- -- Flow rate not monitored due to water in 

line.

E 2.0

RW-222 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-222 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-222 02/01/12 TO-14 48 <0.50 <0.50 24 16 <0.050 <0.050 <0.050 0.41 0.24 0.65 <0.050 96 67 -- 64 18.6 ND ND 60 40 -- -- Flow rate not collected due to water in line.E 2.2

RW-222 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 33 83 20.9 -- -- -- -- 0 0.82E 0

RW-222 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-222 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 -- -- -- -- -- -- -- -- -- Unable to collect readings due to water in 

line.

E --

RW-222 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 5.3 1.8 60 18.8 -- -- -- -- 1.1 0.030E 1.5

RW-222 04/19/12 TO-14 22 <0.50 <0.50 3.6 12 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 72 30 18.3 ND ND 23 77 61 0.67E 2.0

RW-222 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 71 34 18.3 -- -- -- -- 67 0.84E 2.4

RW-222 05/16/12 TO-14 20 <0.50 <0.50 3.6 14 <0.050 <0.050 <0.050 0.068 <0.050 0.068 <0.050 318 38 79 29 18.3 ND ND 20 80 66 0.70E 2.4

RW-222 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 17 0 20.9 -- -- -- -- 0 0E 0

RW-222 06/11/12 TO-14 20 <0.50 <0.50 3.5 12 <0.050 <0.050 <0.050 0.054 <0.050 0.054 <0.050 503 56 22 30 18.9 ND ND 23 77 28 0.41E 2.0

RW-222 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 84 18 18.5 -- -- -- -- 89 0.65E 3.3

RW-222 07/11/12 TO-14 8.9 <0.50 <0.50 1.1 7.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 28 22 18.9 ND ND 13 87 19 0.20E 1.2

RW-222 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 28 15 19.0 -- -- -- -- 19 0.14E 2.1

RW-222 08/08/12 TO-14 8.5 <0.50 <0.50 0.67 6.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 37 15 -- ND ND 9.1 91 -- 0.17 Field readings not collected due to 

equipment malfunction.

E --

RW-222 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 21 11 19.2 -- -- -- -- 12 0.077E 1.3

RW-222 09/05/12 TO-14 9.0 <0.50 <0.50 0.73 6.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 57 29 11 18.5 ND ND 10 90 25 0.11E 1.6

RW-222 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 69 77 14 18.5 -- -- -- -- 40 0.22E 1.5

RW-222 10/05/12 TO-14 5.6 <0.50 <0.50 <0.50 5.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 38 16 18.6 ND ND ND 100 30 0.20E 1.6

RW-222 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 27 6.2 18.7 -- -- -- -- 19 0.051E 1.5

RW-222 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 28 8.3 18.9 -- -- -- -- 24 0.095E 1.4

RW-222 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 -- 3.3 18.6 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.5

RW-222 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.76 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 66 -- 3.9 18.4 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 1.3
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RW-222 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 1.7 18.6 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.3

RW-222 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 31 0.80 18.2 ND ND ND ND 29 0.0082E 1.6

RW-222 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 1.7 16.9 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 2.1

RW-222 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 67 -- 0 17.5 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 1.5

RW-222 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 17.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 2.4

RW-222 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 -- 1.1 17.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.9

RW-222 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 60 0.50 18.2 -- -- -- -- 54 0.0097E 1.7

RW-222 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 36 31 17.6 -- -- -- -- 35 0.31E 1.7

RW-222 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 4.3 2.4 17.2 -- -- -- -- 5.9 0.0037E 2.0

RW-222 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 38 0 18.1 -- -- -- -- 34 0E 1.7

RW-222 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 26 0 18.2 -- -- -- -- 27 0E 1.7

RW-222 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 -- 0.20 17.7 -- -- -- -- -- -- Well not monitored due to stadium event.E 1.1

RW-222 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 4.0 18.1 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 1.8

RW-222 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 17 0 18.5 -- -- -- -- 16 0E 1.6

RW-222 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 13 0.60 18.6 -- -- -- -- 16 0.0040E 1.4

RW-222 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 4.8 -- -- -- -- -- -- -- --V --

RW-222 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 5.0 -- -- -- -- -- -- -- --V --

RW-222 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.5 -- -- -- -- -- -- -- --V --

RW-222 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 33 18 19.2 -- -- -- -- 19 0.19E 1.0

RW-222 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 29 0 19.3 -- -- -- -- 14 0E 0.7

RW-222 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 22 1.6 19.2 -- -- -- -- 13 0.012E 0.8

RW-222 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 16 0 19.1 -- -- -- -- 9.8 0E 1.2

RW-222 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 81 0.80 19.1 -- -- -- -- 41 0.018E 0.8

RW-222 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 26 7.2 18.4 -- -- -- -- 20 0.057E 1.3

RW-222 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 26 0 18.1 -- -- -- -- 17 0E 1.6

RW-222 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 35 0 18.5 -- -- -- -- 37 0E 1.6

RW-222 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 54 2.2 18.3 -- -- -- -- 50 0.041E 1.5
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RW-223 10/28/10 TO-14 1,200 2.7 46 880 290 8.0 70 40 200 480 680 0.48 -- 58 10 4,309 15.4 <1 3.8 72 24 -- --E 11.9

RW-223 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 105 -- 208 19.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 1.4

RW-223 01/13/11 TO-14 1,100 <0.50 7.2 270 800 <0.050 15 5.3 44 100 144 0.11 167 79 -- 294 19.8 ND <1 25 74 -- -- Flow rate not monitored due to water in 

line.

E 0.9

RW-223 01/20/11 TO-14 190 <0.50 4.2 170 30 <0.050 12 3.7 35 76 111 0.12 186 44 20 190 20.5 ND 2.1 83 15 3.0 1.4E 0.4

RW-223 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 40 9.5 322 19.3 -- -- -- -- 9.1 1.8E 1.4

RW-223 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 79 -- 44 19.9 -- -- -- -- -- --E 1.0

RW-223 02/04/11 TO-14 440 1.0 12 410 33 <0.050 33 8.5 99 210 309 <0.050 -- -- -- -- -- <1 2.6 90 7.2 -- --E --

RW-223 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 71 -- 47 20.0 -- -- -- -- -- --E 1.2

RW-223 02/17/11 TO-14 350 <0.50 13 330 28 <0.050 27 7.7 84 180 264 <0.050 309 72 -- 123 19.9 ND 3.5 89 7.5 -- --E 1.2

RW-223 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound 

test.SVE system shut down for rebound 

test.

E --

RW-223 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-223 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 77 -- 47 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-223 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 93 33 236 20.9 -- -- -- -- 0 3.1E 0.2

RW-223 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 94 37 250 20.4 -- -- -- -- 7.5 3.6E 0.5

RW-223 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 88 33 222 20.6 -- -- -- -- 5.4 3.9E 0.6

RW-223 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 85 38 176 20.8 -- -- -- -- 1.3 2.2E 0.3

RW-223 07/07/11 TO-14 120 <0.50 <0.50 28 82 <0.050 2.0 0.23 14 18 32 <0.050 186 80 68 226 20.1 ND ND 25 75 18 4.8E 0.4

RW-223 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 79 29 94 20.5 -- -- -- -- 3.9 0.89E 0.4

RW-223 07/21/11 TO-14 34 <0.50 <0.50 18 14 <0.050 1.2 0.14 8.0 10 18 <0.050 161 79 33 150 20.5 ND ND 56 44 3.8 1.4E 0.4

RW-223 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 77 22 72 20.7 -- -- -- -- 1.7 0.58E 0.2

RW-223 08/03/11 TO-14 73 <0.50 0.51 16 62 <0.050 0.79 0.12 6.6 7.6 14 <0.050 168 81 29 53 20.8 ND <1 20 79 0.98 0.50E 0.6

RW-223 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 75 23 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-223 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 78 37 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-223 08/19/11 TO-14 55 <0.50 0.59 13 55 <0.050 0.36 <0.050 3.6 3.7 7.3 <0.050 -- 89 26 129 20.9 ND <1 19 80 0 --E 0

RW-223 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 29 177 20.9 -- -- -- -- 0 2.3E 0

RW-223 08/31/11 TO-14 25 <0.50 0.74 5.5 30 <0.050 0.14 <0.050 1.8 1.7 3.5 <0.050 167 76 24 44 20.9 ND 2.0 15 83 0 0.34E 0.1
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RW-223 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-223 09/14/11 TO-14 51 <0.50 <0.50 6.8 48 <0.050 0.16 <0.050 2.2 1.8 4.0 <0.050 91 77 61 59 20.3 ND ND 12 88 9.4 0.91E 0.4

RW-223 09/21/11 TO-14 42 <0.50 <0.50 5.3 42 <0.050 0.12 <0.050 1.8 1.5 3.3 <0.050 168 73 58 18 20.9 ND ND 11 89 0 0.34E 0.8

RW-223 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 78 28 97 20.6 -- -- -- -- 2.8 0.88E 0.7

RW-223 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-223 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-223 10/20/11 TO-14 44 <0.50 <0.50 4.4 47 <0.050 <0.050 <0.050 0.44 0.39 0.83 <0.050 68 70 47 28 20.5 ND ND 8.6 91 2.6 0.17E 0.4

RW-223 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 49 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-223 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 96 30 20.7 -- -- -- -- -- --E 0.4

RW-223 11/01/11 TO-14 12 <0.50 <0.50 1.3 18 <0.050 <0.050 <0.050 0.24 0.20 0.44 <0.050 140 58 41 12 20.9 ND ND 6.7 93 0 0.22E 0.4

RW-223 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 49 -- 57 20.9 -- -- -- -- 0 -- Flow rate not measured due to water in 

line.

E 0

RW-223 11/16/11 TO-14 130 <0.50 <0.50 6.3 130 <0.050 <0.050 <0.050 0.34 0.20 0.54 <0.050 150 82 23 39 20.7 ND ND 4.6 95 1.4 0.26E 0.4

RW-223 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-223 11/30/11 TO-14 120 <0.50 <0.50 4.7 130 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 -- 13 20.6 ND ND 3.5 97 -- -- Flow rate not measured due to water in 

line.

E 0.3

RW-223 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 47 16 20.9 -- -- -- -- 0 0.22 Water in line.E 0.9

RW-223 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 23 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-223 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 -- 11 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-223 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-223 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-223 02/01/12 TO-14 14 <0.50 <0.50 1.7 7.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 66 -- 34 20.2 ND ND 18 82 -- -- Flow rate not collected due to water in line.E 0.5

RW-223 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 46 21 20.9 -- -- -- -- 0 0.29E 0

RW-223 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --
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RW-223 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 -- -- -- -- -- -- -- -- -- Unable to collect readings due to water in 

line.

E --

RW-223 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 4.8 3.1 24 20.9 -- -- -- -- 0 0.021E 0

RW-223 04/19/12 TO-14 3.9 <0.50 <0.50 <0.50 2.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 45 -- 4.7 20.9 ND ND ND 100 0 -- Unable to collect flow rate due to water in 

line.

E 0.3

RW-223 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 -- 0 20.8 -- -- -- -- -- -- Unable to collect flow rate due to water in 

line.

E 0.4

RW-223 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 43 67 2.4 20.7 ND ND ND 100 4.3 0.050 Water in line.E 0.4

RW-223 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 32 -- 0 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-223 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 11 13 19 20.9 ND ND ND 100 0 0.15E 0

RW-223 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 37 3.4 20.9 -- -- -- -- 0 0.054E 0.6

RW-223 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 41 8.7 20.9 ND ND ND 100 0 0.12E 0

RW-223 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 19 5.6 20.9 -- -- -- -- 0 0.038E 0.4

RW-223 08/08/12 TO-14 4.5 <0.50 <0.50 <0.50 3.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 45 4.3 -- ND ND ND 100 -- 0.058 Field readings not collected due to 

equipment malfunction.

E --

RW-223 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 52 0 20.9 -- -- -- -- 0 0E 0.4

RW-223 09/05/12 TO-14 5.4 <0.50 <0.50 <0.50 4.2 <0.050 <0.050 <0.050 <0.050 0.058 0.058 <0.050 354 58 45 0 20.9 ND ND ND 100 0 0E 0.2

RW-223 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 62 8.7 20.6 -- -- -- -- 4.0 0.11E 0.2

RW-223 10/05/12 TO-14 2.2 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 40 13 20.9 ND ND ND 100 0 0.17E 0.2

RW-223 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 40 5.6 20.9 -- -- -- -- 0 0.068E 0.2

RW-223 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 51 10 20.9 -- -- -- -- 0 0.21E 0.2

RW-223 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 -- -- -- -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E --

RW-223 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 -- 3.5 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-223 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- -- -- -- -- -- -- -- -- Well not monitored due to water in line.E --

RW-223 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 1.6 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-223 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 -- -- -- -- -- -- -- -- -- Unable to monitor due to water in line.V --

RW-223 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 67 -- 0 20.1 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.2

RW-223 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1
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RW-223 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 -- -- -- -- -- -- -- -- -- Unable to monitor due to water in line.E --

RW-223 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 2.9 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-223 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 65 -- 27 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-223 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 -- 0.70 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.9

RW-223 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 -- 1.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-223 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-223 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 21 5.2 20.5 -- -- -- -- 2.7 0.034E 0.1

RW-223 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-223 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 1.5 -- -- -- -- -- -- -- --V --

RW-223 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 2.3 -- -- -- -- -- -- -- --V --

RW-223 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 24 0 20.4 -- -- -- -- 4.1 0E 0.1

RW-223 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 9.6 1.6 20.5 -- -- -- -- 1.2 0.0046E 0.2

RW-223 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 54 14 14 20.8 -- -- -- -- 0.47 0.061E 0.2

RW-223 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 4.2 -- -- -- -- -- -- -- --V --

RW-223 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 56 -- -- -- -- -- -- -- --V --

RW-223 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 5.4 -- -- -- -- -- -- -- --V --

RW-223 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 33 0 20.9 -- -- -- -- 0 0E 0.1

RW-223 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 45 0.60 20.6 -- -- -- -- 3.8 0.0073E 0.1

RW-223 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 -- 9.8 20.6 -- -- -- -- -- --E 0.2

RW-223 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 -- 0 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-223 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-223 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 3.8 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.1

RW-224 10/28/10 TO-14 1,600 4.0 65 1,300 210 1.1 79 24 240 520 760 0.21 -- 58 11 6,507 19.1 <1 4.1 82 13 -- --E 2.4

RW-224 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 99 -- 26 20.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0.1
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RW-224 01/13/11 TO-14 570 0.64 29 480 140 0.54 26 16 72 150 222 <0.050 167 74 -- 721 20.7 <1 4.5 74 22 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-224 01/20/11 TO-14 1,400 0.58 100 1,100 230 1.5 69 48 28 59 87 0.18 186 38 19 1,050 20.6 <1 7.0 77 16 2.1 7.1E 0.4

RW-224-

DUP

01/20/11 TO-14 95 <0.50 7.5 63 19 0.63 5.5 8.5 9.5 21 31 <0.050 186 38 19 1,050 20.6 ND 8.4 77 21 2.1 7.1E 0.4

RW-224 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 36 15 821 20.0 -- -- -- -- 8.1 7.2E 0.4

RW-224 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 82 -- 236 20.6 -- -- -- -- -- --E 0.2

RW-224 02/04/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

RW-224 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 73 -- 491 20.4 -- -- -- -- -- --E 0.4

RW-224 02/17/11 TO-14 270 <0.50 14 190 70 0.27 8.4 8.8 30 55 85 <0.050 309 78 -- 175 20.3 ND 5.1 69 26 -- -- Flow rate not recorded due to water in line.E 0.2

RW-224 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-224 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-224 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 79 49 60 20.9 -- -- -- -- 0 --E 0.1

RW-224 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 97 27 212 20.9 -- -- -- -- 0 2.3E 0

RW-224 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 95 19 189 20.9 -- -- -- -- 0 1.4E 0

RW-224 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 24 134 20.9 -- -- -- -- 0 1.6E 0

RW-224 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 85 27 100 20.9 -- -- -- -- 0 0.87E 0

RW-224 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 81 25 16 20.9 -- -- -- -- 0 0.13E 0.1

RW-224 07/13/11 TO-14 57 <0.50 0.68 22 29 <0.050 1.4 0.95 10 14 24 <0.050 144 80 23 128 20.8 ND 1.3 43 56 0.77 0.95E 0.2

RW-224 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 47 136 20.8 -- -- -- -- 1.3 1.8E 0

RW-224 07/27/11 TO-14 33 <0.50 <0.50 13 20 <0.050 0.79 0.68 6.2 7.7 14 <0.050 165 77 23 149 20.9 ND ND 39 61 0 1.3E 0.1

RW-224 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 81 26 82 20.9 -- -- -- -- 0 0.71E 0.2

RW-224 08/11/11 TO-14 39 <0.50 <0.50 11 29 <0.050 0.43 0.42 4.3 4.7 9.0 <0.050 163 75 20 16 20.9 ND ND 28 73 0 0.089E 0

RW-224 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 31 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-224 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 90 58 111 20.8 -- -- -- -- -- --E 0.2

RW-224 08/24/11 TO-14 24 <0.50 <0.50 8.0 17 <0.050 0.24 0.24 2.7 2.8 5.5 <0.050 169 76 27 139 20.9 ND ND 32 68 0 1.7E 0

RW-224-

DUP

08/24/11 TO-14 11 <0.50 0.56 5.8 4.8 <0.050 0.26 0.34 2.4 3.0 5.4 <0.050 169 76 27 139 20.9 ND ND 52 68 0 1.7E 0

RW-224 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 35 44 20.9 -- -- -- -- 0 0.50E 0.1

RW-224 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-224 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 26 18 20.9 -- -- -- -- 0 0.12E 0

RW-224 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 73 64 34 20.9 -- -- -- -- 0 0.71E 0
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RW-224 09/28/11 TO-14 19 <0.50 <0.50 8.2 9.3 <0.050 0.10 0.18 1.6 1.5 3.1 <0.050 167 78 27 145 20.7 ND ND 47 53 1.8 1.3E 0.4

RW-224-

DUP

09/28/11 TO-14 15 <0.50 <0.50 8.2 7.2 <0.050 0.11 0.19 1.6 1.5 3.1 <0.050 167 78 27 145 20.7 ND ND 53 53 1.8 1.3E 0.4

RW-224 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-224 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-224 10/20/11 TO-14 16 <0.50 <0.50 4.3 12 <0.050 0.070 0.18 0.79 0.79 1.6 <0.050 68 69 23 29 20.9 ND ND 26 74 0 0.088E 0.2

RW-224 10/27/11 TO-14 18 <0.50 <0.50 5.9 14 <0.050 <0.050 0.079 0.72 0.64 1.4 <0.050 104 56 16 -- -- ND ND 30 70 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-224 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 15 49 20.9 -- -- -- -- 0 --E 0.2

RW-224 11/01/11 TO-14 47 <0.50 3.7 21 16 <0.050 0.20 0.80 2.3 2.5 4.8 <0.050 140 59 20 27 20.9 ND 9.1 52 39 0 0.26E 0

RW-224 11/09/11 TO-14 41 <0.50 1.2 14 27 <0.050 0.11 0.30 1.3 1.6 2.9 <0.050 250 51 -- 87 20.9 ND 2.8 33 64 0 -- Flow rate not measured due to water in 

line.

E 0

RW-224 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 82 23 119 20.8 -- -- -- -- 0.69 0.79E 0.2

RW-224 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-224 11/30/11 TO-14 93 <0.50 0.90 14 71 <0.050 0.056 0.16 0.98 0.90 1.9 <0.050 320 57 48 51 20.8 ND 1.0 16 83 2.7 1.3E 0.1

RW-224 12/07/11 TO-14 63 <0.50 0.84 15 52 <0.050 0.080 0.23 1.4 1.7 3.1 <0.050 159 64 108 79 20.9 ND 1.2 22 77 0 2.6 Water in line.E 0.4

RW-224 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 108 98 20.9 -- -- -- -- 0 3.3 Water in line.E 0

RW-224 12/21/11 TO-14 38 <0.50 0.76 12 38 <0.050 0.057 0.18 1.0 1.1 2.1 <0.050 156 62 -- 66 20.8 ND 1.5 24 75 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-224 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-224 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-224 02/01/12 TO-14 31 <0.50 2.2 15 11 <0.050 0.23 0.78 1.5 2.8 4.3 <0.050 96 66 -- 34 20.7 ND 7.8 53 39 -- -- Flow rate not collected due to water in line.E 0.2

RW-224 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 70 50 20.9 -- -- -- -- 0 1.0E 0.4

RW-224 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-224 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 41 -- -- -- -- -- -- -- -- -- Unable to collect readings due to water in 

line.

E --

RW-224 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 2.9 1.1 2.1 20.9 -- -- -- -- 0 0.00065E 0

RW-224 04/19/12 TO-14 11 <0.50 <0.50 2.7 6.4 <0.050 <0.050 <0.050 0.21 0.27 0.48 <0.050 326 47 -- 19 20.9 ND ND 30 70 0 -- Unable to collect flow rate due to water in 

line.

E 0.2
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RW-224-

DUP

04/19/12 TO-14 17 <0.50 <0.50 2.3 12 <0.050 <0.050 <0.050 0.15 0.22 0.37 <0.050 326 47 -- 19 20.9 ND ND 30 84 0 -- Unable to collect flow rate due to water in 

line.

E 0.2

RW-224 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 41 -- 1.1 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0

RW-224 05/16/12 TO-14 18 <0.50 <0.50 0.91 16 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 43 36 11 20.9 ND ND 5.4 95 0 0.12E 0.2

RW-224 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 51 7.0 20.9 -- -- -- -- 0 0.13E 0

RW-224 06/11/12 TO-14 13 <0.50 <0.50 2.2 9.9 <0.050 <0.050 <0.050 0.31 0.32 0.63 <0.050 503 56 17 20 20.9 ND ND 18 82 0 0.21E 0

RW-224 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 51 0 20.9 -- -- -- -- 0 0E 0.2

RW-224 07/11/12 TO-14 11 <0.50 <0.50 2.8 7.8 <0.050 <0.050 <0.050 0.24 0.35 0.59 <0.050 336 57 20 26 20.9 ND ND 26 74 0 0.17E 0

RW-224-

DUP

07/11/12 TO-14 13 <0.50 <0.50 2.2 10 <0.050 <0.050 <0.050 0.26 0.44 0.70 <0.050 336 57 20 26 20.9 ND ND 26 82 0 0.17E 0

RW-224 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 25 19 20.9 -- -- -- -- 0 0.17E 0

RW-224 08/08/12 TO-14 13 <0.50 <0.50 1.7 11 <0.050 <0.050 <0.050 0.18 0.31 0.49 <0.050 333 58 24 23 -- ND ND 13 87 -- 0.17 Field readings not collected due to 

equipment malfunction.

E --

RW-224-

DUP

08/08/12 TO-14 15 <0.50 <0.50 1.8 13 <0.050 <0.050 <0.050 0.20 0.33 0.53 <0.050 333 58 24 23 -- ND ND 13 88 -- 0.17 Field readings not collected due to 

equipment malfunction.

E --

RW-224 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 26 20 20.9 -- -- -- -- 0 0.17E 0

RW-224 09/05/12 TO-14 11 <0.50 0.61 2.5 8.2 <0.050 <0.050 <0.050 0.18 0.31 0.49 <0.050 354 57 23 17 20.9 ND 5.4 22 73 0 0.14E 0.1

RW-224 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 69 21 20.9 -- -- -- -- 0 0.30E 0

RW-224 10/05/12 TO-14 7.3 <0.50 <0.50 0.95 5.2 <0.050 <0.050 <0.050 0.18 0.42 0.60 <0.050 335 68 33 25 20.9 ND ND 15 85 0 0.27E 0

RW-224 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 23 23 20.9 -- -- -- -- 0 0.16E 0

RW-224 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 20 20 20.9 -- -- -- -- 0 0.17E 0.1

RW-224 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 -- 14 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-224 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.60 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 31 11 20.6 ND ND ND 100 2.4 0.083E 0

RW-224 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 50 13 20.9 -- -- -- -- 0 0.20E 0

RW-224 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 11 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-224 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 5.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-224 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 -- 3.2 20.5 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-224 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0
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RW-224 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 6.4 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-224 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 7.5 -- -- -- -- -- -- -- --V --

RW-224 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 8.4 -- -- -- -- -- -- -- --V --

RW-224 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 12 -- -- -- -- -- -- -- --E --

RW-224 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 53 45 1.8 20.9 -- -- -- -- 0 0.025E 0

RW-224 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 52 42 0 20.9 -- -- -- -- 0 0E 0

RW-224 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 51 45 3.1 20.6 -- -- -- -- 4.2 0.042E 0

RW-224 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 47 -- 10 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-224 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 36 0 20.9 -- -- -- -- 0 0E 0

RW-224 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 40 34 5.5 20.9 -- -- -- -- 0 0.094E 0

RW-224 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 50 1.2 20.8 -- -- -- -- 1.7 0.020E 0

RW-224 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 43 2.6 20.9 -- -- -- -- 0 0.034E 0

RW-224 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 47 14 20.9 -- -- -- -- 0 0.22E 0

RW-224 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 52 52 0 20.9 -- -- -- -- 0 0E 0

RW-224 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 52 46 2.6 20.9 -- -- -- -- 0 0.036E 0

RW-224 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 42 4.0 20.8 -- -- -- -- 1.4 0.055E 0

RW-224 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 12 -- -- -- -- -- -- -- --V --

RW-224 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 12 -- -- -- -- -- -- -- --V --

RW-224 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 11 -- -- -- -- -- -- -- --V --

RW-224 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 47 49 0.90 20.9 -- -- -- -- 0 0.010E 0

RW-224 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 46 1.3 20.9 -- -- -- -- 0 0.026E 0

RW-224 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 51 44 5.6 20.9 -- -- -- -- 0 0.087E 0

RW-225 10/28/10 TO-14 630 1.8 12 300 170 0.97 8.7 11 51 71 122 <0.050 -- 55 -- 1,129 20.7 <1 2.5 62 35 -- -- Flow rate not measured due to water in 

line.

E 0

RW-225 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 87 -- 318 20.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-225 01/13/11 TO-14 81 <0.50 <0.50 56 21 <0.050 0.93 0.60 4.8 7.0 12 <0.050 167 69 -- 42 20.7 ND ND 73 27 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-225 01/20/11 TO-14 66 <0.50 0.73 32 24 <0.050 1.1 1.0 4.6 7.2 12 <0.050 186 41 -- 138 17.5 ND 1.3 56 42 -- -- Flow rate not meausred due to water in 

line.

E 2.6

RW-225 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 34 -- 78 20.6 -- -- -- -- -- --E 0.2
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RW-225 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 71 -- 45 20.9 -- -- -- -- 0 --E 0

RW-225 02/04/11 TO-14 130 <0.50 1.4 65 50 <0.050 0.58 0.54 6.6 7.1 14 <0.050 -- -- -- -- -- ND 1.2 56 43 -- --E --

RW-225-

DUP

02/04/11 TO-14 140 <0.50 1.3 71 57 <0.050 0.79 0.70 7.1 8.8 16 <0.050 -- -- -- -- -- ND 1.2 56 44 -- --E --

RW-225 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 80 -- 53 20.5 -- -- -- -- -- --E 0.2

RW-225 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 -- -- -- -- -- -- -- -- -- -- Unable to draw sample due to water in line.E --

RW-225 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-225 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-225 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 82 55 108 20.2 -- -- -- -- -- --E 0.2

RW-225 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 -- 39 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-225 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 28 5.2 20.9 -- -- -- -- 0 0.058E 0

RW-225 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 34 11 20.9 -- -- -- -- 0 0.21E 0

RW-225 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 25 11 20.9 -- -- -- -- 0 0.092E 0

RW-225 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 33 31 20.7 -- -- -- -- 2.1 0.32E 0.2

RW-225 07/13/11 TO-14 6.9 <0.50 <0.50 1.6 4.0 <0.050 <0.050 <0.050 0.45 0.41 0.86 <0.050 144 80 11 18 20.5 ND ND 29 71 1.5 0.063E 0.4

RW-225 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 21 43 20.6 -- -- -- -- 1.8 0.25E 0

RW-225 07/27/11 TO-14 7.4 <0.50 <0.50 1.4 7.4 <0.050 <0.050 <0.050 0.39 0.42 0.81 <0.050 165 78 14 18 20.9 ND ND 16 84 0 0.090E 0.1

RW-225 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 14 13 20.9 -- -- -- -- 0 0.061E 0

RW-225 08/11/11 TO-14 4.3 <0.50 <0.50 1.3 2.8 <0.050 <0.050 <0.050 0.30 0.26 0.56 <0.050 163 76 11 11 20.9 ND ND 32 68 0 0.033E 0.1

RW-225 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 18 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-225 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 90 13 27 20.9 -- -- -- -- 0 --E 0.1

RW-225 08/24/11 TO-14 6.2 <0.50 <0.50 2.1 4.8 <0.050 0.070 <0.050 0.42 0.38 0.80 <0.050 169 76 24 66 20.9 ND ND 30 70 0 0.72E 0

RW-225 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 43 14 20.9 -- -- -- -- 0 0.20E 0.1

RW-225 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-225 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 37 8.0 20.9 -- -- -- -- 0 0.073E 0.1

RW-225 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 73 43 2.5 20.9 -- -- -- -- 0 0.035E 0

RW-225 09/28/11 TO-14 5.1 <0.50 <0.50 <0.50 4.8 <0.050 <0.050 <0.050 0.10 0.086 0.19 <0.050 167 79 27 26 20.9 ND ND ND 100 0 0.23E 0.2

RW-225 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-225 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-225 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 0.090 0.11 0.20 <0.050 68 69 39 12 20.9 ND ND ND 100 0 0.062E 0.2
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RW-225 10/27/11 TO-14 16 <0.50 <0.50 1.8 9.3 <0.050 <0.050 <0.050 0.24 0.36 0.60 <0.050 104 55 28 -- -- ND ND 16 84 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-225 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 23 13 20.9 -- -- -- -- 0 -- Water in line.E 0.2

RW-225 11/01/11 TO-14 9.1 <0.50 <0.50 1.6 7.7 <0.050 <0.050 <0.050 0.16 0.14 0.30 <0.050 140 58 25 4.2 20.9 ND ND 17 83 0 0.050E 0.1

RW-225 11/09/11 TO-14 6.4 <0.50 <0.50 1.5 5.7 <0.050 <0.050 <0.050 0.14 0.093 0.23 <0.050 250 50 96 19 20.9 ND ND 21 79 0 0.79E 0

RW-225 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 23 -- 23 20.9 -- -- -- -- 0 -- Flow rate not measured due to water in 

line.

E 0.2

RW-225 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-225 11/30/11 TO-14 7.5 <0.50 <0.50 0.87 6.6 <0.050 <0.050 <0.050 0.15 0.12 0.27 <0.050 320 56 -- 4.8 20.9 ND ND 12 88 0 -- Flow rate not measured due to water in 

line.

E 0

RW-225 12/07/11 TO-14 5.1 <0.50 <0.50 2.0 2.9 <0.050 <0.050 <0.050 0.29 0.28 0.57 <0.050 159 63 114 6.6 20.9 ND ND 41 59 0 0.23 Water in line.E 0.3

RW-225-

DUP

12/07/11 TO-14 5.5 <0.50 <0.50 <0.50 3.7 <0.050 <0.050 <0.050 0.065 <0.050 0.065 <0.050 159 63 114 6.6 20.9 ND ND ND 59 0 0.23 Water in line.E 0.3

RW-225 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 62 -- 6.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-225 12/21/11 TO-14 2.2 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 60 -- 3.9 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-225-

DUP

12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 60 -- 3.9 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-225 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 30 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-225 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-225 02/01/12 TO-14 2.3 <0.50 <0.50 0.82 0.82 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 62 -- 8.3 20.5 ND ND 50 50 -- -- Flow rate not collected due to water in line.E 0.1

RW-225 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 -- 12 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.2

RW-225 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-225 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 41 42 6.2 20.9 ND ND ND ND 0 --E 0

RW-225 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 -- 5.6 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0

RW-225 04/19/12 TO-14 3.8 <0.50 <0.50 0.80 2.7 <0.050 <0.050 <0.050 0.088 0.088 0.18 <0.050 326 45 46 2.5 20.8 ND ND 23 77 1.5 0.036E 0.4

RW-225 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 39 74 0.60 20.9 -- -- -- -- 0 0.016E 0

RW-225 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.83 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 37 105 2.9 20.9 ND ND ND 100 0 0.094E 0
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RW-225 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 43 0 20.9 -- -- -- -- 0 0E 0

RW-225 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 60 7.4 20.9 ND ND ND ND 0 0.28E 0

RW-225 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 54 62 0 20.9 -- -- -- -- 0 0E 0.3

RW-225 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 45 2.2 20.9 ND ND ND ND 0 0.032E 0

RW-225 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 34 0 20.9 -- -- -- -- 0 0E 0

RW-225 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 57 67 1.1 -- ND ND ND ND -- 0.022 Field readings not collected due to 

equipment malfunction.

E --

RW-225 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 49 0 20.9 -- -- -- -- 0 0E 0

RW-225 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 57 34 0 20.9 -- -- -- -- 0 0E 0

RW-225 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 69 111 2.9 20.9 -- -- -- -- 0 0.068E 0

RW-225 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 72 4.1 20.9 -- -- -- -- 0 0.097E 0

RW-225 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 63 84 2.4 20.9 -- -- -- -- 0 0.061E 0

RW-225 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 48 60 3.0 20.9 -- -- -- -- 0 0.073E 0

RW-225 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 55 75 0.50 20.9 -- -- -- -- 0 0.018E 0

RW-225 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 11 -- -- -- -- -- -- -- --V --

RW-225 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 16 -- -- -- -- -- -- -- --E --

RW-225 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 14 -- -- -- -- -- -- -- --E --

RW-225 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 50 78 0.10 20.7 -- -- -- -- 5.9 0.0029E 0

RW-225 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 55 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-225 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 57 97 0 20.9 -- -- -- -- 0 0E 0

RW-225 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 87 1.2 20.9 -- -- -- -- 0 0.031E 0

RW-225 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 60 93 7.0 20.9 -- -- -- -- 0 0.21E 0

RW-225 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 56 11 0 20.9 -- -- -- -- 0 0E 0

RW-225 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 55 86 4.7 20.5 -- -- -- -- 13 0.14E 0

RW-225 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 45 20 0 20.9 -- -- -- -- 0 0E 0

RW-225 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 47 78 0 20.9 -- -- -- -- 0 0E 0

RW-225 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 84 3.4 20.7 -- -- -- -- 5.3 0.087E 0

RW-225 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-225 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 21 -- -- -- -- -- -- -- --V --

RW-225 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 1.8 -- -- -- -- -- -- -- --V --

RW-225 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 40 85 0 20.8 -- -- -- -- 2.9 0E 0
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RW-225 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 46 85 1.1 20.9 -- -- -- -- 0 0.028E 0

RW-225 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 46 87 12 20.9 -- -- -- -- 0 0.35E 0

RW-225 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 14 -- -- -- -- -- -- -- --V --

RW-225 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 13 -- -- -- -- -- -- -- --V --

RW-225 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 16 -- -- -- -- -- -- -- --V --

RW-225 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 45 82 0 20.9 -- -- -- -- 0 0E 0

RW-225 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 47 87 3.0 20.6 -- -- -- -- 7.3 0.071E 0.1

RW-225 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 112 10 20.8 -- -- -- -- 3.5 0.35E 0

RW-225 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 43 84 0 20.9 -- -- -- -- 0 0E 0

RW-225 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 43 85 0.80 20.9 -- -- -- -- 0 0.029E 0

RW-225 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 46 69 4.5 20.9 -- -- -- -- 0 0.11E 0

RW-226 10/28/10 TO-14 570 <0.50 0.62 250 220 <0.050 0.77 0.20 18 19 37 <0.050 -- 55 59 924 20.5 ND <1 53 47 -- --E 0.3

RW-226 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 96 -- 224 20.7 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-226 01/13/11 TO-14 180 <0.50 <0.50 59 120 <0.050 0.49 0.19 4.0 6.1 10 <0.050 167 73 85 83 20.7 ND ND 33 67 6.6 2.7E 0

RW-226 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 40 -- 74 20.8 -- -- -- -- -- -- Flow rate not meausred due to water in 

line.

E 0.2

RW-226 01/26/11 TO-14 <2.0 <0.50 <0.50 57 67 <0.050 0.057 <0.050 4.5 3.6 8.1 <0.050 256 42 59 80 20.8 ND ND 46 54 3.6 2.8E 0.2

RW-226 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 75 -- 89 20.9 -- -- -- -- 0 --E 0.1

RW-226 02/09/11 TO-14 150 <0.50 <0.50 81 54 <0.050 0.71 0.056 14 20 34 <0.050 164 75 -- 41 20.8 ND ND 60 40 -- --E 0.2

RW-226 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 67 33 78 20.9 -- -- -- -- 0 1.4E 0

RW-226 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-226 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-226 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 79 26 81 20.9 -- -- -- -- 0 --E 0

RW-226 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 79 -- 18 20.8 -- -- -- -- -- -- Water in line.E 0.2

RW-226 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 84 -- 13 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-226 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 79 -- 35 20.9 -- -- -- -- 0 --E 0.1

RW-226 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 76 85 7.5 20.9 -- -- -- -- 0 0.21E 0

RW-226 07/07/11 TO-14 14 <0.50 <0.50 <0.50 13 <0.050 <0.050 <0.050 0.055 0.053 0.11 <0.050 186 72 98 34 20.4 ND ND ND 100 16 1.0E 0.2

RW-226 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 69 79 8.5 20.9 -- -- -- -- 0 0.22E 0.1

RW-226 07/21/11 TO-14 11 <0.50 <0.50 2.3 7.2 <0.050 0.065 <0.050 0.77 0.92 1.7 <0.050 161 67 87 43 20.9 ND ND 24 76 0 1.0E 0

RW-226 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 66 76 15 20.9 -- -- -- -- 0 0.42E 0
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RW-226 08/03/11 TO-14 9.4 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 23 34 7.8 20.9 ND ND ND 100 0 0.086E 0.2

RW-226 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 33 49 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-226 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 32 54 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-226 08/19/11 TO-14 5.1 <0.50 <0.50 <0.50 5.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 18 33 5.7 20.9 ND ND ND 100 0 --E 0

RW-226 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 76 48 15 20.9 -- -- -- -- 0 0.34E 0

RW-226 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 20 44 2.2 20.9 ND ND ND 100 0 0.031E 0

RW-226 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-226 09/14/11 TO-14 4.5 <0.50 <0.50 <0.50 4.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 15 38 6.6 20.9 ND ND ND 100 0 0.062E 0.1

RW-226 09/21/11 TO-14 6.4 <0.50 <0.50 <0.50 7.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 15 36 0 20.9 ND ND ND 100 0 0E 0.4

RW-226 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 21 34 7.5 20.9 -- -- -- -- 0 0.082E 0.2

RW-226 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-226 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-226 10/20/11 TO-14 4.9 <0.50 <0.50 <0.50 6.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 17 33 0.40 20.9 ND ND ND 100 0 0.0017E 0

RW-226 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 28 40 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-226 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 29 36 3.0 20.8 -- -- -- -- -- --E 0.1

RW-226 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 60 39 7.1 20.9 ND ND ND ND 0 0.13E 0

RW-226 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 25 40 4.3 20.9 -- -- -- -- 0 0.074E 0

RW-226 11/16/11 TO-14 13 <0.50 <0.50 <0.50 16 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 30 -- 26 20.9 ND ND ND 100 0 -- Flow rate not measured due to water in 

line.

E 0

RW-226 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-226 11/30/11 TO-14 11 <0.50 <0.50 <0.50 13 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 51 -- 0.50 20.9 ND ND ND 100 0 -- Flow rate not measured due to water in 

line.

E 0

RW-226 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 48 131 1.4 20.9 -- -- -- -- 0 0.057 Water in line.E 0.2

RW-226 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 49 113 3.9 20.9 -- -- -- -- 0 0.14 Water in line.E 0

RW-226 12/21/11 TO-14 5.7 <0.50 <0.50 <0.50 6.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 47 -- 0 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-226 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 48 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --
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RW-226 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-226 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 50 -- 9.8 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0

RW-226 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 81 2.6 20.9 -- -- -- -- 0 0.063E 0

RW-226 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-226 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 39 61 2.2 20.9 -- -- -- -- 0 --E 0

RW-226 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 34 66 6.6 20.9 -- -- -- -- 0 0.12E 0

RW-226 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 42 63 6.7 20.9 -- -- -- -- 0 0.13E 0

RW-226 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 40 66 0 20.9 -- -- -- -- 0 0E 0

RW-226 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 39 74 0 20.9 -- -- -- -- 0 0E 0

RW-226 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 37 70 0 20.9 -- -- -- -- 0 0E 0

RW-226 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 50 85 4.2 20.9 -- -- -- -- 0 0.22E 0

RW-226 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 35 0.90 20.9 -- -- -- -- 0 0.013E 0.3

RW-226 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 97 1.0 20.9 -- -- -- -- 0 0.032E 0

RW-226 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 92 0 20.9 -- -- -- -- 0 0E 0.2

RW-226 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 52 100 0.60 -- -- -- -- -- -- 0.018 Field readings not collected due to 

equipment malfunction.

E --

RW-226 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 52 83 0 20.9 -- -- -- -- 0 0E 0

RW-226 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 51 90 0 20.9 -- -- -- -- 0 0E 0

RW-226 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 9.9 -- -- -- -- -- -- -- --V --

RW-226 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 12 -- -- -- -- -- -- -- --V --

RW-226 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 12 -- -- -- -- -- -- -- --V --

RW-226 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 45 80 6.2 20.9 -- -- -- -- 0 0.20E 0

RW-226 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 52 92 0.20 20.9 -- -- -- -- 0 0.0087 Water in line.E 0

RW-226 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 59 101 2.2 20.7 -- -- -- -- 5.3 0.057E 0

RW-226 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 60 83 0 20.9 -- -- -- -- 0 0E 0

RW-226 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 59 110 0.50 20.9 -- -- -- -- 0 0.018E 0

RW-226 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 7.7 -- -- -- -- -- -- -- --V --

RW-226 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 12 -- -- -- -- -- -- -- --E --

RW-226 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 12 -- -- -- -- -- -- -- --E --

RW-226 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 -- 1.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0
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RW-226 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 60 -- 2.4 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-226 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 114 0 20.9 -- -- -- -- 0 0E 0

RW-226 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 56 14 1.7 20.9 -- -- -- -- 0 0.0082E 0

RW-226 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 46 91 0 20.9 -- -- -- -- 0 0E 0

RW-226 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 47 73 0 20.9 -- -- -- -- 0 0E 0

RW-226 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 47 83 3.2 20.8 -- -- -- -- 2.6 0.081E 0

RW-226 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 43 -- 6.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-226 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 44 71 0 20.9 -- -- -- -- 0 0E 0

RW-226 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 45 67 1.0 20.9 -- -- -- -- 0 0.033E 0

RW-226 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 16 -- -- -- -- -- -- -- --V --

RW-226 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 14 -- -- -- -- -- -- -- --V --

RW-226 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 12 -- -- -- -- -- -- -- --V --

RW-226 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 1.0 0 20.9 -- -- -- -- 0 0E 0

RW-226 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 2.2 23 20.9 -- -- -- -- 0 0.015E 0.4

RW-226 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 46 81 3.1 20.9 -- -- -- -- 0 0.082E 0

RW-226 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 47 92 0 20.9 -- -- -- -- 0 0E 0

RW-226 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 49 81 0.20 20.9 -- -- -- -- 0 0.0044E 0

RW-226 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 101 6.8 20.9 -- -- -- -- 0 0.21E 0

RW-226 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 44 77 0.70 20.9 -- -- -- -- 0 0.012E 0

RW-226 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 45 81 0.10 20.9 -- -- -- -- 0 0.0035E 0

RW-226 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 47 78 3.9 20.9 -- -- -- -- 0 0.11E 0

RW-227 10/28/10 TO-14 760 1.9 1.4 350 200 <0.050 1.3 0.58 33 32 65 <0.050 -- 58 10 1,184 19.6 <1 <1 63 36 -- --E 2.0

RW-227 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 109 32 276 20.7 -- -- -- -- 0.21 0.29E 0

RW-227 01/13/11 TO-14 250 <0.50 <0.50 58 210 <0.050 0.18 <0.050 5.8 6.1 12 <0.050 167 74 19 105 20.7 ND ND 22 78 1.5 0.76E 0.2

RW-227 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 35 14 84 20.8 -- -- -- -- 0.51 0.42E 0.2

RW-227 01/26/11 TO-14 <2.0 <0.50 <0.50 120 77 <0.050 0.56 <0.050 12 21 33 <0.050 256 40 6.8 101 20.8 ND ND 61 39 0.41 0.40E 0.4

RW-227 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 73 -- 60 20.9 -- -- -- -- 0 --E 0.2

RW-227 02/09/11 TO-14 260 <0.50 0.54 140 67 <0.050 1.9 0.29 20 26 46 <0.050 164 79 -- 46 20.7 ND <1 67 32 -- --E 0.4

RW-227 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 72 15 29 20.8 -- -- -- -- 0.83 0.23E 0.2

RW-227 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --
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RW-227 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-227 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 74 46 59 20.8 -- -- -- -- -- --E 0.1

RW-227 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 92 55 122 20.9 -- -- -- -- 0 2.7E 0

RW-227 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 95 44 89 20.9 -- -- -- -- 0 1.6E 0

RW-227 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 42 97 20.9 -- -- -- -- 0 2.1E 0.1

RW-227 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 43 14 20.9 -- -- -- -- 0 0.20E 0

RW-227 07/07/11 TO-14 46 <0.50 <0.50 11 29 <0.050 0.15 <0.050 4.7 4.5 9.2 <0.050 186 80 68 89 20.8 ND ND 28 73 2.2 1.9E 0

RW-227 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 78 39 32 20.8 -- -- -- -- 1.3 0.41E 0.2

RW-227 07/21/11 TO-14 43 <0.50 <0.50 6.2 33 <0.050 0.12 <0.050 2.1 1.7 3.8 <0.050 161 77 46 78 20.9 ND ND 16 84 0 0.99E 0

RW-227 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 76 30 21 20.9 -- -- -- -- 0 0.23E 0

RW-227 08/03/11 TO-14 40 <0.50 <0.50 4.9 41 <0.050 <0.050 <0.050 0.75 0.45 1.2 <0.050 168 80 36 22 20.9 ND ND 11 89 0 0.26E 0.2

RW-227 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 74 34 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-227 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 68 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-227 08/19/11 TO-14 24 <0.50 <0.50 2.2 25 <0.050 <0.050 <0.050 0.21 0.099 0.31 <0.050 -- 88 37 24 20.9 ND ND 8.1 92 0 --E 0

RW-227 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 75 41 55 20.9 -- -- -- -- 0 1.0E 0

RW-227 08/31/11 TO-14 14 <0.50 <0.50 1.2 14 <0.050 <0.050 <0.050 0.10 0.085 0.19 <0.050 167 76 35 5.6 20.9 ND ND 7.9 92 0 0.064E 0

RW-227-

DUP

08/31/11 TO-14 5.1 <0.50 <0.50 <0.50 5.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 76 35 5.6 20.9 ND ND ND 92 0 0.064E 0

RW-227 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-227 09/14/11 TO-14 25 <0.50 <0.50 0.84 26 <0.050 <0.050 <0.050 0.082 0.057 0.14 <0.050 91 76 37 21 20.8 ND ND 3.1 97 0.94 0.19E 0.2

RW-227 09/21/11 TO-14 3.4 <0.50 <0.50 0.91 2.8 <0.050 <0.050 <0.050 0.079 0.063 0.14 <0.050 168 72 88 0 20.9 ND ND 25 75 0 0E 0.4

RW-227 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 38 32 20.9 -- -- -- -- 0 0.40E 0.2

RW-227 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-227 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-227 10/20/11 TO-14 9.5 <0.50 <0.50 <0.50 9.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 68 29 3.3 20.8 ND ND ND 100 0.39 0.012E 0

RW-227 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 55 44 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-227 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 71 7.2 20.9 -- -- -- -- 0 --E 0

RW-227 11/01/11 TO-14 9.1 <0.50 <0.50 <0.50 9.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 58 32 11 20.9 ND ND ND 100 0 0.17E 0

RW-227 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 49 87 12 20.9 -- -- -- -- 0 0.43E 0
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RW-227 11/16/11 TO-14 56 <0.50 <0.50 1.4 67 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 81 40 18 20.5 ND ND 2.0 98 4.8 0.20E 0.6

RW-227 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-227 11/30/11 TO-14 62 <0.50 <0.50 0.51 60 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 56 23 9.3 20.9 ND ND <1 99 0 0.12E 0

RW-227 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 62 39 12 20.9 -- -- -- -- 0 0.14 Water in line.E 0.4

RW-227 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 100 19 20.9 -- -- -- -- 0 0.59 Water in line.E 0

RW-227 12/21/11 TO-14 18 <0.50 <0.50 <0.50 21 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 -- 5.6 20.8 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-227 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-227 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-227 02/01/12 TO-14 7.0 <0.50 <0.50 0.84 5.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 66 37 12 20.5 ND ND 13 87 1.4 0.043E 0.1

RW-227 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 12 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-227 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-227 03/22/12 TO-14 4.4 <0.50 <0.50 <0.50 3.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 43 17 7.1 20.9 ND ND ND 100 0 --E 0

RW-227 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 14 11 20.9 -- -- -- -- 0 0.045E 0

RW-227 04/19/12 TO-14 2.8 <0.50 <0.50 <0.50 2.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 47 26 11 20.9 ND ND ND 100 0 0.087E 0

RW-227 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 48 1.8 20.9 -- -- -- -- 0 0.030E 0.1

RW-227 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 38 62 3.0 20.9 ND ND ND 100 0 0.058E 0.1

RW-227 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 20 0 20.9 -- -- -- -- 0 0E 0

RW-227 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.57 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 82 5.9 20.9 ND ND ND 100 0 0.30E 0

RW-227 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 64 1.2 20.9 -- -- -- -- 0 0.033E 0.2

RW-227 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 89 2.1 20.9 ND ND ND 100 0 0.061E 0

RW-227 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 28 0.10 20.9 -- -- -- -- 0 0.00099E 0.2

RW-227 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 66 1.4 -- ND ND ND ND -- 0.028 Field readings not collected due to 

equipment malfunction.

E --

RW-227 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 26 0 20.9 -- -- -- -- 0 0E 0

RW-227 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 57 27 0 20.9 -- -- -- -- 0 0E 0.1

RW-227 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 64 2.3 20.9 -- -- -- -- 0 0.031E 0

RW-227 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 67 35 3.2 20.9 -- -- -- -- 0 0.036E 0

RW-227 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 23 1.3 20.9 -- -- -- -- 0 0.0089E 0
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RW-227 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 25 5.6 20.9 -- -- -- -- 0 0.057E 0

RW-227 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 59 0 20.9 -- -- -- -- 0 0E 0

RW-227 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 1.0 -- -- -- -- -- -- -- --V --

RW-227 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 4.3 -- -- -- -- -- -- -- --E --

RW-227 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 2.4 -- -- -- -- -- -- -- --E --

RW-227 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-227 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 67 25 0 20.7 -- -- -- -- 1.5 0E 0

RW-227 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-227 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 34 0.40 20.9 -- -- -- -- 0 0.0041E 0

RW-227 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 18 1.3 20.9 -- -- -- -- 0 0.0078E 0

RW-227 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 16 0 20.9 -- -- -- -- 0 0E 0

RW-227 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 17 2.6 20.9 -- -- -- -- 0 0.016E 0

RW-227 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 28 0 20.9 -- -- -- -- 0 0E 0

RW-227 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 28 0 20.9 -- -- -- -- 0 0E 0

RW-227 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 43 2.2 20.7 -- -- -- -- 2.7 0.029E 0

RW-227 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-227 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 2.9 -- -- -- -- -- -- -- --V --

RW-227 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 3.1 -- -- -- -- -- -- -- --V --

RW-227 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 52 0 20.8 -- -- -- -- 1.8 0E 0

RW-227 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 22 0.10 20.9 -- -- -- -- 0 0.00066E 0

RW-227 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 19 12 20.9 -- -- -- -- 0 0.073E 0

RW-227 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 30 9.3 20.9 -- -- -- -- 0 0.091E 0

RW-227 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 6.0 0 20.9 -- -- -- -- 0 0E 0

RW-227 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 13 1.8 20.9 -- -- -- -- 0 0.0074E 0

RW-227 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 15 0 20.9 -- -- -- -- 0 0E 0

RW-227 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 49 0.20 20.9 -- -- -- -- 0 0.0027E 0.1

RW-227 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 12 5.0 20.9 -- -- -- -- 0 0.018E 0

RW-227 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 16 0.30 20.9 -- -- -- -- 0 0.0011E 0

RW-227 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 12 0 20.9 -- -- -- -- 0 0E 0

RW-227 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 54 8.5 2.2 20.9 -- -- -- -- 0 0.0066E 0
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RW-228 10/28/10 TO-14 3,300 7.3 45 760 2,500 8.3 28 39 150 230 380 0.47 -- 57 -- 6,247 19.0 <1 1.4 23 75 -- -- Flow rate not measured due to water in 

line.

E 2.3

RW-228 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 108 -- 342 20.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-228 01/13/11 TO-14 320 <0.50 2.0 160 120 0.094 12 4.4 27 55 82 <0.050 167 74 -- 53 20.7 ND <1 57 43 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-228 01/20/11 TO-14 180 <0.50 1.4 110 84 0.072 8.1 2.9 19 38 57 <0.050 186 36 -- 95 20.2 ND <1 56 43 -- -- Flow rate not meausred due to water in 

line.

E 0.6

RW-228 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 36 -- 90 20.4 -- -- -- -- -- --E 0.4

RW-228 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 72 -- 43 20.8 -- -- -- -- -- --E 0.2

RW-228 02/04/11 TO-14 360 <0.50 5.7 230 120 0.14 11 2.7 38 67 105 <0.050 -- -- -- -- -- ND 1.6 65 34 -- --E --

RW-228 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 74 -- 59 20.5 -- -- -- -- -- --E 0.4

RW-228 02/17/11 TO-14 260 <0.50 4.6 180 61 0.088 9.0 1.8 28 53 81 <0.050 309 75 -- 38 20.4 ND 1.9 73 25 -- -- Flow rate not recorded due to water in line.E 0.2

RW-228 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-228 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-228 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 73 -- 101 20.5 -- -- -- -- -- -- Water in line.E 0.2

RW-228 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 90 50 35 20.9 -- -- -- -- 0 0.70E 0

RW-228 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 94 32 24 20.8 -- -- -- -- 1.3 0.31E 0

RW-228 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 61 26 20.9 -- -- -- -- 0 0.82E 0

RW-228 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 36 20 20.9 -- -- -- -- 0 0.23E 0

RW-228 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 80 78 42 20.9 -- -- -- -- 0 1.0E 0

RW-228 07/13/11 TO-14 19 <0.50 <0.50 3.2 15 <0.050 0.31 0.19 1.2 2.0 3.2 <0.050 144 79 24 20 20.8 ND ND 18 82 0.82 0.16E 0.2

RW-228 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 78 30 47 20.7 -- -- -- -- 1.7 0.38E 0

RW-228 07/27/11 TO-14 12 <0.50 <0.50 2.0 16 <0.050 0.17 0.12 0.67 1.2 1.9 <0.050 165 76 26 24 20.9 ND ND 11 89 0 0.23E 0

RW-228 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 80 28 15 20.9 -- -- -- -- 0 0.14E 0

RW-228 08/11/11 TO-14 10 <0.50 <0.50 1.2 11 <0.050 0.11 0.063 0.46 0.79 1.3 <0.050 163 75 25 4.5 20.9 ND ND 9.8 90 0 0.031E 0.2

RW-228 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 46 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.Field readings not 

collected due to equipment malfunction.

E --

RW-228 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 88 32 23 20.9 -- -- -- -- 0 --E 0

RW-228 08/24/11 TO-14 12 <0.50 <0.50 0.87 13 <0.050 0.067 <0.050 0.33 0.49 0.82 <0.050 169 75 34 40 20.9 ND ND 6.3 94 0 0.61E 0

RW-228 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 76 58 11 20.9 -- -- -- -- 0 0.21E 0
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RW-228 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-228 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 77 47 5.5 20.9 -- -- -- -- 0 0.064E 0

RW-228 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 72 63 1.6 20.9 -- -- -- -- 0 0.033E 0

RW-228 09/28/11 TO-14 4.9 <0.50 <0.50 <0.50 4.5 <0.050 <0.050 <0.050 0.18 0.23 0.41 <0.050 167 77 26 20 20.9 ND ND ND 100 0 0.17E 0.2

RW-228 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-228 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-228 10/20/11 TO-14 7.5 <0.50 <0.50 <0.50 7.9 <0.050 <0.050 <0.050 0.14 0.14 0.28 <0.050 68 69 42 5.1 20.9 ND ND ND 100 0 0.028E 0

RW-228 10/27/11 TO-14 2.9 <0.50 <0.50 1.6 1.8 <0.050 <0.050 <0.050 0.22 0.25 0.47 <0.050 104 55 18 -- -- ND ND 47 53 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-228 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 28 11 20.9 -- -- -- -- 0 --E 0.1

RW-228 11/01/11 TO-14 7.3 <0.50 <0.50 1.8 5.3 <0.050 <0.050 <0.050 0.16 0.17 0.33 <0.050 140 58 23 1.9 20.9 ND ND 25 75 0 0.021E 0

RW-228 11/09/11 TO-14 27 <0.50 <0.50 1.4 35 <0.050 <0.050 <0.050 0.089 0.096 0.19 <0.050 250 50 38 12 20.9 ND ND 3.8 96 0 0.20E 0

RW-228 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 39 -- 12 20.9 -- -- -- -- 0 -- Flow rate not measured due to water in 

line.

E 0.1

RW-228 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-228 11/30/11 TO-14 3.9 <0.50 <0.50 0.73 2.9 <0.050 <0.050 <0.050 0.12 0.10 0.22 <0.050 320 57 -- 2.4 20.8 ND ND 20 80 -- -- Flow rate not measured due to water in 

line.

E 0

RW-228 12/07/11 TO-14 28 <0.50 <0.50 0.73 18 <0.050 <0.050 <0.050 0.098 0.12 0.22 <0.050 159 63 -- 2.6 20.9 ND ND 3.9 96 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-228 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 -- 2.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-228 12/21/11 TO-14 14 <0.50 <0.50 <0.50 13 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 61 -- 1.5 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-228 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-228 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-228 02/01/12 TO-14 9.5 <0.50 <0.50 1.7 5.9 <0.050 <0.050 <0.050 0.20 0.26 0.46 <0.050 96 64 -- 7.5 20.5 ND ND 22 78 -- -- Flow rate not collected due to water in line.E 0.1

RW-228 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 -- 8.2 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.2

RW-228 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --
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RW-228 03/22/12 TO-14 2.5 <0.50 <0.50 <0.50 2.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 43 155 9.9 20.9 ND ND ND 100 0 --E 0

RW-228 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 33 -- 5.3 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0.1

RW-228 04/19/12 TO-14 3.7 <0.50 <0.50 <0.50 3.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 -- 16 20.7 ND ND ND 100 -- -- Unable to collect flow rate due to water in 

line.

E 0.4

RW-228 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 -- 0 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0

RW-228 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 62 2.6 20.9 ND ND ND 100 0 0.050E 0

RW-228 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 39 36 0 20.9 -- -- -- -- 0 0E 0

RW-228 06/11/12 TO-14 2.2 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 32 8.7 20.9 ND ND ND 100 0 0.18E 0

RW-228 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 81 0 20.9 -- -- -- -- 0 0E 0.4

RW-228 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 56 71 2.9 20.9 ND ND ND ND 0 0.067E 0

RW-228 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 25 0.10 20.9 -- -- -- -- 0 0.00090E 0

RW-228 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 42 2.0 -- ND ND ND ND -- 0.025 Field readings not collected due to 

equipment malfunction.

E --

RW-228 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 26 0 20.9 -- -- -- -- 0 0E 0

RW-228 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 57 24 0 20.9 ND ND ND ND 0 0E 0

RW-228 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 68 78 2.9 20.9 -- -- -- -- 0 0.048E 0

RW-228 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 38 5.5 20.9 ND ND ND ND 0 0.069E 0

RW-228 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 22 2.1 20.9 -- -- -- -- 0 0.014E 0

RW-228 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 25 2.8 20.9 -- -- -- -- 0 0.029E 0

RW-228 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 -- 0.50 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-228 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 66 -- 2.3 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-228 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-228 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 -- 1.9 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-228 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 0 20.7 -- -- -- -- -- --E 0

RW-228 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 63 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0
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RW-228 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-228 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- -- -- -- -- -- -- -- -- Unable to monitor due to water in line.E --

RW-228 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 -- 6.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-228 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 26 2.7 20.9 -- -- -- -- 0 0.020E 0

RW-228 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 28 4.5 20.5 -- -- -- -- 4.2 0.046E 0

RW-228 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 3.5 -- -- -- -- -- -- -- --V --

RW-228 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 5.5 -- -- -- -- -- -- -- --V --

RW-228 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.5 -- -- -- -- -- -- -- -- Well not monitored due to stadium event.V --

RW-228 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 6.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-228 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 19 0 20.9 -- -- -- -- 0 0E 0

RW-228 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 21 1.6 20.9 -- -- -- -- 0 0.017E 0

RW-228 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 23 0 20.8 -- -- -- -- 0.80 0E 0

RW-228 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 23 0.90 20.9 -- -- -- -- 0 0.0063E 0

RW-228 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 25 12 20.9 -- -- -- -- 0 0.099E 0

RW-228 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 25 9.4 20.9 -- -- -- -- 0 0.078E 0

RW-228 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 26 1.6 20.9 -- -- -- -- 0 0.012E 0

RW-228 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 79 2.2 20.9 -- -- -- -- 0 0.057E 0

RW-228 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 40 0 20.9 -- -- -- -- 0 0E 0

RW-228 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 61 3.3 20.7 -- -- -- -- 3.4 0.055E 0.2

RW-228 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 32 13 20.8 -- -- -- -- 1.0 0.12E 0

RW-228 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 4.9 -- -- -- -- -- -- -- --V --

RW-228 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 4.0 -- -- -- -- -- -- -- --V --

RW-228 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 3.9 -- -- -- -- -- -- -- --V --

RW-229 10/28/10 TO-14 3,200 31 200 2,400 290 31 280 390 370 800 1,170 1.2 -- 57 -- 6,462 12.4 1.1 6.8 82 9.9 -- -- Flow rate not measured due to water in 

line.

E 11.4

RW-229 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 104 -- 199 19.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 1.6

RW-229 01/13/11 TO-14 480 <0.50 8.1 290 190 0.53 34 10 58 140 198 0.14 167 77 -- 233 20.1 ND 1.7 59 39 -- -- Flow rate not monitored due to water in 

line.

E 0.8
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RW-229 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 40 -- 118 19.9 -- -- -- -- -- -- Flow rate not meausred due to water in 

line.

E 0.8

RW-229 01/26/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 256 43 -- 232 19.3 ND ND ND ND -- --E 1.4

RW-229 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 79 -- 45 20.1 -- -- -- -- -- --E 1.0

RW-229 02/09/11 TO-14 710 <0.50 36 600 160 0.69 52 18 140 260 400 0.21 164 83 43 37 20.1 ND 4.5 75 20 13 0.59E 1.0

RW-229 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 76 28 165 20.0 -- -- -- -- 14 2.4E 1.0

RW-229 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-229 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-229 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 76 -- 19 20.9 -- -- -- -- 0 -- Water in line.E 0.3

RW-229 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 94 -- 175 20.7 -- -- -- -- -- -- Water in line.E 0.5

RW-229 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 38 282 20.5 -- -- -- -- 6.2 4.3E 0.4

RW-229 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 46 176 20.7 -- -- -- -- 5.0 4.3E 0.4

RW-229 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 40 18 20.8 -- -- -- -- 1.3 0.23E 0.2

RW-229 07/07/11 TO-14 67 <0.50 1.8 22 45 0.20 3.9 4.0 9.2 18 27 <0.050 186 80 42 156 20.4 ND 2.6 32 65 6.9 2.1E 0.3

RW-229 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 79 34 82 20.6 -- -- -- -- 3.5 0.92E 0.4

RW-229 07/21/11 TO-14 63 <0.50 2.5 19 43 0.22 3.4 2.9 7.7 15 23 <0.050 161 78 39 170 20.6 ND 3.9 29 67 3.3 1.8E 0.2

RW-229 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 77 29 108 20.8 -- -- -- -- 1.1 1.2E 0.1

RW-229 08/03/11 TO-14 74 0.82 6.0 21 54 0.31 2.8 2.0 5.9 12 18 <0.050 168 80 35 124 20.9 1.0 7.3 26 66 0 1.4E 0.4

RW-229 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 75 37 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-229 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 46 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-229 08/19/11 TO-14 31 <0.50 2.9 9.7 20 0.16 1.9 0.98 4.1 8.1 12 <0.050 -- 89 32 157 20.8 ND 8.9 30 61 -- --E 0.2

RW-229 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 75 38 256 20.9 -- -- -- -- 0 4.5E 0

RW-229 08/31/11 TO-14 32 0.90 5.7 12 14 0.44 1.5 2.1 4.1 7.9 12 <0.050 167 76 42 182 20.6 2.8 17 37 43 4.2 2.5E 0.3

RW-229 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-229 09/14/11 TO-14 24 <0.50 3.4 11 14 0.21 1.6 1.7 4.9 9.5 14 <0.050 91 77 68 65 20.7 ND 12 39 49 3.5 1.1E 0.3

RW-229 09/21/11 TO-14 22 <0.50 2.3 11 19 0.087 1.5 0.90 4.8 8.3 13 <0.050 168 72 59 57 20.8 ND 7.1 34 59 2.0 1.1E 0.6

RW-229 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 36 128 20.7 -- -- -- -- 2.4 1.5E 0.4

RW-229 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-229 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --
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RW-229 10/20/11 TO-14 12 <0.50 <0.50 4.8 11 <0.050 0.90 <0.050 2.4 4.2 6.6 <0.050 68 68 33 34 20.6 ND ND 30 70 1.4 0.15E 0.5

RW-229 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 66 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-229 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 38 28 20.9 -- -- -- -- 0 --E 0.4

RW-229 11/01/11 TO-14 8.1 <0.50 <0.50 3.0 6.9 <0.050 0.41 <0.050 1.7 2.6 4.3 <0.050 140 59 43 32 20.8 ND ND 30 70 2.1 0.64E 0.3

RW-229 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 49 -- 58 20.8 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.1

RW-229 11/16/11 TO-14 41 <0.50 <0.50 19 36 <0.050 0.53 <0.050 2.9 3.8 6.7 <0.050 150 82 43 65 20.8 ND ND 35 65 1.3 0.81E 0.2

RW-229 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-229 11/30/11 TO-14 35 <0.50 <0.50 8.3 24 <0.050 0.21 <0.050 1.4 1.8 3.2 <0.050 320 57 -- 28 20.7 ND ND 26 74 -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-229 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 63 -- 3.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-229 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 38 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-229 12/21/11 TO-14 16 <0.50 <0.50 5.6 15 <0.050 0.069 <0.050 0.81 0.85 1.7 <0.050 156 63 -- 28 20.7 ND ND 27 73 -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-229 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-229 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-229 02/01/12 TO-14 29 <0.50 <0.50 9.0 13 <0.050 <0.050 <0.050 0.68 0.78 1.5 <0.050 96 66 -- 26 20.5 ND ND 41 59 -- -- Flow rate not collected due to water in line.E 0.4

RW-229 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 -- 35 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-229 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-229 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 44 -- -- -- -- -- -- -- -- -- Unable to collect readings due to water in 

line.

E --

RW-229 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 4.8 5.8 117 20.9 -- -- -- -- 0 0.19E 0.1

RW-229 04/19/12 TO-14 11 <0.50 <0.50 1.6 7.8 <0.050 <0.050 <0.050 0.080 0.059 0.14 <0.050 326 47 -- 25 20.8 ND ND 17 83 -- -- Unable to collect flow rate due to water in 

line.

E 0.2

RW-229 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 -- 13 20.8 -- -- -- -- -- -- Unable to collect flow rate due to water in 

line.

E 0.2
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RW-229 05/16/12 TO-14 11 <0.50 <0.50 1.8 6.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 41 -- 15 20.9 ND ND 21 79 0 -- Flow rate not collected due to water in line.E 0.2

RW-229 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 42 34 9.4 20.9 -- -- -- -- 0 0.12E 0

RW-229 06/11/12 TO-14 13 <0.50 <0.50 2.1 9.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 52 16 20.9 ND ND 19 81 0 0.51E 0

RW-229-

DUP

06/11/12 TO-14 11 <0.50 <0.50 1.8 8.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 55 52 16 20.9 ND ND 19 83 0 0.51E 0

RW-229 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 98 11 20.9 -- -- -- -- 0 0.44E 0.3

RW-229 07/11/12 TO-14 6.2 <0.50 <0.50 0.93 5.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 56 36 11 20.9 ND ND 16 84 0 0.13E 0

RW-229 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 33 7.6 20.9 -- -- -- -- 0 0.088E 0.3

RW-229 08/08/12 TO-14 2.9 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 57 35 7.1 -- ND ND ND 100 -- 0.074 Field readings not collected due to 

equipment malfunction.

E --

RW-229 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 33 6.1 20.9 -- -- -- -- 0 0.066E 0.1

RW-229 09/05/12 TO-14 7.1 <0.50 <0.50 0.80 5.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 57 35 3.5 20.9 ND ND 14 86 0 0.043E 0.2

RW-229 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 69 84 9.4 20.8 -- -- -- -- 1.8 0.17E 0.1

RW-229 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 56 13 20.9 ND ND ND 100 0 0.23E 0.1

RW-229 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 66 33 3.4 20.9 -- -- -- -- 0 0.034E 0.1

RW-229 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 -- 10 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-229 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 -- 2.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-229 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 -- 4.7 20.5 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-229 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 0.70 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.2

RW-229 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 -- 2.0 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-229-

DUP

12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.74 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 -- 2.0 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-229 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 5.1 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-229 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 67 -- 0 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-229 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 65 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1
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RW-229 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 2.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-229 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.3 -- -- -- -- -- -- -- --V --

RW-229 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 7.8 -- -- -- -- -- -- -- --V --

RW-229 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 9.0 -- -- -- -- -- -- -- --E --

RW-229 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-229 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 52 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-229 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 33 3.2 20.5 -- -- -- -- 4.2 0.032E 0.1

RW-229 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 6.7 20.8 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.2

RW-229 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 24 0 20.8 -- -- -- -- 0.92 0E 0.3

RW-229 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 20 1.3 20.9 -- -- -- -- 0 0.013E 0

RW-229 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 26 0 20.4 -- -- -- -- 4.4 0E 0.3

RW-229 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 29 2.8 20.4 -- -- -- -- 4.4 0.024E 0.3

RW-229 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 33 12 20.6 -- -- -- -- 3.3 0.13E 0.2

RW-229 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 34 0 20.8 -- -- -- -- 1.1 0E 0.1

RW-229 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 29 0.40 20.8 -- -- -- -- 0.89 0.0035E 0.1

RW-229 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 23 4.1 20.7 -- -- -- -- 1.6 0.031E 0.2

RW-229 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 8.2 -- -- -- -- -- -- -- --V --

RW-229 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 11 -- -- -- -- -- -- -- --V --

RW-229 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 12 -- -- -- -- -- -- -- --V --

RW-229 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 55 0 20.9 -- -- -- -- 0 0E 0.1

RW-229 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 43 1.2 20.9 -- -- -- -- 0 0.022E 0.1

RW-229 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 2.9 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.1

RW-230 10/28/10 TO-14 2,000 4.8 25 560 1,300 40 83 160 110 300 410 0.72 -- 58 7.5 4,226 10.9 <1 1.3 30 69 -- --E 13.3

RW-230 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 109 45 194 20.0 -- -- -- -- 1.3 0.28E 1.2

RW-230 01/13/11 TO-14 6.4 <0.50 <0.50 2.7 1.5 <0.050 0.083 0.066 0.44 0.61 1.1 0.097 167 70 20 87 19.7 ND ND 64 36 9.5 0.67E 1.3

RW-230 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 35 16 114 20.3 -- -- -- -- 3.6 0.66E 0.8

RW-230 01/26/11 TO-14 <2.0 <0.50 1.1 5.7 <0.50 <0.050 0.21 0.41 1.5 2.1 3.6 <0.050 256 40 6.0 100 19.2 ND 16 84 ND 6.1 0.35E 1.8

RW-230 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 72 30 1.7 20.0 -- -- -- -- 12 0.022E 1.2

RW-230 02/09/11 TO-14 14 <0.50 <0.50 4.0 7.8 <0.050 0.088 <0.050 0.55 0.81 1.4 <0.050 164 80 21 16 19.9 ND ND 34 66 8.2 0.13E 1.6
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RW-230 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 77 19 55 19.7 -- -- -- -- 12 0.55E 1.6

RW-230 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-230 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-230 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 83 26 27 20.9 -- -- -- -- 0 --E 0.4

RW-230 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 87 26 21 20.5 -- -- -- -- 4.2 0.21E 0.8

RW-230 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 8.9 8.1 20.4 -- -- -- -- 1.8 0.029E 0.8

RW-230 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 18 34 20.7 -- -- -- -- 1.9 0.32E 0.6

RW-230 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 17 11 20.9 -- -- -- -- 0 0.062E 0

RW-230 07/07/11 TO-14 2.2 <0.50 <0.50 0.76 1.3 <0.050 0.068 <0.050 0.29 0.44 0.73 <0.050 186 82 14 24 20.1 ND ND 37 63 3.7 0.11E 0.6

RW-230 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 11 5.1 20.5 -- -- -- -- 1.4 0.018E 0.6

RW-230 07/21/11 TO-14 2.1 <0.50 <0.50 <0.50 1.9 <0.050 <0.050 <0.050 0.064 0.060 0.12 <0.050 161 80 23 0 20.3 ND ND ND 100 3.9 0E 0.4

RW-230 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 9.7 5.7 20.7 -- -- -- -- 0.75 0.021E 0.4

RW-230 08/03/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 0.059 0.059 <0.050 168 82 12 1.0 20.7 ND ND ND 100 0.83 0.0040E 0.6

RW-230-

DUP

08/03/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 82 12 1.0 20.7 ND ND ND 100 0.83 0.0040E 0.6

RW-230 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 77 19 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-230 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 18 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-230 08/19/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 91 17 8.1 20.9 ND ND ND ND 0 --E 0

RW-230 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 43 9.6 20.7 -- -- -- -- 4.0 0.19E 0.6

RW-230 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 78 46 4.7 20.7 ND ND ND ND 3.1 0.071E 0.5

RW-230 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-230 09/14/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 32 23 0.20 20.7 ND ND ND ND 1.2 0.0011E 0.5

RW-230 09/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 34 37 0 20.6 ND ND ND ND 3.8 0E 0.8

RW-230 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 45 25 4.0 20.4 -- -- -- -- 4.2 0.033E 0.6

RW-230 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-230 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-230 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 60 22 0 20.2 ND ND ND ND 2.1 0E 0.8

RW-230 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 18 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-230 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 23 3.0 20.8 -- -- -- -- -- --E 0.6
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RW-230 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 60 46 2.7 20.4 ND ND ND ND 11 0.059E 0.6

RW-230 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 51 101 2.9 20.8 -- -- -- -- 4.4 0.13E 0.1

RW-230 11/16/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 83 68 0 20.4 ND ND ND ND 10 0E 0.5

RW-230 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-230 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.61 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 -- 0.20 20.4 ND ND ND 100 -- -- Flow rate not measured due to water in 

line.

E 0.5

RW-230 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 64 126 0 20.8 -- -- -- -- 4.0 0 Water in line.E 0.4

RW-230 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 0.40 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-230 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 -- 0 20.7 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.8

RW-230 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-230 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-230 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 66 -- 9.7 20.2 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.6

RW-230 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0.70 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-230 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-230 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 32 0 20.9 -- -- -- -- 0 --E 0

RW-230 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 17 4.5 20.6 -- -- -- -- 1.4 0.021E 0.3

RW-230 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 47 74 4.7 20.5 -- -- -- -- 9.7 0.11 Water in line.E 0.4

RW-230 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 -- 0 20.8 -- -- -- -- -- -- Unable to collect flow rate due to water in 

line.

E 0.4

RW-230 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 43 -- 0 20.7 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.4

RW-230 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 27 0 20.9 -- -- -- -- 0 0E 0

RW-230 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 56 55 1.5 20.9 -- -- -- -- 0 0.052E 0.1

RW-230 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 60 0 20.9 -- -- -- -- 0 0E 0.4

RW-230 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 57 61 0 20.5 -- -- -- -- 8.2 0E 0.2

RW-230 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 29 0 20.7 -- -- -- -- 2.1 0E 0.6

RW-230 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 58 57 0 -- -- -- -- -- -- 0 Field readings not collected due to 

equipment malfunction.

E --
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RW-230 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 47 0 20.9 -- -- -- -- 0 0E 0

RW-230 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 57 24 0 20.6 -- -- -- -- 2.5 0E 0.4

RW-230 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 3.7 -- -- -- -- -- -- -- --V --

RW-230 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.0 -- -- -- -- -- -- -- --V --

RW-230 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 5.8 -- -- -- -- -- -- -- --V --

RW-230 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 21 5.5 20.9 -- -- -- -- 0 0.046E 0.2

RW-230 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 51 0 20.9 -- -- -- -- 0 0E 0.2

RW-230 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 67 31 0 20.3 -- -- -- -- 4.9 0E 0.2

RW-230 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.3

RW-230 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.2

RW-230 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 6.8 -- -- -- -- -- -- -- --V --

RW-230 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 3.0 -- -- -- -- -- -- -- --E --

RW-230 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.5 -- -- -- -- -- -- -- --E --

RW-230 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 60 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.2

RW-230 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 93 0 20.9 -- -- -- -- 0 0E 0.1

RW-230 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 32 20 20.3 -- -- -- -- 5.6 0.18E 0.1

RW-230 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 23 0.30 20.5 -- -- -- -- 3.3 0.0024E 0.2

RW-230 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 3.6 -- -- -- -- -- -- -- --V --

RW-230 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 3.9 -- -- -- -- -- -- -- --V --

RW-230 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.5 -- -- -- -- -- -- -- --V --

RW-230 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 3.7 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.3

RW-230 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 15 0 20.9 -- -- -- -- 0 0E 0.3

RW-230 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 15 0 20.9 -- -- -- -- 0 0E 0

RW-230 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 19 0 19.3 -- -- -- -- 10 0E 0.7

RW-230 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 20 1.3 19.2 -- -- -- -- 11 0.0079E 0.7

RW-230 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 22 9.5 19.4 -- -- -- -- 11 0.068E 0.7

RW-230 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 23 14 20.6 -- -- -- -- 2.3 0.10E 0.3

RW-230 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 22 0 20.8 -- -- -- -- 0.68 0E 0.2

RW-230 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 24 1.5 20.6 -- -- -- -- 2.4 0.012E 0.3
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RW-230 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 24 0 20.9 -- -- -- -- 0 0E 0.3

RW-230 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 72 0 20.5 -- -- -- -- 8.1 0E 0.4

RW-230 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 26 9.1 20.6 -- -- -- -- 2.5 0.073E 0.3

RW-230 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 4.2 -- -- -- -- -- -- -- --V --

RW-230 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 3.4 -- -- -- -- -- -- -- --V --

RW-230 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 2.9 -- -- -- -- -- -- -- --V --

RW-231 10/28/10 TO-14 270 4.0 4.3 150 94 <0.050 4.4 2.0 18 35 53 <0.050 -- 58 5.5 1,740 17.5 1.6 1.7 59 37 -- --E 7.7

RW-231 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 110 46 330 20.5 -- -- -- -- 0.62 0.50E 0.2

RW-231 01/13/11 TO-14 77 <0.50 <0.50 26 51 <0.050 0.26 0.16 2.3 3.4 5.7 <0.050 167 74 19 97 20.5 ND ND 34 66 2.9 0.69E 0.3

RW-231 01/20/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 35 18 92 20.9 -- -- -- -- 0 0.60E 0

RW-231 01/26/11 TO-14 <2.0 <0.50 <0.50 60 36 <0.050 0.44 0.088 10 13 23 <0.050 256 38 10 98 20.0 ND ND 63 38 5.6 0.59E 0.1

RW-231 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 67 20 103 20.7 -- -- -- -- 1.8 0.90E 0.4

RW-231 02/09/11 TO-14 420 <0.50 2.9 230 150 <0.050 6.2 1.2 35 62 97 <0.050 164 72 33 49 20.5 ND <1 60 39 5.1 0.61E 0.4

RW-231 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 71 19 21 19.7 -- -- -- -- 12 0.20E 0.8

RW-231 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-231 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-231 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 75 29 66 20.4 -- -- -- -- -- --E 0.3

RW-231 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 23 140 20.7 -- -- -- -- 1.9 1.3E 0.3

RW-231 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 7.1 216 20.5 -- -- -- -- 1.2 0.61E 0.4

RW-231 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 32 69 20.9 -- -- -- -- 0 1.2E 0.1

RW-231 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 23 28 20.9 -- -- -- -- 0 0.20E 0

RW-231 07/07/11 TO-14 28 <0.50 <0.50 1.3 24 <0.050 <0.050 <0.050 0.44 0.52 0.96 <0.050 186 82 12 121 20.2 ND ND 5.1 95 2.8 0.46E 0.4

RW-231 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 26 20 20.5 -- -- -- -- 3.5 0.17E 0.6

RW-231 07/21/11 TO-14 30 <0.50 <0.50 4.2 25 <0.050 0.22 <0.050 1.8 2.0 3.8 <0.050 161 80 13 92 20.4 ND ND 14 86 1.8 0.31E 0.2

RW-231 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 78 23 25 20.4 -- -- -- -- 4.4 0.21E 0.4

RW-231 08/03/11 TO-14 21 <0.50 <0.50 <0.50 25 <0.050 <0.050 <0.050 0.075 0.092 0.17 <0.050 168 82 10 5.4 20.9 ND ND ND 100 0 0.018E 0.4

RW-231 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 21 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-231 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 20 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-231 08/19/11 TO-14 10 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 91 8.6 15 20.7 ND ND ND 100 -- --E 0.4

RW-231 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 50 36 20.9 -- -- -- -- 0 0.82E 0
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RW-231 08/31/11 TO-14 7.5 <0.50 <0.50 <0.50 8.7 <0.050 <0.050 <0.050 <0.050 0.057 0.057 <0.050 167 78 38 7.5 20.8 ND ND ND 100 1.3 0.093E 0.2

RW-231 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-231 09/14/11 TO-14 9.1 <0.50 <0.50 <0.50 10 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 79 37 8.4 20.4 ND ND ND 100 4.7 0.076E 0.5

RW-231 09/21/11 TO-14 8.9 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 74 53 0 20.9 ND ND ND 100 0 0E 0.8

RW-231 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 80 20 10 20.1 -- -- -- -- 5.3 0.066E 0.8

RW-231 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-231 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-231 10/20/11 TO-14 5.5 <0.50 <0.50 <0.50 7.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 70 31 2.4 19.9 ND ND ND 100 4.2 0.0098E 0.6

RW-231 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 30 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-231 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 48 11 20.4 -- -- -- -- -- --E 0.6

RW-231 11/01/11 TO-14 3.5 <0.50 <0.50 <0.50 3.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 19 8.0 20.5 ND ND ND 100 3.7 0.072E 0.6

RW-231 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 37 1.6 20.9 -- -- -- -- 0 0.025E 0

RW-231 11/16/11 TO-14 25 <0.50 <0.50 <0.50 25 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 83 20 1.9 20.5 ND ND ND 100 2.4 0.011E 0.6

RW-231 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-231 11/30/11 TO-14 19 <0.50 <0.50 <0.50 26 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 34 2.0 20.2 ND ND ND 100 13 0.036E 0.5

RW-231 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 65 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.8

RW-231 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 7.4 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.8

RW-231 12/21/11 TO-14 8.0 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 41 0.50 20.5 ND ND ND 100 5.1 0.0062 Water in line.E 0.8

RW-231 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-231 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-231 02/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.99 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 66 -- 11 20.2 ND ND ND 100 -- -- Flow rate not collected due to water in line.E 0.6

RW-231 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 1.3 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-231 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-231 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 43 11 0 20.9 ND ND ND ND 0 --E 0

RW-231 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 18 3.1 20.8 -- -- -- -- 0.53 0.016E 0.3
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RW-231 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 44 3.0 20.6 ND ND ND 100 4.3 0.042E 0.4

RW-231 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 36 0 20.7 -- -- -- -- 2.6 0 Water in line.E 0.4

RW-231 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 43 26 0 20.7 ND ND ND ND 1.7 0E 0.4

RW-231 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 42 23 0 20.9 -- -- -- -- 0 0E 0

RW-231 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 58 30 2.1 20.9 ND ND ND ND 0 0.039E 0

RW-231 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 79 0 20.9 -- -- -- -- 0 0E 0.3

RW-231 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 50 0 20.3 ND ND ND ND 10 0E 0.4

RW-231 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 48 0 20.5 -- -- -- -- 6.9 0E 0.6

RW-231 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 43 0 -- ND ND ND ND -- 0 Field readings not collected due to 

equipment malfunction.

E --

RW-231 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 49 51 0 20.9 -- -- -- -- 0 0E 0.6

RW-231 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 58 29 0 20.3 -- -- -- -- 6.1 0E 0.5

RW-231 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 62 5.5 20.4 -- -- -- -- 6.7 0.072E 0.3

RW-231 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 27 11 20.6 -- -- -- -- 2.8 0.10E 0.4

RW-231 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 10 0 20.9 -- -- -- -- 0 0E 0.3

RW-231 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 2.1 -- -- -- -- -- -- -- --V --

RW-231 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 2.6 -- -- -- -- -- -- -- --E --

RW-231 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 68 -- 0 19.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-231 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0 20.2 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-231 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 45 0 20.5 -- -- -- -- 6.2 0E 0.3

RW-231 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 16 0.90 19.9 -- -- -- -- 6.2 0.0054E 0.3

RW-231 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 67 27 0 19.7 -- -- -- -- 10.0 0E 0.2

RW-231 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.1 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.3

RW-231 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 1.5 -- -- -- -- -- -- -- --E --

RW-231 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 1.4 -- -- -- -- -- -- -- --V --

RW-231 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 2.1 -- -- -- -- -- -- -- --V --

RW-231 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 2.3 -- -- -- -- -- -- -- --E --

RW-231 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 37 0 20.1 -- -- -- -- 9.5 0E 0

RW-231 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 27 0 20.9 -- -- -- -- 0 0E 0.5

RW-231 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 27 0 19.3 -- -- -- -- 14 0E 0.6
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RW-231 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 49 -- 2.8 19.4 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.9

RW-231 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 7.8 0 19.4 -- -- -- -- 4.5 0E 0.9

RW-231 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 19 0 20.9 -- -- -- -- 0 0E 0.8

RW-231 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 39 0 19.6 -- -- -- -- 17 0E 0.5

RW-231 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 37 0 19.8 -- -- -- -- 13 0E 0.5

RW-231 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 25 9.9 20.0 -- -- -- -- 7.4 0.079E 0.5

RW-231 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 17 26 19.2 -- -- -- -- 9.5 0.14E 0.9

RW-231 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 13 0 19.3 -- -- -- -- 6.4 0E 0.7

RW-231 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 32 0 19.2 -- -- -- -- 19 0E 0.9

RW-231 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 1.6 -- -- -- -- -- -- -- --V --

RW-231 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 2.4 -- -- -- -- -- -- -- --V --

RW-231 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 1.9 -- -- -- -- -- -- -- --V --

RW-231 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 40 -- 0 19.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.7

RW-231 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 13 0 20.1 -- -- -- -- 4.6 0E 0.7

RW-231 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 0.10 20.1 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.5

RW-232 10/28/10 TO-14 26 <0.50 <0.50 8.3 11 0.059 0.64 0.73 1.1 2.6 3.7 <0.050 -- 58 5.9 346 15.6 ND ND 43 57 -- --E 3.0

RW-232 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 105 48 255 18.1 -- -- -- -- 4.4 0.39E 3.6

RW-232 01/13/11 TO-14 53 <0.50 <0.50 12 41 <0.050 0.31 0.23 0.75 1.6 2.4 <0.050 167 68 10 97 13.7 ND ND 23 77 28 0.37 Water in line.E 2.5

RW-232 01/20/11 TO-14 42 <0.50 <0.50 18 17 <0.050 0.70 0.17 2.3 4.5 6.8 <0.050 186 39 19 242 20.3 ND ND 51 49 4.2 1.6E 0.8

RW-232 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 38 6.5 276 18.2 -- -- -- -- 11 1.0E 2.8

RW-232 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 79 12 26 18.7 -- -- -- -- 12 0.14E 2.4

RW-232 02/04/11 TO-14 19 <0.50 <0.50 15 3.4 <0.050 0.87 0.16 3.6 6.4 10 0.055 -- -- -- -- -- ND ND 82 18 -- --E --

RW-232 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 76 9.5 45 18.4 -- -- -- -- 9.1 0.16E 2.8

RW-232 02/17/11 TO-14 56 <0.50 1.1 49 6.7 <0.050 2.8 0.61 11 22 33 <0.050 309 68 17 58 18.2 ND 1.9 86 12 24 0.51E 2.6

RW-232 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-232 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-232 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 80 -- 45 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-232 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 94 -- 139 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-232 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 91 36 94 20.1 -- -- -- -- 12 1.3E 0.5

RW-232 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 39 97 20.7 -- -- -- -- 4.3 2.0E 0.6

RW-232 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 44 75 20.9 -- -- -- -- 0 1.1E 0
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RW-232 07/07/11 TO-14 43 <0.50 <0.50 2.9 37 <0.050 0.14 <0.050 1.2 1.3 2.5 <0.050 186 80 43 112 20.1 ND ND 7.3 93 11 1.5E 0.5

RW-232 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 79 39 114 20.6 -- -- -- -- 3.9 1.4E 0.5

RW-232 07/21/11 TO-14 18 <0.50 <0.50 0.84 19 <0.050 0.15 <0.050 0.35 0.77 1.1 <0.050 161 77 43 18 20.2 ND ND 4.2 96 8.5 0.21E 0.6

RW-232 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 76 40 17 20.4 -- -- -- -- 7.8 0.26E 0.5

RW-232 08/03/11 TO-14 27 <0.50 <0.50 1.7 30 <0.050 <0.050 <0.050 0.25 0.24 0.49 <0.050 168 79 40 3.9 20.6 ND ND 5.4 95 4.1 0.052E 0.8

RW-232 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 73 41 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-232 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 76 55 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-232 08/19/11 TO-14 16 <0.50 <0.50 <0.50 18 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 34 35 2.9 20.9 ND ND ND 100 0 --E 0

RW-232 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 42 49 23 20.9 -- -- -- -- 0 0.51E 0

RW-232 08/31/11 TO-14 11 <0.50 <0.50 <0.50 10 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 38 45 5.8 20.5 ND ND ND 100 6.0 0.085E 0.8

RW-232 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-232 09/14/11 TO-14 19 <0.50 <0.50 0.70 20 <0.050 <0.050 <0.050 0.26 0.30 0.56 <0.050 91 34 62 24 19.8 ND ND 3.4 97 17 0.37E 0.8

RW-232 09/21/11 TO-14 13 <0.50 <0.50 0.59 14 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 30 58 2.5 20.7 ND ND 4.0 96 3.9 0.047E 1.6

RW-232 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 17 25 38 19.9 -- -- -- -- 8.3 0.30E 2.4

RW-232 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-232 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-232 10/20/11 TO-14 12 <0.50 <0.50 <0.50 14 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 32 43 4.3 19.3 ND ND ND 100 9.4 0.024E 1.1

RW-232 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 27 34 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-232 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 54 75 9.7 19.5 -- -- -- -- -- --E 1.4

RW-232 11/01/11 TO-14 4.8 <0.50 <0.50 <0.50 4.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 55 60 10 19.6 ND ND ND 100 38 0.30E 1.3

RW-232 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 46 82 7.8 19.3 -- -- -- -- 58 0.27E 1.0

RW-232 11/16/11 TO-14 52 <0.50 <0.50 <0.50 45 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 76 66 3.6 19.3 ND ND ND 100 32 0.069E 1.4

RW-232 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-232 11/30/11 TO-14 32 <0.50 <0.50 <0.50 28 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 54 59 1.5 19.2 ND ND ND 100 56 0.048E 1.2

RW-232 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 60 47 0 19.6 -- -- -- -- 20 0 Water in line.E 1.4

RW-232 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 62 46 4.0 20.1 -- -- -- -- 12 0.058 Water in line.E 1.0

RW-232 12/21/11 TO-14 13 <0.50 <0.50 <0.50 15 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 55 -- 1.6 19.8 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 1.5
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RW-232 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 64 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-232 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-232 02/01/12 TO-14 4.3 <0.50 <0.50 0.72 2.8 <0.050 <0.050 <0.050 0.052 0.069 0.12 <0.050 96 61 -- 21 19.6 ND ND 20 80 -- -- Flow rate not collected due to water in line.E 0.8

RW-232 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 61 -- 20 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-232 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-232 03/22/12 TO-14 4.9 <0.50 <0.50 1.2 2.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 42 53 0 20.9 ND ND 30 70 0 --E 0

RW-232 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 35 54 5.8 19.3 -- -- -- -- 25 0.089E 1.0

RW-232 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.78 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 43 53 2.1 19.5 ND ND ND 100 24 0.035E 1.0

RW-232 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 128 0 19.5 -- -- -- -- 65 0E 1.0

RW-232 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 41 -- 0 19.6 ND ND ND ND -- -- Flow rate not collected due to water in line.E 1.0

RW-232 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 44 0 20.9 -- -- -- -- 0 0E 0

RW-232 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.53 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 53 52 8.8 19.5 ND ND ND 100 47 0.28E 0

RW-232 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 53 41 0.50 20.9 -- -- -- -- 0 0.0087E 0.2

RW-232 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 54 59 2.6 19.4 ND ND ND ND 30 0.050E 0.8

RW-232 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 63 0 19.6 -- -- -- -- 30 0E 1.2

RW-232 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 55 75 0.20 -- ND ND ND ND -- 0.0045 Field readings not collected due to 

equipment malfunction.

E --

RW-232 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 60 102 0 19.4 -- -- -- -- 52 0E 1.1

RW-232 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 55 57 0 19.0 -- -- -- -- 38 0E 1.1

RW-232 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 66 122 7.2 18.9 -- -- -- -- 53 0.19E 1.0

RW-232 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 64 70 9.5 19.2 -- -- -- -- 40 0.22E 1.1

RW-232 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 64 57 1.4 19.3 -- -- -- -- 28 0.024E 0.9

RW-232 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 57 5.5 19.7 -- -- -- -- 28 0.13E 0.9

RW-232 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 58 0 19.4 -- -- -- -- 42 0 Water in line.E 0.8

RW-232 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 5.8 -- -- -- -- -- -- -- --V --

RW-232 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 7.7 -- -- -- -- -- -- -- --E --

RW-232 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 4.7 -- -- -- -- -- -- -- --E --

RW-232 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 56 67 -- -- -- -- -- -- -- -- Unable to monitor due to water in line.V --

RW-232 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 59 -- 0 18.3 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.1
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RW-232 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 63 62 0 19.4 -- -- -- -- 34 0E 0.4

RW-232 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 59 88 -- -- -- -- -- -- -- -- Unable to monitor due to water in line.E --

RW-232 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 66 57 0.40 19.7 -- -- -- -- 23 0.0074E 0.6

RW-232 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 61 62 24 18.6 -- -- -- -- 41 0.42E 0.8

RW-232 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 61 57 0.30 20.9 -- -- -- -- 0 0.0061E 0

RW-232 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 53 46 0 20.9 -- -- -- -- 0 0E 1.0

RW-232 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 49 45 0 18.8 -- -- -- -- 36 0E 0.7

RW-232 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 65 3.5 18.5 -- -- -- -- 49 0.069E 0.9

RW-232 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 7.6 18.3 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 1.4

RW-232 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 41 0.70 18.3 -- -- -- -- 40 0.011E 1.5

RW-232 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 49 39 6.5 18.2 -- -- -- -- 54 0.13E 1.3

RW-232 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 5.7 -- -- -- -- -- -- -- --V --

RW-232 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 5.5 -- -- -- -- -- -- -- --V --

RW-232 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.2 -- -- -- -- -- -- -- --V --

RW-232 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 51 55 23 18.0 -- -- -- -- 54 0.41E 1.6

RW-232 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 52 19 0 18.3 -- -- -- -- 15 0E 1.4

RW-232 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 50 44 0.60 18.3 -- -- -- -- 38 0.0086E 1.4

RW-232 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 51 54 0 19.1 -- -- -- -- 33 0E 1.2

RW-232 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 53 49 0 18.6 -- -- -- -- 32 0E 1.1

RW-232 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 46 9.6 18.4 -- -- -- -- 36 0.14E 1.3

RW-232 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 -- 0 18.5 -- -- -- -- -- -- Flow rate not collected due to water in line.E 1.4

RW-232 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 -- -- -- -- -- -- -- -- -- Flow rate not collected due to water in line.E --

RW-232 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 51 38 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-233 10/28/10 TO-14 80 <0.50 4.1 42 27 0.44 4.0 4.6 5.8 15 21 <0.050 -- 58 11 827 15.4 ND 5.6 57 37 -- --E 7.8

RW-233 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 103 55 286 20.0 -- -- -- -- 1.6 0.51E 1.0

RW-233 01/13/11 TO-14 22 <0.50 <0.50 9.8 8.1 <0.050 0.80 0.59 1.6 3.6 5.2 <0.050 167 75 22 135 20.2 ND ND 55 45 6.0 1.1E 0.7

RW-233 01/20/11 TO-14 28 <0.50 <0.50 18 8.8 <0.050 0.57 0.22 2.1 4.1 6.2 <0.050 186 44 27 240 19.7 ND ND 67 33 12 2.3E 1.6

RW-233 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 39 4.0 170 19.9 -- -- -- -- 2.4 0.40E 1.2

RW-233 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 79 -- 34 20.1 -- -- -- -- -- --E 1.0

RW-233 02/04/11 TO-14 11 <0.50 <0.50 8.5 2.3 <0.050 0.47 0.088 1.9 3.6 5.5 <0.050 -- -- -- -- -- ND ND 79 21 -- --E --

RW-233 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 82 24 44 20.1 -- -- -- -- 7.3 0.39E 1.0
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RW-233 02/17/11 TO-14 14 <0.50 <0.50 11 2.0 <0.050 0.50 0.075 2.1 4.2 6.3 <0.050 309 66 20 49 20.1 ND ND 85 15 8.6 0.50E 1.8

RW-233 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-233 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-233 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 80 32 48 20.9 -- -- -- -- 0 --E 0

RW-233 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 89 12 133 20.9 -- -- -- -- 0 0.66E 0

RW-233 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 12 81 20.4 -- -- -- -- 2.4 0.37E 0.4

RW-233 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 33 77 20.9 -- -- -- -- 0 1.3E 0.6

RW-233 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 14 66 20.7 -- -- -- -- 0.92 0.29E 0.4

RW-233 07/07/11 TO-14 10 <0.50 <0.50 1.0 9.3 <0.050 <0.050 <0.050 0.39 0.45 0.84 <0.050 186 82 17 112 20.2 ND ND 9.7 90 3.8 0.59E 0.5

RW-233 07/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 144 81 24 52 20.2 -- -- -- -- 5.7 0.42E 0.6

RW-233 07/21/11 TO-14 5.9 <0.50 <0.50 2.2 4.8 <0.050 0.56 <0.050 1.1 2.8 3.9 <0.050 161 79 18 24 20.6 ND ND 31 69 1.5 0.12E 0.3

RW-233 07/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 79 5.9 23 20.7 -- -- -- -- 0.46 0.051E 0.3

RW-233 08/03/11 TO-14 4.0 <0.50 <0.50 <0.50 5.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 82 15 2.0 20.9 ND ND ND 100 0 0.0098E 0.6

RW-233 08/11/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 163 76 14 -- -- -- -- -- -- -- -- Field readings not collected due to staff 

miscommunication.

E --

RW-233 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 20 -- -- -- -- -- -- -- -- Field readings and laboratory samples not 

collected due to equipment malfunction.

E --

RW-233 08/19/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 90 17 3.6 20.9 ND ND ND 100 0 --E 0

RW-233 08/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 77 35 19 20.9 -- -- -- -- 0 0.30E 0

RW-233 08/31/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.85 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 78 39 5.1 20.5 ND ND ND 100 5.3 0.065E 0.4

RW-233 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-233 09/14/11 TO-14 4.0 <0.50 <0.50 <0.50 4.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 91 78 33 6.8 20.6 ND ND ND 100 2.5 0.056E 0.4

RW-233 09/21/11 TO-14 2.7 <0.50 <0.50 <0.50 2.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 168 74 40 3.2 20.9 ND ND ND 100 0 0.041E 0.7

RW-233 09/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 18 17 20.5 -- -- -- -- 2.4 0.10E 0.6

RW-233 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-233 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-233 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 0.12 0.21 0.33 <0.050 68 70 43 1.6 20.1 ND ND ND 100 4.7 0.0091E 0.6

RW-233 10/27/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 104 56 32 -- -- -- -- -- -- -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-233 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 23 7.2 19.9 -- -- -- -- -- --E 1.0

RW-233 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 60 26 4.3 19.9 ND ND ND 100 13 0.054E 1.0
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RW-233 11/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 250 50 52 7.1 19.0 -- -- -- -- 43 0.16E 1.2

RW-233 11/16/11 TO-14 3.5 <0.50 <0.50 <0.50 2.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 150 83 19 1.9 19.3 ND ND ND 100 9.1 0.010E 1.6

RW-233 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-233 11/30/11 TO-14 2.2 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 34 0.90 18.1 ND ND ND 100 54 0.017E 2.2

RW-233 12/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 159 65 33 0 20.7 -- -- -- -- 2.1 0 Water in line.E 1.0

RW-233 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 45 2.2 20.7 -- -- -- -- 2.9 0.031 Water in line.E 0.8

RW-233 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.78 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 29 0 19.3 ND ND ND 100 14 0E 1.4

RW-233 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 31 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-233 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-233 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 67 30 23 19.2 -- -- -- -- 4.9 0.066E 1.7

RW-233 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 62 1.1 16.5 -- -- -- -- 84 0.020E 3.0

RW-233 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-233 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 -- -- -- -- -- -- -- -- -- Unable to collect readings due to water in 

line.

E --

RW-233 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 2.4 0.80 9.3 17.2 -- -- -- -- 0.86 0.0021E 3.1

RW-233 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 43 89 0 15.7 -- -- -- -- 151 0E 4.8

RW-233 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 36 0 16.7 -- -- -- -- 54 0E 3.9

RW-233 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 38 46 0 17.1 -- -- -- -- 56 0E 3.0

RW-233 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 29 0 20.9 -- -- -- -- 0 0E 0

RW-233 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 57 34 8.1 18.6 -- -- -- -- 49 0.17E 1.5

RW-233 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 66 0 19.5 -- -- -- -- 41 0E 2.0

RW-233 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 57 47 0.50 18.7 -- -- -- -- 35 0.0077E 1.0

RW-233 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 31 0 19.0 -- -- -- -- 21 0E 2.3

RW-233 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 59 35 0 -- -- -- -- -- -- 0 Field readings not collected due to 

equipment malfunction.

E --

RW-233 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 47 0 19.2 -- -- -- -- 28 0E 1.4

RW-233 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 58 27 0 19.0 -- -- -- -- 18 0E 1.2

RW-233 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 71 39 7.2 18.9 -- -- -- -- 17 0.060E 1.0

RW-233 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 12 6.6 19.3 -- -- -- -- 6.3 0.025E 1.0
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RW-233 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 27 0 19.6 -- -- -- -- 11 0E 0.8

RW-233 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 0.90 -- -- -- -- -- -- -- --V --

RW-233 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 2.2 -- -- -- -- -- -- -- --E --

RW-233 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 68 21 0 19.8 -- -- -- -- 6.1 0E 0.5

RW-233 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 6.3 0.80 20.8 -- -- -- -- 0.19 0.0015 Water in line.E 0.1

RW-233 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 16 0 20.6 -- -- -- -- 1.7 0E 0.3

RW-233 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 7.2 1.7 18.0 -- -- -- -- 7.9 0.0045E 1.2

RW-233 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 67 -- 0 19.6 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.3

RW-233 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 12 0 18.2 -- -- -- -- 12 0E 1.2

RW-233 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 0.30 -- -- -- -- -- -- -- --E --

RW-233 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 0 18.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.1

RW-233 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 22 20 17.3 -- -- -- -- 23 0.12E 1.8

RW-233 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-233 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 59 38 0 18.0 -- -- -- -- 35 0E 1.7

RW-233 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 15 0 18.4 -- -- -- -- 14 0E 1.5

RW-233 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 22 0.10 18.1 -- -- -- -- 20 0.00068E 1.5

RW-233 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 49 -- 2.5 18.4 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 1.6

RW-233 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 1.3 -- -- -- -- -- -- -- --V --

RW-233 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 1.4 -- -- -- -- -- -- -- --V --

RW-233 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 22 0 19.2 -- -- -- -- 13 0E 0.7

RW-233 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 54 17 0 19.3 -- -- -- -- 8.6 0E 0.6

RW-233 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 54 12 7.9 19.8 -- -- -- -- 4.4 0.031E 0.6

RW-233 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 15 27 19.4 -- -- -- -- 7.4 0.13E 0.8

RW-233 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 15 0 19.6 -- -- -- -- 6.0 0E 0.6

RW-233 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 12 0 19.4 -- -- -- -- 6.0 0E 0.7

RW-233 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 16 0 20.5 -- -- -- -- 2.1 0E 0.6

RW-233 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 27 0 19.4 -- -- -- -- 11 0E 0.6

RW-233 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 7.5 6.5 19.4 -- -- -- -- 3.5 0.015E 0.6

RW-233 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 11 0 19.4 -- -- -- -- 4.0 0E 0.7
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RW-233 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 8.5 0 19.3 -- -- -- -- 6.0 0E 0.8

RW-233 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 54 15 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-234 10/28/10 TO-14 1,500 60 220 910 120 46 90 97 110 230 340 0.94 -- 57 -- 6,462 13.2 4.6 17 69 9.2 -- -- Flow rate not measured due to water in 

line.

E 9.5

RW-234 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 107 -- 1,070 19.6 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 1.4

RW-234 01/13/11 TO-14 350 4.7 51 240 120 5.3 16 31 22 51 73 <0.050 167 71 -- 484 19.5 1.1 12 58 29 -- -- Flow rate not monitored due to water in 

line.

E 0.7

RW-234 01/20/11 TO-14 1,300 4.0 460 810 260 35 74 32 110 42 152 <0.050 186 35 -- 469 19.5 <1 30 53 17 -- -- Flow rate not meausred due to water in 

line.

E 0.9

RW-234 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 36 13 924 18.8 -- -- -- -- 16 6.7E 1.4

RW-234 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 74 -- 250 19.8 -- -- -- -- -- --E 0.8

RW-234 02/04/11 TO-14 680 0.62 160 440 150 7.0 45 68 66 150 216 0.27 -- -- -- -- -- <1 21 59 20 -- --E --

RW-234 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 73 -- 386 19.8 -- -- -- -- -- --E 1.8

RW-234 02/17/11 TO-14 480 0.58 150 350 59 4.7 39 73 57 130 187 0.23 309 71 32 367 19.7 <1 27 63 11 21 6.1E 0.8

RW-234 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-234 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-234 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 82 74 174 20.1 -- -- -- -- -- -- Water in line.E 0.3

RW-234 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 92 51 380 20.9 -- -- -- -- 0 7.7E 0

RW-234 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 95 18 287 20.8 -- -- -- -- 0.73 2.0E 0.1

RW-234 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 30 137 20.9 -- -- -- -- 0 2.1E 0

RW-234 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 85 24 259 20.9 -- -- -- -- 0 2.0E 0

RW-234 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 81 25 223 20.9 -- -- -- -- 0 1.7E 0

RW-234 07/13/11 TO-14 67 0.53 6.2 43 16 0.65 11 14 23 49 72 <0.050 144 80 27 202 20.7 <1 9.4 65 24 1.8 1.8E 0.4

RW-234 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 26 336 20.7 -- -- -- -- 1.5 2.4E 0.1

RW-234 07/27/11 TO-14 44 1.1 7.8 27 13 0.62 6.1 7.3 16 30 46 <0.050 165 77 19 211 20.9 2.2 16 55 27 0 1.5E 0.2

RW-234 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 81 22 216 20.9 -- -- -- -- 0 1.6E 0

RW-234 08/11/11 TO-14 41 0.89 7.5 23 12 0.27 3.8 3.0 14 22 36 <0.050 163 75 17 151 20.8 2.1 17 53 28 0.50 0.73E 0

RW-234 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 78 29 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-234 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 90 23 361 20.8 -- -- -- -- -- --E 0.2
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RW-234 08/24/11 TO-14 37 2.3 11 18 9.3 0.41 2.0 1.7 11 15 26 <0.050 169 76 24 774 20.9 5.7 27 44 23 0 8.6E 0

RW-234 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 29 336 20.8 -- -- -- -- 0.96 3.1E 0.2

RW-234 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-234 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 77 49 279 20.9 -- -- -- -- 0 3.4E 0.1

RW-234 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 73 43 173 20.9 -- -- -- -- 0 2.4E 0.2

RW-234 09/28/11 TO-14 38 <0.50 4.2 20 11 0.088 0.42 0.60 12 7.5 20 <0.050 167 78 22 279 20.8 ND 12 57 31 0.75 2.0E 0.4

RW-234 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-234 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-234 10/20/11 TO-14 78 1.3 11 55 21 0.50 1.8 4.1 19 21 40 <0.050 68 69 26 539 20.4 1.5 12 62 24 1.8 1.9E 0.6

RW-234 10/27/11 TO-14 350 3.3 63 240 55 1.1 3.8 8.8 46 46 92 0.070 104 55 24 -- -- <1 17 66 15 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-234 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 21 572 20.7 -- -- -- -- -- --E 0.8

RW-234 11/01/11 TO-14 160 <0.50 19 100 32 0.20 0.79 2.0 20 19 39 <0.050 140 58 26 191 20.7 ND 13 66 21 2.6 2.4E 0.5

RW-234 11/09/11 TO-14 150 <0.50 6.7 99 69 0.059 0.26 0.49 9.2 7.4 17 <0.050 250 50 -- 341 20.9 ND 3.8 57 39 0 -- Flow rate not measured due to water in 

line.

E 0

RW-234 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 81 48 390 20.5 -- -- -- -- 5.7 5.4E 0.6

RW-234 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-234 11/30/11 TO-14 110 <0.50 1.6 50 51 <0.050 0.067 0.066 2.8 1.3 4.1 <0.050 320 57 33 138 20.9 ND 1.6 49 50 0 2.5E 0

RW-234 12/07/11 TO-14 74 <0.50 0.76 21 55 <0.050 <0.050 <0.050 1.4 0.66 2.1 <0.050 159 63 56 109 20.7 ND <1 27 72 3.5 1.9 Water in line.E 0.6

RW-234 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 -- 157 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-234 12/21/11 TO-14 57 <0.50 0.77 17 34 <0.050 <0.050 <0.050 0.74 0.25 0.99 <0.050 156 62 36 129 20.7 ND 1.5 33 66 2.3 1.4 Water in line.E 0.6

RW-234 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-234 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-234 02/01/12 TO-14 84 <0.50 2.4 16 42 <0.050 <0.050 <0.050 1.0 0.59 1.6 <0.050 96 65 32 56 20.1 ND 4.0 26 70 2.4 0.17E 0.6

RW-234 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 -- 110 20.7 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.6

RW-234 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-234 03/22/12 TO-14 39 <0.50 <0.50 2.5 28 <0.050 <0.050 <0.050 0.050 <0.050 0.050 <0.050 -- 40 13 71 19.9 ND ND 8.2 92 -- -- Water in line.E 0.8
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RW-234 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 46 55 19.8 -- -- -- -- 14 0.70E 0.8

RW-234 04/19/12 TO-14 42 <0.50 <0.50 2.8 29 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 26 61 20.4 ND ND 8.8 91 4.2 0.49E 0.8

RW-234 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 68 36 20.2 -- -- -- -- 17 0.86E 0.8

RW-234 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 41 57 36 20.4 ND ND ND ND 9.1 0.64E 0.6

RW-234 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 40 17 21 20.9 -- -- -- -- 0 0.14E 0

RW-234 06/11/12 TO-14 29 <0.50 <0.50 <0.50 28 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 53 35 22 20.9 ND ND ND 100 0 0.47E 0

RW-234 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 54 58 0 20.9 -- -- -- -- 0 0E 0.8

RW-234 07/11/12 TO-14 7.7 <0.50 <0.50 <0.50 7.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 55 42 13 20.6 ND ND ND 100 4.3 0.19E 0.2

RW-234 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 87 6.5 20.6 -- -- -- -- 9.5 0.20E 0.2

RW-234 08/08/12 TO-14 7.6 <0.50 <0.50 <0.50 5.7 <0.050 <0.050 <0.050 <0.050 0.060 0.060 <0.050 333 56 62 9.2 -- ND ND ND 100 -- 0.17 Field readings not collected due to 

equipment malfunction.

E --

RW-234 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 57 64 0 20.9 -- -- -- -- 0 0E 0.5

RW-234 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.57 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 56 48 0 20.3 ND ND ND 100 10 0E 0.5

RW-234 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 67 123 5.8 20.3 -- -- -- -- 16 0.15E 0.4

RW-234 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 65 55 7.6 20.6 ND ND ND ND 5.6 0.14E 0.4

RW-234 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 65 49 3.5 20.9 -- -- -- -- 0 0.052E 0.4

RW-234 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 50 50 3.2 20.4 -- -- -- -- 11 0.065E 0.7

RW-234 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-234 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 64 61 2.4 19.2 ND ND ND ND 27 0.037E 0.8

RW-234 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 66 -- 1.4 19.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.8

RW-234 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 65 -- 1.5 19.8 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-234 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 -- 0 19.2 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-234 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 62 -- 0 19.0 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.7

RW-234 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 64 -- 0 19.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.0

RW-234 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 59 -- 0 18.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.1
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RW-234 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 65 -- 4.6 19.4 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.9

RW-234 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 60 69 0 18.9 -- -- -- -- 40 0E 0.9

RW-234 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 59 60 3.9 18.6 -- -- -- -- 51 0.083E 1.0

RW-234 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 49 67 0 19.1 -- -- -- -- 38 0E 1.0

RW-234 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 51 52 0 19.1 -- -- -- -- 36 0E 1.1

RW-234 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 50 58 0 18.8 -- -- -- -- 38 0E 1.0

RW-234 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 46 -- 5.0 19.1 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 1.2

RW-234 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 47 45 0 19.3 -- -- -- -- 28 0E 1.1

RW-234 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 48 43 1.8 19.2 -- -- -- -- 37 0.038E 1.0

RW-234 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 11 -- -- -- -- -- -- -- --V --

RW-234 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 11 -- -- -- -- -- -- -- --V --

RW-234 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 10 -- -- -- -- -- -- -- --V --

RW-234 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 58 15 19.8 -- -- -- -- 22 0.29E 0.6

RW-234 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 62 0.90 19.8 -- -- -- -- 21 0.016E 0.5

RW-234 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 54 1.8 19.6 -- -- -- -- 24 0.032E 0.6

RW-234 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 46 0 20.5 -- -- -- -- 6.2 0E 0

RW-234 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 52 56 1.2 19.3 -- -- -- -- 25 0.018E 0.6

RW-234 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 74 7.8 19.4 -- -- -- -- 35 0.18E 0.6

RW-234 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 46 58 0 19.3 -- -- -- -- 22 0E 0.9

RW-234 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 57 0 19.6 -- -- -- -- 33 0E 0.9

RW-234 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 -- 2.9 19.2 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.2

RW-235 10/28/10 TO-14 1,700 12 150 890 420 8.4 62 180 130 300 430 <0.050 -- 52 84 3,601 20.5 <1 10 60 29 -- --E 0.5

RW-235 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 91 -- 193 20.7 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-235 01/13/11 TO-14 200 <0.50 6.3 100 86 0.18 8.8 13 19 47 66 <0.050 167 64 -- 200 20.7 ND 3.3 52 45 -- -- Flow rate not monitored due to water in 

line.

E 0.2

RW-235 01/20/11 TO-14 140 <0.50 3.7 97 42 0.099 5.2 7.2 12 28 40 <0.050 186 38 -- 232 20.5 ND 2.6 68 29 -- -- Flow rate not meausred due to water in 

line.

E 0.5

RW-235 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 33 -- 195 20.8 -- -- -- -- -- --E 0.2

RW-235 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 63 -- 32 20.8 -- -- -- -- -- --E 0

RW-235 02/04/11 TO-14 250 <0.50 15 160 34 0.11 9.4 13 35 71 106 <0.050 -- -- -- -- -- ND 7.2 77 16 -- --E --
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RW-235 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 69 -- 46 20.7 -- -- -- -- -- --E 0.2

RW-235 02/17/11 TO-14 93 <0.50 4.9 76 16 <0.050 4.1 4.4 13 26 39 <0.050 309 63 -- 44 20.4 ND 5.1 78 17 -- -- Flow rate not recorded due to water in line.E 0

RW-235 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-235 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-235 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 69 -- 79 20.9 -- -- -- -- 0 -- Water in line.E 0.2

RW-235 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 82 -- 94 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-235 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 92 -- 14 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-235 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 32 70 20.9 -- -- -- -- 0 1.2E 0.2

RW-235 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 16 94 20.9 -- -- -- -- 0 0.48E 0

RW-235 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 22 61 20.8 -- -- -- -- 0.72 0.43E 0

RW-235 07/13/11 TO-14 5.7 <0.50 0.66 1.2 3.6 <0.050 <0.050 <0.050 <0.050 0.071 0.071 <0.050 144 80 26 40 20.8 ND 12 22 66 0.87 0.34E 0.2

RW-235 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 26 22 20.7 -- -- -- -- 1.5 0.16E 0

RW-235 07/27/11 TO-14 2.7 <0.50 0.61 1.1 1.5 <0.050 <0.050 <0.050 <0.050 0.081 0.081 <0.050 165 78 7.2 13 20.9 ND 19 34 47 0 0.036E 0.1

RW-235 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 20 14 20.9 -- -- -- -- 0 0.096E 0.2

RW-235 08/11/11 TO-14 5.9 <0.50 <0.50 0.55 4.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 76 23 89 20.9 ND ND 10 90 0 0.56E 0

RW-235 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 89 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-235 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 91 27 23 20.9 -- -- -- -- 0 --E 0

RW-235 08/24/11 TO-14 3.4 <0.50 <0.50 <0.50 3.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 77 43 18 20.9 ND ND ND 100 0 0.36E 0

RW-235 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 40 13 20.9 -- -- -- -- 0 0.16E 0

RW-235 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-235 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 42 12 20.7 -- -- -- -- 2.2 0.13E 0.2

RW-235 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 74 54 0.20 20.9 -- -- -- -- 0 0.0035E 0.4

RW-235 09/28/11 TO-14 12 <0.50 <0.50 <0.50 13 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 6.5 5.1 23 20.9 ND ND ND 100 0 0.038E 0.2

RW-235 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-235 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-235 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 0.053 0.053 <0.050 68 69 41 7.1 20.8 ND ND ND 100 0.55 0.038E 0.1

RW-235 10/27/11 TO-14 2.6 <0.50 0.54 0.56 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 104 55 40 -- -- ND 21 22 58 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-235 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 47 13 20.9 -- -- -- -- 0 --E 0

RW-235 11/01/11 TO-14 3.2 <0.50 <0.50 <0.50 3.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 58 27 4.1 20.9 ND ND ND 100 0 0.052E 0
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RW-235 11/09/11 TO-14 6.1 <0.50 <0.50 <0.50 7.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 49 43 5.5 20.9 ND ND ND 100 0 0.10E 0

RW-235-

DUP

11/09/11 TO-14 2.4 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 49 43 5.5 20.9 ND ND ND 100 0 0.10E 0

RW-235 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 40 -- 2.5 20.9 -- -- -- -- 0 -- Flow rate not measured due to water in 

line.

E 0

RW-235 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-235 11/30/11 TO-14 2.1 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 56 47 1.9 20.9 ND ND ND 100 0 0.049E 0

RW-235 12/07/11 TO-14 10 <0.50 <0.50 <0.50 11 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 159 63 -- 3.7 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0.2

RW-235 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 6.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-235 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 -- 8.2 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-235 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-235 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-235 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 66 -- 10 20.8 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0

RW-235 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 2.6 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-235 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-235 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 -- -- -- -- -- -- -- -- -- Unable to collect readings due to water in 

line.

E --

RW-235 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 2.4 2.5 7.1 20.9 -- -- -- -- 0 0.0050E 0

RW-235 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 46 21 4.8 20.9 -- -- -- -- 0 0.033E 0

RW-235 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 54 0 20.9 -- -- -- -- 0 0E 0

RW-235 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 42 44 0.90 20.9 -- -- -- -- 0 0.012E 0

RW-235 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 38 40 0 20.9 -- -- -- -- 0 0E 0

RW-235 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 56 43 8.6 20.9 -- -- -- -- 0 0.23E 0

RW-235 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 43 1.2 20.9 -- -- -- -- 0 0.022E 0.3

RW-235 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 57 50 3.1 20.9 -- -- -- -- 0 0.050E 0

RW-235 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 34 0 20.9 -- -- -- -- 0 0E 0.2
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RW-235 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 58 47 2.5 -- -- -- -- -- -- 0.036 Field readings not collected due to 

equipment malfunction.

E --

RW-235 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 43 0 20.9 -- -- -- -- 0 0E 0

RW-235 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 57 48 1.5 20.9 -- -- -- -- 0 0.025E 0

RW-235 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 43 3.4 20.9 -- -- -- -- 0 0.031E 0

RW-235 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 18 3.7 20.9 -- -- -- -- 0 0.022E 0

RW-235 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 21 2.5 20.9 -- -- -- -- 0 0.016E 0

RW-235 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 3.6 -- -- -- -- -- -- -- --V --

RW-235 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 2.2 -- -- -- -- -- -- -- --E --

RW-235 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 67 30 2.5 20.7 -- -- -- -- 1.6 0.019E 0

RW-235 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 18 0.10 20.9 -- -- -- -- 0 0.00054E 0

RW-235 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 68 -- 1.1 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-235 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-235 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 64 -- 0 20.6 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-235 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-235 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 1.6 -- -- -- -- -- -- -- --E --

RW-235 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 -- 3.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-235 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 59 0 20.7 -- -- -- -- 3.5 0E 0

RW-235 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 25 4.2 17.8 -- -- -- -- 28 0.037E 1.6

RW-235 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 44 0 20.9 -- -- -- -- 0 0E 0

RW-235 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 24 0 20.9 -- -- -- -- 0 0E 0

RW-235 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 23 4.0 20.9 -- -- -- -- 0 0.029E 0

RW-235 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-235 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 4.1 -- -- -- -- -- -- -- --V --

RW-235 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 34 -- -- -- -- -- -- -- --V --

RW-235 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 54 19 0 20.7 -- -- -- -- 1.3 0E 0.1

RW-235 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 19 0.60 20.9 -- -- -- -- 0 0.0034E 0
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RW-235 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 22 12 20.9 -- -- -- -- 0 0.088E 0

RW-235 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 23 11 20.9 -- -- -- -- 0 0.085E 0

RW-235 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 21 0.50 20.9 -- -- -- -- 0 0.0031E 0

RW-235 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 33 2.4 20.8 -- -- -- -- 1.1 0.026E 0

RW-235 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 36 0 20.9 -- -- -- -- 0 0E 0

RW-235 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 68 1.2 20.2 -- -- -- -- 13 0.022E 0.6

RW-235 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 25 7.0 20.8 -- -- -- -- 0.78 0.053E 0

RW-235 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 44 0 20.9 -- -- -- -- 0 0E 0.1

RW-235 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 19 0 20.9 -- -- -- -- 0 0E 0

RW-235 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 20 4.2 20.9 -- -- -- -- 0 0.029E 0

RW-236 10/28/10 TO-14 1,200 1.0 54 630 380 0.24 51 11 82 210 292 <0.050 -- 57 -- 2,593 19.9 <1 5.1 59 36 -- -- Flow rate not measured due to water in 

line.

E 0.8

RW-236 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 105 -- 452 20.7 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-236 01/13/11 TO-14 290 <0.50 1.9 180 150 <0.050 4.5 2.2 19 31 50 <0.050 167 76 -- 73 20.6 ND <1 54 45 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-236 01/20/11 TO-14 81 <0.50 <0.50 47 26 <0.050 1.6 0.52 7.1 9.2 16 <0.050 186 39 -- 90 20.7 ND ND 64 36 -- -- Flow rate not meausred due to water in 

line.

E 0.3

RW-236 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 40 14 94 20.4 -- -- -- -- 4.1 0.75E 0.2

RW-236-

DUP

01/26/11 TO-14 <2.0 <0.50 1.2 180 64 <0.050 3.6 0.089 38 36 74 <0.050 256 40 14 94 20.4 ND <1 73 26 4.1 0.75E 0.2

RW-236 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 75 -- 48 20.7 -- -- -- -- -- --E 0.2

RW-236 02/04/11 TO-14 290 <0.50 2.5 180 94 <0.050 2.2 0.12 31 34 65 <0.050 -- -- -- -- -- ND <1 65 34 -- --E --

RW-236 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 70 -- 59 20.5 -- -- -- -- -- --E 0.4

RW-236 02/17/11 TO-14 160 <0.50 <0.50 110 39 <0.050 1.0 0.070 19 16 35 <0.050 309 66 -- 50 20.3 ND ND 74 26 -- -- Flow rate not recorded due to water in line.E 0.2

RW-236 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound 

test.SVE system shut down for rebound 

test.

E --

RW-236 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-236 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 81 40 117 20.3 -- -- -- -- -- -- Water in line.E 0.2

RW-236 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 91 34 50 20.9 -- -- -- -- 0 0.68E 0.1

RW-236 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 9.2 24 20.7 -- -- -- -- 0.76 0.086E 0.1

RW-236 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 88 19 18 20.9 -- -- -- -- 0 0.18E 0
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RW-236 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 16 13 20.9 -- -- -- -- 0 0.068E 0

RW-236 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 81 31 35 20.9 -- -- -- -- 0 0.34E 0

RW-236 07/13/11 TO-14 15 <0.50 <0.50 2.2 13 <0.050 <0.050 <0.050 0.18 0.37 0.55 <0.050 144 80 32 19 20.8 ND ND 14 86 1.1 0.19E 0.2

RW-236 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 29 49 20.7 -- -- -- -- 1.6 0.39E 0

RW-236 07/27/11 TO-14 9.3 <0.50 <0.50 2.0 10 <0.050 <0.050 <0.050 0.18 0.28 0.46 <0.050 165 78 25 19 20.9 ND ND 17 83 0 0.17E 0

RW-236 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 22 16 20.9 -- -- -- -- 0 0.11E 0

RW-236 08/11/11 TO-14 5.1 <0.50 <0.50 0.54 5.7 <0.050 <0.050 <0.050 <0.050 0.054 0.054 <0.050 163 76 24 5.7 20.9 ND ND 8.7 91 0 0.037E 0

RW-236 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 85 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-236 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 90 11 21 20.9 -- -- -- -- 0 --E 0

RW-236 08/24/11 TO-14 3.4 <0.50 <0.50 <0.50 6.0 <0.050 <0.050 <0.050 <0.050 0.055 0.055 <0.050 169 76 24 36 20.9 ND ND ND 100 0 0.39E 0

RW-236 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 35 13 20.9 -- -- -- -- 0 0.14E 0

RW-236 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-236 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 40 4.9 20.9 -- -- -- -- 0 0.049E 0

RW-236 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 73 59 0.60 20.9 -- -- -- -- 0 0.012E 0

RW-236 09/28/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 26 19 15 20.9 ND ND ND 100 0 0.092E 0.2

RW-236 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-236 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-236 10/20/11 TO-14 2.0 <0.50 <0.50 <0.50 2.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 49 7.1 20.9 ND ND ND 100 0 0.046E 0

RW-236 10/27/11 TO-14 3.2 <0.50 <0.50 0.72 2.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 104 56 41 -- -- ND ND 21 79 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-236 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 19 8.5 20.9 -- -- -- -- 0 --E 0.1

RW-236 11/01/11 TO-14 3.6 <0.50 <0.50 0.92 2.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 21 0 20.9 ND ND 24 76 0 0E 0

RW-236 11/09/11 TO-14 9.1 <0.50 <0.50 <0.50 14 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 49 124 9.0 20.9 ND ND ND 100 0 0.48E 0.1

RW-236 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 30 -- 7.7 20.7 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-236 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-236 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 56 50 0.70 20.9 ND ND ND 100 0 0.019E 0

RW-236 12/07/11 TO-14 7.6 <0.50 <0.50 <0.50 4.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 159 62 50 1.8 20.9 ND ND ND 100 0 0.028 Water in line.E 0.3

RW-236 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 63 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0
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RW-236 12/21/11 TO-14 7.0 <0.50 <0.50 <0.50 5.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 61 -- 0.40 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0.3

RW-236 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 28 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-236 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-236 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 63 29 6.6 20.6 -- -- -- -- 0.85 0.018E 0

RW-236 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 63 -- 5.0 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.2

RW-236 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-236 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 40 5.5 20.9 -- -- -- -- 0 --E 0

RW-236 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 30 0.40 20.9 -- -- -- -- 0 0.0034E 0

RW-236 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 44 33 5.6 20.9 -- -- -- -- 0 0.058E 0.2

RW-236 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 42 89 0 20.9 -- -- -- -- 0 0E 0

RW-236 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 14 32 2.5 20.9 -- -- -- -- 0 0.025E 0

RW-236 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 14 12 0 20.9 -- -- -- -- 0 0E 0

RW-236 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 52 62 7.6 20.9 -- -- -- -- 0 0.30E 0

RW-236 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 17 32 0 20.9 -- -- -- -- 0 0E 0.3

RW-236 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 18 32 1.9 20.9 -- -- -- -- 0 0.020E 0

RW-236 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 18 29 0 20.9 -- -- -- -- 0 0E 0

RW-236 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 18 33 1.0 -- -- -- -- -- -- 0.010 Field readings not collected due to 

equipment malfunction.

E --

RW-236 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 18 25 0 20.9 -- -- -- -- 0 0E 0

RW-236 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 18 29 0 20.9 -- -- -- -- 0 0E 0

RW-236 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 2.7 -- -- -- -- -- -- -- --V --

RW-236 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 4.1 -- -- -- -- -- -- -- --V --

RW-236 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 6.2 -- -- -- -- -- -- -- --V --

RW-236 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 49 56 2.4 20.9 -- -- -- -- 0 0.055E 0

RW-236 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 56 47 0 20.9 -- -- -- -- 0 0E 0

RW-236 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 32 30 2.0 20.7 -- -- -- -- 1.6 0.015E 0

RW-236 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 65 48 0 20.9 -- -- -- -- 0 0E 0

RW-236 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 64 49 1.6 20.9 -- -- -- -- 0 0.026E 0

RW-236 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 6.8 -- -- -- -- -- -- -- --V --
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RW-236 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 597 -- 6.4 -- -- -- -- -- -- -- --E --

RW-236 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 57 69 0.30 20.9 -- -- -- -- 0 0.0062E 0

RW-236 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 63 74 5.8 20.9 -- -- -- -- 0 0.14E 0

RW-236 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 53 71 0 20.7 -- -- -- -- 4.2 0E 0

RW-236 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 59 71 5.2 20.5 -- -- -- -- 10 0.13E 0

RW-236 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 3.9 -- -- -- -- -- -- -- --V --

RW-236 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 7.1 -- -- -- -- -- -- -- --V --

RW-236 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 6.1 -- -- -- -- -- -- -- -- Well not monitored due to stadium event.V --

RW-236 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 6.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-236 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 51 0 20.9 -- -- -- -- 0 0E 0

RW-236 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 43 2.4 20.9 -- -- -- -- 0 0.052E 0

RW-236 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 50 57 0 20.8 -- -- -- -- 1.9 0E 0

RW-236 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 50 56 0.90 20.9 -- -- -- -- 0 0.015E 0

RW-236 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 50 59 13 20.9 -- -- -- -- 0 0.24E 0

RW-236 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 65 8.9 20.9 -- -- -- -- 0 0.19E 0

RW-236 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 60 1.5 20.9 -- -- -- -- 0 0.027E 0

RW-236 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 46 2.5 20.9 -- -- -- -- 0 0.038E 0

RW-236 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 50 0 20.9 -- -- -- -- 0 0E 0

RW-236 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 51 59 3.3 20.7 -- -- -- -- 3.3 0.053E 0

RW-236 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 72 10 20.8 -- -- -- -- 2.2 0.23E 0

RW-236 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 5.5 -- -- -- -- -- -- -- --V --

RW-236 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 4.9 -- -- -- -- -- -- -- --V --

RW-236 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 4.4 -- -- -- -- -- -- -- --V --

RW-237 10/28/10 TO-14 2,900 45 470 1,600 680 42 140 510 210 550 760 <0.050 -- 49 85 6,462 19.3 1.6 17 57 24 -- --E 1.2

RW-237 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 90 -- 533 20.7 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-237 01/13/11 TO-14 390 <0.50 16 270 150 0.57 17 25 33 78 111 <0.050 167 59 85 196 20.9 ND 3.7 62 34 0 6.2E 0

RW-237 01/20/11 TO-14 740 <0.50 83 520 170 1.5 41 59 88 200 288 <0.050 186 34 -- 174 20.9 ND 11 67 22 0 -- Flow rate not meausred due to water in 

line.

E 0

RW-237 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 32 -- 177 20.4 -- -- -- -- -- --E 0.2

RW-237 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 66 90 100 20.8 -- -- -- -- 4.0 3.8E 0

RW-237 02/04/11 TO-14 390 <0.50 29 260 100 0.84 18 22 45 98 143 <0.050 -- -- -- -- -- ND 7.5 67 26 -- --E --
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RW-237 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 67 -- 117 20.5 -- -- -- -- -- --E 0.2

RW-237 02/17/11 TO-14 280 <0.50 26 200 60 0.35 12 19 34 70 104 <0.050 309 57 -- 53 20.5 ND 9.1 70 21 -- -- Flow rate not recorded due to water in line.E 0

RW-237 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-237 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-237 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 63 -- 144 20.2 -- -- -- -- -- -- Water in line.E 0.3

RW-237 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 77 -- 103 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-237 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 77 122 79 20.8 -- -- -- -- 5.0 3.8E 0

RW-237 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 70 124 48 20.9 -- -- -- -- 0 3.1E 0

RW-237 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 66 115 49 20.9 -- -- -- -- 0 1.8E 0

RW-237 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 63 120 61 20.9 -- -- -- -- 0 2.3E 0

RW-237 07/13/11 TO-14 28 <0.50 1.8 10 14 <0.050 1.1 1.7 4.2 7.5 12 <0.050 144 62 106 49 20.9 ND 7.0 39 54 0 1.7E 0.2

RW-237-

DUP

07/13/11 TO-14 13 <0.50 1.7 7.9 2.1 <0.050 0.89 1.5 3.5 6.0 9.5 <0.050 144 62 106 49 20.9 ND 7.0 68 54 0 1.7E 0.2

RW-237 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 61 105 92 20.8 -- -- -- -- 3.0 2.7E 0

RW-237 07/27/11 TO-14 22 <0.50 2.6 10 11 <0.050 0.32 0.71 2.8 4.6 7.4 <0.050 165 64 90 69 20.9 ND 11 42 47 0 2.3E 0

RW-237 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 66 111 37 20.9 -- -- -- -- 0 1.3E 0

RW-237 08/11/11 TO-14 10 <0.50 0.81 3.3 6.7 <0.050 0.089 0.095 1.0 1.1 2.1 <0.050 163 62 91 18 20.9 ND 7.5 31 62 0 0.46E 0

RW-237 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 64 33 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-237 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 73 96 63 20.9 -- -- -- -- 0 --E 0

RW-237 08/24/11 TO-14 14 <0.50 2.1 5.0 9.5 <0.050 0.20 0.63 1.5 2.4 3.9 <0.050 169 63 115 101 20.9 ND 13 30 57 0 5.3E 0

RW-237 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 46 86 43 20.9 -- -- -- -- 0 1.2E 0

RW-237 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-237 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 37 83 12 20.9 -- -- -- -- 0 0.24E 0

RW-237 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 45 94 5.4 20.9 -- -- -- -- 0 0.17E 0

RW-237 09/28/11 TO-14 4.6 <0.50 <0.50 0.67 3.8 <0.050 <0.050 <0.050 0.067 <0.050 0.067 <0.050 167 47 69 24 20.9 ND ND 15 85 0 0.55E 0.2

RW-237 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-237 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-237 10/20/11 TO-14 2.7 <0.50 <0.50 0.53 3.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 44 78 0 20.9 ND ND 12 88 0 0E 0

RW-237 10/27/11 TO-14 9.7 <0.50 1.4 2.3 5.9 <0.050 <0.050 <0.050 0.062 <0.050 0.062 <0.050 104 47 75 -- -- ND 15 24 61 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-237 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 69 15 20.9 -- -- -- -- 0 --E 0.2
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RW-237 11/01/11 TO-14 10 <0.50 0.54 3.0 7.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 50 94 0 20.9 ND 5.1 28 67 0 0 Water in line.E 0

RW-237 11/09/11 TO-14 11 <0.50 <0.50 1.3 12 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 42 137 13 20.9 ND ND 9.8 90 0 0.78E 0

RW-237 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 67 99 15 20.8 -- -- -- -- 3.0 0.42E 0.2

RW-237 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-237 11/30/11 TO-14 11 <0.50 <0.50 0.59 9.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 48 102 2.3 20.9 ND ND 5.8 94 0 0.13E 0

RW-237 12/07/11 TO-14 22 <0.50 <0.50 <0.50 20 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 159 45 119 4.0 20.9 ND ND ND 100 0 0.15 Water in line.E 0.4

RW-237 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 46 107 1.7 20.9 -- -- -- -- 0 0.057 Water in line.E 0

RW-237 12/21/11 TO-14 11 <0.50 <0.50 <0.50 7.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 44 -- 1.9 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-237 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 46 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-237 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-237 02/01/12 TO-14 6.1 <0.50 <0.50 0.62 4.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 47 -- 6.7 20.6 ND ND 12 88 -- -- Flow rate not collected due to water in line.E 0.2

RW-237 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 48 88 6.5 20.9 -- -- -- -- 0 0.17E 0.2

RW-237 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-237 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 36 98 11 20.9 ND ND ND ND 0 --E 0

RW-237 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 32 55 2.0 20.9 -- -- -- -- 0 0.031E 0

RW-237 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 40 77 17 20.9 ND ND ND 100 0 0.41E 0.3

RW-237 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 38 73 0 20.9 -- -- -- -- 0 0E 0

RW-237 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 37 87 0.60 20.9 ND ND ND ND 0 0.016E 0

RW-237 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 35 59 0 20.9 -- -- -- -- 0 0E 0

RW-237 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 47 80 6.7 20.9 ND ND ND ND 0 0.33E 0

RW-237 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 85 0 20.9 -- -- -- -- 0 0E 0.3

RW-237 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 48 101 1.9 20.9 ND ND ND ND 0 0.063E 0

RW-237 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 104 0 20.9 -- -- -- -- 0 0E 0

RW-237 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 49 117 0.70 -- ND ND ND ND -- 0.025 Field readings not collected due to 

equipment malfunction.

E --

RW-237 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 49 105 0 20.9 -- -- -- -- 0 0E 0

RW-237 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 49 100 0 20.9 ND ND ND ND 0 0E 0

RW-237 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 58 133 2.9 20.9 -- -- -- -- 0 0.081E 0
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RW-237 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 56 115 3.4 20.9 ND ND ND ND 0 0.13E 0

RW-237 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 56 99 1.5 20.9 -- -- -- -- 0 0.045E 0

RW-237 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 44 96 1.9 20.9 -- -- -- -- 0 0.074E 0

RW-237 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 50 96 0 20.9 -- -- -- -- 0 0E 0

RW-237 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 24 56 2.2 20.7 ND ND ND ND 3.0 0.032E 0

RW-237 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 58 91 0 20.9 -- -- -- -- 0 0E 0

RW-237 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 57 95 0.60 20.9 ND ND ND ND 0 0.019E 0

RW-237 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 106 0 20.7 -- -- -- -- 8.0 0E 0

RW-237 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 54 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-237 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 56 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-237 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 -- 0.30 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-237 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 57 122 5.5 20.9 -- -- -- -- 0 0.22E 0

RW-237 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 53 13 0 20.9 -- -- -- -- 0 0E 0

RW-237 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 53 107 4.6 20.5 -- -- -- -- 16 0.18E 0

RW-237 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 46 111 0 20.9 -- -- -- -- 0 0E 0

RW-237 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 45 93 0 20.9 -- -- -- -- 0 0E 0

RW-237 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 94 0 20.9 -- -- -- -- 0 0E 0

RW-237 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 41 -- 6.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-237 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 42 80 0 20.9 -- -- -- -- 0 0E 0

RW-237 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 43 69 2.6 20.9 -- -- -- -- 0 0.089E 0

RW-237 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 45 80 0 20.7 -- -- -- -- 5.5 0E 0

RW-237 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 45 90 0.40 20.9 -- -- -- -- 0 0.011E 0

RW-237 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 45 92 12 20.9 -- -- -- -- 0 0.35E 0

RW-237 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 18 -- -- -- -- -- -- -- --V --

RW-237 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 16 -- -- -- -- -- -- -- --V --

RW-237 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 18 -- -- -- -- -- -- -- --V --

RW-237 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 44 69 0 20.9 -- -- -- -- 0 0E 0

RW-237 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 46 98 2.1 20.7 -- -- -- -- 5.5 0.056E 0

RW-237 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 46 127 10 20.7 -- -- -- -- 8.0 0.39E 0
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RW-237 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 42 89 0.20 20.9 -- -- -- -- 0 0.0041E 0

RW-237 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 42 89 0 20.9 -- -- -- -- 0 0E 0

RW-237 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 45 74 3.4 20.9 -- -- -- -- 0 0.088E 0

RW-238 10/28/10 TO-14 540 52 110 280 83 19 30 16 26 74 100 0.24 -- 57 -- 6,462 5.80 9.9 21 53 16 -- -- Flow rate not measured due to water in 

line.

E 14.8

RW-238 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 100 34 689 19.6 -- -- -- -- 1.5 0.76E 1.4

RW-238 01/13/11 TO-14 370 1.1 30 200 150 1.6 13 30 15 38 53 <0.050 167 72 -- 281 19.0 <1 7.9 52 39 -- -- Flow rate not monitored due to water in 

line.

E 1.0

RW-238 01/20/11 TO-14 650 1.5 160 430 120 4.4 42 89 56 140 196 0.13 186 38 -- 281 19.8 <1 22 60 17 -- -- Flow rate not meausred due to water in 

line.

E 0.8

RW-238 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 42 23 343 18.4 -- -- -- -- 34 4.6E 1.8

RW-238 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 75 42 202 19.8 -- -- -- -- 20 3.6E 1.2

RW-238 02/04/11 TO-14 560 <0.50 130 420 93 1.9 47 72 63 170 233 0.053 -- -- -- -- -- ND 20 65 14 -- --E --

RW-238 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 81 -- 235 19.4 -- -- -- -- -- --E 1.2

RW-238 02/17/11 TO-14 390 <0.50 82 340 43 0.66 40 56 61 160 221 <0.050 309 74 35 231 19.6 ND 18 73 9.2 25 4.3E 1.0

RW-238 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-238 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-238 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 79 62 143 20.1 -- -- -- -- -- -- Water in line.E 0.4

RW-238 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 88 40 145 20.7 -- -- -- -- 3.3 2.3E 0.4

RW-238 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 95 13 125 20.7 -- -- -- -- 1.1 0.64E 0.3

RW-238 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 32 72 20.9 -- -- -- -- 0 1.2E 0.1

RW-238 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 48 108 20.9 -- -- -- -- 0 1.7E 0

RW-238 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 17 99 20.7 -- -- -- -- 1.1 0.54E 0.2

RW-238 07/13/11 TO-14 39 1.1 6.0 16 15 0.088 1.2 0.52 8.3 11 19 <0.050 144 80 20 107 20.5 2.9 16 42 39 2.7 0.69E 0.4

RW-238 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 33 237 20.4 -- -- -- -- 4.6 2.1E 0.2

RW-238 07/27/11 TO-14 39 1.5 8.5 15 14 0.25 0.72 1.1 6.3 6.6 13 <0.050 165 78 27 187 20.8 3.8 22 38 36 1.1 1.9E 0.4

RW-238 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 17 144 20.9 -- -- -- -- 0 0.81E 0.2

RW-238 08/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 76 7.9 83 20.8 ND ND ND ND 0.23 0.18E 0

RW-238 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 41 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-238 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 90 37 185 20.9 -- -- -- -- 0 --E 0.1

RW-238 08/24/11 TO-14 23 1.5 6.0 8.4 12 0.14 0.13 0.34 2.0 1.2 3.2 <0.050 169 76 30 216 20.9 5.4 22 30 43 0 3.0E 0
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RW-238 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 61 155 20.7 -- -- -- -- 4.1 3.1E 0.3

RW-238 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-238 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 26 72 20.9 -- -- -- -- 0 0.45E 0.3

RW-238 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 73 59 28 20.9 -- -- -- -- 0 0.55E 0

RW-238 09/28/11 TO-14 13 <0.50 1.9 4.6 5.9 <0.050 0.078 0.15 0.83 0.55 1.4 <0.050 167 78 25 91 20.8 ND 15 37 48 0.84 0.74E 0.4

RW-238 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-238 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-238 10/20/11 TO-14 9.2 <0.50 1.3 3.9 5.2 <0.050 <0.050 <0.050 0.46 0.30 0.76 <0.050 68 69 56 32 20.9 ND 13 38 50 0 0.24E 0.2

RW-238 10/27/11 TO-14 22 <0.50 7.4 13 5.7 <0.050 0.071 <0.050 0.86 0.55 1.4 <0.050 104 56 24 -- -- ND 28 50 22 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-238 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 14 39 20.8 -- -- -- -- -- --E 0.6

RW-238 11/01/11 TO-14 24 <0.50 5.9 13 6.9 <0.050 0.065 <0.050 0.79 0.42 1.2 <0.050 140 59 26 11 20.9 ND 23 50 27 0 0.13E 0.4

RW-238 11/09/11 TO-14 26 <0.50 1.8 8.2 22 <0.050 <0.050 <0.050 0.39 0.19 0.58 <0.050 250 50 -- 32 20.9 ND 5.6 26 69 0 -- Flow rate not measured due to water in 

line.

E 0

RW-238 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 82 53 34 20.8 -- -- -- -- 1.6 0.52E 0.4

RW-238 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-238 11/30/11 TO-14 17 <0.50 <0.50 3.5 11 <0.050 <0.050 <0.050 0.11 <0.050 0.11 <0.050 320 57 71 11 20.6 ND ND 24 76 12 0.42E 0.3

RW-238 12/07/11 TO-14 20 <0.50 <0.50 4.0 14 <0.050 <0.050 <0.050 0.12 <0.050 0.12 <0.050 159 63 75 18 20.9 ND ND 22 78 0 0.42 Water in line.E 0.3

RW-238 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 36 12 20.9 -- -- -- -- 0 0.13 Water in line.E 0

RW-238 12/21/11 TO-14 15 <0.50 <0.50 3.1 11 <0.050 <0.050 <0.050 0.065 <0.050 0.065 <0.050 156 63 -- 7.8 20.7 ND ND 22 78 -- -- Flow rate not monitored due to water in 

line.

E 0.8

RW-238 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-238 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-238 02/01/12 TO-14 15 <0.50 0.70 2.8 7.3 <0.050 <0.050 <0.050 0.060 <0.050 0.060 <0.050 96 66 20 14 20.2 ND 6.5 26 68 1.4 0.026E 0.5

RW-238 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 -- 11 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.2

RW-238 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-238 03/22/12 TO-14 3.3 <0.50 <0.50 0.58 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 41 41 11 20.9 ND ND 25 75 0 --E 0

RW-238 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 26 4.8 20.7 -- -- -- -- 1.5 0.035E 0.2
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RW-238 04/19/12 TO-14 7.3 <0.50 <0.50 1.3 4.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 39 17 2.9 20.9 ND ND 22 78 0 0.015E 0.2

RW-238 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 56 0.10 20.8 -- -- -- -- 2.0 0.0020E 0.3

RW-238 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 58 2.1 20.9 ND ND ND 100 0 0.038E 0.2

RW-238 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 37 76 0 20.9 -- -- -- -- 0 0E 0

RW-238 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 56 24 7.7 20.9 ND ND ND 100 0 0.11E 0

RW-238 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 75 0 20.9 -- -- -- -- 0 0E 0.3

RW-238 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.72 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 41 2.8 20.9 ND ND ND 100 0 0.037E 0

RW-238 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 59 0.70 20.9 -- -- -- -- 0 0.015E 0

RW-238 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 62 1.5 -- ND ND ND ND -- 0.028 Field readings not collected due to 

equipment malfunction.

E --

RW-238 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 47 0 20.9 -- -- -- -- 0 0E 0.1

RW-238 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 57 22 0 20.9 ND ND ND ND 0 0E 0.2

RW-238 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 69 26 2.6 20.9 -- -- -- -- 0 0.014E 0

RW-238 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 28 3.4 20.9 ND ND ND ND 0 0.031E 0

RW-238 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 23 1.4 20.9 -- -- -- -- 0 0.0099E 0.1

RW-238 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 24 1.8 20.9 -- -- -- -- 0 0.017E 0.1

RW-238 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 26 0 20.9 -- -- -- -- 0 0E 0

RW-238 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.69 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 33 1.9 20.5 ND ND ND 100 3.5 0.016E 0

RW-238 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 43 0 20.9 -- -- -- -- 0 0E 0

RW-238 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 66 42 1.5 20.9 ND ND ND ND 0 0.021E 0

RW-238 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 50 0 20.5 -- -- -- -- 7.5 0E 0.5

RW-238 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 62 -- 0 20.6 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-238 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 64 40 0 20.9 -- -- -- -- 0 0E 0

RW-238 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 60 55 0.10 20.9 -- -- -- -- 0 0.0017E 0

RW-238 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 67 47 5.3 20.9 -- -- -- -- 0 0.081E 0

RW-238 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 62 51 0 20.9 -- -- -- -- 0 0E 0

RW-238 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 44 4.9 20.5 -- -- -- -- 6.5 0.077E 0

RW-238 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 2.4 -- -- -- -- -- -- -- --V --

RW-238 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 3.9 -- -- -- -- -- -- -- --V --

RW-238 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 3.8 -- -- -- -- -- -- -- --V --

RW-238 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 47 -- 6.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0
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RW-238 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 48 29 0 20.9 -- -- -- -- 0 0E 0

RW-238 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 28 2.7 20.9 -- -- -- -- 0 0.038E 0

RW-238 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 52 71 0 20.3 -- -- -- -- 14 0E 0.1

RW-238 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 31 0 20.4 -- -- -- -- 4.8 0E 0.2

RW-238 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 52 35 11 20.7 -- -- -- -- 2.4 0.13E 0.2

RW-238 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 39 12 20.9 -- -- -- -- 0 0.15E 0

RW-238 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 37 0.80 20.9 -- -- -- -- 0 0.0087E 0

RW-238 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 47 2.4 20.9 -- -- -- -- 0 0.037E 0

RW-238 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 52 20 0 20.9 -- -- -- -- 0 0E 0

RW-238 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 54 36 2.4 20.6 -- -- -- -- 3.1 0.024E 0

RW-238 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 46 10 20.8 -- -- -- -- 1.4 0.14E 0

RW-238 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 3.6 -- -- -- -- -- -- -- --V --

RW-238 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 3.2 -- -- -- -- -- -- -- --V --

RW-238 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 2.3 -- -- -- -- -- -- -- --V --

RW-239 10/28/10 TO-14 390 <0.50 8.5 83 280 0.55 11 3.8 9.1 38 47 0.17 -- 58 9.0 6,462 6.40 ND 2.3 22 75 -- --E 12.6

RW-239 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 106 33 148 19.2 -- -- -- -- 1.9 0.16E 2.2

RW-239 01/13/11 TO-14 17 <0.50 <0.50 10 5.7 <0.050 0.68 0.21 1.2 3.0 4.2 <0.050 167 75 35 25 19.2 ND ND 64 36 23 0.33E 1.8

RW-239 01/20/11 TO-14 34 <0.50 <0.50 9.4 26 <0.050 0.69 0.24 1.4 3.2 4.6 <0.050 186 40 18 256 16.6 ND ND 27 73 29 1.7E 3.5

RW-239 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 41 15 90 18.9 -- -- -- -- 18 0.80E 1.8

RW-239 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 80 30 45 19.0 -- -- -- -- 25 0.58E 2.0

RW-239 02/04/11 TO-14 18 <0.50 1.7 14 2.8 <0.050 0.84 0.98 2.3 4.5 6.8 0.11 -- -- -- -- -- ND 9.2 76 15 -- --E --

RW-239 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 75 23 54 18.9 -- -- -- -- 18 0.46E 1.8

RW-239 02/17/11 TO-14 17 <0.50 0.93 12 4.6 <0.050 0.54 0.49 1.6 3.2 4.8 <0.050 309 70 14 54 19.4 ND 5.3 68 26 12 0.40E 1.2

RW-239 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-239 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-239 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 80 52 47 20.2 -- -- -- -- -- --E 0.7

RW-239 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 88 52 52 20.8 -- -- -- -- 2.1 1.1E 0.8

RW-239 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 94 34 33 20.4 -- -- -- -- 7.0 0.44E 0.6

RW-239 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 88 54 28 19.7 -- -- -- -- 35 0.79E 0

RW-239 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 27 7.5 20.5 -- -- -- -- 3.6 0.066E 0.6

RW-239 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 80 46 34 20.4 -- -- -- -- 7.4 0.49E 0.6

RW-239 07/13/11 TO-14 5.2 <0.50 <0.50 2.2 2.6 <0.050 0.25 <0.050 0.80 1.5 2.3 <0.050 144 79 32 15 20.1 ND ND 46 54 8.6 0.16E 0.8
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RW-239 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 78 24 20 20.0 -- -- -- -- 6.0 0.13E 0.6

RW-239 07/27/11 TO-14 3.7 <0.50 <0.50 1.3 2.5 <0.050 0.12 <0.050 0.45 0.77 1.2 <0.050 165 77 29 8.4 20.1 ND ND 34 66 8.8 0.090E 0.8

RW-239 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 80 34 6.1 20.4 -- -- -- -- 5.8 0.069E 0.8

RW-239 08/11/11 TO-14 2.1 <0.50 <0.50 0.73 1.3 <0.050 0.064 <0.050 0.26 0.43 0.69 <0.050 163 74 31 0 20.4 ND ND 36 64 4.4 0E 0.8

RW-239 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 78 45 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-239 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 89 32 8.2 20.2 -- -- -- -- -- --E 1.0

RW-239 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.51 <0.050 <0.050 <0.050 0.10 0.17 0.27 <0.050 169 75 41 23 20.9 ND ND ND 100 0 0.43E 20.9

RW-239 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 76 54 8.8 20.2 -- -- -- -- 13 0.15E 0.8

RW-239 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-239 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 77 47 4.4 19.9 -- -- -- -- 12 0.051E 0.8

RW-239 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 72 69 0 20.1 -- -- -- -- 19 0E 0.8

RW-239 09/28/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.53 <0.050 <0.050 <0.050 0.054 0.066 0.12 <0.050 167 78 32 8.8 20.0 ND ND ND 100 9.7 0.092E 1.0

RW-239 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-239 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-239 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 69 28 4.8 19.5 ND ND ND ND 5.3 0.018E 1.4

RW-239 10/27/11 TO-14 <2.0 <0.50 <0.50 0.50 1.1 <0.050 <0.050 <0.050 0.055 0.072 0.13 <0.050 104 55 48 -- -- ND ND 31 69 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-239 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 57 38 7.4 19.3 -- -- -- -- -- -- Water in line.E 1.8

RW-239 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 58 32 7.9 19.6 ND ND ND ND 21 0.12E 1.5

RW-239 11/09/11 TO-14 2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 49 86 5.9 19.8 ND ND ND 100 42 0.22E 0.8

RW-239 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 82 36 6.2 19.4 -- -- -- -- 16 0.065E 1.4

RW-239 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-239 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.62 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 56 65 0.78 19.6 ND ND ND 100 48 0.028E 0.9

RW-239 12/07/11 TO-14 3.0 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 159 63 73 0.30 19.3 ND ND ND 100 37 0.0068 Water in line.E 1.8

RW-239 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 52 0 19.6 -- -- -- -- 22 0 Water in line.E 1.2

RW-239 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 36 0 19.7 ND ND ND ND 14 0E 1.6

RW-239 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 68 40 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-239 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --
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RW-239 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 66 54 13 19.1 -- -- -- -- 9.3 0.064E 1.2

RW-239 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 44 2.1 20.7 -- -- -- -- 2.7 0.027E 0.8

RW-239 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-239 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 16 2.1 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-239 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 35 18 1.4 20.4 -- -- -- -- 2.6 0.0070E 0.8

RW-239 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 46 16 7.2 20.3 -- -- -- -- 3.2 0.037E 0.4

RW-239 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 61 0 20.7 -- -- -- -- 4.5 0E 0.8

RW-239 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 42 65 0 20.2 -- -- -- -- 14 0E 0.2

RW-239 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 42 24 0 20.9 -- -- -- -- 0 0E 0

RW-239 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 55 71 6.0 20.9 -- -- -- -- 0 0.27E 0

RW-239 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 63 0 20.3 -- -- -- -- 17 0E 1.6

RW-239 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 56 1.4 20.0 -- -- -- -- 17 0.026E 0.6

RW-239 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 41 0 20.2 -- -- -- -- 10 0E 0.6

RW-239 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 57 91 0 -- ND ND ND ND -- 0 Field readings not collected due to 

equipment malfunction. Laboratory sample 

collection reinstated

E --

RW-239 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 87 0 20.7 -- -- -- -- 6.0 0E 0.7

RW-239 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 56 33 0 20.1 ND ND ND ND 9.3 0E 0.7

RW-239 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 69 79 2.4 19.8 -- -- -- -- 19 0.040E 0.6

RW-239 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 63 3.2 20.4 ND ND ND ND 11 0.065E 0.6

RW-239 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 66 42 0.70 20.3 -- -- -- -- 7.8 0.0088E 0.6

RW-239 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 45 1.8 20.4 -- -- -- -- 9.3 0.033E 0.6

RW-239 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 41 0 20.1 -- -- -- -- 16 0E 0.5

RW-239 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 66 43 0.50 19.1 ND ND ND ND 20 0.0055E 0.8

RW-239 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 63 0 19.4 -- -- -- -- 29 0E 0.8

RW-239 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 45 0.30 19.8 ND ND ND ND 17 0.0045E 0.5

RW-239 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 59 0 20.3 -- -- -- -- 13 0E 0.2

RW-239 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 -- 0 19.5 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-239 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 37 0 20.9 -- -- -- -- 0 0E 0.2

RW-239 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 45 0.40 20.5 -- -- -- -- 5.6 0.0055E 0.2
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RW-239 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 3.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-239 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 41 0 20.3 -- -- -- -- 7.1 0E 0.3

RW-239 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 24 3.8 19.8 -- -- -- -- 9.6 0.032E 0.3

RW-239 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 48 0 20.3 -- -- -- -- 9.2 0E 0.4

RW-239 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 24 0 20.4 -- -- -- -- 4.6 0E 0.4

RW-239 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 47 3.3 19.8 -- -- -- -- 16 0.047E 0.3

RW-239 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 6.1 20.7 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.3

RW-239 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 20 0 20.8 -- -- -- -- 0.78 0E 0.3

RW-239 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 21 1.6 20.6 -- -- -- -- 3.2 0.016E 0.3

RW-239 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 53 0 19.0 -- -- -- -- 34 0E 0.8

RW-239 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 25 0 19.0 -- -- -- -- 15 0E 0.9

RW-239 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 30 9.9 19.2 -- -- -- -- 17 0.097E 0.8

RW-239 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 25 -- -- -- -- -- -- -- --V --

RW-239 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 5.3 -- -- -- -- -- -- -- --V --

RW-239 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 5.6 -- -- -- -- -- -- -- --V --

RW-239 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 19 0 20.7 -- -- -- -- 1.3 0E 0.4

RW-239 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 53 56 1.7 19.9 -- -- -- -- 16 0.026E 0.3

RW-239 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 54 38 7.6 20.0 -- -- -- -- 11 0.087E 0.3

RW-239 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 26 0 20.4 -- -- -- -- 3.1 0E 0.4

RW-239 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 29 0 20.5 -- -- -- -- 5.0 0E 0.3

RW-239 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 38 3.6 20.4 -- -- -- -- 6.9 0.048E 0.3

RW-240 10/28/10 TO-14 480 18 100 350 32 9.8 0.38 0.37 0.91 1.8 2.7 0.12 -- 57 12 397 13.3 3.6 20 70 6.4 -- --E 8.4

RW-240 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 111 31 349 15.3 -- -- -- -- 5.7 0.35E 4.9

RW-240 01/13/11 TO-14 11 <0.50 <0.50 5.7 3.9 <0.050 0.38 0.40 0.89 1.9 2.8 <0.050 167 73 25 73 15.4 ND ND 59 41 54 0.70E 2.1

RW-240 01/20/11 TO-14 25 <0.50 <0.50 4.1 19 <0.050 0.22 0.18 0.63 1.2 1.8 <0.050 186 40 13 175 17.1 ND ND 18 82 19 0.85E 3.1

RW-240 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 36 17 131 15.6 -- -- -- -- 52 1.3E 3.8

RW-240 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 77 18 55 17.6 -- -- -- -- 27 0.43E 3.0

RW-240 02/04/11 TO-14 12 <0.50 3.2 5.0 2.4 <0.050 0.17 0.18 0.64 0.74 1.4 <0.050 -- -- -- -- -- ND 30 47 23 -- --E --

RW-240 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 72 20 69 17.4 -- -- -- -- 27 0.52E 3.2

RW-240 02/17/11 TO-14 11 0.58 0.54 5.9 2.6 <0.050 0.24 0.18 0.75 1.5 2.3 <0.050 309 76 12 88 16.4 6.0 5.6 61 27 28 0.54E 3.6

RW-240 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --
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RW-240 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-240 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 81 26 56 20.9 -- -- -- -- 0 --E 0.2

RW-240 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 29 50 19.4 -- -- -- -- 18 0.58E 1.4

RW-240 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 92 11 9.2 18.7 -- -- -- -- 9.6 0.039E 2.2

RW-240 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 85 28 14 18.8 -- -- -- -- 32 0.20E 1.8

RW-240 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 14 6.1 20.0 -- -- -- -- 4.1 0.027E 1.3

RW-240 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 81 27 24 19.8 -- -- -- -- 9.7 0.21E 1.4

RW-240 07/13/11 TO-14 3.2 <0.50 <0.50 <0.50 2.5 <0.050 <0.050 <0.050 0.067 0.10 0.17 <0.050 144 80 22 16 19.8 ND ND ND 100 8.1 0.12E 1.2

RW-240 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 22 19 20.1 -- -- -- -- 4.9 0.11E 0.8

RW-240 07/27/11 TO-14 4.4 0.52 1.1 0.60 2.8 <0.050 <0.050 <0.050 0.075 <0.050 0.075 <0.050 165 78 18 24 20.2 10 22 12 56 4.9 0.16E 0.8

RW-240 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 81 18 24 20.4 -- -- -- -- 3.1 0.14E 0.8

RW-240 08/11/11 TO-14 2.5 <0.50 <0.50 <0.50 2.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 76 15 0 20.7 ND ND ND 100 0.84 0E 0.7

RW-240 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 13 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-240 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 90 28 8.1 20.2 -- -- -- -- -- --E 1.0

RW-240 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 77 24 17 20.5 ND ND ND 100 4.5 0.18E 20.5

RW-240 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 32 11 20.6 -- -- -- -- 3.2 0.12E 0.6

RW-240 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-240 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 33 8.1 20.4 -- -- -- -- 4.3 0.067E 0.6

RW-240 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 74 52 3.5 20.7 -- -- -- -- 3.5 0.059E 0.5

RW-240 09/28/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.67 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 79 31 12 20.4 ND ND ND 100 5.2 0.13E 0.8

RW-240 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-240 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-240 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.71 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 70 40 10 20.5 ND ND ND 100 2.2 0.054E 0.6

RW-240 10/27/11 TO-14 2.0 <0.50 0.97 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 104 56 35 -- -- ND 100 ND ND -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-240 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 13 11 20.5 -- -- -- -- -- --E 1.2

RW-240 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.62 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 52 9.6 20.4 ND ND ND 100 13 0.24E 0.8

RW-240 11/09/11 TO-14 2.6 <0.50 <0.50 <0.50 2.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 50 52 5.6 20.6 ND ND ND 100 6.8 0.12E 0.2

RW-240 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 83 32 4.6 20.3 -- -- -- -- 5.8 0.043E 0.8
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RW-240 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-240 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 33 0 20.4 ND ND ND ND 9.2 0E 0.6

RW-240 12/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 159 64 49 0.50 20.7 ND ND ND 100 3.1 0.0075 Water in line.E 0.8

RW-240 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 47 0 20.9 -- -- -- -- 0 0 Water in line.E 0.1

RW-240 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 62 33 0 20.4 ND ND ND ND 5.2 0E 0.6

RW-240 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 68 40 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-240 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-240 02/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 66 36 6.1 20.4 -- -- -- -- 1.8 0.021E 0.4

RW-240 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 24 1.6 20.7 -- -- -- -- 1.5 0.012E 0.6

RW-240 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-240 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 43 17 2.1 20.1 -- -- -- -- -- --E 0.6

RW-240 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 18 1.2 20.7 -- -- -- -- 1.0 0.0060E 0.6

RW-240 04/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 326 39 18 7.3 20.7 -- -- -- -- 1.1 0.040E 0.6

RW-240 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 65 0 20.8 -- -- -- -- 2.4 0E 0.5

RW-240 05/16/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 318 20 31 0 20.8 -- -- -- -- 0.99 0E 0.4

RW-240 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 20 12 0 20.9 -- -- -- -- 0 0E 0

RW-240 06/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 503 56 20 6.2 20.9 -- -- -- -- 0 0.078E 0

RW-240 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 58 0 20.9 -- -- -- -- 0 0E 0.8

RW-240 07/11/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 33 28 1.2 20.7 -- -- -- -- 1.9 0.011E 0.2

RW-240 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 33 14 0 20.8 -- -- -- -- 0.52 0E 0.2

RW-240 08/08/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 58 56 0.40 -- -- -- -- -- -- 0.0067 Field readings not collected due to 

equipment malfunction.

E --

RW-240 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 49 0 20.9 -- -- -- -- 0 0E 0.3

RW-240 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 43 17 0 20.7 -- -- -- -- 1.2 0E 0.3

RW-240 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 2.1 -- -- -- -- -- -- -- --V --

RW-240 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 2.4 -- -- -- -- -- -- -- --V --

RW-240 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 4.5 -- -- -- -- -- -- -- --V --

RW-240 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 37 2.0 20.9 -- -- -- -- 0 0.030E 0.2

RW-240 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 34 0 20.9 -- -- -- -- 0 0E 0.1
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RW-240 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 2.5 -- -- -- -- -- -- -- --V --

RW-240 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 8.0 -- -- -- -- -- -- -- --E --

RW-240 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 4.1 -- -- -- -- -- -- -- --E --

RW-240 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 2.1 -- -- -- -- -- -- -- --V --

RW-240 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E --

RW-240 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 3.6 -- -- -- -- -- -- -- --E --

RW-240 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 63 0 20.6 -- -- -- -- 5.8 0E 0.1

RW-240 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 31 3.4 20.9 -- -- -- -- 0 0.034E 0.1

RW-240 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 34 0 20.9 -- -- -- -- 0 0E 0.3

RW-240 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 62 25 3.3 20.2 -- -- -- -- 6.6 0.030E 0.2

RW-240 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 53 38 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 21 0 20.9 -- -- -- -- 0 0E 0

RW-240 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 51 4.0 20.4 -- -- -- -- 8.0 0.062E 0.1

RW-240 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-240 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 5.3 -- -- -- -- -- -- -- --V --

RW-240 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 5.2 -- -- -- -- -- -- -- --V --

RW-240 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 83 0 20.3 -- -- -- -- 17 0E 0.1

RW-240 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 23 0 20.5 -- -- -- -- 2.9 0E 0.2

RW-240 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 41 11 20.8 -- -- -- -- 1.4 0.15E 0.2

RW-240 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 24 15 20.9 -- -- -- -- 0 0.12E 0.1

RW-240 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 26 0.20 20.9 -- -- -- -- 0 0.0015E 0

RW-240 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 21 1.7 20.6 -- -- -- -- 2.1 0.012E 0.2

RW-240 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 18 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 62 1.5 20.4 -- -- -- -- 8.7 0.025E 0.1

RW-240 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 27 7.7 20.5 -- -- -- -- 3.4 0.064E 0.1

RW-240 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 19 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 20 0 20.9 -- -- -- -- 0 0E 0.1

RW-240 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 27 3.9 20.9 -- -- -- -- 0 0.036E 0

RW-241 10/28/10 TO-14 4,300 230 1,200 2,800 290 150 280 1,300 300 900 1,200 0.13 -- 57 29 6,462 13.6 5.1 27 62 6.4 -- --E 4.8

RW-241 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 104 56 1,494 19.9 -- -- -- -- 1.9 2.7E 0.8

RW-241 01/13/11 TO-14 1,500 13 280 930 420 10 71 160 120 310 430 <0.050 167 72 31 181 19.3 <1 17 57 26 19 2.1E 0.8
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RW-241 01/20/11 TO-14 450 1.3 150 330 40 41 30 80 63 150 213 <0.050 186 36 22 881 20.4 <1 29 63 7.7 4.1 6.9E 0.6

RW-241 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 36 15 220 18.4 -- -- -- -- 23 2.0E 1.6

RW-241 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 76 -- 826 19.3 -- -- -- -- -- --E 1.0

RW-241 02/04/11 TO-14 2,400 3.1 640 1,800 330 11 150 350 350 760 1,110 <0.050 -- -- -- -- -- <1 23 65 12 -- --E --

RW-241 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 82 38 992 19.2 -- -- -- -- 25 14E 1.2

RW-241 02/17/11 TO-14 550 <0.50 130 430 62 1.9 26 54 83 170 253 <0.050 309 73 18 434 19.4 ND 21 69 10.0 14 4.0E 0.8

RW-241-

DUP

02/17/11 TO-14 620 0.59 150 480 58 1.9 29 63 98 200 298 <0.050 309 73 18 434 19.4 ND 22 70 8.4 14 4.0E 0.8

RW-241 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-241 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-241 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 79 42 90 20.3 -- -- -- -- -- --E 0.2

RW-241 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 91 40 539 20.7 -- -- -- -- 3.3 8.6E 0.2

RW-241 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 95 21 424 20.5 -- -- -- -- 3.4 3.5E 0.4

RW-241 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 34 255 20.9 -- -- -- -- 0 4.5E 0.2

RW-241 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 19 247 20.9 -- -- -- -- 0 1.5E 0.2

RW-241 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 17 390 20.7 -- -- -- -- 1.1 2.1E 0.4

RW-241 07/13/11 TO-14 87 3.2 21 44 12 0.38 2.1 3.6 17 22 39 <0.050 144 80 39 447 20.4 4.0 26 55 15 6.5 5.7E 0.6

RW-241 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 32 505 20.4 -- -- -- -- 4.5 4.4E 0.3

RW-241 07/27/11 TO-14 75 2.8 19 25 32 0.20 0.73 1.4 7.4 7.3 15 <0.050 165 78 21 438 20.5 3.6 24 32 41 3.2 3.4E 0.6

RW-241 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 16 340 20.9 -- -- -- -- 0 1.7E 0.2

RW-241 08/11/11 TO-14 43 1.1 8.8 20 22 <0.050 0.25 0.22 3.2 1.9 5.1 <0.050 163 76 11 199 20.8 2.1 17 39 42 0.30 0.59E 0

RW-241 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 22 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-241 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 90 34 323 20.8 -- -- -- -- -- --E 0.3

RW-241 08/24/11 TO-14 25 1.3 6.2 8.6 7.8 <0.050 0.088 0.050 1.4 0.69 2.1 <0.050 169 77 18 224 20.9 5.4 26 36 33 0 1.9E 0

RW-241 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 51 235 20.8 -- -- -- -- 1.7 3.9E 0.2

RW-241 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-241 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 38 22 82 20.9 -- -- -- -- 0 0.44E 0.2

RW-241 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 73 50 88 20.9 -- -- -- -- 0 1.4E 0

RW-241 09/28/11 TO-14 23 <0.50 2.7 6.6 12 <0.050 <0.050 <0.050 0.92 0.59 1.5 <0.050 167 79 28 142 20.8 ND 13 31 56 0.94 1.3E 0.4

RW-241 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-241 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --
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RW-241 10/20/11 TO-14 26 <0.50 3.5 6.7 18 <0.050 <0.050 0.13 0.49 0.40 0.89 <0.050 68 69 52 121 20.6 ND 12 24 64 2.2 0.85E 0.4

RW-241 10/27/11 TO-14 25 <0.50 3.0 9.0 18 <0.050 <0.050 0.061 0.37 0.26 0.63 <0.050 104 56 21 -- -- ND 10 30 60 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-241 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 15 113 20.9 -- -- -- -- 0 --E 0.5

RW-241 11/01/11 TO-14 44 <0.50 11 23 11 <0.050 <0.050 <0.050 0.74 0.46 1.2 <0.050 140 59 19 64 20.9 ND 24 51 24 0 0.57E 0.1

RW-241 11/09/11 TO-14 54 <0.50 2.5 18 38 <0.050 <0.050 <0.050 0.23 0.12 0.35 <0.050 250 50 -- 57 20.9 ND 4.3 31 65 0 -- Flow rate not measured due to water in 

line.

E 0

RW-241 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 82 41 64 20.8 -- -- -- -- 1.2 0.77E 0.1

RW-241 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-241 11/30/11 TO-14 17 <0.50 1.0 6.0 6.5 <0.050 <0.050 <0.050 0.053 <0.050 0.053 <0.050 320 57 67 25 20.6 ND 7.4 44 48 11 0.89E 0.2

RW-241 12/07/11 TO-14 68 <0.50 0.64 9.4 46 <0.050 <0.050 <0.050 0.075 <0.050 0.075 <0.050 159 64 -- 0 20.9 ND 1.1 17 82 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-241 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 34 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-241 12/21/11 TO-14 34 <0.50 <0.50 2.4 37 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 44 18 20.9 ND ND 6.1 94 0 0.24E 0.5

RW-241 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 52 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-241 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-241 02/01/12 TO-14 17 <0.50 0.71 4.4 4.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 66 -- 30 20.4 ND 7.5 46 46 -- -- Flow rate not collected due to water in line.E 0.4

RW-241 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 67 32 26 20.8 -- -- -- -- 0.97 0.24E 0.4

RW-241 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-241 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 41 37 9.9 20.8 ND ND ND ND -- --E 0.2

RW-241 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 13 1.4 20.9 -- -- -- -- 0 0.0053E 0.1

RW-241 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 36 0 20.9 ND ND ND ND 0 0E 0.4

RW-241 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 54 0 20.9 -- -- -- -- 0 0E 0.2

RW-241 05/16/12 TO-14 4.7 <0.50 <0.50 <0.50 3.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 41 55 3.1 20.9 ND ND ND 100 0 0.053E 0.4

RW-241 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 35 54 0.30 20.9 -- -- -- -- 0 0.0061E 0

RW-241 06/11/12 TO-14 5.7 <0.50 <0.50 <0.50 5.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 56 20 15 20.9 ND ND ND 100 0 0.18E 0.2

RW-241 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 64 0 20.9 -- -- -- -- 0 0E 0.4

RW-241 07/11/12 TO-14 3.1 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 56 30 7.3 20.8 ND ND ND 100 1.0 0.072E 0.1
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RW-241 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 23 5.0 20.8 -- -- -- -- 0.85 0.041E 0.2

RW-241 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.70 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 24 5.3 -- ND ND ND 100 -- 0.039 Field readings not collected due to 

equipment malfunction.

E --

RW-241 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 58 39 0 20.9 -- -- -- -- 0 0E 0

RW-241 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.51 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 57 22 3.5 20.9 ND ND ND 100 0 0.027E 0.2

RW-241 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 69 21 11 20.7 -- -- -- -- 0.89 0.048E 0.2

RW-241 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 36 10 20.9 ND ND ND 100 0 0.12E 0.1

RW-241 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 28 7.0 20.9 -- -- -- -- 0 0.060E 0.1

RW-241 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 51 33 6.0 20.9 -- -- -- -- 0 0.080E 0.2

RW-241 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 58 29 1.6 20.9 -- -- -- -- 0 0.022E 0.1

RW-241 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 66 36 2.6 20.3 ND ND ND ND 5.7 0.024E 0.1

RW-241 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 39 1.6 20.7 -- -- -- -- 2.4 0.019E 0.1

RW-241 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 77 3.4 20.9 ND ND ND ND 0 0.087E 0

RW-241 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 59 47 0 20.3 -- -- -- -- 11 0E 0.1

RW-241 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 63 -- 0 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-241-

DUP

01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 63 -- 0 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-241 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 33 0 20.9 -- -- -- -- 0 0E 0.3

RW-241 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.2

RW-241 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 1.8 -- -- -- -- -- -- -- --V --

RW-241 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 2.0 -- -- -- -- -- -- -- --V --

RW-241 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 2.8 -- -- -- -- -- -- -- --E --

RW-241 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 54 52 0 20.9 -- -- -- -- 0 0E 0

RW-241 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 27 0 20.9 -- -- -- -- 0 0E 0.1

RW-241 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 29 0 20.3 -- -- -- -- 5.4 0E 1.0

RW-241 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 5.3 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.2

RW-241 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 21 0 20.9 -- -- -- -- 0 0E 0.2

RW-241 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 50 19 3.3 20.9 -- -- -- -- 0 0.031E 0

RW-241 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 65 0 20.6 -- -- -- -- 6.7 0E 0.1

RW-241 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 27 0 20.7 -- -- -- -- 1.7 0E 0.1
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RW-241 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 51 32 12 20.9 -- -- -- -- 0 0.12E 0

RW-241 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 41 14 20.9 -- -- -- -- 0 0.19E 0.1

RW-241 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 31 0.80 20.9 -- -- -- -- 0 0.0075E 0

RW-241 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 23 2.1 20.6 -- -- -- -- 2.3 0.016E 0.2

RW-241 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 3.7 -- -- -- -- -- -- -- --V --

RW-241 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 5.5 -- -- -- -- -- -- -- --V --

RW-241 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 4.8 -- -- -- -- -- -- -- --V --

RW-241 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 48 35 0 20.9 -- -- -- -- 0 0E 0.2

RW-241 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 49 40 0.90 20.9 -- -- -- -- 0 0.016E 0.1

RW-241 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 52 62 3.5 20.9 -- -- -- -- 0 0.076E 0.1

RW-242 10/28/10 TO-14 1,300 18 230 930 150 8.3 89 210 130 350 480 <0.050 -- 49 90 5,846 19.7 1.4 17 70 11 -- --E 1.2

RW-242 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 89 -- 493 20.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-242 01/13/11 TO-14 290 <0.50 13 140 150 0.24 13 19 21 51 72 <0.050 167 64 -- 123 20.6 ND 4.3 46 50 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-242 01/20/11 TO-14 580 0.91 74 400 140 0.49 33 47 65 150 215 <0.050 186 29 -- 151 20.9 <1 12 65 23 0 -- Flow rate not meausred due to water in 

line.

E 0.2

RW-242 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 33 -- 145 20.4 -- -- -- -- -- --E 0.2

RW-242 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 68 -- 106 20.8 -- -- -- -- -- --E 0

RW-242 02/04/11 TO-14 430 <0.50 37 300 110 0.19 22 24 50 110 160 <0.050 -- -- -- -- -- ND 8.3 67 25 -- --E --

RW-242 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 61 -- 86 20.5 -- -- -- -- -- --E 0.2

RW-242 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 62 -- -- -- -- -- -- -- -- -- Unable to draw sample due to water in line.E --

RW-242 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-242 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.SVE system restarted. 

Rebound/restart test concludes on 5/4.

E --

RW-242 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 72 -- 138 20.1 -- -- -- -- -- -- Water in line.E 0.3

RW-242 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 86 78 54 20.9 -- -- -- -- 0 1.7E 0

RW-242 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 87 76 48 20.7 -- -- -- -- 6.3 1.4E 0

RW-242 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 79 93 28 20.9 -- -- -- -- 0 1.4E 0

RW-242 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 75 83 26 20.9 -- -- -- -- 0 0.70E 0

RW-242 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 72 86 50 20.9 -- -- -- -- 0 1.4E 0

RW-242 07/13/11 TO-14 25 <0.50 1.2 6.4 18 <0.050 0.13 0.078 1.7 2.0 3.7 <0.050 144 7.3 75 33 20.8 ND 4.7 25 70 2.5 0.80E 0.2
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RW-242 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 70 71 70 20.8 -- -- -- -- 2.0 1.4E 0

RW-242 07/27/11 TO-14 8.7 <0.50 0.85 4.2 3.0 <0.050 0.062 0.051 0.97 1.2 2.2 <0.050 165 69 59 34 20.9 ND 11 52 37 0 0.76E 0

RW-242 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 32 35 24 20.9 -- -- -- -- 0 0.27E 0

RW-242 08/11/11 TO-14 8.2 <0.50 <0.50 2.5 7.3 <0.050 <0.050 <0.050 0.27 0.23 0.50 <0.050 163 32 12 12 20.9 ND ND 26 74 0 0.040E 0

RW-242 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 49 71 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-242 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 28 24 30 20.9 -- -- -- -- 0 --E 0

RW-242 08/24/11 TO-14 3.3 <0.50 <0.50 1.2 1.6 <0.050 <0.050 <0.050 0.11 0.097 0.21 <0.050 169 40 53 48 20.9 ND ND 43 57 0 1.2E 0

RW-242 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 40 63 14 20.9 -- -- -- -- 0 0.30E 0

RW-242 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-242 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 19 24 7.3 20.9 -- -- -- -- 0 0.044E 0

RW-242 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 22 43 1.0 20.9 -- -- -- -- 0 0.014E 0

RW-242 09/28/11 TO-14 3.3 <0.50 <0.50 <0.50 3.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 22 24 21 20.9 ND ND ND 100 0 0.16E 0.2

RW-242 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-242 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-242 10/20/11 TO-14 3.3 <0.50 <0.50 <0.50 2.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 40 56 8.3 20.9 ND ND ND 100 0 0.061E 0.1

RW-242 10/27/11 TO-14 9.4 <0.50 <0.50 3.2 5.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 104 59 37 -- -- ND ND 36 64 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-242 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 30 64 12 20.9 -- -- -- -- 0 --E 0.2

RW-242 11/01/11 TO-14 9.1 <0.50 <0.50 2.5 6.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 45 56 0 20.9 ND ND 28 72 0 0E 0

RW-242 11/09/11 TO-14 6.3 <0.50 <0.50 1.2 9.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 22 76 11 20.9 ND ND 11 89 0 0.37E 0

RW-242 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 12 -- 7.9 20.8 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-242 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-242 11/30/11 TO-14 8.8 <0.50 <0.50 0.86 8.8 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 52 81 2.2 20.9 ND ND 8.9 91 0 0.097E 0

RW-242 12/07/11 TO-14 15 <0.50 <0.50 2.5 8.7 <0.050 <0.050 <0.050 0.11 0.058 0.17 <0.050 159 50 88 4.8 20.9 ND ND 22 78 0 0.13 Water in line.E 0.4

RW-242 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 51 183 2.8 20.9 -- -- -- -- 0 0.16 Water in line.E 0

RW-242 12/21/11 TO-14 3.0 <0.50 <0.50 <0.50 4.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 50 -- 0 20.9 ND ND ND 100 0 -- Flow rate not monitored due to water in 

line.

E 0.4

RW-242 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 52 73 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --
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RW-242 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-242 02/01/12 TO-14 6.0 <0.50 <0.50 0.57 4.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 52 63 6.9 20.7 ND ND 11 89 1.2 0.041E 0.1

RW-242 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 53 72 7.5 20.9 -- -- -- -- 0 0.16E 0.2

RW-242 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-242 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 40 61 7.8 20.9 ND ND ND 100 0 --E 0

RW-242 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 34 53 1.9 20.9 -- -- -- -- 0 0.028E 0

RW-242 04/19/12 TO-14 3.5 <0.50 <0.50 0.96 2.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 43 62 3.1 20.9 ND ND 29 71 0 0.061E 0.3

RW-242 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 42 72 0 20.9 -- -- -- -- 0 0E 0

RW-242 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.97 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 40 73 1.7 20.9 ND ND ND 100 0 0.039E 0

RW-242 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 38 29 0 20.9 -- -- -- -- 0 0E 0

RW-242 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 51 65 7.5 20.9 ND ND ND ND 0 0.30E 0

RW-242 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 15 71 0 20.9 -- -- -- -- 0 0E 0.3

RW-242 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 52 46 2.2 20.9 ND ND ND ND 0 0.033E 0

RW-242 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 50 79 0 20.9 -- -- -- -- 0 0E 0

RW-242 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 53 98 1.1 -- ND ND ND ND -- 0.033 Field readings not collected due to 

equipment malfunction.

E --

RW-242 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 53 77 0 20.9 -- -- -- -- 0 0E 0

RW-242 09/05/12 TO-14 2.4 <0.50 <0.50 2.0 <0.50 <0.050 0.16 0.65 0.38 1.1 1.5 <0.050 354 52 74 0.80 20.9 ND ND 100 ND 0 0.020E 0

RW-242 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 63 113 2.9 20.9 -- -- -- -- 0 0.069E 0

RW-242 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 61 84 3.5 20.9 ND ND ND ND 0 0.096E 0

RW-242 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 61 74 1.8 20.9 -- -- -- -- 0 0.041E 0.9

RW-242 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 47 74 2.1 20.9 -- -- -- -- 0 0.063E 0

RW-242 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 54 73 0 20.9 -- -- -- -- 0 0E 0

RW-242 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 61 77 2.0 20.7 ND ND ND ND 4.1 0.039E 0

RW-242 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 62 69 0 20.9 -- -- -- -- 0 0E 0

RW-242 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 61 68 1.5 20.9 ND ND ND ND 0 0.034E 0

RW-242 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 55 77 0 20.7 -- -- -- -- 5.8 0E 0

RW-242 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 58 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-242 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 60 72 0 20.9 -- -- -- -- 0 0E 0

RW-242 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 56 80 0.20 20.9 -- -- -- -- 0 0.0048E 0
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RW-242 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 7.1 -- -- -- -- -- -- -- --E --

RW-242 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 8.4 -- -- -- -- -- -- -- --V --

RW-242 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 10 -- -- -- -- -- -- -- --E --

RW-242 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 49 93 0 20.9 -- -- -- -- 0 0E 0

RW-242 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 47 89 0 20.9 -- -- -- -- 0 0E 0

RW-242 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 47 80 4.5 20.7 -- -- -- -- 5.0 0.11E 0

RW-242 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 44 -- 6.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-242 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 44 63 0 20.9 -- -- -- -- 0 0E 0

RW-242 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 46 58 2.8 20.9 -- -- -- -- 0 0.080E 0

RW-242 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 48 69 0 20.7 -- -- -- -- 4.7 0E 0

RW-242 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 48 70 0.50 20.9 -- -- -- -- 0 0.011E 0

RW-242 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 48 78 12 20.9 -- -- -- -- 0 0.31E 0

RW-242 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 49 82 11 20.9 -- -- -- -- 0 0.29E 0

RW-242 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 51 78 1.1 20.9 -- -- -- -- 0 0.026E 0

RW-242 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 61 2.3 20.9 -- -- -- -- 0 0.045E 0

RW-242 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 1.4 -- -- -- -- -- -- -- --V --

RW-242 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 10 -- -- -- -- -- -- -- --V --

RW-242 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 9.4 -- -- -- -- -- -- -- --V --

RW-242 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 44 79 0 20.9 -- -- -- -- 0 0E 0

RW-242 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 45 78 0 20.9 -- -- -- -- 0 0E 0

RW-242 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 48 66 3.6 20.9 -- -- -- -- 0 0.083E 0

RW-243 10/28/10 TO-14 240 <0.50 3.0 35 210 0.18 2.2 3.4 4.0 7.9 12 <0.050 -- 57 17 526 20.1 ND 1.2 14 85 -- --E 1.2

RW-243 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 104 35 188 20.7 -- -- -- -- 0.23 0.21E 0

RW-243 01/13/11 TO-14 7.0 <0.50 <0.50 4.7 1.2 <0.050 0.30 0.32 0.63 1.4 2.0 <0.050 167 72 27 64 20.9 ND ND 80 20 0 0.67E 0

RW-243 01/20/11 TO-14 42 <0.50 <0.50 14 28 <0.050 0.53 0.48 1.3 2.8 4.1 <0.050 186 35 10 146 20.9 ND ND 33 67 0 0.53E 0

RW-243 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 34 20 117 20.8 -- -- -- -- 1.2 1.4E 0.2

RW-243 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 82 29 43 20.9 -- -- -- -- 0 0.54E 0.2

RW-243 02/04/11 TO-14 140 <0.50 24 140 36 0.15 11 14 20 43 63 <0.050 -- -- -- -- -- ND 12 70 18 -- --E --

RW-243 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 75 14 49 20.5 -- -- -- -- 2.2 0.26E 0.4

RW-243 02/17/11 TO-14 12 <0.50 <0.50 7.6 3.2 <0.050 0.25 0.077 0.96 1.9 2.9 <0.050 309 64 20 33 20.4 ND ND 70 30 5.4 0.34E 0.2

RW-243 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --
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RW-243 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-243 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 83 48 98 20.9 -- -- -- -- 0 --E 0.4

RW-243 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 93 24 26 20.9 -- -- -- -- 0 0.24E 0

RW-243 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 13 5.8 20.8 -- -- -- -- 0.54 0.030E 0.1

RW-243 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 90 27 34 20.9 -- -- -- -- 0 0.48E 0.2

RW-243 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 19 26 20.9 -- -- -- -- 0 0.16E 0

RW-243 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 38 27 20.8 -- -- -- -- 1.2 0.33E 0.2

RW-243 07/13/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 80 27 23 20.8 ND ND ND 100 0.91 0.20E 0.2

RW-243 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 26 7.9 20.7 -- -- -- -- 1.5 0.057E 0.1

RW-243 07/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.64 <0.050 <0.050 <0.050 0.058 0.082 0.14 <0.050 165 78 24 13 20.9 ND ND ND 100 0 0.12E 0.2

RW-243 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 30 5.8 20.8 -- -- -- -- 1.0 0.057E 0

RW-243 08/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 75 18 8.1 20.9 ND ND ND ND 0 0.041E 0

RW-243 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 17 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-243 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 91 10 5.1 20.9 -- -- -- -- 0 --E 0

RW-243 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.83 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 76 17 16 20.9 ND ND ND 100 0 0.12E 0

RW-243 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 60 7.9 20.9 -- -- -- -- 0 0.15E 0

RW-243 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-243 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 77 33 7.2 20.8 -- -- -- -- 0.84 0.059E 0.2

RW-243 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 73 57 0 20.9 -- -- -- -- 0 0E 0

RW-243 09/28/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 22 17 10 20.9 ND ND ND ND 0 0.057E 0.2

RW-243 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-243 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-243 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 68 70 5.6 20.8 ND ND ND ND 0.95 0.052E 0.1

RW-243 10/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 104 55 26 -- -- ND ND ND ND -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-243 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 56 25 8.1 20.9 -- -- -- -- 0 --E 0.1

RW-243 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.93 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 28 2.4 20.9 ND ND ND 100 0 0.031E 0

RW-243 11/09/11 TO-14 2.7 <0.50 <0.50 <0.50 2.3 <0.050 <0.050 0.075 0.074 0.16 0.23 <0.050 250 49 41 4.3 20.9 ND ND ND 100 0 0.074E 0

RW-243 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 14 -- 0.60 20.9 -- -- -- -- 0 -- Flow rate not measured due to water in 

line.

E 0.2

012014BRS Page 281 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-243 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-243 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 55 40 0 20.9 ND ND ND ND 0 0E 0

RW-243 12/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 159 63 146 4.0 20.9 ND ND ND 100 0 0.18 Water in line.E 0.2

RW-243 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 -- 2.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-243 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 60 39 1.1 20.9 ND ND ND ND 0 0.013E 0.4

RW-243 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-243 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-243 02/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.053 0.053 <0.050 96 65 34 7.5 20.7 ND ND ND ND 0.66 0.024E 0

RW-243 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 46 2.0 20.9 -- -- -- -- 0 0.027E 0

RW-243 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-243 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 42 28 1.1 20.9 ND ND ND ND 0 --E 0

RW-243 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 31 36 3.6 20.9 -- -- -- -- 0 0.036E 0

RW-243 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.98 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 32 6.0 20.8 ND ND ND 100 1.0 0.061E 0.2

RW-243 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 42 66 0 20.9 -- -- -- -- 0 0E 0

RW-243 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 36 70 0 20.9 ND ND ND ND 0 0E 0

RW-243 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 39 47 0 20.9 -- -- -- -- 0 0E 0

RW-243 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 53 79 7.5 20.9 ND ND ND ND 0 0.37E 0

RW-243 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 52 59 0.10 20.9 -- -- -- -- 0 0.0025E 0.4

RW-243 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 53 66 1.8 20.9 ND ND ND ND 0 0.039E 0

RW-243 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 58 0 20.9 -- -- -- -- 0 0E 0

RW-243 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 54 76 0.80 -- ND ND ND ND -- 0.018 Field readings not collected due to 

equipment malfunction.

E --

RW-243 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 54 104 0 20.9 -- -- -- -- 0 0E 0

RW-243 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 53 73 0 20.9 -- -- -- -- 0 0E 0.1

RW-243 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 64 86 2.3 20.9 -- -- -- -- 0 0.042E 0

RW-243 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 61 79 2.9 20.9 -- -- -- -- 0 0.074E 0

RW-243 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 61 65 1.7 20.9 -- -- -- -- 0 0.033E 0

RW-243 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 -- 3.5 -- -- -- -- -- -- -- --V --
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RW-243 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 -- 3.9 -- -- -- -- -- -- -- --E --

RW-243 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 -- 3.9 -- -- -- -- -- -- -- --V --

RW-243 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 6.6 -- -- -- -- -- -- -- --E --

RW-243 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 -- 9.8 -- -- -- -- -- -- -- --E --

RW-243 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 54 84 0 20.7 -- -- -- -- 6.3 0E 0

RW-243 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 67 -- 0 20.7 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-243 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 59 67 0 20.9 -- -- -- -- 0 0E 0

RW-243 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 3.7 -- -- -- -- -- -- -- --E --

RW-243 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 61 101 3.1 20.9 -- -- -- -- 0 0.10E 0

RW-243 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 57 79 0 20.9 -- -- -- -- 0 0E 0

RW-243 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 56 86 14 20.7 -- -- -- -- 6.3 0.44E 0

RW-243 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 58 0 20.9 -- -- -- -- 0 0E 0

RW-243 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 69 0 20.9 -- -- -- -- 0 0E 0

RW-243 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 48 73 4.0 20.7 -- -- -- -- 4.6 0.089E 0

RW-243 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-243 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 5.8 -- -- -- -- -- -- -- --V --

RW-243 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 5.3 -- -- -- -- -- -- -- --V --

RW-243 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 48 62 0 20.7 -- -- -- -- 4.2 0E 0

RW-243 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 48 70 0.20 20.9 -- -- -- -- 0 0.0042E 0

RW-243 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 48 84 12 20.9 -- -- -- -- 0 0.33E 0

RW-243 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 48 79 14 20.9 -- -- -- -- 0 0.37E 0

RW-243 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 49 71 0 20.9 -- -- -- -- 0 0E 0

RW-243 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 60 2.0 20.9 -- -- -- -- 0 0.039E 0

RW-243 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 48 25 0 20.9 -- -- -- -- 0 0E 0

RW-243 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 50 66 3.1 20.8 -- -- -- -- 1.8 0.056E 0

RW-243 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 50 78 7.1 20.8 -- -- -- -- 2.5 0.17E 0

RW-243 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 46 54 0.10 20.9 -- -- -- -- 0 0.0012E 0

RW-243 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 46 59 0 20.9 -- -- -- -- 0 0E 0

RW-243 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 48 83 4.0 20.9 -- -- -- -- 0 0.12E 0

RW-244 10/28/10 TO-14 63 <0.50 5.6 18 27 <0.050 0.77 0.77 1.0 2.3 3.3 <0.050 -- 57 30 213 19.8 ND 11 36 53 -- --E 1.4

RW-244 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 108 24 141 20.7 -- -- -- -- 0.16 0.11E 0
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RW-244 01/13/11 TO-14 93 <0.50 <0.50 15 79 <0.050 0.43 0.27 0.81 1.7 2.5 <0.050 167 71 38 36 20.9 ND ND 16 84 0 0.51E 0.2

RW-244 01/20/11 TO-14 70 <0.50 <0.50 11 54 <0.050 0.70 0.37 1.6 3.4 5.0 <0.050 186 37 21 191 20.8 ND ND 17 83 0.79 1.5E 0.2

RW-244 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 33 20 142 20.6 -- -- -- -- 3.7 1.7E 0.2

RW-244 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 73 23 35 20.9 -- -- -- -- 0 0.34E 0

RW-244 02/04/11 TO-14 19 <0.50 <0.50 13 5.3 <0.050 0.59 0.10 1.4 2.5 3.9 <0.050 -- -- -- -- -- ND ND 71 29 -- --E --

RW-244 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 77 21 43 20.5 -- -- -- -- 3.2 0.33E 0.2

RW-244 02/17/11 TO-14 26 <0.50 <0.50 17 8.1 <0.050 0.60 0.15 2.0 3.7 5.7 <0.050 309 68 25 28 20.4 ND ND 68 32 6.7 0.36E 0.2

RW-244 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-244 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-244 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 81 74 90 20.9 -- -- -- -- 0 -- Water in line.E 0.2

RW-244 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 79 51 20.9 -- -- -- -- 0 1.6E 0

RW-244 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 23 9.4 20.9 -- -- -- -- 0 0.085E 0

RW-244 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 89 49 36 20.9 -- -- -- -- 0 0.93E 0.2

RW-244 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 84 32 34 20.9 -- -- -- -- 0 0.35E 0

RW-244 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 80 35 36 20.9 -- -- -- -- 0 0.39E 0

RW-244 07/13/11 TO-14 2.6 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 144 79 37 29 20.8 ND ND ND 100 1.2 0.34E 0.2

RW-244 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 77 30 15 20.8 -- -- -- -- 0.85 0.12E 0

RW-244 07/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 165 76 26 5.6 20.9 ND ND ND 100 0 0.054E 0.1

RW-244 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 79 31 8.0 20.9 -- -- -- -- 0 0.082E 0.2

RW-244 08/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 73 41 4.6 20.9 ND ND ND 100 0 0.052E 0

RW-244 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 76 62 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-244 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 45 26 7.4 20.9 -- -- -- -- 0 --E 0

RW-244 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 169 59 52 19 20.9 ND ND ND ND 0 0.46E 0

RW-244 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 58 49 10 20.9 -- -- -- -- 0 0.16E 0

RW-244 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-244 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 57 68 8.4 20.8 -- -- -- -- 1.7 0.14E 0.2

RW-244 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 47 78 0.10 20.9 -- -- -- -- 0 0.0026E 0

RW-244 09/28/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.71 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 167 25 24 13 20.9 ND ND ND 100 0 0.097E 0.2

RW-244 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-244 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --
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RW-244 10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 68 45 43 4.8 20.6 ND ND ND 100 1.8 0.027E 0.1

RW-244 10/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 104 38 29 -- -- ND ND ND ND -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-244-

DUP

10/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 104 38 29 -- -- ND ND ND ND -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-244 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 44 32 9.3 20.9 -- -- -- -- 0 --E 0.2

RW-244 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 53 46 2.3 20.9 ND ND ND 100 0 0.051E 0

RW-244 11/09/11 TO-14 5.9 <0.50 <0.50 <0.50 6.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 45 85 9.4 20.9 ND ND ND 100 0 0.34E 0

RW-244 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 11 -- 1.0 20.8 -- -- -- -- -- -- Flow rate not measured due to water in 

line.

E 0.1

RW-244 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-244 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 54 54 0.20 20.9 ND ND ND ND 0 0.0058E 0

RW-244 12/07/11 TO-14 4.5 <0.50 <0.50 0.60 3.1 <0.050 <0.050 <0.050 0.13 0.11 0.24 <0.050 159 63 38 3.1 20.9 ND ND 16 84 0 0.037 Water in line.E 0.2

RW-244 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 84 2.7 20.9 -- -- -- -- 0 0.071 Water in line.E 0.1

RW-244 12/21/11 TO-14 9.1 <0.50 <0.50 <0.50 13 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 59 -- 1.3 20.8 ND ND ND 100 -- -- Flow rate not monitored due to water in 

line.

E 0.4

RW-244 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 65 26 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-244 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-244 02/01/12 TO-14 2.6 <0.50 <0.50 0.50 1.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 61 -- 8.3 20.7 ND ND 25 75 -- -- Flow rate not collected due to water in line.E 0.2

RW-244 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 60 94 4.0 20.9 -- -- -- -- 0 0.11E 0

RW-244 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-244 03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 42 30 8.1 20.9 ND ND ND ND 0 --E 0

RW-244 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 36 39 4.3 20.9 -- -- -- -- 0 0.047E 0

RW-244 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.57 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 43 45 5.6 20.8 ND ND ND 100 1.5 0.079E 0.1

RW-244 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 49 0 20.9 -- -- -- -- 0 0E 0

RW-244 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 39 80 0.70 20.9 ND ND ND ND 0 0.017E 0

RW-244-

DUP

05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 39 80 0.70 20.9 ND ND ND ND 0 0.017E 0

RW-244 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 39 66 0 20.9 -- -- -- -- 0 0E 0

RW-244 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.65 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 50 74 7.9 20.9 ND ND ND 100 0 0.37E 0
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RW-244 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 52 81 0.40 20.9 -- -- -- -- 0 0.014E 0.3

RW-244 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 53 82 2.3 20.9 ND ND ND ND 0 0.062E 0

RW-244 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 69 0 20.9 -- -- -- -- 0 0E 0.2

RW-244 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 54 78 1.4 -- ND ND ND ND -- 0.033 Field readings not collected due to 

equipment malfunction.

E --

RW-244 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 54 69 0 20.9 -- -- -- -- 0 0E 0

RW-244 09/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 354 53 74 4.1 20.9 -- -- -- -- 0 0.10E 0.1

RW-244 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 -- 3.0 -- -- -- -- -- -- -- --V --

RW-244 10/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 3.4 -- -- -- -- -- -- -- --V --

RW-244 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 -- 4.5 -- -- -- -- -- -- -- --V --

RW-244 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 48 71 5.0 20.9 -- -- -- -- 0 0.14E 0.1

RW-244 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 54 64 0.90 20.9 -- -- -- -- 0 0.027E 0

RW-244 11/30/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 282 62 70 1.9 20.7 -- -- -- -- 3.7 0.034E 0

RW-244 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 64 63 0 20.9 -- -- -- -- 0 0E 0

RW-244 12/20/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 147 63 76 0.80 20.9 -- -- -- -- 0 0.020E 0

RW-244 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 -- 2.3 -- -- -- -- -- -- -- --V --

RW-244 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 -- 2.2 -- -- -- -- -- -- -- --E --

RW-244 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 4.6 -- -- -- -- -- -- -- --E --

RW-244 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 57 -- 1.3 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-244 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 63 85 3.1 20.9 -- -- -- -- 0 0.085E 0

RW-244 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 58 89 0 20.9 -- -- -- -- 0 0E 0

RW-244 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 58 76 3.7 20.5 -- -- -- -- 11 0.10E 0

RW-244 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 51 68 0 20.9 -- -- -- -- 0 0E 0

RW-244 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 50 51 0 20.9 -- -- -- -- 0 0E 0

RW-244 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 49 63 4.1 20.9 -- -- -- -- 0 0.078E 0

RW-244 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 45 -- 5.8 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-244 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 46 57 0 20.9 -- -- -- -- 0 0E 0

RW-244 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 47 49 2.1 20.9 -- -- -- -- 0 0.051E 0.1

RW-244 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 3.8 -- -- -- -- -- -- -- --V --

RW-244 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 3.8 -- -- -- -- -- -- -- --V --

RW-244 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 3.6 -- -- -- -- -- -- -- --V --
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RW-244 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 50 66 14 20.9 -- -- -- -- 0 0.29E 0

RW-244 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 50 71 0 20.9 -- -- -- -- 0 0E 0

RW-244 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 49 56 2.1 20.8 -- -- -- -- 1.9 0.038E 0

RW-244 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 50 20 0 20.9 -- -- -- -- 0 0E 0

RW-244 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 51 70 2.2 20.7 -- -- -- -- 3.9 0.042E 0.1

RW-244 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 83 6.7 20.8 -- -- -- -- 2.6 0.17E 0

RW-244 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 46 48 0.70 20.9 -- -- -- -- 0 0.0077E 0

RW-244 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 57 0 20.9 -- -- -- -- 0 0E 0

RW-244 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 50 57 4.4 20.9 -- -- -- -- 0 0.087E 0

RW-245 10/28/10 TO-14 4,800 85 660 2,900 110 49 260 840 410 1,000 1,410 <0.050 -- 57 28 6,462 18.9 2.3 18 77 2.9 -- --E 1.8

RW-245 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 109 -- 1,187 20.8 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0

RW-245 01/13/11 TO-14 1,300 2.7 66 470 590 1.4 40 91 71 170 241 <0.050 167 76 -- 572 20.7 <1 5.8 42 52 -- -- Flow rate not monitored due to water in 

line.

E 0

RW-245 01/20/11 TO-14 1,600 1.5 310 1,100 340 3.9 89 35 33 73 106 <0.050 186 38 -- 429 20.5 <1 18 63 19 -- -- Flow rate not meausred due to water in 

line.

E 0.4

RW-245 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 42 -- 500 20.3 -- -- -- -- -- --E 0.4

RW-245 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 79 -- 267 20.7 -- -- -- -- -- --E 0

RW-245 02/04/11 TO-14 1,400 <0.50 230 910 330 1.6 80 160 160 350 510 <0.050 -- -- -- -- -- ND 16 62 22 -- --E --

RW-245 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 79 20 365 20.5 -- -- -- -- 3.0 2.7E 0.2

RW-245 02/17/11 TO-14 650 <0.50 130 520 88 0.64 43 86 95 220 315 <0.050 309 75 -- 315 20.3 ND 18 70 12 -- -- Flow rate not recorded due to water in line.E 0.2

RW-245 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-245 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-245 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 77 59 136 20.3 -- -- -- -- -- --E 0.2

RW-245 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 94 19 366 20.9 -- -- -- -- 0 2.7E 0

RW-245 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 95 19 274 20.8 -- -- -- -- 0.76 2.0E 0

RW-245 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 25 134 20.9 -- -- -- -- 0 1.7E 0

RW-245 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 26 99 20.9 -- -- -- -- 0 0.82E 0

RW-245 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 81 24 307 20.8 -- -- -- -- 0.79 2.4E 0.1

RW-245 07/13/11 TO-14 110 2.1 16 63 20 1.3 11 21 34 63 97 <0.050 144 80 23 283 20.8 2.1 16 62 20 0.76 2.1E 0.2

RW-245 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 31 659 20.7 -- -- -- -- 1.8 5.6E 0

RW-245 07/27/11 TO-14 110 2.3 14 52 44 0.95 6.9 16 28 49 77 <0.050 165 77 20 368 20.9 2.0 12 46 39 0 2.7E 0.2
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RW-245 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 81 24 280 20.9 -- -- -- -- 0 2.2E 0

RW-245 08/11/11 TO-14 54 1.4 8.9 31 16 0.41 2.7 6.5 16 28 44 <0.050 163 72 91 285 20.9 2.4 16 54 28 0 7.2 Water in line.E 0

RW-245 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 74 93 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-245 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 84 69 315 20.8 -- -- -- -- -- --E 0.2

RW-245 08/24/11 TO-14 36 1.8 9.5 18 6.7 0.34 1.3 3.6 8.6 14 23 <0.050 169 71 76 516 20.9 5.0 26 50 19 0 18E 0

RW-245 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 38 37 252 20.9 -- -- -- -- 0 3.0E 0

RW-245 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-245 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 37 57 161 20.9 -- -- -- -- 0 2.3E 0

RW-245 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 36 62 134 20.9 -- -- -- -- 0 2.7E 0.1

RW-245 09/28/11 TO-14 25 <0.50 3.8 13 7.9 <0.050 0.19 0.41 6.4 6.9 13 <0.050 167 38 35 222 20.9 ND 15 53 32 0 2.5E 0.2

RW-245 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-245 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-245 10/20/11 TO-14 25 <0.50 3.7 12 8.9 <0.050 0.13 0.30 6.1 5.5 12 <0.050 68 27 28 151 20.8 ND 15 49 36 0.39 0.57E 0.2

RW-245 10/27/11 TO-14 25 <0.50 3.2 12 7.6 <0.050 0.080 0.17 6.5 5.5 12 <0.050 104 58 33 -- -- ND 14 53 33 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-245 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 54 39 139 20.9 -- -- -- -- 0 --E 0.3

RW-245 11/01/11 TO-14 130 <0.50 25 63 44 0.052 0.20 0.47 16 13 29 <0.050 140 55 60 106 20.9 ND 19 48 33 0 3.0E 0.2

RW-245 11/09/11 TO-14 83 <0.50 7.9 42 32 <0.050 0.095 0.20 6.7 5.3 12 <0.050 250 47 110 154 20.9 ND 9.6 51 39 0 7.2E 0

RW-245 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 75 66 150 20.7 -- -- -- -- 4.0 2.9E 0.3

RW-245 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-245 11/30/11 TO-14 47 <0.50 2.0 29 16 <0.050 <0.050 <0.050 5.1 3.0 8.1 <0.050 320 53 63 20 20.9 ND 4.3 62 34 0 0.68E 0

RW-245 12/07/11 TO-14 81 <0.50 1.5 23 60 <0.050 <0.050 <0.050 5.0 2.9 7.9 <0.050 159 58 87 69 20.9 ND 1.8 27 71 0 1.8 Water in line.E 0.5

RW-245 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 60 115 89 20.9 -- -- -- -- 0 3.2 Water in line.E 0

RW-245 12/21/11 TO-14 66 <0.50 0.89 17 42 <0.050 <0.050 <0.050 3.4 1.4 4.8 <0.050 156 58 76 60 20.9 ND 1.5 28 70 0 1.4E 0.4

RW-245 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 62 82 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-245 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-245 02/01/12 TO-14 57 <0.50 2.6 22 19 <0.050 <0.050 <0.050 2.7 0.91 3.6 <0.050 96 61 77 44 20.6 ND 6.0 50 44 2.2 0.31E 0.2

RW-245 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 62 77 60 20.9 -- -- -- -- 0 1.4E 0.2
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RW-245 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-245 03/22/12 TO-14 22 <0.50 0.72 7.0 8.7 <0.050 0.071 <0.050 0.63 0.12 0.75 <0.050 -- 39 57 53 20.9 ND 4.4 43 53 0 --E 0

RW-245-

DUP

03/22/12 TO-14 29 <0.50 0.60 9.4 14 <0.050 <0.050 <0.050 0.74 0.10 0.84 <0.050 -- 39 57 53 20.9 ND 4.4 43 58 0 --E 0

RW-245 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 35 53 42 20.9 -- -- -- -- 0 0.63E 0.2

RW-245 04/19/12 TO-14 33 <0.50 <0.50 10 14 <0.050 0.056 <0.050 0.79 0.57 1.4 <0.050 326 4.4 54 38 20.9 ND ND 42 58 0 0.65E 0

RW-245 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 41 118 21 20.9 -- -- -- -- 0 0.85E 0

RW-245 05/16/12 TO-14 30 <0.50 <0.50 5.9 19 <0.050 <0.050 <0.050 0.15 <0.050 0.15 <0.050 318 39 93 30 20.9 ND ND 24 76 0 0.86E 0.2

RW-245 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 37 25 22 20.9 -- -- -- -- 0 0.20E 0

RW-245 06/11/12 TO-14 22 <0.50 <0.50 3.3 14 <0.050 <0.050 <0.050 0.084 <0.050 0.084 <0.050 503 52 57 20 20.9 ND ND 19 81 0 0.72E 0

RW-245 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 70 0 20.9 -- -- -- -- 0 0E 0.3

RW-245 07/11/12 TO-14 5.5 <0.50 <0.50 0.79 4.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 52 74 16 20.9 ND ND 16 84 0 0.38E 0

RW-245 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 51 76 12 20.9 -- -- -- -- 0 0.32E 0

RW-245 08/08/12 TO-14 5.0 <0.50 <0.50 <0.50 4.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 53 82 12 -- ND ND ND 100 -- 0.29 Field readings not collected due to 

equipment malfunction.

E --

RW-245 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 54 73 0 20.9 -- -- -- -- 0 0E 0.1

RW-245 09/05/12 TO-14 2.6 <0.50 <0.50 <0.50 1.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 52 78 6.5 20.9 ND ND ND 100 0 0.17E 0.1

RW-245 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 63 90 9.8 20.9 -- -- -- -- 0 0.19E 0

RW-245 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 61 81 10 20.9 ND ND ND ND 0 0.27E 0

RW-245 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 61 74 8.5 20.9 -- -- -- -- 0 0.19E 0

RW-245 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 47 76 7.3 20.9 -- -- -- -- 0 0.23E 0.1

RW-245 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 53 68 3.2 20.9 -- -- -- -- 0 0.10E 0

RW-245 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 61 80 4.4 20.5 ND ND ND ND 8.5 0.090E 0

RW-245 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 62 67 4.6 20.9 -- -- -- -- 0 0.092E 0

RW-245 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 61 75 5.2 20.9 ND ND ND ND 0 0.13E 0

RW-245 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 55 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-245 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 68 -- 0 20.6 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-245 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 60 82 0 20.9 -- -- -- -- 0 0E 0

RW-245 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 56 81 1.5 20.8 -- -- -- -- 2.5 0.036E 0

RW-245 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 92 9.3 20.9 -- -- -- -- 0 0.28E 0

RW-245 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 58 35 0 20.9 -- -- -- -- 0 0E 0
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RW-245 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 57 91 5.4 20.9 -- -- -- -- 0 0.18E 0.1

RW-245 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 50 8.0 0 20.9 -- -- -- -- 0 0E 0

RW-245 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 48 27 0 20.9 -- -- -- -- 0 0E 0

RW-245 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 48 83 0 20.6 -- -- -- -- 7.8 0E 0

RW-245 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 44 -- 6.6 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0.1

RW-245 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 45 63 0 20.9 -- -- -- -- 0 0E 0

RW-245 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 46 52 2.0 20.9 -- -- -- -- 0 0.052E 0

RW-245 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 49 64 0 20.6 -- -- -- -- 6.6 0E 0

RW-245 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 49 72 1.0 20.8 -- -- -- -- 2.2 0.022E 0

RW-245 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 48 83 12 20.9 -- -- -- -- 0 0.33E 0

RW-245 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 8.0 -- -- -- -- -- -- -- --V --

RW-245 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 7.3 -- -- -- -- -- -- -- --V --

RW-245 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 7.2 -- -- -- -- -- -- -- --V --

RW-245 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 48 58 0 20.9 -- -- -- -- 0 0E 0

RW-245 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 50 73 1.9 20.6 -- -- -- -- 6.2 0.038E 0.2

RW-245 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 50 79 8.4 20.6 -- -- -- -- 7.5 0.20E 0

RW-245 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 45 68 1.0 20.9 -- -- -- -- 0 0.016E 0

RW-245 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 46 79 0.20 20.9 -- -- -- -- 0 0.0067E 0.1

RW-245 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 49 70 4.8 20.9 -- -- -- -- 0 0.12E 0

RW-246 10/28/10 TO-14 81 <0.50 3.3 22 45 0.29 0.79 1.5 3.0 4.6 7.6 <0.050 -- 58 6.6 190 19.0 ND 4.7 31 64 -- --E 3.2

RW-246 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 100 39 348 16.9 -- -- -- -- 5.2 0.44E 4.2

RW-246 01/13/11 TO-14 35 <0.50 1.4 16 10 <0.050 1.3 1.4 3.0 5.0 8.0 <0.050 167 72 26 80 16.6 ND 5.1 58 36 44 0.79E 3.6

RW-246 01/20/11 TO-14 19 <0.50 0.70 7.1 7.9 <0.050 0.53 0.59 1.2 2.2 3.4 <0.050 186 37 13 153 17.1 ND 4.5 45 50 18 0.71E 2.8

RW-246 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 37 11 127 15.9 -- -- -- -- 31 0.78E 3.6

RW-246 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 80 32 50 19.1 -- -- -- -- 25 0.69E 2.0

RW-246 02/04/11 TO-14 17 <0.50 2.2 8.9 2.8 <0.050 0.69 0.58 1.7 1.8 3.5 <0.050 -- -- -- -- -- ND 16 64 20 -- --E --

RW-246 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 74 19 56 17.8 -- -- -- -- 23 0.40E 2.9

RW-246 02/17/11 TO-14 30 <0.50 2.1 23 6.0 <0.050 1.3 1.3 3.7 7.5 11 <0.050 309 76 17 78 18.2 ND 6.8 74 19 24 0.68E 2.2

RW-246 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-246 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-246 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 85 27 46 20.9 -- -- -- -- 0 --E 0.1
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RW-246 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 91 28 44 20.4 -- -- -- -- 5.8 0.49E 0.4

RW-246 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 93 15 36 20.5 -- -- -- -- 2.5 0.22E 0.4

RW-246 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 93 31 23 20.9 -- -- -- -- 0 0.37E 0.3

RW-246 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 13 12 20.9 -- -- -- -- 0 0.049E 0.3

RW-246 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 38 37 20.4 -- -- -- -- 6.2 0.45E 0.6

RW-246 07/13/11 TO-14 7.4 <0.50 1.0 4.5 1.0 <0.050 0.77 0.30 2.9 2.3 5.2 <0.050 144 80 26 23 20.5 ND 15 69 15 3.4 0.20E 0.6

RW-246 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 80 21 41 20.7 -- -- -- -- 1.2 0.23E 0.2

RW-246 07/27/11 TO-14 8.2 0.78 2.2 3.8 1.9 <0.050 0.48 0.22 1.9 1.4 3.3 <0.050 165 78 10 52 20.7 9.0 25 44 22 0.78 0.20E 0.4

RW-246 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 20 55 20.8 -- -- -- -- 0.66 0.35E 0.3

RW-246 08/11/11 TO-14 3.4 <0.50 0.83 1.8 0.72 <0.050 0.25 0.19 0.93 0.66 1.6 <0.050 163 76 14 39 20.9 ND 25 54 21 0 0.15E 0.3

RW-246 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 27 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-246 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 91 26 24 20.9 -- -- -- -- 0 --E 0.1

RW-246 08/24/11 TO-14 2.7 <0.50 0.78 1.4 <0.50 <0.050 0.15 0.11 0.60 0.45 1.1 <0.050 169 77 23 40 20.9 ND 36 64 ND 0 0.42E 0

RW-246 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 45 30 20.9 -- -- -- -- 0 0.44E 0.2

RW-246 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-246 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 53 62 20.8 -- -- -- -- 1.4 0.82E 0.4

RW-246 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 74 54 33 20.9 -- -- -- -- 0 0.59E 0.1

RW-246 09/28/11 TO-14 3.7 <0.50 1.6 1.7 <0.50 <0.050 0.13 0.13 0.56 0.40 0.96 <0.050 167 79 30 50 20.9 ND 48 52 ND 0 0.47E 0.4

RW-246 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-246 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-246 10/20/11 TO-14 4.1 <0.50 1.8 1.8 0.59 <0.050 0.085 0.057 0.44 0.23 0.67 <0.050 68 70 43 37 20.6 ND 43 43 14 1.8 0.21E 0.6

RW-246 10/27/11 TO-14 11 0.75 8.0 4.0 0.73 <0.050 0.11 0.095 0.58 0.25 0.83 <0.050 104 56 25 -- -- 5.6 59 30 5.4 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-246 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 23 32 20.6 -- -- -- -- -- --E 0.8

RW-246 11/01/11 TO-14 9.2 <0.50 5.6 3.9 1.0 <0.050 0.12 0.073 0.57 0.31 0.88 <0.050 140 60 46 22 20.7 ND 53 37 9.5 4.5 0.48E 0.9

RW-246 11/09/11 TO-14 18 1.7 9.8 7.8 2.0 0.84 0.16 1.3 0.58 0.42 1.0 <0.050 250 50 65 52 20.9 8.0 46 37 9.4 0 1.4E 0

RW-246 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 83 35 31 20.4 -- -- -- -- 5.3 0.32E 0.5

RW-246 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-246 11/30/11 TO-14 <2.0 <0.50 <0.50 0.58 <0.50 <0.050 <0.050 <0.050 0.25 0.094 0.34 <0.050 320 57 22 0.50 20.5 ND ND 100 ND 4.9 0.0059E 0.4

RW-246 12/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 159 64 19 0 20.8 ND ND ND 100 0.61 0 Water in line.E 0.6
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RW-246 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 45 0 20.9 -- -- -- -- 0 0 Water in line.E 0

RW-246 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 34 0 20.7 ND ND ND ND 2.1 0E 0.8

RW-246 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 68 33 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-246 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-246 02/01/12 TO-14 8.7 <0.50 <0.50 1.2 5.6 <0.050 <0.050 <0.050 0.062 0.059 0.12 <0.050 96 67 -- 8.1 20.1 ND ND 18 82 -- -- Flow rate not collected due to water in line.E 0.8

RW-246 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 19 2.5 20.8 -- -- -- -- 0.60 0.014E 0.8

RW-246 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-246 03/22/12 TO-14 3.4 <0.50 2.5 1.1 <0.50 <0.050 <0.050 0.097 <0.050 <0.050 <0.10 <0.050 -- 43 11 1.5 20.9 ND 69 31 ND 0 --E 0

RW-246 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 16 1.0 20.9 -- -- -- -- 0 0.0044E 0.5

RW-246 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 48 23 3.3 20.4 ND ND ND ND 3.7 0.024E 0.6

RW-246 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 46 30 0 20.8 -- -- -- -- 1.1 0E 0.4

RW-246 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 28 0 20.9 ND ND ND ND 0 0E 0.2

RW-246 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 34 23 0 20.9 -- -- -- -- 0 0E 0

RW-246 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 56 31 6.1 20.9 ND ND ND ND 0 0.12E 0

RW-246 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 24 0 20.9 -- -- -- -- 0 0E 0.3

RW-246 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 35 1.7 20.9 ND ND ND ND 0 0.019E 0

RW-246 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 29 0 20.9 -- -- -- -- 0 0E 0

RW-246 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 59 35 0.70 -- ND ND ND ND -- 0.0074 Field readings not collected due to 

equipment malfunction.

E --

RW-246 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 42 0 20.9 -- -- -- -- 0 0E 0.1

RW-246 09/05/12 TO-14 3.8 <0.50 <0.50 1.1 2.6 <0.050 <0.050 <0.050 <0.050 0.057 0.057 <0.050 354 58 29 0 20.9 ND ND 30 70 0 0E 0.1

RW-246 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 71 43 2.9 20.9 -- -- -- -- 0 0.026E 0

RW-246 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 23 3.4 20.9 ND ND ND ND 0 0.026E 0

RW-246 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 24 1.4 20.9 -- -- -- -- 0 0.010E 0

RW-246 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 27 2.5 20.9 -- -- -- -- 0 0.027E 0

RW-246 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 19 0.20 20.9 -- -- -- -- 0 0.0018E 0

RW-246 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 68 -- 2.0 20.6 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-246 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0
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RW-246 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 1.6 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-246 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 43 0 20.7 -- -- -- -- 3.3 0E 0

RW-246 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-246 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 67 27 0 20.9 -- -- -- -- 0 0E 0

RW-246 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 62 15 0.70 20.9 -- -- -- -- 0 0.0032E 0.6

RW-246 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 -- 4.5 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-246 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 32 0 20.9 -- -- -- -- 0 0E 0

RW-246 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 15 4.1 20.5 -- -- -- -- 2.1 0.021E 0

RW-246 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 20 0 20.9 -- -- -- -- 0 0E 0

RW-246 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 54 20 0 20.9 -- -- -- -- 0 0E 0

RW-246 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 20 4.6 20.7 -- -- -- -- 1.3 0.028E 0

RW-246 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 49 -- 6.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-246 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 20 0 20.9 -- -- -- -- 0 0E 0

RW-246 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 15 2.4 20.9 -- -- -- -- 0 0.018E 0

RW-246 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 1.0 -- -- -- -- -- -- -- --V --

RW-246 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 1.0 -- -- -- -- -- -- -- --V --

RW-246 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 1.5 -- -- -- -- -- -- -- --V --

RW-246 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 23 10 20.9 -- -- -- -- 0 0.078E 0

RW-246 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 15 0.20 20.9 -- -- -- -- 0 0.00090E 0

RW-246 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 22 2.2 20.9 -- -- -- -- 0 0.016E 0

RW-246 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 38 0 20.9 -- -- -- -- 0 0E 0

RW-246 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 21 2.1 20.6 -- -- -- -- 1.8 0.012E 0.1

RW-246 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 12 10 20.7 -- -- -- -- 0.78 0.038E 0

RW-246 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 23 0 20.9 -- -- -- -- 0 0E 0

RW-246 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 18 0.10 20.9 -- -- -- -- 0 0.00075E 0

RW-246 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 4.8 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0

RW-247 10/28/10 TO-14 74 2.1 6.5 9.4 48 <0.050 0.65 0.53 1.0 2.7 3.7 <0.050 -- 58 9.5 -- 1.60 3.2 9.8 14 73 -- -- TPH not measured due to low oxygen 

levels.

E 18.6

RW-247 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 99 52 228 2.40 -- -- -- -- 32 0.38 DIL1E 18.0
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RW-247 01/13/11 TO-14 85 <0.50 2.1 19 66 <0.050 0.87 1.2 1.7 3.9 5.6 <0.050 167 73 16 270 6.40 ND 2.4 22 76 93 1.7 DIL1E 11.5

RW-247 01/20/11 TO-14 38 <0.50 3.3 32 4.5 <0.050 1.7 2.3 3.5 8.1 12 <0.050 186 36 13 288 16.8 ND 8.3 80 11 20 1.4E 2.8

RW-247 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 36 8.0 15 3.90 -- -- -- -- 81 0.068E 11.6

RW-247 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 80 32 183 14.4 -- -- -- -- 92 2.5E 4.4

RW-247 02/04/11 TO-14 47 1.5 3.7 31 13 0.065 1.8 2.1 5.2 9.9 15 <0.050 -- -- -- -- -- 3.0 7.5 63 26 -- --E --

RW-247 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 78 18 146 8.60 -- -- -- -- 87 1.0 DIL1E 10.8

RW-247 02/17/11 TO-14 18 0.73 2.3 16 1.6 <0.050 1.0 0.99 2.9 6.2 9.1 <0.050 309 71 12 82 5.50 3.5 11 78 7.8 100 0.52 DIL1E 11.8

RW-247 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-247 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-247 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 80 36 55 19.8 -- -- -- -- -- --E 0.9

RW-247 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 76 121 16.9 -- -- -- -- 125 3.7E 3.6

RW-247 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 15 17 17.1 -- -- -- -- 23 0.098E 3.3

RW-247 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 16 60 16.5 -- -- -- -- 38 0.50E 3.3

RW-247 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 49 63 17.7 -- -- -- -- 52 1.00E 3.2

RW-247 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 81 71 58 17.7 -- -- -- -- 73 1.3E 3.4

RW-247 07/13/11 TO-14 3.4 <0.50 1.4 0.98 1.3 <0.050 <0.050 <0.050 0.18 0.13 0.31 <0.050 144 79 24 63 17.9 ND 38 27 35 24 0.49E 3.4

RW-247 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 78 21 44 18.1 -- -- -- -- 17 0.25E 2.4

RW-247 07/27/11 TO-14 4.8 <0.50 1.6 0.97 2.4 <0.050 <0.050 <0.050 0.071 <0.050 0.071 <0.050 165 77 21 50 18.3 ND 32 20 48 21 0.40E 2.8

RW-247 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 80 29 30 18.5 -- -- -- -- 24 0.29E 2.2

RW-247 08/11/11 TO-14 4.5 <0.50 1.5 0.77 2.7 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 163 75 24 180 19.1 ND 30 15 54 12 1.2E 2.4

RW-247 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 78 43 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-247 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 89 27 62 18.7 -- -- -- -- -- --E 2.6

RW-247 08/24/11 TO-14 3.0 <0.50 1.8 0.98 <0.50 <0.050 <0.050 <0.050 0.072 0.16 0.23 <0.050 169 76 36 67 19.0 ND 65 35 ND 33 1.1E 2.6

RW-247 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 76 31 55 19.2 -- -- -- -- 18 0.57E 2.0

RW-247 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-247 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 76 26 44 18.9 -- -- -- -- 13 0.28E 2.0

RW-247 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 72 57 32 19.2 -- -- -- -- 33 0.59E 1.6

RW-247 09/28/11 TO-14 3.2 <0.50 1.2 0.92 1.2 <0.050 <0.050 0.066 0.087 0.13 0.22 <0.050 167 78 28 41 19.2 ND 36 28 36 16 0.37E 2.6

RW-247 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-247 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --
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RW-247 10/20/11 TO-14 4.8 <0.50 0.86 0.77 3.2 <0.050 <0.050 <0.050 <0.050 0.087 0.087 <0.050 68 70 22 27 19.0 ND 18 16 66 5.8 0.080E 1.6

RW-247 10/27/11 TO-14 5.5 <0.50 4.7 2.6 <0.50 <0.050 0.095 0.22 0.22 0.55 0.77 <0.050 104 56 18 -- -- ND 64 36 ND -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-247 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 17 31 16.1 -- -- -- -- -- --E 3.4

RW-247 11/01/11 TO-14 2.6 <0.50 <0.50 0.64 1.7 <0.050 0.057 <0.050 0.20 0.38 0.58 <0.050 140 59 60 25 18.3 ND ND 27 73 77 0.72 Water in line.E 2.7

RW-247 11/09/11 TO-14 20 <0.50 0.71 2.6 21 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 250 50 -- 17 19.0 ND 2.9 11 86 -- -- Flow rate not measured due to water in 

line.

E 1.8

RW-247 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 82 52 11 19.3 -- -- -- -- 25 0.17E 2.8

RW-247 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-247 11/30/11 TO-14 <2.0 <0.50 <0.50 0.70 0.74 <0.050 0.081 0.28 0.16 0.40 0.56 <0.050 320 57 64 5.1 18.6 ND ND 49 51 83 0.18E 2.3

RW-247 12/07/11 TO-14 34 <0.50 <0.50 1.3 32 <0.050 <0.050 <0.050 0.059 0.077 0.14 <0.050 159 63 -- 5.3 19.3 ND ND 3.9 96 -- -- Flow rate not monitored due to water in 

line.

E 3.2

RW-247 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 64 115 2.2 18.7 -- -- -- -- 82 0.079 Water in line.E 2.2

RW-247 12/21/11 TO-14 4.3 <0.50 <0.50 <0.50 6.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 62 55 0 18.8 ND ND ND 100 36 0E 3.2

RW-247 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 66 46 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-247 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-247 02/01/12 TO-14 16 <0.50 1.5 4.7 5.4 <0.050 0.053 0.14 0.32 0.48 0.80 <0.050 96 66 -- 41 17.4 ND 13 41 47 -- -- Flow rate not collected due to water in line.E 2.7

RW-247 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 5.1 18.1 -- -- -- -- -- -- Flow rate not collected due to water in line.E 3.1

RW-247 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-247 03/22/12 TO-14 2.9 <0.50 <0.50 <0.50 2.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 43 14 12 17.4 ND ND ND 100 -- --E 2.6

RW-247 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 13 4.6 18.4 -- -- -- -- 9.2 0.016E 2.2

RW-247 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 47 37 7.7 18.5 ND ND ND ND 29 0.090E 2.4

RW-247 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 42 55 0 19.0 -- -- -- -- 38 0E 0.1

RW-247 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 42 52 0.10 19.1 ND ND ND 100 30 0.0016E 2.2

RW-247 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 23 0 19.3 -- -- -- -- 14 0E 2.2

RW-247 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 1.3 1.2 7.6 20.9 ND ND ND ND 0 0.0057E 0

RW-247 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 45 0 19.8 -- -- -- -- 22 0E 2.4

RW-247 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.84 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 25 2.4 19.8 ND ND ND 100 9.2 0.020E 1.0

RW-247 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 20 0 19.9 -- -- -- -- 7.4 0E 0.8
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RW-247 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 54 1.4 -- ND ND ND ND -- 0.023 Field readings not collected due to 

equipment malfunction.

E --

RW-247 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 28 0 20.9 -- -- -- -- 0 0E 0.1

RW-247 09/05/12 TO-14 3.2 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 58 25 0 19.4 ND ND ND 100 13 0E 1.1

RW-247 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 59 4.7 19.2 -- -- -- -- 22 0.058E 1.1

RW-247 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 34 5.8 19.5 ND ND ND ND 16 0.065E 1.1

RW-247 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 63 37 2.0 19.7 -- -- -- -- 14 0.023E 1.0

RW-247 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 16 3.4 19.8 -- -- -- -- 7.3 0.022E 1.1

RW-247 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 51 0.30 19.8 -- -- -- -- 27 0.0072E 1.0

RW-247 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 68 24 1.8 19.1 ND ND ND ND 11 0.011 Water in line.E 1.0

RW-247 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0 19.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 1.0

RW-247 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 58 1.0 20.1 ND ND ND ND 16 0.019E 0.7

RW-247 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 38 0 19.3 -- -- -- -- 23 0E 0.7

RW-247 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 17 0 19.4 ND ND ND ND 7.7 0E 0.6

RW-247 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 67 90 0 20.3 -- -- -- -- 20 0E 0.8

RW-247 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 0.80 19.9 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-247 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 57 3.0 20.6 -- -- -- -- 5.7 0.055E 0.5

RW-247 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 62 21 0 19.7 -- -- -- -- 7.3 0E 0.5

RW-247 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 19 3.5 19.6 -- -- -- -- 9.0 0.024E 0.5

RW-247 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 55 43 0 20.3 -- -- -- -- 8.3 0E 0.6

RW-247 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 28 0 20.4 -- -- -- -- 5.4 0E 0.4

RW-247 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 53 28 3.7 19.8 -- -- -- -- 9.7 0.032E 0.5

RW-247 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 5.4 20.5 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.5

RW-247 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 38 0 20.6 -- -- -- -- 4.3 0E 0.5

RW-247 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 49 0 20.4 -- -- -- -- 13 0E 0.5

RW-247 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 77 0 19.5 -- -- -- -- 37 0E 0.5

RW-247 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 19 0.20 19.8 -- -- -- -- 6.4 0.0011E 0.5

RW-247 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 20 12 20.2 -- -- -- -- 4.7 0.076E 0.4

RW-247 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 -- 0.70 -- -- -- -- -- -- -- --V --

RW-247 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 -- 0.70 -- -- -- -- -- -- -- --V --
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RW-247 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 0.40 -- -- -- -- -- -- -- --V --

RW-247 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 11 0 20.7 -- -- -- -- 0.73 0E 0.7

RW-247 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 70 5.0 19.8 -- -- -- -- 22 0.095E 0.5

RW-247 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 24 9.4 19.8 -- -- -- -- 8.3 0.069E 0.6

RW-247 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 39 0 20.2 -- -- -- -- 6.4 0E 0.6

RW-247 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 41 0 20.3 -- -- -- -- 11 0E 0.7

RW-247 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 4.8 20.2 -- -- -- -- -- -- Flow rate not collected due to water in line.E 0.6

RW-248 10/28/10 TO-14 330 14 77 150 20 4.5 12 33 15 40 55 <0.050 -- 57 19 2,737 12.7 5.4 30 57 7.7 -- --E 7.0

RW-248 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 105 -- 144 20.4 -- -- -- -- -- -- Unable to measure flow rate due to water in 

line.

E 0.1

RW-248 01/13/11 TO-14 67 <0.50 2.1 32 25 <0.050 0.99 0.67 2.4 7.5 9.9 <0.050 167 74 -- 82 20.4 ND 3.6 54 42 -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-248 01/20/11 TO-14 74 <0.50 1.9 44 26 <0.050 1.1 0.58 5.3 10 15 <0.050 186 38 -- 151 20.6 ND 2.6 61 36 -- -- Flow rate not meausred due to water in 

line.

E 0.4

RW-248 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 35 33 133 19.5 -- -- -- -- 28 2.6E 1.0

RW-248 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 71 -- 46 20.4 -- -- -- -- -- --E 0.6

RW-248 02/04/11 TO-14 20 <0.50 0.71 12 7.1 <0.050 0.58 0.48 1.9 3.6 5.5 <0.050 -- -- -- -- -- ND 3.6 61 36 -- --E --

RW-248 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 67 -- 36 20.0 -- -- -- -- -- --E 0.8

RW-248 02/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 309 69 -- 34 19.9 -- -- -- -- -- -- Flow rate not recorded due to water in line.E 0.6

RW-248 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-248 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-248 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 79 60 85 20.1 -- -- -- -- -- --E 0.8

RW-248 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 95 58 178 20.9 -- -- -- -- 0 4.1E 0

RW-248 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 8.5 2.2 20.5 -- -- -- -- 1.4 0.0075E 0.3

RW-248 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 45 37 20.7 -- -- -- -- 4.8 0.88E 0.2

RW-248 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 28 23 20.9 -- -- -- -- 0 0.21E 0.2

RW-248 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 18 25 20.5 -- -- -- -- 2.3 0.14E 0.4

RW-248 07/13/11 TO-14 5.3 <0.50 <0.50 0.91 4.3 <0.050 <0.050 <0.050 0.25 0.32 0.57 <0.050 144 80 27 31 20.6 ND ND 17 83 2.7 0.27E 0.4

RW-248 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 79 24 20 20.2 -- -- -- -- 4.7 0.13E 0.4

RW-248 07/27/11 TO-14 6.1 <0.50 <0.50 2.1 4.0 <0.050 0.37 0.19 0.97 1.3 2.3 <0.050 165 78 8.4 11 20.7 ND ND 34 66 0.65 0.035E 0.4

RW-248 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 20 18 20.7 -- -- -- -- 1.4 0.12E 0.3

RW-248 08/11/11 TO-14 2.6 <0.50 <0.50 1.6 0.75 <0.050 0.31 0.18 0.77 0.94 1.7 <0.050 163 76 9.8 21 20.9 ND ND 68 32 0 0.056E 0

012014BRS Page 297 of 314



Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

W
el

l I
D

D
at

e 
S

am
p

le
d

T
P

H
 M

as
s 

D
es

tr
u

ct
io

n
 R

at
e 

b
y 

B
io

d
eg

ra
d

at
io

n

V
O

C
 

C
o

n
ce

n
tr

at
io

n

H
o

u
rs

 in
 u

se

T
o

ta
l X

yl
en

es

M
e

th
o

d

C
4

-C
5

C
6

-C
7

C
8

-C
1

0

C
1

1
-C

1
4

O
x

y
g

e
n

V
a

c
u

u
m

C
11

-C
14

C
8-

C
10

C
6-

C
7

C
4-

C
5

M
T

B
E

F
lo

w
ra

te

m
,p

-X
yl

en
e

o
-X

yl
en

e

T
o

ta
l V

O
C

E
th

yl
b

en
ze

n
e

T
o

lu
en

e

B
en

ze
n

e

T
P

H
 M

as
s 

E
xt

ra
ct

io
n

 R
at

e 
b

y 

V
o

la
ti

liz
at

io
n

CommentsC
a

rb
o

n
 

D
io

x
id

e

M
o

d
e

(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

RW-248 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 39 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-248 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 90 25 2.9 20.9 -- -- -- -- 0 --E 0

RW-248 08/24/11 TO-14 4.3 <0.50 <0.50 1.1 3.3 <0.050 0.18 0.11 0.48 0.54 1.0 <0.050 169 76 27 28 20.9 ND ND 25 75 0 0.35E 0

RW-248 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 20 14 20.9 -- -- -- -- 0 0.091E 0.1

RW-248 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-248 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 27 15 20.9 -- -- -- -- 0 0.10E 0.1

RW-248 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 73 61 4.0 20.9 -- -- -- -- 0 0.080E 0.1

RW-248 09/28/11 TO-14 3.9 <0.50 <0.50 1.3 2.3 <0.050 0.16 0.16 0.53 0.72 1.3 <0.050 167 32 21 25 20.7 ND ND 36 64 1.4 0.17E 0.4

RW-248 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-248 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-248 10/20/11 TO-14 4.6 <0.50 <0.50 1.4 3.3 <0.050 0.091 0.063 0.29 0.24 0.53 <0.050 68 69 30 17 20.7 ND ND 30 70 0.82 0.068E 0.4

RW-248 10/27/11 TO-14 9.7 <0.50 3.5 4.1 1.5 <0.050 0.18 0.17 0.52 0.45 0.97 <0.050 104 56 18 -- -- ND 38 45 16 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-248 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 24 23 20.8 -- -- -- -- -- -- Water in line.E 0.6

RW-248 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 0.13 0.11 0.24 <0.050 140 59 19 11 20.8 ND ND ND 100 0.94 0.100E 0.4

RW-248 11/09/11 TO-14 11 <0.50 1.5 5.0 9.3 <0.050 0.13 0.078 0.43 0.40 0.83 <0.050 250 50 83 11 20.9 ND 9.5 32 59 0 0.40E 0

RW-248 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 82 40 8.1 20.9 -- -- -- -- 0 0.094E 0.2

RW-248 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-248 11/30/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 -- 2.8 20.5 ND ND ND ND -- -- Flow rate not measured due to water in 

line.

E 0.2

RW-248 12/07/11 TO-14 11 <0.50 <0.50 2.7 9.8 0.052 0.31 0.36 0.58 1.3 1.9 <0.050 159 64 -- 9.8 20.9 ND ND 22 78 0 -- Flow rate not monitored due to water in 

line.

E 0.6

RW-248 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 3.9 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-248 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 -- 1.3 20.6 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.6

RW-248 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 67 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-248 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --
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RW-248 02/01/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 66 -- 8.3 20.4 ND ND ND ND -- -- Flow rate not collected due to water in line.E 0.5

RW-248 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 3.7 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.2

RW-248 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-248 03/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 33 -- -- -- -- -- -- -- -- -- Unable to collect readings due to water in 

line.

E --

RW-248 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 1.0 0.74 9.2 20.9 -- -- -- -- 0 0.0019E 0.5

RW-248 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 41 -- 7.4 20.7 ND ND ND ND -- -- Unable to collect flow rate due to water in 

line.

E 0.4

RW-248 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 42 62 0 20.9 -- -- -- -- 0 0E 0.3

RW-248 05/16/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 40 58 0.40 20.8 ND ND ND ND 1.8 0.0071E 0.3

RW-248 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 33 19 0 20.9 -- -- -- -- 0 0E 0

RW-248 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 52 19 7.2 20.9 ND ND ND ND 0 0.083E 0

RW-248 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 55 56 0.70 20.9 -- -- -- -- 0 0.017E 0.0

RW-248 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 55 2.4 20.8 ND ND ND ND 1.8 0.043E 0.2

RW-248 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 19 0 20.9 -- -- -- -- 0 0 bump check FID - okE 0

RW-248 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 65 0.70 -- ND ND ND ND -- 0.014 Field readings not collected due to 

equipment malfunction.

E --

RW-248 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 42 0 20.9 -- -- -- -- 0 0E 0.1

RW-248 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 57 24 0 20.9 ND ND ND ND 0 0E 0.3

RW-248 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 82 16 20.6 -- -- -- -- 5.3 0.27E 0.2

RW-248 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 67 23 2.9 20.9 ND ND ND 100 0 0.022E 0.2

RW-248 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 67 20 1.4 20.9 -- -- -- -- 0 0.0083E 0.2

RW-248 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 21 4.0 20.9 -- -- -- -- 0 0.034E 0.2

RW-248 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 59 0.70 20.9 -- -- -- -- 0 0.019E 0.1

RW-248 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 67 28 1.7 20.3 ND ND ND ND 4.5 0.012E 0.2

RW-248 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 44 0 20.7 -- -- -- -- 2.7 0E 0.1

RW-248 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 67 -- 1.1 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-248 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-248 01/16/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 260 63 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0
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RW-248 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.2

RW-248 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 -- 1.0 20.8 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-248 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 68 -- 2.2 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-248 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 63 36 0 20.5 -- -- -- -- 4.2 0E 0

RW-248 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 7.9 3.6 20.3 -- -- -- -- 1.8 0.010E 0

RW-248 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 53 10 0 20.9 -- -- -- -- 0 0E 0

RW-248 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 24 0 20.9 -- -- -- -- 0 0E 0.1

RW-248 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 52 25 3.5 20.5 -- -- -- -- 3.1 0.026E 0

RW-248 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- -- -- -- -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

V --

RW-248 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 -- 2.6 -- -- -- -- -- -- -- --V --

RW-248 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 -- 2.2 -- -- -- -- -- -- -- --V --

RW-248 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 53 44 0 20.5 -- -- -- -- 6.1 0E 0.1

RW-248 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 23 0 20.6 -- -- -- -- 2.2 0E 0.1

RW-248 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 53 58 12 20.9 -- -- -- -- 0 0.22E 0.1

RW-248 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 53 27 15 20.8 -- -- -- -- 0.90 0.13E 0.1

RW-248 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 26 0 20.9 -- -- -- -- 0 0E 0.1

RW-248 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 52 22 1.7 20.6 -- -- -- -- 2.3 0.012E 0.2

RW-248 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 53 39 0 20.9 -- -- -- -- 0 0E 0.1

RW-248 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 25 1.6 20.6 -- -- -- -- 2.1 0.011E 0

RW-248 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 55 28 6.9 20.5 -- -- -- -- 3.5 0.058E 0.1

RW-248 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 49 21 0 20.8 -- -- -- -- 0.49 0E 0.1

RW-248 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 50 24 0 20.9 -- -- -- -- 0 0E 0.2

RW-248 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 -- 4.7 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.1

RW-249 10/28/10 TO-14 1,200 34 220 740 79 16 70 190 100 230 330 <0.050 -- 51 81 4,245 20.1 3.2 21 69 7.4 -- --E 0.8

RW-249 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 89 118 171 20.7 -- -- -- -- 0.79 0.65E 0

RW-249 01/13/11 TO-14 120 <0.50 9.9 100 12 0.20 7.0 11 11 25 36 <0.050 167 69 87 98 20.9 ND 8.1 82 9.8 0 3.2E 0.1

RW-249 01/20/11 TO-14 91 <0.50 12 76 17 0.11 4.7 6.8 8.0 17 25 <0.050 186 37 -- 152 20.9 ND 11 72 16 0 -- Flow rate not meausred due to water in 

line.

E 0.2

RW-249 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 37 -- 151 20.7 -- -- -- -- -- --E 0.4
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RW-249 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 65 92 58 20.9 -- -- -- -- 0 2.3E 0

RW-249 02/04/11 TO-14 84 <0.50 3.1 63 17 <0.050 2.1 0.97 12 19 31 <0.050 -- -- -- -- -- ND 3.7 76 20 -- --E --

RW-249 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 63 92 58 20.5 -- -- -- -- 14 2.0E 0.2

RW-249 02/17/11 TO-14 96 <0.50 11 76 15 0.058 6.1 5.4 14 27 41 <0.050 309 66 86 52 20.4 ND 11 75 15 23 2.3E 0.2

RW-249 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-249 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-249 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 62 -- 130 20.3 -- -- -- -- -- -- Water in line.E 0.6

RW-249 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 71 -- 55 20.9 -- -- -- -- 0 -- Water in line.E 0

RW-249 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 78 106 20 20.8 -- -- -- -- 4.4 0.83E 0

RW-249 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 67 107 46 20.9 -- -- -- -- 0 2.6E 0.2

RW-249 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 99 35 20.9 -- -- -- -- 0 1.1E 0

RW-249 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 60 104 151 20.9 -- -- -- -- 0 5.0E 0

RW-249 07/13/11 TO-14 12 <0.50 2.4 6.7 2.6 0.086 0.83 1.5 2.9 5.4 8.3 <0.050 144 60 99 41 20.9 ND 21 57 22 0 1.3E 0.2

RW-249 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 60 77 64 20.8 -- -- -- -- 2.2 1.4E 0

RW-249 07/27/11 TO-14 11 <0.50 2.3 5.8 2.6 0.074 0.56 1.2 2.5 4.0 6.5 <0.050 165 59 68 51 20.9 ND 21 54 24 0 1.3E 0

RW-249 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 61 93 40 20.9 -- -- -- -- 0 1.2E 0

RW-249 08/11/11 TO-14 6.0 <0.50 1.8 3.6 0.73 0.056 0.36 0.71 1.7 2.8 4.5 <0.050 163 63 76 79 20.9 ND 29 59 12 0 1.6E 0

RW-249 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 66 119 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-249 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 75 82 85 20.9 -- -- -- -- 0 --E 0

RW-249 08/24/11 TO-14 11 0.83 3.1 5.4 1.6 0.13 0.57 1.9 2.3 4.3 6.6 <0.050 169 64 100 118 20.9 7.6 28 49 15 0 5.4E 0

RW-249 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 18 39 80 20.9 -- -- -- -- 0 1.0E 0

RW-249 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-249 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 14 31 76 20.9 -- -- -- -- 0 0.60E 0

RW-249 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 14 36 51 20.9 -- -- -- -- 0 0.61E 0

RW-249 09/28/11 TO-14 8.6 <0.50 2.1 4.9 1.5 0.051 0.55 1.3 2.2 4.1 6.3 <0.050 167 17 35 91 20.9 ND 25 58 18 0 1.0E 0.1

RW-249 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-249 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-249 10/20/11 TO-14 14 0.58 3.7 7.5 2.6 0.080 0.67 1.6 3.3 5.8 9.1 <0.050 68 13 29 115 20.8 4.0 26 52 18 0.40 0.44E 0.2

RW-249 10/27/11 TO-14 45 0.64 14 24 7.0 0.065 1.0 2.0 5.5 9.6 15 <0.050 104 48 63 -- -- 1.4 31 53 15 -- -- Field readings not collected due to 

equpment malfunction.

E --
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RW-249 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 49 60 72 20.9 -- -- -- -- 0 --E 0.1

RW-249 11/01/11 TO-14 4.2 <0.50 0.62 2.6 0.95 <0.050 0.18 0.22 1.3 2.1 3.4 <0.050 140 50 84 39 20.9 ND 15 62 23 0 1.6E 0

RW-249 11/09/11 TO-14 23 <0.50 3.4 16 5.0 <0.050 0.27 0.22 2.4 3.5 5.9 <0.050 250 43 104 50 20.9 ND 14 66 20 0 2.2E 0

RW-249 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 68 89 47 20.9 -- -- -- -- 0 1.2E 0

RW-249 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-249 11/30/11 TO-14 15 <0.50 1.8 6.5 5.7 <0.050 0.11 0.089 1.6 1.7 3.3 <0.050 320 48 94 19 20.9 ND 13 46 41 0 1.00E 0

RW-249 12/07/11 TO-14 13 <0.50 1.1 5.7 5.4 <0.050 <0.050 <0.050 0.78 0.69 1.5 <0.050 159 54 127 25 20.8 ND 9.0 47 44 4.0 0.99 Water in line.E 0.2

RW-249 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 55 88 23 20.9 -- -- -- -- 0 0.63 Water in line.E 0

RW-249 12/21/11 TO-14 7.8 <0.50 0.71 3.1 3.7 <0.050 <0.050 <0.050 0.32 0.28 0.60 <0.050 156 53 94 19 20.9 ND 9.5 41 49 0 0.54 Water in line.E 0.4

RW-249 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 56 -- -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-249 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-249 02/01/12 TO-14 16 <0.50 2.6 5.8 5.0 <0.050 <0.050 <0.050 0.32 0.44 0.76 <0.050 96 56 -- 6.7 20.7 ND 19 43 37 -- -- Flow rate not collected due to water in line.E 0

RW-249 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 57 101 18 20.9 -- -- -- -- 0 0.54E 0

RW-249 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-249 03/22/12 TO-14 7.0 <0.50 1.4 2.0 2.2 <0.050 <0.050 <0.050 0.12 0.14 0.26 <0.050 -- 37 75 15 20.9 ND 25 36 39 0 --E 0

RW-249 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 32 75 13 20.9 -- -- -- -- 0 0.28E 0

RW-249 04/19/12 TO-14 7.2 <0.50 0.94 1.5 3.5 <0.050 <0.050 <0.050 0.085 0.089 0.17 <0.050 326 39 91 47 20.9 ND 16 25 59 0 1.3 Water in line.E 0

RW-249 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 38 83 2.2 20.9 -- -- -- -- 0 0.064E 0

RW-249 05/16/12 TO-14 4.7 <0.50 <0.50 0.70 3.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 318 37 86 7.0 20.9 ND ND 18 83 0 0.19E 0

RW-249 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 35 75 0 20.9 -- -- -- -- 0 0E 0

RW-249 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 48 80 11 20.9 ND ND ND ND 0 0.56E 0

RW-249 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 47 84 3.4 20.9 -- -- -- -- 0 0.12E 0.0

RW-249 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 48 99 4.6 20.9 ND ND ND ND 0 0.15E 0

RW-249 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 47 97 0.60 20.9 -- -- -- -- 0 0.020E 0

RW-249 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 49 105 3.0 -- ND ND ND ND -- 0.095 Field readings not collected due to 

equipment malfunction.

E --

RW-249 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 49 92 0 20.9 -- -- -- -- 0 0E 0

RW-249 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 48 101 0 20.9 ND ND ND ND 0 0E 0.1

RW-249 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 58 175 2.3 20.9 -- -- -- -- 0 0.084E 0
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RW-249 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 56 116 4.8 20.9 ND ND ND 100 0 0.18E 0

RW-249 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 56 91 3.0 20.9 -- -- -- -- 0 0.083E 0

RW-249 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 44 91 5.6 20.9 -- -- -- -- 0 0.21E 0

RW-249 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 49 96 0.80 20.9 -- -- -- -- 0 0.036E 0

RW-249 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 1.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 56 111 2.6 20.7 ND ND ND 100 5.8 0.074E 0

RW-249 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 58 85 0.30 20.9 -- -- -- -- 0 0.0075E 0

RW-249 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 57 92 1.6 20.9 ND ND ND ND 0 0.049E 0

RW-249 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 51 99 0 20.7 -- -- -- -- 7.5 0E 0

RW-249 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 53 -- 0 20.7 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-249 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 55 86 0 20.9 -- -- -- -- 0 0E 0

RW-249 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 52 94 1.6 20.9 -- -- -- -- 0 0.045E 0

RW-249 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 5.2 -- -- -- -- -- -- -- --V --

RW-249 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 -- 7.4 -- -- -- -- -- -- -- --V --

RW-249 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 -- 8.6 -- -- -- -- -- -- -- --E --

RW-249 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 45 102 0 20.9 -- -- -- -- 0 0E 0

RW-249 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 44 106 0 20.9 -- -- -- -- 0 0E 0

RW-249 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 44 96 4.3 20.8 -- -- -- -- 3.0 0.13E 0

RW-249 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 40 -- 6.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-249 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 41 72 0 20.9 -- -- -- -- 0 0E 0

RW-249 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 42 67 2.1 20.9 -- -- -- -- 0 0.070E 0.1

RW-249 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 45 79 0 20.8 -- -- -- -- 2.7 0E 0

RW-249 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 45 97 0.30 20.9 -- -- -- -- 0 0.0087E 0

RW-249 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 44 109 12 20.9 -- -- -- -- 0 0.43E 0

RW-249 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 45 101 13 20.9 -- -- -- -- 0 0.44E 0

RW-249 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 45 95 0.10 20.9 -- -- -- -- 0 0.0028E 0

RW-249 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 44 84 2.1 20.9 -- -- -- -- 0 0.058E 0

RW-249 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 -- 0.20 -- -- -- -- -- -- -- --V --

RW-249 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- 7.6 -- -- -- -- -- -- -- --V --

RW-249 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 -- 7.1 -- -- -- -- -- -- -- --V --

RW-249 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 41 85 0 20.9 -- -- -- -- 0 0E 0

RW-249 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 42 59 0 20.9 -- -- -- -- 0 0E 0
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RW-249 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 45 81 4.5 20.9 -- -- -- -- 0 0.13E 0

RW-250 10/28/10 TO-14 250 1.1 12 140 81 0.79 10 19 20 43 63 <0.050 -- 57 6.0 2,609 18.9 <1 5.1 60 35 -- --E 2.6

RW-250 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 104 55 669 20.7 -- -- -- -- 0.37 1.2E 0.2

RW-250 01/13/11 TO-14 390 0.69 14 180 190 0.78 10 15 19 47 66 <0.050 167 65 10 239 20.5 <1 3.6 47 49 1.6 0.93E 0

RW-250 01/20/11 TO-14 670 1.8 86 350 260 3.6 27 48 57 120 177 0.064 186 44 12 723 19.9 <1 12 50 37 4.4 3.1E 0.8

RW-250 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 41 13 319 20.0 -- -- -- -- 7.2 2.5E 0.6

RW-250 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 79 29 113 20.6 -- -- -- -- 3.9 1.4E 0.2

RW-250 02/04/11 TO-14 120 <0.50 11 73 32 0.35 5.5 6.2 11 24 35 <0.050 -- -- -- -- -- ND 9.5 63 28 -- --E --

RW-250 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 78 23 230 20.4 -- -- -- -- 4.4 2.0E 0.4

RW-250 02/17/11 TO-14 50 <0.50 3.2 32 14 0.057 2.4 2.2 5.1 11 16 <0.050 309 64 -- 123 20.3 ND 6.5 65 28 -- -- Flow rate not recorded due to water in line.E 0.4

RW-250 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-250 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-250 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 81 -- 130 20.3 -- -- -- -- -- -- Water in line.E 0.2

RW-250 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 96 39 107 20.9 -- -- -- -- 0 1.6E 0

RW-250 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 96 12 54 20.7 -- -- -- -- 1.0 0.26E 0.2

RW-250 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 91 19 36 20.9 -- -- -- -- 0 0.36E 0

RW-250 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 15 72 20.9 -- -- -- -- 0 0.34E 0

RW-250 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 32 43 20.8 -- -- -- -- 1.0 0.43E 0.2

RW-250 07/13/11 TO-14 17 <0.50 <0.50 1.1 16 <0.050 0.19 0.13 0.57 1.1 1.7 <0.050 144 80 17 79 20.7 ND ND 6.4 94 1.1 0.43E 0.4

RW-250 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 80 19 34 20.7 -- -- -- -- 1.1 0.18E 0.2

RW-250 07/27/11 TO-14 17 <0.50 <0.50 5.2 12 <0.050 0.45 0.58 2.5 4.2 6.7 <0.050 165 78 11 7.3 20.9 ND ND 30 70 0 0.029E 0.2

RW-250 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 17 0 20.9 -- -- -- -- 0 0E 0

RW-250 08/11/11 TO-14 7.1 <0.50 <0.50 <0.50 8.0 <0.050 <0.050 <0.050 0.059 0.091 0.15 <0.050 163 76 21 6.0 20.9 ND ND ND 100 0 0.035E 0

RW-250 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 11 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-250 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 91 14 36 20.8 -- -- -- -- -- --E 0.2

RW-250 08/24/11 TO-14 6.6 <0.50 0.57 2.2 4.0 <0.050 0.26 0.14 1.6 2.1 3.7 <0.050 169 77 39 21 20.9 ND 8.4 32 59 0 0.39E 0

RW-250 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 43 8.8 20.9 -- -- -- -- 0 0.12E 0.2

RW-250 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-250 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 39 9.4 20.9 -- -- -- -- 0 0.092E 0.2

RW-250 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 74 44 0 20.9 -- -- -- -- 0 0E 0.1

RW-250 09/28/11 TO-14 12 <0.50 <0.50 1.4 10 <0.050 <0.050 <0.050 0.92 0.51 1.4 <0.050 167 79 15 15 20.9 ND ND 12 88 0 0.075E 0.4
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RW-250 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-250 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-250 10/20/11 TO-14 14 <0.50 <0.50 <0.50 21 <0.050 <0.050 <0.050 0.14 0.12 0.26 <0.050 68 70 27 8.9 20.9 ND ND ND 100 0 0.031E 0.1

RW-250 10/27/11 TO-14 5.3 <0.50 2.4 2.2 <0.50 <0.050 <0.050 <0.050 0.27 0.25 0.52 <0.050 104 56 36 -- -- ND 52 48 ND -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-250 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 35 16 20.9 -- -- -- -- 0 --E 0.3

RW-250 11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 140 59 23 29 20.9 ND ND ND ND 0 0.31E 0.2

RW-250 11/09/11 TO-14 65 <0.50 <0.50 0.76 71 <0.050 <0.050 <0.050 0.064 0.051 0.12 <0.050 250 50 33 9.1 20.9 ND ND 1.1 99 0 0.13E 0

RW-250 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 83 19 12 20.7 -- -- -- -- 1.1 0.068E 0.4

RW-250 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-250 11/30/11 TO-14 88 <0.50 <0.50 <0.50 84 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 320 57 39 6.2 20.8 ND ND ND 100 2.2 0.13E 0.2

RW-250 12/07/11 TO-14 91 <0.50 <0.50 0.77 80 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 159 63 -- 0 20.9 ND ND <1 99 0 -- Flow rate not monitored due to water in 

line.

E 0.6

RW-250 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 65 -- 0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-250 12/21/11 TO-14 81 <0.50 <0.50 <0.50 69 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 31 2.9 20.9 ND ND ND 100 0 0.027E 0.6

RW-250 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 68 29 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-250 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-250 02/01/12 TO-14 2.7 <0.50 <0.50 <0.50 2.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 96 66 -- 33 20.5 ND ND ND 100 -- -- Flow rate not collected due to water in line.E 0.2

RW-250 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 68 -- 5.4 20.9 -- -- -- -- 0 -- Flow rate not collected due to water in line.E 0.4

RW-250 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-250 03/22/12 TO-14 2.6 <0.50 <0.50 <0.50 2.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- 42 21 9.3 20.9 ND ND ND 100 0 --E 0

RW-250 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 35 12 1.4 20.7 -- -- -- -- 0.71 0.0048E 0.2

RW-250 04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.83 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 326 46 33 0 20.9 ND ND ND 100 0 0E 0.4

RW-250 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 43 -- 0 20.9 -- -- -- -- 0 -- Unable to collect flow rate due to water in 

line.

E 0.4

RW-250 05/16/12 TO-14 5.8 <0.50 <0.50 3.3 2.4 <0.050 0.062 <0.050 0.43 1.3 1.7 <0.050 318 40 29 0 20.8 ND ND 58 42 0.93 0E 0.4

RW-250 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 55 0 20.9 -- -- -- -- 0 0E 0
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RW-250 06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.53 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 503 57 37 12 20.9 ND ND ND 100 0 0.28E 0.1

RW-250 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 32 0 20.9 -- -- -- -- 0 0E 0.4

RW-250 07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 336 57 38 1.7 20.7 ND ND ND ND 2.6 0.021E 0.2

RW-250 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 37 0 20.7 -- -- -- -- 2.7 0E 0.2

RW-250 08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 58 54 0 -- ND ND ND ND -- 0 Field readings not collected due to 

equipment malfunction.

E --

RW-250 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 37 0 20.9 -- -- -- -- 0 0E 0.3

RW-250 09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 354 58 19 0 20.7 ND ND ND ND 1.4 0E 0.4

RW-250 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 70 54 2.6 20.4 -- -- -- -- 5.9 0.030E 0.3

RW-250 10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 335 68 9.5 2.1 20.9 ND ND ND ND 0 0.0065E 0.3

RW-250 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 26 0.60 20.9 -- -- -- -- 0 0.0048E 0.2

RW-250 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 24 1.1 20.9 -- -- -- -- 0 0.011E 0.2

RW-250 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 22 0 20.9 -- -- -- -- 0 0E 0.1

RW-250 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 68 10 0.20 20.3 ND ND ND ND 1.6 0.00051E 0.2

RW-250 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 11 0 20.7 -- -- -- -- 0.64 0E 0.2

RW-250 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 19 0.80 20.9 ND ND ND ND 0 0.0050E 0

RW-250 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 60 11 0 20.3 -- -- -- -- 2.5 0E 0.1

RW-250 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 -- 0 20.3 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-250 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 27 0 20.9 -- -- -- -- 0 0E 0.2

RW-250 02/13/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 61 23 0 20.5 -- -- -- -- 2.9 0E 0.2

RW-250 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 21 4.9 20.9 -- -- -- -- 0 0.033E 0

RW-250 03/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 64 14 0 20.1 -- -- -- -- 3.2 0E 0.2

RW-250 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 64 11 3.1 20.1 -- -- -- -- 3.1 0.012E 0.2

RW-250 04/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 501 -- 0.70 -- -- -- -- -- -- -- --V --

RW-250 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 -- 0.40 -- -- -- -- -- -- -- --V --

RW-250 05/09/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 -- 0.30 -- -- -- -- -- -- -- --V --

RW-250 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 48 -- 4.2 20.7 -- -- -- -- -- -- Flow rate not monitored due to equipment 

malfunction.

E 0.3

RW-250 06/06/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 407 49 13 0 20.9 -- -- -- -- 0 0E 0.3

RW-250 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 11 0.80 20.6 -- -- -- -- 1.7 0.0045E 0.3

RW-250 07/03/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 342 -- 0 -- -- -- -- -- -- -- --V --

RW-250 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 -- 0.20 -- -- -- -- -- -- -- --V --
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RW-250 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 -- 0.30 -- -- -- -- -- -- -- --V --

RW-250 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 20 18 20.6 -- -- -- -- 2.1 0.12E 0.3

RW-250 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 13 0 20.8 -- -- -- -- 0.40 0E 0.1

RW-250 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 22 1.1 20.4 -- -- -- -- 3.6 0.0077E 0.3

RW-250 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 11 0 20.9 -- -- -- -- 0 0E 0.3

RW-250 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 19 0.60 20.4 -- -- -- -- 2.6 0.0031E 0.3

RW-250 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 7.8 6.7 20.4 -- -- -- -- 1.2 0.016E 0.2

RW-250 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 -- 0.10 -- -- -- -- -- -- -- --V --

RW-250 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 -- 0 -- -- -- -- -- -- -- --V --

RW-250 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 -- 1.0 -- -- -- -- -- -- -- --V --

RW-251 10/28/10 TO-14 1,000 20 130 480 330 7.4 39 120 65 150 215 <0.050 -- 58 6.2 2,705 19.0 2.1 14 50 34 -- --E 1.8

RW-251 01/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 109 66 110 20.7 -- -- -- -- 0.44 0.24E 0

RW-251 01/13/11 TO-14 140 <0.50 13 110 14 0.17 6.8 9.8 13 30 43 <0.050 167 63 14 55 20.9 ND 9.5 80 10 0 0.28E 0.1

RW-251 01/20/11 TO-14 71 <0.50 3.3 36 28 0.071 3.0 4.4 5.9 14 20 <0.050 186 35 15 127 20.7 ND 4.9 53 42 1.1 0.69E 0.4

RW-251 01/26/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 256 43 14 138 20.6 -- -- -- -- 2.6 1.1E 0.2

RW-251 02/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 253 70 31 56 20.8 -- -- -- -- 1.4 0.74E 0

RW-251 02/04/11 TO-14 230 <0.50 24 140 35 0.98 10 13 30 59 89 <0.050 -- -- -- -- -- ND 12 70 18 -- --E --

RW-251 02/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 164 73 31 23 19.8 -- -- -- -- 13 0.27E 0.6

RW-251 02/17/11 TO-14 54 <0.50 6.6 50 3.4 0.068 3.9 4.3 10 20 30 <0.050 309 66 13 40 20.4 ND 11 83 5.7 3.6 0.28E 0.2

RW-251 02/23/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 218 -- -- -- -- -- -- -- -- -- -- SVE system shut down for rebound test.E --

RW-251 04/24/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- SVE system restarted. Rebound/restart test 

concludes on 5/4.

E --

RW-251 05/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 75 27 62 19.8 -- -- -- -- -- --E 1.0

RW-251 05/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 471 92 53 88 20.9 -- -- -- -- 0 1.9E 0

RW-251 06/02/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 411 97 9.3 14 20.9 -- -- -- -- 0 0.051E 0

RW-251 06/15/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 500 92 34 35 20.9 -- -- -- -- 0 0.62E 0

RW-251 06/29/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 86 17 27 20.9 -- -- -- -- 0 0.15E 0

RW-251 07/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 186 82 18 32 20.8 -- -- -- -- 0.58 0.18E 0.2

RW-251 07/13/11 TO-14 3.5 <0.50 <0.50 1.3 1.8 <0.050 0.17 0.31 0.59 1.1 1.7 <0.050 144 80 22 35 20.9 ND ND 42 58 0 0.25E 0.2

RW-251 07/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 80 7.4 42 20.7 -- -- -- -- 0.42 0.085E 0

RW-251 07/27/11 TO-14 7.0 <0.50 0.92 3.1 2.9 <0.050 0.32 0.63 1.5 2.7 4.2 <0.050 165 78 21 21 20.9 ND 13 45 42 0 0.17E 0

RW-251 08/03/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 82 7.9 32 20.9 -- -- -- -- 0 0.083E 0

RW-251 08/11/11 TO-14 7.6 <0.50 0.91 3.4 2.7 <0.050 0.33 0.59 1.7 2.9 4.6 <0.050 163 77 15 10 20.9 ND 13 49 39 0 0.044E 0.1
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RW-251 08/17/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 79 25 -- -- -- -- -- -- -- -- Field readings not collected due to 

equipment malfunction.

E --

RW-251 08/19/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 91 26 49 20.9 -- -- -- -- 0 --E 0

RW-251 08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.87 <0.050 <0.050 0.096 0.13 0.24 0.37 <0.050 169 77 42 52 20.9 ND ND ND 100 0 1.0E 0

RW-251 08/31/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 167 77 36 38 20.9 -- -- -- -- 0 0.45E 0.1

RW-251 09/09/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 191 -- -- -- -- -- -- -- -- -- -- Well not monitored due to power outage.E --

RW-251 09/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 91 78 36 299 20.2 -- -- -- -- 6.4 2.6E 0.3

RW-251 09/21/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 168 74 32 652 20.6 -- -- -- -- 3.3 6.9E 0.2

RW-251 09/28/11 TO-14 26 1.9 14 12 1.5 0.41 0.23 1.9 1.2 2.4 3.6 <0.050 167 79 13 30 20.9 6.5 48 41 5.1 0 0.13E 0.2

RW-251 10/07/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 145 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --

RW-251 10/13/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 108 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system repairs.E --

RW-251 10/20/11 TO-14 220 12 96 120 6.2 1.6 12 34 23 43 66 <0.050 68 70 42 524 20.8 5.1 41 51 2.6 0.58 2.9E 0.2

RW-251 10/27/11 TO-14 1,100 22 720 570 13 4.7 37 100 73 160 233 <0.050 104 56 33 -- -- 1.7 54 43 <1 -- -- Field readings not collected due to 

equpment malfunction.

E --

RW-251 10/28/11 -- -- -- -- -- -- -- -- -- -- -- -- -- -- 58 34 453 20.7 -- -- -- -- -- --E 0.4

RW-251 11/01/11 TO-14 54 1.3 14 34 4.5 0.23 5.0 6.4 13 25 38 <0.050 140 60 37 232 20.7 2.4 26 63 8.4 3.6 4.1E 0.2

RW-251 11/09/11 TO-14 260 4.6 50 150 38 0.51 8.4 9.0 22 39 61 <0.050 250 51 29 448 20.7 1.9 21 62 16 2.5 5.5E 0.1

RW-251 11/16/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 150 83 13 120 20.8 -- -- -- -- 0.40 0.46E 0.2

RW-251 11/22/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 177 -- -- -- -- -- -- -- -- -- -- Well not monitored due to scheduling 

conflicts.

E --

RW-251 11/30/11 TO-14 160 <0.50 32 78 32 0.45 6.3 10 20 33 53 <0.050 320 57 30 56 20.8 ND 23 55 23 1.7 0.90E 0.2

RW-251 12/07/11 TO-14 120 1.1 14 75 30 0.16 2.2 2.9 7.3 11 18 <0.050 159 64 24 45 20.9 <1 12 62 25 0 0.33 Water in line.E 0.4

RW-251 12/14/11 -- -- -- -- -- -- -- -- -- -- -- -- -- 161 66 65 65 20.9 -- -- -- -- 0 1.3 Water in line.E 0

RW-251 12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 156 63 26 40 20.9 ND ND ND ND 0 0.31E 0.4

RW-251 01/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 268 68 21 -- -- -- -- -- -- -- -- Field readings not collected due to water in 

line.

E --

RW-251 01/18/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 96 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system 

shutdown.

E --

RW-251 02/01/12 TO-14 460 1.7 110 200 67 0.58 3.5 11 18 24 42 <0.050 96 67 32 176 20.1 <1 29 53 18 2.4 0.52E 0.6

RW-251 02/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 66 28 27 20.9 -- -- -- -- 0 0.22E 0

RW-251 03/01/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 -- -- -- -- -- -- -- -- -- -- Well not monitored due to system shut 

down.

E --
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RW-251 03/22/12 TO-14 140 <0.50 32 62 22 0.12 1.2 2.9 5.0 6.5 12 <0.050 -- 44 16 21 20.9 ND 28 53 19 0 --E 0

RW-251 04/05/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 289 37 13 10 20.9 -- -- -- -- 0 0.037E 0

RW-251 04/19/12 TO-14 59 <0.50 4.6 14 27 <0.050 0.17 0.36 0.90 0.89 1.8 <0.050 326 45 22 13 20.9 ND 10 31 59 0 0.091E 0.2

RW-251 05/02/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 45 36 20 20.9 -- -- -- -- 0 0.25E 0.1

RW-251 05/16/12 TO-14 60 <0.50 4.5 21 29 <0.050 0.26 0.49 1.3 1.2 2.5 <0.050 318 43 28 5.6 20.9 ND 8.3 39 53 0 0.049E 0.1

RW-251 05/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 415 41 30 0 20.9 -- -- -- -- 0 0E 0

RW-251 06/11/12 TO-14 51 <0.50 5.0 13 27 <0.050 0.29 0.47 1.0 1.1 2.1 <0.050 503 57 32 17 20.9 ND 11 29 60 0 0.35E 0

RW-251 06/27/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 56 27 9.9 20.9 -- -- -- -- 0 0.11E 0.0

RW-251 07/11/12 TO-14 31 <0.50 2.0 8.3 21 <0.050 0.16 0.20 0.48 0.48 0.96 <0.050 336 58 38 6.8 20.9 ND 6.4 27 67 0 0.085E 0

RW-251 07/24/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 48 4.4 20.9 -- -- -- -- 0 0.074E 0

RW-251 08/08/12 TO-14 24 <0.50 1.7 5.3 16 <0.050 0.12 0.18 0.38 0.34 0.72 <0.050 333 59 36 5.7 -- ND 7.4 23 70 -- 0.062 Field readings not collected due to 

equipment malfunction.

E --

RW-251 08/22/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 343 59 35 0 20.9 -- -- -- -- 0 0E 0

RW-251 09/05/12 TO-14 29 1.2 7.5 10 18 <0.050 0.14 0.19 0.43 0.43 0.86 <0.050 354 58 30 0 20.9 3.3 20 27 49 0 0E 0.1

RW-251-

DUP

09/05/12 TO-14 37 1.3 8.5 12 24 <0.050 0.14 0.21 0.48 0.44 0.92 <0.050 354 58 30 0 20.9 3.3 20 27 52 0 0E 0.1

RW-251 09/21/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 247 71 50 2.4 20.6 -- -- -- -- 3.3 0.025E 0.2

RW-251 10/05/12 TO-14 12 <0.50 <0.50 0.60 11 <0.050 <0.050 <0.050 <0.050 0.068 0.068 <0.050 335 68 26 28 20.9 ND ND 5.2 95 0 0.24E 0.2

RW-251 10/19/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 312 68 33 9.7 20.9 -- -- -- -- 0 0.096E 0.2

RW-251 10/31/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 359 52 24 6.9 20.9 -- -- -- -- 0 0.067E 0.2

RW-251 11/15/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 520 59 32 1.5 20.9 -- -- -- -- 0 0.023E 0

RW-251 11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 282 68 -- 3.1 20.4 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0.1

RW-251 12/14/12 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 69 -- 0.20 20.9 -- -- -- -- 0 -- Flow rate not monitored due to water in 

line.

E 0.1

RW-251 12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 147 68 -- 1.6 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-251 01/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 404 61 -- 0 20.5 -- -- -- -- -- -- Flow rate not monitored due to water in 

line.

E 0

RW-251 01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 260 64 8.1 0 20.5 ND ND ND ND 0.98 0E 0

RW-251 01/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 337 66 13 0 20.9 -- -- -- -- 0 0E 0

RW-251 02/13/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 332 62 -- 1.0 20.9 ND ND ND ND 0 -- Flow rate not monitored due to water in 

line.

E 0

RW-251 02/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 69 81 3.4 20.9 -- -- -- -- 0 0.090E 0
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RW-251 03/15/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 64 -- 0 20.5 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-251-

DUP

03/15/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 333 64 -- 0 20.5 ND ND ND ND -- -- Flow rate not monitored due to water in 

line.

E 0

RW-251 03/27/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 316 63 7.4 4.0 20.5 -- -- -- -- 1.1 0.011E 0

RW-251 04/18/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 501 55 12 0 20.9 ND ND ND ND 0 0E 0

RW-251-

DUP

04/18/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 501 55 12 0 20.9 ND ND ND ND 0 0E 0

RW-251 04/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 165 53 19 0 20.9 -- -- -- -- 0 0E 0

RW-251 05/09/13 TO-14 4.7 <0.50 <0.50 <0.50 4.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 337 53 18 4.8 20.7 ND ND ND 100 1.1 0.026E 0

RW-251 05/22/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 333 49 -- 6.0 20.9 -- -- -- -- 0 -- Flow rate not monitored due to equipment 

malfunction.

E 0

RW-251 06/06/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 407 49 18 0 20.9 ND ND ND ND 0 0E 0

RW-251 06/19/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 476 51 13 0 20.9 -- -- -- -- 0 0E 0

RW-251 07/03/13 TO-14 <2.0 <0.50 <0.50 0.57 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 342 54 19 0 20.8 ND ND 100 ND 0.65 0E 0

RW-251-

DUP

07/03/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 342 54 19 0 20.8 ND ND ND ND 0.65 0E 0

RW-251 07/18/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 332 53 14 0.40 20.8 -- -- -- -- 0.43 0.0017E 0

RW-251 08/01/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 335 54 15 12 20.9 -- -- -- -- 0 0.057E 0

RW-251 08/15/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 338 54 7.6 15 20.8 -- -- -- -- 0.26 0.038E 0.1

RW-251 08/29/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 306 54 14 0 20.9 -- -- -- -- 0 0E 0

RW-251 09/12/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 53 20 2.2 20.9 -- -- -- -- 0 0.014E 0

RW-251 09/24/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 287 54 26 0 20.9 -- -- -- -- 0 0E 0

RW-251 10/10/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 322 55 19 2.6 20.7 -- -- -- -- 1.1 0.014E 0

RW-251 10/25/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 336 56 7.5 9.5 20.7 -- -- -- -- 0.47 0.022E 0

RW-251 11/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 169 50 15 0 20.9 -- -- -- -- 0 0E 0

RW-251 11/20/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 504 51 12 0 20.9 -- -- -- -- 0 0E 0

RW-251 12/04/13 -- -- -- -- -- -- -- -- -- -- -- -- -- 361 53 14 4.9 20.9 -- -- -- -- 0 0.024E 0

Equipmen

t Blank

01/13/11 TO-14 11 <0.50 <0.50 8.8 3.0 <0.050 0.16 0.11 0.77 1.2 2.0 <0.050 -- -- -- -- -- ND ND 75 25 -- --E --

Equipmen

t Blank

01/20/11 TO-14 4.7 <0.50 <0.50 2.7 1.1 <0.050 0.16 0.15 0.36 0.76 1.1 <0.050 -- -- -- -- -- ND ND 71 29 -- --E --

Equipmen

t Blank

01/26/11 TO-14 <2.0 <0.50 <0.50 9.5 8.8 <0.050 0.098 <0.050 1.0 1.2 2.2 <0.050 -- -- -- -- -- ND ND 52 48 -- --E --
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Equipmen

t Blank

02/04/11 TO-14 3.0 <0.50 <0.50 1.4 1.3 <0.050 <0.050 <0.050 0.10 0.16 0.26 <0.050 -- -- -- -- -- ND ND 52 48 -- --E --

Equipmen

t Blank

02/09/11 TO-14 23 <0.50 <0.50 8.9 9.6 <0.050 0.12 <0.050 0.96 1.4 2.4 <0.050 -- -- -- -- -- ND ND 48 52 -- --E --

Equipmen

t Blank

02/17/11 TO-14 19 <0.50 0.62 8.4 8.6 <0.050 0.26 0.23 1.1 2.0 3.1 <0.050 -- -- -- -- -- ND 3.5 48 49 -- --E --

Equipmen

t Blank

07/07/11 TO-14 <2.0 <0.50 <0.50 1.1 <0.50 <0.050 0.21 <0.050 0.52 1.1 1.6 <0.050 -- -- -- -- -- ND ND 100 ND -- --E --

Equipmen

t Blank

07/13/11 TO-14 <2.0 <0.50 <0.50 0.76 <0.50 <0.050 <0.050 <0.050 0.078 0.11 0.19 <0.050 -- -- -- -- -- ND ND 100 ND -- --E --

Equipmen

t Blank

07/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

EB-2 08/03/11 TO-14 48 <0.50 <0.50 1.7 39 <0.050 <0.050 <0.050 0.25 0.38 0.63 <0.050 -- -- -- -- -- ND ND 4.2 96 -- --E --

Equipmen

t Blank

08/03/11 TO-14 <2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 96 -- --E --

Equipmen

t Blank

08/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

08/17/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

08/19/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.063 0.063 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

08/24/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

08/31/11 TO-14 6.3 <0.50 <0.50 <0.50 7.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 100 -- --E --

Equipmen

t Blank

09/14/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

09/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.057 0.057 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

09/28/11 TO-14 7.2 <0.50 <0.50 <0.50 7.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 100 -- --E --

Equipmen

t Blank

10/07/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

10/20/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --
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Equipmen

t Blank

10/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

10/27/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.59 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 100 -- --E --

Equipmen

t Blank

11/01/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

11/09/11 TO-14 2.7 <0.50 <0.50 0.59 4.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND 12 88 -- --E --

Equipmen

t Blank

11/11/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

11/16/11 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

11/30/11 TO-14 49 <0.50 <0.50 <0.50 49 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 100 -- --E --

Equipmen

t Blank

12/07/11 TO-14 4.4 <0.50 <0.50 <0.50 3.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 100 -- --E --

Equipmen

t Blank

12/21/11 TO-14 <2.0 <0.50 <0.50 <0.50 0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 100 -- --E --

Equipmen

t Blank

02/02/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

03/22/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

04/19/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

05/16/12 TO-14 4.2 <0.50 <0.50 <0.50 4.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 100 -- --E --

Equipmen

t Blank

05/23/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

05/31/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

06/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

07/11/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

08/08/12 TO-14 <2.0 <0.50 <0.50 <0.50 0.79 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND 100 -- --E --
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

Equipmen

t Blank

09/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

10/05/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

11/30/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

12/20/12 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

01/16/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

02/13/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

03/15/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

04/18/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

05/09/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

06/06/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --

Equipmen

t Blank

07/03/13 TO-14 <2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.10 <0.050 -- -- -- -- -- ND ND ND ND -- --E --
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Table G.i

Historical Soil Vapor Extraction System Wellhead Monitoring Data and Mass Extraction/Destruction Estimates

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(scfm)(in. wc) (lbs/day)(lbs/day)(ppmv) (%)(ppmv)(hours)

Notes: 

DIL1 = VOC concentration obtained via field dilution.

SCH1 = Sample not collected due to scheduling conflicts.

SMP1 = Soil moisture probe reading out of range.

ND = Not Detected Above Laboratory Reporting Limits

NA = Not Analyzed

< = Not Detected Above Laboratory Reporting Limit Indicated; Calculated value based on detection above laboratory reporting limit but below indicated threshold

ppmv = parts per million by volume

lbs = pounds

CG = Calibration gas unavailable; field measurements of fixed gases not taken.

MTBE = Methyl tert-butyl ether

R = Results reported by the laboratory to be unusable; likely due to insufficient sample volume.

Method = Analytical Method

Biodeg. = Biodegradation

Voliti. = Volatilization

in. wc = inches of water column

TO-14 = EPA TO-14

E = Well in Extraction Mode

V = Well in Venting Mode

C = Well Closed
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Table G.ii

Historical Soil Vapor Monitoring Field Data and Analytical Results

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--08/19/05 19.8 0.20.2 1,798SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/02/05 15.7 0.40.4 1,800SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/13/05 12.0 0.80.4 --SV-21AMD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/27/05 19.7 0.60.3 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/05 20.1 1.20.2 935SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/05 18.1 2.10.0 883SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/07/05 18.6 2.80.0 771SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/05 19.2 3.80.4 545SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/23/05 -- --0.4 --SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/05 6.5 4.90.9 --SV-21AMD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/20/06 11.2 4.30.4 --SV-21AMD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/06 10.5 6.30.1 4,115SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/06 7.4 7.80.1 760SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/07/06 12.4 6.80.5 240SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/06 8.7 7.60.5 2,200SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/12/06 9.5 6.90.9 2,836SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/24/06 7.3 10.20.9 1,160SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/11/06 11.7 8.30.9 4,630SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/06 7.7 0.21.4 700SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/12/06 10.2 9.20.7 720SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/13/06 -- ---- --SV-21AMD Plug fitting replaced with barbed PC 

valve

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/06 13.0 6.20.6 520SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/14/06 14.8 4.90.8 620SV-21AMD DIL1, EQ-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/06 15.1 3.60.5 520SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/06 9.1 2.80.5 240SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/14/06 -- ---- --SV-21AMD PC valve replaced with 

compression-type nylon valve 

assembly

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/06 12.3 1.40.3 140SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/06 19.9 1.20.7 3.2SV-21AMD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/06 9.9 5.60.5 204SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/22/06 16.9 3.40.3 696SV-21AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/06 -- --0.1 280SV-21AMD DIL1, CG-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/26/06 19.7 1.66.0 290SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/08/06 20.2 0.82.1 285SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/06 20.3 1.03.8 138SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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Table G.ii

Historical Soil Vapor Monitoring Field Data and Analytical Results

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--12/07/06 20.7 0.01.8 2.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/06 20.5 0.82.4 174SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/07 20.0 1.02.3 110SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/07 19.9 1.41.3 169SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/07 19.5 1.40.9 151SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/16/07 18.1 1.60.7 140SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/07 18.0 2.41.3 180SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/20/07 19.1 2.22.7 11.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/04/07 18.9 2.22.7 869SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/16/07 19.9 1.02.7 202SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/07 19.5 1.22.4 14.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/24/07 19.3 1.61.9 340SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/07 18.9 1.82.1 659SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/20/07 18.9 1.82.0 600SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/07 18.7 2.02.2 526SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/07 18.8 1.22.5 --SV-21AMD VOC measurement unavailable due to 

equipment failure.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/02/07 19.5 1.62.7 550SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/07 -- --3.1 --SV-21AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/31/07 18.2 2.42.3 540SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/07 17.4 2.82.0 554SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/07 18.4 2.66.7 398SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/18/07 18.9 3.26.8 215SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/01/07 18.8 3.65.7 323SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/07 18.5 3.41.2 77.6SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/07 17.6 3.05.6 128SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/19/07 19.2 1.66.1 101SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/08 19.2 2.04.7 112SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/23/08 18.0 2.66.1 91.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/30/08 18.3 1.87.1 70.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/21/08 18.7 2.28.1 165SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/06/08 19.0 2.27.9 56.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/03/08 19.2 1.82.2 40.9SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/24/08 19.0 1.21.5 43.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/08/08 19.4 1.41.3 23.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/14/08 19.9 1.01.3 13.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 19.4 1.21.4 21.3SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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Table G.ii

Historical Soil Vapor Monitoring Field Data and Analytical Results

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--06/19/08 18.8 1.61.6 28.3SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 19.0 1.80.8 40.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 19.8 1.816.9 43.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 19.3 1.615.0 76.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 19.0 1.213.7 35.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 20.9 1.012.4 22.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 20.2 0.016.6 17.8SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 20.6 0.815.4 43.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 20.1 0.612.5 56.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 20.8 0.313.5 17.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 19.4 1.014.5 61.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 20.4 1.022.6 14.9SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 19.6 1.420.7 92.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 20.9 0.418.2 17.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 20.9 0.016.4 12.6SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 20.9 0.617.4 11.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 19.9 1.021.1 49.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 20.4 0.615.5 32.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 20.9 0.914.6 61.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 20.9 0.217.1 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 20.8 0.014.9 34.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 20.9 0.617.0 29.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 20.5 0.614.7 43.3SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 20.5 0.714.1 121SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 20.8 0.214.6 13.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 20.3 0.411.5 36.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 20.0 0.611.1 63.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 20.3 0.09.9 92.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 20.1 0.610.4 181SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 20.5 0.410.2 179SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 20.9 0.29.1 156SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 20.7 0.28.7 317SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 20.7 0.08.3 249SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 20.9 0.09.2 132SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 20.7 0.38.2 125SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 20.5 0.37.9 86.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 20.7 0.28.9 131SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

122013BRS Page 3 of 96



Table G.ii

Historical Soil Vapor Monitoring Field Data and Analytical Results

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

S
a
m

p
le

D
a
te

A
n

a
ly

ti
c
a
l

M
e
th

o
d

T
o

ta
l V

O
C

C
4-

C
5

C
6-

C
7

C
8-

C
10

C
11

-C
14

B
en

ze
n

e

T
o

lu
en

e

E
th

yl
b

en
ze

n
e

o
-X

yl
en

e

m
,p

-X
yl

en
es

M
T

B
E

C
O

 2

N
 2

O
 2

V
a
c
u

u
m

V
O

C

O
 2

C
O

 2

C
4
-C

5

C
6
-C

7

C
8
-C

1
0

C
1
1
-C

1
4

W
e
ll
 I
D

Notes

W
a
te

r 

C
o

n
te

n
t

S
o

il
 

T
e
m

p
e
ra

tu
re

(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90
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--12/16/09 20.9 0.08.0 39.6SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 20.9 0.06.0 0.3SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 20.9 0.09.4 52.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 20.9 0.017.7 57.8SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 20.9 0.110.7 13.1SV-21AMD Addendum No. 6 MRP implemented.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 20.9 0.011.6 24.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 20.9 0.611.5 29.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 20.4 0.211.1 31.6SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 20.9 0.011.2 8.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 20.8 0.19.5 25.3SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 20.8 0.24.8 19.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 20.9 0.17.8 64.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 20.9 0.07.6 128SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 20.9 0.23.0 74.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 20.9 0.08.5 127SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 20.9 0.05.4 70.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 20.9 0.16.5 42.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/13/10 20.9 0.010.1 52.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/27/10 18.0 --11.0 2,664SV-21AMD CO2 concentration not measured due to 

equipment malfunction.

-- --290 18 110 180 3.8 11 72 14 20 40 <0.050 -- -- -- 5.8 35 58 1.2

--11/10/10 17.1 3.711.4 2,051SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 17.5 4.011.4 495SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/10 17.5 3.410.3 332SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1401/05/11 20.9 0.126.8 103SV-21AMD -- --72 <0.50 0.71 65 2.4 <0.050 1.3 7.1 15 31 <0.050 -- -- -- ND 1.0 95 3.5

--01/19/11 20.2 0.019.3 407SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 20.8 0.019.9 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

Volatile Organic Compounds by GC/MS05/11/11 20.9 0.217.3 39.4SV-21AMD -- --1.8 <0.25 0.65 1.2 <1.1 <0.050 <0.050 <0.050 0.055 <0.050 <0.050 -- -- -- ND -- -- ND

--05/20/11 20.5 0.217.4 303SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/08/11 20.8 0.217.0 17.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/11 20.8 0.214.9 5.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-21AMD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.9 0.213.6 13.9SV-21AMD -- --39 <0.50 0.87 1.2 39 <0.050 0.082 0.082 0.23 0.31 <0.050 -- -- -- ND 2.1 2.9 95

--08/03/11 20.9 0.111.2 9.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.6 0.613.4 16.7SV-21AMD -- --<2.0 <0.50 0.55 0.51 <0.50 <0.050 <0.050 <0.050 <0.050 0.074 <0.050 -- -- -- ND 52 48 ND

--08/31/11 20.7 0.312.6 13.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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TO-1409/14/11 20.5 --10.8 16.2SV-21AMD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 0.71 0.62 <0.50 <0.050 <0.050 <0.050 0.091 0.10 <0.050 -- -- -- ND 53 47 ND

--10/07/11 20.5 0.413.8 29.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 19.9 0.612.4 8.4SV-21AMD -- --<2.0 <0.50 0.77 0.95 <0.50 <0.050 <0.050 <0.050 0.54 0.060 <0.050 -- -- -- ND 45 55 ND

--10/28/11 20.8 0.20.9 7.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 20.9 0.22.9 1.8SV-21AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 0.36 0.24 0.079 <0.050 0.11 0.44 -- -- -- ND ND ND ND

--11/22/11 -- ---- --SV-21AMD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 20.5 0.44.7 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.9 0.00.0 0.0SV-21AMD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.211.1 3.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-21AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.9 0.111.2 12.6SV-21AMD -- --2.5 <0.50 1.5 0.55 0.68 <0.050 <0.050 <0.050 <0.050 0.058 <0.050 -- -- -- ND 55 20 25

--02/20/12 20.9 0.012.8 59.3SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.6 0.10.2 7.9SV-21AMD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.9 0.010.6 0.0SV-21AMD -- --3.9 <0.50 1.3 <0.50 2.5 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND 34 ND 66

--04/05/12 20.8 0.29.4 7.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.8 0.012.2 8.9SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.8 0.211.4 4.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/16/12 20.9 0.110.2 22.1SV-21AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/31/12 20.9 0.09.1 35.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.09.6 6.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.08.9 20.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.9 0.09.2 25.7SV-21AMD -- --5.0 <0.50 3.1 1.8 <0.50 <0.050 <0.050 <0.050 0.22 <0.050 <0.050 -- -- -- ND 63 37 ND

--07/24/12 20.9 0.38.4 18.4SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.28.6 16.9SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.08.1 19.5SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.8 0.18.5 29.6SV-21AMD -- --5.0 1.2 <0.50 2.6 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- 32 ND 68 ND

--09/21/12 20.9 0.26.4 44.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 20.8 0.25.5 13.0SV-21AMD -- --4.0 <0.50 2.9 1.3 <0.50 <0.050 0.058 <0.050 0.26 <0.050 <0.050 -- -- -- ND 69 31 ND

--10/16/12 20.8 0.15.4 39.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.15.9 32.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.15.6 8.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-21AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.11.3 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--01/16/13 20.9 0.00.5 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.8 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.08.6 28.6SV-21AMD -- --<2.0 <0.50 1.7 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND 100 ND ND

--02/26/13 20.9 0.16.9 6.3SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.08.2 35.9SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.7 0.29.8 30.6SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.9 0.08.1 8.3SV-21AMD -- --<2.0 <0.50 <0.50 0.85 <0.50 <0.050 0.69 0.15 0.34 0.95 <0.050 -- -- -- ND ND 100 ND

--05/02/13 20.9 0.18.1 5.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.08.5 0.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.09.4 23.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.18.9 28.1SV-21AMD -- --4.3 <0.50 3.0 1.7 <0.50 0.093 <0.050 <0.050 0.43 <0.050 <0.050 -- -- -- ND 64 36 ND

--06/19/13 20.8 0.09.7 44.8SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.49.0 36.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.7 0.19.1 23.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 20.9 0.04.6 42.2SV-21AMD -- --3.3 <0.50 0.93 2.3 <0.50 0.095 0.50 0.23 2.8 0.18 <0.050 -- -- -- ND 29 71 ND

--08/15/13 20.9 0.02.7 1.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.06.5 3.0SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 2.25.9 79.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.7 0.16.5 33.1SV-21AMD -- --5.5 <0.50 3.9 1.7 <0.50 <0.050 <0.050 <0.050 0.075 <0.050 <0.050 -- -- -- ND 70 30 ND

TO-1409/24/13 20.7 0.16.5 33.1SV-21AMD-DU

P

-- --6.5 <0.50 4.7 2.4 <0.50 <0.050 <0.050 <0.050 0.11 <0.050 <0.050 -- -- -- ND 66 34 ND

--10/10/13 20.8 0.27.2 25.1SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.06.8 124SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.06.9 3.7SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/21/13 20.9 0.05.6 1.4SV-21AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--12/04/13 20.9 0.07.4 3.2SV-21AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/19/05 3.8 0.60.0 --SV-21AD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/02/05 -- --0.4 --SV-21AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/13/05 -- --0.1 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/27/05 20.9 0.00.3 0.0SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/05 -- --1.3 --SV-21AD Flameout. Water in probe-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/05 17.3 2.65.6 2,822SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/07/05 -- --32.5 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/05 20.7 0.110.7 86.0SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/23/05 -- --0.0 --SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/05 -- --0.0 --SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/20/06 20.9 0.00.0 60.3SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--02/22/06 -- --0.1 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/07/06 -- --0.1 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/06 -- --0.0 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/12/06 7.1 9.60.0 365,320SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/24/06 10.4 7.40.3 15,420SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/11/06 -- --0.5 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/06 9.7 8.81.2 28,000SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/12/06 -- --0.7 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/13/06 -- ---- --SV-21AD Plug fitting replaced with barbed PC 

valve

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/06 20.5 0.50.5 1,904SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/14/06 -- --5.0 --SV-21AD Unable to draw sample; EQ-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/06 -- --0.1 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/06 -- --8.4 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/14/06 -- ---- --SV-21AD PC valve replaced with 

compression-type nylon valve 

assembly

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/06 -- --1.3 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/06 17.4 3.10.7 0.0SV-21AD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/06 3.4 13.37.2 17,400SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/22/06 14.1 6.211.3 18,060SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/06 -- --15.2 5,400SV-21AD DIL1, CG-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/26/06 19.1 2.016.9 1,407SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/08/06 20.9 0.112.4 5.0SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/06 19.6 1.414.2 5,575SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/07/06 19.4 1.410.0 3,524SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/06 19.8 1.212.6 551SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/07 19.0 1.710.6 2,560SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/07 19.0 2.47.6 8,265SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/07 19.8 1.28.0 5,020SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/16/07 9.0 8.50.9 409SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/07 16.2 4.012.6 7.0SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/20/07 -- --8.1 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/04/07 -- --2.6 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/16/07 20.4 --13.0 667SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/07 -- --6.5 --SV-21AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/24/07 -- --0.6 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--06/07/07 -- --9.6 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/20/07 -- --0.3 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/07 -- --15.1 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/07 -- --3.1 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/02/07 -- --24.8 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/07 -- --26.1 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/31/07 -- --17.4 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/07 -- --25.7 --SV-21AD Difficult to draw sample (no sample)-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/07 -- --30.1 --SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/18/07 -- --28.9 --SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/01/07 6.6 11.820.6 23,400SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/07 19.2 2.228.8 6,624SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/07 8.8 12.427.0 23,280SV-21AD DIL1, Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/19/07 8.4 11.413.1 53,480SV-21AD DIL1, Very difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/08 6.1 13.65.1 76,060SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/23/08 2.1 17.85.2 45,100SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/30/08 4.9 13.87.7 52,600SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/21/08 14.2 4.59.8 1,274SV-21AD DIL1, Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/06/08 2.5 14.08.9 21,780SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/03/08 3.6 13.43.9 25,200SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/24/08 7.9 10.62.2 23,380SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/08/08 3.7 13.81.6 23,220SV-21AD DIL1, Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/14/08 5.5 10.80.5 21,820SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 9.6 6.61.7 9,606SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/08 5.9 10.01.9 24,720SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 3.8 11.41.7 1,496SV-21AD Very difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 5.1 14.815.7 33,656SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 6.1 10.415.5 16,970SV-21AD DIL1, Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 6.5 6.833.3 24,470SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/08 -- --45.8 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 -- --14.2 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 -- --18.2 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 -- --24.8 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 -- --12.8 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 5.1 9.513.0 9,652SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 4.8 9.614.0 16,240SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 15.9 3.624.2 5,010SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--12/29/08 15.2 10.014.2 815SV-21AD Dilution not indicated on field sheet.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 18.2 1.813.2 3,326SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 -- --13.7 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 9.8 8.511.3 745SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 12.5 5.412.3 519SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 20.9 0.211.0 649SV-21AD Summa canister not collected due to 

water in line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 -- --20.1 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 -- --29.2 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 -- --27.9 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 -- --69.7 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 -- --21.5 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 15.5 14.014.1 12,754SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 0.7 13.614.5 10,480SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 2.8 11.411.5 25,000SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 7.4 8.610.9 14,720SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 2.7 12.610.3 20,000SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 2.5 13.010.2 762SV-21AD No dilution indicated.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 -- --10.1 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 3.2 12.68.5 109,460SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 10.7 9.28.6 53,380SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 3.3 12.78.1 13,400SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 1.6 12.78.7 16,900SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 4.9 6.77.6 18,388SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 3.4 10.87.9 21,480SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 0.9 14.48.3 14,640SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 6.8 9.47.9 53,740SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 1.9 12.66.2 1,695SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 2.9 12.58.9 6,310SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 6.1 10.317.4 16,372SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 9.4 9.610.4 6,272SV-21AD Addendum No. 6 MRP implemented.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 4.2 9.811.7 28,520SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 4.0 17.711.7 837SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 2.4 11.310.4 14,860SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 -- --11.1 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 5.0 10.310.1 22,400SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 10.2 6.41.1 22,140SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--07/13/10 9.0 7.77.6 27,040SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 4.3 11.07.4 13,318SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 7.7 7.63.6 423SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 5.2 9.38.0 1,365SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 -- --5.4 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 15.7 3.60.0 6,656SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/13/10 -- --10.3 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/27/10 5.4 --10.9 818SV-21AD CO2 concentration not measured due to 

equipment malfunction.

-- --2,500 180 880 1,600 11 120 470 170 180 470 9.7 -- -- -- 6.7 33 60 <1

--11/10/10 -- --11.0 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 1.6 14.410.9 7,044SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/10 8.3 8.110.1 1,438SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1401/05/11 1.8 11.525.8 322SV-21AD DIL1-- --1,200 98 520 710 3.6 57 280 73 64 180 <0.050 -- -- -- 7.4 39 53 <1

--01/19/11 -- --18.8 4,502SV-21AD DIL1 Oxygen and carbon dioxide 

readings not recorded.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 8.5 7.020.0 0.0SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

Volatile Organic Compounds by GC/MS05/11/11 5.2 2.217.0 22,683SV-21AD DIL2, TPH by FID concentration above 

FID calibration range.

-- --910 <130 510 400 <590 6.5 54 22 24 71 <2.1 -- -- -- ND -- -- ND

Volatile Organic Compounds by GC/MS05/20/11 3.7 11.217.2 89,480SV-21AD DIL1 TPH by FID concentration above 

FID calibration range.

-- --4,900 <400 3,500 1,400 <1,700 66 350 120 110 340 <6.3 -- -- -- ND -- -- ND

--06/08/11 -- --37.6 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/11 -- --14.6 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-21AD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/11 -- --13.6 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/11 2.3 8.12.4 7,198SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 3.4 14.413.2 148SV-21AD Difficult to draw sample.-- --370 52 160 160 1.1 26 87 34 31 68 5.2 -- -- -- 14 43 43 <1

--08/31/11 2.7 13.512.6 1,866SV-21AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/14/11 -- --10.6 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/07/11 4.6 12.511.4 2,846SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 1.4 14.511.8 12,400SV-21AD DIL1 Difficult to draw sample.-- --400 57 190 220 3.5 18 60 44 46 59 5.7 -- -- -- 12 40 47 <1

--10/28/11 10.9 5.21.1 359SV-21AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 -- --2.9 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-21AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 1.5 12.54.8 546SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 5.3 9.20.0 3,930SV-21AD DIL1 SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--01/05/12 3.5 11.910.9 11,922SV-21AD DIL1 Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-21AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 -- --10.8 --SV-21AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.9 0.06.9 19.3SV-21AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 10.4 1.80.2 2,600SV-21AD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 4.8 5.810.3 204SV-21AD DIL2-- --200 5.8 140 75 1.0 3.7 60 8.6 7.3 22 0.74 -- -- -- 2.6 63 34 <1

--04/05/12 6.3 8.99.1 88.0SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 4.4 11.112.1 17.0SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 3.8 13.311.3 148SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/16/12 2.8 13.99.9 850SV-21AD DIL1-- --270 2.7 100 210 4.0 2.7 100 35 58 160 0.13 -- -- -- <1 32 66 1.3

--05/31/12 7.0 11.29.8 360SV-21AD DIL2-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 8.6 6.49.3 219SV-21AD DIL2-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 13.2 5.78.8 1,714SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 4.8 11.59.0 566SV-21AD DIL2-- --140 1.6 66 83 0.74 2.3 39 12 15 33 0.063 -- -- -- 1.1 44 55 <1

--07/24/12 12.1 3.88.2 1,600SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 10.2 7.18.4 1,320SV-21AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 7.2 10.28.3 464SV-21AD DIL2-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 9.8 8.08.3 1,520SV-21AD Dilution not performed.-- --210 45 7.4 210 3.1 3.1 53 16 22 46 <0.050 -- -- -- 17 2.8 79 1.2

--09/21/12 10.1 8.36.2 2,871SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 9.0 7.35.7 988SV-21AD DIL1-- --120 1.2 48 76 0.82 4.7 82 22 30 68 <0.050 -- -- -- <1 38 60 <1

--10/16/12 11.2 6.55.3 21.1SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 13.6 4.85.7 1,665SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 14.5 4.65.8 520SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-21AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 6.7 10.61.4 728SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 8.1 9.10.6 5,300SV-21AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 13.0 6.78.9 1,764SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 18.1 2.18.4 644SV-21AD -- --78 <0.50 37 55 0.52 2.4 55 15 18 41 <0.050 -- -- -- ND 40 59 <1

--02/26/13 18.0 2.36.7 828SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 18.2 1.78.7 5.4SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 17.9 2.39.8 57.8SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 17.5 2.28.0 646SV-21AD -- --53 0.60 28 36 <0.50 1.1 31 6.6 8.5 22 <0.050 -- -- -- <1 43 56 ND

--05/02/13 17.4 0.58.2 92.8SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 17.7 2.18.3 700SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 19.4 1.39.2 589SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
TO-1406/05/13 19.0 1.18.6 473SV-21AD -- --91 <0.50 28 78 1.6 1.3 53 22 30 65 <0.050 -- -- -- ND 26 72 1.5

--06/19/13 9.1 0.89.4 42.4SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 18.4 1.38.7 503SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 18.8 1.19.0 511SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 20.9 0.04.7 9.7SV-21AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.078 <0.050 0.077 <0.050 <0.050 -- -- -- ND ND ND ND

--08/15/13 16.7 1.14.5 3.8SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 17.2 1.86.6 50.7SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 17.1 0.06.1 2.9SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 19.4 0.96.7 225SV-21AD -- --57 0.65 30 42 0.65 0.96 52 9.8 11 31 <0.050 -- -- -- <1 41 57 <1

--10/10/13 20.2 0.57.0 140SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.1 0.56.7 0.0SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.16.6 93.4SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/21/13 19.4 0.85.5 240SV-21AD -- --44 <0.50 26 28 <0.50 0.65 29 4.4 7.7 18 <0.050 -- -- -- ND 48 52 ND

TO-1411/21/13 19.4 0.85.5 240SV-21AD-DUP -- --99 <0.50 40 82 0.93 0.73 70 20 29 73 <0.050 -- -- -- ND 33 67 <1

--12/04/13 19.1 1.17.2 501SV-21AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.9 0.09.5 0.0SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--07/24/12 20.9 0.29.1 8.4SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.09.4 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.09.0 8.3SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.8 0.08.7 2.9SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 0.51 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--09/21/12 20.9 0.16.7 1.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 20.8 0.16.1 2.5SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 1.6 <0.050 0.17 <0.050 0.060 0.18 <0.050 -- -- -- ND ND ND 100

--10/16/12 20.6 0.25.8 9.5SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.06.1 3.3SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.25.7 2.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-21AD-R Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.31.3 7.1SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.20.6 14.9SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.7 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.09.1 5.8SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1402/13/13 20.9 0.09.1 5.8SV-21AD-R-D

UP

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--02/26/13 20.9 0.07.2 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.08.0 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.7 0.110.2 6.2SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.6 0.08.4 4.7SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND
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Historical Soil Vapor Monitoring Field Data and Analytical Results
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--05/02/13 20.9 0.18.4 17.4SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.09.0 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.09.9 29.4SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.7 0.09.4 22.9SV-21AD-R -- --<2.0 <0.50 <0.50 1.4 <0.50 <0.050 0.54 0.32 0.72 1.6 <0.050 -- -- -- ND ND 100 ND

--06/19/13 20.8 0.010.1 3.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.09.5 15.8SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.09.5 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 20.9 0.04.7 7.9SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/15/13 20.9 0.04.5 3.2SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.06.3 2.7SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.05.7 2.9SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.9 0.17.1 2.7SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.054 <0.050 -- -- -- ND ND ND ND

--10/10/13 20.6 0.07.6 4.1SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.2 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.07.1 0.0SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/21/13 20.9 0.05.8 0.0SV-21AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--12/04/13 20.9 0.012.7 0.3SV-21AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/12 20.9 0.06.5 --SV-22AS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/19/05 19.9 0.30.6 75.6SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/02/05 20.5 0.20.7 82.2SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/13/05 18.2 1.00.7 34.3SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/27/05 20.9 0.00.1 0.5SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/05 16.1 4.10.8 361SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/05 15.3 4.50.5 232SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/07/05 14.5 6.30.7 349SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/05 16.8 2.80.9 177SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/23/05 -- --0.4 --SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/05 19.4 1.70.9 41.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/20/06 20.9 0.00.9 16.2SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/06 19.6 1.00.3 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/06 20.4 0.40.5 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/07/06 19.2 1.00.5 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/06 20.8 0.40.7 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/12/06 20.1 0.60.0 5.7SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/24/06 20.5 0.60.7 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/11/06 20.4 0.30.9 87.2SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--05/22/06 20.6 0.41.3 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/12/06 20.2 0.80.7 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/13/06 -- ---- --SV-22AMS Plug fitting replaced with barbed PC 

valve

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/06 20.5 0.00.6 4.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/06 20.6 0.00.5 2.6SV-22AMS EQ-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/06 13.2 3.30.6 2.0SV-22AMS Probe cracked at valve-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/14/06 -- ---- --SV-22AMS PC valve replaced with 

compression-type nylon valve 

assembly

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/06 16.3 0.80.3 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/06 18.0 1.60.3 --SV-22AMS SCH1, FID not working correctly.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/06 20.2 0.60.2 1.4SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/22/06 20.0 0.60.3 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/06 -- --0.1 0.0SV-22AMS CG-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/26/06 20.9 0.05.6 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/08/06 20.9 0.01.2 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/06 20.9 0.12.2 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/07/06 20.8 0.01.4 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/06 20.9 0.01.8 2.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/07 20.8 0.21.6 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/07 20.9 0.01.0 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/07 20.4 0.00.9 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/16/07 20.9 0.00.9 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/07 20.4 0.21.8 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/20/07 20.9 0.12.1 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/04/07 20.8 0.02.4 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/16/07 20.9 0.02.1 1.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/07 20.9 0.02.1 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/24/07 20.9 0.00.3 2.1SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/07 20.9 0.01.9 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/20/07 20.9 0.01.8 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/07 20.9 0.20.7 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/07 20.5 0.22.2 --SV-22AMS VOC measurement unavailable due to 

equipment failure.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/02/07 20.9 0.02.2 0.7SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/07 20.5 0.62.6 3.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--08/31/07 20.8 0.22.3 1.2SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/07 20.4 0.12.2 1.8SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/07 20.9 0.05.9 0.8SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/18/07 20.8 0.15.4 1.4SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/01/07 20.9 0.24.4 4.3SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/07 20.9 0.13.8 1.3SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/07 20.2 0.04.4 1.1SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/19/07 20.9 0.03.5 8.6SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/08 20.9 0.03.3 1.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/23/08 20.5 0.04.7 0.2SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/30/08 20.8 0.05.6 0.0SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/21/08 20.9 0.06.3 21.6SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/06/08 20.9 0.06.2 0.2SV-22AMS -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/03/08 -- ---- --SV-22AMS Probe damaged during construction. 

Unable to repair.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/19/05 -- --0.0 --SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/02/05 -- --0.9 --SV-22AMD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/13/05 14.7 0.80.3 1,071SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/27/05 10.0 1.60.1 --SV-22AMD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/05 7.9 1.20.8 --SV-22AMD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/05 5.2 2.60.2 --SV-22AMD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/07/05 3.1 5.20.2 --SV-22AMD VOC concentrations reached 847 

before flameout

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/05 19.3 0.60.6 1,522SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/23/05 -- --0.1 --SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/05 12.1 4.70.4 --SV-22AMD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/20/06 20.9 0.20.1 361SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/06 20.5 0.60.1 1,524SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/06 19.6 0.30.5 737SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/07/06 17.1 1.40.1 1,760SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/06 14.9 2.60.1 135,230SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/12/06 13.6 3.20.0 11.8SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/24/06 20.2 1.60.1 609SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/11/06 16.3 2.20.5 2,530SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/06 20.1 1.20.2 604SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/12/06 20.1 0.40.0 463SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--06/13/06 -- ---- --SV-22AMD Plug fitting replaced with barbed PC 

valve

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/06 20.3 0.00.0 365SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/14/06 14.5 1.45.6 2,120SV-22AMD DIL1, EQ-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/06 19.5 1.20.9 971SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/06 -- --0.3 --SV-22AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/14/06 -- ---- --SV-22AMD PC valve replaced with 

compression-type nylon valve 

assembly

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/06 -- --0.3 --SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/06 12.4 2.80.3 --SV-22AMD SCH1, FID not working correctly.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/06 15.4 4.90.2 1,520SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/22/06 12.4 6.20.7 4,440SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/06 -- --0.1 1,680SV-22AMD DIL1, CG-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/26/06 13.8 5.75.7 1,720SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/08/06 19.3 1.01.3 678SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/06 17.7 2.32.2 483SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/07/06 19.0 0.81.5 383SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/06 19.7 0.81.8 401SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/07 18.9 1.01.8 386SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/07 19.2 0.81.1 213SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/07 18.0 1.60.9 659SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/16/07 8.5 5.40.9 1.0SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/07 6.9 7.62.0 91.0SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/20/07 14.4 4.42.1 4.0SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/04/07 15.1 3.42.4 760SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/16/07 19.0 1.12.3 354SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/07 14.4 4.62.2 180SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/24/07 15.9 2.80.3 1,090SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/07 16.3 2.81.8 1,760SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/20/07 15.0 4.01.6 1,200SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/07 14.7 4.10.0 1,020SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/07 14.5 4.72.0 --SV-22AMD VOC measurement unavailable due to 

equipment failure.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/02/07 15.3 4.42.2 790SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/07 18.1 2.82.5 120SV-22AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/31/07 17.1 2.61.8 803SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--09/12/07 14.8 3.72.2 26.3SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/07 19.9 1.06.2 111SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/18/07 19.8 1.05.5 106SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/01/07 20.1 1.64.5 159SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/07 20.9 0.64.0 22.3SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/07 18.5 1.24.4 37.9SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/19/07 19.5 1.23.9 60.3SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/08 19.4 1.13.4 134SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/23/08 18.3 1.44.8 74.6SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/30/08 19.1 1.05.7 57.1SV-22AMD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/21/08 19.2 1.26.4 67.9SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/06/08 19.1 1.86.3 77.3SV-22AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/03/08 -- ---- --SV-22AMD Probe damaged during construction. 

Unable to repair.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 -- --2.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-22AMD-R Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/11 -- --2.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/11 -- --2.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/17/11 -- --5.8 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/31/11 -- --2.5 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/14/11 -- --5.6 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/07/11 20.9 0.00.0 0.1SV-22AMD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/21/11 -- --10.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 -- --3.0 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 -- ---- --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 -- ---- --SV-22AMD-R Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 -- --2.3 --SV-22AMD-R SVE system shut down. Unable to draw 

sample.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 -- --0.5 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-22AMD-R Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 -- --0.1 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 -- --0.1 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 -- --0.3 --SV-22AMD-R SVETS No. 1 shut down. Unable to 

draw sample.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--03/22/12 -- --0.0 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.9 0.08.0 0.0SV-22AMD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 -- --11.1 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 -- --9.5 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 -- --8.0 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 -- --7.5 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 -- --6.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 -- --1.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 -- --0.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 -- ---- --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 -- --0.0 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 -- --0.1 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 -- --0.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 -- ---- --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 -- --0.8 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 -- --0.7 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 -- --1.5 --SV-22AMD-R Unable to draw sample..-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 -- --1.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-22AMD-R Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 -- --1.5 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 -- --0.7 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 -- --0.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 -- --0.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 -- --0.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- --0.1 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- --1.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 -- --1.7 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 -- --5.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- --5.2 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 -- --2.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 -- --0.9 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 -- --3.1 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 -- --3.6 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- --1.9 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 -- --0.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--08/29/13 -- --0.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 -- --0.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 -- --0.3 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 -- --0.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 -- --2.4 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 -- --1.9 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 -- --2.0 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 -- --1.5 --SV-22AMD-R Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/19/05 5.5 0.80.0 --SV-22AD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/02/05 -- --0.2 --SV-22AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/13/05 20.4 0.20.5 201SV-22AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/27/05 -- --0.9 --SV-22AD Difficult to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/05 11.5 2.20.3 --SV-22AD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/05 10.5 3.40.7 --SV-22AD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/07/05 11.0 3.80.3 --SV-22AD VOC concentrations reached 1400 

before flameout.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/05 8.4 0.50.7 --SV-22AD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/23/05 -- --0.3 --SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/05 16.0 4.00.7 --SV-22AD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/20/06 4.0 10.50.3 --SV-22AD Flameout.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/08/06 6.9 9.60.0 63,500SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/06 13.8 3.00.0 2,500SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/07/06 13.6 5.80.5 5,160SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/06 5.2 11.40.1 11,240SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/12/06 17.0 2.40.1 9,962SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/24/06 15.4 5.40.7 4,060SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/11/06 6.3 14.60.7 12,640SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/06 4.3 15.41.3 20,000SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/12/06 12.7 7.20.6 16,840SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/13/06 -- ---- --SV-22AD Plug fitting replaced with barbed PC 

valve

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/06 13.6 2.40.5 1,920SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/14/06 11.9 2.20.9 1,840SV-22AD DIL1, EQ-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/06 10.4 32.10.2 1,920SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/06 -2.9 7.60.7 8,640SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--08/14/06 -- ---- --SV-22AD PC valve replaced with 

compression-type nylon valve 

assembly

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/06 3.6 3.60.3 1,440SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/06 2.4 9.40.3 --SV-22AD FID not working correctly-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/06 13.3 7.20.2 2,040SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/22/06 3.7 14.10.4 35,520SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/06 -- --0.1 28,200SV-22AD DIL1, CG-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/26/06 13.7 6.25.9 20,620SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/08/06 14.5 4.41.3 3,700SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/06 19.2 1.82.4 10,481SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/07/06 15.4 3.71.6 6,900SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/06 15.1 4.61.9 11,940SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/07 16.5 4.11.8 384SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/07 12.5 6.71.2 434SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/07 14.8 4.91.2 144SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/16/07 11.3 5.41.0 2.0SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/07 13.1 5.22.1 203SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/20/07 15.6 5.62.2 13.0SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/04/07 15.7 4.42.5 6,700SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/16/07 18.1 2.22.1 5,204SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/07 15.0 4.62.2 1,880SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/24/07 18.5 1.70.3 2,523SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/07 14.6 4.81.8 8,460SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/20/07 14.7 4.81.7 8,760SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/07 15.0 4.61.1 4,880SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/07 14.5 4.82.2 --SV-22AD VOC measurement unavailable due to 

equipment failure.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/02/07 15.3 4.62.2 1,206SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/07 16.1 5.12.5 606SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/31/07 14.8 4.91.8 3,812SV-22AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/12/07 14.7 4.82.2 169SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/07 20.0 0.86.3 3,110SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/18/07 19.7 1.05.7 38.6SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/01/07 19.9 1.44.5 2,127SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/07 20.2 1.04.2 1,623SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/07 18.5 1.34.8 1,607SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--12/19/07 19.8 0.83.9 1,006SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/08 19.6 0.93.6 1,615SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/23/08 18.7 1.25.0 1,534SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/30/08 19.5 0.95.9 832SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/21/08 19.7 1.06.5 1,280SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/06/08 20.1 1.27.8 1,063SV-22AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/03/08 -- ---- --SV-22AD Probe damaged during construction. 

Unable to repair.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.8 0.214.5 3.3SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-22AD-R Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.9 0.014.0 4.1SV-22AD-R -- --<2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--08/03/11 20.9 0.012.2 8.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.9 0.013.9 1.2SV-22AD-R -- --<2.0 <0.50 <0.50 <0.50 0.50 <0.050 0.061 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--08/31/11 20.7 0.213.5 8.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 20.9 --12.1 2.4SV-22AD-R CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 20.9 0.115.0 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.8 0.214.4 0.0SV-22AD-R -- --<2.0 <0.50 <0.50 <0.50 0.54 <0.050 <0.050 <0.050 <0.050 0.11 <0.050 -- -- -- ND ND ND 100

--10/28/11 20.9 0.10.8 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 20.9 0.14.5 3.6SV-22AD-R -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--12/08/11 -- ---- --SV-22AD-R Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.8 0.00.0 0.0SV-22AD-R SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.210.4 4.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-22AD-R Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.010.1 3.4SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.9 0.011.9 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.6 0.012.6 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.010.1 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.9 0.09.2 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.011.8 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.8 0.011.2 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 20.9 0.110.3 22.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.09.0 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.09.1 6.5SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--07/03/12 20.9 0.08.7 2.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.9 0.09.0 0.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 0.28.3 6.4SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.08.3 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.08.1 0.4SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.9 0.07.9 2.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.16.7 1.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.05.6 2.5SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.04.9 4.9SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.02.9 1.2SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.06.7 1.6SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-22AD-R Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.01.0 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.01.1 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.010.2 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.1 3.4SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.03.8 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.04.2 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.09.1 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.6 0.08.0 21.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.07.8 1.8SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.07.7 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.08.6 2.2SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.08.0 1.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.09.2 3.2SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.08.7 0.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.08.8 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.06.3 6.6SV-22AD-R Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.06.1 3.3SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.47.7 5.6SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.07.3 2.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.13.2 2.7SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.03.3 0.3SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.2 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.06.6 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.06.1 1.1SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--12/04/13 20.9 0.06.8 0.0SV-22AD-R -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/08 20.7 0.11.8 2.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 20.3 0.61.4 2.1SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 20.9 0.017.4 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 20.9 0.020.6 10.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 20.9 0.08.4 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 20.9 0.012.5 7.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 20.9 0.013.7 33.5SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 20.9 0.012.8 6.7SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 20.9 0.119.1 1.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 20.8 0.012.5 4.5SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 20.9 0.013.0 38.8SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 13.0 7.418.3 110SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 11.8 9.220.5 30.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 19.0 1.814.1 4.6SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 20.8 0.012.9 43.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 10.0 7.019.5 2,302SV-36AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 4.1 11.416.2 256SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 2.1 13.817.8 323SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 14.5 5.013.3 170SV-36AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 8.6 8.819.7 9,640SV-36AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 19.9 1.018.5 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/08/09 8.4 9.615.8 0.0SV-36AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 0.0 16.415.2 3,060SV-36AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 1.8 14.816.0 1,360SV-36AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 -- ---- --SV-36AMD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 11.9 4.613.2 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 16.0 3.612.5 0.0SV-36AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 19.3 1.212.6 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 19.3 1.212.4 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/26/09 16.0 3.013.0 38.0SV-36AMD Field dilution not performed.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 19.5 1.19.3 4.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/25/09 19.9 0.45.4 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 16.4 3.78.1 35.1SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 19.0 1.27.9 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 20.4 0.99.1 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 18.4 2.17.9 4.8SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--11/30/09 17.4 3.88.6 1.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 16.8 3.67.7 13.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 16.8 2.61.9 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 16.6 3.412.2 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 18.9 1.918.7 1.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/12/10 13.5 6.833.3 12.3SV-36AMD MRP updated to Addendum 6 of the 

CAO.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 20.2 0.84.7 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 12.0 5.86.5 18.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 17.1 3.99.8 9.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 14.7 5.015.2 1.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 -- ---- --SV-36AMD Probe inaccessible due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 -- ---- --SV-36AMD Probe not monitored.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 15.3 4.98.0 0.0SV-36AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 15.9 5.48.4 13.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 20.1 0.80.9 4.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 17.2 3.26.8 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/17/10 19.1 2.08.2 1.7SV-36AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--09/28/10 20.1 1.64.9 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/13/10 19.8 0.85.7 1.9SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/27/10 -- ---- --SV-36AMD Probe inaccessible due to landscaping 

work.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/10/10 20.4 0.76.4 0.8SV-36AMD -- --<2.0 <0.50 <0.50 <0.50 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--11/22/10 20.5 0.46.5 15.8SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/10 20.4 0.44.4 17.8SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/11 20.8 0.06.8 2.5SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 20.9 0.04.6 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 20.9 0.05.4 11.8SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.9 0.05.3 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.05.2 18.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.25.5 10.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.8 0.04.3 1.5SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-36AMD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.9 0.04.5 4.1SV-36AMD -- --<2.0 <0.50 <0.50 <0.50 0.53 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--08/03/11 20.9 0.03.6 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90
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TO-1408/17/11 20.9 0.04.3 1.2SV-36AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/31/11 20.7 0.24.4 1.6SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 20.9 --1.1 2.4SV-36AMD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 20.9 0.01.7 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.9 0.21.8 0.0SV-36AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/28/11 20.9 0.00.9 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/10/11 -- ---- --SV-36AMD -- --<2.0 <0.50 <0.50 0.50 0.65 <0.050 <0.050 <0.050 0.085 0.073 <0.050 -- -- -- ND ND 43 57

--11/11/11 20.9 0.01.3 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-36AMD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 20.9 0.00.8 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.9 0.00.9 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.03.9 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-36AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.03.4 4.9SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.9 0.06.7 2.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.07.1 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.04.7 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.9 0.04.3 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.07.0 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.06.5 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 20.9 0.26.2 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.05.4 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.05.9 2.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.05.5 4.7SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.9 0.05.4 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 0.05.0 1.8SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.15.2 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.04.6 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.9 0.05.1 8.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.04.4 1.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.03.8 2.6SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.03.8 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.9 3.1SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.04.2 2.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%)(ppmv)(ppmv) (%) (°F)
--11/30/12 -- ---- --SV-36AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.02.0 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.01.8 1.9SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.05.2 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.5 6.6SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.5 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- ---- --SV-36AMD Unable to draw sample due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.8 0.14.3 5.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-36AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.05.9 10.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.05.9 3.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.05.5 2.2SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.05.8 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 -- ---- --SV-36AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.05.0 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.05.0 4.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.03.9 2.4SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.3 2.1SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.03.6 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.03.6 0.3SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.03.3 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.03.7 0.0SV-36AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/08 16.9 1.81.5 6.6SV-36AD 30.2 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 12.7 4.21.4 0.0SV-36AD 30.2 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 20.8 0.018.7 0.0SV-36AD 29.6 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 19.3 1.220.7 513SV-36AD 27.1 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--09/04/08 19.9 0.48.5 0.0SV-36AD 20.3 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 20.9 0.012.4 2.7SV-36AD 11.6 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 20.9 0.014.1 23.2SV-36AD 7.9 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 20.9 0.213.3 11.0SV-36AD 4.7 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 20.2 0.519.2 436SV-36AD 8.4 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 20.8 0.112.6 5.0SV-36AD 12.2 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 20.9 0.413.5 207SV-36AD 9.8 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 9.8 9.419.6 91.2SV-36AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 18.9 2.020.4 89.7SV-36AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 17.4 3.014.2 354SV-36AD SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 16.1 0.013.3 1,528SV-36AD DIL1, SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 2.3 12.617.2 4,214SV-36AD DIL1, SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 4.3 11.416.5 135SV-36AD SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 1.5 14.217.8 274SV-36AD Soil moisture instrument damaged.-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 9.1 9.312.8 1,284SV-36AD DIL1, SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 5.6 11.216.9 9,920SV-36AD DIL1, SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 20.9 0.014.7 0.0SV-36AD 2.1 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/08/09 2.8 12.415.9 2,860SV-36AD DIL110.3 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 20.9 0.015.2 0.0SV-36AD 7.2 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 1.4 15.115.6 1,254SV-36AD DIL17.4 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 -- ---- --SV-36AD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 3.8 12.612.3 0.3SV-36AD 31.6 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 10.2 7.412.5 0.0SV-36AD Field dilution not indicated.25.9 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 16.5 3.013.2 36.1SV-36AD Field dilution not performed.21.7 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 17.4 2.412.4 49.9SV-36AD 24.0 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/26/09 12.5 5.213.0 117SV-36AD Field dilution not performed.23.1 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 17.8 2.69.3 154SV-36AD DIL121.7 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/25/09 20.2 0.35.5 0.0SV-36AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 12.3 6.98.1 156SV-36AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 17.8 2.28.0 9.5SV-36AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 19.8 1.19.2 0.0SV-36AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 17.7 2.87.9 7.0SV-36AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 13.2 5.58.8 5.1SV-36AD SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 15.9 4.07.8 14.5SV-36AD Soil moisture probe reading out of 

range.

-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 14.1 4.64.8 4.1SV-36AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 16.2 4.212.0 20.2SV-36AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--01/26/10 18.0 2.618.8 32.2SV-36AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/12/10 7.0 11.014.0 30.0SV-36AD DIL1 SMP1. MRP updated to Addendum 

6 of the CAO.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 19.3 2.03.9 0.0SV-36AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 8.1 7.88.7 0.0SV-36AD DIL1 , SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 16.0 4.511.2 14.1SV-36AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 17.1 2.615.8 2.0SV-36AD Soil moisture reading not collected due 

to equipment malfunction.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 -- ---- --SV-36AD Probe inaccessible due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 -- ---- --SV-36AD Probe not monitored.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 16.2 4.07.9 0.0SV-36AD Soil moisture probe not monitored due 

to equipment failure.

-- 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 16.2 4.18.3 6.0SV-36AD Soil moisture and temperature probe 

readings not collected.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 17.0 4.20.9 4.2SV-36AD Soil moisture readings not collected due 

to equipment malfunction.

-- 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 13.0 5.96.8 0.0SV-36AD Unable to access soil temperature 

reading wellbox.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/17/10 17.9 3.28.2 2.8SV-36AD Soil moisture and temperature probe 

measuremetns discontinued due to 

damage to the in-situ sensor.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--09/28/10 18.3 2.74.9 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/13/10 19.0 1.55.7 1.2SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/27/10 -- ---- --SV-36AD Probe inaccessible due to landscaping 

work.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/10/10 20.4 0.86.5 1.1SV-36AD -- --<2.0 <0.50 <0.50 <0.50 0.68 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--11/22/10 20.9 0.06.3 20.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/10 20.9 0.23.9 17.6SV-36AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/11 -- ---- --SV-36AD Unable to draw sample due to damage 

to probe.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 20.9 0.04.7 2.1SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 20.9 0.05.6 17.2SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.9 0.05.4 0.2SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.05.3 18.4SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.25.5 3.9SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.04.5 1.7SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--07/07/11 -- ---- --SV-36AD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.9 0.04.6 4.2SV-36AD -- --<2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--08/03/11 20.9 0.03.8 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.9 0.04.4 1.0SV-36AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/31/11 20.7 0.24.6 1.8SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 20.9 --1.4 2.6SV-36AD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 20.9 0.02.2 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.9 0.22.3 0.0SV-36AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/28/11 20.9 0.01.0 0.4SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/10/11 -- ---- --SV-36AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--11/11/11 20.9 0.01.8 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-36AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 20.9 0.01.0 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.8 0.01.1 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.03.3 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-36AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.03.9 5.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.9 0.07.1 3.4SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.07.5 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.04.9 1.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.9 0.04.6 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.07.4 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.06.6 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 20.9 0.26.5 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.05.7 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.06.2 2.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.05.9 3.4SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.9 0.05.7 0.1SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.8 0.05.3 1.7SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.05.6 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.04.9 0.1SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.9 0.05.5 8.5SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.04.7 3.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

122013BRS Page 29 of 96



Table G.ii

Historical Soil Vapor Monitoring Field Data and Analytical Results

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

S
a
m

p
le

D
a
te

A
n

a
ly

ti
c
a
l

M
e
th

o
d

T
o

ta
l V

O
C

C
4-

C
5

C
6-

C
7

C
8-

C
10

C
11

-C
14

B
en

ze
n

e

T
o

lu
en

e

E
th

yl
b

en
ze

n
e

o
-X

yl
en

e

m
,p

-X
yl

en
es

M
T

B
E

C
O

 2

N
 2

O
 2

V
a
c
u

u
m

V
O

C

O
 2

C
O

 2

C
4
-C

5

C
6
-C

7

C
8
-C

1
0

C
1
1
-C

1
4

W
e
ll
 I
D

Notes

W
a
te

r 

C
o

n
te

n
t

S
o

il
 

T
e
m

p
e
ra

tu
re

(%Total)(%)(%)(ppmv)(in. wc)
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--10/04/12 20.9 0.04.1 2.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.04.1 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.04.2 3.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.04.5 1.9SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-36AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.02.0 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.02.2 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.0 0.05.5 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.7 5.7SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.8 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- ---- --SV-36AD Unable to draw sample due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.04.6 4.7SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-36AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.06.3 9.7SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.06.2 3.1SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.05.8 3.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.06.1 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 -- ---- --SV-36AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.05.3 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.05.3 1.5SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.04.1 2.2SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.6 1.3SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.03.7 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.03.9 0.2SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.03.5 0.0SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.01.9 0.5SV-36AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--06/06/08 -- --17.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 -- --39.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 -- --36.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 -- --122.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 -- --80.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 -- --0.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 -- --53.9 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 -- --24.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 -- --147.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 -- --127.4 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 20.9 0.0112.0 201SV-52AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 -- --36.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 -- --1.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 20.9 0.00.0 0.6SV-52AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 -- --0.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 -- --1.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 20.9 0.01.0 36.0SV-52AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 -- --0.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 -- ---- --SV-52AMD Unable to draw sample. Vacuum 

reading not collected due to equipment 

failure.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 -- --6.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 -- ---- --SV-52AMD Unable to draw sample. Vacuum 

reading not collected due to equipment 

failure.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 -- --92.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 -- --41.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 -- --53.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 -- ---- --SV-52AMD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 -- --28.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 -- --62.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 -- --27.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 -- --34.3 --SV-52AMD Unable tod raw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 -- --81.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 -- --14.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 -- --32.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 -- --50.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--10/20/09 -- --52.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 -- --0.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 -- --55.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 -- --79.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 -- --63.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 -- --77.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 -- --70.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 -- --158.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 -- --0.5 --SV-52AMD Unable to draw sample. Addendum No. 

6 MRP implemented.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 -- --1.0 --SV-52AMD Unable to draw sample. Pressure test 

performed on 2/19/2010.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 -- --6.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 -- --63.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 -- --88.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 -- ---- --SV-52AMD Monitoring discontinued due to repeated 

inability to draw sample.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 -- ---- --SV-52AMD Probe inaccessible due to construction.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 -- --28.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 -- --8.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 -- --17.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 -- --10.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-52AMD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/11 -- --34.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/11 -- ---- --SV-52AMD Unable to access well.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/17/11 20.9 0.04.3 1.2SV-52AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/31/11 -- --9.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/14/11 -- --62.9 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/07/11 -- --26.4 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/21/11 -- --56.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 -- --10.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 -- --52.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-52AMD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 -- --53.4 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--12/21/11 -- --53.0 --SV-52AMD SVE system shut down. Unable to draw 

sample.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 -- --8.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-52AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 -- --0.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 -- --5.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 -- --0.0 --SV-52AMD SVETS No. 1 shut down. Unable to 

draw sample.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 19.2 0.20.5 0.0SV-52AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 -- --122.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 -- --80.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 -- --42.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 -- --44.4 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 -- --10.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 -- --19.9 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 -- --19.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 -- --14.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 -- ---- --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 -- --12.9 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 -- --39.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 -- --12.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 -- --106.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 -- --33.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 -- --39.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 -- --50.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 -- --68.4 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-52AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 -- --6.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 -- --73.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 -- --32.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 -- --37.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 -- --34.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- --4.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- --33.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- --55.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--05/02/13 -- --56.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 -- --55.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- --2.9 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 -- --34.7 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 -- --5.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 -- --11.8 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 -- --27.1 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- --23.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.8 0.00.4 13.2SV-52AMD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 -- --0.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.01.0 0.4SV-52AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 -- --1.5 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 -- --0.4 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 -- --95.6 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 -- --29.3 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 -- --37.0 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 -- --37.2 --SV-52AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 16.8 1.01.1 20.0SV-52AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 7.4 4.20.5 0.7SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 -- --17.8 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 12.8 4.820.4 236SV-52AD DIL1, Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 14.1 3.614.3 238SV-52AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 15.6 6.08.3 526SV-52AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 12.0 4.218.0 206SV-52AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 15.0 3.813.9 370SV-52AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 15.7 3.318.8 258SV-52AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 18.2 2.213.8 59.5SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 19.7 1.212.5 81.5SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 20.3 0.812.7 39.7SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 20.1 0.816.2 126SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 20.9 0.011.6 2.7SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 19.6 0.412.4 99.8SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 17.4 1.214.5 249SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 18.3 0.816.7 29.2SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 17.1 1.215.9 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 14.8 2.313.7 0.5SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 -- --16.2 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--04/22/09 19.2 0.67.3 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 20.0 2.015.7 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 16.9 1.814.6 34.0SV-52AD Field dilution not performed.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 17.2 1.414.6 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 -- ---- --SV-52AD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 17.2 1.811.3 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 17.2 1.811.7 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 16.9 1.812.4 19.8SV-52AD Field dilution not performed.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 17.9 1.611.5 21.6SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 17.9 1.612.3 15.6SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 17.8 1.29.8 0.0SV-52AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 17.5 1.18.6 13.1SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 17.8 1.08.2 9.8SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 18.1 1.48.7 5.8SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 20.9 0.09.9 10.2SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 20.7 0.17.9 9.8SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 19.6 0.38.2 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 19.2 0.45.7 10.7SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 19.3 0.64.2 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 19.8 0.58.1 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 20.2 0.613.0 4.6SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 -- --0.6 --SV-52AD Unable to draw sample. Addendum No. 

6 MRP implemented.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 13.7 0.265.1 15.5SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 -- --31.9 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/10/10 10.6 1.223.2 70.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 16.2 0.88.8 18.2SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 17.1 1.012.7 11.1SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 16.6 0.87.1 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 19.1 0.48.3 3.2SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 19.0 0.67.3 9.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 19.0 0.47.5 22.6SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 19.3 0.41.4 11.1SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 -- ---- --SV-52AD Probe inaccessible due to construction.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 -- --9.3 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/28/10 20.9 0.14.7 0.0SV-52AD -- --4.5 <0.50 <0.50 0.93 3.2 <0.050 0.22 0.088 0.12 0.29 <0.050 -- -- -- ND ND 23 77

--10/13/10 20.1 0.19.8 0.9SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--10/27/10 18.6 --7.9 63.7SV-52AD CO2 concentration not measured due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/10/10 -- --10.1 --SV-52AD Unable to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/22/10 19.3 0.29.7 0.0SV-52AD -- --3.0 <0.50 <0.50 <0.50 2.8 <0.050 0.096 <0.050 <0.050 0.053 <0.050 -- -- -- ND ND ND 100

--12/08/10 18.7 0.18.6 113SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/11 -- --18.3 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 19.3 0.70.8 17.4SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 18.2 0.815.1 63.2SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 18.9 0.415.3 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 -- --15.0 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 19.5 0.615.5 7.4SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 19.0 0.414.2 4.1SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-52AD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/11 -- --12.9 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/11 -- ---- --SV-52AD Unable to access well.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.9 0.04.4 1.0SV-52AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/31/11 19.3 0.611.4 3.1SV-52AD Moisture in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 19.8 --11.8 1.4SV-52AD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 19.6 0.413.2 0.4SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.0 0.413.8 0.0SV-52AD Difficult to draw sample.-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1410/21/11 20.0 0.413.8 0.0SV-52AD-DUP -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/28/11 20.0 0.46.5 1.8SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 20.2 0.212.7 0.2SV-52AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--11/22/11 -- ---- --SV-52AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 19.6 0.77.0 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 19.6 0.22.4 0.0SV-52AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 19.6 0.35.5 0.0SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-52AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 19.8 0.28.8 0.2SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 19.2 0.410.4 0.4SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.1 0.20.6 0.0SV-52AD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.08.7 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 19.2 0.410.2 2.1SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--04/27/12 -- --13.2 --SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 -- --11.9 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 -- --11.3 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.023.5 0.8SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 -- --12.2 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 -- --10.2 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 -- --10.5 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.5 0.210.7 1.6SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 -- --10.2 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 -- --11.1 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 18.9 0.210.5 9.4SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 -- --9.5 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 19.2 0.37.0 4.1SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 -- --7.6 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 19.4 0.38.8 4.1SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 -- --9.7 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-52AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.3 0.127.1 0.7SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 19.4 0.173.5 0.0SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 -- --8.7 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 19.0 0.310.1 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 -- --9.6 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 -- --11.5 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 19.4 0.211.1 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 -- --3.9 --SV-52AD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 -- --20.3 --SV-52AD unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 19.4 0.19.9 5.8SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 18.1 0.79.6 18.9SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.0 0.311.2 12.4SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 -- --9.5 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 19.8 0.210.5 0.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.2 0.211.9 3.4SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.0 0.210.7 12.7SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.4 0.26.9 4.0SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--08/29/13 19.4 0.28.0 4.2SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.2 0.27.1 3.5SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.3 0.38.5 3.9SV-52AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 19.8 0.38.3 3.9SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.4 0.26.7 0.6SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.4 0.27.8 0.8SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.7 0.17.0 1.3SV-52AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 -- --9.9 --SV-52AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 -- --0.4 --SV-59AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 -- ---- --SV-59AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 20.9 0.04.4 0.0SV-59AMD Very difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 20.9 0.05.4 2.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 20.3 0.24.1 23.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 22.5 0.02.9 24.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 20.9 0.04.6 32.1SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 20.9 0.04.0 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 20.8 0.26.1 1.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 20.6 0.05.4 5.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 20.9 0.08.5 78.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 20.9 0.06.9 21.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 20.9 0.010.7 66.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 20.9 0.07.3 3.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 20.8 0.012.8 58.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 20.9 0.014.6 110SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 20.9 0.017.1 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 20.8 0.014.0 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 20.9 0.011.6 0.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 20.9 0.013.8 18.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 20.4 0.011.6 0.0SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 20.9 0.215.1 0.0SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 20.9 0.014.2 0.2SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 20.9 0.013.0 0.0SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 -- ---- --SV-59AMD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--07/02/09 20.9 0.09.1 0.0SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 20.9 0.28.6 0.0SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 20.7 0.28.0 0.4SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 20.3 0.07.7 0.0SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 20.9 0.08.6 0.0SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 20.9 0.07.5 0.0SV-59AMD Sample likely diluted due to leak at 

surface seal.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 20.9 0.08.1 3.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 20.9 0.07.5 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 20.8 0.06.8 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 20.8 0.06.6 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 20.9 0.07.0 6.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 20.3 0.68.1 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 -- --6.7 --SV-59AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 19.7 2.310.8 1.3SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 20.4 0.619.4 14.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 18.7 1.612.1 0.0SV-59AMD Addendum No. 6 MRP implemented.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 18.8 1.810.7 5.3SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/11/10 19.5 1.213.4 7.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 19.4 0.812.6 4.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 19.6 1.013.3 25.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 19.3 0.912.6 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 20.9 0.05.4 24.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 20.7 0.28.4 4.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 20.9 0.17.9 10.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 20.9 0.00.0 10.1SV-59AMD SVETS shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 -- ---- --SV-59AMD Probe inaccessible due to construction.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 20.9 0.010.2 4.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 20.9 0.16.9 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/13/10 20.9 0.010.9 1.5SV-59AMD -- --8.4 <0.50 0.87 4.1 2.8 <0.050 0.38 0.23 0.57 1.0 <0.050 -- -- -- ND 11 53 36

--10/27/10 20.9 --11.1 5.2SV-59AMD CO2 concentration not measured due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--11/10/10 20.9 0.111.5 9.3SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 20.9 0.111.6 35.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/10 20.9 0.210.9 59.2SV-59AMD -- --3.5 <0.50 <0.50 1.1 1.1 <0.050 <0.050 <0.050 0.078 0.14 <0.050 -- -- -- ND ND 50 50

--01/05/11 20.9 0.026.7 0.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 20.7 0.120.5 5.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 20.9 0.022.6 19.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.8 0.018.2 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.118.3 15.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.017.9 8.1SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.014.5 0.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-59AMD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.9 0.013.8 0.0SV-59AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/03/11 20.9 0.012.1 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.9 0.013.4 6.1SV-59AMD -- --<2.0 <0.50 <0.50 <0.50 0.60 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--08/31/11 20.7 0.212.7 1.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 20.9 --11.1 0.0SV-59AMD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 20.9 0.013.7 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.9 0.212.5 0.0SV-59AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/28/11 20.9 0.21.4 1.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 20.9 0.011.8 0.0SV-59AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--11/22/11 -- ---- --SV-59AMD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 20.8 0.27.3 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.9 0.00.0 0.0SV-59AMD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.310.8 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-59AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.011.1 0.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.9 0.012.8 0.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.00.4 0.0SV-59AMD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.5 0.010.5 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.9 0.09.2 4.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.8 0.012.0 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.011.3 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 20.9 0.010.4 6.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--05/31/12 20.9 0.09.5 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.010.2 9.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.09.3 1.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.9 0.09.5 0.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 0.28.4 5.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.09.3 1.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.08.8 6.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.8 0.08.9 13.1SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.06.2 1.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.05.5 3.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.8 0.05.2 0.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.06.2 2.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.07.9 2.3SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-59AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.03.0 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.02.5 5.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.5 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.07.8 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.06.6 0.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 1.13.1 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.010.0 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.08.5 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.08.3 6.5SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.08.9 5.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.09.8 9.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.7 0.09.0 10.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.08.7 3.1SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.38.7 0.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.08.8 4.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.04.8 6.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.05.2 5.6SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.6 0.08.2 5.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.07.5 5.2SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.8 0.07.2 1.8SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.08.4 2.4SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.5 0.9SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--11/04/13 20.9 0.07.4 0.0SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.05.6 0.7SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.07.6 1.1SV-59AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 7.2 7.81.0 6,966SV-59AD DIL125.7 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 9.7 7.40.5 124SV-59AD DIL123.4 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 8.1 9.916.5 8,060SV-59AD DIL116.2 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 15.1 6.418.1 4,390SV-59AD DIL1, Summa canister leak suspected.14.4 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 14.8 6.014.9 3,916SV-59AD DIL15.8 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 16.7 0.012.0 6,488SV-59AD DIL18.1 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 12.8 6.217.3 4,118SV-59AD DIL19.1 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 16.7 3.614.5 2,600SV-59AD DIL1, SMP1-- 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 14.8 5.316.1 3,220SV-59AD DIL111.9 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 12.7 6.913.3 550SV-59AD SMP1, VOC field measurement 

collected from undiluted sample.

-- 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 13.5 6.012.5 2,860SV-59AD DIL116.7 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 12.5 4.219.6 2,438SV-59AD DIL1, SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 16.9 4.617.8 273SV-59AD 12.4 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 19.0 1.610.5 802SV-59AD 10.9 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 18.9 0.015.4 38.9SV-59AD 21.0 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 14.8 4.416.3 2,524SV-59AD DIL126.6 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 17.2 2.819.1 32.6SV-59AD Diluted due to high VOC readings.32.0 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 20.6 0.316.3 74.5SV-59AD Soil moisture instrument damaged.-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 19.6 0.814.0 330SV-59AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 15.9 3.615.8 3,420SV-59AD DIL120.2 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 17.8 2.013.4 138SV-59AD 15.4 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 14.1 5.415.1 652SV-59AD DIL113.9 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 9.8 7.414.7 508SV-59AD DIL1, SMP1, Sample not collected.-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 10.5 6.213.7 24.3SV-59AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 -- ---- --SV-59AD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 10.2 6.410.3 1,116SV-59AD DIL118.1 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 18.0 2.09.9 79.0SV-59AD 21.9 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 6.6 9.49.2 318SV-59AD DIL1, SMP1, Soil temperature reading 

deemed erronius.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 11.0 6.89.3 204SV-59AD DIL131.5 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 6.6 10.09.2 400SV-59AD DIL124.2 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 6.0 11.57.7 56.0SV-59AD DIL1, SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 16.6 2.67.9 16.2SV-59AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--10/06/09 5.7 10.17.8 12.0SV-59AD DIL1, SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 6.1 11.06.8 292SV-59AD DIL1, SMP!-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 20.8 0.06.5 25.5SV-59AD 39.1 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 6.9 10.26.6 44.0SV-59AD DIL130.6 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 7.6 9.88.1 0.0SV-59AD 34.2 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 14.5 7.19.8 294SV-59AD DIL134.7 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 9.8 7.76.5 56.0SV-59AD DIL13.4 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 13.3 6.410.9 131SV-59AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 16.2 4.018.0 429SV-59AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 15.4 3.412.0 149SV-59AD Soil moisture and temperature readings 

not collected. Addendum No. 6 MRP 

implemented.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 15.5 3.710.6 201SV-59AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 -- ---- --SV-59AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/11/10 16.2 3.814.6 128SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 15.3 3.711.5 124SV-59AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 16.3 3.814.4 134SV-59AD Soil moisture reading not collected due 

to equipment malfunction.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 16.7 3.213.8 27.1SV-59AD Soil moisture readings not collected due 

to equipment malfunction.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 20.9 0.05.4 22.4SV-59AD Soil moisture and temperature probes 

not monitored.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 19.0 2.08.4 13.0SV-59AD Soil moisture probe not monitored due 

to equipment failure.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 19.6 2.07.9 16.6SV-59AD Soil moisture and temperature probe 

readings not collected.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 18.1 3.00.0 12.4SV-59AD SVETS shut down. Soil moisture 

readings not collected due to equipment 

malfunction.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 -- ---- --SV-59AD Probe inaccessible due to construction.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 19.2 0.310.2 13.6SV-59AD Soil moisture and temperature probe 

measuremetns discontinued due to 

damage to the in-situ sensor.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 19.5 1.80.0 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/13/10 20.7 0.210.9 3.6SV-59AD -- --8.3 <0.50 0.77 3.4 3.9 <0.050 0.26 0.17 0.40 0.71 <0.050 -- -- -- ND 9.5 42 48

--10/27/10 17.2 --11.1 2,078SV-59AD CO2 concentration not measured due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--11/10/10 17.7 3.011.8 975SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 17.5 3.911.4 110SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/10 19.9 2.210.9 69.1SV-59AD -- --8.5 <0.50 <0.50 3.1 3.3 <0.050 <0.050 <0.050 0.22 0.10 <0.050 -- -- -- ND ND 48 52

--01/05/11 20.5 0.228.1 16.6SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 19.9 0.720.4 21.3SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 18.6 1.222.2 18.7SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.1 0.418.2 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.5 0.618.2 12.5SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.5 0.618.1 7.8SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.014.6 0.7SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-59AD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.9 0.014.0 0.0SV-59AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/03/11 20.9 0.011.5 2.7SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.9 0.013.6 8.6SV-59AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/31/11 20.7 0.212.9 1.9SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 20.9 --10.8 0.6SV-59AD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 20.9 0.113.8 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.9 0.212.7 0.0SV-59AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/28/11 20.9 0.11.8 2.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 20.9 0.011.8 0.2SV-59AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1411/11/11 20.9 0.011.8 0.2SV-59AD-DUP -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--11/22/11 -- ---- --SV-59AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 20.6 0.47.6 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.7 0.00.0 0.0SV-59AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.111.1 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-59AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.011.4 0.2SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.9 0.013.1 0.7SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.00.4 0.0SV-59AD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.010.6 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.9 0.09.4 2.5SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.8 0.012.2 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.011.4 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--05/16/12 20.9 0.010.6 4.5SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.09.2 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.010.6 10.2SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.09.9 1.8SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.9 0.010.4 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 0.29.5 6.5SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.09.8 2.4SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.09.3 5.2SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.8 0.09.6 9.9SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.06.7 1.8SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.05.9 3.3SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.8 0.05.6 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.06.7 2.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.08.3 2.3SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-59AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.13.4 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.02.7 4.1SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.7 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.08.3 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.07.2 0.4SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.09.1 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.09.9 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.08.7 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.08.4 6.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.09.3 3.4SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.010.3 5.4SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.7 0.09.4 10.2SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.09.5 4.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.09.2 1.7SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.09.1 2.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.05.5 6.2SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.04.9 4.5SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.08.2 4.6SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.07.6 3.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.08.1 0.9SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.08.9 4.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--10/24/13 20.9 0.07.8 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.07.5 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.05.9 0.5SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.08.2 0.0SV-59AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 12.2 2.01.3 268SV-60AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 12.6 3.60.0 544SV-60AMD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 18.3 3.718.3 545SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 18.3 2.419.1 804SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 17.6 2.216.5 508SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 20.9 0.015.9 144SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 18.0 2.419.3 383SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 20.9 0.617.4 878SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 19.9 0.614.3 472SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 20.4 0.219.5 181SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 20.1 0.814.5 577SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 20.7 0.623.8 326SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 20.0 0.821.3 733SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 20.9 0.014.6 54.7SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 -- --15.3 --SV-60AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 20.9 0.018.6 109SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 20.1 0.622.0 368SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 20.3 0.416.9 359SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 20.4 0.414.2 462SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 20.0 0.018.5 172SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 20.0 0.616.7 739SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 19.6 1.617.4 621SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 19.8 1.015.9 227SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 20.3 0.915.8 193SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 -- ---- --SV-60AMD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 20.3 0.413.1 150SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 20.3 0.612.1 177SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 19.9 0.610.9 228SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 20.3 0.011.4 235SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 20.3 0.612.1 351SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 20.5 0.210.1 302SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 20.5 0.210.0 297SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 20.5 0.48.8 255SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--10/20/09 20.4 0.49.7 230SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 20.7 0.09.2 262SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 20.6 0.28.6 89.7SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 20.6 0.49.3 137SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 20.9 0.09.0 74.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 20.4 0.46.4 142SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 20.2 0.611.1 116SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 20.4 0.518.8 317SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 20.8 0.210.8 155SV-60AMD Addendum No. 6 MRP implemented.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 20.6 0.412.4 308SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/11/10 20.3 0.414.7 240SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 20.4 0.413.2 129SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 20.7 0.113.3 211SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 20.5 0.412.9 155SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 19.5 0.85.5 284SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 20.8 0.28.9 27.7SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 20.9 0.08.4 32.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 20.9 0.00.6 12.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 20.9 0.09.9 15.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 20.9 0.05.7 7.3SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 20.9 0.06.9 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/13/10 20.9 0.09.6 1.3SV-60AMD -- --14 <0.50 1.1 7.8 4.2 0.050 0.66 0.42 1.0 1.9 <0.050 -- -- -- ND 8.4 60 32

--10/27/10 20.5 --11.6 68.7SV-60AMD CO2 concentration not measured due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/10/10 20.5 0.612.4 107SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 20.2 0.611.9 73.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/10 20.4 0.611.2 168SV-60AMD -- --34 <0.50 <0.50 11 6.0 <0.050 <0.050 0.059 0.20 0.26 <0.050 -- -- -- ND ND 65 35

--01/05/11 20.7 0.428.4 271SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 20.2 0.020.8 104SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 20.9 0.022.3 109SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.118.1 4.1SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.014.6 12.5SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-60AMD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.9 0.014.1 0.0SV-60AMD -- --<2.0 <0.50 <0.50 <0.50 0.57 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--08/03/11 20.9 0.012.4 3.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.9 0.013.6 0.0SV-60AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.19 0.087 0.094 0.29 <0.050 -- -- -- ND ND ND ND
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ASTM D1946-90
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--08/31/11 20.7 0.212.8 1.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 20.9 --11.0 0.0SV-60AMD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 20.9 0.013.9 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.8 0.212.7 0.0SV-60AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/28/11 20.9 0.21.2 3.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 19.8 0.84.6 17.1SV-60AMD -- --4.7 <0.50 <0.50 1.6 2.2 <0.050 <0.050 <0.050 0.10 0.093 <0.050 -- -- -- ND ND 42 58

--11/22/11 -- ---- --SV-60AMD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 20.1 1.46.1 38.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.5 0.50.3 27.6SV-60AMD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.5 0.611.5 29.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-60AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.011.4 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.7 0.213.0 14.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.8 0.20.3 28.0SV-60AMD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.010.6 1.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.4 0.39.4 17.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.5 0.212.3 26.5SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.8 0.311.0 15.4SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 20.8 0.110.4 11.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.011.5 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.010.2 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.9 0.09.5 1.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 2.08.8 7.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.09.3 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.08.8 2.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.9 0.08.8 4.2SV-60AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--09/21/12 20.9 0.06.8 0.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 20.9 0.06.2 1.9SV-60AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/16/12 20.6 0.16.0 4.4SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.05.9 1.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.18.1 2.3SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-60AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 19.3 1.32.3 5.1SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90
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--01/16/13 20.4 0.51.6 13.5SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.49.7 0.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.7 0.36.6 13.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.36.7 3.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.09.5 17.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.4 0.310.3 26.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.08.2 0.4SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.07.8 7.2SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.09.2 15.7SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.09.6 10.9SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.7 0.08.7 10.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.09.2 3.4SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.09.3 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.09.3 8.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.04.6 2.3SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.04.9 4.5SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.38.3 3.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.07.5 2.1SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.6 0.07.3 1.1SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.08.5 2.6SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.1 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.06.3 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.05.6 0.8SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.08.0 0.0SV-60AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 18.3 0.81.3 1,229SV-60AD 16.5 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 12.5 3.40.5 116SV-60AD 5.4 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 18.8 4.818.4 3,000SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 20.3 1.219.2 1,912SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 19.4 1.016.5 1,609SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 21.0 0.013.6 770SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 19.4 0.819.1 871SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 20.1 1.217.8 855SV-60AD 18.4 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 19.0 1.414.1 1,204SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 19.6 1.015.3 84.2SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 19.5 1.214.5 575SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 20.4 1.223.3 296SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 19.3 1.620.9 440SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--01/16/09 20.7 0.616.3 476SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 19.5 0.615.1 255SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 19.4 1.018.4 315SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 19.1 1.221.7 687SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 19.5 0.816.5 169SV-60AD Soil moisture instrument damaged.-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 18.6 1.413.5 600SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 17.3 2.218.0 280SV-60AD DIL1, SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 17.9 1.816.3 1,030SV-60AD SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 16.3 4.217.4 476SV-60AD DIL1, SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 16.9 3.015.5 410SV-60AD Field dilution not performed.11.7 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 18.2 3.115.2 423SV-60AD SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 -- ---- --SV-60AD SCH1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 18.3 1.812.7 355SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 18.2 2.411.7 179SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 18.4 2.210.6 251SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 18.2 1.611.0 414SV-60AD SMP1-- 80-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 19.0 1.811.5 319SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 19.4 0.99.9 388SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 19.8 1.09.8 298SV-60AD SMP1-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 19.5 1.68.7 242SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 19.5 0.89.6 310SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 -- --9.2 --SV-60AD SMP1, Unable to draw sample.-- 79-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 19.9 0.68.6 96.1SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 20.0 0.89.1 208SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 19.4 1.29.0 1,579SV-60AD Soil moisture probe reading under 

range.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 19.8 0.86.6 208SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 19.1 1.010.9 220SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 19.9 0.818.5 136SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 20.5 0.410.9 201SV-60AD SMP1 Addendum No. 6 MRP 

implemented.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 20.0 0.812.1 206SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 -- ---- --SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/11/10 19.6 0.814.7 290SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 20.2 0.613.4 82.0SV-60AD SMP1-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 19.5 0.813.3 358SV-60AD Soil moisture reading not collected due 

to equipment malfunction.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--04/19/10 19.5 0.812.8 169SV-60AD Soil moisture readings not collected due 

to equipment malfunction.

-- 78-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 20.9 0.85.6 53.6SV-60AD Soil moisture and temperature probes 

not monitored.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 19.9 0.98.9 102SV-60AD Soil moisture probe not monitored due 

to equipment failure.

-- 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 20.9 0.07.1 25.4SV-60AD Soil moisture and temperature probe 

readings not collected.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 19.5 1.01.0 55.7SV-60AD Soil moisture readings not collected due 

to equipment malfunction.

-- 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 19.4 1.09.9 107SV-60AD -- 77-- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 19.2 1.25.8 103SV-60AD Soil moisture and temperature probe 

measuremetns discontinued due to 

damage to the in-situ sensor.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 18.7 0.47.0 71.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/13/10 19.3 1.610.8 58.8SV-60AD -- --47 <0.50 1.7 30 9.6 <0.050 1.9 1.8 4.5 8.0 <0.050 -- -- -- ND 4.1 73 23

--10/27/10 19.6 --11.4 118SV-60AD CO2 concentration not measured due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/10/10 19.2 1.711.9 343SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 19.3 1.412.0 107SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/10 20.5 0.810.9 87.7SV-60AD -- --40 <0.50 <0.50 18 12 <0.050 0.97 0.84 2.0 3.6 <0.050 -- -- -- ND ND 60 40

--01/05/11 20.4 0.728.1 201SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 19.5 0.720.3 154SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 19.3 1.221.7 124SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 19.9 0.618.1 51.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 19.6 0.814.8 39.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-60AD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.4 0.814.0 17.6SV-60AD -- --5.9 <0.50 <0.50 3.3 2.7 <0.050 0.43 0.79 3.9 4.0 <0.050 -- -- -- ND ND 55 45

--08/03/11 20.9 0.012.6 27.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.4 0.613.7 19.5SV-60AD -- --<2.0 <0.50 <0.50 1.3 0.50 <0.050 0.28 0.36 1.7 1.7 <0.050 -- -- -- ND ND 72 28

--08/31/11 19.9 0.913.0 23.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 18.3 --10.7 20.3SV-60AD CO2 not monitored due to equipment 

malfunction.

-- --2.3 <0.50 <0.50 1.4 0.82 <0.050 0.14 0.25 1.9 1.7 <0.050 -- -- -- ND ND 63 37

--10/07/11 20.4 1.113.8 14.5SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.2 0.812.4 18.3SV-60AD -- --<2.0 <0.50 <0.50 0.62 0.93 <0.050 0.093 0.10 0.66 0.59 <0.050 -- -- -- ND ND 40 60

--10/28/11 18.7 0.61.3 30.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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TO-1411/11/11 20.4 0.84.3 22.8SV-60AD -- --7.0 <0.50 <0.50 4.9 2.0 <0.050 0.25 0.33 2.1 1.8 <0.050 -- -- -- ND ND 71 29

--11/22/11 -- ---- --SV-60AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 20.1 1.16.6 38.0SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.3 0.80.0 36.5SV-60AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.1 0.011.2 46.0SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-60AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.111.5 14.3SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.5 0.613.1 27.8SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.8 0.20.4 55.0SV-60AD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.6 0.010.7 5.5SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.6 0.39.1 18.3SV-60AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.4 0.616.9 60.9SV-60AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.4 0.613.2 27.8SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 20.2 0.212.7 19.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.5 0.19.4 6.0SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.010.4 0.0SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.5 0.59.7 20.5SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 0.89.4 17.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.6 0.610.3 9.3SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.1 0.69.7 13.7SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 19.6 0.59.2 17.3SV-60AD -- --5.4 <0.50 <0.50 3.1 2.2 <0.050 <0.050 <0.050 1.3 0.46 <0.050 -- -- -- ND ND 58 42

--09/21/12 20.4 0.77.1 16.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/04/12 19.8 0.66.4 4.2SV-60AD -- --<2.0 <0.50 <0.50 0.68 <0.50 <0.050 <0.050 <0.050 0.71 0.22 <0.050 -- -- -- ND ND 100 ND

--10/16/12 19.9 0.511.3 10.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.1 0.66.1 17.5SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.1 0.77.7 5.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-60AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 18.5 0.91.8 13.1SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 19.5 0.91.4 13.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.3 0.89.1 2.3SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 19.8 0.28.3 19.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.6 0.86.9 14.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.1 0.68.9 8.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 19.8 0.610.3 31.4SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--04/19/13 20.6 0.48.5 8.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.2 0.58.4 13.4SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.59.6 16.1SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.5 0.59.9 10.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 19.6 0.58.9 18.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 19.8 0.59.5 9.4SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 19.6 0.59.3 6.4SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 19.9 0.59.8 12.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.8 0.45.7 8.2SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.6 0.44.8 13.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.0 0.18.3 8.6SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.5 0.47.6 8.0SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 19.6 0.37.4 4.9SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.1 0.37.9 5.3SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.4 0.47.3 4.8SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.56.6 4.0SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.45.6 4.3SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.8 0.38.1 7.5SV-60AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 15.4 1.81.4 50.0SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 2.7 8.21.0 40.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 5.4 11.414.5 536SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 -- --16.1 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 -- --56.4 --SV-61AD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 -- --1.8 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 -- --140.9 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 -- --34.5 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 -- --69.6 --SV-61AD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 -- --62.0 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 -- --55.9 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 20.9 0.020.0 0.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 -- --145.6 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 -- --68.5 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 -- --6.6 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 -- --40.8 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 20.9 0.069.5 3.2SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--03/12/09 20.9 0.041.9 1.3SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 -- --17.4 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/10/09 -- --70.2 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 -- --47.4 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 8.0 10.685.4 51,200SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 -- --42.1 --SV-61AD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 9.7 13.327.6 52.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 10.6 8.636.3 0.0SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 10.9 8.026.7 0.0SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 7.0 10.029.9 0.0SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 10.2 8.621.6 28.0SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 13.0 5.227.4 156SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 12.9 5.423.2 242SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 10.8 7.441.0 0.0SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 12.9 7.428.8 30.0SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 14.3 4.820.8 251SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 5.1 13.216.1 3,700SV-61AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 11.1 6.627.6 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 16.8 3.817.1 36.8SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 17.8 3.017.5 114SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 19.6 1.713.4 33.2SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 14.5 6.79.7 115SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 14.6 8.415.3 104SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 19.2 2.823.4 70.9SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 19.1 2.824.5 2.5SV-61AD Addendum No. 6 MRP implemented.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 15.6 6.011.1 87.0SV-61AD Pressure test performed on 2/19/2010.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/05/10 17.7 3.29.4 52.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 15.3 7.69.3 109SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 15.0 5.78.4 62.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 18.7 2.49.1 38.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 17.2 4.58.5 70.8SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 15.6 7.412.5 17.6SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 -- --12.5 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 -- --170.3 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 16.1 5.05.8 11.4SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 20.9 0.12.9 0.0SV-61AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--09/17/10 -- --18.2 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 -- --47.3 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/13/10 -- --31.1 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/27/10 -- --37.0 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/10/10 -- --25.9 --SV-61AD Unable to draw sample-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 11.2 11.87.1 239SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/10 11.2 10.98.5 38.4SV-61AD -- --19 <0.50 0.54 2.0 10 <0.050 <0.050 <0.050 0.41 <0.050 <0.050 -- -- -- ND 4.3 16 80

--01/05/11 -- --19.0 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 -- --52.0 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 -- --16.4 --SV-61AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 18.1 4.114.5 224SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 18.3 2.618.0 5.3SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-61AD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 18.1 3.711.3 68.1SV-61AD -- --<2.0 <0.50 <0.50 <0.50 1.6 <0.050 <0.050 <0.050 0.064 0.062 <0.050 -- -- -- ND ND ND 100

--08/03/11 20.9 0.09.2 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 18.6 2.415.9 0.0SV-61AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/31/11 17.2 3.415.6 7.8SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 17.7 --10.1 0.0SV-61AD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 18.6 2.78.2 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 15.7 5.812.5 0.0SV-61AD -- --<2.0 <0.50 <0.50 <0.50 0.86 <0.050 <0.050 <0.050 0.055 0.14 <0.050 -- -- -- ND ND ND 100

--10/28/11 17.9 3.43.8 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 18.0 3.12.4 13.2SV-61AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--11/22/11 -- ---- --SV-61AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 19.5 1.25.8 0.0SV-61AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 18.2 2.41.8 0.0SV-61AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 19.2 2.87.3 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-61AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 19.4 2.48.1 6.6SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 19.8 1.810.0 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 19.8 1.41.1 1.7SV-61AD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.08.2 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 19.7 1.88.0 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 19.8 1.611.6 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--05/02/12 19.4 2.24.3 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 19.3 3.48.7 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 18.5 3.07.6 1.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 18.4 5.08.2 4.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 19.9 1.38.4 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 18.5 1.08.7 5.3SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 19.9 1.67.9 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.1 0.69.7 13.7SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 18.9 2.08.7 1.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 18.9 2.46.5 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 17.8 2.85.1 2.4SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 19.1 2.05.0 4.9SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.7 1.25.9 1.6SV-61AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.46.0 1.7SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-61AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 19.1 1.02.2 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 19.9 0.92.0 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 19.7 1.17.4 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.8 0.76.6 3.7SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 19.9 1.35.3 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 1.16.3 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.1 0.78.5 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 19.3 0.76.5 23.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.1 0.18.4 3.6SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.7 0.58.4 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.5 0.96.9 1.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.8 0.311.1 1.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.07.9 2.9SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.013.6 2.2SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.014.5 4.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.012.3 2.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.6 0.74.2 0.8SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 19.8 0.31.2 2.9SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.41.6 2.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 19.8 0.89.2 0.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.2 0.85.4 2.5SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--10/24/13 20.6 0.611.2 1.8SV-61AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.4 0.83.2 0.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.0 1.04.6 1.0SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 19.3 1.45.3 1.1SV-61AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 19.2 1.22.5 0.5SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 18.8 1.22.1 3.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 20.8 0.013.5 4.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 20.9 0.012.8 0.8SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 20.7 0.07.3 0.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 21.0 0.08.8 0.6SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 20.9 0.010.8 0.8SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 20.6 0.09.5 3.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 20.9 0.010.6 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 20.9 0.09.2 0.4SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/01/08 20.8 0.011.0 1.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 20.9 0.020.5 0.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 20.9 0.018.4 8.4SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 20.9 0.014.9 60.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 20.4 0.013.4 5.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 20.9 0.014.4 0.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 20.8 0.017.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 20.9 0.014.2 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 20.9 0.211.3 5.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/09/09 20.9 0.010.9 2.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 20.9 0.013.1 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 20.9 0.013.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 20.9 0.012.1 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 20.9 0.211.7 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 20.8 0.013.1 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 20.9 0.010.3 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 19.3 0.69.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 20.9 0.09.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 20.5 0.09.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 20.9 0.08.4 0.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 20.9 0.05.0 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 20.8 0.05.6 1.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 20.7 0.34.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--10/20/09 20.9 0.05.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 20.9 0.05.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 20.9 0.04.2 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 20.9 0.05.3 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 20.9 0.04.3 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 20.9 0.23.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 20.9 0.05.0 0.6SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 20.9 0.012.0 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 20.9 0.06.3 0.0SV-62AMD Addendum No. 6 MRP implemented.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 20.9 0.07.3 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 20.8 0.56.3 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 20.7 0.27.0 1.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/06/10 20.9 0.06.2 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 20.9 0.05.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 20.9 0.03.6 1.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 20.9 0.04.5 4.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 20.9 0.14.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 20.9 0.03.4 4.5SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 20.9 0.04.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 20.9 0.04.2 0.9SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 20.9 0.05.2 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/13/10 20.9 0.08.3 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/27/10 20.5 --8.4 0.7SV-62AMD CO2 concentration not measured due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/10/10 20.8 0.18.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 20.9 0.08.1 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/10 20.8 0.17.7 3.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/11 20.8 0.022.0 0.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 20.9 0.016.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 20.9 0.016.1 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.9 0.015.7 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.015.7 7.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.015.8 4.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.8 0.012.3 3.6SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-62AMD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 20.9 0.011.8 4.2SV-62AMD -- --<2.0 <0.50 <0.50 <0.50 0.77 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--08/03/11 20.9 0.010.6 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 20.9 0.212.0 4.3SV-62AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/31/11 20.8 0.211.6 7.6SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 20.8 --7.6 4.8SV-62AMD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 20.9 0.09.2 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 20.9 0.29.0 0.0SV-62AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/28/11 20.9 0.00.7 0.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 20.9 0.15.2 4.0SV-62AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--11/22/11 -- ---- --SV-62AMD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 -- ---- --SV-62AMD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 20.9 0.00.3 0.0SV-62AMD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.29.0 0.4SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-62AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.08.9 3.8SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.9 0.010.8 0.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.00.3 1.5SV-62AMD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.08.2 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.9 0.08.6 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.012.3 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.011.0 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 18.1 1.29.1 15.4SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.07.9 1.4SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.08.0 2.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.7 0.17.4 0.8SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 0.07.0 0.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.17.3 3.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.06.8 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.9 0.06.7 2.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.05.4 0.9SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.05.1 0.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.04.4 0.5SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.3 1.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.05.5 1.3SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--11/30/12 -- ---- --SV-62AMD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.00.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.02.1 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.08.7 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.9 3.7SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.5 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.04.6 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-62AMD Unable to locate probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.7 0.07.0 15.4SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.06.4 0.8SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.06.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.07.9 1.6SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.07.4 1.5SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.08.2 2.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.07.7 3.6SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.07.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.05.7 1.9SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.05.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.06.4 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.06.2 1.2SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.03.6 1.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.0 0.8SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.05.9 0.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.8 0.35.4 6.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.05.0 1.0SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.09.4 3.1SV-62AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/06/08 9.6 1.82.4 36.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/08 8.0 2.62.1 5.1SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/07/08 4.7 5.613.6 1,168SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/20/08 3.8 6.013.0 124SV-62AD DIL1, Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/04/08 12.1 3.811.0 68.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/26/08 9.2 0.05.2 22.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/09/08 -- --11.1 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/22/08 9.1 7.09.4 56.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/06/08 12.6 5.011.4 108SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/08 10.5 6.59.6 134SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--12/01/08 8.8 7.211.0 84.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/18/08 -- --20.4 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/08 -- --20.2 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/09 -- --71.2 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/09 -- --10.8 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/11/09 -- --60.3 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/25/09 20.9 0.09.2 0.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/12/09 -- --137.8 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/23/09 -- --25.4 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/09/09 8.5 9.242.4 382SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/22/09 17.1 2.423.0 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/06/09 10.9 6.014.8 0.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/09 6.0 8.812.4 50.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/04/09 4.2 12.114.8 1.1SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/16/09 3.6 11.814.4 0.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/02/09 3.6 11.210.3 0.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/09 3.9 13.69.9 0.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/30/09 1.3 15.210.1 12.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/10/09 5.8 12.89.8 0.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/24/09 3.4 14.48.2 10.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/10/09 4.2 16.35.1 0.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/09 5.1 15.75.7 0.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/06/09 6.6 15.55.0 8.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/20/09 8.7 11.15.9 12.0SV-62AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/09 11.7 6.75.5 4.1SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/17/09 12.7 6.54.6 25.1SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/09 12.7 7.85.6 38.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/16/09 16.0 5.64.4 16.7SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/29/09 18.0 4.23.5 4.6SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/12/10 17.1 4.35.0 4.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/26/10 15.7 5.012.6 15.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/09/10 19.2 1.111.2 0.0SV-62AD Addendum No. 6 MRP implemented.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/22/10 16.5 4.47.3 7.2SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/05/10 16.5 3.26.6 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/09/10 16.5 5.36.3 2.2SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/10/10 16.5 4.56.5 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/24/10 15.3 4.06.8 3.9SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--04/06/10 18.4 3.06.2 2.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/10 16.9 4.05.9 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/10 17.4 2.93.6 1.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/13/10 17.8 3.04.5 3.2SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/10 16.9 4.14.4 4.3SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/04/10 17.2 3.43.4 2.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/01/10 20.1 1.54.6 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/17/10 -- --3.9 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/28/10 -- --35.8 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/13/10 17.7 3.518.2 1.2SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/27/10 17.2 --8.5 0.0SV-62AD CO2 concentration not measured due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/10/10 16.5 4.58.5 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/10 17.6 3.07.2 14.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/10 16.2 3.77.8 2.6SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/11 17.7 3.621.9 0.8SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/19/11 -- --14.7 --SV-62AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/02/11 20.9 0.045.6 0.0SV-62AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 18.8 2.615.4 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 19.3 1.815.2 9.2SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 19.0 2.615.7 0.1SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 18.1 2.012.3 2.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- ---- --SV-62AD Sample not collected due to SVE 

system going down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/21/11 17.4 2.812.0 14.6SV-62AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/03/11 18.9 0.610.7 1.1SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/17/11 17.8 3.312.0 3.6SV-62AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--08/31/11 17.2 3.411.8 35.6SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/14/11 18.0 --7.8 6.8SV-62AD CO2 not monitored due to equipment 

malfunction.

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/07/11 18.9 1.88.1 2.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/21/11 17.4 2.69.0 0.0SV-62AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/28/11 16.7 2.00.7 0.8SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/11/11 18.0 1.85.2 5.5SV-62AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--11/22/11 -- ---- --SV-62AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--12/08/11 -- ---- --SV-62AD Unable to access probe due to stadium 

event.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 -- --0.5 --SV-62AD SVE system shut down. Unable to draw 

sample.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 17.5 2.69.4 0.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-62AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.2 0.88.9 6.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 18.9 1.810.8 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 18.1 1.90.2 1.0SV-62AD SVETS No. 1 shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 18.2 1.58.1 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 18.1 2.27.7 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 18.9 1.610.5 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 18.4 2.09.6 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/16/12 20.9 0.09.0 0.7SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 19.0 1.88.1 8.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 18.4 2.47.7 5.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 18.3 1.27.4 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 17.9 1.97.1 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/08/12 20.9 0.07.4 3.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 18.4 0.56.9 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 18.8 0.96.8 0.3SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 18.8 1.25.4 7.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 18.0 1.55.1 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 18.5 1.34.4 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 19.2 1.33.4 0.2SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 19.7 0.95.6 0.4SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 -- ---- --SV-62AD Probe not monitored due to SVETS No. 

1 shut down.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 19.9 1.10.5 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.0 0.71.0 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 19.0 0.88.5 0.0SV-62AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.1 0.54.9 2.8SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.64.4 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 18.8 1.14.6 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- ---- --SV-62AD Unable to locate probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 18.1 0.87.0 15.1SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--05/02/13 18.6 1.16.5 3.8SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 18.7 0.96.4 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 19.2 1.07.9 13.6SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 19.0 0.97.3 7.9SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 19.1 0.78.3 8.6SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.27.9 5.9SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 19.4 0.57.5 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.2 0.55.8 1.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.2 0.55.6 1.8SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 19.8 0.36.6 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.26.3 0.9SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.0 0.53.7 1.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.0 0.53.9 0.7SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.4 0.46.0 0.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 19.4 0.55.5 4.5SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 19.2 0.65.0 10.0SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 19.1 0.75.4 31.3SV-62AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 18.2 2.11.2 1,090SV-201AD -- --880 2.1 44 630 150 <0.050 0.20 <0.050 89 71 0.099 -- -- -- <1 5.3 76 18

TO-1410/29/10 20.7 0.63.5 145SV-201AD -- --310 <0.50 3.3 150 150 <0.050 0.29 0.34 24 18 <0.050 -- -- -- ND 1.1 49 49

--01/05/11 19.4 1.410.1 3,504SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1401/07/11 -- ---- --SV-201AD -- --850 1.2 38 610 86 0.39 1.6 1.9 100 110 0.072 -- -- -- <1 5.2 83 12

--01/21/11 18.9 1.66.9 2,647SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/03/11 19.8 1.89.4 16.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 19.1 1.610.1 1,881SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.011.2 82.3SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 19.6 0.811.2 2,141SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.2 1.210.5 1,902SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.2 0.87.4 902SV-201AD -- --180 <0.50 <0.50 69 56 <0.050 <0.050 0.078 15 4.2 <0.050 -- -- -- ND ND 55 45

--07/21/11 20.9 0.49.7 676SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 20.9 0.18.1 0.0SV-201AD -- --16 <0.50 <0.50 2.4 16 <0.050 <0.050 <0.050 0.21 0.27 <0.050 -- -- -- ND ND 13 87

--08/17/11 20.9 0.213.3 254SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 20.9 0.18.3 158SV-201AD -- --16 <0.50 <0.50 1.5 15 <0.050 <0.050 <0.050 0.14 <0.050 <0.050 -- -- -- ND ND 9.1 91

--09/14/11 20.9 --8.4 70.1SV-201AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.9 0.29.6 26.6SV-201AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/21/11 20.8 0.410.9 18.2SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.9 0.07.5 17.6SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--11/11/11 20.6 0.53.9 25.4SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-201AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.7 0.48.2 27.0SV-201AD -- --9.8 <0.50 <0.50 <0.50 9.9 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

TO-1412/08/11 20.7 0.48.2 27.0SV-201AD-DU

P

-- --36 <0.50 <0.50 <0.50 37 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--12/21/11 20.9 0.20.0 11.5SV-201AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.09.6 15.3SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-201AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.9 0.010.7 19.1SV-201AD -- --18 <0.50 <0.50 0.57 17 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND 3.2 97

--02/20/12 20.9 0.011.3 8.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.01.8 17.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.8 0.08.4 3.5SV-201AD -- --<2.0 <0.50 <0.50 <0.50 0.91 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--04/05/12 20.7 0.17.1 8.9SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.010.0 1.7SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.09.3 2.7SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.07.8 0.9SV-201AD -- --<2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--05/31/12 20.9 0.08.0 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.010.3 0.5SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.18.8 0.8SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.8 0.08.9 1.8SV-201AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--07/24/12 20.9 0.08.6 12.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.09.0 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.08.9 2.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.9 0.18.8 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.07.2 1.5SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.07.0 2.7SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.06.6 7.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.07.3 3.9SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.07.5 2.3SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.06.1 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.09.3 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.09.0 1.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.011.1 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.010.5 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.013.0 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--03/15/13 20.9 0.014.7 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.014.0 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.09.2 1.5SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.010.1 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.010.7 0.5SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.111.8 4.3SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.011.2 1.6SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.011.0 3.2SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.110.8 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.010.7 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.8 0.08.8 4.6SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.09.1 3.3SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.09.3 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.00.2 1.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.011.1 3.6SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.011.3 2.0SV-201AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.010.5 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.08.3 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.07.5 0.0SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.08.2 1.1SV-201AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 19.0 1.30.7 1,219SV-202AD -- --1,400 8.1 34 1,200 200 <0.050 0.19 2.4 290 370 <0.050 -- -- -- <1 2.4 83 14

TO-1410/29/10 20.1 1.32.6 3,190SV-202AD -- --1,400 <0.50 2.2 800 420 <0.050 0.34 2.6 230 290 <0.050 -- -- -- ND <1 65 34

--01/05/11 20.9 0.07.1 1,723SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1401/07/11 -- ---- --SV-202AD -- --1,700 3.2 21 900 600 <0.050 0.14 4.2 250 310 <0.050 -- -- -- <1 1.4 59 39

--01/21/11 20.4 0.44.9 3,757SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/03/11 20.5 0.46.3 6.7SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.3 0.26.3 1,423SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.8 0.36.7 1,022SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.7 0.27.2 2,169SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.07.2 36.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.7 0.25.8 169SV-202AD Water in line.-- --170 <0.50 <0.50 27 96 <0.050 <0.050 <0.050 3.8 1.3 <0.050 -- -- -- ND ND 22 78

--07/21/11 20.9 0.27.1 679SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 20.9 0.06.2 760SV-202AD -- --93 <0.50 <0.50 36 69 <0.050 <0.050 0.26 3.5 3.6 <0.050 -- -- -- ND ND 34 66

--08/17/11 20.9 0.25.7 576SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 20.9 0.24.8 466SV-202AD -- --92 <0.50 <0.50 11 88 <0.050 <0.050 <0.050 1.3 1.2 <0.050 -- -- -- ND ND 11 89

--09/14/11 20.9 --4.7 132SV-202AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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TO-1410/07/11 20.4 0.94.9 17.0SV-202AD -- --<2.0 <0.50 <0.50 0.71 0.84 <0.050 <0.050 <0.050 0.39 0.48 <0.050 -- -- -- ND ND 46 54

--10/21/11 20.2 1.05.3 22.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.9 0.44.3 15.2SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.4 0.613.5 6.3SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-202AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.1 2.04.2 10.6SV-202AD -- --18 <0.50 <0.50 2.5 18 <0.050 <0.050 <0.050 0.51 0.66 <0.050 -- -- -- ND ND 12 88

--12/21/11 17.7 2.60.1 13.7SV-202AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.8 0.25.2 0.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-202AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.9 0.25.6 9.4SV-202AD -- --5.8 <0.50 <0.50 1.6 4.1 <0.050 <0.050 <0.050 0.26 0.36 <0.050 -- -- -- ND ND 28 72

--02/20/12 20.7 0.25.9 8.2SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.02.6 9.3SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.5 0.34.9 10.1SV-202AD -- --<2.0 <0.50 <0.50 1.1 0.68 <0.050 <0.050 <0.050 0.19 0.24 <0.050 -- -- -- ND ND 62 38

--04/05/12 20.9 0.14.3 11.9SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.06.1 3.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.25.4 11.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.09.6 2.7SV-202AD -- --13 <0.50 <0.50 5.7 5.2 <0.050 0.056 0.070 0.77 0.93 <0.050 -- -- -- ND ND 52 48

--05/31/12 20.9 0.05.0 1.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.16.4 7.4SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.16.1 9.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.8 0.06.1 10.5SV-202AD -- --<2.0 <0.50 <0.50 0.52 <0.50 <0.050 <0.050 <0.050 0.095 0.094 <0.050 -- -- -- ND ND 100 ND

--07/24/12 20.9 0.06.3 14.7SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.06.4 6.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.06.4 5.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.9 0.06.0 0.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.04.6 6.6SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.04.5 6.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.04.4 8.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.15.0 8.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.14.9 3.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.05.3 3.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.7 0.65.2 1.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.5 0.35.0 3.6SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.5 0.46.1 0.2SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.16.6 4.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--02/26/13 20.7 0.18.1 0.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.6 0.19.2 10.9SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.013.3 0.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.7 0.46.5 3.9SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.7 0.57.2 4.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.2 0.47.6 0.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-202AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.28.1 7.0SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.7 0.17.8 5.2SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.16.7 5.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.07.0 14.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.8 0.06.4 11.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.15.4 4.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.05.5 0.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.15.5 1.1SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.07.2 6.8SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.8 0.07.4 7.4SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.06.7 0.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.05.6 1.5SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.15.1 1.3SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.05.4 4.6SV-202AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 19.3 2.20.0 251SV-203AMD -- --220 0.50 1.2 140 47 <0.050 0.20 <0.050 13 16 <0.050 -- -- -- <1 <1 74 25

TO-1410/29/10 20.8 0.12.0 82.9SV-203AMD -- --210 <0.50 6.2 73 120 2.1 17 6.5 12 22 <0.050 -- -- -- ND 3.1 37 60

TO-1401/07/11 20.9 0.15.2 284SV-203AMD -- --340 1.3 11 180 150 2.7 3.8 8.7 20 33 <0.050 -- -- -- <1 3.2 53 44

--01/21/11 -- --2.8 --SV-203AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/03/11 20.9 0.04.2 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.8 0.04.4 11.9SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.24.5 81.6SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.05.2 16.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.05.3 31.1SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.9 0.24.4 18.2SV-203AMD -- --35 <0.50 <0.50 1.2 28 <0.050 <0.050 0.068 0.30 0.39 <0.050 -- -- -- ND ND 4.1 96

--07/21/11 20.9 0.04.7 21.9SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 20.9 0.04.2 0.0SV-203AMD -- --79 <0.50 <0.50 1.5 85 <0.050 <0.050 <0.050 0.11 0.12 <0.050 -- -- -- ND ND 1.7 98

--08/17/11 20.9 0.03.7 1.1SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 -- --3.5 --SV-203AMD Unable to draw sample due to 

equipment malfunction.

-- --85 <0.50 <0.50 0.58 94 <0.050 <0.050 <0.050 0.052 <0.050 <0.050 -- -- -- ND ND <1 99
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--09/14/11 20.9 --3.2 10.2SV-203AMD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.9 0.01.1 3.6SV-203AMD -- --3.5 <0.50 <0.50 <0.50 3.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--10/21/11 20.9 0.43.5 0.7SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.9 0.13.0 0.8SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.9 0.21.5 4.4SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-203AMD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.9 0.23.5 0.0SV-203AMD -- --8.3 <0.50 <0.50 <0.50 9.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--12/21/11 -- ---- --SV-203AMD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.03.7 0.3SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-203AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.9 0.13.6 1.2SV-203AMD -- --2.5 <0.50 <0.50 <0.50 2.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--02/20/12 20.9 0.04.0 2.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.03.0 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.9 0.03.2 0.0SV-203AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--04/05/12 20.9 0.02.7 1.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.04.0 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.03.8 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.03.8 0.0SV-203AMD -- --11 <0.50 3.2 10 <0.50 0.053 3.2 1.4 2.1 6.2 <0.050 -- -- -- ND 24 76 ND

--05/31/12 20.9 0.03.7 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.24.7 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.04.7 2.4SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.9 0.04.3 1.2SV-203AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--07/24/12 20.9 0.04.6 2.6SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.04.8 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.04.7 1.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.9 0.04.5 0.0SV-203AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--09/21/12 20.9 0.03.2 1.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.03.2 3.4SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-203AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/16/12 20.9 0.03.0 1.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.4 4.6SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.03.1 2.6SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.08.8 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.04.4 0.0SV-203AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--01/04/13 20.9 0.03.8 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.03.5 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.04.2 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.0 0.2SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.7 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.05.4 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.05.1 11.8SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.05.0 6.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.03.1 6.9SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.05.3 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-203AMD Unable to drae sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.05.2 2.8SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.05.0 5.4SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.14.0 2.7SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.03.9 3.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.03.7 7.1SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.03.4 4.2SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.03.3 1.2SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.03.1 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.04.1 5.9SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.3 3.4SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.03.4 0.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.03.8 0.3SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.03.5 0.0SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.03.6 1.5SV-203AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/07/10 -- --0.0 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/29/10 -- --0.0 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/11 -- ---- --SV-203AD Unable to draw sample. Lab data 

mistakenly collected.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1401/07/11 -- --0.5 --SV-203AD -- --340 3.0 31 240 69 7.8 11 18 34 56 <0.050 -- -- -- <1 9.0 70 20

--01/21/11 -- --0.6 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/03/11 -- --3.0 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 -- --0.1 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 -- --0.1 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 -- --0.2 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 -- --0.1 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--07/07/11 -- --0.0 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/11 -- --0.0 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/11 -- --4.2 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/17/11 -- --3.8 --SV-203AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/31/11 -- --3.6 --SV-203AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/14/11 20.6 --3.3 20.1SV-203AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.8 0.41.0 26.5SV-203AD -- --3.1 <0.50 <0.50 1.4 1.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND 54 46

--10/21/11 20.6 0.63.7 27.9SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.7 0.23.2 21.6SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.9 0.31.6 14.8SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-203AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.7 0.43.7 0.0SV-203AD -- --2.6 <0.50 <0.50 0.53 2.6 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND 17 83

--12/21/11 -- ---- --SV-203AD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.03.9 8.8SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-203AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.8 0.23.8 0.4SV-203AD -- --<2.0 <0.50 <0.50 <0.50 0.58 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--02/20/12 20.9 0.04.0 1.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.03.1 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.9 0.03.2 0.0SV-203AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--04/05/12 20.9 0.02.7 1.1SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.04.1 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.23.9 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.03.9 0.0SV-203AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/31/12 20.9 0.03.7 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.24.8 0.3SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.04.6 1.3SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.9 0.04.5 1.1SV-203AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--07/24/12 20.9 0.04.7 1.9SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.04.9 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.04.8 0.6SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.9 0.04.7 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.03.4 0.1SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.03.2 2.6SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--10/16/12 20.9 0.03.1 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.4 2.7SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.03.2 2.1SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.03.9 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.03.9 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.03.6 0.4SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.04.3 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.0 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.04.7 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.05.4 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.05.1 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.05.2 1.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.03.4 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.05.5 5.5SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-203AD Unable to draw sample fue to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.05.3 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.05.1 0.4SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.04.3 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.04.0 0.5SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.03.8 3.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.04.8 0.6SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.03.4 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.03.2 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.04.2 1.1SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.04.4 1.2SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.03.5 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.03.9 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.03.7 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.03.7 0.0SV-203AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 19.1 1.20.0 1,559SV-204AMD -- --1,100 4.8 250 820 200 7.1 100 34 120 250 <0.050 -- -- -- <1 20 64 16

TO-1410/29/10 20.9 0.02.1 202SV-204AMD -- --120 <0.50 <0.50 64 38 <0.050 0.12 0.20 15 17 <0.050 -- -- -- ND ND 63 37

--01/05/11 20.9 0.04.9 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1401/07/11 -- ---- --SV-204AMD -- --110 <0.50 <0.50 74 15 <0.050 <0.050 0.29 17 19 <0.050 -- -- -- ND ND 83 17

--01/21/11 -- ---- --SV-204AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/03/11 20.8 0.04.2 206SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.8 0.04.5 36.3SV-204AMD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--05/19/11 20.9 0.05.0 190SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.05.2 378SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.05.1 263SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.9 0.04.3 153SV-204AMD Water in line.-- --30 <0.50 <0.50 9.5 17 <0.050 0.35 0.35 2.1 3.0 <0.050 -- -- -- ND ND 36 64

--07/21/11 20.9 0.04.5 159SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 20.1 0.00.6 125SV-204AMD -- --14 <0.50 <0.50 3.5 12 <0.050 0.13 0.15 0.93 1.4 <0.050 -- -- -- ND ND 23 77

--08/17/11 20.9 0.03.8 120SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 20.9 0.03.6 81.1SV-204AMD -- --11 <0.50 <0.50 0.85 11 <0.050 <0.050 <0.050 0.25 0.37 <0.050 -- -- -- ND ND 7.2 93

--09/14/11 20.9 --3.5 45.6SV-204AMD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.9 0.03.7 17.8SV-204AMD -- --2.5 <0.50 <0.50 <0.50 2.6 <0.050 <0.050 <0.050 0.068 0.12 <0.050 -- -- -- ND ND ND 100

--10/21/11 20.8 0.14.0 14.2SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.8 0.03.3 14.2SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.4 0.21.7 23.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-204AMD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.9 0.32.3 10.0SV-204AMD -- --3.4 <0.50 <0.50 1.0 3.4 <0.050 <0.050 <0.050 0.15 0.24 <0.050 -- -- -- ND ND 23 77

--12/21/11 20.9 0.00.1 4.1SV-204AMD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.04.0 16.1SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-204AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 20.9 0.14.0 22.3SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 20.9 0.04.3 7.3SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.02.0 10.5SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 20.9 0.03.3 108SV-204AMD Laboratory sample not collected due to 

field sheet error.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 20.9 0.02.7 11.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.04.1 9.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.03.8 10.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/23/12 20.9 0.03.6 11.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.03.6 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.04.8 0.4SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.24.4 5.8SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 20.8 0.04.2 5.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 0.04.2 7.1SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.04.5 2.8SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.04.5 4.1SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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TO-1409/05/12 20.9 0.04.3 0.0SV-204AMD -- --<2.0 <0.50 <0.50 <0.50 0.87 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--09/21/12 20.9 0.03.6 2.2SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.03.7 3.2SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-204AMD -- --<2.0 <0.50 <0.50 <0.50 0.51 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--10/16/12 20.9 0.03.3 7.5SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.03.7 4.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.03.6 2.6SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.03.8 0.9SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.04.2 4.3SV-204AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.078 <0.050 0.085 0.21 <0.050 -- -- -- ND ND ND ND

--01/04/13 20.9 0.04.2 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.04.0 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.04.5 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.04.5 0.7SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.05.5 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.06.3 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.05.9 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.04.9 1.6SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.03.1 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.05.1 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-204AMD Unable to draw due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.04.8 1.3SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.05.0 1.3SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.05.0 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.04.8 0.8SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.04.6 3.7SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 1.23.8 0.3SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.03.8 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.03.7 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.05.0 2.5SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.05.2 1.1SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.04.6 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.04.1 0.8SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.03.7 0.0SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.03.7 1.8SV-204AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/07/10 -- --0.0 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/29/10 -- --0.0 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--01/05/11 -- --0.0 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/21/11 -- ---- --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/03/11 -- --0.0 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 -- --0.0 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 -- --1.9 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 -- --10.5 --SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 -- --7.8 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- --17.7 --SV-204AD Unalbe to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/21/11 -- --15.1 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/03/11 -- --4.1 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/17/11 -- --0.1 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/31/11 -- --0.3 --SV-204AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/14/11 -- --0.3 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.9 0.20.0 5.4SV-204AD -- --15 <0.50 <0.50 <0.50 16 <0.050 0.20 <0.050 0.083 0.19 0.15 -- -- -- ND ND ND 100

--10/21/11 -- --11.3 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 -- --16.9 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 -- --3.3 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-204AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 -- --14.1 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 -- --12.5 --SV-204AD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 -- --80.5 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-204AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/01/12 -- --2.3 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/20/12 -- --15.7 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 -- --16.4 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/22/12 -- --19.4 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/05/12 -- --20.3 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 -- --61.7 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 -- --9.9 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/23/12 -- --10.8 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 -- --7.1 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 -- --24.7 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 -- --10.8 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--07/11/12 -- --6.8 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 -- --12.5 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 -- --17.9 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 -- --15.0 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 -- --12.2 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 -- --17.3 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 -- --10.4 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 -- --15.5 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 -- --12.5 --SV-204AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.5 0.57.7 53.8SV-204AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 19.5 0.67.7 55.2SV-204AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 0.11 -- -- -- ND ND ND ND

--01/04/13 20.9 0.37.0 5.7SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.16.4 2.7SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.37.1 2.3SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.26.9 4.2SV-204AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.051 <0.050 -- -- -- ND ND ND ND

--02/26/13 20.9 0.08.2 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.06.5 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.18.3 1.5SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.9 0.17.8 3.4SV-204AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1404/19/13 20.9 0.17.8 3.4SV-204AD-DU

P

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.15.5 0.7SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.08.0 1.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-204AD Unable to draw due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.16.2 5.4SV-204AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--06/19/13 20.9 0.05.8 3.9SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.07.5 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.07.1 4.5SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.06.9 5.3SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.011.4 0.6SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.04.7 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.04.7 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.17.4 2.7SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.07.7 1.5SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.07.0 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.06.1 0.0SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--11/20/13 20.9 0.05.8 0.2SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.05.9 0.1SV-204AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 14.2 8.50.0 6,756SV-205AD -- --4,500 13 690 4,000 530 2.6 480 400 620 1,700 0.30 -- -- -- <1 13 76 10

TO-1410/29/10 19.0 9.43.7 6,462SV-205AD -- --2,000 0.58 56 1,500 360 1.1 190 190 280 730 0.16 -- -- -- <1 2.9 78 19

--01/05/11 20.9 0.76.7 2,692SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1401/07/11 -- ---- --SV-205AD -- --980 <0.50 3.3 770 50 <0.050 18 78 160 350 <0.050 -- -- -- ND <1 94 6.1

--01/21/11 20.5 0.23.5 3,652SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/03/11 20.4 0.06.2 12.3SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/13/11 20.7 0.08.7 400SV-205AD Water in line,-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.225.1 1,445SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.213.0 2,561SV-205AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.020.5 1,257SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.9 0.19.2 314SV-205AD Water in line.-- --170 <0.50 <0.50 55 100 <0.050 0.31 7.4 25 45 <0.050 -- -- -- ND ND 35 65

--07/21/11 20.9 0.29.9 432SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 20.9 0.19.3 482SV-205AD -- --120 <0.50 <0.50 39 94 <0.050 0.091 2.3 15 23 <0.050 -- -- -- ND ND 29 71

--08/17/11 20.9 0.19.2 660SV-205AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 20.7 0.29.7 321SV-205AD -- --69 <0.50 <0.50 18 64 <0.050 <0.050 0.39 7.7 6.8 <0.050 -- -- -- ND ND 22 78

--09/14/11 20.8 --11.1 167SV-205AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.8 0.41.3 91.7SV-205AD -- --18 <0.50 <0.50 7.5 11 <0.050 <0.050 0.18 1.9 1.7 <0.050 -- -- -- ND ND 41 59

--10/21/11 20.7 0.69.9 100SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.7 0.125.0 58.6SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.8 0.227.3 167SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-205AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.8 0.28.1 80.0SV-205AD -- --57 <0.50 <0.50 17 38 <0.050 <0.050 0.10 1.1 0.92 <0.050 -- -- -- ND ND 31 69

--12/21/11 20.8 0.21.3 95.1SV-205AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.8 0.17.4 114SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-205AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.6 0.27.3 70.6SV-205AD -- --69 <0.50 <0.50 31 29 <0.050 <0.050 0.068 0.86 0.67 <0.050 -- -- -- ND ND 52 48

--02/20/12 20.9 0.27.4 73.4SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.05.9 51.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.9 0.09.8 600SV-205AD -- --84 <0.50 <0.50 40 33 <0.050 <0.050 0.054 0.37 0.34 <0.050 -- -- -- ND ND 55 45

--04/05/12 20.9 0.04.7 61.2SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.29.1 117SV-205AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.47.8 153SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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TO-1405/23/12 20.9 0.27.5 133SV-205AD -- --8.9 <0.50 <0.50 3.3 4.7 <0.050 <0.050 <0.050 0.092 0.11 <0.050 -- -- -- ND ND 41 59

TO-1405/23/12 20.9 0.27.5 133SV-205AD-DU

P

-- --48 <0.50 <0.50 15 25 <0.050 <0.050 <0.050 0.18 0.21 <0.050 -- -- -- ND ND 38 63

--05/31/12 20.9 0.05.7 90.6SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.08.5 28.1SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.2 0.211.2 14.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.5 0.210.0 23.8SV-205AD -- --20 <0.50 <0.50 3.0 16 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND 16 84

--07/24/12 20.9 0.010.9 21.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.112.8 13.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.012.6 17.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.9 0.113.4 7.8SV-205AD -- --15 <0.50 <0.50 3.8 12 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND 24 76

--09/21/12 20.9 0.115.3 13.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.116.0 11.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-205AD -- --5.6 <0.50 <0.50 0.90 4.4 <0.050 <0.050 <0.050 0.17 0.10 <0.050 -- -- -- ND ND 17 83

--10/16/12 20.9 0.011.3 18.9SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.7 0.110.5 16.5SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.111.8 5.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.8 0.111.5 5.5SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/14/12 -- --82.3 --SV-205AD Unable to draw due to water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.19.1 1.3SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.017.0 4.6SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.115.9 0.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.13.0 6.3SV-205AD -- --<2.0 <0.50 <0.50 <0.50 0.63 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--02/26/13 20.7 0.19.0 3.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.04.3 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- --23.1 --SV-205AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.9 0.122.9 8.5SV-205AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.017.0 2.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.07.3 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.9 0.18.6 2.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.18.2 4.2SV-205AD -- --<2.0 <0.50 <0.50 <0.50 0.53 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--06/19/13 20.9 0.08.3 0.6SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.08.5 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.08.3 4.6SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.17.9 4.8SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.07.3 5.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.9 0.07.1 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--09/11/13 20.8 0.07.2 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.06.6 3.4SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.8 0.06.4 2.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.05.9 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.16.8 0.0SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.06.3 0.1SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.06.0 1.7SV-205AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 19.1 1.20.7 31.8SV-206AD -- --230 2.5 31 190 33 0.62 5.2 11 33 69 0.066 -- -- -- <1 12 74 13

TO-1410/29/10 17.7 4.93.6 988SV-206AD -- --1,000 5.7 63 750 130 0.55 7.6 9.2 170 260 0.31 -- -- -- <1 6.6 79 14

--01/05/11 20.2 3.17.3 126SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/21/11 19.6 1.64.3 127SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/03/11 19.4 1.86.7 8.3SV-206AD -- --33 <0.50 0.67 14 14 <0.050 0.38 0.62 2.0 3.5 <0.050 -- -- -- ND 2.3 49 49

--05/13/11 20.7 0.28.7 0.0SV-206AD Water in line,-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.09.1 16.8SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.1 0.810.2 9.9SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 18.9 0.09.8 28.6SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.7 0.88.8 1.5SV-206AD Water in line.-- --80 <0.50 <0.50 3.0 69 <0.050 <0.050 <0.050 0.46 0.45 <0.050 -- -- -- ND ND 4.2 96

--07/21/11 18.6 0.89.4 28.2SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 19.0 1.29.2 0.0SV-206AD -- --80 <0.50 <0.50 0.72 82 <0.050 <0.050 <0.050 0.24 0.39 <0.050 -- -- -- ND ND <1 99

--08/17/11 19.5 1.49.4 15.7SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 19.5 1.49.5 1.8SV-206AD -- --84 <0.50 <0.50 1.0 84 <0.050 <0.050 <0.050 0.099 0.13 <0.050 -- -- -- ND ND 1.2 99

--09/14/11 19.8 --9.2 17.3SV-206AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.2 0.80.0 7.0SV-206AD -- --31 <0.50 <0.50 <0.50 35 <0.050 <0.050 <0.050 0.081 0.12 <0.050 -- -- -- ND ND ND 100

--10/21/11 20.2 1.311.2 3.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 19.9 0.89.9 8.2SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.5 0.86.3 3.3SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-206AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.5 0.89.5 0.0SV-206AD -- --98 <0.50 <0.50 <0.50 86 <0.050 <0.050 <0.050 <0.050 0.050 <0.050 -- -- -- ND ND ND 100

--12/21/11 20.5 0.80.1 0.0SV-206AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.6 0.611.3 6.6SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-206AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 19.4 0.89.7 8.8SV-206AD -- --7.9 <0.50 <0.50 2.4 4.0 <0.050 <0.050 <0.050 0.10 0.12 <0.050 -- -- -- ND ND 38 63

--02/20/12 20.7 0.011.2 23.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.04.3 100SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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TO-1403/22/12 19.6 0.86.8 0.0SV-206AD -- --3.8 <0.50 <0.50 0.97 2.3 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND 30 70

--04/05/12 20.4 0.36.4 3.2SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.8 0.49.8 1.9SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.7 0.68.9 4.7SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.29.3 4.3SV-206AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/31/12 20.9 0.08.6 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.012.2 6.6SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.210.9 3.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.5 0.510.1 7.4SV-206AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--07/24/12 20.9 0.010.1 6.6SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.8 0.310.8 2.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.010.5 2.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/05/12 20.9 0.211.6 0.0SV-206AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/21/12 20.9 0.19.4 5.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.08.9 5.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/16/12 20.9 0.17.8 8.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.19.1 5.3SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.09.5 2.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.5 0.211.7 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/14/12 20.7 0.211.2 1.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/04/13 20.9 0.37.3 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.08.0 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.07.7 0.0SV-206AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.09.1 3.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.09.2 2.6SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.010.5 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.7 0.21.3 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.9 0.09.2 6.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.08.1 0.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.09.3 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 20.5 0.512.5 2.2SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.8 0.312.0 3.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.6 0.211.9 1.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 18.4 0.211.8 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 18.6 1.411.6 3.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 18.2 1.511.2 9.1SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.6 0.010.1 5.7SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%)(ppmv)(ppmv) (%) (°F)
--08/29/13 20.8 0.310.2 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.8 0.310.7 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.08.0 4.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.08.0 2.7SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.06.9 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.07.5 0.0SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/21/13 20.9 0.07.6 0.5SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.07.2 3.2SV-206AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 8.2 20.00.0 570SV-207AD DIL1-- --1,500 13 260 1,200 180 13 98 130 190 440 1.6 -- -- -- <1 16 73 11

--10/29/10 -- ---- --SV-207AD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/11 20.9 0.18.4 609SV-207AD Water in line.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/21/11 20.5 0.25.9 1,192SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/03/11 19.1 1.09.4 21.5SV-207AD -- --150 <0.50 8.9 89 44 0.53 6.1 6.0 15 26 <0.050 -- -- -- ND 6.3 63 31

--05/13/11 20.3 0.412.1 920SV-207AD Water in line,-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 20.9 0.012.2 195SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 20.9 0.013.1 113SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 20.9 0.013.0 53.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.9 0.212.3 29.9SV-207AD -- --36 <0.50 <0.50 7.1 25 <0.050 0.33 0.88 2.6 4.7 <0.050 -- -- -- ND ND 22 78

--07/21/11 20.9 0.112.6 101SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 20.7 0.08.1 5.8SV-207AD -- --21 <0.50 <0.50 6.9 19 <0.050 0.14 0.40 1.8 2.4 <0.050 -- -- -- ND ND 27 73

--08/17/11 20.9 0.012.5 31.0SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 20.4 0.212.0 67.5SV-207AD -- --3.5 <0.50 <0.50 1.3 2.8 <0.050 0.069 0.29 0.66 1.2 <0.050 -- -- -- ND ND 32 68

--09/14/11 20.4 --11.7 71.5SV-207AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.4 0.45.5 274SV-207AD -- --2.0 <0.50 <0.50 1.2 0.90 <0.050 0.10 0.43 0.77 1.4 <0.050 -- -- -- ND ND 57 43

--10/21/11 20.9 0.011.8 28.2SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.2 0.410.5 216SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.8 0.26.7 50.6SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-207AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.5 0.410.3 200SV-207AD -- --13 <0.50 <0.50 3.9 7.8 <0.050 0.058 0.34 0.73 1.2 <0.050 -- -- -- ND ND 33 67

--12/21/11 20.8 0.22.4 34.8SV-207AD SVE system shut down.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.09.5 23.1SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-207AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.8 0.09.2 21.5SV-207AD -- --2.0 <0.50 <0.50 0.70 1.3 <0.050 <0.050 <0.050 0.11 0.19 <0.050 -- -- -- ND ND 35 65
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(%)(ppmv)(ppmv) (%) (°F)
--02/20/12 20.9 0.29.8 147SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.42.6 17.3SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.9 0.04.4 415SV-207AD -- --8.3 <0.50 <0.50 4.3 3.2 <0.050 0.070 0.19 1.3 1.2 <0.050 -- -- -- ND ND 57 43

--04/05/12 20.9 0.13.8 117SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.07.4 53.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 19.6 1.67.3 850SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/23/12 -- ---- --SV-207AD Well not sampled.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/31/12 20.6 0.27.3 70.9SV-207AD -- --5.1 <0.50 <0.50 2.7 2.1 <0.050 <0.050 0.19 0.54 0.65 <0.050 -- -- -- ND ND 56 44

--06/07/12 20.9 0.09.8 0.0SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 -- ---- --SV-207AD Unable to locate probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 19.4 0.810.5 621SV-207AD -- --2.4 <0.50 <0.50 1.1 1.1 <0.050 <0.050 0.059 0.16 0.21 <0.050 -- -- -- ND ND 50 50

--07/24/12 20.9 0.010.3 21.6SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.210.6 67.8SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.010.6 15.9SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.9 0.110.4 18.2SV-207AD -- --2.1 <0.50 <0.50 0.69 1.3 <0.050 <0.050 <0.050 0.082 0.089 <0.050 -- -- -- ND ND 35 65

--09/21/12 20.9 0.111.1 54.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.110.9 68.2SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-207AD -- --<2.0 <0.50 <0.50 0.55 <0.50 <0.050 <0.050 0.079 0.24 0.24 <0.050 -- -- -- ND ND 100 ND

--10/16/12 19.1 0.910.1 181SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.7 0.18.5 64.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.18.9 24.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 19.9 0.79.2 631SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 19.3 1.19.6 963SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.079 0.064 <0.050 -- -- -- ND ND ND ND

--01/04/13 20.9 0.07.1 7.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.07.3 160SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.07.5 34.1SV-207AD 28.6 w/filter.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.5 0.57.2 444SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.10 0.12 <0.050 -- -- -- ND ND ND ND

--02/26/13 20.3 0.15.5 37.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.06.4 10.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.6 0.26.0 45.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.9 0.06.9 34.6SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.06.3 8.4SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.7 0.17.2 37.9SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 19.4 1.38.9 924SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.8 0.58.5 320SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.11 0.086 <0.050 -- -- -- ND ND ND ND

--06/19/13 20.9 0.08.6 14.3SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.07.7 11.6SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--07/18/13 19.8 0.47.9 115SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 19.8 0.97.6 647SV-207AD -- --<2.0 <0.50 <0.50 0.70 <0.50 <0.050 <0.050 0.074 0.21 0.13 <0.050 -- -- -- ND ND 100 ND

TO-1408/15/13 20.6 0.48.0 5.4SV-207AD -- --2.3 <0.50 <0.50 1.6 0.55 <0.050 <0.050 0.096 0.30 0.16 <0.050 -- -- -- ND ND 74 26

--08/29/13 20.9 0.07.9 10.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.6 0.27.8 48.5SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.9 0.05.8 23.7SV-207AD -- --<2.0 <0.50 <0.50 0.85 <0.50 <0.050 0.15 0.25 0.37 0.28 <0.050 -- -- -- ND ND 100 ND

--10/10/13 20.8 0.15.8 48.1SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.8 0.25.7 121SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.17.2 18.7SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/20/13 20.9 0.16.3 69.2SV-207AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--12/04/13 20.9 0.36.1 419SV-207AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 15.2 5.40.0 1,648SV-208AD -- --4,000 25 1,400 3,200 340 12 670 400 430 1,200 0.30 -- -- -- <1 28 64 6.8

TO-1410/29/10 11.2 12.05.7 3,408SV-208AD -- --830 0.61 130 450 210 1.4 93 41 65 120 <0.050 -- -- -- <1 16 57 27

--01/05/11 13.1 9.69.4 2,342SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/21/11 14.3 7.25.0 550SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/03/11 17.6 4.08.7 0.4SV-208AD -- --31 <0.50 7.6 22 5.7 <0.050 5.5 2.5 3.6 8.7 <0.050 -- -- -- ND 22 62 16

--05/13/11 15.4 5.510.6 1,866SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/19/11 15.4 4.912.8 1,063SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/02/11 17.5 3.611.8 9,185SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/29/11 -- --11.8 --SV-208AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 17.1 4.111.8 99.1SV-208AD -- --47 <0.50 <0.50 15 22 <0.050 0.096 0.64 4.3 4.4 <0.050 -- -- -- ND ND 41 59

--07/21/11 17.7 4.111.5 98.4SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 17.1 4.011.4 56.2SV-208AD -- --34 <0.50 <0.50 14 16 <0.050 0.089 0.35 1.6 1.7 <0.050 -- -- -- ND ND 47 53

--08/17/11 17.8 3.611.3 9.6SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 17.2 4.111.1 9.9SV-208AD -- --5.6 <0.50 <0.50 1.2 5.0 <0.050 0.10 0.20 0.98 1.1 <0.050 -- -- -- ND ND 19 81

--09/14/11 15.4 --11.1 89.5SV-208AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 18.7 3.69.8 78.2SV-208AD -- --18 <0.50 <0.50 0.65 16 <0.050 <0.050 0.061 0.33 0.37 <0.050 -- -- -- ND ND 3.9 96

--10/21/11 18.2 2.911.8 211SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 17.5 3.111.7 188SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 18.0 2.98.3 266SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-208AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 19.3 2.910.7 214SV-208AD -- --75 <0.50 <0.50 0.88 77 <0.050 <0.050 <0.050 0.15 0.22 <0.050 -- -- -- ND ND 1.1 99

--12/21/11 -- ---- --SV-208AD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.4 0.62.1 1.1SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--01/18/12 -- ---- --SV-208AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 19.5 1.29.6 242SV-208AD -- --67 <0.50 <0.50 <0.50 66 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--02/20/12 20.7 0.810.1 56.7SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.012.1 13.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 18.3 2.05.4 675SV-208AD -- --54 <0.50 <0.50 1.4 54 <0.050 <0.050 <0.050 0.15 0.24 <0.050 -- -- -- ND ND 2.5 97

--04/05/12 17.1 3.05.0 336SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 19.2 0.28.1 132SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 19.1 2.28.8 135SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.87.9 123SV-208AD -- --66 <0.50 <0.50 <0.50 66 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--05/31/12 20.9 0.07.6 86.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.010.4 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.7 1.010.9 32.3SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.4 1.011.5 19.8SV-208AD -- --26 <0.50 <0.50 <0.50 25 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--07/24/12 20.9 0.610.9 25.3SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.1 0.811.5 9.5SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.1 0.611.4 13.2SV-208AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.2 0.711.0 0.0SV-208AD -- --19 <0.50 <0.50 <0.50 17 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--09/21/12 19.7 0.911.8 13.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 19.9 1.211.1 12.1SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-208AD -- --7.5 <0.50 <0.50 <0.50 6.8 <0.050 <0.050 <0.050 <0.050 0.052 <0.050 -- -- -- ND ND ND 100

--10/16/12 20.7 0.910.8 7.6SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 19.0 1.09.3 17.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 19.2 1.49.6 6.9SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 19.3 1.29.1 2.4SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 19.1 1.58.9 1.6SV-208AD -- --<2.0 <0.50 <0.50 <0.50 0.61 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

TO-1412/14/12 19.1 1.58.9 1.6SV-208AD-DU

P

-- --<2.0 <0.50 <0.50 <0.50 1.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--01/04/13 20.3 1.16.8 2.8SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 18.5 1.25.8 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 19.8 0.96.2 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 19.3 0.36.2 5.5SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 19.0 1.16.0 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 19.4 0.87.7 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 19.4 0.87.0 6.7SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 19.5 0.37.1 14.4SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 19.9 0.76.6 1.7SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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--05/09/13 20.1 0.68.7 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-208AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.76.8 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.4 0.47.4 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 16.2 3.84.4 1.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 17.2 1.94.7 5.5SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 16.7 2.34.5 6.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.06.7 60.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.6 0.66.4 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 19.8 0.86.3 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 19.4 1.07.1 6.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 19.6 0.07.2 2.1SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 19.6 0.47.0 1.3SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.2 1.16.5 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 19.8 1.36.3 0.0SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.15.9 22.6SV-208AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/11/11 -- --45.8 --SV-209AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/18/11 -- --7.3 --SV-209AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/25/11 -- --7.0 --SV-209AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/08/11 -- --0.0 --SV-209AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/11 -- --0.0 --SV-209AMD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- --0.0 --SV-209AMD Uanble to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/20/11 -- ---- --SV-209AMD Sampling discontinued due to repeated 

inability to draw a sample.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 -- ---- --SV-209AMD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 -- ---- --SV-209AMD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-209AMD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 19.5 2.84.6 3,350SV-209AMD -- --100 <0.50 15 73 19 0.71 2.0 4.0 14 35 <0.050 -- -- -- ND 14 68 18

--02/20/12 19.5 1.64.7 778SV-209AMD DIL2-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 18.9 0.00.0 3,000SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 19.3 1.82.4 2,300SV-209AMD -- --400 4.4 150 220 41 1.8 7.8 14 47 130 <0.050 -- -- -- 1.1 36 53 9.9

--04/05/12 19.4 0.73.0 4,718SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.5 0.44.0 1,560SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.5 0.23.9 1,734SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.03.9 1,142SV-209AMD -- --360 2.3 63 150 120 0.40 1.2 3.2 22 23 <0.050 -- -- -- <1 19 45 36
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(%)(ppmv)(ppmv) (%) (°F)
--05/31/12 20.2 0.53.3 2,000SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.04.7 200SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.14.7 349SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.7 0.64.4 344SV-209AMD -- --160 0.60 20 56 85 0.095 0.37 1.0 5.1 6.9 <0.050 -- -- -- <1 12 35 53

--07/24/12 20.9 0.04.5 46.3SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.5 0.34.9 190SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.5 0.25.1 205SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.9 0.14.6 81.9SV-209AMD -- --120 5.2 43 48 71 0.054 0.27 0.41 2.3 2.5 <0.050 -- -- -- 3.1 26 29 42

--09/21/12 20.6 0.25.3 129SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.24.7 102SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-209AMD -- --54 <0.50 7.6 11 33 0.084 0.63 0.69 2.4 3.5 <0.050 -- -- -- ND 15 21 64

--10/16/12 20.9 0.08.7 6.7SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.6 0.14.5 92.1SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.14.7 25.8SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.7 0.14.0 84.5SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.15.3 57.7SV-209AMD -- --9.6 <0.50 3.6 5.1 1.5 <0.050 0.14 0.15 0.44 0.84 <0.050 -- -- -- ND 35 50 15

--01/04/13 20.9 0.04.4 42.1SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.04.2 13.0SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.13.7 58.5SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.13.9 48.7SV-209AMD -- --14 <0.50 3.5 3.5 5.6 <0.050 0.12 0.16 0.28 0.79 <0.050 -- -- -- ND 28 28 44

--02/26/13 -- --0.3 --SV-209AMD Unable to draw sample due to water in 

line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/06/13 20.9 0.02.6 2.8SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.03.3 24.5SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.7 0.02.9 35.9SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.7 0.03.9 11.2SV-209AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.13.9 26.5SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.7 0.14.1 18.3SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-209AMD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.23.4 15.4SV-209AMD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--06/19/13 20.8 0.14.1 19.0SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.23.9 44.2SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.6 0.33.9 46.3SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/01/13 20.8 0.33.9 58.5SV-209AMD -- --9.9 <0.50 4.1 4.9 1.7 <0.050 0.078 0.18 0.30 0.77 <0.050 -- -- -- ND 38 46 16

TO-1408/01/13 20.8 0.33.9 58.5SV-209AMD-D

UP

-- --13 <0.50 4.2 5.7 3.8 <0.050 0.099 0.28 0.42 1.4 <0.050 -- -- -- ND 31 42 28
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--08/15/13 20.8 0.23.1 33.8SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.6 0.22.9 25.9SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.7 0.23.0 23.2SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.9 0.02.9 13.7SV-209AMD -- --3.4 <0.50 1.1 1.7 0.76 <0.050 0.089 0.63 0.35 0.74 <0.050 -- -- -- ND 31 48 21

--10/10/13 20.9 0.02.7 25.1SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.02.9 7.4SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.23.7 37.2SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/20/13 20.9 0.23.6 26.0SV-209AMD -- --6.1 <0.50 3.2 2.8 <0.50 <0.050 0.090 0.16 0.29 0.83 <0.050 -- -- -- ND 53 47 ND

--12/04/13 20.9 0.13.5 22.6SV-209AMD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 17.4 6.30.0 7.2SV-209AD -- --1,300 31 610 760 140 31 140 30 96 240 <0.050 -- -- -- 2.0 40 49 9.1

TO-1410/29/10 20.4 2.04.3 124SV-209AD -- --200 <0.50 3.3 50 150 <0.050 2.6 3.0 9.4 16 <0.050 -- -- -- ND 1.6 25 74

--01/05/11 20.9 0.16.7 17.4SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/21/11 20.8 0.54.2 50.9SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/03/11 20.3 0.46.1 44.0SV-209AD -- --46 0.86 22 18 6.3 4.0 2.2 2.5 3.0 4.2 <0.050 -- -- -- 1.8 47 38 13

Volatile Organic Compounds by GC/MS05/11/11 20.7 0.25.5 8.4SV-209AD -- --1.2 <0.25 0.34 0.86 <1.1 <0.050 <0.050 <0.050 0.073 0.18 <0.050 -- -- -- ND -- -- ND

Volatile Organic Compounds by GC/MS05/18/11 20.9 0.05.9 7.4SV-209AD -- --8.2 <0.25 <0.12 4.2 4.0 <0.050 <0.050 <0.050 0.12 0.22 <0.050 -- -- -- ND ND -- --

--05/25/11 20.9 0.15.9 2.5SV-209AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/08/11 20.9 0.05.6 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/11 20.9 0.92.0 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.9 0.25.1 8.3SV-209AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 0.056 0.23 0.43 <0.050 -- -- -- ND ND ND ND

TO-1407/07/11 20.9 0.25.1 8.3SV-209AD-DU

P

-- --5.8 <0.50 <0.50 1.5 3.6 <0.050 <0.050 0.084 0.36 0.52 <0.050 -- -- -- ND ND 29 71

--07/20/11 20.9 0.15.1 4.7SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 20.9 0.04.5 0.0SV-209AD -- --12 <0.50 <0.50 1.1 12 <0.050 <0.050 <0.050 0.16 0.20 <0.050 -- -- -- ND ND 8.4 92

--08/17/11 -- --4.9 --SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 20.9 0.12.1 5.5SV-209AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 0.080 0.17 <0.050 -- -- -- ND ND ND ND

--09/14/11 20.9 --4.1 1.1SV-209AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.8 0.34.5 12.8SV-209AD -- --32 <0.50 <0.50 1.3 32 <0.050 0.41 0.13 0.19 0.52 <0.050 -- -- -- ND ND 3.9 96

--10/21/11 20.9 0.04.9 1.2SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.8 0.04.7 8.8SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.9 0.03.3 1.7SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-209AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.8 0.25.1 0.2SV-209AD -- --190 <0.50 <0.50 <0.50 190 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--12/21/11 -- ---- --SV-209AD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 20.9 0.00.5 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--01/18/12 -- ---- --SV-209AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.9 0.24.6 6.3SV-209AD -- --<2.0 <0.50 <0.50 <0.50 0.58 <0.050 <0.050 <0.050 0.058 0.15 <0.050 -- -- -- ND ND ND 100

--02/20/12 20.9 0.04.7 39.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.04.6 1.1SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.9 0.03.3 0.0SV-209AD -- --19 <0.50 <0.50 0.56 19 <0.050 <0.050 <0.050 <0.050 0.072 <0.050 -- -- -- ND ND 2.9 97

--04/05/12 20.9 0.03.8 13.1SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.04.1 3.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 20.9 0.04.3 12.5SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.03.7 0.0SV-209AD -- --2.7 <0.50 <0.50 1.0 1.5 <0.050 0.31 0.061 0.12 0.32 <0.050 -- -- -- ND ND 40 60

--05/31/12 20.9 0.03.5 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.04.7 20.4SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.04.8 12.5SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.9 0.24.7 13.5SV-209AD -- --5.7 <0.50 <0.50 0.50 4.6 <0.050 <0.050 <0.050 <0.050 0.059 <0.050 -- -- -- ND ND 9.8 90

--07/24/12 20.9 0.04.5 3.3SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.04.9 1.8SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.05.1 11.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.9 0.14.7 0.0SV-209AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--09/21/12 20.9 0.05.3 9.2SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 0.04.8 9.1SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-209AD -- --<2.0 <0.50 <0.50 0.60 <0.50 <0.050 0.42 0.13 0.31 0.86 <0.050 -- -- -- ND ND 100 ND

--10/16/12 20.9 0.08.9 6.7SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.04.3 3.4SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.14.6 1.9SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.9 0.04.2 2.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.05.1 2.1SV-209AD -- --2.4 <0.50 <0.50 <0.50 2.4 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

--01/04/13 20.9 0.14.3 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.04.1 1.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.03.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.03.9 1.9SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.00.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.03.3 0.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.02.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.7 0.03.9 5.5SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.03.9 0.1SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.04.1 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

122013BRS Page 88 of 96



Table G.ii

Historical Soil Vapor Monitoring Field Data and Analytical Results

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

S
a
m

p
le

D
a
te

A
n

a
ly

ti
c
a
l

M
e
th

o
d

T
o

ta
l V

O
C

C
4-

C
5

C
6-

C
7

C
8-

C
10

C
11

-C
14

B
en

ze
n

e

T
o

lu
en

e

E
th

yl
b

en
ze

n
e

o
-X

yl
en

e

m
,p

-X
yl

en
es

M
T

B
E

C
O

 2

N
 2

O
 2

V
a
c
u

u
m

V
O

C

O
 2

C
O

 2

C
4
-C

5

C
6
-C

7

C
8
-C

1
0

C
1
1
-C

1
4

W
e
ll
 I
D

Notes

W
a
te

r 

C
o

n
te

n
t

S
o

il
 

T
e
m

p
e
ra

tu
re

(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--05/22/13 -- ---- --SV-209AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.03.7 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.04.1 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.6 0.23.9 44.2SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.6 0.33.9 1.6SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.04.0 5.4SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.03.1 1.3SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 20.8 0.22.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.5 0.32.9 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.02.8 4.1SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.02.7 1.7SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.02.8 0.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.23.7 37.2SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.23.6 26.0SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.13.5 1.9SV-209AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/29/10 19.1 1.81.5 2,831SV-210AD -- --2,700 46 500 1,900 88 180 1,000 220 280 550 0.16 -- -- -- 1.8 20 75 3.5

--01/05/11 5.7 18.13.1 7,272SV-210AD DIL1-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/21/11 3.0 13.42.6 0.0SV-210AD DIL1 VOC measurement not collected.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/03/11 5.7 11.62.9 0.0SV-210AD DIL1 Difficult to draw sample.-- --4,700 120 3,000 1,600 220 580 250 260 280 380 <0.050 -- -- -- 2.4 61 32 4.5

Volatile Organic Compounds by GC/MS05/11/11 19.9 1.22.4 787SV-210AD Difficult to draw sample.-- --500 <83 170 330 <370 6.9 29 11 30 56 <1.3 -- -- -- ND -- -- ND

Volatile Organic Compounds by GC/MS05/18/11 20.0 1.02.6 15.2SV-210AD -- --280 <84 100 180 <370 4.7 19 6.6 23 37 <1.3 -- -- -- ND -- -- ND

--05/25/11 18.6 1.52.4 1,469SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/08/11 -- --0.9 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/11 -- --4.5 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/07/11 -- --7.6 --SV-210AD Uanble to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/20/11 6.0 6.44.4 2,597SV-210AD DIL2, Difficult to draw sample. Moisture 

in line.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 2.4 11.71.6 381SV-210AD DIL2-- --26 0.70 5.8 14 6.6 3.2 2.3 1.5 7.3 13 <0.050 -- -- -- 2.6 21 52 24

--08/17/11 8.4 8.44.4 77.4SV-210AD DIL2 Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 5.8 9.81.0 19.6SV-210AD Difficult to draw sample due to 

equipment malfunction.

-- --13 1.8 4.8 5.2 1.2 1.7 2.0 1.0 3.1 3.5 <0.050 -- -- -- 14 37 40 9.2

--09/14/11 5.0 --1.0 148SV-210AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 6.7 9.51.1 588SV-210AD DIL1-- --4.4 <0.50 1.8 1.7 1.3 0.11 0.41 0.32 0.45 0.91 <0.050 -- -- -- ND 38 35 27

--10/21/11 3.5 14.11.3 58.8SV-210AD DIL2-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 -- --0.4 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

122013BRS Page 89 of 96



Table G.ii

Historical Soil Vapor Monitoring Field Data and Analytical Results

Mission Valley Terminal, San Diego, CA

ARCADIS CM010143.0157

Laboratory Analyses Field Monitoring Calculations

S
a
m

p
le

D
a
te

A
n

a
ly

ti
c
a
l

M
e
th

o
d

T
o

ta
l V

O
C

C
4-

C
5

C
6-

C
7

C
8-

C
10

C
11

-C
14

B
en

ze
n

e

T
o

lu
en

e

E
th

yl
b

en
ze

n
e

o
-X

yl
en

e

m
,p

-X
yl

en
es

M
T

B
E

C
O

 2

N
 2

O
 2

V
a
c
u

u
m

V
O

C

O
 2

C
O

 2

C
4
-C

5

C
6
-C

7

C
8
-C

1
0

C
1
1
-C

1
4

W
e
ll
 I
D

Notes

W
a
te

r 

C
o

n
te

n
t

S
o

il
 

T
e
m

p
e
ra

tu
re
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(%)(ppmv)(ppmv) (%) (°F)
--11/11/11 17.8 2.81.1 41.9SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-210AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/08/11 -- --0.2 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/21/11 -- ---- --SV-210AD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 -- ---- --SV-210AD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-210AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.5 0.80.1 13.1SV-210AD Difficult to draw sample.-- --5.9 <0.50 0.97 2.9 2.1 0.053 0.37 0.38 0.57 1.1 <0.050 -- -- -- ND 16 49 35

--02/20/12 20.8 0.41.7 166SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 20.9 0.03.7 1.8SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.9 0.02.1 85.4SV-210AD -- --9.5 <0.50 1.1 4.6 3.4 <0.050 0.27 0.20 0.79 1.7 <0.050 -- -- -- ND 12 51 37

--04/05/12 20.5 0.51.6 57.5SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.42.0 5.7SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 -- ---- --SV-210AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/23/12 -- --1.2 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/31/12 20.9 0.01.2 17.7SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 -- --1.6 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.02.5 14.5SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/11/12 -- --1.6 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/24/12 20.9 0.42.2 6.5SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.5 0.32.5 42.7SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.5 0.22.3 7.9SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.9 0.02.3 0.0SV-210AD -- --6.2 1.1 2.4 3.5 2.7 <0.050 0.22 0.28 0.49 0.79 <0.050 -- -- -- 11 25 36 28

--09/21/12 20.6 0.22.7 29.1SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.1 2.12.1 24.3SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-210AD -- --3.2 <0.50 0.73 2.0 0.52 <0.050 0.43 0.69 1.1 1.7 <0.050 -- -- -- ND 22 62 16

--10/16/12 20.9 0.01.4 16.2SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.7 0.02.7 23.1SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.12.4 6.5SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/30/12 20.8 0.12.4 25.1SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 20.9 0.03.4 2.8SV-210AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--01/04/13 20.9 0.11.3 4.9SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.01.2 4.6SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.11.2 5.7SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/13/13 20.9 0.11.3 16.2SV-210AD -- --<2.0 <0.50 <0.50 0.56 <0.50 <0.050 0.091 0.16 0.32 0.49 <0.050 -- -- -- ND ND 100 ND
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ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--02/26/13 20.0 0.91.1 28.3SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 19.4 0.04.2 120SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 -- --1.1 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1404/19/13 20.7 0.02.3 12.6SV-210AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 0.096 0.16 0.23 <0.050 -- -- -- ND ND ND ND

--05/02/13 20.9 0.41.7 6.7SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.8 0.12.1 6.6SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-210AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1406/05/13 20.9 0.11.7 53.8SV-210AD -- --2.4 <0.50 <0.50 2.0 <0.50 <0.050 0.099 0.33 0.62 0.65 <0.050 -- -- -- ND ND 100 ND

--06/19/13 -- --1.7 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.11.7 10.6SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.01.5 42.5SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 -- --0.4 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 -- --2.7 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 -- --0.2 --SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.11.4 0.0SV-210AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/24/13 20.9 0.24.2 96.6SV-210AD Difficult to draw sample.-- --23 <0.50 10 13 3.1 0.051 3.0 2.2 4.6 6.0 <0.050 -- -- -- ND 38 50 12

--10/10/13 -- --6.0 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 -- --1.2 --SV-210AD Unable to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.14.7 36.1SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1411/20/13 20.9 0.13.3 36.2SV-210AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.094 0.11 0.25 0.32 <0.050 -- -- -- ND ND ND ND

--12/04/13 20.9 0.00.1 9.3SV-210AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/10 0.7 20.00.6 742SV-211AD Unable to draw sample.-- --3,600 51 540 2,000 1,200 27 240 55 260 420 <0.050 -- -- -- 1.3 14 53 32

TO-1410/29/10 20.9 0.82.4 1,706SV-211AD -- --210 1.6 20 150 36 0.85 28 10 23 45 <0.050 -- -- -- <1 9.6 72 17

--01/05/11 20.9 0.03.7 756SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/21/11 20.8 0.12.9 552SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/03/11 20.7 0.03.2 164SV-211AD -- --350 <0.50 32 220 91 0.71 20 15 36 76 <0.050 -- -- -- ND 9.3 64 27

Volatile Organic Compounds by GC/MS05/11/11 20.9 0.12.7 82.2SV-211AD -- --130 <5.1 6.2 95 30 <0.082 0.83 1.3 2.8 5.8 <0.082 -- -- -- ND -- -- --

Volatile Organic Compounds by GC/MS05/18/11 20.9 0.02.8 1.7SV-211AD -- --51 <5.0 4.6 46 <22 0.13 1.2 1.1 3.5 5.8 <0.080 -- -- -- ND -- -- ND

--05/25/11 20.9 0.03.0 1.3SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/08/11 20.9 0.02.9 29.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/22/11 20.9 0.02.9 4.8SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 20.9 0.22.7 27.2SV-211AD -- --4.8 <0.50 <0.50 2.4 1.8 <0.050 0.44 0.39 1.1 2.0 <0.050 -- -- -- ND ND 57 43

--07/20/11 20.9 0.02.9 21.8SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/03/11 20.7 0.02.7 0.0SV-211AD -- --7.1 <0.50 <0.50 1.4 7.9 <0.050 0.51 0.20 0.61 1.1 <0.050 -- -- -- ND ND 15 85

--08/17/11 20.9 0.03.3 3.3SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1408/31/11 20.9 0.02.3 19.4SV-211AD -- --<2.0 <0.50 <0.50 <0.50 1.4 <0.050 0.12 0.053 0.23 0.40 <0.050 -- -- -- ND ND ND 100
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--09/14/11 20.9 --2.1 8.8SV-211AD CO2 not monitored due to equipment 

malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/07/11 20.9 0.02.3 11.5SV-211AD -- --<2.0 <0.50 <0.50 <0.50 1.4 <0.050 0.15 0.057 0.24 0.50 <0.050 -- -- -- ND ND ND 100

--10/21/11 20.9 0.03.2 3.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/28/11 20.9 0.03.0 3.7SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/11/11 20.9 0.01.6 2.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/22/11 -- ---- --SV-211AD Probe not monitored due to scheduling 

conflicts.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/08/11 20.8 0.22.1 --SV-211AD TPH by FID reading not collected due 

to equipment malfunction.

-- --20 <0.50 <0.50 0.88 23 <0.050 0.099 0.051 0.21 0.42 <0.050 -- -- -- ND ND 3.7 96

--12/21/11 -- ---- --SV-211AD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/05/12 -- ---- --SV-211AD Unable to access probe.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/18/12 -- ---- --SV-211AD Probe not sampled due to SVE system 

repairs.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1402/01/12 20.9 0.03.0 3.1SV-211AD -- --2.1 <0.50 <0.50 1.1 0.81 <0.050 0.063 <0.050 0.18 0.37 <0.050 -- -- -- ND ND 58 42

--02/20/12 20.9 0.83.1 26.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/01/12 19.5 0.62.1 18.0SV-211AD Difficult to draw sample.-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1403/22/12 20.9 0.01.3 85.4SV-211AD -- --7.4 <0.50 1.3 4.2 2.3 0.078 0.53 0.52 0.78 1.6 <0.050 -- -- -- ND 17 54 29

--04/05/12 20.9 0.02.0 7.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/27/12 20.9 0.02.2 1.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/12 -- --2.4 --SV-211AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1405/23/12 20.9 0.02.5 0.5SV-211AD -- --4.1 <0.50 <0.50 1.6 2.0 <0.050 0.096 0.051 0.26 0.41 <0.050 -- -- -- ND ND 44 56

--05/31/12 20.9 0.02.4 5.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/07/12 20.9 0.03.2 10.5SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/12 20.9 0.03.1 5.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/11/12 20.9 0.03.1 13.1SV-211AD -- --6.2 <0.50 <0.50 2.0 2.7 <0.050 0.057 0.053 0.36 0.46 <0.050 -- -- -- ND ND 43 57

--07/24/12 20.9 0.03.5 5.7SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/16/12 20.9 0.03.2 6.4SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/22/12 20.9 0.23.4 6.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1409/05/12 20.9 0.23.1 0.0SV-211AD -- --<2.0 <0.50 <0.50 0.60 <0.50 <0.050 <0.050 <0.050 0.082 0.11 <0.050 -- -- -- ND ND 100 ND

--09/21/12 20.9 0.03.5 9.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/04/12 20.9 3.03.0 7.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1410/05/12 -- ---- --SV-211AD -- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

--10/16/12 20.9 0.03.1 4.4SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/31/12 20.9 0.02.8 6.5SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/15/12 20.9 0.13.0 3.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --
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(%Total)(%)(%)(ppmv)(in. wc)

ASTM D1946-90

(%)(ppmv)(ppmv) (%) (°F)
--11/30/12 20.9 0.03.0 3.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1412/14/12 -- ---- --SV-211AD -- --<2.0 <0.50 <0.50 0.61 <0.50 <0.050 0.17 0.20 0.38 0.59 <0.050 -- -- -- ND ND 100 ND

--01/04/13 20.9 0.02.8 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/16/13 20.9 0.00.5 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--01/29/13 20.9 0.02.7 0.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/13/13 20.9 0.02.9 4.3SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--02/26/13 20.9 0.01.8 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/15/13 20.9 0.02.4 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--03/27/13 20.9 0.02.0 10.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--04/19/13 20.7 0.02.8 8.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/02/13 20.9 0.02.7 1.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/09/13 20.9 0.02.9 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--05/22/13 -- ---- --SV-211AD Unable to draw sample due to 

equipment malfunction.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/05/13 20.9 0.02.5 3.2SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--06/19/13 20.9 0.02.5 1.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/03/13 20.9 0.02.5 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--07/18/13 20.9 0.02.6 8.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/01/13 20.9 0.02.6 7.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/15/13 20.9 0.01.9 2.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--08/29/13 -- ---- --SV-211AD Unable to access probe due to 

damaged well box.

-- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/11/13 20.9 0.01.6 0.0SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--09/24/13 20.9 0.01.9 13.3SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/10/13 20.9 0.01.8 1.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--10/24/13 20.9 0.02.1 1.3SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/04/13 20.9 0.02.4 1.1SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--11/20/13 20.9 0.02.4 3.4SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

--12/04/13 20.9 0.02.4 1.9SV-211AD -- ---- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- -- --

TO-1407/07/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 1.1 <0.50 <0.050 <0.050 0.21 0.52 1.1 <0.050 -- -- -- ND ND 100 ND

TO-1408/03/11 -- ---- --EB-2 -- --48 <0.50 <0.50 1.7 39 <0.050 <0.050 <0.050 0.25 0.38 <0.050 -- -- -- ND ND 4.2 96

TO-1408/03/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 1.1 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

TO-1408/17/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND
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TO-1408/19/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.063 <0.050 -- -- -- ND ND ND ND

TO-1408/31/11 -- ---- --Equipment 

Blank

-- --6.3 <0.50 <0.50 <0.50 7.0 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

TO-1409/14/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1409/21/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 0.057 <0.050 -- -- -- ND ND ND ND

TO-1410/20/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1410/21/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1411/01/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1411/11/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1411/16/11 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1402/02/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1403/22/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1404/19/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1405/16/12 -- ---- --Equipment 

Blank

-- --4.2 <0.50 <0.50 <0.50 4.2 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100

TO-1405/23/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1405/31/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1406/11/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1407/11/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1408/08/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 0.79 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND 100
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TO-1409/05/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1412/14/12 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1404/19/13 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1408/01/13 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

GC FID08/01/13 -- ---- --Equipment 

Blank-T

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1409/24/13 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 <0.050 <0.050 <0.050 <0.050 <0.050 -- -- -- ND ND ND ND

TO-1411/21/13 -- ---- --Equipment 

Blank

-- --<2.0 <0.50 <0.50 <0.50 <0.50 <0.050 0.092 <0.050 <0.050 0.12 <0.050 -- -- -- ND ND ND ND
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Notes: 

Soil vapor probes have a 6-inch screen length and are centered within filter pack interval.

DIL1 = VOC concentration obtained via field dilution.

SCH1 = Unable to collect sample due to scheduling conflicts.

SMP = Soil moisture probe reading out of range.

in. wc = inches of water column

ppmv = parts per million by volume

°F = Degrees Fahrenheit

-- = Not Analyzed

< = Not detected above laboratory reporting limit indicated; detected above laboratory reporting limit but calculated value below indicated threshold

MTBE = Methyl tert-butyl ether

CO2 = Carbon Dioxide; O2 = Oxygen; N2 = Nitrogen

VOC = Volatile Organic Compounds

ND = Not detected above laboratory reporting limits

% = Percent by volume
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